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TACOMA, WASHINGTON

MATERIAL LEGEND

Division @32 Concrete
@3 20 P@.A FACE OF CONCRETE .
B CONCRETE REPAIR MATERIAL AT RECESS

C FACE OF EXISTING CONCRETE AT NEW OFPENING IN
EXTERIOR CONCRETE WALL AT BUILDINGS "K' AND "L"

D TOP OF CONCRETE SLAB.
E GROUT LEVELING BED

Division @5 Metals

25 31 @@.A METAL DECK WITH EDGE ANGLE WHERE OCCURS -
SEE STRUCTURAL _

Division @7 Thermal & Moisture FProtection

27 95 B.A TWO HOUR RATED FIRE BARRIER. EXTEND TO OUTSIDE |

WALL OR TWO-HOUR SHAFT WALL

B EXTEND FLOOR SEISMIC JOINT UNDER WALL JOINT TO

FACE OF STUDS
C FLUSH ALUMINUM COVER PLATE
D CONTINUOUS EXTRUDED GASKET

E MOLDED FIBERGLAS COVER WITH POLTYESTER
FABRIC '

F CONTINUOUS EXTRUDED FLEXIBLE SEAL

G CONTINUOUS EXTRUDED ALUMINUM RETAINER

H TWO HOUR UL RATED FIRE BARRIER

J BUTTYL SEALANT EACH SIDE OF FRAME ;

K ONE HOUR UL-RATED FIRE BARRIER 2 PARTITION
TYFPE 'B'

Division @9 Finishes
09 06 OD.AFLOOR FINISH VARIES. 8EE FINISH 8CHEDLUE

B EPOXY TERRAZZO FLOORING

@2 2l o2 A TUO LAYERS OF B/&8" TYPE "X' GTPSUM BOARD
EACH SIDE OF FIRE BARRIER.

B TWO HOUR RATED WALL.
C PARTITION TYPE A OR B AS SCHEDULED.

GENERAL NOTES

A ALL FIRE BARRIERS SHALL BE UL. RATED
ASSEMBLIES. INSULATION INDICATED ON
DRAUWINGS VARIES DEFPENDENT ON WIDTH OF
SEISMIC JOINT. REFER TO MANUFACTURERS
TESTED REQUIREMENTS.
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