
20+00
21+00

22+00
23+00

24+00
25+00

0.
65

%

0.00%

0.
65

%

0.
70

%
0.

65
%

0.
65

%

0.
65

%

33.34%

0.5
5%

0.
65

%

0.
65

%

0.
65

%

0.
65

%

0.
65

%

0.
50

%

1.16%

4.24%

6.72%

0.
65

%
0.

65
%

0.
65

%

0.
65

%
0.

65
%

0.
65

%

0.
65

%

0.
65

%

END

D

B

B

H

E

73
 LF

 O
F 24

" R
CP @

 0.
72

%

0.
65

%

0.
65

%

0.
65

%

SANITARY TRENCH
DRAIN SEE UTILITY

PLAN.

D

J
J

E
E

331 LF OF 18" RCP @ 1.80%

11
9 

LF
 O

F 
36

" R
C

P 
@

 0
.1

5%

45 LF OF
18" PVC @ 4.18%

268 LF OF 48" RCP @ 0.14%

TAMPA BAY

PROPOSED
DRY POND #3

TOP = 4.80'
BOTTOM = 2.80'

TAMPA BAY

PROPOSED DRY POND #3A
TOP = 4.80'

BOTTOM = 2.80'

34 LF OF 24" RCP @ 0.24%

LAT:27°46'23.15"
LONG:-82°37'33.52"

LAT:27°46'23.12"
LONG:-82°37'33.52"

LAT:27°46'22.97"
LONG:-82°37'33.52"

LAT:27°46'22.94"
LONG:-82°37'33.52"

L

L

4.54%

4.59%

1.09%

1.51%

1.43%

1.61%
1.62%

1.61%

0.
66

%

36 LF OF 24" RCP @ 0.22%

L

L

2.
03

%

D

B.O.P = 2.8'

T.O.P = 4.8'

Pier Panels

Transformer

So
lar

  S
er

vic
e  

Pa
ne

ls

Pier
Technology
Panel

Pier
Gas
Meter

Pi
er

 A
pp

ro
ac

h P
an

els

1.83%

0.72%

1.61%

1.
73

%

1.00%

4.21%

4.56%

N=1250870.3819
E=453383.3353

ST-314
PROPOSED COSP
GRATE INLET
BUBBLE UP
STRUCTURE
RIM: 2.80
SW.  INV IN: -0.20 (24")

ST-313
PROPOSED COSP

GRATE INLET
RIM: 3.60

NE.  INV OUT: 0.32 (24")

ST-310
CONTROL STRUCTURE
FDOT TYPE D
PER INDEX 232
RIM: 3.80
E.  INV OUT: -1.42 (24")
E.  INV OUT: -1.42 (24")

ST-309
CONTROL STRUCTURE
FDOT TYPE D
PER INDEX 232
RIM: 3.80
E.  INV OUT: -1.42 (24")
E.  INV OUT: -1.42 (24")

ST-315
PROPOSED WALL
PENETRATION
W.  INV IN: -1.50 (24")

ST-318
PROPOSED WALL
PENETRATION
W.  INV IN: -1.50 (24")

ST-305
PROPOSED COSP

MANHOLE
RIM: 5.84

N.  INV IN: -1.62 (36")
W.  INV IN: -0.12 (18")

E.  INV OUT: -2.62 (48")

ST-307
PROPOSED COSP

GRATE INLET WITH
ADA GRATE TOP PER

US FOUNDERY &  MANF.
RIM: 10.49

W.  INV OUT: 6.00 (18")
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PENETRATION
W.  INV IN: -1.50 (24")
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X.XX

EXISTING CONTOUR

PROPOSED CONTOUR

PROPOSED SPOT GRADE

PROPOSED SLOPE

1. THE CONTRACTOR IS SPECIFICALLY CAUTIONED THAT THE LOCATION AND/OR ELEVATION OF
EXISTING UTILITIES AS SHOWN ON THESE PLANS IS BASED ON RECORDS OF THE VARIOUS UTILITY
COMPANIES, AND WHERE POSSIBLE, MEASUREMENTS TAKEN IN THE FIELD. THE INFORMATION IS
NOT TO BE RELIED ON AS BEING EXACT OR COMPLETE. THE CONTRACTOR MUST CALL THE
APPROPRIATE UTILITY COMPANIES AT LEAST 72 HOURS BEFORE ANY EXCAVATION TO REQUEST
EXACT FIELD LOCATION OF UTILITIES. IT SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR TO
RELOCATE ALL EXISTING UTILITIES WHICH CONFLICT WITH THE PROPOSED IMPROVEMENTS
SHOWN ON THE PLANS.

2. ALL CUT OR FILL SLOPES SHALL BE 4:1 OR FLATTER UNLESS OTHERWISE NOTED.
3. EXISTING PIPES TO BE CLEANED OUT TO REMOVE ALL SILT AND DEBRIS.
4. IF ANY EXISTING STRUCTURES TO REMAIN ARE DAMAGED DURING CONSTRUCTION IT SHALL BE

THE CONTRACTORS RESPONSIBILITY TO REPAIR AND/OR REPLACE THE EXISTING STRUCTURE AS
NECESSARY TO RETURN IT TO EXISTING CONDITION OR BETTER.

5. ALL STORM PIPE ENTERING STRUCTURES SHALL BE GROUTED TO ASSURE CONNECTION AT
STRUCTURE IS WATERTIGHT.

6. ALL STORM SEWER MANHOLES IN PAVED AREAS SHALL BE FLUSH WITH PAVEMENT, AND SHALL
HAVE TRAFFIC BEARING RING & COVERS.

7. THE CONTRACTOR SHALL ADHERE TO ALL TERMS & CONDITIONS AS OUTLINED IN THE EPA OR
APPLICABLE STATE GENERAL N.P.D.E.S. PERMIT FOR STORM WATER  DISCHARGE ASSOCIATED
WITH CONSTRUCTION ACTIVITIES. CONTRACTOR SHALL ADJUST AND/OR CUT EXISTING PAVEMENT
AS NECESSARY TO ASSURE A SMOOTH FIT AND CONTINUOUS GRADE.

8. CONTRACTOR SHALL ASSURE POSITIVE DRAINAGE AWAY FROM BUILDINGS FOR ALL NATURAL
AND PAVED AREAS.

9. TOPOGRAPHIC INFORMATION IS TAKEN FROM A TOPOGRAPHIC SURVEY BY SITE BOUNDARY,
TOPOGRAPHY, UTILITY, AND ROAD INFORMATION TAKEN FROM A SURVEY BY "GEORGE F. YOUNG,
INC." DATED 3/18/2016.

10. LAND SURVEYORS.  IF THE CONTRACTOR DOES NOT ACCEPT EXISTING TOPOGRAPHY AS SHOWN
ON THE PLANS, WITHOUT EXCEPTION, THEN THE CONTRACTOR SHALL SUPPLY, AT THEIR
EXPENSE, A TOPOGRAPHIC SURVEY BY A REGISTERED LAND SURVEYOR TO THE OWNER FOR
REVIEW.

11. CONSTRUCTION SHALL COMPLY WITH ALL APPLICABLE GOVERNING CODES AND BE
CONSTRUCTED TO SAME.

12. ALL STORM STRUCTURES SHALL HAVE A SMOOTH UNIFORM POURED MORTAR INVERT FROM
INVERT IN TO INVERT OUT.

13. PROVIDE 10' MIN. SEPARATION FROM EXISTING TREES TO PROPOSED UTILITY LINES.
14. LIMITS OF WORK LINE IS OFFSET/SHOWN EXAGGERATED FOR CLARITY PURPOSE ONLY.   THE

PROPOSED LIMITS OF WORK LINE IS ALONG FACE OF SEA WALLS, MATCHING CONSTRUCTION
LIMITS ALONG PIER (BY OTHERS), AND MATCHING EDGE OF PAVEMENT AND CONCRETE SHOWN
ON PLAN.

15. CONTRACTOR MAY REUSE DEMO ASPHALT OR CONCRETE FOR NON-STRUCTURAL FILL.
16. SPOT GRADES SHOWN ALONG CURBS ARE AT THE BASE OF FACE OF CURB, ADD 0.5 FT TO

CALCULATE THE TOP  OF CURB AT BACK OF CURB, FOR  FLUSH CURB AND RAMP CUT OPENING
THE DIFFERENCE IS 0 FT.

GRADING NOTES

EXITING STORM SEWER PIPE

EXISTING CURB INLET

LEGEND
PROJECT LIMITS

EXISTING GRATE INLET

D EXISTING MANHOLE

APPROXIMATE LOCATION 100 YR.  FEMA FLOOD PLAIN

PROPOSED STORM SEWER PIPE

1.34%

APPROXIMATE LOCATION OF SPT BORING

APPROXIMATE LOCATION OF PAVEMENT CORE

APPROXIMATE LOCATION OF DOUBLE RING
INFILTRATION (DRI) TEST

SITE LEGEND
EXISTING SIDEWALK TO REMAIN

EXISTING SEAWALL CAP TO REMAIN

PROPOSED TRENCH DRAIN

PROPOSED RETAINING WALL WITH 8' HIGH CHAIN-LINK FENCE WITH (2) DOUBLE 5' GATES (SEE FENCE DETAIL)

PROPOSED 3' WIDE CONCRETE FLUME, SEE DETAIL

PROPOSED 12" WIDE ZURN TRENCH DRAIN.  GRATE TOP FLUSH WITH TOP OF CURB AND OPEN ENDS FLUSH WITH
PAVEMENT

TIE INTO EXISTING

EXISTING SEAWALL PENETRATION TO BE CAPPED.
CITY OF ST.  PETERSBURG  TYPE 'A'  CURB WITH  EXPOSED BACK OF CURB, SEE TYPICAL EXPOSED  TYPE 'A' BACK
OF CURB DETAIL (SHEET C-5.02)

CITY OF ST.  PETERSBURG  TYPE 'B'  DROP CURB FLUSH WITH PAVEMENT .

REPLACE TOP WITH GRATE INLET

PROPOSED MANATEE EXCLUSION DEVICE PER DETAIL ON SHEET C-5.04

CORE DRILL 6" DIAMETER HOLE THRU EXISTING TRASH COMPACTER WALL, FLUSH WITH PAD (INV.  = EL. ±5.28)

A

B

C

D

E

F

G

H

I

J

K

L

M

PROPOSED RETAINING WALL

(SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

(SEE GEOTECH REPORT)

5.40

TOP OF  WALLT.O.W.

MATCH EXISTINGME
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1. OR APPROVED EQUAL. CONTRACTOR TO PROVIDE SHOP DRAWINGS FOR
OWNER / LANDSCAPE ARCHITECT APPROVAL PRIOR TO INSTALLATION.

2. CONTRACTOR TO PROVIDE CONCRETE FOOTERS PER MANUFACTURER
SPECIFICATIONS.

3. CONTRACTOR TO PROVIDE INDUSTRIAL LATCH ASSEMBLY WITH DROP
ROD FOR ALL DOUBLE SWING GATES.

FENCE AND NOTES

1. GATE :MASTER HALCO 8' HT INDUSTRIAL GALVANIZED SWING GATE WITH 10'
OPENING (COLOR TO BE MIDNIGHT BLACK).

GATE NOTE

6
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