
LOWER LEVEL

Heading 001.4     (HwSet 01)
Degree

Act InActHand

1 SGL DOOR(S) B.000.02 EXIST BLDG CORRIDOR FROM INCR #13 PATHOLOGY LHR 90

3'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06                     US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-SCUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#498-TYPE B  /  SEC DWG DOOR TYPE 3

1 SGL DOOR(S) B.084 EXTERIOR @ LA VETA FROM FIRE PUMPS B.084 RHR 90

Heading 001.5     (HwSet 01)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

4 630HVY STNLESS HINGE STAEA(      4) FBB199  5 X 4-1/2  NRP

1 630RIM PANIC VONEA(      1) 98NL-OP-F  110MD-NL  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630VANDAL TRIM IVEEA(      1) VR914NL

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-SCUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 ALJAMB SEALS PEMEA(      1) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  4'

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C -  52"

1 ALTHRESHOLD PEMEA(      1) 2550A   53-1/4" NET  NO DRILL X 282A

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#2762 ADD SECURITY TYPE 1
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LOWER LEVEL

Heading 001.5     (HwSet 01)     Continued..... Degree
Act InActHand

Heading 002     (HwSet 02)
Degree

Act InActHand

1 SGL DOOR(S) B.098C MECH/GENERATOR B.098 FROM EXTERIOR AREAWAY B.100 LHR 90

3'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

3 630HVY STNLESS HINGE STAEA(      3) FBB199  4-1/2 X 4-1/2  NRP

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER, RUST INHIB LCNEA(      1) 4041-SRI  TBWMS

1 ALHEAD/JAMB SEALS PEMEA(      1) 303AS - 1/36" 2/84"

1 CLDOOR SWEEP PEMEA(      1) 315CN - 36"

1 ALTHRESHOLD PEMEA(      1) 272A - 36"  WS/PA

Totals Each Assembly to have:

REG ARM CLOSER INSTALL INSIDE MECH RM TO AVOID EXTERIOR EXPOSURE
SWAP OUT TEMP CORE FOR ICC PER TREVOR
RFI#2478 WIDTH

1 SGL DOOR(S) B.098 MECH/GENERATOR B.098 FROM EXTERIOR AREAWAY B.100 RHR 90

Heading 002.5     (HwSet 02)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

3 630HVY STNLESS HINGE STAEA(      3) FBB199  5 X 4-1/2  NRP

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER, RUST INHIB LCNEA(      1) 4041-SRI  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 ALHEAD/JAMB SEALS PEMEA(      1) 303AS - 1/42" 2/84"

1 ALTHRESHOLD PEMEA(      1) 151A - 42"  WS/PA

Totals Each Assembly to have:

REGULAR ARM CLOSER INSTALLED INSIDE MECH RM IN LIEU OF EXTERIOR EXPOSURE
SWAPPED OUT TEMP CORE FOR ICC PER TREVOR
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LOWER LEVEL

Heading 002.8     (HwSet 02)
Degree

Act InActHand

1 SGL DOOR(S) B.098A MECHANICAL CORRIDOR TO MECHANICAL B.098 LH 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 180PPS

4 630HVY STNLESS HINGE STAEA(      4) FBB199  5 X 4-1/2  NRP

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 45  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      1) 1214

1 CLHEAD/JAMB SEALS PEMEA(      1) 312CR - 1/48" 2/84"

1 CLDOOR SWEEP PEMEA(      1) 315CN - 48"

1 ALTHRESHOLD PEMEA(      1) 271A - 48"  WS/PA

Totals Each Assembly to have:

USE ICC TEMP CORE PER TREVOR // ADD DOOR PER CO #71 & CO #72
FRAME PREPED FOR ELEC HINGE & DR POS SWITCH BUT NOT USED

1 DAP DOOR(S) B.004.00.ID STERILE INSTRUMENTS B.004.00.D TO MANUAL CART WASH 90

Heading 100A+D     (HwSet NONE)
Degree

Act InActHand

5'0" x 7'0" x 1-3/4" x FIBR x HMF x NON-RTD

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI#4878 DOOR SIZE CONFIRMED / RFI#4683 FLOOR TO BE CT-1 CERAMIC TILE

1 CO FRAME(S) B.004.00.IS DECONTAMINATION B.004.00.N TO MANUAL CART WASH

Heading 100A+S     (HwSet NONE)
Degree

Act InActHand

4'8" x 7'0" x  x THPD x HMF x NON-RTD

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI #4459 USE 3-SIDED FRAME IN LIEU OF HEAD ONLY // RFI#4878 Door size clarification
REFER TO DETAIL A3/A11.3.2 FOR INSTALLATION OF STRIP DOOR @ CENTER OF HEAD
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LOWER LEVEL

Heading 100A+S     (HwSet NONE)     Continued..... Degree
Act InActHand

Heading 102     (HwSet UNEQ)
Degree

Act InActHand

1 PR DOOR(S) B.050 CORRIDOR B.007.00.C TO ELECTRIC ROOM RHA 90 90

1 PR DOOR(S) B.064 CORRIDOR B.064.00.C TO ELECTRIC ROOM LHA 90 180

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

2 652SPRING HINGE STAEA(      4) 2060R  4-1/2 X 4-1/2

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 652HINGES STAEA(      2) FBB179  4-1/2 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      2) 845

1 630DP STRIKE DCIEA(      2) 81

1 626STOREROOM LOCK SCHEA(      2) ND80TD-RHO-AM ICC  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      2) 23-030

1 628COORDINATOR DCIEA(      2) NX-648 ACT 36

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 10  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

2 626WALL STOP DONEA(      4) 1407

1 CLASTRAGAL PEMEA(      2) 355CS - 7'

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

WALL STOP @ CONC EQUIP PAD AS NEEDED  //  USE ICC TEMP CORE FROM TEMP DOOR
RFI #328 OPENING SIZE  //  B.050  RFI#1476 HDW  //  5.125 RFI #628 OPENING SIZE

1 PR DOOR(S) B.007.18.A CORRIDOR B.116.00.C FROM SEND OUT REFERRAL & PICK UPRHRA 90 90

Heading 102A.1     (HwSet 102A)
Degree

Act InActHand

6'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

6 652SWING CLEAR HINGE STAEA(      6) FBB278  4-1/2 X 4-1/2

2 630SURF VERTICAL ROD VONEA(      2) 9827L-F-LBR  996L-06  SLM      US32D-AM

2 626RIM CYLINDER SCHEA(      2) 20-057  ICA

2 626PERMANENT CORE SCHEA(      2) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

Totals Each Assembly to have:
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LOWER LEVEL

Heading 102A.1     (HwSet 102A)     Continued..... Degree
Act InActHand

2 630ARMOUR PLATE DONEA(      2) 90  36 X 35  B4E  CSK

2 630ARMOUR PLATE DONEA(      2) 90  36 X 35-11/16  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 BRNHEAD/JMB/SILL SEAL PEMEA(      1) S44D - 21'

USE LESS BOTTOM ROD (LBR) ON PANICS FOR 10" CLEAR @ BOTTOM OF DOORS
RFI #78 = 36" ARMOR PLATE BOTH SIDES

Heading 102B     (HwSet 102B)
Degree

Act InActHand

1 PR DOOR(S) B.106A CORRIDOR B.028.00.C FROM MECHANICAL RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

8 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 630SURF VERTICAL ROD VONEA(      1) 9827L-F-LBR  996L-06  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) 696

1 PRICOORD Z-BRACKET KRIEA(      1) PROVIDED WITH METAL DOOR

2 ALASTRAGAL KRIEA(      2) PROVIDED WITH METAL DOOR

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630ARMOUR PLATE DONEA(      2) 90  36 X 45  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 689HEAD & JAMB SEALS KRIEA(      1) PROVIDED WITH METAL DOOR

2 689MORTISE DR BOTTOM KRIEA(      2) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      1) PROVIDED WITH METAL DOOR

Totals Each Assembly to have:

NOTE 42 ACOUSTICAL TREATMENT STC 44 ASSEMBLY / RFI#5291 FLOOR STOP
RFI#78 36" ARMOR PLATE  RFI#667 NO SECURITY - DELETE ELECTRIC HDW

1 PR DOOR(S) B.110B CORRIDOR B.116.00.C FROM MECHANICAL B.110 RHRA 90 90

Heading 105A     (HwSet 105A)
Degree

Act InActHand

6'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS
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LOWER LEVEL

Heading 105A     (HwSet 105A)     Continued..... Degree
Act InActHand

8 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 630SURF VERTICAL ROD VONEA(      1) 9827L-F-LBR  996L-06              US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) 672

1 PRICOORD Z-BRACKET KRIEA(      1) PROVIDED WITH METAL DOOR

2 ALASTRAGAL KRIEA(      2) PROVIDED WITH METAL DOOR

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630ARMOUR PLATE DONEA(      2) 90  36 X 33  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 689HEAD & JAMB SEALS KRIEA(      1) PROVIDED WITH METAL DOOR

2 689MORTISE DR BOTTOM KRIEA(      2) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      1) PROVIDED WITH METAL DOOR

Totals Each Assembly to have:

NOTE 42 ACOUSTICAL TREATMENT STC 44 ASSEMBLY / RFI#5291 FLOOR STOP
RFI #78 36" ARMOR PLATE ONE SIDE / RFI#731 Wall

Heading 108.2     (HwSet 108)
Degree

Act InActHand

1 SGL DOOR(S) B.083.00.VA VESTIBULE STAIR #1 FROM CORRIDOR LHR 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC LATCH VONEA(      1) 98L-F  996L-BE-06  4'                US32D-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

RFI #78 ARMOR PLATE 36" ONE SIDE
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LOWER LEVEL

Heading 108A.3     (HwSet 108A)
Degree

Act InActHand

1 SGL DOOR(S) B.083 STAIR #1 FROM VESTIBULE STAIR #1 RHR 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  4'                 US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

1 SGL DOOR(S) B.032 STAIR #3 FROM CORRIDOR RHR 90

Heading 108A.4     (HwSet 108A)
Degree

Act InActHand

1 SGL DOOR(S) B.052 STAIR #4 FROM CORRIDOR B.007.00.C RHR 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

1 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-54  5 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

1 630ELEC MORTISE PANIC VONEA(      2) E9875L-F  E996L-06  4'             US32D-AM

1 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 7

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LOWER LEVEL

Heading 108A.5     (HwSet 108A)
Degree

Act InActHand

1 SGL DOOR(S) B.083.00.VB VESTIBULE STAIR #1 FROM CORRIDOR @ ELECTRIC RHR 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  4'                 US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI #78 ARMOR PLATE 36" ONE SIDE

1 SGL DOOR(S) B.030 CORRIDOR B.028.00.C FROM ELECTRICAL ROOM RHR 180

Heading 108B     (HwSet 108B)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC STORERM VONEA(      1) 98L-F  996L-NL-06  4'               US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 689HEAD & JAMB SEALS KRIEA(      1) PROVIDED WITH METAL DOOR

1 689MORTISE DR BOTTOM KRIEA(      1) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      1) PROVIDED WITH METAL DOOR

Totals Each Assembly to have:

NOTE 42 ACOUSTICAL TREATMENT REQUIRES STC 44 RATED ASSEMBLY
RFI #328 CHANGE TO 3'6" WIDE & RELOCATE  //  USE ICC CORE FROM TEMP DOOR

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 8

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LOWER LEVEL

Heading 108B.1     (HwSet 108B)
Degree

Act InActHand

1 SGL DOOR(S) B.088A CORRIDOR B.088.00.C FROM NORMAL ELECTRICAL LHR 90

1 SGL DOOR(S) B.088C CORRIDOR B.088.00.C FROM NORMAL ELECTRICAL LHR 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 630RIM PANIC STORERM VONEA(      2) 98L-F  996L-NL-06  4'               US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICC

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

1 630ARMOUR PLATE DONEA(      2) 90  36 X 45  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 689HEAD & JAMB SEALS KRIEA(      2) PROVIDED WITH METAL DOOR

1 689MORTISE DR BOTTOM KRIEA(      2) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      2) PROVIDED WITH METAL DOOR

Totals Each Assembly to have:

NOTE 42 ACOUSTICAL TREATMENT STC 44 ASSEMBLY / RFI#5291 FLOOR STOP
RFI#78 ARMOR PLATE ONE SIDE  // USE ICC CORE FROM TEMP DOOR

1 SGL DOOR(S) B.090A CORRIDOR B.088.00.C FROM EMERGENCY ELECTRICAL RHR 90

Heading 108B.2     (HwSet 108B)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC STORERM VONEA(      1) 98L-F  996L-NL-06  4'               US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      1) 1214

1 CLHEAD/JAMB SEALS PEMEA(      1) 312CR - 1/48" 2/84"

1 ALTHRESHOLD PEMEA(      1) 271A - 48"  WS/PA

Totals Each Assembly to have:

RFI#78 ARMOR PLATE ONE SIDE / RFI#1476 HDW / RFI#5291 FLOOR STOP
USE ICC CORE FROM TEMP DOOR
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LOWER LEVEL

Heading 108B.2     (HwSet 108B)     Continued..... Degree
Act InActHand

Heading 109     (HwSet 109)
Degree

Act InActHand

1 SGL DOOR(S) B.096.A STAIR #6 FROM MECHANICAL B.098 RHR 90

3'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06                     US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

PROVIDE ICC TEMP CORE FOR ELECTRICIANS

1 SGL DOOR(S) B.096B STAIR #2 FROM STAIR #2 VESTIBULE RHR 180

Heading 109.2     (HwSet 109)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  4'                 US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      1) 315CN - 48"

1 ALTHRESHOLD PEMEA(      1) 271A - 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:
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LOWER LEVEL

Heading 109.2     (HwSet 109)     Continued..... Degree
Act InActHand

Heading 112     (HwSet 112)
Degree

Act InActHand

1 SGL DOOR(S) B.036.03.B ALCOVE BEVERAGE TO BUILDING COMMAND CENTER LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

NOT ON SEC DWGS - REVISE TO HW #112 FOR NON-ELECTRIC
PROVIDE CLOSER W/STOP IN LIEU OF WALL/FLOOR STOP DUE TO COUNTER IN ROOM

1 SGL DOOR(S) B.1000 CORRIDOR TO STORAGE GENERAL RH 90

Heading 112.1     (HwSet 112)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

B.100 - NOTE 42 DELETED PER APPVL / RFI #78 ARMOR PLATE 36" ONE SIDE

1 SGL DOOR(S) B.022 CORRIDOR B.003.00.C FROM ELEVATOR MACHINE RM RHR 180

Heading 112.2     (HwSet 112)
Degree

Act InActHand
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LOWER LEVEL

Heading 112.2     (HwSet 112)     Continued..... Degree
Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626LOW STORERM LOCK SCHEA(      1) AL80TD-SAT-AM ICA  11-105 3-3/4"BS

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 626WALL STOP SEEEA(      1) 1/4" THICK MOUNTED ON WALL

1 689HEAD & JAMB SEALS KRIEA(      1) PROVIDED WITH METAL DOOR

1 689MORTISE DR BOTTOM KRIEA(      1) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      1) PROVIDED WITH METAL DOOR

Totals Each Assembly to have:

RFI#146 4'0" DOOR SWINGS IN // RFI #261 4'0" DOOR SWINGS OUT 180*
ASI#08 RHR SWING //  PROVIDE AL LOCK FOR MAXIMUM 7" PROJECTION
NOTE 42 ACOUSTICAL TREATMENT REQUIRES STC 44 RATED ASSEMBLY

Heading 113.2     (HwSet 113)
Degree

Act InActHand

1 SGL DOOR(S) B.094.00.V STAIR #2 VESTIBULE FROM CORRIDOR B.088.00.C RHR 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC LATCH VONEA(      1) 98L-F  996L-BE-06  4'                US32D-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

SET #113 FOR ALWAYS UN-LOCKED PANIC

1 SGL DOOR(S) B.036.01 CORRIDOR B.028.00.C TO STORAGE GENERAL RH 90

Heading 114.2     (HwSet 114)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

Totals Each Assembly to have:
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LOWER LEVEL

Heading 114.2     (HwSet 114)     Continued..... Degree
Act InActHand

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

RFI #78 = 36" ARMOR PLATE ONE SIDE
MAG HOLD OPEN PER FA DWGS EF1.00

Heading 114A     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) B.007.28 CORRIDOR B.064.00.C TO TOILET/LOCKER LAB STAFF MALE RH 140

1 SGL DOOR(S) B.072.00 CORRIDOR B072.00.C TO PHYSICIAN ON CALL LH 180

1 SGL DOOR(S) B.072.04 CORRIDOR B.072.00.C TO PHYSICIAN ON CALL LH 180

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652ELEC SWING CLEAR STAEA(      3) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      6) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      3) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689HANDED CLOSER LCNEA(      3) 4011  TBWMS

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      3) 1078 - 1" DIAMETER

Totals Each Assembly to have:

B.007.28 & 5.086 USE CLOSER BACK-CHECK AS STOP - SET FOR MAX. 140* SWING
5.086 CHANGE TO HW 114A PER APPVL / RFI#526 #526-1 GLASS  RFI#2586 S/L&DR
B.007.28 RFI#3686 ADD SECURITY TYPE 3

1 SGL DOOR(S) B.072.08 CORRIDOR B.072.00.C FROM PHYSICIAN ON CALL RHR 90

Heading 114A.1     (HwSet 114A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

Totals Each Assembly to have:
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LOWER LEVEL

Heading 114A.1     (HwSet 114A)     Continued..... Degree
Act InActHand

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

RFI #442 FIRE/SMOKE WALL CORRIODORS B.072.00C
RFI #452 SECURE B.072.00 SECURITY DOOR TYPE 3  //  RFI#974 WALL 1.4S

Heading 114A.2     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) B.062 CORRIDOR B.064.00.C TO IS ROOM LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

2.028.08 SET #114A FOR SECURITY  //  WAS DOOR #2.032 PER RFI#2664
SEC DOORS TYPE 3

1 SGL DOOR(S) B.071.08 CORRIDOR TO STORAGE GENERAL LH 90

Heading 114A.3     (HwSet 114A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

Totals Each Assembly to have:
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LOWER LEVEL

Heading 114A.3     (HwSet 114A)     Continued..... Degree
Act InActHand

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

SEC DWG TYPE 3  /  RFI #78 ARMOR PLATE 36" ONE SIDE

Heading 114A.7     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) B.028 CORRIDOR B.028.00.C FROM IS ROOM LHR 90

3'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3

1 SGL DOOR(S) B.007.16.AA CORRIDOR B.008.00.A TO RECEPTION / WAIT LH 180

Heading 114A14     (HwSet 114A)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

Totals Each Assembly to have:
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LOWER LEVEL

Heading 114A14     (HwSet 114A)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR DELAY STP CLSR LCNEA(      1) P-4041-CUSH-DEL  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

B.007.16.AA  RFI#498-TYPE B; RFI#568 HM-14
5.115  RFI#1788 60 MIN  /  SET DOORS TO STOP @ APPROX. 110*

Heading 114A16     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) B.071.07 CORRIDOR TO STORAGE TRANSPORT EQUIP RH 140

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE BOTH SIDES

1 SGL DOOR(S) B.002 CORRIDOR B.116.00.C TO TELEPHONE SWITCH GEAR RH 90

Heading 114A19     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) B.004A CORRIDOR B.116.00.C TO RECEIVING & BREAKING RH 100

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

Totals Each Assembly to have:
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LOWER LEVEL

Heading 114A19     (HwSet 114A)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      2) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      2) 90  36 X 47-11/16  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

RFI #78 = 36" ARMOR PLATE BOTH SIDES // RFI#1408 WALL

Heading 114B.4     (HwSet 114B)
Degree

Act InActHand

1 SGL DOOR(S) B.007.00.CB TUNNEL / CORRIDOR FROM CORRIDOR B.007.00.C RHR 105

3'6" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3  /  RFI #78: 36" ARMOR PLATE ONE SIDE

1 SGL DOOR(S) B.008.02A CORRIDOR B.007.00.C FROM BODY HOLDING RHR 90

Heading 114B.5     (HwSet INC 13)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

Totals Each Assembly to have:
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LOWER LEVEL

Heading 114B.5     (HwSet INC 13)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

RFI #78 = 36" ARMOR PLATE BOTH SIDES

Heading 114B.6     (HwSet INC 13)
Degree

Act InActHand

1 SGL DOOR(S) B.008.08 CORRIDOR B.008.00.A FROM HISTOLOGY SPECIMEN RCVG LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE BOTH SIDES / RFI #5291 FLOOR STOP

1 SGL DOOR(S) B.035 CORRIDOR B.007.00.C TO COMMAND CENTER SERVER LH 90

Heading 114C     (HwSet 114C)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

Totals Each Assembly to have:
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LOWER LEVEL

Heading 114C     (HwSet 114C)     Continued..... Degree
Act InActHand

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

RFI#2640:Set 114C Electric lock instead of electric strike RFI#3791 Add Remark #62

Heading 114C.1     (HwSet 114C)
Degree

Act InActHand

1 SGL DOOR(S) B.004.01A CORRIDOR B.116.00.C TO STAFF LOUNGE RH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI #3341 CONC 3/8" ABOVE TOP OF FRAME; THERMAL FIBER & SEALANT FOR LABEL
MOVED TO HW 114C DUE TO DOOR SHOWN ON SEC DWGS

1 SGL DOOR(S) B.004.06 WAIT 1.070.054.A TO CONFERENCE RH 90

Heading 116     (HwSet 116)
Degree

Act InActHand

1 SGL DOOR(S) B.007.07 CORRIDOR B.007.06.C TO CONFERENCE LH 90

1 SGL DOOR(S) B.040.03B ADMIN ASST / COORD TO VOL LOUNGE/WORKROOM RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      9) FBB168  4-1/2 X 4-1/2

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 19

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LOWER LEVEL

Heading 116     (HwSet 116)     Continued..... Degree
Act InActHand

1 626CLASSROOM LOCK SCHEA(      3) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 630KICK-PLATE DONEA(      3) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      3) 1407

3 GRYSILENCERS DONEA(      9) 1608

Heading 116.1     (HwSet 116)
Degree

Act InActHand

1 SGL DOOR(S) B.040.02.A CORRIDOR TO COORD RH 180

1 SGL DOOR(S) B.040.02.B CORRIDOR TO ADMIN ASST / COORD RH 180

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689REG ARM CLSR 180* LCNEA(      2) 4031  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

RFI#498-TYPE B

1 SGL DOOR(S) B.071.02 CORRIDOR B.071.00.C TO BREAK ROOM LH 90

Heading 116.2     (HwSet 116)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

Totals Each Assembly to have:
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LOWER LEVEL

Heading 116.2     (HwSet 116)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Heading 116A.1     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) B.008.03A ANTI-ROOM FROM AUTOPSY RHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3B / PREPPED FRAME FOR SWING CLEAR ELECTRIC HINGE

1 SGL DOOR(S) B.003 CORRIDOR B.116.00.C TO LAB STAFF LOUNGE LH 90

Heading 116A.2     (HwSet 116A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

B.003 RFI#3686 ADD SEC DWG TYPE 3
1.070.01 USE 4130 CLOSER IF DOOR CAN SWING 180* OR USE BACK-CHECK
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LOWER LEVEL

Heading 116A.2     (HwSet 116A)     Continued..... Degree
Act InActHand

1.007.26 & 1.070.01 MOVED TO HW 116A FOR ELECTRIC HARDWARE

Heading 116A.3     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) B.007.24 CORRIDOR B.064.00.C TO TOILET/LOCKERS STAFF FEMALE RH 140

1 SGL DOOR(S) B.040.04 CORRIDOR B.007.00.C TO CALL CENTER RH 135

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      4) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-SCUSH  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

B.007.24 RFI#3686 ADD SEC DOOR TYPE 3
SEC DWG TYPE 3 TY5.02 @ B.040.04

1 SGL DOOR(S) B.036.03 CORRIDOR B.007.00.C TO PBX RH 90

Heading 116A.4     (HwSet 116A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

WALL STOP WOULD BE PAST MIDDLE OF DOOR - INSTALL S-CUSH CLOSER
SEC DWG DOOR TYPE 3  //  RFI #1210 1HR
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LOWER LEVEL

Heading 116A.4     (HwSet 116A)     Continued..... Degree
Act InActHand

Heading 116A.6     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) B.036.06 CORRIDOR B.007.00.C TO BUILDING COMMAND CENTER LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3 / RFI #5291 FLOOR STOP

1 SGL DOOR(S) B.008.02B FAMILY ROOM FROM BODY HOLDING RHR 90

Heading 116A13     (HwSet 116A)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:
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LOWER LEVEL

Heading 116A14     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) B.008.03B BODY HOLDING TO AUTOPSY RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR DELAY STP CLSR LCNEA(      1) P-4041-CUSH-DEL  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE BOTH SIDES / USE SWING CLEAR FOR GURNEYS
USE CLOSER WITH CUSH STOP - NO PLACE FOR WALL OR FLOOR STOP
DELAYED ACTION CLOSER FOR TIME TO MOVE BODY INTO HOLDING ROOM

1 SGL DOOR(S) B.004.07 WAIT 1.070.054.A TO OFFICE MANAGER LH 90

Heading 117     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) B.007.06 CORRIDOR B.007.06.C TO TEACHING ROOM RH 90

1 SGL DOOR(S) B.007.10 CORRIDOR B.007.06.C TO OFFICE LAB COMP SYS COORD LH 90

1 SGL DOOR(S) B.007.12 CORRIDOR B.007.06.C TO OFFICE ANCILLARY TESTING RH 90

1 SGL DOOR(S) B.007.13 ASSISTANT TO OFFICE MD PATH RH 90

1 SGL DOOR(S) B.007.14 CORRIDOR B.007.06.C TO OFFICE PATHOLOGY LH 90

1 SGL DOOR(S) B.007.15 ASSISTANT TO OFFICE MD PATH RH 90

1 SGL DOOR(S) B.007.16 ASSISTANT TO OFFICE CHIEF PATH RH 90

1 SGL DOOR(S) B.008.05A HISTOLOGY TO OFFICE SUPERVISOR LH 90

1 SGL DOOR(S) B.011.01A CORRIDOR B.011.00.A TO OFFICE SUPERVISOR RH 90

1 SGL DOOR(S) B.036.02B OFFICE ASSISTANT / PBX TO OFFICE MANAGER LH 180

1 SGL DOOR(S) B.036.04 PBX / ALCOVE BEVERAGE TO OFFICE SUPERVISOR LH 90

1 SGL DOOR(S) B.040.01 ADMIN ASST / COORD TO OFFICE VOLUNTEER DIRECTOR LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(     39) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(     13) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(     13) 23-030

1 626WALL STOP DONEA(     13) 1407

3 GRYSILENCERS DONEA(     39) 1608

Totals Each Assembly to have:
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LOWER LEVEL

Heading 117     (HwSet 117)     Continued..... Degree
Act InActHand

1.070.08 MOVED FROM HW 151 (SAME AS OFFICE DOOR 1.070.07)

Heading 117.01     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) B.007.08 CORRIDOR B.007.06.C TO COPY / WORK ROOM LH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630OVERHEAD STOP GLYEA(      1) 904F

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

1 SGL DOOR(S) B.110.A MECHANICAL B.110 TO OFFICE B.110.A LH 90

Heading 117.03     (HwSet 117)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 34  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 35-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

RFI #78: 36" ARMOR PLATE BOTH SIDES // INSTALL WALL STOP ON CURB INSIDE ROOM

1 SGL DOOR(S) B.117 CORRIDOR IN EXISTING BLDG FROM PLANT OPERATION OFFICE LHR 90

Heading 117.05     (HwSet 117)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD
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LOWER LEVEL

Heading 117.05     (HwSet 117)     Continued..... Degree
Act InActHand

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 CLHEAD/JAMB SEALS PEMEA(      1) 312CR - 1/36" 2/84"

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 ALMORT AUTO DR BTM PEMEA(      1) 420APKL - 36"

1 ALTHRESHOLD PEMEA(      1) 18/1A - 3" X 36"  WS/PA

Totals Each Assembly to have:

PROVIDE SEALS & DOOR BOTTOM FOR NOTE 42 BUT DON'T ORDER "STC 44" DOOR
ADD DOOR INFO PER RFI'S #531, 531-1, 531-2 & 531-3
FINAL CHANGES PER OSHPD CO #86 PLANS RCVD 07-25-2011

Heading 117A     (HwSet 117A)
Degree

Act InActHand

1 SGL DOOR(S) B.072.01 PHYSICIAN ON CALL TO PHYSICIAN ON CALL #1 LH 90

1 SGL DOOR(S) B.072.03 PHYSICIAN ON CALL TO PHYSICIAN ON CALL #2 RH 90

1 SGL DOOR(S) B.072.05 PHYSICIAN ON CALL TO PHYSICIAN ON CALL #3 LH 90

1 SGL DOOR(S) B.072.07 PHYSICIAN ON CALL TO PHYSICIAN ON CALL #4 RH 90

1 SGL DOOR(S) B.072.09 PHYSICIAN ON CALL TO PHYSICIAN ON CALL #7 RH 90

1 SGL DOOR(S) B.072.11 PHYSICIAN ON CALL TO PHYSICIAN ON CALL #6 RH 90

1 SGL DOOR(S) B.072.12 PHYSICIAN ON CALL TO PHYSICIAN ON CALL #5 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(     21) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      7) 23-030

1 626TEMPORARY CORE SCHEA(      7) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      7) DL4175 IC/26D-S   RFI #4492 & 4661

1 626WALL STOP DONEA(      7) 1407

1 CLHEAD/JAMB SEALS PEMEA(      7) 312CR - 1/36" 2/84"

1 ALMORT AUTO DR BTM PEMEA(      7) 411APKL - 36"

1 ALTHRESHOLD PEMEA(      7) 18/1A - 3" X 36"  WS/PA

Totals Each Assembly to have:
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LOWER LEVEL

Heading 117A.2     (HwSet 117A)
Degree

Act InActHand

1 SGL DOOR(S) B.071.01 CORRIDOR B.071.00.C TO ONCALL ROOM LH 90

1 SGL DOOR(S) B.071.03 CORRIDOR B.071.00.C TO ONCALL ROOM LH 90

1 SGL DOOR(S) B.071.05 CORRIDOR TO ONCALL ROOM LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      9) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      3) 23-030

1 626TEMPORARY CORE SCHEA(      3) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      3) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 626WALL STOP DONEA(      3) 1407

1 CLHEAD/JAMB SEALS PEMEA(      3) 312CR - 1/36" 2/84"

1 ALMORT AUTO DR BTM PEMEA(      3) 411APKL - 36"

1 ALTHRESHOLD PEMEA(      3) 18/1A - 3" X 36"  WS/PA

Totals Each Assembly to have:

RFI #442 FIRE/SMOKE WALL CORRIODORS B.071.00C & B.072.00C

1 SGL DOOR(S) B.040.02 ADMIN ASST / COORD TO STORAGE RH 100

Heading 118.1     (HwSet 118)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) B.004.00.L AUTOMATIC CART WASH TO DETERGENT STORAGE B.004.00.L LH 90

Heading 118.2     (HwSet 118)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

Totals Each Assembly to have:
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LOWER LEVEL

Heading 118.2     (HwSet 118)     Continued..... Degree
Act InActHand

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

RFI #78 = 36" ARMOR PLATE ONE SIDE

Heading 118.4     (HwSet 118)
Degree

Act InActHand

1 SGL DOOR(S) B.004B STERILE SUPPLY TO RECEIVING & BREAKING LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE ONE SIDE & EDGE GUARDS

1 SGL DOOR(S) B.007.06.C CORRIDOR B.003.00.C FROM CORRIDOR B00706C LHR 90

Heading 120     (HwSet 120)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM                 US32D-AM

Totals Each Assembly to have:
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LOWER LEVEL

Heading 120     (HwSet 120)     Continued..... Degree
Act InActHand

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630ELECTRIC STRIKE HESEA(      1) 9500

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

SEC DOOR TYPE 3

Heading 120.1     (HwSet 120)
Degree

Act InActHand

1 SGL DOOR(S) B.007.00.A CORRIDOR B.064.00.C FROM RECEPTION PHLEBOTOMY LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM                 US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630ELECTRIC STRIKE HESEA(      1) 9500

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3 /  RFI#5291 FLOOR STOP

1 SGL DOOR(S) B.003.00.CB CORRIDOR FROM DECONTAMINATION AREA RHR 90

Heading 120.2     (HwSet 120)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

Totals Each Assembly to have:
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LOWER LEVEL

Heading 120.2     (HwSet 120)     Continued..... Degree
Act InActHand

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM  4'            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630ELECTRIC STRIKE HESEA(      1) 9500

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

DRILL & TAP STRIKE SCREWS - DOOR COMP DID NOT PUT REINF INSIDE BOX
RFI #78 = 36" ARMOR PLATE ONE SIDE & EDGE GUARDS  /  SEC DWG DOOR TYPE 3

Heading 121-1     (HwSet INC 13)
Degree

Act InActHand

1 SGL DOOR(S) B.008.03.A HISTOLOGY TO ANTI-ROOM LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) B.008.06 HISTOLOGY TO PROCESSOR ROOM LH 95

Heading 121-2     (HwSet INC 13)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

Totals Each Assembly to have:
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LOWER LEVEL

Heading 121-2     (HwSet INC 13)     Continued..... Degree
Act InActHand

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-HCUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(      3) 1608

INSTALL CLOSER W/STOP OUTSIDE ROOM @ OPEN AREA, CAN'T USE FLOOR/WALL STOP

Heading 121-3     (HwSet INC 13)
Degree

Act InActHand

1 SGL DOOR(S) B.008.01 CORRIDOR B.007.00.C TO FAMILY ROOM RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

INC 13 SECTION 087100 SET #121 HAS NO MAG HOLD OPEN (INC 7 SET #121 HAS MAG)

1 SGL DOOR(S) B.007.19B SEC CHEMISTRY/IA ANALYZER TO BLOOD BANK LH 90

Heading 121.01     (HwSet 121)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-HCUSH  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:
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LOWER LEVEL

Heading 121.01     (HwSet 121)     Continued..... Degree
Act InActHand

MAG HOLD OPEN PER FA DWG / RFI #78 = 36" ARMOR PLATE ONE SIDE

Heading 121.05     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) B.004.01B STERILE SUPPLY TO STAFF LOUNGE RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

NO MAG PER FA DWGS & OUR MEETING WITH BERG

1 SGL DOOR(S) B.036.05 ALCOVE BEVERAGE TO TOILET STAFF FEMALE RH 90

Heading 122A     (HwSet 122A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      1) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

ADDED SEALS FOR SOUND AT TOILET ROOMS AND WALLS TYPE 'S'
ADDED SEALS FOR CLEANLINESS AT CLEAN ROOMS
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LOWER LEVEL

Heading 122A.2     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) B.004.00.K DECONTAMINATION AREA TO HOUSEKEEPING RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 34  B4E  CSK

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE ONE SIDE

1 SGL DOOR(S) B.004.02 STAFF LOUNGE TO TOILET / LOCKERS MALE RH 180

Heading 122A.4     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) B.004.03 STAFF LOUNGE TO TOILET / LOCKERS FEMALE LH 180

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 630PUSH PLATE DONEA(      2) 71  4 X 16

1 630PULL PLATE DONEA(      2) 7130

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-SCUSH  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

ADDED SEALS FOR SOUND AT TOILET ROOMS AND WALLS TYPE 'S'
RFI #4492 DELETED KEYPAD LOCKS AND ALLOWED PUSH/PULLS

1 SGL DOOR(S) B.040.03A CORRIDOR B.007.00.C TO VOL LOUNGE/WORKROOM RH 180

Heading 122A.7     (HwSet 122A)
Degree

Act InActHand

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 33

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LOWER LEVEL

Heading 122A.7     (HwSet 122A)     Continued..... Degree
Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-SCUSH  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

Heading 123     (HwSet 123)
Degree

Act InActHand

1 SGL DOOR(S) B.004.00.HA HALLWAY/DECONTAM B.004.00.N FROM AUTOMATIC CART WASHRHR 90

1 SGL DOOR(S) B.004.00.HB STERILE INSTRUMENTS B.004.00.D FROM AUTOMATIC CART WASHLHR 90

3'6" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      2) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 630OVERHEAD STOP GLYEA(      2) 905S

1 630MOP PLATE DONEA(      2) 90  6 X 41  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 40  B4E  CSK

3 GRYSILENCERS DONEA(      6) 1608

Totals Each Assembly to have:

RFI #3917 FOR HDW SET #123 / RFI#4889 Move door west N/E

1 SGL DOOR(S) B.102 CORRIDOR B.088.00.C TO STORAGE LH 90

Heading 126.13     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

Totals Each Assembly to have:
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LOWER LEVEL

Heading 126.13     (HwSet 126)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

RFI #332 NO LABEL (ORDER 60 MIN ANYWAY) / RFI#5291 FLOOR STOP

Heading 126.16     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) B.034 CORRIDOR B.028.00.C TO STORAGE GENERAL RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

USE CLOSER BACK-CK TO STOP DOOR WHEN IT SWINGS PAST 140*
1.070.28A CO #296 REVISE TO 4'0" RH SWING & LOCK INSTEAD OF PANIC
3.065 RFI#1997 D/S

1 SGL DOOR(S) B.048.01 ELEVATOR VESTIBULE FROM ELEVATOR EQUIPMENT RM LHR 180

Heading 126.17     (HwSet 126)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICD

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #146 DOOR IS 4'0" WIDE DOOR SWINGING OUT OF ROOM
USE ICD TEMP CORE
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LOWER LEVEL

Heading 126.17     (HwSet 126)     Continued..... Degree
Act InActHand

Heading 127A     (HwSet 127A)
Degree

Act InActHand

1 SGL DOOR(S) B.088.00.CB CORRIDOR B.088.00.C TO MECHANICAL LH 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #78: 36" ARMOR PLATE ONE SIDE (NO EDGE GUARDS ON METAL DOOR)

1 SGL DOOR(S) B.104 MECHANICAL HALLWAY TO BLDG SYSTEMS CONTRL RM LH 180

Heading 128     (HwSet 128)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

MOVED SECURITY FROM THIS DOOR UP TO LEVEL 8 / RFI#1515 NO CARD READER
RFI#4492 MOVED KEYPAD LOCK FROM RESTROOM B.105 TO THIS DOOR

1 SGL DOOR(S) B.008.00.AB CORRIDOR B.008.00.A FROM LC/MS TESTING LHR 90

Heading 128A     (HwSet 128A)
Degree

Act InActHand
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LOWER LEVEL

Heading 128A     (HwSet 128A)     Continued..... Degree
Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  KEYPAD TRIM  SLM  4'   US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626KEYPAD PANIC TRIM ALAEA(      1) ETDL - 1 / R / 26D V99

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE BOTH SIDES
RFI #2640: HW SET 128A - USE KEYPAD TRIM WITH PANIC DEVICE (NOT ON SEC DWGS)

Heading 129     (HwSet 129)
Degree

Act InActHand

1 SGL DOOR(S) B.072.02 PHYSICIAN ON CALL FROM TOILET SHOWER UNISEX RHR 180

1 SGL DOOR(S) B.072.06 PHYSICIAN ON CALL FROM TOILET SHOWER UNISEX RHR 180

1 SGL DOOR(S) B.072.10 PHYSICIAN ON CALL TO TOILET SHOWER UNISEX RH 135

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 630STAINLESS HINGES STAEA(      9) FBB191  4-1/2 X 4-1/2  NRP

1 626PERMANENT CORE SCHEA(      3) 23-030

1 626TEMPORARY CORE SCHEA(      3) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      3) DL4175 IC/26D-S   RFI #4492 & 4661

1 689PAR ARM CLOSER LCNEA(      3) P-4041-SRI  TBWMS

1 630MOP PLATE DONEA(      3) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      3) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      3) 1407

3 GRYSILENCERS DONEA(      9) 1608

Totals Each Assembly to have:

B.072.10  RFI#1464 1.4
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LOWER LEVEL

Heading 129.1     (HwSet 129)
Degree

Act InActHand

1 SGL DOOR(S) B.105 BLDG SYSTEMS CONTRL RM FROM TOILET ROOM RHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 630STAINLESS HINGES STAEA(      3) FBB191  4-1/2 X 4-1/2  NRP

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 689PAR ARM CLOSER LCNEA(      1) P-4041-SRI  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

RFI #4492 ADDED ND40 PRIVACY LOCK AND MOVED KEYPAD LOCK TO OFFICE B.105

1 SGL DOOR(S) B.071.04 CORRIDOR B.071.00.C TO TOILET SHOWER UNISEX RH 90

Heading 129.2     (HwSet 129)
Degree

Act InActHand

1 SGL DOOR(S) B.071.06 CORRIDOR TO TOILET SHOWER UNISEX LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 630STAINLESS HINGES STAEA(      6) FBB191  4-1/2 X 4-1/2  NRP

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626TEMPORARY CORE SCHEA(      2) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      2) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER, RUST INHIB LCNEA(      2) 4041-SRI  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

RFI #442 FIRE/SMOKE WALL CORRIODORS B.071.00C & B.072.00C

1 SGL DOOR(S) B.004.00.A STERILE SUPPLY FROM STERILIZERS RHR 90

Heading 130.1     (HwSet 130)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 38

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LOWER LEVEL

Heading 130.1     (HwSet 130)     Continued..... Degree
Act InActHand

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-HEDA  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 40  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

RFI #78 36" ARMOR PLATE ONE SIDE / RFI#5204 SWING OUT / RFI#5291 FLOOR STOP

Heading 130.4     (HwSet 130)
Degree

Act InActHand

1 SGL DOOR(S) B.112 CORRIDOR B.116.00.C TO TRASH CHUTE HOLDING RH 90

1 SGL DOOR(S) B.112.00.A CORRIDOR B.116.00.C TO LINEN B.112.00.A RH 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 626EU STOREROOM LOCK SCHEA(      2) ND96TD-EU-RHO-AM  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

2 630ARMOUR PLATE DONEA(      4) 90  36 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#2588-1 ADDED SECURITY HARDWARE (CONDUIT BOXES INSTALLED 03/29/2011)
PROVIDE HM DRS FOR HIGH ABUSE AREA. PROVIDE STEEL-STIFFENED CORES. RFI#1476
RFI #78 CALLS FOR 36" ARMOR PLATE ONE SIDE & EDGE GUARDS - PROVIDE 2 ARMOR PLATES
ONLY
RFI #731 - WALL TYPE 2.4S FOR SOUND BARRIER - ONLY NEED 60 MIN LABEL / RFI#1466 WALL

1 SGL DOOR(S) B.007.07.A CORRIDOR B.007.00.B TO TOILET PATIENT UNISEX RH 90

Heading 131     (HwSet 131)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 39

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LOWER LEVEL

Heading 131     (HwSet 131)     Continued..... Degree
Act InActHand

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

B.007.07.A RFI#2989 SWING
3.046.02 RFI#498-TYPE A

Heading 131.2     (HwSet 131)
Degree

Act InActHand

1 SGL DOOR(S) B.008.04 ANTI-ROOM B.008.03.A TO STAFF TLT/SHOWER/LOCKERS RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 630STAINLESS HINGES STAEA(      3) FBB191  4-1/2 X 4-1/2  NRP

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

PROVIDE FBB191 STAINLESS STEEL HINGES AT SHOWER ROOMS

1 SGL DOOR(S) B.007.06.B CORRIDOR B.007.00.B FROM TOILET PUBLIC UNISEX LHR 90

Heading 131.3     (HwSet 131)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 630OVERHEAD STOP GLYEA(      1) 904F

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

Totals Each Assembly to have:
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LOWER LEVEL

Heading 131.3     (HwSet 131)     Continued..... Degree
Act InActHand

3 GRYSILENCERS DONEA(      3) 1608

Heading 133     (HwSet 133)
Degree

Act InActHand

1 SGL DOOR(S) B.007.19C SEC CHEMISTRY/IA ANALYZER TO BLOOD BANK LH 105

1 SGL DOOR(S) B.007.19D SEND OUT REFERRAL & PICK UP TO BLOOD BANK RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-SCUSH  TBWMS

1 630ARMOUR PLATE DONEA(      2) 90  36 X 34  B4E  CSK

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE ONE SIDE

1 SGL DOOR(S) B.007 CORRIDOR B.064.00.C TO WAITING PHLEBOTOMY RH 180

Heading 133.2     (HwSet 133)
Degree

Act InActHand

1 SGL DOOR(S) B.007.29 CORRIDOR B.064.00.C TO WORK ROOM RH 180

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:
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LOWER LEVEL

Heading 133.3     (HwSet 133)
Degree

Act InActHand

1 SGL DOOR(S) B.007.25A CORRIDOR B.064.00.C TO PHLEBOTOMY DISPATCH LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 34  B4E  CSK

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) B.007.23B SEC CHEMISTRY/IA ANALYZER TO STORAGE LH 90

Heading 133.5     (HwSet 133)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 40  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 41-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE BOTH SIDES

1 SGL DOOR(S) B.007.25.A PHLEBOTOMY DISPATCH TO PHLEBOTOMY RH 105

Heading 133.6     (HwSet 133)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 42

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LOWER LEVEL

Heading 133.6     (HwSet 133)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 41  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Heading 133.7     (HwSet 133)
Degree

Act InActHand

1 SGL DOOR(S) B.007.23A BLOOD BANK FROM STORAGE LHR 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 40  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 41-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE BOTH SIDES

1 SGL DOOR(S) B.007.25.AA CORRIDOR B.116.00.C TO PHLEBOTOMY LH 130

Heading 133.8     (HwSet 133)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 40  B4E  CSK

1 630MOP PLATE DONEA(      1) 90  6 X 41  B4E  CSK

Totals Each Assembly to have:
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LOWER LEVEL

Heading 133.8     (HwSet 133)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

RFI #78 = 36" ARMOR PLATE ONE SIDE  //  RFI#2671 LH

Heading 133.9     (HwSet 133)
Degree

Act InActHand

1 SGL DOOR(S) B.007.19E CORRIDOR B.003.00.C TO BLOOD BANK LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE BOTH SIDES

1 PR DOOR(S) B.007.18.J SPECIAL TESTING FROM CORRIDOR B01100A RHRA 130 180

Heading 13310     (HwSet 133)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

2 652SPRING HINGE STAEA(      2) 2060R  4-1/2 X 4-1/2

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 652HINGES STAEA(      1) FBB179  4-1/2 X 4-1/2

1 630LATCHING TOP BOLT DCIEA(      1) 805-US32D / 8BFB FIRE-BOLT

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) NX-648 ACT 36

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

Totals Each Assembly to have:
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LOWER LEVEL

Heading 13310     (HwSet 133)     Continued..... Degree
Act InActHand

1 630ARMOUR PLATE DONEA(      1) 90  36 X 11  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 11-11/16  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 35  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 35-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 CLASTRAGAL PEMEA(      1) 355CS - 7'

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

WALL STOP FOR IN-ACTIVE DOOR LEAF
RFI #78 ARMOR PLATE 36" BOTH SIDES // RFI #5011 & 5011-1 FOR SIZE CHANGE

Heading 134     (HwSet 134)
Degree

Act InActHand

1 SGL DOOR(S) B.004.05.A CORRIDOR B.003.00.C TO TOILET PUBLIC UNISEX RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

B.004.05.A SET #134 FOR CLOSER @ SMOKE DOOR
5.139 RFI#2640 SET 134 / RFI#4492 ND40 PRIVACY NOT KEYPAD LOCK (SET #122A VS #138)

1 SGL DOOR(S) B.007.04 CORRIDOR B.007.00.B TO DRAW STN. PHLEB. RH 90

Heading 136     (HwSet 136)
Degree

Act InActHand

1 SGL DOOR(S) B.007.05 CORRIDOR B.007.00.B TO DRAW STN. PHLEB. RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      2) ND10S-RHO-AM

Totals Each Assembly to have:
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LOWER LEVEL

Heading 136     (HwSet 136)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(      2) 1407

3 GRYSILENCERS DONEA(      6) 1608

Heading 136.1     (HwSet 136)
Degree

Act InActHand

1 SGL DOOR(S) B.007.01 CORRIDOR B.007.00.B TO DRAW STN. PHLEB. RH 90

1 SGL DOOR(S) B.007.02 CORRIDOR B.007.00.B TO DRAW STN. PHLEB. RH 95

1 SGL DOOR(S) B.007.03 CORRIDOR B.007.00.B TO DRAW STN. PHLEB. RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      9) FBB179  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      3) ND10S-RHO-AM

1 630OVERHEAD STOP GLYEA(      3) 904F

3 GRYSILENCERS DONEA(      9) 1608

Totals Each Assembly to have:

DELETE CLOSERS AND PROVIDE OVERHEAD STOPS

1 SGL DOOR(S) B.007.19.AA BLOOD BANK TO OFFICE BLOOD BANK RH 90

Heading 140     (HwSet 140)
Degree

Act InActHand

1 SGL DOOR(S) B.007.20 ASSISTANT LAB DIRECTOR TO OFFICE LAB DIRECTOR RH 90

1 SGL DOOR(S) B.007.20.AA LC/MS TESTING TO ASSISTANT LAB DIRECTOR LH 90

1 SGL DOOR(S) B.007.21A AUTOMATED CORE TESTING TO OFFICE LAB MANAGER LH 90

1 SGL DOOR(S) B.007.22 SEND OUT REFERRAL & PICK UP TO OFFICE REF COORD/PHLEB SUPRH 90

1 SGL DOOR(S) B.007.27 SECOND CORE TO OFFICE CLIENT SERVICES RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(     18) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      6) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      6) 23-030

1 689CLOSER LCNEA(      6) 4041  TBWMS

1 626WALL STOP DONEA(      6) 1407

1 BLKADHESIVE SEAL PEMEA(      6) PK33BL - 17'

Totals Each Assembly to have:
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LOWER LEVEL

Heading 140.2     (HwSet 140)
Degree

Act InActHand

1 SGL DOOR(S) B.036.02A CORRIDOR B.007.00.C TO OFFICE MANAGER LH 100

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

B.036.02A  RFI #1210 1HR
MOVED 1.007.02B TO SET 140 FOR RATED OFFICE WITH CLOSER

1 SGL DOOR(S) B.009.03A SPECIMEN PREP TO DETECTION LH 95

Heading 141     (HwSet 141)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

RFI#1456-1:  B.009.03A = RH SWING INTO AMPLIFICATION
B.009.03A CLOSER W/STOP INSTALLED ON SPECIMEN PREP SIDE

1 SGL DOOR(S) B.009.04 CORRIDOR B.009.00.A FROM ELECTRL PHORESIS RHR 180

Heading 141.03     (HwSet 141)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

Totals Each Assembly to have:
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LOWER LEVEL

Heading 141.03     (HwSet 141)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Heading 141.04     (HwSet 141)
Degree

Act InActHand

1 SGL DOOR(S) B.009.01 CORRIDOR B.009.00.B TO REAGENT PREP RH 90

1 SGL DOOR(S) B.009.02 SPECIMEN PREP TO AMPLIFICATION RH 90

1 SGL DOOR(S) B.010.01 WORKROOM TO IFA ROOM LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      9) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      3) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 630KICK-PLATE DONEA(      3) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      3) 1407

3 GRYSILENCERS DONEA(      9) 1608

Totals Each Assembly to have:

1 SGL DOOR(S) B.009.03B AMPLIFICATION B.009.02 FROM DETECTION B.009.03 LHR 180

Heading 141.05     (HwSet 141)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:
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LOWER LEVEL

Heading 141.05     (HwSet 141)     Continued..... Degree
Act InActHand

RFI#1456-1 NOW B.009.03B SWINGS RH INTO AMPLIFICATION

Heading 141.07     (HwSet 141)
Degree

Act InActHand

1 SGL DOOR(S) B.007.00.B CORRIDOR B.007.00.B FROM SPECIMEN RECEIVING LHR 160

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) B.009.05 CORRIDOR B.009.00.A TO CLEAN ROOM LH 90

Heading 144.1     (HwSet 144)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

CHANGE SET 122A TO SET 144 FOR KEYPAD LOCK IN LIEU OF PRIVACY
RFI#3686 NoSecurity needed
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LOWER LEVEL

Heading 144.2     (HwSet 144)
Degree

Act InActHand

1 SGL DOOR(S) B.067 CORRIDOR B.064.00.C TO HOUSEKEEPING RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

B.067 RFI #322 NON-RATED; SMOKE FOR CORR
1.070.27 RFI #332 NO LBL  /  4.052.05 ADDED BACK PER RFI #5055

1 SGL DOOR(S) B.007.30 CORRIDOR B.064.00.C TO EVS RH 90

Heading 144.7     (HwSet 144)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689DELAYED CLOSER LCNEA(      1) 4041-DEL  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE BOTH SIDES

1 PR DOOR(S) B EB.1000 CORRIDOR IN EXISTING BLDG TO CLEAN LINEN LHA 90 180

Heading 144.8     (HwSet 144)
Degree

Act InActHand
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LOWER LEVEL

Heading 144.8     (HwSet 144)     Continued..... Degree
Act InActHand

6'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

6 652SWING CLEAR HINGE STAEA(      6) FBB278  4-1/2 X 4-1/2

1 630AUTO TOP FLUSH BOLT DCIEA(      1) 840-US32D / 8BFB

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 628COORDINATOR DCIEA(      1) 672

2 689HANDED CLOSER LCNEA(      2) 4011  TBWMS

2 630ARMOUR PLATE DONEA(      2) 90  36 X 35  B4E  CSK

2 630ARMOUR PLATE DONEA(      2) 90  36 X 35-11/16  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 CLASTRAGAL PEMEA(      1) 355CS - 7'

1 BLKSMOKE/SOUND SEAL PEMEA(      1) PK33BL - 20'

Totals Each Assembly to have:

USE CLOSER BACK-CHECK TO STOP IN-ACTIVE DOOR AT 130* SWING
RFI #4702 & 4702-1 CHANGE PAIR & PROVIDE NEW DOORS, FRAME & HDW 144
RFI #4273 FOR SIZE CHANGE  //  RFI #78 = 36" ARMOR PLATE BOTH SIDES

Heading 147.07     (HwSet 147)
Degree

Act InActHand

1 SGL DOOR(S) B.048.00.V CORRIDOR B.007.00.C FROM ELEVATOR VESTIBULE RHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWG & PER MEETING W/BERG / LOCK IN LIEU OF PANIC PER APPVL
RFI #78 = 36" ARMOR PLATE BOTH SIDES / RFI#3686 NoSecurity needed
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LOWER LEVEL

Heading 147.07     (HwSet 147)     Continued..... Degree
Act InActHand

Heading 150     (HwSet 150)
Degree

Act InActHand

1 BL WINDOW B.007.25B PHLEBOTOMY RECEPTION TO PHLEBOTOMY DISPATCH

 x  x  x  x ALF x 

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

1 SGL DOOR(S) B.009.00.A CORRIDOR B.009.00.A FROM WORKROOM B.010 LHR 90

Heading 151.03     (HwSet 151)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #78 = 36" ARMOR PLATE ONE SIDE

1 SGL DOOR(S) B.009 CORRIDOR B.011.00.A FROM MOLECULAR B.009 RHR 90

Heading 151.05     (HwSet 151)
Degree

Act InActHand

1 SGL DOOR(S) B.009.00.B HISTOLOGY B.008 FROM CORRIDOR B.009.00.B LHR 90

1 SGL DOOR(S) B.010A HISTOLOGY B.008 TO WORK ROOM B.010 RH 90

1 SGL DOOR(S) B.010B VIROLOGY TO WORK ROOM RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(     16) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      4) ND70TD-RHO-AM ICA

Totals Each Assembly to have:
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LOWER LEVEL

Heading 151.05     (HwSet 151)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      4) 23-030

1 689CLOSER LCNEA(      4) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      4) 90  36 X 46  B4E  CSK

1 626WALL STOP DONEA(      4) 1407

1 BLKADHESIVE SEAL PEMEA(      4) PK33BL - 18'

RFI #78 = 36" ARMOR PLATE ONE SIDE

Heading 151.10     (HwSet 151)
Degree

Act InActHand

1 SGL DOOR(S) B.011A CORRIDOR B.064.00.C FROM MICROBIOLOGY B.011 LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI #78 36" ARMOR PLATE & EDGE GUARDS / SEC DOOR TYPE 3 / RFI #5291 FLOOR STOP

1 SGL DOOR(S) B.004.05.D CORRIDOR B.003.00.C FROM WAIT B.004.05 LHR 90

Heading 167.1     (HwSet 167)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:
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LOWER LEVEL

Heading 167.1     (HwSet 167)     Continued..... Degree
Act InActHand

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 ALMORT AUTO DR BTM PEMEA(      1) 411APKL - 36"

1 ALTHRESHOLD PEMEA(      1) 18/1A - 3" X 36"  WS/PA

Heading 170     (HwSet 170)
Degree

Act InActHand

1 SGL DOOR(S) B.011.03 MICROBIOLOGY TO MYCOLOGY RH 135

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626LL CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA  LEAD-LINED

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 CLHEAD/JAMB SEALS PEMEA(      1) 312CR - 1/36" 2/84"

1 ALMORT AUTO DR BTM PEMEA(      1) 411APKL - 36"

Totals Each Assembly to have:

INSTALL CLOSER W/STOP ON PUSH/OPEN AREA SIDE - SET SWING FOR 100* OR MORE

1 PR DOOR(S) B.000.00.L CORRIDOR B.002.00.C FROM PUBLIC ELEVATOR LOBBY RHRA 90 90

Heading 176.1     (HwSet 176)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESS PANIC LATCH VONEA(      2) 9447L-F-LBR  LP373L-BE-06     US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630ARMOUR PLATE DONEA(      2) 90  36 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:
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LOWER LEVEL

Heading 176.1     (HwSet 176)     Continued..... Degree
Act InActHand

MAG HOLD OPEN PER FA DWG / RFI #78 ARMOR PLATE 36" ONE SIDE
RFI#1646 MHO  /  RFI #2479 PER RON CALLS FOR LATCHSET

Heading 176.3     (HwSet 176)
Degree

Act InActHand

1 PR DOOR(S) B.2.068.00.LA CORRIDOR B.064.00.C FROM ELEV LOBBY / STAFF PATIENTSRHRA 90 90

1 PR DOOR(S) B.2.068.00.LB CORRIDOR B.072.00.C FROM ELEV LOBBY / STAFF PATIENTSRHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      4) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      4) 9447L-F-LBR  LP373L-06          US26D-AM

2 626MORTISE IC CYL SCHEA(      4) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      4) 23-030

2 CLASTRAGAL PEMEA(      4) 29324CNB - 7'

2 689CLOSER LCNEA(      4) 4041  TBWMS

4 630ARMOUR PLATE DONEA(      8) 90  36 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      4) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      2) S88BL - 25'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWG  /  RFI #78 ARMOR PLATE 36" BOTH SIDES

1 PR DOOR(S) B.090B CORRIDOR B.088.00.C FROM EMERGENCY ELECTRICAL RHRA 90 90

Heading 177     (HwSet 177)
Degree

Act InActHand

8'0" x 8'0" x 1-3/4" x HMD x HMF x 90PPS

8 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 630CONC VERTICAL ROD VONEA(      1) 9847EO-F-LBR  4'                    US32D-AM

1 630CONC VERTICAL ROD VONEA(      1) 9847L-F-LBR  996L-NL-06  4'    US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

2 CLASTRAGAL PEMEA(      2) 18041CNB - 8'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630ARMOUR PLATE DONEA(      2) 90  36 X 47  B4E  CSK

Totals Each Assembly to have:
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LOWER LEVEL

Heading 177     (HwSet 177)     Continued..... Degree
Act InActHand

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 CLHEAD/JAMB SEALS PEMEA(      1) 312CR - 1/96" 2/96"

2 ALMORT AUTO DR BTM PEMEA(      2) 420APKL - 48"

1 ALTHRESHOLD PEMEA(      1) 2001AT - 96"  WS/PA

RFI #78 36"ARMOR PLATE  (NO EDGE GUARDS @ METAL DRS) / RFI#5291 FLOOR STOP
USE ICC TEMP CORE FROM TEMPORAY DOORS

Heading 178     (HwSet 178)
Degree

Act InActHand

1 PR DOOR(S) B.110A CORRIDOR B.088.00.C TO MECHANICAL B.110 RHA 90 180

6'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

8 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA 3-3/4"BS XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626COORDINATOR DCIEA(      1) 500

2 ALASTRAGAL KRIEA(      2) PROVIDED WITH METAL DOOR

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 689CLOSER LCNEA(      1) 4041  TBWMS

2 630ARMOUR PLATE DONEA(      2) 90  36 X 33  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 689HEAD & JAMB SEALS KRIEA(      1) PROVIDED WITH METAL DOOR

2 689MORTISE DR BOTTOM KRIEA(      2) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      1) PROVIDED WITH METAL DOOR

Totals Each Assembly to have:

NOTE 42 ACOUSTICAL/ STC 44 RATED ASSEMBLY / RFI#5291 FLOOR STOP
HANDED CLOSER FOR IN-ACTIVE LEAF - USE CLOSER BACK-CHECK TO STOP DOOR
RFI #78 36" ARMOR PLATE ONE SIDE / RFI#731-1 WALL RFI#1476 HDW
INSTALL FLOOR STOP ON CURB FOR IN-ACTIVE DOOR

1 PR DOOR(S) B.110C MECHANICAL HALLWAY FROM MECHANICAL B.110 RHRA 95 95

Heading 178.1     (HwSet 178)
Degree

Act InActHand

6'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS
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LOWER LEVEL

Heading 178.1     (HwSet 178)     Continued..... Degree
Act InActHand

8 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 630AUTO FLUSH BOLTS DCIEA(      1) 842

1 630DP STRIKE DCIEA(      1) 81

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) 672

1 GALASTRAGAL PEMEA(      1) 357SP - 7'  CS SCREWS

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 35  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 BLKSMOKE/SOUND SEAL PEMEA(      1) PK33BL - 20'

Totals Each Assembly to have:

SET #178 PER APPROVALS / RFI#1476 HDW / INSTALL CLOSERS REGULAR ARM
USE ICC TEMP CORE FROM TEMPORARY DOORS

Heading 178.2     (HwSet 178)
Degree

Act InActHand

1 PR DOOR(S) B.027 CORRIDOR B.007.00.C TO MECHANICAL B.027 RHA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

8 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA 3-3/4"BS XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626COORDINATOR DCIEA(      1) 500

2 ALASTRAGAL KRIEA(      2) PROVIDED WITH METAL DOOR

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630ARMOUR PLATE DONEA(      2) 90  36 X 45  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 689HEAD & JAMB SEALS KRIEA(      1) PROVIDED WITH METAL DOOR

2 689MORTISE DR BOTTOM KRIEA(      2) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      1) PROVIDED WITH METAL DOOR

Totals Each Assembly to have:

NOTE 42 ACOUSTICAL TREATMENT STC 44 ASSEMBLY / RFI #5291 FLOOR STOP
DRILL SMALL HOLE IN THRESHOLD FOR FLUSH BOLT TO LATCH INTO / RFI#1476 HDW
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LOWER LEVEL

Heading 178.2     (HwSet 178)     Continued..... Degree
Act InActHand

INSTALL ARMOR PLATE ON CORRIDOR SIDE / RFI #78 36" ARMOR PLATE ONE SIDE

Heading 178.3     (HwSet 178)
Degree

Act InActHand

1 PR DOOR(S) B.116 CORRIDOR B.116.00.C TO MECHANICAL B.116 RHA 135 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

8 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA 3-3/4"BS XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626COORDINATOR DCIEA(      1) 500

2 ALASTRAGAL KRIEA(      2) PROVIDED WITH METAL DOOR

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630ARMOUR PLATE DONEA(      2) 90  36 X 45  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 689HEAD & JAMB SEALS KRIEA(      1) PROVIDED WITH METAL DOOR

2 689MORTISE DR BOTTOM KRIEA(      2) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      1) PROVIDED WITH METAL DOOR

Totals Each Assembly to have:

NOTE 42 ACOUSTICAL TREATMENT STC 44 ASSEMBLY / RFI#5291 FLOOR STOP
DRILL SMALL HOLE IN THRESHOLD FOR FLUSH BOLT TO LATCH INTO
INSTALL ARMOR PLATES AT PUSH SIDE OF DOORS IN THE CORRIDOR
SET #178 Per Appvls / RFI#78 Armor plate one side / RFI#457 HMF detail / RFI#1476 Hdw

1 PR DOOR(S) B.114 CORRIDOR B.116.00.C TO MECHANICAL B.114 RHA 90 180

Heading 178.4     (HwSet 178)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

8 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA 3-3/4"BS XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626COORDINATOR DCIEA(      1) 500

Totals Each Assembly to have:
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LOWER LEVEL

Heading 178.4     (HwSet 178)     Continued..... Degree
Act InActHand

2 ALASTRAGAL KRIEA(      2) PROVIDED WITH METAL DOOR

2 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

2 630ARMOUR PLATE DONEA(      2) 90  36 X 45  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 689HEAD & JAMB SEALS KRIEA(      1) PROVIDED WITH METAL DOOR

2 689MORTISE DR BOTTOM KRIEA(      2) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      1) PROVIDED WITH METAL DOOR

NOTE 42 ACOUSTICAL TREATMENT STC 44 ASSEMBLY / RFI#5291 FLOOR STOP
RFI#1476 Hdw  /  Set #178 for in-swing pair per approval RFI #457 swing clear hinges
RFI #78 36" ARMOR PLATE ONE SIDE

Heading 179     (HwSet 179)
Degree

Act InActHand

1 DE DOOR(S) B.064.00.C CORRIDOR B.064.00.C FROM AREA Q / EXIST NORTH TOWER LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM ELEC CLSR LCNEA(      2) P-4040-SE 24V AC/DC  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

RFI#4825 Delete MagHoldOpn-Add SE Closers &wall stops
RFI#3841 has 8'9" Corr Width VS Required 8'9-1/2" Width / RFI#1646 NO SECURITY

1 SGL DOOR(S) B.084.A CORRIDOR B.088.00.C FROM STORAGE LHR 90

Heading 183     (HwSet 183)
Degree

Act InActHand

1 SGL DOOR(S) B.086A CORRIDOR B.088.00.C FROM MAIN ELECTRICAL LHR 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      2) 98L-F  996L-06  4'                     US32D-AM

Totals Each Assembly to have:
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LOWER LEVEL

Heading 183     (HwSet 183)     Continued..... Degree
Act InActHand

1 626RIM CYLINDER SCHEA(      2) 20-057  ICC

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

1 630ARMOUR PLATE DONEA(      2) 90  36 X 45  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 689HEAD & JAMB SEALS KRIEA(      2) PROVIDED WITH METAL DOOR

1 689MORTISE DR BOTTOM KRIEA(      2) PROVIDED WITH METAL DOOR

1 ALTHRESHOLD KRIEA(      2) PROVIDED WITH METAL DOOR

NOTE 42 ACOUSTICAL TREATMENT STC 44 ASSEMBLY / RFI#5291 FLOOR STOP
INSTALL ARMOR PLATE ON PUSH SIDE OF DOOR INSIDE ROOM
B.084.A  RFI #78 INSTALL ARMOR PLATE ONE SIDE

Heading 184     (HwSet 184)
Degree

Act InActHand

1 SGL DOOR(S) B.086B NORMAL ELECTRICAL FROM MAIN ELECTRICAL RHR 110

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  4'                     US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #78 ARMOR PLATE 36" ONE SIDE

1 DE DOOR(S) B.106B CORRIDOR B.116.00.C FROM MECHANICAL HALLWAY LHRA 90 90

Heading 185     (HwSet 185)
Degree

Act InActHand

7'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

6 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

Totals Each Assembly to have:
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LOWER LEVEL

Heading 185     (HwSet 185)     Continued..... Degree
Act InActHand

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

4 630ARMOUR PLATE DONEA(      4) 90  36 X 41  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

MAG HOLD OPEN PER FA DWGS EF1.00 & PER APPVLS
RFI #78 - 36" ARMOR PLATE BOTH SIDES

Heading 185.1     (HwSet 185)
Degree

Act InActHand

1 DE DOOR(S) B.088.00.CA CORRIDOR B.088.00.C FROM CORRIDOR B.088.00.C TO EXITLHRA 90 90

7'8" x 7'8" x 1-3/4" x HMD x HMF x 60PPS

8 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

4 630ARMOUR PLATE DONEA(      4) 90  36 X 45  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWGS  //  RFI#1476 7'10"
RFI #78 = 36" ARMOR PLATES BOTH SIDES / NO EDGE GUARDS ON METAL DOORS
RFI #114 = 8'0" CEILING  /  7'8" HEIGHT PER APPVLS

1 DE DOOR(S) B.002.00.CB CORRIDOR B.116.00.C FROM CORRIDOR B.116.00.C LHR 90 90

Heading 188     (HwSet 188)
Degree

Act InActHand

7'4" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 43  B4E  CSK

Totals Each Assembly to have:
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LOWER LEVEL

Heading 188     (HwSet 188)     Continued..... Degree
Act InActHand

2 689MAG HOLD OPEN LCNEA(      2) SEM 7840  2-1/2" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

RFI #2495 WIDTH / USE ORIG 8'0" FRAME @ 4.000.00.LA
MAG HOLD OPEN PER FA DWG /// 2-7/8" SPACE BEHIND DOOR FOR MAG HOLD OPEN

Heading 188.3     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) B.002.00.CA CORRIDOR B.002.00.C FROM CORRIDOR B.064.00.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

1.070.48.C, 1.070.62.CA, B.002.00.CA - MAG HOLD OPEN PER FA DWG
B.002.00.CA RFI#324-1WALL/RFI#1646/2B PER APPVL
3.000.00.LB RFI #324-1 WALL

1 DE DOOR(S) B.007.00.CA CORRIDOR B.007.00.C FROM CORRIDOR B.007.00.C LHR 90 90

Heading 188.5     (HwSet 188)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:
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LOWER LEVEL

Heading 188.5     (HwSet 188)     Continued..... Degree
Act InActHand

B.007.00.CA MAG HOLD OPEN PER FA DWGS // 1.007.01.C MAG HOLD OPEN PER FA DWG
1.007.14.CB MAG HOLD OPEN PER FA DWG // 2.113.00D  RFI#2345 WALL+ASI#28 SET #188
2.121.00 RFI#5172 SAYS WDP BUT RFI#5172-1 CONFIRMS HM DOOR

Heading ACC1     (HwSet )
Degree

Act InActHand

1 SGL DOOR(S) B.094B OSA PLENUM FROM MECHANICAL RHR

1 SGL DOOR(S) B.109 MECHANICAL HALLWAY FROM MECHANICAL B.109 RHR

3'0" x 3'0" x  x MTL x MTL x 90PPS

1 HARDWARE WILL BE B/OEA(      2) PROVIDED BY OTHERS

Totals Each Assembly to have:

ORIGINAL 7'0" & REVISED 6'4" HIGH DOORS DELETED - ACCESS DOOR BY OTHERS

1 BL WINDOW B.004.00.N DECONTAMINATION AREA TO PREP & PACK

Heading ALUM     (HwSet )
Degree

Act InActHand

1 BL WINDOW B.007.18.C CORRIDOR B.007.00.B TO SPECIMEN RECEIVING

1 BL WINDOW B.007.19.AB BLOOD BANK TO OFFICE BLOOD BANK

1 BL WINDOW B.007.19G CORRIDOR B.003.00.C TO BLOOD BANK

1 BL WINDOW B.007.20.AB LC/MS TESTING TO ASSISTANT LAB DIRECTOR

1 BL WINDOW B.007.21B AUTOMATED CORE TESTING TO OFFICE LAB MANAGER

1 BL WINDOW B.007.21C OFFICE CLIENT SERVICES TO OFFICE LAB MANAGER

1 BL WINDOW B.007.22B SEND OUT REFERRAL & PICK UP TO OFFICE REF COORD/PHLEB SUP

1 BL WINDOW B.008.05B HISTOLOGY TO OFFICE SUPERVISOR

 x  x  x  x ALF x 

Totals Each Assembly to have:

B.007.21B, B.007.21C, B.007.22B, B.008.05B  RFI#546 HM-3; RFI#546-1 AL-8
B.007.19.AB,B.007.20.AB,1.070.35B RFI#1022 AL-8 //  2.012.00.AC RFI#544 & 2237 GLASS
THESE WINDOWS ARE ALUMINUM BY OTHERS PER DETAIL
RFI#5000 @ 3.001.46B

1 BL WINDOW B.011.01B MICROBIOLOGY B.011 TO SUPERVISOR OFFICE B.011.01

Heading HM3.4     (HwSet )
Degree

Act InActHand

3'0" x 4'2" x  x  x HMF x NON-RTD
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LOWER LEVEL

Heading HM3.4     (HwSet )     Continued..... Degree
Act InActHand

Totals Each Assembly to have:

HM3 RFI 546

Heading X     (HwSet )
Degree

Act InActHand

1 RU DOOR(S) B.007.18.CF CORRIDOR B.007.00.B TO SPECIMEN RECEIVING

1 RU DOOR(S) B.007.19F CORRIDOR B.003.00.C TO BLOOD BANK

1 RU DOOR(S) B.007A CORRIDOR B.064.00.C TO RECEPTION PHLEBOTOMY

 x  x  x STL x STL x 60PPS

1 HARDWARE WILL BE B/OEA(      3) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI#5000 @ 3.001.46C
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LEVEL 1

Heading 001.3     (HwSet 01)
Degree

Act InActHand

1 SGL DOOR(S) 1.116.03 EXTERIOR @ LA VETA FROM STAIR #6 - 1.116.03 LHR 180

3'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

3 630HVY STNLESS HINGE STAEA(      3) FBB199  4-1/2 X 4-1/2  NRP

1 630RIM PANIC VONEA(      1) 98NL-OP-F  110MD-NL              US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630VANDAL TRIM IVEEA(      1) VR914NL

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 CLDOOR SWEEP PEMEA(      1) 315CN - 36"

1 CLDRIP CAP PEMEA(      1) 346C -  40"

1 ALTHRESHOLD PEMEA(      1) 2550A   41-1/4" NET/NO DRILL X 282A

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#498-TYPE A / RFI#2762 ADD SECURITY TYPE 1 / RFI#4571 JAMB DEPTH & PROFILE

1 SGL DOOR(S) 1 E1.000 EXTERIOR @ BUSH FROM CORRIDOR IN EXIST BLDG LHR 180

Heading 001.6     (HwSet 01)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

3 630HVY STNLESS HINGE STAEA(      3) FBB199  5 X 4-1/2  NRP

1 630HVY SS ELEC HINGE STAEA(      1) CEFBB199-58  5 X 4-1/2  8-WIRE

1 630ELEC RIM PANIC VONEA(      1) EL98NL-OP-F  F-SAFE  4'           US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630VANDAL TRIM IVEEA(      1) VR914NL

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C -  52"

1 ALTHRESHOLD PEMEA(      1) 271A - 48"  WS/PA

1 GRYPOWER SUPPLY VONEA(      1) PS914-2RS-FA

Totals Each Assembly to have:
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LEVEL 1

Heading 001.6     (HwSet 01)     Continued..... Degree
Act InActHand

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

NOTE 74 RELEASE SWITCH AT FIRE COMMAND / NOTE 76 FOR LOCKING SIDE
RFI#3686 ADDED SEC DOOR TYPE 3 / RFI#1789 DOOR SCHEDULE NOTES

Heading 002.4     (HwSet 02)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.42 EXTERIOR @ BUSH TO FIRE COMMAND CENTER LH 90

3'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

3 630HVY STNLESS HINGE STAEA(      3) FBB199  4-1/2 X 4-1/2  NRP

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 CLHEAD/JAMB SEALS PEMEA(      1) 312CR - 1/36" 2/84"

1 CLDOOR SWEEP PEMEA(      1) 315CN - 36"

1 CLDRIP CAP PEMEA(      1) 346C -  40"

1 ALTHRESHOLD PEMEA(      1) 2550A   41-1/4" NET/NO DRILL  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#2762 ADDED SECURITY TYPE 1 / PROVIDE ICC TEMP CORE

1 BP DOOR(S) 1.004.00.V DRIVEWAY OFF LA VETA AVE TO VESTIBULE 1.004.00.V

Heading 003     (HwSet 03)
Degree

Act InActHand

 x  x  x ALD x ALF x 

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:
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LEVEL 1

Heading 004.1     (HwSet 04)
Degree

Act InActHand

1 PR DOOR(S)  1000 1ST FLOOR GARAGE FROM ELEVATOR EQUIP ROOM 1000 RHRA 180 180

6'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

6 630HVY STNLESS HINGE STAEA(      6) FBB199  4-1/2 X 4-1/2  NRP

1 630AUTO FLUSH BOLTS DCIEA(      1) 842

1 630DP STRIKE DCIEA(      1) 81

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICA 10-025 7/8" LLL

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630VANDAL TRIM IVEEA(      1) VR900-RHR

1 628COORDINATOR DCIEA(      1) 672 + C BRACKETS

1 GALASTRAGAL PEMEA(      1) 357SP - 7'  CS SCREWS

2 689PAR ARM CLSR 180* LCNEA(      2) P-4031  TBWMS

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 BLKSMOKE/SOUND SEAL PEMEA(      1) PK33BL - 20'

2 ALDOOR SWEEP PEMEA(      2) 3452AV - 36"

2 ALMORT AUTO DR BTM PEMEA(      2) 420APKL - 36"

1 ALTHRESHOLD PEMEA(      1) 172A - 72"  WS/PA

Totals Each Assembly to have:

RFI#5451 ADD LOUVERS IN DOORS DUE TO MISSING IN WALL ABOVE
RFI#5201 SIZE 6'X7' & SET #4 / RFI#3257 VERIFIES ITEMS NEAR THIS DOOR
REVISED PLAN SHOWS 4'6" PAIR / RFI #146 4'0" WIDE SWINGING OUT

1 SGL DOOR(S) 1.070.36 EXTERIOR AMBULANCE DOCK TO DRY STORAGE 1.070.36 RH 95

Heading 004A     (HwSet 04A)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

3 630HVY STNLESS HINGE STAEA(      3) FBB199  5 X 4-1/2  NRP

1 630HVY SS ELEC HINGE STAEA(      1) CEFBB199-54  5 X 4-1/2  4-WIRE

1 630ELECT FAIL SECURE SCHEA(      1) L9080T-EU 06B AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 ALHEAD/JAMB SEALS PEMEA(      1) 303AS - 1/48" 2/84"

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

Totals Each Assembly to have:
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LEVEL 1

Heading 004A     (HwSet 04A)     Continued..... Degree
Act InActHand

1 ALTHRESHOLD STOP PEMEA(      1) 1842AS - 48" NET

1 ALTHRESHOLD PEMEA(      1) 2750A  53-1/4" NET  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

WALL PER RFI #4121  //  SEC DWG DOOR TYPE 3
RELOCATED PER CO #289  //  RFI#5459-1 MOVE DOOR

Heading 004A.2     (HwSet 04A)
Degree

Act InActHand

1 SGL DOOR(S) 1.000.06 EXTERIOR @ PEPPER FROM DECONTAM SHOWER 1.070.42 LHR 180

 x  x  x ALD x ALF x 

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:

RFI#4277-1 CHANGE DOOR TO ALUM STOREFRONT / RFI#2762 ADDED SECURITY TYPE 1

1 SGL DOOR(S) 1.070.38 EXTERIOR AMBULANCE DOCK TO EMS WORKSTATIONS 1.070.38 LH 180

Heading 005     (HwSet 05)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

1 630HVY SS ELEC HINGE STAEA(      1) CEFBB199-54  4-1/2 X 4-1/2  4-WIRE

2 630HVY STNLESS HINGE STAEA(      2) FBB199  4-1/2 X 4-1/2  NRP

1 630ELECT FAIL SECURE SCHEA(      1) L9080T-EU 06B AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 ALHEAD/JAMB SEALS PEMEA(      1) 303AS - 1/36" 2/84"

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 36"

1 ALTHRESHOLD STOP PEMEA(      1) 1842AS - 36" NET

1 ALTHRESHOLD PEMEA(      1) 2750A  41-1/4" NET  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#2762 ADDED SECURITY TYPE 1  //  SEC TYPE 3 PER RFI #4121 & WALL SIZE
RFI#5459-1 MOVE DOOR  //  USE CLOSER BACK-CHECK TO STOP DOOR
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LEVEL 1

Heading 005     (HwSet 05)     Continued..... Degree
Act InActHand

Heading 008     (HwSet 08)
Degree

Act InActHand

1 PR DOOR(S) 1.116.02 EXTERIOR @ LA VETA FROM STAIR #6 - 1.116.02 RHRA 110 110

7'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

8 630HVY STNLESS HINGE STAEA(      8) FBB199  5 X 4-1/2  NRP

1 630CONC VERTICAL ROD VONEA(      1) 9847EO-F                               US32D-AM

1 630CONC VERTICAL ROD VONEA(      1) 9847NL-OP-F  110NL-MD  4'     US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630VANDAL TRIM IVEEA(      1) VR914NL

2 CLASTRAGAL PEMEA(      2) 29324CNB - 7'

2 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

1 CLDOOR SWEEP PEMEA(      1) 315CN - 36"

1 CLDOOR SWEEP PEMEA(      1) 315CN - 48"

1 ALTHRESHOLD PEMEA(      1) 11-1/2  JD - 89-1/4"

2 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#2762 ADD SEC DOOR TYPE 1 / RFI#4571 JAMB DEPTH & PROFILE

1 PR DOOR(S) 1.007.40 EXTERIOR @ BUSH FROM STAIR 4 - 1.007.40 RHRA 180 180

Heading 008.1     (HwSet 08)
Degree

Act InActHand

7'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

7 630HVY STNLESS HINGE STAEA(      7) FBB199  5 X 4-1/2  NRP

1 630HVY SS ELEC HINGE STAEA(      1) CEFBB199-58  5 X 4-1/2  8-WIRE

1 630AUTO FLUSH BOLTS DCIEA(      1) 842

1 630DP STRIKE DCIEA(      1) 81

1 630ELEC MORTISE PANIC VONEA(      1) EL9875NL-F  LESS TRIM  4'       US32D-AM

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630VANDAL TRIM IVEEA(      1) VR914M-NL

1 628COORDINATOR DCIEA(      1) 684 ACT 48 + C BRACKETS

Totals Each Assembly to have:
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LEVEL 1

Heading 008.1     (HwSet 08)     Continued..... Degree
Act InActHand

2 CLASTRAGAL PEMEA(      2) 18041CNB - 7'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 36"

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C -  88"

1 ALTHRESHOLD PEMEA(      1) 10-1/4  10-5/8  JD - 89-1/4"

1 GRYPOWER SUPPLY VONEA(      1) PS914-2RS-FA

2 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

SEC DWG DOOR TYPE 3  /  RFI#3492 FOR DOOR SWING CHANGE  //  RFI#1353
FLOOR STOP NEAR HANDRAIL @ RHR ACTIVE

Heading 008.2     (HwSet 08)
Degree

Act InActHand

1 PR DOOR(S) 1.070.52 EXTERIOR @ PEPPER FROM STAIR 1 - 1.070.52 RHRA 110 90

7'0" x 7'8" x 1-3/4" x HMD x HMF x 90PPS

8 630HVY STNLESS HINGE STAEA(      8) FBB199  5 X 4-1/2  NRP

1 630AUTO FLUSH BOLTS DCIEA(      1) 842

1 630DP STRIKE DCIEA(      1) 81

1 630MORTISE LOCK PANIC VONEA(      1) 9875NL-F  LESS TRIM  4'          US32D-AM

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630VANDAL TRIM IVEEA(      1) VR914M-NL

1 628COORDINATOR DCIEA(      1) 684 ACT 48 + C BRACKETS

1 GALASTRAGAL PEMEA(      1) 357SP - 7'  CS SCREWS

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 626X-HVY DTY FLR STOP TRIEA(      2) 1214  LONG SCREWS @ EXTERIOR

1 ALHEAD/JAMB SEALS PEMEA(      1) 303AS - 1/84" 2/84"

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 36"

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C -  88"

1 ALTHRESHOLD PEMEA(      1) 10-1/4  10-5/8  JD - 89-1/4"

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 70

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 1

Heading 008.2     (HwSet 08)     Continued..... Degree
Act InActHand

2 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

RFI#2762 ADDED SECURITY TYPE 1 // PER JOBSITE MEETING 03-24 DO NOT PROVIDE
ELECTRIC HARDWARE OR POWER SUPPLY PER APPROVED HARDWARE SCHEDULE

Heading 008.4     (HwSet 08)
Degree

Act InActHand

1 PR DOOR(S) 1.02 DRIVEWAY OFF LA VETA AVE FROM STAIR 3 - 1.020 LHRA 180 180

 x  x  x ALD x ALF x 

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:

RFI #346 CHANGED TO NON-RATED ALUM DOORS // RFI #2762 ADDED SECURITY TYPE 1
20-061-T-ICC PER TOWER GLASS INC'S HARDWARE SCHEDULE

1 PR DOOR(S) 1.000.07 EXTERIOR @ PEPPER FROM VESTIBULE 1.070.54.V RHRA 90 90

Heading 010     (HwSet 10)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

6 630HVY STNLESS HINGE STAEA(      6) FBB199  5 X 4-1/2  NRP

2 630HVY SS ELEC HINGE STAEA(      2) CEFBB199-58  5 X 4-1/2  8-WIRE

2 628PANIC SHIM KIT VONEA(      2) 99GBK-CV

2 630ELEC CONC VERT ROD VONEA(      2) EL9847L-F-LBR  996L-06  4'       US32D-AM

2 626RIM CYLINDER SCHEA(      2) 20-057  ICA

2 626PERMANENT CORE SCHEA(      2) 23-030

2 CLASTRAGAL PEMEA(      2) 18041CNB - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 ALDOOR SWEEP PEMEA(      2) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C - 100"

1 ALTHRESHOLD PEMEA(      1) 2750A  101-1/4" NET  WS/PA

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

RFI#3429 DOOR TYPE HM 2E.1 IN LIEU OF ALS ON CO#145 / RFI#5569 UIS & REMARK 5
SENSOR SWITCH ACTIVATES THIS PAIR AND 1.000.07
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LEVEL 1

Heading 010     (HwSet 10)     Continued..... Degree
Act InActHand

AUTO-OPERATOR PER STANLEY ACCESS TECHNOLOGIES APPROVED SUBMITTAL

Heading 010A.1     (HwSet 10A)
Degree

Act InActHand

1 PR DOOR(S) 1.000.04 EXTERIOR @ BUSH FROM CORRIDOR 1.050.00.C RHRA 90 90

8'0" x 8'6" x 1-3/4" x HMD x HMF x 90PPS

1 630CONTINUOUS HINGE MAREA(      1) HG-329-MB - 8'6"

1 630CONT HINGE W/EPT MAREA(      1) HG-329-MB - 8'6"  CTP 4612-1-SC

1 630CONC VERTICAL ROD VONEA(      1) 9847EO-F  4' X 8'6"                 US32D-AM

1 630ELEC CONC VERT ROD VONEA(      1) EL9847L-F  996L-06  4' X 8'6"     US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

2 CLASTRAGAL PEMEA(      2) 29324CNB - 9'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 626X-HVY DTY FLR STOP TRIEA(      2) 1214  LONG SCREWS @ EXTERIOR

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

2 ALDOOR SWEEP PEMEA(      2) 3452AV - 48"

1 ALTHRESHOLD PEMEA(      1) 2750A  101-1/4" NET  WS/PA

1 GRYPOWER SUPPLY VONEA(      1) PS914-2RS-FA

2 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

PROVIDE 35061CNB-108" FOR TEMPORARY ASTRAGAL SEALS - BRUSHES ARE ANGLED
SEC DWG DOOR TYPE 4: VERIFY LOC'N IN HEAD  //  RFI #3580 WIDTH

1 PR DOOR(S) 1.065 CORRIDOR 1.064.01.C TO ELECTRIC ROOM LHA 90 180

Heading 102     (HwSet UNEQ)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

2 652SPRING HINGE STAEA(      2) 2060R  4-1/2 X 4-1/2

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 652HINGES STAEA(      1) FBB179  4-1/2 X 4-1/2

Totals Each Assembly to have:
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LEVEL 1

Heading 102     (HwSet UNEQ)     Continued..... Degree
Act InActHand

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 630DP STRIKE DCIEA(      1) 81

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) NX-648 ACT 36

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 10  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 CLASTRAGAL PEMEA(      1) 355CS - 7'

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

WALL STOP @ CONC EQUIP PAD AS NEEDED  //  USE ICC TEMP CORE FROM TEMP DOOR
RFI #328 OPENING SIZE  //  B.050  RFI#1476 HDW  //  5.125 RFI #628 OPENING SIZE

Heading 102C     (HwSet 102C)
Degree

Act InActHand

1 PR DOOR(S) 1.070.30A CORRIDOR 1.070.01.C TO TRAUMA/ CARDIAC ROOM LHA 90 180

1 PR DOOR(S) 1.070.32A CORRIDOR 1.070.01.C TO TRAUMA/ CARDIAC ROOM LHA 90 180

6'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

8 652HEAVY WT HINGES STAEA(     16) FBB168  5 X 4-1/2

1 630AUTO TOP FLUSH BOLT DCIEA(      2) 840-US32D / 8BFB

1 626STOREROOM LOCK SCHEA(      2) ND80TD-RHO-AM ICA  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      2) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

1 630OVERHEAD STOP GLYEA(      2) 906F

1 630KICK-PLATE DONEA(      2) 90  8 X 23  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKSMOKE/SOUND SEAL PEMEA(      2) PK33BL - 20'

Totals Each Assembly to have:

RFI#496-TYPE Z.2  //  DELETE CLOSERS CO#258 
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LEVEL 1

Heading 103     (HwSet 103)
Degree

Act InActHand

1 PR DOOR(S) 1.007.47 CORRIDOR 1.050.00.C TO SHELL 1.007.47 LHA 90 180

6'0" x 7'0" x 1-3/4" x WD x MTL x 60PPS

2 630CONTINUOUS HINGE MAREA(      2) FM-300-MB-7'0"

1 630LATCHING TOP BOLT DCIEA(      1) 805-US32D / 8BFB FIRE-BOLT

1 32DPUSH/PULL LATCH ABHEA(      1) 6814/6819-3AL BIO-GUARD 4LB LEAD

1 628COORDINATOR DCIEA(      1) 672  ACT 48

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 23  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 47  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 CLASTRAGAL PEMEA(      1) 355CS - 7'

1 BLKSMOKE/SOUND SEAL PEMEA(      1) PK33BL - 20'

Totals Each Assembly to have:

DOORS ARE NOT LEAD-LINED - ONLY FRAME IS LEAD-LINED PER RFI #2528

1 SGL DOOR(S) 1.007A WAITING 1.007 TO CORRIDOR 1.056.00.C LH 135

Heading 108.1     (HwSet 108)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

APPVL CHANGED PANIC TO D70

1 SGL DOOR(S) 1.007C ENTRY LOBBY 1.004.00.L FROM WAITING 1.007 RHR 180

Heading 108.3     (HwSet 108)
Degree

Act InActHand
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LEVEL 1

Heading 108.3     (HwSet 108)     Continued..... Degree
Act InActHand

3'0" x 8'10" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM                 US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

Heading 108A.6     (HwSet 108A)
Degree

Act InActHand

1 SGL DOOR(S) 1.015.00.C CORRIDOR 1.016.00.C FROM OFFICE FINANCIAL GROUP LHR 90

1 SGL DOOR(S) 1.016.00.C CORRIDOR 1.016.00.C FROM WORK AREA 1.015.00.C LHR 90

3'0" x 8'10" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 630ELEC RIM PANIC VONEA(      2) E98L-F  E996L-06  SLM             US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 21'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#5405 DELETES CORNER GUARD

1 SGL DOOR(S) 1.070.59.C CORRIDOR 1.096.00.C FROM CORRIDOR 1.070.59.C LHR 90

Heading 109.1     (HwSet 109)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

Totals Each Assembly to have:
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LEVEL 1

Heading 109.1     (HwSet 109)     Continued..... Degree
Act InActHand

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  SLM  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689DELAYED CLOSER LCNEA(      1) 4041-DEL  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

SEC DWG DOOR TYPE 3  /  CHANGED HW 162 TO HDW 109 FOR SEC/ELEC

Heading 109.4     (HwSet 109)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.67.C CORRIDOR 1.098.00.C FROM CORRIDOR 1.070.67.C LHR 90

4'0" x 8'10" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  SLM  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3

1 SGL DOOR(S) 1.069.02 CORRIDOR 1.069.02.C / EXIST BLDG FROM STAIR #2 @ EXIST BLDG A3.1QRHR 90

Heading 110     (HwSet 110)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

Totals Each Assembly to have:
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LEVEL 1

Heading 110     (HwSet 110)     Continued..... Degree
Act InActHand

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  4'                 US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      1) 315CN - 48"

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

RE-USE EXISTING POWER

Heading 114.1     (HwSet 114)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.36 CORRIDOR 1.007.14.C FROM ELEC ROOM 1.007.36 RHR 180

3'2" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626LOW STORERM LOCK SCHEA(      1) AL80TD-SAT-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 36  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7840  2-1/2" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWGS EF1.50

1 SGL DOOR(S) 1.007.34 CORRIDOR 1.007.14.C TO SOILED WORKROOM 1.070.34 RH 90

Heading 114A.4     (HwSet 114A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

Totals Each Assembly to have:
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LEVEL 1

Heading 114A.4     (HwSet 114A)     Continued..... Degree
Act InActHand

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

SEC DWG DOOR TYPE 3 / USE CLOSER BACK-CK TO STOP DOOR @ 100* APPROX.

Heading 114A.6     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 1.067 CORRIDOR 1.064.01.C TO IS ROOM 1.067 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

3.064 RFI#2222 WIDTH
SEC DOOR TYPE 3

1 SGL DOOR(S) 1.007.53 CORRIDOR 1.007.52.C TO SOILED WORKROOM 1.007.53 RH 90

Heading 114A11     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.54 CORRIDOR 1.007.52.C TO CLEAN UTILITY / LINEN 1.070.54 LH 90

1 SGL DOOR(S) 1.070.80 CORRIDOR 1.070.76.C TO CLEAN UTILITY / LINEN 1.070.80 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      3) CEFBB278-54  5"  4-WIRE

Totals Each Assembly to have:
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LEVEL 1

Heading 114A11     (HwSet 114A)     Continued..... Degree
Act InActHand

2 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      3) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      3) 1078 - 1" DIAMETER

1.070.80 - IF SHELF ABOVE INTERFERES WITH WALL STOP ADD OVERHEAD STOP
1.007.53, 1.007.54, 3.106.09 RFI#3686 Add SEC Type 3
3.106.09 RFI#3686 ADD SEC DWG TYPE 3 // 3.106.01.CA, 3.106.01.CB RFI #1983 ELEC
5.145B RFI #5154 DOOR STAYS AS RH PER ASI#08 - NOT LH PER CO#264

Heading 114A15     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.34A CORRIDOR 1.070.40.C FROM PHARMACY 1.070.34 LHR 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

CO#329 RELOCATE AND CHANGE TOSWING OUT OF PHARMACY
RFI#3981 CHANGE SWING TO RH INTO PHARMACY  //  SEC DWG DOOR TYPE 3

1 SGL DOOR(S) 1.007.32.V CORRIDOR 1.007.14.C FROM VESTIBULE 1.007.32.V RHR 90

Heading 114A19     (HwSet 114A)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

Totals Each Assembly to have:
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LEVEL 1

Heading 114A19     (HwSet 114A)     Continued..... Degree
Act InActHand

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

RFI #78 = 36" ARMOR PLATE BOTH SIDES // RFI#1408 WALL

Heading 114A21     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.54A RECEPTION / WAIT TO SECURITY OFFICE 1.070.54 LH 90

3'0" x 8'10" x 1-3/4" x WD x HMF x NON-RTD

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 21'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3

1 SGL DOOR(S) 1.016 CORRIDOR 1.016.00.C TO IS ROOM 1.016 RH 90

Heading 114A23     (HwSet 114A)
Degree

Act InActHand

3'6" x 8'10" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

Totals Each Assembly to have:
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LEVEL 1

Heading 114A23     (HwSet 114A)     Continued..... Degree
Act InActHand

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

SEC DWG DOOR TYPE 3

Heading 116.3     (HwSet 116)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.48A CORRIDOR 1.050.00.C TO CONFERENCE ROOM 1.007.48 RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.009.01 WAITING 1.009 TO WORKROOM STAFF 1.009.01 RH 90

Heading 116A     (HwSet 116A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

Totals Each Assembly to have:
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LEVEL 1

Heading 116A     (HwSet 116A)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

SEC DWG TYPE 3 TY5.02

Heading 116A.2     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.26 CORRIDOR 1.007.14.C TO STAFF LOUNGE 1.007.26 LH 90

1 SGL DOOR(S) 1.061 CORRIDOR 1.064.00.C TO OFFICE SUPPORT STAFF 1.061 LH 90

1 SGL DOOR(S) 1.070.01 CORRIDOR 1.064.01.C TO LOCKERS STAFF 1.070.01 LH 180

1 SGL DOOR(S) 1.070.14 CORRIDOR 1.070.00.C TO LOUNGE STAFF 1.070.14 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      4) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      8) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      4) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      4) 23-030

1 689CLOSER LCNEA(      4) 4041  TBWMS

1 630KICK-PLATE DONEA(      4) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      4) 1407

1 BLKADHESIVE SEAL PEMEA(      4) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      4) 1078 - 1" DIAMETER

Totals Each Assembly to have:

B.003 RFI#3686 ADD SEC DWG TYPE 3
1.070.01 USE 4130 CLOSER IF DOOR CAN SWING 180* OR USE BACK-CHECK
1.007.26 & 1.070.01 MOVED TO HW 116A FOR ELECTRIC HARDWARE

1 SGL DOOR(S) 1.007.02A WAITING 1.007 TO CONSULT RAD 1.007.02 LH 90

Heading 116A.5     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.60 CORRIDOR 1.070.62.C TO OFFICE ADMIT TEAM 1.070.60 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      4) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

Totals Each Assembly to have:
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LEVEL 1

Heading 116A.5     (HwSet 116A)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

SEC DWG DOOR TYPE 3

Heading 116A.9     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.04 CORRIDOR 1.050.00.C TO STORAGE GENERAL 1.070.04 RH 90

1 SGL DOOR(S) 1.070.21 CORRIDOR 1.064.01.C TO SOILED WORKROOM 1.070.21 LH 90

1 SGL DOOR(S) 1.070.40 CORRIDOR 1.070.40.C TO SOILED WORKROOM 1.070.40 RH 90

1 SGL DOOR(S) 1.070.44 CORRIDOR 1.070.01.C TO CLEAN UTILITY / LINEN 1.070.44 RH 90

1 SGL DOOR(S) 1.070.79A CORRIDOR 1.070.76.C TO SOILED WORKROOM 1.070.79 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      5) CEFBB168-54  5 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(     10) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      5) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      5) 23-030

1 689CLOSER LCNEA(      5) 4041  TBWMS

1 630KICK-PLATE DONEA(      5) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      5) 1407

1 BLKADHESIVE SEAL PEMEA(      5) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      5) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3
SET 116A FOR ELEC & KICK-PLATE @ 1.070.21 1.070.40 1.070.44 1.070.79A (WAS SET 144)

1 SGL DOOR(S) 1.069 CORRIDOR 1.064.01.C TO STORAGE 1.069 RH 90

Heading 116A10     (HwSet 116A)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

Totals Each Assembly to have:
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LEVEL 1

Heading 116A10     (HwSet 116A)     Continued..... Degree
Act InActHand

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

MAG HOLD OPEN PER FA DWG  /  SEC DWG DOOR TYPE 3

Heading 116A11     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.85 CORRIDOR 1.070.59.C TO TRASH / LINEN 1.070.85 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3 / ADDED SWING CLEAR HINGES TO AVOID DOOR DAMAGE
1.070.85 MOVE FROM HW 144 TO HW 116A FOR ELEC HDW & KICK-PLATE
2.100.44  RFI#2588-1 ADD SEC  //  3.046.08A, 3.082 APPVL=116A ELEC VS 145
3.106.11A APPVL SET 116B & KICK-PLATE / 3.109.33 RFI#2588-1 ADD SEC

1 SGL DOOR(S) 1.070.48.CB WAIT 1.070.054.A FROM RECEPTION 1.070.55.A RHR 90

Heading 116A15     (HwSet 116A)
Degree

Act InActHand
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LEVEL 1

Heading 116A15     (HwSet 116A)     Continued..... Degree
Act InActHand

3'6" x 8'10" x 1-3/4" x WD x HMF x NON-RTD

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#1785 REMARK 56  //  SEC DWG DOOR TYPE 3
CHANGED TO STANDARD VISION FRAME WITH CLEAR GLASS FOR VISIBILITY

Heading 116A16     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.56B WAIT 1.070.054.A TO TRIAGE 1.070.56 RH 90

1 SGL DOOR(S) 1.070.57.AB WAIT 1.070.054.A TO TRIAGE 1.070.57.A RH 90

1 SGL DOOR(S) 1.070.57.BB WAIT 1.070.054.A TO TRIAGE 1.070.57.B LH 90

4'0" x 8'10" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      3) CEFBB168-54  5 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      9) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      3) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 630KICK-PLATE DONEA(      3) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 25'

1 WHIMAGNETIC CONTACT B/OEA(      3) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3
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LEVEL 1

Heading 116B     (HwSet 116B)
Degree

Act InActHand

1 PR DOOR(S) 1.007.25 CORRIDOR 1.007.14.C FROM MRI VEST 1.007.25 RHRA 120 120

8'0" x 8'6" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

7 652HEAVY WT HINGES STAEA(      7) FBB168  5 X 4-1/2

1 630AUTO FLUSH BOLTS DCIEA(      1) 842

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) 696 + C BRACKETS

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 47  B4E  CSK

1 630GURNEY PLATE DONEA(      1) 90   8 X 47  B4E  CSK  CUT CYL 2-3/4 BS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

2 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG TYPE 3 TY5.02  //  RFI#2446 MOVES DR
RFI#5645 CHANGES TO PAIR OF DOORS TO ALLOW COMPLETION & MAGNET ACCESS

1 SGL DOOR(S) 1.007.15 CORRIDOR 1.007.17.C TO OFFICE RAD DIR 1.007.15 LH 90

Heading 117     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.16 CORRIDOR 1.007.17.C TO OFFICE PACS MGR 1.007.16 LH 90

1 SGL DOOR(S) 1.007.17 CORRIDOR 1.007.17.C TO OFFICE MD 1.007.17 LH 90

1 SGL DOOR(S) 1.009.02A WORKROOM STAFF 1.009.01 TO OFFICE ASST 1.009.02 RH 90

1 SGL DOOR(S) 1.009.03 WORKROOM STAFF 1.009.01 TO OFFICE MGR 1.009.03 RH 90

1 SGL DOOR(S) 1.015.01 WORK AREA 1.015.00.C TO OFFICE ADMIT MGR LH 90

1 SGL DOOR(S) 1.015.02B WORK AREA 1.015.00.C TO OFFICE ADMIT 1.015.02 RH 90

1 SGL DOOR(S) 1.015.03 WORK AREA 1.015.00.C TO OFFICE ADMIT DIRECTOR RH 90

1 SGL DOOR(S) 1.015.04B WORK AREA 1.015.00.C TO OFFICE ADMIT 1.015.04 LH 90

1 SGL DOOR(S) 1.015.06B WORK AREA 1.015.00.C TO OFFICE ADMIT 1.015.06 RH 90

1 SGL DOOR(S) 1.015.08B WORK AREA 1.015.00.C TO OFFICE ADMIT 1.015.08 LH 90

1 SGL DOOR(S) 1.015.10B WORK AREA 1.015.00.C TO OFFICE ADMIT 1.015.10 RH 90

1 SGL DOOR(S) 1.015.12B WORK AREA 1.015.00.C TO OFFICE FINANCIAL COUNSELING LH 90

1 SGL DOOR(S) 1.015.13 WORK AREA 1.015.00.C TO OFFICE FINANCIAL MANAGER LH 90

1 SGL DOOR(S) 1.070.07 TRANSPORT 1.070.06.B TO OFFICE TRANS MANAGER 1.070.07 LH 90

1 SGL DOOR(S) 1.070.08 TRANSPORT 1.070.06.B TO OFFICE TRANS COORD 1.070.08 RH 90

1 SGL DOOR(S) 1.070.10 CORRIDOR 1.070.09 TO OFFICE ED MGR 1.070.10 RH 90

1 SGL DOOR(S) 1.070.11 WKSTN ASST 1.070.09.A TO OFFICE ED MD 1.070.11 LH 90

1 SGL DOOR(S) 1.070.12 WKSTN ASST 1.070.09.A TO OFFICE ED DIRECTOR 1.070.12 RH 90
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LEVEL 1

Heading 117     (HwSet 117)     Continued..... Degree
Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(     57) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(     19) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(     19) 23-030

1 626WALL STOP DONEA(     19) 1407

3 GRYSILENCERS DONEA(     57) 1608

Totals Each Assembly to have:

1.070.08 MOVED FROM HW 151 (SAME AS OFFICE DOOR 1.070.07)

Heading 117.04     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 1.009.04 WAITING 1.009 TO CONSULT 1.009.04 RH 90

3'0" x 7'0" x 1-3/4" x WD x ALF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

Totals Each Assembly to have:

DR TYPE A RFI#1585

1 SGL DOOR(S) 1.070.60.A OFFICE ADM TEAM 1.070.60 TO OFFICE MANAGER 1.070.60.A RH 90

Heading 117.06     (HwSet 117)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630FLOOR STOP DONEA(      1) 1440

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:
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LEVEL 1

Heading 117.06     (HwSet 117)     Continued..... Degree
Act InActHand

Heading 117.07     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 1.026 CORRIDOR 1.016.00.C TO OFFICE - M/CAL 1.026 RH 90

1 SGL DOOR(S) 1.063 CORRIDOR 1.064.00.C TO OFFICE - ED/EDU/CNS 1.063 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      2) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.007.62B WAITING 1.007 TO OFFICE SCHEDULING 1.007.62 LH 180

Heading 117.09     (HwSet 117)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689REG ARM CLSR 180* LCNEA(      1) 4031  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

VERIFY DOOR 1.007.62B CAN SWING 180* WITHOUT HITTING DOOR 1.007.62A

1 SGL DOOR(S) 1.007.14.A CORRIDOR 1.007.14.C FROM OPEN WORK STATIONS 1.007.14ARHR 180

Heading 121.02     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.14.B CORRIDOR 1.007.14.C FROM WSTN ASST 1.007.14.B LHR 180

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

Totals Each Assembly to have:
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LEVEL 1

Heading 121.02     (HwSet 121)     Continued..... Degree
Act InActHand

1 626LOW STORERM LOCK SCHEA(      2) AL70TD-SAT-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689REG ARM CLSR 180* LCNEA(      2) 4031  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP SEEEA(      2) 1/4" THICK MOUNTED ON WALL

1 689MAG HOLD OPEN LCNEA(      2) SEM 7840  2-1/2" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

RFI#5821 MAG HOLD OPENS ON CORRIDOR SIDE // RFI#4758 SWING OUT INTO CORRIDOR
PROVIDE AL70 LOCKS FOR MAX 7" PROJ & USE 4031 CLOSER FOR 180* SWING
WOOD DOOR 1.007.14.A ORDERED RH & 1.007.14.B ORDERED LH - SWAP & RE-USE

Heading 121.04     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.79B TRASH / LINEN 1.070.85 TO SOILED WORKROOM 1.070.79 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1.070.79B LOCKED ON TRASH SIDE  /  2.082 KEEP MAG HOLDER PER APPVL

1 SGL DOOR(S) 1.070.19 CORRIDOR 1.070.01.C TO FAMILY GRIEVING ROOM LH 115

Heading 121.09     (HwSet 121)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:
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LEVEL 1

Heading 121.09     (HwSet 121)     Continued..... Degree
Act InActHand

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

MAG HOLD OPEN PER APRIL MEETING / ADDED SWING CLEAR HINGES

Heading 121.10     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.39 CORRIDOR 1.070.26.C TO CONSULT 1.070.39 LH 100

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

NO MAG HOLD OPEN SHOWN ON FA DWG

1 SGL DOOR(S) 1.022 CORRIDOR 1.016.00.C TO TOILET PUBLIC MALE RH 180

Heading 122.4     (HwSet 122)
Degree

Act InActHand

1 SGL DOOR(S) 1.024 CORRIDOR 1.016.00.C TO TOILET PUBLIC FEMALE RH 150

3'0" x 8'10" x 1-3/4" x WD x HMF x SMOKE

4 652HEAVY WT HINGES STAEA(      8) FBB168  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      2) ND10S-RHO-AM

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

Totals Each Assembly to have:
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LEVEL 1

Heading 122.4     (HwSet 122)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 21'

PROVIDE SEALS AND LATCHSET FOR SMOKE RATED DOOR
CLOSERS REG ARM INSIDE TOILETS W/BACK-CHECK TO STOP DOORS @ 110-120*

Heading 122A     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.73 CORRIDOR 1.070.71.C TO TOILET STAFF FEMALE LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      1) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

ADDED SEALS FOR SOUND AT TOILET ROOMS AND WALLS TYPE 'S'
ADDED SEALS FOR CLEANLINESS AT CLEAN ROOMS

1 SGL DOOR(S) 1.068 CORRIDOR 1.070.26.C TO TOILET STAFF MALE RH 90

Heading 122A.5     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.02 CORRIDOR 1.064.01.C TO TOILET STAFF MALE RH 150

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626TEMPORARY CORE SCHEA(      2) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      2) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

Totals Each Assembly to have:
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LEVEL 1

Heading 122A.5     (HwSet 122A)     Continued..... Degree
Act InActHand

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

5.085 HW 122A PER APPVL
USE CLOSER BACK-CHECK TO STOP DOORS WHERE NEEDED

Heading 122A.9     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.22 CORRIDOR 1.007.14.C TO TOILET STAFF MALE RH 90

1 SGL DOOR(S) 1.007.24 CORRIDOR 1.007.14.C TO TOILET STAFF FEMALE LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626TEMPORARY CORE SCHEA(      2) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      2) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

1.070.03 RFI#2253 NO CARD READER

1 SGL DOOR(S) 1.007.20 CORRIDOR 1.007.14.C TO SHOWER STAFF UNISEX RH 90

Heading 122A10     (HwSet 122A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 630HVY STNLESS HINGE STAEA(      3) FBB199  4-1/2 X 4-1/2  NRP

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      1) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER, RUST INHIB LCNEA(      1) 4041-SRI  TBWMS

Totals Each Assembly to have:
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LEVEL 1

Heading 122A10     (HwSet 122A)     Continued..... Degree
Act InActHand

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

USE STAINLESS STEEL HINGES AND SRI CLOSER FOR SHOWER ROOM

Heading 122A12     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.03 CORRIDOR 1.064.01.C TO TOILET STAFF FEMALE RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

RFI#2253 NO CARD READER /  RFI#5291 FLOOR STOP

1 SGL DOOR(S) 1.007.14 CORRIDOR 1.007.17.C TO CONFERENCE ROOM 1.007.14 RH 90

Heading 125     (HwSet 125)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.48.AB CONFERENCE ROOM 1.007.48 FROM CLOSET 1.007.48.A RHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626WALL STOP DONEA(      2) 1407

3 GRYSILENCERS DONEA(      6) 1608

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 93

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 1

Heading 125     (HwSet 125)     Continued..... Degree
Act InActHand

1.007.48.AB  RFI#1408 WALL

Heading 125.2     (HwSet 125)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.30 MRI VEST 1.007.25 FROM CONTROL 1.007.30 LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630OVERHEAD STOP GLYEA(      1) 904F

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

FLOOR STOP/WALL STOP WON'T WORK - ADD OVERHEAD STOP

1 SGL DOOR(S) 1.066 CORRIDOR 1.070.26.C FROM PNEUMATIC TUBE EQUIP RM LHR 90

Heading 126.08     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1.066 HAS 2.4S WALL FOR SOUND RFI 1158

1 SGL DOOR(S) 1.007.43 TECH / WORK 1-007.41 TO STORAGE 1.007.43 LH 90

Heading 126.10     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS
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LEVEL 1

Heading 126.10     (HwSet 126)     Continued..... Degree
Act InActHand

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

Heading 126.11     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.84 CORRIDOR 1.070.83.A TO ELEC ROOM 1.070.84 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI#328 3'6  //  USE ICC CORE FROM TEMP DOOR
2.022  RFI#423 7'0"  //  3.106.07 RFI#328 3'6" & 1.6 WALL  //  RFI#2465-12"CLR

1 SGL DOOR(S) 1.070.25.C CORRIDOR 1.070.01.C TO SHELL 1.070.25.C LH 180

Heading 126.12     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689REG ARM CLSR 180* LCNEA(      1) 4031  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 1

Heading 126.12     (HwSet 126)     Continued..... Degree
Act InActHand

USE ICC CORE FROM TEMP DOOR

Heading 126.15     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.55A CORRIDOR 1.070.62.C FROM STORAGE GURN/WHEELCHR LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689DELAYED CLOSER LCNEA(      1) 4041-DEL  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

ADDED SWING CLEAR HINGES, GURNEY PLATE & KICKPLATE

1 SGL DOOR(S) 1.070.28A EXISTING TOWER 1 TO TEMP CORRIDOR THRU 1.070.30 RH 90

Heading 126.16     (HwSet 126)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

USE CLOSER BACK-CK TO STOP DOOR WHEN IT SWINGS PAST 140*
1.070.28A CO #296 REVISE TO 4'0" RH SWING & LOCK INSTEAD OF PANIC
3.065 RFI#1997 D/S
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LEVEL 1

Heading 126.18     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 1.018 CORRIDOR 1.016.00.C TO ELEC ROOM 1.018 LH 90

3'6" x 8'10" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

Totals Each Assembly to have:

RFI #3692 TO CLARIFY DOOR SWING & LOCATION / RFI#328 3'6 RFI#2039 LH RFI#3692
USE ICC CORE FROM TEMP DOOR

1 SGL DOOR(S) 1.069.04 CORRIDOR IN EXISTING BLDG TO ATM/NITE DEPOSIT 1.069.04 RH 90

Heading 126.EX     (HwSet 126)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

REUSE EXISTING HM FRAME FROM A DELETED OPENING
REUSE EXISTING LOCK, HINGES & CLOSER FROM ORIGINAL DOOR
RFI#5486 HM DOOR PAINTED TO MATCH WALL INSTEAD OF WOOD DOOR

1 SGL DOOR(S) 1.070.28B EXISTING TOWER 1 FROM TEMP CORRIDOR THRU 1.070.30 RHR 90

Heading 126.T     (HwSet TEMP)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

1 626ELECTRIC LOCK SCHEA(      1) ND80JD-EL-RHO-AM  EXISTING CORE

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

PER RFI #4876 RELOCATE CARD READER FROM ANOTHER ENTRANCE DOOR TO HERE
ADD ELECTRIC LOCK, ELECTRIC HINGE AND RACEWAY TO EXISTING DOOR
PROVIDE VISION LITE CUTOUT AND VISION LIGHT FRAME
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LEVEL 1

Heading 126.T     (HwSet TEMP)     Continued..... Degree
Act InActHand

Heading 130.3     (HwSet 130)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.55.AA RECEPTION 1.070.55.A FROM STORAGE GURN/WHEELCHR RHR 95

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689DELAYED CLOSER LCNEA(      1) 4041-DEL  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

LOCK CHANGED TO D70 PER APPVL / I CHANGED HW 117 TO HW 130

1 SGL DOOR(S) 1.007.11 CORRIDOR 1.007.09.C FROM TOILET PATIENT UNISEX LHR 90

Heading 131     (HwSet 131)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.12 CORRIDOR 1.007.09.V FROM TOILET PATIENT UNISEX LHR 90

1 SGL DOOR(S) 1.007.56 OPEN HOLDING 1.007.52 FROM TOILET PATIENT UNISEX LHR 90

1 SGL DOOR(S) 1.070.17 EXAM  OB/GYN  1.070.16 FROM TOILET PATIENT UNISEX LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(     12) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      4) ND40S-RHO-AM

1 630MOP PLATE DONEA(      4) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      4) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      4) 1407

3 GRYSILENCERS DONEA(     12) 1608

Totals Each Assembly to have:

B.007.07.A RFI#2989 SWING
3.046.02 RFI#498-TYPE A

1 SGL DOOR(S) 1.070.65 CORRIDOR 1.070.59.C FROM TOILET PATIENT UNISEX LHR 90

Heading 131.1     (HwSet 131)
Degree

Act InActHand
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LEVEL 1

Heading 131.1     (HwSet 131)     Continued..... Degree
Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

Heading 131.3     (HwSet 131)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.29 MRI VEST 1.007.25 FROM TOILET PATIENT UNISEX RHR 90

1 SGL DOOR(S) 1.070.61 CORRIDOR 1.070.59.C FROM TOILET PATIENT UNISEX LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      2) ND40S-RHO-AM

1 630OVERHEAD STOP GLYEA(      2) 904F

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(      6) 1608

Totals Each Assembly to have:

1 SGL DOOR(S) 1.007.35 HALL 1.007.23.C FROM TOILET PATIENT UNISEX LHR 90

Heading 131.4     (HwSet 131)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:
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LEVEL 1

Heading 131.4     (HwSet 131)     Continued..... Degree
Act InActHand

B.007.07.A RFI#2989 SWING
3.046.02 RFI#498-TYPE A

Heading 131.6     (HwSet 131)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.20 CORRIDOR 1.070.01.C FROM TOILET PATIENT UNISEX RHR 100

1 SGL DOOR(S) 1.070.46 CORRIDOR 1.070.48.C FROM TOILET PATIENT UNISEX RHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      2) ND40S-RHO-AM

1 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

CLOSERS ADDED FOR SMOKE DOORS

1 SGL DOOR(S) 1.096.02 CORRIDOR 1.096.00.C TO TOILET PUBLIC MALE RH 90

Heading 131.7     (HwSet 131)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

OK TO INSTALL FLOOR STOP NEAR/UNDER PARTITION PER APPROVALS
CHANGED FROM SET 133 WITH ND70 LOCK TO SET 131 WITH ND40S PRIVACY
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LEVEL 1

Heading 131.7     (HwSet 131)     Continued..... Degree
Act InActHand

Heading 133.1     (HwSet 133)
Degree

Act InActHand

1 SGL DOOR(S) 1.096.01 CORRIDOR 1.096.00.C TO TOILET PUBLIC FEMALE RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.007.01.A CORRIDOR 1.070.56.C TO TOILET PATIENT UNISEX RH 90

Heading 134.2     (HwSet 134)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.007.059.AB CORRIDOR 1.056.00.C FROM R/F 1.007.059 LHR 90

Heading 134.3     (HwSet 134)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.61.AB CORRIDOR 1.056.00.C FROM TOILET PATIENT UNISEX RHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

Totals Each Assembly to have:
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LEVEL 1

Heading 134.3     (HwSet 134)     Continued..... Degree
Act InActHand

1 626PRIVACY LATCH SCHEA(      2) ND40S-RHO-AM

1 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Heading 136.2     (HwSet 136)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.58.A CORRIDOR 1.056.00.C TO SUB WAIT 1.007.58.A RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

SHIPPED FRAME AS HM-1 W/OUT INSTEAD OF HM-14 FULL HEIGHT 2'8" SIDE-LITE
RFI#5382 ALLOWS TYPE C DOOR & NO SIDELITE

1 SGL DOOR(S) 1.007.04.A CORRIDOR 1.007.01.C TO SUB WAIT 1.007.04.A RH 180

Heading 136.3     (HwSet 136)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

MAX. DOOR SWING - USER CLOSER BACK-CHECK TO STOP DOOR
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LEVEL 1

Heading 139     (HwSet 139)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.04 CORRIDOR 1.007.01.C TO DRESSING ACCESSIBLE RH 90

1 SGL DOOR(S) 1.007.06 CORRIDOR 1.007.01.C TO DRESSING ACCESSIBLE LH 90

1 SGL DOOR(S) 1.007.58 CORRIDOR 1.056.00.C TO DRESSING ACCESSIBLE RH 90

1 SGL DOOR(S) 1.007.60 CORRIDOR 1.056.00.C TO DRESSING ACCESSIBLE LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(     12) FBB168  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      4) ND40S-RHO-AM

1 689CLOSER LCNEA(      4) 4041  TBWMS

1 630MOP PLATE DONEA(      4) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      4) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      4) 1407

1 BLKADHESIVE SEAL PEMEA(      4) PK33BL - 17'

Totals Each Assembly to have:

HW 139 OK PER APPVLS @  1.007.04 & 1.007.06 (HW 136 ON DR SCHEDULE)

1 SGL DOOR(S) 1.007.02B CORRIDOR 1.070.56.C TO CONSULT RAD 1.007.02 LH 90

Heading 140.4     (HwSet 140)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.62A CORRIDOR 1.056.00.C TO OFFICE SCHEDULING 1.007.62 RH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      2) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.015.02A CORRIDOR 1.016.00.C TO OFFICE ADMIT 1.015.02 LH 90

Heading 140.6     (HwSet 140)
Degree

Act InActHand

1 SGL DOOR(S) 1.015.04A CORRIDOR 1.016.00.C TO OFFICE ADMIT 1.015.04 RH 90

1 SGL DOOR(S) 1.015.06A CORRIDOR 1.016.00.C TO OFFICE ADMIT 1.015.06 LH 90

1 SGL DOOR(S) 1.015.08A CORRIDOR 1.016.00.C TO OFFICE ADMIT 1.015.08 RH 90

1 SGL DOOR(S) 1.015.10A CORRIDOR 1.016.00.C TO OFFICE ADMIT 1.015.10 LH 90

1 SGL DOOR(S) 1.015.12A CORRIDOR 1.016.00.C TO OFFICE FINANCIAL COUNSELING RH 90
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LEVEL 1

Heading 140.6     (HwSet 140)     Continued..... Degree
Act InActHand

1 SGL DOOR(S) 1.015.14A CORRIDOR 1.016.00.C TO CASHIER 1.015.14 LH 90

1 SGL DOOR(S) 1.015.16A CORRIDOR 1.016.00.C TO CASHIER 1.015.16 RH 90

1 SGL DOOR(S) 1.015.18 CORRIDOR 1.007.14.C TO OFFICE M/CAL 1.015.18 LH 90

3'0" x 8'10" x 1-3/4" x WD x HMF x 60PPS

4 652HINGES STAEA(     36) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      9) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      9) 23-030

1 689CLOSER LCNEA(      9) 4041  TBWMS

1 626WALL STOP DONEA(      9) 1407

1 BLKADHESIVE SEAL PEMEA(      9) PK33BL - 21'

Totals Each Assembly to have:

RFI #475 / 475-1 / 475-2 GLASS

1 SGL DOOR(S) 1.070.06 CORRIDOR 1.070.00.C TO COPY / WORK 1.070.06 RH 90

Heading 141.06     (HwSet 141)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.007.23 CORRIDOR 1.007.14.C TO MRI EQUIPMENT 1.007.23 RH 90

Heading 141.07     (HwSet 141)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

Totals Each Assembly to have:
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LEVEL 1

Heading 141.07     (HwSet 141)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Heading 141.12     (HwSet 141)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.31A HALL 1.007.23.C FROM CONTROL 1.007.31 LHR 140

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

1 SL DOOR(S) 1.007.33 HALL 1.007.23.C TO PREP 1.007.33

Heading 143     (HwSet 143)
Degree

Act InActHand

1 SL DOOR(S) 1.007.55 OPEN HOLDING 1.007.52 TO HOLDING 1.007.55

1 SL DOOR(S) 1.007.57 OPEN HOLDING 1.007.52 TO HOLDING 1.007.57

1 SL DOOR(S) 1.070.62 CORRIDOR 1.070.59.C TO EXAM 1.070.62

1 SL DOOR(S) 1.070.63 CORRIDOR 1.070.59.C TO EXAM 1.070.63

1 SL DOOR(S) 1.070.66 CORRIDOR 1.070.67.C TO OBSERVATION 1.070.66

1 SL DOOR(S) 1.070.67 CORRIDOR 1.070.67.C TO OBSERVATION 1.070.67

1 SL DOOR(S) 1.070.68 CORRIDOR 1.070.67.C TO OBSERVATION 1.070.68

1 SL DOOR(S) 1.070.69 CORRIDOR 1.070.67.C TO OBSERVATION 1.070.69

1 SL DOOR(S) 1.070.77A CORRIDOR 1.070.76.C TO OBSERVATION 1.070.77

 x  x  x ALD x ALF x 

1 HARDWARE WILL BE B/OEA(     10) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI#1022 AL-5
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LEVEL 1

Heading 143     (HwSet 143)     Continued..... Degree
Act InActHand

Heading 144.2     (HwSet 144)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.50 CORRIDOR 1.056.00.C TO HOUSEKEEPING 1.007.50 LH 90

1 SGL DOOR(S) 1.070.27 CORRIDOR 1.070.01.C TO HOUSEKEEPING 1.070.27 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626TEMPORARY CORE SCHEA(      2) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      2) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

B.067 RFI #322 NON-RATED; SMOKE FOR CORR
1.070.27 RFI #332 NO LBL  /  4.052.05 ADDED BACK PER RFI #5055

1 SGL DOOR(S) 1.007.38 CORRIDOR 1.007.14.C TO HOUSEKEEPING 1.070.38 RH 180

Heading 144.3     (HwSet 144)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

RFI#3686 KEYPAD LOCK INSTEAD OF SECURITY TYPE 3
USE CLOSER BACK-CHECK TO STOP DOOR (PIPES BEHIND DOOR)
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LEVEL 1

Heading 144.3     (HwSet 144)     Continued..... Degree
Act InActHand

Heading 147.09     (HwSet 147)
Degree

Act InActHand

1 SGL DOOR(S) 1.096.00.C CORRIDOR 1.096.00.C FROM CORRIDOR 1.070.76.C LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM  4'            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWGS EF1.10

1 BL WINDOW 1.015.14B CASHIER 1.015.16 TO OFFICE FINANCIAL GROUP

Heading 150     (HwSet 150)
Degree

Act InActHand

1 BL WINDOW 1.015.16B CASHIER 1.015.16 TO OFFICE FINANCIAL GROUP

 x  x  x  x SSF x 

1 HARDWARE WILL BE B/OEA(      2) PROVIDED BY OTHERS

Totals Each Assembly to have:

1 SGL DOOR(S) 1.007.35.B CORRIDOR 1.007.14.C TO MRI EQUIPMENT 1.007.35 RH 135

Heading 151.00     (HwSet 151)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

Totals Each Assembly to have:
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LEVEL 1

Heading 151.00     (HwSet 151)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1.007.35.B WAS SHELL SPACE - CHANGE TO MRI EQUIP ND70 LOCK PER SPEC

Heading 151.01     (HwSet 151)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.09 CORRIDOR 1.070.00.C TO CORRIDOR 1.070.09 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.007.44 CORRIDOR 1.050.00.C TO SHELL 1.007.44 LH 90

Heading 151.04     (HwSet 151)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 1

Heading 151.04     (HwSet 151)     Continued..... Degree
Act InActHand

RFI#3264 CONFIRMS SWING CHANGE TO LH

Heading 151.06     (HwSet 151)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.13 CORRIDOR 1.007.09.C TO SHELL ULTRASOUND 1.007.13 RH 90

1 SGL DOOR(S) 1.007.37 HALL 1.007.23.C TO SHELL 1.007.37 LH 90

1 SGL DOOR(S) 1.007.52 CORRIDOR 1.056.00.C TO OPEN HOLDING 1.007.52 LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652SWING CLEAR HINGE STAEA(     12) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      3) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 630KICK-PLATE DONEA(      3) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 18'

Totals Each Assembly to have:

1.007.52 - DOES THIS DOOR NEED GURNEY PLATES

1 SGL DOOR(S) 1.007.04.B CORRIDOR 1.007.01.C TO SHELL 1.007.04.B LH 150

Heading 151.07     (HwSet 151)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI-2332 FLOOR ANCHOR
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LEVEL 1

Heading 151.08     (HwSet 151)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.09.CA CORRIDOR 1.007.01.C FROM CORRIDOR 1.007.09.C RHR 90

1 SGL DOOR(S) 1.007.52.CA CORRIDOR 1.056.00.C FROM CORRIDOR 1.007.52.C LHR 90

1 SGL DOOR(S) 1.007.52.CB CORRIDOR 1.064.00.C FROM CORRIDOR 1.007.52.C RHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652SWING CLEAR HINGE STAEA(     12) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      3) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      3) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      3) 90  8 X 46  B4E  CSK

1 630FLOOR STOP DONEA(      3) 1440

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 18'

Totals Each Assembly to have:

CHANGED BOTH 1.007.52.CA & 1.007.52.CB TO SET 151
1.007.52.CA RFI#556 REMARK#5  /  1.007.52.CB RFI#498-TYPE B; RFI#556 HM-1

1 SGL DOOR(S) 1.007.09.CB HALL 1.007.21.C FROM CORRIDOR 1.007.09.C LHR 90

Heading 151.09     (HwSet 151)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.009 ENTRY LOBBY 1.004.00.L TO WAITING 1.009 RH 180

Heading 151.11     (HwSet 151)
Degree

Act InActHand

 x  x  x ALD x ALF x 

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:
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LEVEL 1

Heading 151.11     (HwSet 151)     Continued..... Degree
Act InActHand

ND70TD-ICC PER TOWER GLASS HARDWARE SCHEDULE / RFI#518

Heading 152     (HwSet 152)
Degree

Act InActHand

1 PR DOOR(S) 1.007B ENTRY LOBBY 1.004.00.L FROM WAITING 1.007 RHRA

 x  x  x ALD x ALF x 

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:

RFI#1585 CHANGE TO SET 152 / L462T PER TOWER GLASS HARDWARE SCHEDULE
RFI#517 RFI#1991

1 SGL DOOR(S) 1.070.71 CORRIDOR 1.070.71.C TO ANTE ROOM 1.070.71 RH 90

Heading 153     (HwSet 153)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 34-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

1 SGL DOOR(S) 1.070.72B ANTE ROOM 1.070.71 TO AIRBORNE INFECTION ISOLATION RH 90

Heading 153.01     (HwSet 153)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

Totals Each Assembly to have:
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LEVEL 1

Heading 153.01     (HwSet 153)     Continued..... Degree
Act InActHand

1 630GURNEY PLATE DONEA(      1) 90   8 X 34-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Heading 153.04     (HwSet 153)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.37 ANTE 1.070.35 TO EXAM ISOLATION 1.070.37 LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

CO#272 ADDED DOOR #1.007.35.A / RFI#5463 12" CLEARANCE NOT REQUIRED

1 SGL DOOR(S) 1.007.39 HALL 1.007.05.C TO MD VIEWING 1.007.39 LH 180

Heading 153.05     (HwSet 153)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

USE CLOSER BACK-CHECK TO STOP DOOR @ APPROX 130-140*
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LEVEL 1

Heading 153.05     (HwSet 153)     Continued..... Degree
Act InActHand

Heading 153.06     (HwSet 153)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.09 CORRIDOR 1.007.09.C TO ULTRASOUND 1.007.09 LH 90

1 SGL DOOR(S) 1.007.10 CORRIDOR 1.007.09.C TO ULTRASOUND 1.007.10 RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      2) ND10S-RHO-AM

1 630GURNEY PLATE DONEA(      2) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

3 GRYSILENCERS DONEA(      6) 1608

Totals Each Assembly to have:

CLOSERS DELETED PER ARCHITECTS DIRECTION 06-24-2011

1 SGL DOOR(S) 1.007.28 MRI VEST 1.007.25 TO PREP 1.007.28 RH 90

Heading 153.07     (HwSet 153)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.35.A MRI VEST 1.007.25 TO PREP 1.007.35.A LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      2) ND10S-RHO-AM

1 630GURNEY PLATE DONEA(      2) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

3 GRYSILENCERS DONEA(      6) 1608

Totals Each Assembly to have:

CO#272 ADDED DOOR #1.007.35.A / RFI#5463 12" CLEARANCE NOT REQUIRED
RFI#5463-1 DELETES CLOSERS (ALREADY INSTALLED AT 1.007.28)

1 SGL DOOR(S) 1.070.72A CORRIDOR 1.070.67.C TO AIRBORNE INFECTION ISOLATION RH 150

Heading 153.09     (HwSet 153)
Degree

Act InActHand
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LEVEL 1

Heading 153.09     (HwSet 153)     Continued..... Degree
Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

USE CLOSER BACK-CHECK TO STOP DOOR @ APPROX 130-140*
WALL STOP MAY NOT WORK - VERIFY BEFORE INSTALLING CLOSER
GURNEY PLATE WILL NOT WORK WITH INTEGRAL BLIND VISION FRAME

Heading 153.10     (HwSet 153)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.16 CORRIDOR 1.070.01.C TO EXAM  OB/GYN  1.070.16 RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

GURNEY PLATE WILL NOT WORK WITH INTEGRAL BLIND VISION FRAME

1 SGL DOOR(S) 1.070.35A CORRIDOR 1.070.31.C TO ANTE 1.070.35 LH 90

Heading 153.13     (HwSet 153)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:
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LEVEL 1

Heading 153.13     (HwSet 153)     Continued..... Degree
Act InActHand

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

RFI#1785 REMARK 56 / RFI#4928 WALL STOP OK ON EXP. JOINT COVER
CHANGED FROM D10S TO ND80 DURING INSTALLATION - REQUEST TO JORGE ONLY
GURNEY PLATE WILL NOT WORK WITH INTEGRAL BLIND VISION FRAME

Heading 153.14     (HwSet 153)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.56C EXAM 1.070.58 TO TRIAGE 1.070.56 LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.070.58B CORRIDOR 1.070.59.C TO EXAM 1.070.58B LH 90

Heading 153A     (HwSet 153A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.64 CORRIDOR 1.070.59.C TO EXAM 1.070.64 RH 90

1 SGL DOOR(S) 1.070.70 CORRIDOR 1.070.67.C TO OBSERVATION 1.070.70 RH 90

1 SGL DOOR(S) 1.070.74 CORRIDOR 1.070.71.C TO EXAM 1.070.74 RH 90

1 SGL DOOR(S) 1.070.75A CORRIDOR 1.070.71.C TO EXAM 1.070.75 RH 90

1 SGL DOOR(S) 1.070.76A CORRIDOR 1.070.76.C TO EXAM 1.070.76 RH 90

1 SGL DOOR(S) 1.070.78A CORRIDOR 1.070.76.C TO EXAM 1.070.78 RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(     28) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      7) ND10S-RHO-AM

1 630KICK-PLATE DONEA(      7) 90  8 X 46  B4E  CSK

Totals Each Assembly to have:
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LEVEL 1

Heading 153A     (HwSet 153A)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(      7) 1407

3 GRYSILENCERS DONEA(     21) 1608

CLOSERS DELETED PER ARCHITECTS DIRECTION 06-24-2011
1.070.51A 1.070.58B 1.070.64 RFI#1785  //  1.070.74 1.070.76A NOTE 56 PER APPVL
GURNEY PLATE WILL NOT WORK WITH INTEGRAL BLIND VISION FRAME

Heading 153A.1     (HwSet 153A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.22A CORRIDOR 1.070.01.C TO EXAM 1.070.22 RH 90

1 SGL DOOR(S) 1.070.24A CORRIDOR 1.070.01.C TO EXAM 1.070.24 RH 90

1 SGL DOOR(S) 1.070.26 CORRIDOR 1.070.01.C TO EXAM 1.070.26 RH 90

1 SGL DOOR(S) 1.070.48 CORRIDOR 1.070.48.C TO EXAM 1.070.48 RH 90

1 SGL DOOR(S) 1.070.50 CORRIDOR 1.070.48.C TO EXAM 1.070.50 LH 140

1 SGL DOOR(S) 1.070.51A CORRIDOR 1.070.48.C TO EXAM 1.070.51 RH 100

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(     24) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      6) ND10S-RHO-AM

1 630KICK-PLATE DONEA(      6) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      6) 1407

1 BLKADHESIVE SEAL PEMEA(      6) PK33BL - 18'

Totals Each Assembly to have:

DELETE CLOSERS CO#258  //  1.070.51A RFI#1785 & RFI#1457-1 WALL TYPE
GURNEY PLATE WILL NOT WORK WITH INTEGRAL BLIND VISION FRAME

1 SGL DOOR(S) 1.070.28 CORRIDOR 1.070.01.C TO EXAM 1.070.28 RH 90

Heading 153A.2     (HwSet 153A)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 630OVERHEAD STOP GLYEA(      1) 906F

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 1

Heading 153A.2     (HwSet 153A)     Continued..... Degree
Act InActHand

DELETE CLOSER CO#258 - ADD OH STOP
GURNEY PLATE WILL NOT WORK WITH INTEGRAL BLIND VISION FRAME

Heading 153A.3     (HwSet 153A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.53 CORRIDOR 1.070.48.C TO SECURED HOLDING EXAM ROOM RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

DELETE CLOSER CO#258 // RFI'S #1521-1785-2232-2396 // KEEP CLOSER

1 SGL DOOR(S) 1.070.33A CORRIDOR 1.070.31.C TO EXAM 1.070.33 RH 90

Heading 153A.4     (HwSet 153A)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

CO#258 DELETE CLOSER / RFI#4928 WALL STOP OK ON EXP. JOINT COVER
CHANGED FROM D10S TO ND80 DURING INSTALLATION - REQUEST TO JORGE ONLY
GURNEY PLATE WILL NOT WORK WITH INTEGRAL BLIND VISION FRAME
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LEVEL 1

Heading 153A.5     (HwSet 153A)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.56A CORRIDOR 1.070.62.C FROM TRIAGE 1.070.56 RHR 90

1 SGL DOOR(S) 1.070.57.AA CORRIDOR 1.070.62.C TO TRIAGE 1.070.57.A LH 90

1 SGL DOOR(S) 1.070.57.BA CORRIDOR 1.070.62.C TO TRIAGE 1.070.57.B RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(     12) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      3) ND10S-RHO-AM

1 630GURNEY PLATE DONEA(      3) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      3) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 18'

Totals Each Assembly to have:

DELETE CLOSERS CO#258 // 1.070.33A RFI#4928 wall stops ok on exp joint cover
1.070.57.AA  7'0 HT RFI#1542 / 1.070.53  RFI #1521 1785 2232 2396
1.070.51A RFI#1785  / RFI#1457-1 WALL TYPE

1 SGL DOOR(S) 1.070.42 CORRIDOR 1.070.01.C TO DECONTAM SHOWER 1.070.42 LH 90

Heading 155.2     (HwSet 155)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x SMOKE

4 630HVY STNLESS HINGE STAEA(      4) FBB199  5 X 4-1/2  NRP

1 32DPUSH/PULL LATCH ABHEA(      1) 6814/6819-3A  BIO-GUARD

1 689CLOSER, RUST INHIB LCNEA(      1) 4041-SRI  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   P/P 3-3/4 BS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 S/SDOOR SWEEP PEMEA(      1) 315SSN - 48"

Totals Each Assembly to have:

WET ROOM = STAINLESS STEEL HINGES & SRI CLOSER // ADD SEAL & SWEEP
RFI#5051 CHANGES THRESHOLD DETAIL TO 1/2" STONE - UNDERCUT DOOR AT JOB

1 SGL DOOR(S) 1.070.81 NURSE STATION 1.070.66.A TO MEDICATION STATION 1.070.81 RH 90

Heading 160     (HwSet 160)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD
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LEVEL 1

Heading 160     (HwSet 160)     Continued..... Degree
Act InActHand

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 34-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

1.070.81 - NOT ON SEC DWG - ADD ELECTRIC LOCK & HINGE PER RFI #2879-1
3.109.23 - SEC DWG TYPE 3 - ADD ELECTRIC LOCK & HINGE PER APPVL

Heading 160.1     (HwSet 160)
Degree

Act InActHand

1 SGL DOOR(S) 1.070.31 CORRIDOR 1.070.31.C TO MEDICATION STATION 1.070.31 LH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 34-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3  /  1.070.31 - IF WALL STOP WON'T WORK - ADD OVERHEAD STOP

1 SGL DOOR(S) 1.007.05.CB CORRIDOR 1.050.00.C FROM HALL 1.007.05.C RHR 90

Heading 162     (HwSet 162)
Degree

Act InActHand
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LEVEL 1

Heading 162     (HwSet 162)     Continued..... Degree
Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM  4'            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

Heading 162.1     (HwSet 162)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.05.CA CORRIDOR 1.007.01.C FROM HALL 1.007.05.C LHR 90

1 SGL DOOR(S) 1.007.21.C CORRIDOR 1.007.14.C FROM ULTRASND WRKSHP 1.007.21.C RHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 630RIM PANIC VONEA(      2) 98L-F  996L-06  SLM  4'            US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 630FLOOR STOP DONEA(      2) 1440

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 1.007.23.C CORRIDOR 1.056.00.C FROM HALL 1.007.23.C RHR 90

Heading 165.3     (HwSet 165)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

Totals Each Assembly to have:
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LEVEL 1

Heading 165.3     (HwSet 165)     Continued..... Degree
Act InActHand

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

RFI#5275 ADDS SECURITY TYPE 3

Heading 176     (HwSet 176)
Degree

Act InActHand

1 PR DOOR(S) 1.070.62.CB CORRIDOR 1.070.62.C FROM ELEVATOR PUBLIC 1.000.00.L RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESS PANIC LATCH VONEA(      2) 9447L-LBR  LP373L-BE-06        US26D-AM

1 CLASTRAGAL PEMEA(      1) 29324CNB - 7'

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

Totals Each Assembly to have:

1 DE DOOR(S) 1.098.00.C ENTRY LOBBY 1.004.00.L FROM CORRIDOR 1.098.00.C LHR 90 90

Heading 180.4     (HwSet 180)
Degree

Act InActHand

8'0" x 8'10" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 8'10"  NET 105-1/8"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR  8'10"                US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D -10'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

Totals Each Assembly to have:
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LEVEL 1

Heading 180.4     (HwSet 180)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

MAG HOLD OPEN PER FA DWGS EF1.10

Heading 185.2     (HwSet 185)
Degree

Act InActHand

1 PR DOOR(S) 1.070.54.V VESTIBULE 1.070.54.V FROM RECEPTION / WAIT RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

6 630HVY STNLESS HINGE STAEA(      6) FBB199  5 X 4-1/2  NRP

2 630HVY SS ELEC HINGE STAEA(      2) CEFBB199-58  5 X 4-1/2  8-WIRE

2 628PANIC SHIM KIT VONEA(      2) 99GBK-CV

2 630ELEC CONC VERT ROD VONEA(      2) EL9847L-F-LBR  996L-06  4'       US32D-AM

2 626RIM CYLINDER SCHEA(      2) 20-057  ICA

2 626PERMANENT CORE SCHEA(      2) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

RFI #3429 DOORS TO REMAIN HOLLOW METAL AND BE FULL GLASS
SENSOR SWITCH ACTIVATES THIS PAIR AND 1.000.07

1 DE DOOR(S) 1.070.48.C WAIT 1.070.054.A FROM CORRIDOR 1.070.48.C LHR 90 90

Heading 188.3     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 1.070.62.CA CORRIDOR 1.070.62.C FROM CORRIDOR 1.070.26.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      4) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      4) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      4) P-4041  TBWMS

Totals Each Assembly to have:
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LEVEL 1

Heading 188.3     (HwSet 188)     Continued..... Degree
Act InActHand

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      4) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      2) S88BL - 25'

1.070.48.C, 1.070.62.CA, B.002.00.CA - MAG HOLD OPEN PER FA DWG
B.002.00.CA RFI#324-1WALL/RFI#1646/2B PER APPVL
3.000.00.LB RFI #324-1 WALL

Heading 188.5     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 1.007.01.C CORRIDOR 1.007.01.C FROM CORRIDOR 1.007.14.C LHR 90 90

1 DE DOOR(S) 1.007.14.CB CORRIDOR 1.007.14.C FROM ALCOVE EQUIP 1.007.21.A LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      4) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      4) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      4) P-4041  TBWMS

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      4) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      2) S88BL - 25'

Totals Each Assembly to have:

B.007.00.CA MAG HOLD OPEN PER FA DWGS // 1.007.01.C MAG HOLD OPEN PER FA DWG
1.007.14.CB MAG HOLD OPEN PER FA DWG // 2.113.00D  RFI#2345 WALL+ASI#28 SET #188
2.121.00 RFI#5172 SAYS WDP BUT RFI#5172-1 CONFIRMS HM DOOR

1 DE DOOR(S) 1.004.00.LA ENTRY LOBBY 1.004.00.L FROM ELEVATOR PUBLIC 1.000.00.LLHR 90 90

Heading 188.7     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 1.064.00.C ENTRY LOBBY 1.004.00.L FROM CORRIDOR 1.064.00.C LHR 90 90

8'0" x 8'10" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      4) HG-329-MB - 8'10"  NET 105-1/8"

2 626RECESSED PANIC VONEA(      4) 9447EO-F-LBR  8'10"                US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D -10'

2 689PAR ARM CLOSER LCNEA(      4) P-4041  TBWMS

Totals Each Assembly to have:
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LEVEL 1

Heading 188.7     (HwSet 188)     Continued..... Degree
Act InActHand

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      4) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 30'

MAG HOLD OPEN PER FA DWGS EF1.10

Heading 189     (HwSet 189)
Degree

Act InActHand

1 DE DOOR(S) 1.068.00.CA CORRIDOR 1.064.00.C FROM CORRIDOR 1.068.00.C RHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626ELEC RECESS PANIC VONEA(      2) EL9447EO-F-LBR                      US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWG

1 PR DOOR(S) 1.070.62.C CORRIDOR 1.070.62.C FROM CORRIDOR 1.070.59.C RHRA 90 90

Heading 190     (HwSet 190)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447L-F-LBR  LP373L-06          US26D-AM

2 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      2) 23-030

2 CLASTRAGAL PEMEA(      2) 29324CNB - 7'

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

Totals Each Assembly to have:
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LEVEL 1

Heading 190     (HwSet 190)     Continued..... Degree
Act InActHand

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

MAG HOLD OPEN PER FA DWG
3.109.04.CB RFI #2575-1 CONFRIMS MAG HOLD OPEN & NO AUTO-OP

Heading 191.3     (HwSet 191)
Degree

Act InActHand

1 DE DOOR(S) 1.007.14.CA CORRIDOR 1.016.00.C FROM CORRIDOR 1.007.14.C LHR 90 90

8'0" x 8'10" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 8'10"  NET 105-1/8"

2 626RECESSED PANIC VONEA(      2) 9447EO-LBR  8'10"                  US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D -10'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 30'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWGS EF1.10

1 DE DOOR(S) 1.050.00.C CORRIDOR 1.050.00.C FROM CORRIDOR 1.070.00.C LHR 90 90

Heading 192     (HwSet 192)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONT HINGE W/EPT MAREA(      2) HG-329-MB - 7'0" (83-1/8")  CTP 4612-1-SC

2 626ELEC RECESS PANIC VONEA(      2) EL9447EO-F-LBR                      US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

RFI #2575 - CR @ ONE SIDE, PP @ OTHER SIDE.  ADDED AUTO-OPERATORS PER APPVL
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LEVEL 1

Heading 192     (HwSet 192)     Continued..... Degree
Act InActHand

Heading 192.3     (HwSet 192)
Degree

Act InActHand

1 DE DOOR(S) 1.070.00.C CORRIDOR 1.070.00.C FROM CORRIDOR 1.070.01.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONT HINGE W/EPT MAREA(      2) HG-329-MB - 7'0" (83-1/8")  CTP 4612-1-SC

2 626ELEC RECESS PANIC VONEA(      2) EL9447EO-F-LBR                      US26D-AM

1 630MAGNETIC LOCK SECEA(      1) MM15DT - WITH DOOR POS SWITCH

1 GALASTRAGAL PEMEA(      1) 357SP - 7'  CS SCREWS

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWGS EF1.10 / SECURITY USED ONLY AFTER HOURS
FLAT BAR ASTRAGAL FOR SECURITY INSTALLED ON CORR 1.070.00.C SIDE
CARD READER USED TO ACTIVATE AUTO-OPERATOR TO OPEN DOORS

1 DE DOOR(S) 1.068.00.CB CORRIDOR 1.070.26.C FROM ELEV PATIENT/STAFF 1.068.00.CLHR 90 100

Heading 193     (HwSet 193)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x SMOKE

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626ELEC RECESS PANIC VONEA(      2) EL9447L-F-LBR LP373L-06        US26D-AM

2 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      2) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

Totals Each Assembly to have:
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LEVEL 1

Heading 193     (HwSet 193)     Continued..... Degree
Act InActHand

REPLACED EPT PREPPED CONTINUOUS HINGES @ NO COST TO OWNER
LEAVING ELECTRIC PANICS ON DOORS W/TRIM (NO WHERE ELSE TO USE PANICS)
MAG HOLDS ON FA DWG // RFI#4890 KEEP MAGS & DELETE SECURITY @ SMOKE WALL

Heading 195     (HwSet 195)
Degree

Act InActHand

1 DE DOOR(S) 1.069.00.C CORRIDOR 1.064.01.C FROM CORRIDOR 1.069.00.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

1 DD DOOR(S) 1.070.34B VEST/CORRIDOR 1.070.40.C TO PHARMACY 1.070.34 LH 90

Heading 202     (HwSet 202)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652HEAVY WT HINGES STAEA(      4) FBB168  4-1/2 X 4-1/2

1 626DUTCH DR DEADLOCK SCHEA(      1) B660TD 12-631  10-064  ICA

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

2 626PERMANENT CORE SCHEA(      2) 23-030

1 630OVERHEAD STOP GLYEA(      1) 904F

2 626WALL STOP DONEA(      2) 1407

4 GRYSILENCERS DONEA(      4) 1608

Totals Each Assembly to have:

CO#329 ADDED OPENING  //  DUTCH SHELF ON WIDE SIDE INSIDE PHARMACY
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LEVEL 1

Heading ALUM     (HwSet )
Degree

Act InActHand

1 BL WINDOW 1.009.02B WAITING 1.009 TO OFFICE ASST 1.009.02

1 BL WINDOW 1.070.22B ALCOVE NURSE 1.070.22.A TO EXAM 1.070.22

1 BL WINDOW 1.070.24B ALCOVE NURSE 1.070.22.A TO EXAM 1.070.26

1 BL WINDOW 1.070.30B CORRIDOR 1.070.01.C TO TRAUMA/ CARDIAC ROOM

1 BL WINDOW 1.070.32B CORRIDOR 1.070.01.C TO TRAUMA/ CARDIAC ROOM

1 BL WINDOW 1.070.33B ALCOVE NURSE 1.070.22.A TO EXAM 1.070.33

1 BL WINDOW 1.070.35B ALCOVE NURSE 1.070.33.A TO ANTE 1.070.35

1 BL WINDOW 1.070.51B ALCOVE NURSE 1.070.53.A TO EXAM 1.070.51

1 BL WINDOW 1.070.75B ALCOVE NURSE 1.070.76.A TO EXAM 1.070.75

1 BL WINDOW 1.070.76B ALCOVE NURSE 1.070.76.A TO EXAM 1.070.76

1 BL WINDOW 1.070.77B ALCOVE NURSE 1.070.78.A TO EXAM 1.070.77

1 BL WINDOW 1.070.78B ALCOVE NURSE 1.070.78.A TO EXAM 1.070.78

 x  x  x  x ALF x 

Totals Each Assembly to have:

B.007.21B, B.007.21C, B.007.22B, B.008.05B  RFI#546 HM-3; RFI#546-1 AL-8
B.007.19.AB,B.007.20.AB,1.070.35B RFI#1022 AL-8 //  2.012.00.AC RFI#544 & 2237 GLASS
THESE WINDOWS ARE ALUMINUM BY OTHERS PER DETAIL
RFI#5000 @ 3.001.46B

1 CO FRAME(S)  1000.1 EXISTING PARKING LEVEL 3 TO VESTIBULE

Heading CO     (HwSet )
Degree

Act InActHand

4'0" x 7'0" x N/A x  x HMF x NON-RTD

Totals Each Assembly to have:

CASED OPENING FRAME - NO DOOR OR HDW NEEDED

1 SGL DOOR(S)  E195A SIDEWALK TO NORTH SIDE OF PARKING RH

Heading GATE     (HwSet )
Degree

Act InActHand

1 SGL DOOR(S)  E196A SIDEWALK TO NORTH SIDE OF PARKING LH

3'0" x 7'0" x 1-3/4" x STL x STL x NON-RTD

Totals Each Assembly to have:
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LEVEL 1

Heading GATE     (HwSet )     Continued..... Degree
Act InActHand

Heading HM3.2     (HwSet )
Degree

Act InActHand

1 BL WINDOW 1.015.16C CASHIER SIDE 1.015.16 TO CASHIER SIDE 1.015.14

2'6" x 4'2" x  x  x HMF x NON-RTD

Totals Each Assembly to have:

RFI #2780 - 1.015.16C IS 4'2" SET 3'0" A.F.F.  NO NEED TO MATCH CASHIER PASS-THRU.

1 BL WINDOW 1.070.54C RECEPTION / WAIT TO SECURITY OFFICE 1.070.54

Heading HM3.5     (HwSet )
Degree

Act InActHand

3'1" x 3'9" x  x  x HMF x NON-RTD

Totals Each Assembly to have:

PART OF CORNER WINDOW ASSEMBLY WITH 1.070.54C
RFI#1754 REVISED WIDTH - NOTE 6=3/8" GLASS
RFI#2773 CORNER WINDOW  //  RFI#2970 3'9

1 BL WINDOW 1.070.54B RECEPTION / WAIT TO SECURITY OFFICE 1.070.54

Heading HM3.6     (HwSet )
Degree

Act InActHand

3'10" x 3'9" x  x  x HMF x NON-RTD

Totals Each Assembly to have:

PART OF CORNER WINDOW ASSEMBLY WITH 1.070.54C
RFI#1754 REVISED WIDTH - NOTE 6=3/8" GLASS
RFI#2773 CORNER WINDOW  //  RFI#2970 3'9

1 BL WINDOW 1.070.54D RECEPTION / WAIT TO SECURITY OFFICE 1.070.54

Heading HM3.8     (HwSet )
Degree

Act InActHand
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LEVEL 1

Heading HM3.8     (HwSet )     Continued..... Degree
Act InActHand

6'0" x 3'9" x  x  x HMF x NON-RTD

Totals Each Assembly to have:

Heading W     (HwSet )
Degree

Act InActHand

1 RU DOOR(S) 1.007D ENTRY LOBBY 1.004.00.L TO WAITING 1.007

1 RU DOOR(S) 1.016.00CBC EXTERIOR AREAWAY GRATING TO CORRIDOR 1.016.00.CB

1 RU DOOR(S) 1.070.31.B NOURISHMENT 1.070.31.B TO CABINETS / REFRIGERATOR

 x  x  x STL x STL x 

1 HARDWARE WILL BE B/OEA(      3) PROVIDED BY OTHERS

Totals Each Assembly to have:

1 RU DOOR(S) 1.070.54E VESTIBULE 1.070.54.V TO SECURITY OFFICE 1.070.54

Heading X     (HwSet )
Degree

Act InActHand

 x  x  x STL x STL x 60PPS

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI#5000 @ 3.001.46C

Qty Description Catalog Number Hand Fin MfgrUM

3 KNOX BOX AL KNOEA 3225 (TAMP SWTCH NOT USED)

1 DATA TRANSFER BLK ALAEA DTM 3

1 KEY CABINET LUNEA KEY CABINET

2 CABLE BLK ALAEA PCI2 - U

1 KEYING SOFTWARE SCHEA SITEMASTER 200

Miscellaneous

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 130

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 1 - LEAD LINED DOORS

Heading 103.1     (HwSet 103)
Degree

Act InActHand

1 PR DOOR(S) 1.007.49A CORRIDOR 1.050.00.C TO CT 1.007.49 RHA 90 180

6'0" x 7'0" x 1-3/4" x WD x MTL x 60PPS

1 630CONTINUOUS HINGE MAREA(      1) FM-300-MB-7'0"

1 630ELEC CONT HINGE MAREA(      1) FM-300-MB-CE-4D-7'0" 4-WIRE

1 630LATCHING TOP BOLT DCIEA(      1) 805-US32D / 8BFB FIRE-BOLT

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA XQ07-351 7/8" LEAD-LINE

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626NEW LATCHBOLT FOR SCHEA(      1) 3-3/4" BACKSET PREP ON DOOR

1 628COORDINATOR DCIEA(      1) 672  ACT 48

1 ALASTRAGAL B/OEA(      1) LEAD-LINED BY DOOR SUPPLIER

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689CLOSER LCNEA(      2) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 23  B4E  CSK

1 630GURNEY PLATE DONEA(      1) 90   8 X 47  B4E  CSK  CUT CYL 3-3/4 BS

1 630KICK-PLATE DONEA(      1) 90  8 X 23  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 47  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 BLKSMOKE/SOUND SEAL PEMEA(      1) PK33BL - 20'

Totals Each Assembly to have:

RFI #2853 @ 1.007.49a FROM BERG FOR IN USE OPERATION / RFI#5336 HM DR 1.007.49A
RFI#5275 ADDS SECURITY TYPE 3

1 SGL DOOR(S) 1.007.01B G/R 1.007.01 FROM TOILET PATIENT UNISEX RHR 135

Heading 135     (HwSet 135)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.059.AA R/F 1.007.059 FROM TOILET PATIENT UNISEX RHR 90

1 SGL DOOR(S) 1.007.61.AA R/F 1.007.61 FROM TOILET PATIENT UNISEX LHR 135

3'0" x 7'0" x 1-3/4" x WD x MTL x NON-RTD

1 630CONTINUOUS HINGE MAREA(      3) FM-300-MB-7'0"

1 626PRIVACY LATCH SCHEA(      3) ND40S-RHO-AM  LEAD-LINED

1 630OVERHEAD STOP GLYEA(      3) 904F

1 630MOP PLATE DONEA(      3) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      3) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 17'

Totals Each Assembly to have:
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LEVEL 1 - LEAD LINED DOORS

Heading 135     (HwSet 135)     Continued..... Degree
Act InActHand

Heading 146     (HwSet 146)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.27A MRI VEST 1.007.25 FROM MRI 1.007.27 LHR 150

1 SGL DOOR(S) 1.007.35.BA MRI VEST 1.007.25 FROM MRI #2  1.007.35.B RHR 95

4'0" x 7'0" x 1-3/4" x MTL x MTL x NON-RTD

1 626PERMANENT CORE SCHEA(      2) 23-030

Totals Each Assembly to have:

ALL HARDWARE PROVIDED IN SECTION 134946 RF SHIELDING / RFI#1687 LHR
RFI #2852 @ 1.007.27a FROM BERG FOR IN USE OPERATION
CO#272 ADDED DOOR #1.007.35.BA

1 SGL DOOR(S) 1.070.59A CORRIDOR 1.070.62.C TO GEN RAD ROOM 1.070.59 RH 90

Heading 158A     (HwSet 158A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x MTL x 60PPS

1 630ELEC CONT HINGE MAREA(      1) FM-300-MB-CE-4D-7'0" 4-WIRE

1 626LL CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA  LEAD-LINED

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 34-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      1) 1214

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

THIS DOOR IS NOT SHOWN AS NEEDING SECURITY ON TY3.1 SECURITY DRAWINGS
ELEC HINGE INSTALLED BUT NOT WIRED // USE ND70 LOCK INSTEAD OF ELEC 
RFI#3791 WRITE SEP RFI TO CONFIRM INSTALL OR REMOVAL OF CARD READER
RFI#5336 HM DOOR

1 SGL DOOR(S) 1.070.59B CORRIDOR 1.070.59.C TO GEN RAD ROOM 1.070.59 RH 90

Heading 158A.1     (HwSet 158A)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x MTL x NON-RTD
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LEVEL 1 - LEAD LINED DOORS

Heading 158A.1     (HwSet 158A)     Continued..... Degree
Act InActHand

1 630ELEC CONT HINGE MAREA(      1) FM-300-MB-CE-4D-7'0" 4-WIRE

1 626LL CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA  LEAD-LINED

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630OVERHEAD STOP GLYEA(      1) 906F

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      1) 1214

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

THIS DOOR IS NOT SHOWN AS NEEDING SECURITY ON TY3.1 SECURITY DRAWINGS
ELEC HINGE INSTALLED BUT NOT WIRED // USE ND70 LOCK INSTEAD OF ELEC 
RFI#3791 WRITE SEPARATE RFI TO CONFIRM INSTALL OR REMOVAL OF CARD READER

Heading 163     (HwSet 163)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.01A CORRIDOR 1.070.56.C TO G/R 1.007.01 RH 100

4'0" x 7'0" x 1-3/4" x HMD x MTL x 60PPS

1 SGL DOOR(S) 1.007.03 CORRIDOR 1.070.56.C TO SHELL G/R 1.007.03 RH 180

1 SGL DOOR(S) 1.007.059 CORRIDOR 1.056.00.C TO R/F 1.007.059 LH 95

1 SGL DOOR(S) 1.007.61 CORRIDOR 1.050.00.C TO R/F 1.007.61 RH 90

4'0" x 7'0" x 1-3/4" x WD x MTL x 60PPS

1 630CONTINUOUS HINGE MAREA(      4) FM-300-MB-7'0"

1 626LL CLASSROOM LOCK SCHEA(      4) ND70TD-RHO-AM ICA  LEAD-LINED

1 626PERMANENT CORE SCHEA(      4) 23-030

1 689CLOSER LCNEA(      4) 4041  TBWMS

1 630OVERHEAD STOP GLYEA(      4) 906F

1 630GURNEY PLATE DONEA(      4) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      4) 90  8 X 46  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      4) PK33BL - 18'

Totals Each Assembly to have:

1.007.03 - SET OH STOP TO ALLOW 115* MAX SWING
RFI #2851 & RFI #2858 @ 1.007.01A FROM BERG / RFI#5336 HM DOORS
RFI #2857 @ 1.007.61 FROM BERG / RFI #2854 @ 1.007.059 FROM BERG
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LEVEL 1 - LEAD LINED DOORS

Heading 163A.5     (HwSet 163A)
Degree

Act InActHand

1 SGL DOOR(S) 1.007.49B HALL 1.007.23.C TO CT 1.007.49 RH 90

4'0" x 7'0" x 1-3/4" x WD x MTL x NON-RTD

1 630CONTINUOUS HINGE MAREA(      1) FM-300-MB-7'0"

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      1) 1214

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI#5275 DELETES ELECTRIC HDW & CHANGES TO SET 163A

1 BL WINDOW 1.007.01.BA G/R 1.007.01 TO CONTROL 1.007.01.B

Heading LL&RFW     (HwSet )
Degree

Act InActHand

1 BL WINDOW 1.007.059B R/F 1.007.059 TO CONTROL 1.007.059B

1 BL WINDOW 1.007.27B CONTROL 1.007.30 TO MRI 1.007.27

1 BL WINDOW 1.007.31B CONTROL 1.007.31 TO CT 1.007.49

1 BL WINDOW 1.007.35.BB CONTROL 1.007.30 TO MRI #2  1.007.35.B

1 BL WINDOW 1.007.61.B R/F 1.007.61 TO CONTROL 1.007.61.B

1 BL WINDOW 1.070.059C GEN RAD ROOM 1.070.59 TO CONTROL AREA

 x  x  x  x MTL x NON-RTD

Totals Each Assembly to have:

CO#271 ADDED OPENINGS 3.001.17C & 3.001.17D
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LEVEL 2

Heading 004A.1     (HwSet 04A)
Degree

Act InActHand

1 SGL DOOR(S) 2.074B PRE TEEN ROOM 2.074 FROM EXTERIOR BALACONY RHR 160

1 SGL DOOR(S) 2.076B TEEN ROOM 2.076 FROM EXTERIOR BALCONY LHR 180

 x  x  x ALD x ALF x 

1 626PERMANENT CORE SCHEA(      2) 23-030

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3 / L9080T PER TOWER GLASS SCHEDULE W/ELECTRIC STRIKE

1 SGL DOOR(S) 2.080.AB STAFF CORRIDOR FROM EXTERIOR - ROOF/PLAYAREA RHR 130

Heading 004B     (HwSet 04A)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

3 630HVY STNLESS HINGE STAEA(      3) FBB199  5 X 4-1/2  NRP

1 630HVY SS ELEC HINGE STAEA(      1) CEFBB199-54  5 X 4-1/2  4-WIRE

1 630ELEC MORTISE PANIC VONEA(      1) E9875L-F  E996L-06  4'             US32D-AM

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 ALHEAD/JAMB SEALS PEMEA(      1) 290APK - 1 @ 48"  2 @ 84"

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C -  52"

1 ALTHRESHOLD PEMEA(      1) 2550A   53-1/4" NET/NO DRILL WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

OSHPD CO #251 ADD SEC TYPE 3 // RFI#2762 ADD SEC TYPE 1 // RFI#4630 No Cond Box
CARD READER @ CORRIDOR SIDE TO PREVENT UNAUTHORIZED ACCESS TO ROOF AREA
EXIT SIGN @ EXTERIOR SIDE ALLOWS EGRESS INTO BLDG  //  RFI#2477 SILL DETAIL

1 PR DOOR(S) 2.000.02 BRIDGE ACROSS LA VETA FROM CORRIDOR 2.016.00.C RHRA 90 90

Heading 010.1     (HwSet 10)
Degree

Act InActHand

7'0" x 8'10" x 1-3/4" x HMD x HMF x 90PPS

Totals Each Assembly to have:
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LEVEL 2

Heading 010.1     (HwSet 10)     Continued..... Degree
Act InActHand

10 630HVY STNLESS HINGE STAEA(     10) FBB199  5 X 4-1/2  NRP

2 630CONC VERTICAL ROD VONEA(      2) 9847L-F  996L-06  4' X 8'10"     US32D-AM

2 626RIM CYLINDER SCHEA(      2) 20-057  ICA

2 626PERMANENT CORE SCHEA(      2) 23-030

2 CLASTRAGAL PEMEA(      2) 29324CNB - 9'

2 689HEAVY DUTY CLOSR LCNEA(      2) P-4040-EDA-SRI  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 41  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 ALTHRESHOLD PEMEA(      1) 2550A   90"  NO DRILL  WS/PA

2 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

RFI#2762 ADDED SECURITY TYPE 1  / RFI#4571 JAMB DEPTH & PROFILE
CO#264 SHOWS AS UN-EQUAL PAIR. NO RFI WRITTEN TO CONFIRM EQUAL.

Heading 010.2     (HwSet 10)
Degree

Act InActHand

1 PR DOOR(S) 2.000.04 VESTIBULE 2.160 FROM 5-STORY BRIDGE TIE IN RHRA 90 180

7'0" x 8'10" x 1-3/4" x HMD x HMF x 90PPS

5 630HVY STNLESS HINGE STAEA(      5) FBB199  5 X 4-1/2  NRP

5 630HVY WIDE S/S HINGE STAEA(      5) FBB199  5 X 6  NRP

2 630CONC VERTICAL ROD VONEA(      2) 9847L-F  996L-06  4' X 8'10"     US32D-AM

2 626RIM CYLINDER SCHEA(      2) 20-057  ICA

2 626PERMANENT CORE SCHEA(      2) 23-030

2 CLASTRAGAL PEMEA(      2) 29324CNB - 9'

2 689CLOSER, RUST INHIB LCNEA(      2) 4041-SRI  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 41  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 ALTHRESHOLD PEMEA(      1) 2550A   90"  NO DRILL  WS/PA

2 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#4571 JAMB DEPTH & PROFILE / RFI#3597 REVISE TO PAIR & ADD MAG HOLD OPENS
RFI#2762 ADDED SECURITY TYPE 1 / DOOR LOCKED ON BLDG SIDE PER APPVLS
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LEVEL 2

Heading 011     (HwSet 11)
Degree

Act InActHand

1 SGL DOOR(S) 2.041.00.V OUTDOOR ROOF GARDEN TO VESTIBULE 2.041.00.V RH 180

1 SGL DOOR(S) 2.056A CORRIDOR 2.049.00.C FROM OUTDOOR ROOF GARDEN LHR 90

 x  x  x ALD x ALF x 

2 626PERMANENT CORE SCHEA(      4) 23-030

Totals Each Assembly to have:

RFI#4705 BOTH DOORS KEYED INSIDE BUILDING - PANIC BAR ON ROOF GARDEN SIDE
RFI#2762 ADDED SECURITY TYPE 1  //  RFI #1471

1 SGL DOOR(S) 2.041.00.E OUTDOOR DINING TERRACE FROM PUBLIC DINING & SEATINGRHR 180

Heading 012     (HwSet 12)
Degree

Act InActHand

1 SGL DOOR(S) 2.050.00.C OUTDOOR ROOF GARDEN FROM MD DINING/SERV 2.041.00.B RHR 180

 x  x  x ALD x ALF x 

2 626PERMANENT CORE SCHEA(      4) 23-030

Totals Each Assembly to have:

RFI #4705 DOORS TO BE KEYED ON BOTH SIDES - ADD PERM CORES
2.041.00.E RFI#2762 ADD SEC TYPE 1  //  2.050.00.C SEC DWG DOOR TYPE 3
IC CORE CYLINDER PER TOWER GLASS INC'S HARDWARE SCHEDULE

1 DA DOOR(S) 2.041.00.A PUBLIC DINING & SEATING TO PUBLIC DINING KITCHEN/SERV LH 135

Heading 100A     (HwSet 100A)
Degree

Act InActHand

1 DA DOOR(S) 2.041.CA KITCHEN 2.041.C TO SERVERY 2.041.00.C 90

1 DA DOOR(S) 2.041.CD KITCHEN 2.041.C TO PUBLIC DINING KITCHEN/SERV 90

3'0" x 7'0" x 1-3/4" x SSD x HMF x NON-RTD

1 HARDWARE WILL BE B/OEA(      3) PROVIDED BY OTHERS

Totals Each Assembly to have:

2.041.00.A  RFI#498 TYPE B / RFI#1037 JAMB DEPTH / RFI#1888 STAINLESS STL DR
& HDW CHANGES DON'T MAKE SENSE / RFI#4619 ELIASON DOOR & CORRECT HDW
RFI#5300 MODIFY EXIST FRAME

1 PR DOOR(S) 2.100.00 CORRIDOR 2.113.00.C FROM CORRIDOR 2.089.00.C RHRA 95 95

Heading 102A     (HwSet 102A)
Degree

Act InActHand
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LEVEL 2

Heading 102A     (HwSet 102A)     Continued..... Degree
Act InActHand

4'6" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-58  4-1/2 X 4-1/2  8-WIRE

5 652HEAVY WT HINGES STAEA(      5) FBB168  4-1/2 X 4-1/2

1 630LATCHING TOP BOLT DCIEA(      1) 805-US32D / 8BFB FIRE-BOLT

1 630ELEC SURFACE ROD VONEA(      1) EL9827L-F-LBR  996L-06  SLM   US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

2 689REG ARM CLOSER LCNEA(      2) 4031  TBWMS  TOP JAMB MOUNTED

1 630KICK-PLATE DONEA(      1) 90  8 X 17  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 35  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 CLASTRAGAL PEMEA(      1) 355CS - 7'

1 BLKSMOKE/SOUND SEAL PEMEA(      1) PK33BL - 20'

1 GRYPOWER SUPPLY VONEA(      1) PS914-2RS-FA

Totals Each Assembly to have:

TOP JAMB MOUNTED = CLOSER ON FRAME & ARM ATTACHED TO DOORS
RFI#5363 4'6" REMAINS PER PREVIOUS DR SCHEDULE

Heading 104     (HwSet 104)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.27A CORRIDOR 2.098.00.C FROM STORAGE LHR 180

1 SGL DOOR(S) 2.113.27B CORRIDOR 2.098.00.C FROM CLOSET 2.113.27B LHR 180

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626LOW STORERM LOCK SCHEA(      2) AL80TD-SAT-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626WALL STOP SEEEA(      2) 1/4" THICK MOUNTED ON WALL

Totals Each Assembly to have:

1 PR DOOR(S) 2.113.07B CEO - OFFICE 1 FROM CEO CLOSET RHRA 180 90

Heading 104A     (HwSet 104A)
Degree

Act InActHand

6'0" x 7'0" x 1-3/4" x WD x WDF x NON-RTD
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LEVEL 2

Heading 104A     (HwSet 104A)     Continued..... Degree
Act InActHand

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS
Totals Each Assembly to have:

RFI#5317 JAMB SWITCHES TO CONTROL LIGHTING
SOSS HINGES & SOSS CONCEALED CLOSER PROVIDED BY MILLWORK COMPANY

Heading 105     (HwSet 105)
Degree

Act InActHand

1 PR DOOR(S) 2.041.00.BA CORRIDOR 2.045.00.C FROM MD DINING/SERV 2.041.00.B RHRA 90 90

6'0" x 8'4" x 1-3/4" x WD x HMF x 90PPS

8 652HEAVY WT HINGES STAEA(      8) FBB168  4-1/2 X 4-1/2

1 689KEY/REMOV MULLION VONEA(      1) KR9954  8'4"

2 630RIM PANIC VONEA(      2) 98L-F  996L-06 499F-32D SLM   US32D-AM

2 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

3 626PERMANENT CORE SCHEA(      3) 23-030

2 ALMULLION SEAL PEMEA(      2) 2891APK - 9'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

INSTALL MULLION SEAL ON MULLION & ATTACH RIM PANIC 499F STRIKE ON TOP
RFI#5363 REMAIN 8'4" HEIGHT VS 8'10" ON DR SCHEDULE

1 PR DOOR(S) 2.014A CORRIDOR 2.016.00.C FROM ALL FAITHS MEDITATION RM RHRA

Heading 107     (HwSet 107)
Degree

Act InActHand

 x  x  x ALD x ALF x 

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI #2479 CHANGE TO ALUM DOORS / RFI#5085 TYPE WDP / RFI#5085-1 TYPE ALS
PUSH/PULL BAR PER TOWER GLASS SCHEDULE
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LEVEL 2

Heading 107     (HwSet 107)     Continued..... Degree
Act InActHand

Heading 107.1     (HwSet 107)
Degree

Act InActHand

1 PR DOOR(S) 2.160 VESTIBULE 2.160 TO CORRIDOR 2.016.00.C RHA

 x  x  x ALD x ALF x 

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

CO#268 Change 2H to 2E.1; Set 104 to 107 Push/Pull bar

1 SGL DOOR(S) 2.041.00.AD CORRIDOR 2.063.00.C FROM PUBLIC DINING & SEATING RHR 90

Heading 108     (HwSet 108)
Degree

Act InActHand

1 SGL DOOR(S) 2.041.00.BD CORRIDOR 2.049.00.C FROM MD DINING/SERV 2.041.00.B LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      2) 98L-F  996L-06  SLM                 US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

2.041.00.BD RFI#1078-1

1 SGL DOOR(S) 2.113.16 CORRIDOR 2.100.00.C FROM CORRIDOR 2.090.00.C RHR 90

Heading 108A.1     (HwSet 108A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY WT HINGES STAEA(      1) CEFBB168-54  4-1/2 X 4  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  SLM             US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:
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LEVEL 2

Heading 108A.1     (HwSet 108A)     Continued..... Degree
Act InActHand

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Heading 108A.2     (HwSet 108A)
Degree

Act InActHand

1 SGL DOOR(S) 2.080.AA CORRIDOR 2.113.00.C FROM STAFF CORRIDOR LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-58  5 X 4-1/2  8-WIRE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  4'                 US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

OSHPD CO #251 ADDED SEC TYPE 3
RFI#2762-1 DELETED SECURITY TYPE I / RFI#2762 ADD SECURITY TYPE 1

1 SGL DOOR(S) 2.056B STAIR #4 - 2.056 FROM CORRIDOR 2.049.00.C RHR 90

Heading 109.3     (HwSet 109)
Degree

Act InActHand

1 SGL DOOR(S) 2.080 STAIR #1 - 2.080 FROM VESTIBULE 2.080.00.VA LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      2) E98L-F  E996L-06  SLM  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

Totals Each Assembly to have:
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LEVEL 2

Heading 109.3     (HwSet 109)     Continued..... Degree
Act InActHand

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Heading 109.5     (HwSet 109)
Degree

Act InActHand

1 SGL DOOR(S) 2.024 STAIR #3 - 2.024 FROM CORRIDOR 2.016.00.C RHR 90

4'0" x 8'4" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  SLM  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#5363 REMAIN 8'4" HEIGHT VS 8'10" ON DR SCHEDULE
CEILING HT 8'6" PER RFI 209-1 = OPENING HEIGHT 8'4" / SEC DWG DOOR TYPE 3 REF# TY5.02

1 SGL DOOR(S) 2.080.00.VA VESTIBULE 2.080.00.VA FROM CORRIDOR 2.113.00.C LHR 90

Heading 113.1     (HwSet 113)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 630RIM PANIC LATCH VONEA(      1) 98L-F  996L-BE-06  SLM  4'       US32D-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

Totals Each Assembly to have:
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LEVEL 2

Heading 113.1     (HwSet 113)     Continued..... Degree
Act InActHand

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      1) 315CN - 48"

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

SET #113 LATCHSET PANIC PER APPVL / THRESH & SWEEP FOR PRESSURIZED VESTIBULE
INSTALL KICK-PLATE ON CORRIDOR SIDE & SWEEP ON VESTIBULE SIDE

Heading 114A.2     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 2.028.08 CORRIDOR 2.022.00.C TO AV STORAGE 2.028.08 LH 90

1 SGL DOOR(S) 2.084 CORRIDOR 2.113.00.C TO WORKRM CHILD LIFE 2.084 RH 90

1 SGL DOOR(S) 2.113.18A CORRIDOR 2.100.00.C TO IS ROOM 2.113.18A RH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      3) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      6) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      3) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      3) 1078 - 1" DIAMETER

Totals Each Assembly to have:

2.028.08 SET #114A FOR SECURITY  //  WAS DOOR #2.032 PER RFI#2664
SEC DOORS TYPE 3

1 SGL DOOR(S) 2.007B GIFT SHOP 2.009 TO GIFT SHOP STORAGE RH 120

Heading 114A.5     (HwSet 114A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

Totals Each Assembly to have:
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LEVEL 2

Heading 114A.5     (HwSet 114A)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

SEC DOOR TYPE 3  //  RFI#520 TYPE-A HM-5
USE CLOSER BACK-CHECK TO STOP DOOR AT APPROX. 110-115*

Heading 114A20     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 2.041.CC CORRIDOR 2.045.00.C TO KITCHEN 2.041.C RH 110

3'0" x 8'4" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 21'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 2 - SHOULD BE TYPE 3
USE CLOSER BACK-CHECK & STOP @ 95* UNLESS WE CAN USE A WALL STOP
RFI#5363 REMAIN 8'4" HEIGHT VS 8'10" ON DR SCHEDULE

1 SGL DOOR(S) 2.066 VESTIBULE 2.041.00.V TO IS ROOM 2.066 RH 90

Heading 114A22     (HwSet 114A)
Degree

Act InActHand

3'0" x 8'10" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:
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LEVEL 2

Heading 114A22     (HwSet 114A)     Continued..... Degree
Act InActHand

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 21'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

SEC DWG DYPE DOOR TYPE 2 - SHOULD BE TYPE 3

Heading 114B.2     (HwSet 114B)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.20 CORRIDOR 2.113.00.C FROM WAITING 2.113.20 LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652HEAVY WT HINGES STAEA(      1) CEFBB168-54  4-1/2 X 4  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  SLM             US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3

1 SGL DOOR(S) 2.074A CORRIDOR 2.113.00.C FROM PRE TEEN ROOM 2.074 RHR 90

Heading 114B.7     (HwSet 114B)
Degree

Act InActHand

1 SGL DOOR(S) 2.076A CORRIDOR 2.113.00.C FROM TEEN ROOM 2.076 LHR 90

4'0" x 8'10" x 1-3/4" x WD x HMF x SMOKE

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

Totals Each Assembly to have:
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LEVEL 2

Heading 114B.7     (HwSet 114B)     Continued..... Degree
Act InActHand

1 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 25'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

SEC DOOR TYPE 3 / RFI#521&521-1 FOR GLASS / RFI#3847 FOR 4' WIDTH @ 2.076A

Heading 114C.2     (HwSet 114C)
Degree

Act InActHand

1 SGL DOOR(S) 2.007A CORRIDOR 2.004.00.C TO GIFT SHOP RH 100

4'0" x 8'10" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3

1 SGL DOOR(S) 2.020 CORRIDOR 2.016.00.C TO IS ROOM 2.020 RH 90

Heading 116A.7     (HwSet 116A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

Totals Each Assembly to have:
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LEVEL 2

Heading 116A.7     (HwSet 116A)     Continued..... Degree
Act InActHand

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

RFI#423 7'0"  //  SEC DOOR TYPE 3

Heading 116A11     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) 2.100.44 CORRIDOR 2.098.00.C TO TRASH / LINEN 2.100.44 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3 / ADDED SWING CLEAR HINGES TO AVOID DOOR DAMAGE
1.070.85 MOVE FROM HW 144 TO HW 116A FOR ELEC HDW & KICK-PLATE
2.100.44  RFI#2588-1 ADD SEC  //  3.046.08A, 3.082 APPVL=116A ELEC VS 145
3.106.11A APPVL SET 116B & KICK-PLATE / 3.109.33 RFI#2588-1 ADD SEC

1 SGL DOOR(S) 2.084.01 WORKRM CHILD LIFE 2.084 TO OFFICE CHILD LIFE MANAGER LH 90

Heading 117     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.15 CORRIDOR 2.090.00.C TO CONFERENCE 2 LH 90

1 SGL DOOR(S) 2.113.17 CORRIDOR 2.090.00.C TO CONFERENCE 1 RH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      9) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      3) ND50TD-RHO-AM ICA

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 147

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 2

Heading 117     (HwSet 117)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      3) 23-030

1 626WALL STOP DONEA(      3) 1407

3 GRYSILENCERS DONEA(      9) 1608

1.070.08 MOVED FROM HW 151 (SAME AS OFFICE DOOR 1.070.07)

Heading 117.02     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 2.041.00A KITCHEN 2.041.C TO KITCHEN OFFICE 2.041.00 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

RFI#498-TYPE B

1 SGL DOOR(S) 2.016 CORRIDOR 2.022.01.C TO PASTORAL OFFICE 2.016 RH 90

Heading 117.12     (HwSet 117)
Degree

Act InActHand

3'0" x 8'4" x 1-3/4" x WD x HMF x SMOKE

4 652HINGES STAEA(      4) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 21'

Totals Each Assembly to have:

OPENING DELETED PER ALT / RFI#2664 ADD BACK PER A3.2D
8'4" OPENING HEIGHT FOR 8'6" CEILING PER RFI 209-1
RFI#5363 REMAIN 8'4" HEIGHT VS 8'10" ON DR SCHEDULE
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LEVEL 2

Heading 117.12     (HwSet 117)     Continued..... Degree
Act InActHand

Heading 117B     (HwSet 117B)
Degree

Act InActHand

1 SGL DOOR(S) 2.028.02 VESTIBULE 2.028.00.C FROM CONFERENCE ROOM "C" RHR 90

1 SGL DOOR(S) 2.028.06 VESTIBULE 2.028.00.C FROM CONFERENCE ROOM "B" LHR 90

1 SGL DOOR(S) 2.028.11 VESTIBULE 2.028.00.C FROM CONFERENCE ROOM "A" LHR 170

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      3) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 630ELEC RIM PANIC VONEA(      3) E98L-F  E996L-06  SLM             US32D-AM

1 626RIM CYLINDER SCHEA(      3) 20-057  ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      3) P-4041-EDA  TBWMS

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 17'

1 ALMORT AUTO DR BTM PEMEA(      3) 411APKL - 36"

1 ALTHRESHOLD PEMEA(      3) 151A - 36"  WS/PA

Totals Each Assembly to have:

SUBMITTING PANIC HARDWARE DUE TO OCCUPANT LOAD OF CONFERENCE ROOMS

1 PR DOOR(S) 2.009A CORRIDOR 2.004.00.C FROM GIFT SHOP RHRA 180 180

Heading 119A     (HwSet 119A)
Degree

Act InActHand

 x  x  x ALD x ALF x 

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:

FRAME INCLUDES 2.009B & 2.009C SIDELITES / SEC DWG 02 TYPE 1
RFI#5085 TYPE WDP / RFI#5085-1 DOOR TYPE ALS / RFI#544 GLASS

1 SGL DOOR(S) 2.082 CORRIDOR 2.113.00.C TO TEACHER CONFERENCE 2.082 LH 115

Heading 121.04     (HwSet 121)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

Totals Each Assembly to have:
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LEVEL 2

Heading 121.04     (HwSet 121)     Continued..... Degree
Act InActHand

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1.070.79B LOCKED ON TRASH SIDE  /  2.082 KEEP MAG HOLDER PER APPVL

Heading 121.06     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) 2.026.04.B CORRIDOR 2.047.00.C TO SHELL 2.026.04.B LH 180

1 SGL DOOR(S) 2.035 CORRIDOR 2.022.00.C TO SHELL SPACE 2.0001.A RH 140

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      2) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

NO MAG ON FA DWGS / NO MAG & ND80 LOCK @ SHELL SPACE
USE CLOSER BACK CHECK TO STOP DOORS

1 SGL DOOR(S) 2.022.00.CC CORRIDOR 2.022.00.C TO SHELL SPACE 2.0001.C RH 180

Heading 121.07     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) 2.040 CORRIDOR 2.045.00.C TO SHELL SPACE LH 90

1 SGL DOOR(S) 2.042 CORRIDOR 2.045.00.C TO SHELL SPACE RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      9) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      3) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

Totals Each Assembly to have:
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LEVEL 2

Heading 121.07     (HwSet 121)     Continued..... Degree
Act InActHand

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 630KICK-PLATE DONEA(      3) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 17'

NO MAG ON FA DWGS / NO MAG & ND80 LOCK @ SHELL SPACE
USE CLOSER BACK-CHECK TO STOP DOORS 2.042 & 2.022.00.CC
2.022.00.CC RFI#4343 CHANGE WALL TYPE TO 29.4

Heading 121.11     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) 2.026 CORRIDOR 2.022.01.C TO SHELL SPACE RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

NOTE 18 ON ASI#28 DR SCHEDULE / MAG HOLD OPEN REQUIRED PER APPVLS
NO HOLD OPENS AT SHELL SPACE DOORS

1 SGL DOOR(S) 2.028.07 CORRIDOR 2.028.07 FROM CONFERENCE ROOM "B" RHR 95

Heading 121A     (HwSet 121A)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

Totals Each Assembly to have:
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LEVEL 2

Heading 121A     (HwSet 121A)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 ALMORT AUTO DR BTM PEMEA(      1) 411APKL - 42"

1 ALTHRESHOLD PEMEA(      1) 151A - 42"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Heading 121A.1     (HwSet 121A)
Degree

Act InActHand

1 SGL DOOR(S) 2.028.04A VESTIBULE 2.028.00.C FROM PASS THRU 2.028.04 LHR 170

1 SGL DOOR(S) 2.028.09A VESTIBULE 2.028.00.C FROM PASS THRU 2.028.09 LHR 170

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-54  5 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM ELEC CLSR LCNEA(      2) P-4040-SE 24V AC/DC  TBWMS

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 ALMORT AUTO DR BTM PEMEA(      2) 411APKL - 42"

1 ALTHRESHOLD PEMEA(      2) 151A - 42"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

HOLD OPEN CLOSERS TIED INTO FIRE-LIFE SAFETY SYSTEM

1 PR DOOR(S) 2.028.01A VESTIBULE 2.028.00.C FROM PASS THRU 2.028.01 RHRA 100 180

Heading 121A.2     (HwSet 121A)
Degree

Act InActHand

1 PR DOOR(S) 2.028.05A VESTIBULE 2.028.00.C FROM PASS THRU 2.028.05 RHRA 170 180

1 PR DOOR(S) 2.028.10A VESTIBULE 2.028.00.C FROM PASS THRU 2.028.10 RHRA 170 180

1 PR DOOR(S) 2.028.13A VESTIBULE 2.028.00.C FROM PASS THRU 2.028.13 RHRA 180 105

6'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      4) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

5 652HEAVY WT HINGES STAEA(     20) FBB168  4-1/2 X 4-1/2

1 630AUTO TOP FLUSH BOLT DCIEA(      4) 840-US32D / 8BFB

Totals Each Assembly to have:
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LEVEL 2

Heading 121A.2     (HwSet 121A)     Continued..... Degree
Act InActHand

1 626ELECTRIC LOCK SCHEA(      4) ND80TD-EL-RHO-AM ICA XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      4) 23-030

1 628COORDINATOR DCIEA(      4) 672 + C BRACKETS

2 689PAR ARM ELEC CLSR LCNEA(      8) P-4040-SE 24V AC/DC  TBWMS

2 630KICK-PLATE DONEA(      8) 90  8 X 35  B4E  CSK

1 CLASTRAGAL PEMEA(      4) 355CS - 7'

1 BLKSMOKE/SOUND SEAL PEMEA(      4) PK33BL - 20'

2 ALMORT AUTO DR BTM PEMEA(      8) 411APKL - 36"

1 ALTHRESHOLD PEMEA(      4) 151A - 72"  WS/PA

2 WHIMAGNETIC CONTACT B/OEA(      8) 1078 - 1" DIAMETER

HOLD OPEN CLOSERS TIED INTO FIRE-LIFE SAFETY SYSTEM

Heading 122.1     (HwSet 122)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.28 CORRIDOR 2.105.00.C TO FEMALE TOILET LH 90

1 SGL DOOR(S) 2.113.29 CORRIDOR 2.105.00.C TO MALE TOILET RH 180

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 630PUSH PLATE DONEA(      2) 71  4 X 16

1 630PULL PLATE DONEA(      2) 7130

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

3 GRYSILENCERS DONEA(      6) 1608

Totals Each Assembly to have:

1 SGL DOOR(S) 2.057 CORRIDOR 2.063.00.C TO TOILET PUBLIC MALE LH 90

Heading 122.2     (HwSet 122)
Degree

Act InActHand

1 SGL DOOR(S) 2.059 CORRIDOR 2.063.00.C TO TOILET PUBLIC FEMALE RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

Totals Each Assembly to have:
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LEVEL 2

Heading 122.2     (HwSet 122)     Continued..... Degree
Act InActHand

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      2) ND10S-RHO-AM

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

LATCHSET AND SEALS ADDED FOR SMOKE BARRIER DOORS

Heading 122A.5     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 2.085 CORRIDOR 2.113.00.C TO TOILET STAFF UNISEX LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      1) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

5.085 HW 122A PER APPVL
USE CLOSER BACK-CHECK TO STOP DOORS WHERE NEEDED

1 SGL DOOR(S) 2.033 CORRIDOR 2.010.01.C TO UNISEX STAFF TOILET 2.033 LH 90

Heading 122A14     (HwSet 122A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:
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LEVEL 2

Heading 122A14     (HwSet 122A)     Continued..... Degree
Act InActHand

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      1) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Heading 122B     (HwSet 122B)
Degree

Act InActHand

1 SGL DOOR(S) 2.026.01 VESTIBULE 2.028.00.C TO FEMALE TOILET LH 180

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      1) 6814 - 2A - 630  BIO-GUARD

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

USE CLOSER BACK-CHECK TO STOP DOOR

1 SGL DOOR(S) 2.026.02 VESTIBULE 2.028.00.C TO MALE TOILET RH 140

Heading 122B.1     (HwSet 122B)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      1) 6819 - 2A - 630  BIO-GUARD

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:
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LEVEL 2

Heading 122B.1     (HwSet 122B)     Continued..... Degree
Act InActHand

USE CLOSER BACK-CHECK TO STOP DOOR

Heading 125.1     (HwSet 125)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.09 CORRIDOR 2.090.00.C TO EXEC ASST CEO - OFFICE 1A LH 95

1 SGL DOOR(S) 2.113.13 CORRIDOR 2.090.00.C TO EXEC ASST CMO - OFFICE 4A LH 100

1 SGL DOOR(S) 2.113.14 CORRIDOR 2.090.00.C TO FOUNDATION CONFERENCE LH 95

1 SGL DOOR(S) 2.113.21 CORRIDOR 2.090.00.C TO EXEC ASST PIC - OFFICE 3A RH 95

1 SGL DOOR(S) 2.113.23 CORRIDOR 2.090.00.C TO EXEC ASST SIC - OFFICE 2A LH 90

1 SGL DOOR(S) 2.113.24 CORRIDOR 2.089.00.C TO EXEC ASST COO - OFFICE 5A LH 90

1 SGL DOOR(S) 2.113.25 CORRIDOR 2.089.00.C TO EXEC ASST CSO - OFFICE 6A RH 90

1 SGL DOOR(S) 2.113.30 CORRIDOR 2.105.00.C TO VISIT 1 - OFFICE RH 90

1 SGL DOOR(S) 2.113.31 CORRIDOR 2.105.00.C TO VISIT 2 - OFFICE LH 90

1 SGL DOOR(S) 2.113.32 CORRIDOR 2.105.00.C TO CNO ASST - OFFICE 9A RH 90

1 SGL DOOR(S) 2.113.33 CORRIDOR 2.105.00.C TO VP ASST - OFFICE 8A LH 90

1 SGL DOOR(S) 2.113.34 CORRIDOR 2.105.00.C TO CFO EXEC ASST - OFFICE 7A LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(     36) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(     12) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(     12) 23-030

1 689REG ARM CLSR 180* LCNEA(     12) 4031  TBWMS

1 626WALL STOP DONEA(     12) 1407

3 GRYSILENCERS DONEA(     36) 1608

Totals Each Assembly to have:

2.113.09 RFI#4813 DELETES MAG HOLD OPEN

1 SGL DOOR(S) 2.113.37 CORRIDOR 2.098.00.C TO CFO STORAGE/FILE RH 95

Heading 125.4     (HwSet 125)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.38 CORRIDOR 2.105.00.C TO COPY/FILE ROOM 2.113.38 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 626WALL STOP DONEA(      2) 1407

Totals Each Assembly to have:
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LEVEL 2

Heading 125.4     (HwSet 125)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Heading 125.5     (HwSet 125)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.36 CORRIDOR 2.098.00.C TO CEO STORAGE/FILE LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 2.113.01 CORRIDOR 2.089.00.C TO VP - OFFICE 9 RH 90

Heading 125B     (HwSet 125B)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.02 CORRIDOR 2.089.00.C TO CNO - OFFICE 8 LH 90

1 SGL DOOR(S) 2.113.03 CORRIDOR 2.089.00.C TO CFO - OFFICE 7 RH 90

1 SGL DOOR(S) 2.113.04 CORRIDOR 2.089.00.C TO CSO - OFFICE 6 LH 90

1 SGL DOOR(S) 2.113.05 CORRIDOR 2.089.00.C TO COO - OFFICE 5 RH 90

1 SGL DOOR(S) 2.113.07 CORRIDOR 2.089.00.C TO CEO - OFFICE 1 RH 180

1 SGL DOOR(S) 2.113.07A EXEC ASST CEO - OFFICE 1A FROM CEO - OFFICE 1 LHR 90

1 SGL DOOR(S) 2.113.10 CORRIDOR 2.090.00.C TO SIC - OFFICE 2 LH 180

1 SGL DOOR(S) 2.113.11 CORRIDOR 2.090.00.C TO PIC - OFFICE 3 RH 90

1 SGL DOOR(S) 2.113.12 CORRIDOR 2.090.00.C TO CMO - OFFICE 4 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(     30) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(     10) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(     10) 23-030

1 689REG ARM CLSR 180* LCNEA(     10) 4031  TBWMS

1 689RELEASE PART 1 LCNEA(     10) 8310-861 TRANSMITTER

1 689RELEASE PART 2 LCNEA(     10) 8310-865 RECEIVER

1 689MAG HOLD OPEN LCNEA(     10) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(     10) PK33BL - 17'

Totals Each Assembly to have:
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LEVEL 2

Heading 125B     (HwSet 125B)     Continued..... Degree
Act InActHand

RECEIVER NEEDS TO BE INSTALLED ABOVE MAG HOLD OPENS IN THE CEILING
RFI#4721 PUSH BUTTON DELETED & 120V FOR THE MAG HOLD OPENS

Heading 126     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 2.075C CORRIDOR 2.098.00.C FROM THE VOICE OF CHOC 2.075 LHR 180

2'4" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626LOW STORERM LOCK SCHEA(      1) AL80TD-SAT-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLSR 180* LCNEA(      1) P-4031  TBWMS

1 626WALL STOP SEEEA(      1) 1/4" THICK MOUNTED ON WALL

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 ALMORT AUTO DR BTM PEMEA(      1) 411APKL - 28"

1 ALTHRESHOLD PEMEA(      1) 158A - 36"  WS/PA

Totals Each Assembly to have:

MAX. WIDTH IS 2'4" - OVERALL FRAME WIDTH 32" TO FIT INTO APPROX. 35-5/8"
OSHPD CO#232 relocate & add 90 min label

1 SGL DOOR(S) 2.050 CORRIDOR 2.049.00.C TO STORAGE DIETARY 2.050 LH 90

Heading 126.00     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 2.061.00.AA CORRIDOR 2.063.00.C TO COFFEE KIOSK RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      2) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

CLOSER W/STOP @ CORR SIDE BECAUSE IT'S VISIBLE ON BOTH SIDES DUE TO ROLL-UP
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LEVEL 2

Heading 126.01     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 2.018A CORRIDOR 2.022.01.C TO GENERAL STORAGE 2.018 RH 90

1 SGL DOOR(S) 2.046 CORRIDOR 2.049.00.C TO STORAGE GENERAL LH 90

1 SGL DOOR(S) 2.061.00.B CORRIDOR 2.063.00.C TO STORAGE COFFEE KIOSK LH 90

1 SGL DOOR(S) 2.113.18B CORRIDOR 2.100.00.C TO STORAGE 2.113.18 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(     12) FBB179  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      4) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      4) 23-030

1 689CLOSER LCNEA(      4) 4041  TBWMS

1 626WALL STOP DONEA(      4) 1407

1 BLKADHESIVE SEAL PEMEA(      4) PK33BL - 17'

Totals Each Assembly to have:

2.018A RFI#2664 ADDED BACK / 3.001  RFI#1985 DR# / 3.065.A RFI#1997 D/S

1 SGL DOOR(S) 2.018B PASTORAL OFFICE 2.016 TO GENERAL STORAGE 2.018 RH 180

Heading 126.04     (HwSet 126)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689REG ARM CLSR 180* LCNEA(      1) 4031  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

DELETED PER ALT / RFI#2664 ADD BACK PER A3.2D

1 SGL DOOR(S) 2.100.42 CORRIDOR 2.098.00.C FROM ELEC ROOM 2.100.42 RHR 180

Heading 126.09     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

Totals Each Assembly to have:
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LEVEL 2

Heading 126.09     (HwSet 126)     Continued..... Degree
Act InActHand

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

RFI#328 3'6  /  DOOR SHOULD SWING 180* - VERIFY IF STOP IS NEEDED
USE ICC CORE FROM TEMP DOOR

Heading 126.10     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 2.120.00 CORRIDOR 2.120.00.C TO STORAGE 2.120.00 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 2.022 CORRIDOR 2.016.00.C TO ELEC ROOM 2.022 LH 90

Heading 126.11     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 2.054 CORRIDOR 2.049.00.C TO ELEC ROOM 2.054 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      2) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:

RFI#328 3'6  //  USE ICC CORE FROM TEMP DOOR
2.022  RFI#423 7'0"  //  3.106.07 RFI#328 3'6" & 1.6 WALL  //  RFI#2465-12"CLR
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LEVEL 2

Heading 126.11     (HwSet 126)     Continued..... Degree
Act InActHand

Heading 126.16     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 2.028.03A CORRIDOR 2.022.01.C TO STORAGE 2.028.03 RH 90

1 SGL DOOR(S) 2.028.03B CONFERENCE ROOM "B" TO STORAGE 2.028.03 LH 90

1 SGL DOOR(S) 2.028.12A CORRIDOR 2.022.00.C TO STORAGE 2.028.12 RH 160

1 SGL DOOR(S) 2.028.12B CONFERENCE ROOM "A" TO STORAGE 2.028.12 LH 95

1 SGL DOOR(S) 2.070.A CORRIDOR 2.072.00.C TO P TUBE EQUIPMENT 2.070A LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(     20) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      5) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      5) 23-030

1 689CLOSER LCNEA(      5) 4041  TBWMS

1 626WALL STOP DONEA(      5) 1407

1 BLKADHESIVE SEAL PEMEA(      5) PK33BL - 18'

Totals Each Assembly to have:

USE CLOSER BACK-CK TO STOP DOOR WHEN IT SWINGS PAST 140*
1.070.28A CO #296 REVISE TO 4'0" RH SWING & LOCK INSTEAD OF PANIC
3.065 RFI#1997 D/S

1 SGL DOOR(S) 2.068 CORRIDOR 2.065.00.C TO ELEC ROOM 2.068 LH 90

Heading 126.18     (HwSet 126)
Degree

Act InActHand

3'6" x 8'10" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

Totals Each Assembly to have:

RFI #3692 TO CLARIFY DOOR SWING & LOCATION / RFI#328 3'6 RFI#2039 LH RFI#3692
USE ICC CORE FROM TEMP DOOR
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LEVEL 2

Heading 137     (HwSet 137)
Degree

Act InActHand

1 SGL DOOR(S) 2.074.01 PRE TEEN ROOM 2.074 FROM TOILET PATIENT UNISEX RHR 180

1 SGL DOOR(S) 2.076.01 TEEN ROOM 2.076 FROM TOILET PATIENT UNISEX LHR 180

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      2) ND40S-RHO-AM

1 630OVERHEAD STOP GLYEA(      2) 904F

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(      6) 1608

Totals Each Assembly to have:

SET STOP FOR MAX. DEGREE OF SWING

1 SGL DOOR(S) 2.041.CB KITCHEN 2.041.C FROM TOILET STAFF UNISEX LHR 90

Heading 138     (HwSet 138)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

ADDED SEALS FOR TOILET ROOM

1 SGL DOOR(S) 2.074.02A PRE TEEN ROOM 2.074 TO KITCHENETTE LH 180

Heading 141.01     (HwSet 141)
Degree

Act InActHand

1 SGL DOOR(S) 2.074.02B TEEN ROOM 2.076 TO KITCHENETTE RH 180

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      6) FBB278  4-1/2 X 4-1/2

Totals Each Assembly to have:
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LEVEL 2

Heading 141.01     (HwSet 141)     Continued..... Degree
Act InActHand

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(      6) 1608

RFI#1456-1:  B.009.03A = RH SWING INTO AMPLIFICATION
B.009.03A CLOSER W/STOP INSTALLED ON SPECIMEN PREP SIDE

Heading 141.02     (HwSet 141)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.26 CORRIDOR 2.098.00.C TO STAFF LOUNGE LH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

LATCHSET APPROVED INSTEAD OF ND70 LOCKSET PER MEETING W/ MARCO

1 SGL DOOR(S) 2.048 CORRIDOR 2.049.00.C TO HOUSEKEEPING 2.048 LH 90

Heading 144.2     (HwSet 144)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

Totals Each Assembly to have:
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LEVEL 2

Heading 144.2     (HwSet 144)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

B.067 RFI #322 NON-RATED; SMOKE FOR CORR
1.070.27 RFI #332 NO LBL  /  4.052.05 ADDED BACK PER RFI #5055

Heading 144.4     (HwSet 144)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.19 CORRIDOR 2.100.00.C TO HOUSEKEEPING 2.113.19 RH 105

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

WAS 2.100.40 NEW FRAME & NEW WOOD DR WITH RH SWING / USE SAME HARDWARE

1 SGL DOOR(S) 2.031 CORRIDOR 2.010.01.C TO HOUSEKEEPING CLOSET 2.031 RH 90

Heading 145.7     (HwSet 145)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 47  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 2

Heading 145.7     (HwSet 145)     Continued..... Degree
Act InActHand

2031 DELETED PER ALT / RFI#2664 ADD BACK PER A3.2D
CHANGE KEYPAD FROM PRIVACY TO LOCKSET FOR HOUSEKEEPING ROOM

Heading 147.01     (HwSet 147)
Degree

Act InActHand

1 SGL DOOR(S) 2.049.00.C CORRIDOR 2.049.00.C FROM CORRIDOR 2.047.00.C LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L  996L-06                            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

NOTE 18 ADDED PER ASI#28 / YES - AS SPECIFIED PER APPVLS
WALL/NO LBL RFI #322 REV

1 SGL DOOR(S) 2.113.22B CORRIDOR 2.090.00.C FROM BOARD ROOM LHR 100

Heading 147.02     (HwSet 147)
Degree

Act InActHand

1 SGL DOOR(S) 2.113.22C CORRIDOR 2.090.00.C FROM BOARD ROOM RHR 100

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      2) 98L-F  996L-06  SLM                 US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

1 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

1 ALMORT AUTO DR BTM PEMEA(      2) 411APKL - 36"

1 ALTHRESHOLD PEMEA(      2) 151A - 36"  WS/PA

Totals Each Assembly to have:
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LEVEL 2

Heading 147.02     (HwSet 147)     Continued..... Degree
Act InActHand

NOTE 18 NOT ON DOOR SCHEDULE / THOLD & DR BOTTOMS PER APPROVAL

Heading 147.10     (HwSet 147)
Degree

Act InActHand

1 SGL DOOR(S) 2.052.00.V CORRIDOR 2.049.00.C FROM VESTIBULE 2.052.00.V RHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

2.052.00.V NOTE 18 PER ASI#28 / D80 LOCK PER APPVL @ ALL DOORS
RFI#3686 ADD CARD READER @ ELEV. CALL BUTTON - NOT VESTIBULE DOOR

1 SGL DOOR(S) 2.047.00.CA VESTIBULE 2.160 FROM VESTIBULE 2.028.00C RHR 100

Heading 148     (HwSet 148)
Degree

Act InActHand

3'0" x 8'4" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      4) FBB278  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L  996L-06                            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-HEDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKSMOKE/SOUND SEAL PEMEA(      1) PK33BL - 20'

Totals Each Assembly to have:

8'4" OPENING HEIGHT FOR 8'6" CEILING RFI #209-1 / RFI#322 WALL / RFI#2647 8'4
USE SWING CLEAR HINGES FOR MINIMUM 32" CLEAR OPNG WIDTH
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LEVEL 2

Heading 148     (HwSet 148)     Continued..... Degree
Act InActHand

Heading 148.2     (HwSet 148)
Degree

Act InActHand

1 SGL DOOR(S) 2.010.01.C CORRIDOR 2.004.00.C FROM CORRIDOR 2.010.01.C LHR 90

4'0" x 8'4" x 1-3/4" x WD x HMF x NON-RTD

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L  996L-06  4'                       US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-HEDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 21'

Totals Each Assembly to have:

RFI#5363 REMAIN 8'4" HEIGHT VS 8'10" ON DR SCHEDULE
8'4" OPENING HEIGHT FOR 8'6" CEILING IN CORRIDOR 2.010.01.C RFI 209-1
CHANGE TO WOOD DOOR - THIS WAS A CROSS CORRIDOR PAIR WITH HM DOORS

1 RU DOOR(S) 2.004.00.CA OPEN TO 1ST FLR BELOW TO CORRIDOR 2.004.00.C

Heading 149.2     (HwSet 149)
Degree

Act InActHand

 x  x  x STL x STL x 

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

BALANCE OF REQUIRED HARDWARE BY OTHERS

1 SGL DOOR(S) 2.045.00.CA CORRIDOR 2.045.00.C FROM DIETARY STORAGE 2.025.05 LHR 90

Heading 151.02     (HwSet 151)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

Totals Each Assembly to have:
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LEVEL 2

Heading 151.02     (HwSet 151)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Heading 151A     (HwSet 151A)
Degree

Act InActHand

1 SGL DOOR(S) 2.100.00.CA CORRIDOR 2.113.00.C FROM CORRIDOR 2.100.00.C LHR 140

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM  4'            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #5182 APPVD KEEPING 4'0" WIDTH AS INSTALLED
RFI #5310 APPVD 4'0" DOOR AGAIN & NO MAG HOLD OPEN
USE CLOSER BACK-CHECK TO STOP DOOR IF NEEDED

1 SGL DOOR(S) 2.113.08 CEO - OFFICE 1 FROM CEO TOILET RHR 95

Heading 164A     (HwSet 164A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x WDF x NON-RTD

1 626LATCHING DEADLOCK SCHEA(      1) B680  37-016

Totals Each Assembly to have:

SOSS HINGES & SOSS CONCEALED CLOSER PROVIDED BY MILLWORK COMPANY
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LEVEL 2

Heading 167.2     (HwSet 167)
Degree

Act InActHand

1 SGL DOOR(S) 2.075B CORRIDOR 2.098.00.C TO THE VOICE OF CHOC 2.075 RH 175

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689REG ARM CLSR 180* LCNEA(      1) 4031  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 ALMORT AUTO DR BTM PEMEA(      1) 411APKL - 36"

1 ALTHRESHOLD PEMEA(      1) 2364A - 36"  WS/PA

Totals Each Assembly to have:

OSHPD CO#232 RELOCATE & ADD 90 MIN LABEL

1 SGL DOOR(S) 2.075A CORRIDOR 2.113.00.C FROM THE VOICE OF CHOC 2.075 LHR 100

Heading 168     (HwSet 168)
Degree

Act InActHand

 x  x  x ALD x ALF x 

1 626PERMANENT CORE SCHEA(      1) 23-030

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

2.075A OSHPD CO#232 RELOCATE & ADD FULL GLASS VISION LIGHT
RFI #5075 CHANGE TO ALUM DOOR & FRAME W/HDW 168

1 SGL DOOR(S) 2.026.06 CORRIDOR 2.049.00.C TO MUSIC THERAPY 2.026.06 RH 90

Heading 170.2     (HwSet 170)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 630CONTINUOUS HINGE MAREA(      1) FM-300-MB-7'0"

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

Totals Each Assembly to have:
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LEVEL 2

Heading 170.2     (HwSet 170)     Continued..... Degree
Act InActHand

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKSOUND SEALS VTIEA(      1) TRIPLE BULB SEAL

1 ALMORTISE DR BOTTOM VTIEA(      1) PROVIDED WITH WOOD DOOR

1 ALTHRESHOLD PEMEA(      1) 18/1A - 3" X 42"  WS/PA

VOID RFI#5363 - FRAME IS 3'6" INSTALLED PER JOB WALK 6/22
RFI#5363 WIDTH TO REMIAN 3'0" PER PREVIOUS DOOR SCHEDULE
RFI #2404 3'6"  //  ADD THRESHOLD FOR SEALING DR BOTTOM

Heading 173     (HwSet 173)
Degree

Act InActHand

1 PR DOOR(S) 2.014C ALL FAITHS MEDITATION RM FROM CLOSET / STORAGE LHRA 90 90

4'9" x 7'10-1/2" x 1-3/4" x WD x ALF x NON-RTD

8 652HINGES STAEA(      8) FBB179  4-1/2 X 4-1/2

1 626MANUAL BOTTM BOLT DCIEA(      1) 780F - 12"

1 626MANUAL TOP BOLT DCIEA(      1) 780F - 30"

1 630DP STRIKE DCIEA(      1) 81

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

2 630OVERHEAD STOP GLYEA(      2) 903F

2 GRYSILENCERS DONEA(      2) 1608

Totals Each Assembly to have:

HOLD 12/14/2011 FIELD ORDER NO. 11 / RELEASE BY ASI#157 / RELOCATE ASI#184
LHR DOOR SWINGING TOWARDS WALL TO HAVE LOCKSET PER APPVLS

1 DE DOOR(S) 2.047.00.CB CORRIDOR 2.047.00.C FROM CORRIDOR 2.047.00.C LHR 90 90

Heading 180     (HwSet 180)
Degree

Act InActHand

6'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

Totals Each Assembly to have:
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LEVEL 2

Heading 180     (HwSet 180)     Continued..... Degree
Act InActHand

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 35  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Heading 180.1     (HwSet 180)
Degree

Act InActHand

1 DE DOOR(S) 2.022.00.CA CORRIDOR 2.022.00.C FROM CORRIDOR 2.022.00.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-LBR                            US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

RFI#2345 WALL #2664-1 ADD BACK IN

1 DE DOOR(S) 2.022.00.CB CORRIDOR 2.045.00.C FROM CORRIDOR 2.022.00.C LHR 90 90

Heading 180.3     (HwSet 180)
Degree

Act InActHand

8'0" x 8'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 8'0" (95-1/8")

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 8'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

MAG HOLD OPENS PER EF1.20 / DOOR SCHEDULE SHOWS HARDWARE 180
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LEVEL 2

Heading 180.3     (HwSet 180)     Continued..... Degree
Act InActHand

Heading 182     (HwSet 182)
Degree

Act InActHand

1 PR DOOR(S) 2.012A CORRIDOR 2.004.00.C FROM FAMILY SERVICES LIBRARY RHRA

 x  x  x ALD x ALF x 

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI#1803-1 / RFI#2237 / RFI #5085 CONFIRM DOOR TYPE ALS
RFI#2479 CHANGE TO ALUM DOORS WITH 'BE' LATCHSET PANICS

1 PR DOOR(S) 2.113.22A CORRIDOR 2.098.00.C FROM BOARD ROOM RHRA 90 90

Heading 182B     (HwSet 182B)
Degree

Act InActHand

6'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

6 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

2 630SURF VERTICAL ROD VONEA(      2) 9827L-F-LBR  996L-06  SLM      US32D-AM

2 626RIM CYLINDER SCHEA(      2) 20-057  ICA

2 626PERMANENT CORE SCHEA(      2) 23-030

2 CLASTRAGAL PEMEA(      2) 29324CNB - 7'

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689REG ARM CLSR 180* LCNEA(      2) 4031  TBWMS

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKSMOKE/SOUND SEAL PEMEA(      1) PK33BL - 20'

2 ALMORT AUTO DR BTM PEMEA(      2) 411APKL - 36"

1 ALTHRESHOLD PEMEA(      1) 236A - 72"  WS/PA

Totals Each Assembly to have:

RFI#4857 HARDWARE FINISH

1 PR DOOR(S) 2.068.00.L ELEV LOBBY STAFF/PATIENT FROM CORRIDOR 2.072.00.C LHRA 135 135

Heading 185.3     (HwSet 185)
Degree

Act InActHand

8'0" x 8'10" x 1-3/4" x HMD x HMF x 60PPS

Totals Each Assembly to have:
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LEVEL 2

Heading 185.3     (HwSet 185)     Continued..... Degree
Act InActHand

2 652ELEC SWING CLEAR STAEA(      2) CEFBB278-58  5"  8-WIRE

8 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

2 626ELEC REC PANIC LATCH VONEA(      2) EL9447L-F-LBR LP373L-BE-06  8'10  AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

RFI #2619 = NO MAG HOLD OPENS
AUTO OP PER APPVL & RFI #2575 - PP @ LOBBY, CR @ PUSH/CORRIDOR SIDE

Heading 188.1     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 2.120.00.C CORRIDOR 2.072.00.C FROM CORRIDOR 2.120.00.C LHR 90 90

7'8" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 45  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

RFI#5172 SAYS WDP BUT RFI#5172-1 CONFIRMS HM DOOR
RFI#5562 ALLOWS POCKET IN WALL FOR STD 3-1/2" MAG

1 DE DOOR(S) 2.022.01.C CORRIDOR 2.016.00.C FROM CORRIDOR 2.022.01.C LHR 90 90

Heading 188.2     (HwSet 188)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-LBR                            US26D-AM

Totals Each Assembly to have:
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LEVEL 2

Heading 188.2     (HwSet 188)     Continued..... Degree
Act InActHand

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

RFI#2345 WALL / RFI #2664-1 ADD DOOR BACK IN (ON DOOR SCHEDULE - HW SET 188)

Heading 188.5     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 2.121.00 CORRIDOR 2.121.00.C FROM CORRIDOR 2.120.00.C LHR 90 180

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

B.007.00.CA MAG HOLD OPEN PER FA DWGS // 1.007.01.C MAG HOLD OPEN PER FA DWG
1.007.14.CB MAG HOLD OPEN PER FA DWG // 2.113.00D  RFI#2345 WALL+ASI#28 SET #188
2.121.00 RFI#5172 SAYS WDP BUT RFI#5172-1 CONFIRMS HM DOOR

1 DE DOOR(S) 2.113.00D CORRIDOR 2.016.00.C FROM CORRIDOR 2.100.00.C LHR 90 90

Heading 188.6     (HwSet 188)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

Totals Each Assembly to have:
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LEVEL 2

Heading 188.6     (HwSet 188)     Continued..... Degree
Act InActHand

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

NO MAG HOLD OPENS ON EF3.2E - NO MAGS IN WALLS

Heading 188.7     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 2.068.00.LA CORRIDOR 2.065.00.C FROM ELEV LOBBY STAFF/PATIENT LHR 90 90

8'0" x 8'10" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 8'10"  NET 105-1/8"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR  8'10"                US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D -10'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 30'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWGS EF1.10

1 DE DOOR(S) 2.045.00.CC CORRIDOR 2.063.00.C FROM CORRIDOR 2.045.00.C LHR 90 90

Heading 191.1     (HwSet 191)
Degree

Act InActHand

8'0" x 8'4" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 8'4" (99-1/8") CUT OFF 10'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-LBR                            US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D -10'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

Totals Each Assembly to have:

NOTE 18 ADDED PER ASI#28
RFI#5363 REMAIN 8'4" HEIGHT VS 8'10" ON DR SCHEDULE
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LEVEL 2

Heading 191.1     (HwSet 191)     Continued..... Degree
Act InActHand

Heading 191.2     (HwSet 191)
Degree

Act InActHand

1 DE DOOR(S) 2.113.00.CC CORRIDOR 2.113.00.C FROM STAFF CORRIDOR / OPEN AREALHR 90 90

8'0" x 8'10" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 8'10"  NET 105-1/8"

2 626RECESSED PANIC VONEA(      2) 9447EO-LBR  8'10"                  US26D-AM

2 CLASTRAGAL PEMEA(      2) 29324CNB - 9'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 30'

Totals Each Assembly to have:

1 DE DOOR(S) 2.041.00.DA CORRIDOR 2.041.00.D FROM VESTIBULE 2.041.00.V LHR 90 135

Heading 191.4     (HwSet 191)
Degree

Act InActHand

8'0" x 8'10" x 1-3/4" x HMD x HMF x SMOKE

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 8'10"  NET 105-1/8"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR  8'10"                US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D -10'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 30'

Totals Each Assembly to have:

MAG HOLD OPENS PER EF3.2L FA DWG
RFI #4913 - GO BACK TO 8'10" HEIGHT

1 PR DOOR(S) 2.072.00.C CORRIDOR 2.113.00.C FROM CORRIDOR 2.072.00.C RHRA 90 90

Heading 191.6     (HwSet 191)
Degree

Act InActHand

8'0" x 8'10" x 1-3/4" x HMD x HMF x NON-RTD

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 176

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 2

Heading 191.6     (HwSet 191)     Continued..... Degree
Act InActHand

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 8'10"  NET 105-1/8"

1 626RECESSED PANIC VONEA(      1) 9447EO-LBR  8'10"                  US26D-AM

1 626RECESSED PANIC VONEA(      1) 9447L-LBR  LP373L-06  8'10"    US26D-AM

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      1) 23-030

2 CLASTRAGAL PEMEA(      2) 29324CNB - 9'

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 30'

Heading ALUM     (HwSet )
Degree

Act InActHand

1 BL WINDOW 2.012.00.AC CORRIDOR 2.004.00.C TO FAMILY SERVICES LIBRARY

1 BL WINDOW 2.014B CORRIDOR 2.016.00.C TO ALL FAITHS MEDITATION RM

1 BL WINDOW 2.041.00.BB MD DINING/SERV 2.041.00.B TO MD DINING/SERV 2.041.00.B

1 BL WINDOW 2.041.00.BC MD DINING/SERV 2.041.00.B TO MD DINING/SERV 2.041.00.B

 x  x  x  x ALF x 

Totals Each Assembly to have:

B.007.21B, B.007.21C, B.007.22B, B.008.05B  RFI#546 HM-3; RFI#546-1 AL-8
B.007.19.AB,B.007.20.AB,1.070.35B RFI#1022 AL-8 //  2.012.00.AC RFI#544 & 2237 GLASS
THESE WINDOWS ARE ALUMINUM BY OTHERS PER DETAIL
RFI#5000 @ 3.001.46B

1 SGL DOOR(S) 2.041.00.AA CORRIDOR 2.041.00.D FROM PUBLIC DINING & SEATING LHR 180

Heading CVR     (HwSet )
Degree

Act InActHand

1 SGL DOOR(S) 2.065.00.CA CORRIDOR 2.065.00.C FROM WON DOOR POCKET RHR 180

1 SGL DOOR(S) 2.113.00.CB CORRIDOR 2.113.00.C FROM WON DOOR POCKET LHR 180

1'10" x F.HT. x 1-3/4" x WD x HMF x NON-RTD

1 600CONTINUOUS HINGE MAREA(      3) FM-200-10'0"

2 BRNMAGNETIC LATCH STAEA(      6) CD47  TOUCH LATCH - PUSH TO OPEN

Totals Each Assembly to have:

FRAME PROFILE PER RFI #3073
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LEVEL 2

Heading CVR     (HwSet )     Continued..... Degree
Act InActHand

Heading EXI.1     (HwSet )
Degree

Act InActHand

1 SGL DOOR(S) 2.190 CORRIDOR 2.072.00.C TO FIRE RISER CLOSET LH 90

2'6" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689REG ARM CLSR 180* LCNEA(      1) 4031  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

NEW HARDWARE REQUIRED DUE TO EXISTING DOORS WERE 4' W/MORTISE LOCKS

1 SGL DOOR(S) 2.XXX.1 CORRIDOR 2.072.00.C TO OFFICE RH 90

Heading EXI.2     (HwSet )
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

PER JOB WALK 04-12-2012 NEW FRAME & DOOR NEEDED FOR 2-HOUR LABEL
RFI#5172 EXISTING OPENING TO REMAIN

1 SGL DOOR(S) 2.XXX.2 CORRIDOR 2.072.00.C TO OFFICE RH 90

Heading EXI.3     (HwSet )
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS
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LEVEL 2

Heading EXI.3     (HwSet )     Continued..... Degree
Act InActHand

1 626ALL HARDWARE IS EXIEA(      1) EXISTING TO REMAIN
Totals Each Assembly to have:

EXISTING TO REMAIN RFI#5172 / NOT DUE FOR REWORK IN THIS AREA TILL 2013
ANY ADDED DOOR, FRAME OR HARDWARE WILL BE DETERMINED AT THAT TIME

Heading HM3     (HwSet )
Degree

Act InActHand

1 BL WINDOW 2.074.02D PRE TEEN ROOM 2.074 TO KITCHENETTE

1 BL WINDOW 2.074.02E TEEN ROOM 2.076 TO KITCHENETTE

1'8" x 4'2" x  x  x HMF x NON-RTD

Totals Each Assembly to have:

2.074.02E - PER MY JOB WALK 3/10/2011 ORIGINAL 1'8" WINDOW IS ALREADY INSTALLED

1 BL WINDOW 2.041.00C KITCHEN 2.041.C TO KITCHEN OFFICE 2.041.00

Heading HM3.2     (HwSet )
Degree

Act InActHand

2'6" x 4'2" x  x  x HMF x NON-RTD

Totals Each Assembly to have:

RFI #2780 - 1.015.16C IS 4'2" SET 3'0" A.F.F.  NO NEED TO MATCH CASHIER PASS-THRU.

1 BL WINDOW 2.041.00B KITCHEN 2.041.C TO KITCHEN OFFICE 2.041.00

Heading HM3.3     (HwSet )
Degree

Act InActHand

2'8" x 4'2" x  x  x HMF x NON-RTD

Totals Each Assembly to have:
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LEVEL 2

Heading HM3.4     (HwSet )
Degree

Act InActHand

1 BL WINDOW 2.074.02C PRE TEEN ROOM 2.074 TO KITCHENETTE

1 BL WINDOW 2.074.02F TEEN ROOM 2.076 TO KITCHENETTE

3'0" x 4'2" x  x  x HMF x NON-RTD

Totals Each Assembly to have:

HM3 RFI 546

1 SL DOOR(S) 2.041.00.AC CORRIDOR 2.041.00.D TO PUBLIC DINING & SEATING

Heading S-WON2     (HwSet )
Degree

Act InActHand

1 SL DOOR(S) 2.065.00.CB CORRIDOR 2.004.00.C TO CORRIDOR 2.065.00.C

1 SL DOOR(S) 2.113.00.CA CORRIDOR 2.113.00.C TO CORRIDOR 2.113.00.C

 x  x  x STL x STL x 90PPS

1 HARDWARE WILL BE B/OEA(      3) PROVIDED BY OTHERS

Totals Each Assembly to have:

1 SGL DOOR(S) 2.050.00.G OUTDOOR ROOF GARDEN TO AREA BEHIND SCREEN WALL LH

Heading SEC.1     (HwSet )
Degree

Act InActHand

1 SGL DOOR(S) 2.074.G CHILDREN'S TERRACE FROM AREA BEHIND SCREEN WALL LHR

 x  x  x STL x STL x NON-RTD

1 626PERMANENT CORE SCHEA(      2) 23-030

Totals Each Assembly to have:

SEC DWG DOOR TYPE 1 PER CO #311
GATE HARDWARE BY OTHERS - VERIFY IF PERMANENT CORE IS REQUIRED

1 RU DOOR(S) 2.004.00.CB OPEN TO 1ST FLR BELOW TO CORRIDOR 2.004.00.C

Heading W     (HwSet )
Degree

Act InActHand

1 RU DOOR(S) 2.061.00.AB CORRIDOR 2.065.00.C TO COFFEE KIOSK

1 RU DOOR(S) 2.160A EXTERIOR WINDOW @ LA VETA TO VESTIBULE 2.160

 x  x  x STL x STL x 
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LEVEL 2

Heading W     (HwSet )     Continued..... Degree
Act InActHand

1 HARDWARE WILL BE B/OEA(      3) PROVIDED BY OTHERS
Totals Each Assembly to have:

Heading Y     (HwSet )
Degree

Act InActHand

1 RU DOOR(S) 2.004.00.CC OPEN TO 1ST FLR BELOW TO CORRIDOR 2.004.00.C

1 RU DOOR(S) 2.016.00.C CORRIDOR 2.016.00.C TO CORRIDOR 2.004.00.C

 x  x  x STL x STL x RATED

1 HARDWARE WILL BE B/OEA(      2) PROVIDED BY OTHERS

Totals Each Assembly to have:

NO EGRESS DOOR PER RFI #519
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LEVEL 3

Heading 102     (HwSet UNEQ)
Degree

Act InActHand

1 PR DOOR(S) 3.024 CORRIDOR 3.001.05.C TO ELECTRIC ROOM LHA 95 180

1 PR DOOR(S) 3.042 CORRIDOR 3.036.00.C TO ELECTRIC ROOM LHA 90 180

1 PR DOOR(S) 3.109.08 CORRIDOR 3.109.03.C TO ELECTRIC ROOM RHA 90 180

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

2 652SPRING HINGE STAEA(      6) 2060R  4-1/2 X 4-1/2

3 652HEAVY WT HINGES STAEA(      9) FBB168  4-1/2 X 4-1/2

1 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      3) 845

1 630DP STRIKE DCIEA(      3) 81

1 626STOREROOM LOCK SCHEA(      3) ND80TD-RHO-AM ICC  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      3) 23-030

1 628COORDINATOR DCIEA(      3) NX-648 ACT 36

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 630KICK-PLATE DONEA(      3) 90  8 X 10  B4E  CSK

1 630KICK-PLATE DONEA(      3) 90  8 X 34  B4E  CSK

2 626WALL STOP DONEA(      6) 1407

1 CLASTRAGAL PEMEA(      3) 355CS - 7'

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      3) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

WALL STOP @ CONC EQUIP PAD AS NEEDED  //  USE ICC TEMP CORE FROM TEMP DOOR
RFI #328 OPENING SIZE  //  B.050  RFI#1476 HDW  //  5.125 RFI #628 OPENING SIZE

1 PR DOOR(S) 3.001.19A CORRIDOR 3.001.05.C TO O.R. 3.001.19 LHA 90 100

Heading 106     (HwSet 106)
Degree

Act InActHand

1 PR DOOR(S) 3.001.21A CORRIDOR 3.001.05.C TO O.R. ORTHO 3.001.21 LHA 90 110

1 PR DOOR(S) 3.001.25A CORRIDOR 3.001.05.C TO O.R. 3.001.25 LHA 90 110

1 PR DOOR(S) 3.001.27A CORRIDOR 3.001.05.C TO O.R. 3.001.27 LHA 90 100

1 PR DOOR(S) 3.001.31A CORRIDOR 3.001.06.C TO CVOR 3.001.31 LHA 90 110

1 PR DOOR(S) 3.001.37B CORRIDOR 3.001.01.C TO CVOR 3.001.37 LHA 90 110

1 PR DOOR(S) 3.001.39B CORRIDOR 3.001.01.C TO O.R. 3.001.39 LHA 90 110

6'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

8 652SWING CLEAR HINGE STAEA(     56) FBB278  5 X 4-1/2

1 630LATCHING TOP BOLT DCIEA(      7) 805

1 32DPUSH/PULL LATCH ABHEA(      7) 6814/6819-3A  BIO-GUARD

Totals Each Assembly to have:
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LEVEL 3

Heading 106     (HwSet 106)     Continued..... Degree
Act InActHand

1 628COORDINATOR DCIEA(      7) 672 + C BRACKETS

1 BRNSMOKE ASTRAGAL PEMEA(      7) S772D - 7'

2 689PAR ARM STOP CLSR LCNEA(     14) P-4110-CUSH-DEL  TBWMS

1 630GURNEY PLATE DONEA(      7) 90   8 X 23  B4E  CSK

1 630KICK-PLATE DONEA(      7) 90  8 X 23  B4E  CSK

1 630KICK-PLATE DONEA(      7) 90  8 X 47  B4E  CSK

1 BLKSMOKE/SOUND SEAL PEMEA(      7) PK33BL - 20'

1 ALMORT AUTO DR BTM PEMEA(      7) 411APKL - 24"

1 ALMORT AUTO DR BTM PEMEA(      7) 411APKL - 48"

RFI#495-TYPE Z.2  //  ADD SOUND SEALS, MORTISE DR BOTTOM & ASTRAGAL
GURNEY PLATE WILL NOT WORK ON ACTIVE DOOR WITH INTEGRAL BLIND VISION FRAME

Heading 108A     (HwSet 108A)
Degree

Act InActHand

1 SGL DOOR(S) 3.109.05.CA RECEPTION 3.100.00.B FROM CORRIDOR 3.109.05.C RHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06  SLM             US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

1 SGL DOOR(S) 3.026 STAIR #3 - 3.026 FROM CORRIDOR 3.001.05.C LHR 90

Heading 109.3     (HwSet 109)
Degree

Act InActHand

1 SGL DOOR(S) 3.044 STAIR #4 - 3.044 FROM CORRIDOR 3.036.00.C LHR 90

1 SGL DOOR(S) 3.083 STAIR #1 - 3.083 FROM VESTIBULE 3.083.00.V LHR 90

1 SGL DOOR(S) 3.106.12 STAIR #2 - 3.106.12 FROM VESTIBULE 1.106.12.V LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS
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LEVEL 3

Heading 109.3     (HwSet 109)     Continued..... Degree
Act InActHand

1 652ELEC SWING CLEAR STAEA(      4) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(     12) FBB278  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      4) E98L-F  E996L-06  SLM  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      4) 20-057  ICA

1 626PERMANENT CORE SCHEA(      4) 23-030

1 689CLOSER LCNEA(      4) 4041  TBWMS

1 630KICK-PLATE DONEA(      4) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      4) 1407

1 BLKADHESIVE SEAL PEMEA(      4) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      4) 315CN - 48"

1 ALTHRESHOLD PEMEA(      4) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      4) 1078 - 1" DIAMETER

Totals Each Assembly to have:

Heading 113.1     (HwSet 113)
Degree

Act InActHand

1 SGL DOOR(S) 3.083.00.V VESTIBULE 3.083.00.V FROM CORRIDOR 3.083.00.C LHR 90

1 SGL DOOR(S) 3.106.12.V VESTIBULE 1.106.12.V FROM CORRIDOR 3.106.02.C RHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 630RIM PANIC LATCH VONEA(      2) 98L-F  996L-BE-06  SLM  4'       US32D-AM

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

SET #113 LATCHSET PANIC PER APPVL / THRESH & SWEEP FOR PRESSURIZED VESTIBULE
INSTALL KICK-PLATE ON CORRIDOR SIDE & SWEEP ON VESTIBULE SIDE

1 SGL DOOR(S) 3.022 CORRIDOR 3.001.05.C TO IS ROOM 3.022 RH 90

Heading 114A.6     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 3.064 CORRIDOR 3.001.02.C TO IS ROOM 3.064 LH 90
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LEVEL 3

Heading 114A.6     (HwSet 114A)     Continued..... Degree
Act InActHand

1 SGL DOOR(S) 3.106.13 CORRIDOR 3.106.00.C TO IS ROOM 3.106.13 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      3) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      6) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      3) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      3) 1078 - 1" DIAMETER

Totals Each Assembly to have:

3.064 RFI#2222 WIDTH
SEC DOOR TYPE 3

1 SGL DOOR(S) 3.001.46A HALL 3.001.46.C TO PHARMACY 3.001.46 LH 95

Heading 114A10     (HwSet 114A)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG TYPE 3 - CHANGE SET 144 TO 114A FOR ELECTRIC LOCK & HINGE
RFI #5476 FOR INTERCOM @ PASS THRU WINDOW

1 SGL DOOR(S) 3.106.01.CA CORRIDOR 3.106.00.C TO EQUIPMENT STORAGE LH 90

Heading 114A11     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 3.106.01.CB CORRIDOR 3.102.03.C TO EQUIPMENT STORAGE LH 90
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LEVEL 3

Heading 114A11     (HwSet 114A)     Continued..... Degree
Act InActHand

1 SGL DOOR(S) 3.106.09 CORRIDOR 3.106.00.C TO SOILED WORKROOM 3.106.09 RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      3) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      3) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      3) 1078 - 1" DIAMETER

Totals Each Assembly to have:

1.070.80 - IF SHELF ABOVE INTERFERES WITH WALL STOP ADD OVERHEAD STOP
1.007.53, 1.007.54, 3.106.09 RFI#3686 Add SEC Type 3
3.106.09 RFI#3686 ADD SEC DWG TYPE 3 // 3.106.01.CA, 3.106.01.CB RFI #1983 ELEC
5.145B RFI #5154 DOOR STAYS AS RH PER ASI#08 - NOT LH PER CO#264

1 SGL DOOR(S) 3.001.23 CORRIDOR 3.001.05.C TO CART SOILED RH 90

Heading 114A17     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 3.109.29 CORRIDOR 3.109.04.C TO CLEAN UTILITY / LINEN 3.109.29 LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

3.001.23 RFI#3686 ADD SEC DOOR TYPE 3 // add kickplate per approval
3.109.29 ON SEC DWGS - USE SET 114A PER APPVL & ADD KICK-PLATE
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LEVEL 3

Heading 116A     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) 3.084.04 HALL 3.084.02.C TO MD WRKRM/REMT COMMND CTR RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG TYPE 3 TY5.02

1 SGL DOOR(S) 3.001.35A CORRIDOR 3.001.01.C TO PERFUSION WRK/EQUIP 3.001.35 LH 180

Heading 116A.8     (HwSet 116A)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

HANDED CLOSER FOR 140* SWING - USE CLOSER BACKCHECK TO STOP DOOR
RFI#2762 ADDS SECURITY TYPE 3 WITH HW SET #116A

1 SGL DOOR(S) 3.046.08A HALL 3.046.02.C TO CLEAN UTILITY / LINEN 3.046.08 LH 90

Heading 116A11     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) 3.046.08B HALL 3.046.01.C TO CLEAN UTILITY / LINEN 3.046.08 RH 90

1 SGL DOOR(S) 3.082 CORRIDOR 3.083.00.C TO CLEAN SUPPLY STORAGE 3.082 LH 90
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LEVEL 3

Heading 116A11     (HwSet 116A)     Continued..... Degree
Act InActHand

1 SGL DOOR(S) 3.106.11A CORRIDOR 3.106.00.C TO CLEAN LINEN 3.106.11 RH 90

1 SGL DOOR(S) 3.109.33 CORRIDOR 3.109.05.C TO TRASH / LINEN 3.109.33 RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      5) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(     10) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      5) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      5) 23-030

1 689CLOSER LCNEA(      5) 4041  TBWMS

1 630KICK-PLATE DONEA(      5) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      5) 1407

1 BLKADHESIVE SEAL PEMEA(      5) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      5) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3 / ADDED SWING CLEAR HINGES TO AVOID DOOR DAMAGE
1.070.85 MOVE FROM HW 144 TO HW 116A FOR ELEC HDW & KICK-PLATE
2.100.44  RFI#2588-1 ADD SEC  //  3.046.08A, 3.082 APPVL=116A ELEC VS 145
3.106.11A APPVL SET 116B & KICK-PLATE / 3.109.33 RFI#2588-1 ADD SEC

1 SGL DOOR(S) 3.001.36 CORRIDOR 3.036.00.C TO ANESTHESIA EQUIP STOR 3.001.36 LH 180

Heading 116A12     (HwSet 116A)
Degree

Act InActHand

1 SGL DOOR(S) 3.106.11B CORRIDOR 3.102.03.C TO CLEAN LINEN 3.106.11 RH 115

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689HANDED CLOSER LCNEA(      2) 4011  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3 / USE SWING CLEAR HINGES TO AVOID DOOR DAMAGE
USE HANDED CLOSER FOR MAX 140* SWING - USE CLOSER BACKCHECK TO STOP DOOR
3.106.11B  APPVL=SET 116B & ADD KICK-PLATE
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LEVEL 3

Heading 116A12     (HwSet 116A)     Continued..... Degree
Act InActHand

Heading 117     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 3.084.02 HALL 3.084.02.C TO FUTURE OFFICE 3.084.02 RH 180

1 SGL DOOR(S) 3.084.03 HALL 3.084.02.C TO MANAGER'S OFFICE 3.084.03 RH 180

1 SGL DOOR(S) 3.100.05A CORRIDOR 3.109.05.C TO CONSULT 3.100.05 LH 90

1 SGL DOOR(S) 3.102.02 CORRIDOR 3.102.01.C TO APN OFFICE RH 160

1 SGL DOOR(S) 3.102.03 CORRIDOR 3.102.01.C TO OR SCHEDULING OFFICE LH 90

1 SGL DOOR(S) 3.102.04 CORRIDOR 3.102.01.C TO SURG SERV BUS MGMT OFFICE LH 90

1 SGL DOOR(S) 3.102.05 CORRIDOR 3.102.01.C TO CLINICAL COORD OFFICE RH 90

1 SGL DOOR(S) 3.102.06 CORRIDOR 3.102.01.C TO MANAGER OFFICE LH 90

1 SGL DOOR(S) 3.102.08 CORRIDOR 3.102.01.C TO PRE-OP MANAGER OFFICE LH 95

1 SGL DOOR(S) 3.102.10 CORRIDOR 3.102.01.C TO FUTURE MD OFFICE RH 90

1 SGL DOOR(S) 3.102.12 CORRIDOR 3.102.02.C TO DIRECTOR OFFICE RH 90

1 SGL DOOR(S) 3.102.14 CORRIDOR 3.102.02.C TO EDUCATOR OFFICE RH 90

1 SGL DOOR(S) 3.102.16 CORRIDOR 3.102.02.C TO CONFERENCE ROOM LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(     39) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(     13) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(     13) 23-030

1 626WALL STOP DONEA(     13) 1407

3 GRYSILENCERS DONEA(     39) 1608

Totals Each Assembly to have:

1.070.08 MOVED FROM HW 151 (SAME AS OFFICE DOOR 1.070.07)

1 SGL DOOR(S) 3.001.04 CORRIDOR 3.001.03.C TO OFFICE -CATH MANAGER RH 90

Heading 117.07     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.43 CORRIDOR 3.001.01.C TO OFFICE - ANESTHESIA RH 90

1 SGL DOOR(S) 3.001.45 OR NURSES STATION CNTRL TO OFFICE - OR SUPERVISOR RH 95

1 SGL DOOR(S) 3.106 CORRIDOR 3.102.03.C TO OFFICE - MANAGER LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(     12) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      4) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      4) 23-030

1 689CLOSER LCNEA(      4) 4041  TBWMS

1 626WALL STOP DONEA(      4) 1407

1 BLKADHESIVE SEAL PEMEA(      4) PK33BL - 17'

Totals Each Assembly to have:
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LEVEL 3

Heading 117.07     (HwSet 117)     Continued..... Degree
Act InActHand

Heading 117.11     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 3.100.03A CORRIDOR 3.109.05.C TO CONSULT 3.100.03 RH 90

1 SGL DOOR(S) 3.100.04A CORRIDOR 3.109.05.C TO CONSULT 3.100.04 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

1 626OFFICE LOCK SCHEA(      2) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

ADDED SEALS FOR SOUND CONTROL

1 SGL DOOR(S) 3.001.38 CORRIDOR 3.036.00.C TO CYLINDER STORAGE 3.001.38 LH 90

Heading 118.3     (HwSet 118)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

PROVIDE STOREROOM FUNCTION PER APPVLS INSTEAD OF CLASSROOM

1 SGL DOOR(S) 3.001.30A CORRIDOR 3.001.53.C TO CLEAN UTILITY LH 90

Heading 121.05     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.32A CORRIDOR 3.001.53.C TO DECONTAMINATION 3.001.32 RH 90
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LEVEL 3

Heading 121.05     (HwSet 121)     Continued..... Degree
Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

NO MAG PER FA DWGS & OUR MEETING WITH BERG

Heading 121.08     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) 3.106.15 CORRIDOR 3.106.02.C TO DECONTAMINATION RM 3.106.15 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI#3791 Add Remark #18

1 SGL DOOR(S) 3.072.00.A RECEPTION 3.072.00.A FROM HALL 3.072.02.C & .03.C RHR 90

Heading 122     (HwSet 122)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 630PUSH PLATE DONEA(      1) 71  4 X 16

1 630PULL PLATE DONEA(      1) 7130

Totals Each Assembly to have:
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LEVEL 3

Heading 122     (HwSet 122)     Continued..... Degree
Act InActHand

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Heading 122.3     (HwSet 122)
Degree

Act InActHand

1 SGL DOOR(S) 3.100.01 PROCEDURE WAITING 3.100. TO PUBLIC MALE TOILET LH 105

1 SGL DOOR(S) 3.100.02 PROCEDURE WAITING 3.100. TO PUBLIC FEMALE TOILET RH 105

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      2) ND10S-RHO-AM

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

INSTALL XP CLOSER AS REGULAR ARM INSIDE BATHROOMS
SET BACK-CHECK TO STOP DOOR SWING FROM 100-110*

1 SGL DOOR(S) 3.046.05 HALL 3.046.03.C TO FEMALE STAFF TOILET RH 90

Heading 122A     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 3.109.35 CORRIDOR 3.109.05.C TO MALE STAFF TOILET RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626TEMPORARY CORE SCHEA(      2) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      2) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

Totals Each Assembly to have:
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LEVEL 3

Heading 122A     (HwSet 122A)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

ADDED SEALS FOR SOUND AT TOILET ROOMS AND WALLS TYPE 'S'
ADDED SEALS FOR CLEANLINESS AT CLEAN ROOMS

Heading 122A.3     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 3.084.01 HALL 3.084.02.C FROM FEMALE STAFF TOILET LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      1) DL4175 IC/26D-S   RFI #4492 & 4661

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

ADDED SEALS FOR SOUND AT TOILET ROOM AND WALLS TYPE 'S'
RFI #5002 DELETE CLOSER DUE TO LACK OF CLEARANCE INSIDE BATHROOM

1 SGL DOOR(S) 3.109.21 CORRIDOR 3.001.03.C FROM FEMALE STAFF TOILET LHR 90

Heading 122A.6     (HwSet 122A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      1) DL4175 IC/26D-S   RFI #4492 & 4661

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

Totals Each Assembly to have:
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LEVEL 3

Heading 122A.6     (HwSet 122A)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

WALL/FLOOR STOP WON'T WORK DUE TO CORNER GUARD - PROVIDE STOP IN CLOSER

Heading 122A.8     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.48.A CORRIDOR 3.001.02.C TO MALE LOCKERS RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#3686 ADD SEC DOOR TYPE 3

1 SGL DOOR(S) 3.001.01 CORRIDOR 3.001.53.C TO FEMALE STAFF TOILET 3.001.01 RH 90

Heading 122A11     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.01.A CORRIDOR 3.001.03.C TO FEMALE LOCKERS 3.001.01.A RH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      4) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

Totals Each Assembly to have:
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LEVEL 3

Heading 122A11     (HwSet 122A)     Continued..... Degree
Act InActHand

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

RFI#3686 ADD SEC DOOR TYPE 3

Heading 122A13     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.48AB CORRIDOR 3.001.00.C TO MALE STAFF TOILET RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#3686 ADD SEC DOOR TYPE 3

1 SGL DOOR(S) 3.102.09.B CORRIDOR 3.102.01.C TO WORK ROOM LH 88

Heading 125     (HwSet 125)
Degree

Act InActHand

1 SGL DOOR(S) 3.109.16.A CORRIDOR 3.109.06.C TO NOURISHMENT 3.109.16.A LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626WALL STOP DONEA(      2) 1407

3 GRYSILENCERS DONEA(      6) 1608

Totals Each Assembly to have:
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LEVEL 3

Heading 125     (HwSet 125)     Continued..... Degree
Act InActHand

1.007.48.AB  RFI#1408 WALL

Heading 125.3     (HwSet 125)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.08 CORRIDOR 3.001.03.C TO CATH STAFF WORK STATION RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 3.001.31D CORRIDOR 3.001.06.C FROM CVOR 3.001.31 - CABINET LHR 180

Heading 125A     (HwSet 125A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.39C CORRIDOR 3.001.01.C FROM O.R. 3.001.39 - CABINET LHR 90

2'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM CLSR 180* LCNEA(      2) P-4031  TBWMS

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

3.001.19D & 3.001.25D MOVED HERE TO MATCH OTHER DOORS
WALL STOP AND CLOSER OK PER APPVLS

1 SGL DOOR(S) 3.001.19D CORRIDOR 3.001.05.C FROM O.R. 3.001.19 - CABINET LHR 180

Heading 125A.1     (HwSet 125A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.21D CORRIDOR 3.001.05.C FROM ORTHO OR 3.001.21 - CABINET LHR 90
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LEVEL 3

Heading 125A.1     (HwSet 125A)     Continued..... Degree
Act InActHand

1 SGL DOOR(S) 3.001.25D CORRIDOR 3.001.05.C FROM O.R. 3.001.25 - CABINET LHR 180

1 SGL DOOR(S) 3.001.27D CORRIDOR 3.001.05.C FROM O.R. 3.001.27 - CABINET LHR 90

1 SGL DOOR(S) 3.001.37C CORRIDOR 3.001.01.C FROM CVOR 3.001.37 - CABINET LHR 135

2'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(     15) FBB179  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      5) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      5) 23-030

1 689PAR ARM CLOSER LCNEA(      5) P-4031-CUSH  TBWMS

1 BLKADHESIVE SEAL PEMEA(      5) PK33BL - 17'

Totals Each Assembly to have:

CUSH CLOSER WITH STOP TO AVOID SCRUB SINK BEHIND DOOR

1 SGL DOOR(S) 3.001 CORRIDOR 3.000.00.C TO MECHANICAL ROOM LH 90

Heading 126.01     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 3.065.A CORRIDOR 3.073.00.C TO GENERAL STORAGE RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      2) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

2.018A RFI#2664 ADDED BACK / 3.001  RFI#1985 DR# / 3.065.A RFI#1997 D/S

1 SGL DOOR(S) 3.106.17B DECONTAMINATION RM 3.106.15 TO CLEAN SCOPE STORAGE RH 180

Heading 126.02     (HwSet 126)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

Totals Each Assembly to have:
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LEVEL 3

Heading 126.02     (HwSet 126)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Heading 126.03     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 3.066 CORRIDOR 3.001.02.C TO ELEC ROOM 3.066 LH 110

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

RFI #328 FOR WIDTH AT 3.066  //  RFI #4054 FOR 3'0" DOOR SIZE @ 4.080
USE ICC CORE FROM TEMP DOOR

1 SGL DOOR(S) 3.046.07 HALL 3.046.02.C TO EQUIPMENT STORAGE RH 90

Heading 126.06     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:
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LEVEL 3

Heading 126.07     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 3.046.04.A HALL 3.046.01.C TO EQUIPMENT STORAGE RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

RFI#5244 DELETED CLOSER

1 SGL DOOR(S) 3.106.17A CORRIDOR 3.106.02.C FROM CLEAN SCOPE STORAGE LHR 90

Heading 126.08     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1.066 HAS 2.4S WALL FOR SOUND RFI 1158

1 SGL DOOR(S) 3.001.10 CORRIDOR 3.001.03.C TO GENERAL STORAGE RH 90

Heading 126.10     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

Totals Each Assembly to have:
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LEVEL 3

Heading 126.10     (HwSet 126)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Heading 126.11     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 3.106.07 CORRIDOR 3.106.00.C TO ELEC ROOM 3.106.07 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI#328 3'6  //  USE ICC CORE FROM TEMP DOOR
2.022  RFI#423 7'0"  //  3.106.07 RFI#328 3'6" & 1.6 WALL  //  RFI#2465-12"CLR

1 SGL DOOR(S) 3.001.06 CORRIDOR 3.001.03.C TO CATH STORAGE LH 90

Heading 126.14     (HwSet 126)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 3.001.16 CORRIDOR 3.001.04.C TO SHELL 3.001.16 LH 180

Heading 126.16     (HwSet 126)
Degree

Act InActHand
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LEVEL 3

Heading 126.16     (HwSet 126)     Continued..... Degree
Act InActHand

1 SGL DOOR(S) 3.001.22 CORRIDOR 3.001.05.C TO GENERAL STORAGE LH 135

1 SGL DOOR(S) 3.001.24 CORRIDOR 3.001.05.C TO GENERAL STORAGE LH 180

1 SGL DOOR(S) 3.001.26 CORRIDOR 3.001.05.C TO EQUIPMENT STORAGE LH 90

1 SGL DOOR(S) 3.001.28.C CORRIDOR 3.001.05.C TO EQUIPMENT STORAGE LH 180

1 SGL DOOR(S) 3.065 VESTIBULE 3.065.B TO GAGSA STORAGE 3.065 LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(     24) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      6) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      6) 23-030

1 689CLOSER LCNEA(      6) 4041  TBWMS

1 626WALL STOP DONEA(      6) 1407

1 BLKADHESIVE SEAL PEMEA(      6) PK33BL - 18'

Totals Each Assembly to have:

USE CLOSER BACK-CK TO STOP DOOR WHEN IT SWINGS PAST 140*
1.070.28A CO #296 REVISE TO 4'0" RH SWING & LOCK INSTEAD OF PANIC
3.065 RFI#1997 D/S

1 SGL DOOR(S) 3.001.34 CORRIDOR 3.001.01.C TO ANESTHESIA WORKRM 3.001.34 LH 90

Heading 130.2     (HwSet 130)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 21'

Totals Each Assembly to have:

SET 130 OK PER APPVLS - ADDS SEALS FOR SMOKE RATING

1 SGL DOOR(S) 3.046.02 HALL 3.046.02.C FROM UNISEX PATIENT TOILET LHR 90

Heading 131     (HwSet 131)
Degree

Act InActHand

1 SGL DOOR(S) 3.109.01 CORRIDOR 3.109.01.C TO PATIENT TOILET RH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD
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LEVEL 3

Heading 131     (HwSet 131)     Continued..... Degree
Act InActHand

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      2) ND40S-RHO-AM

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

3 GRYSILENCERS DONEA(      6) 1608

Totals Each Assembly to have:

B.007.07.A RFI#2989 SWING
3.046.02 RFI#498-TYPE A

Heading 131.1     (HwSet 131)
Degree

Act InActHand

1 SGL DOOR(S) 3.046.03 HALL 3.046.01.C TO UNISEX PATIENT TOILET RH 90

1 SGL DOOR(S) 3.109.16 CORRIDOR 3.109.04.C FROM UNISEX PATIENT TOILET LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      2) ND40S-RHO-AM

1 630MOP PLATE DONEA(      2) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 3.072.02 HALL 3.072.01.C FROM UNISEX PATIENT TOILET RHR 90

Heading 131.3     (HwSet 131)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 630OVERHEAD STOP GLYEA(      1) 904F

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 202

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 3

Heading 131.3     (HwSet 131)     Continued..... Degree
Act InActHand

Heading 132     (HwSet 132)
Degree

Act InActHand

1 SGL DOOR(S) 3.102.01 CORRIDOR 3.102.01.C FROM MALE STAFF TOILET RHR 110

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      1) DL4175 IC/26D-S   RFI #4492 & 4661

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

ADDED SEALS FOR SOUND DUE TO BATHROOM

1 SGL DOOR(S) 3.046.09 HALL 3.046.02.C TO NOURISHMENT 3.046.09 RH 90

Heading 133.4     (HwSet 133)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 41  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 3

Heading 134.1     (HwSet 134)
Degree

Act InActHand

1 SGL DOOR(S) 3.106.01 CORRIDOR 3.106.00.C FROM UNISEX PATIENT TOILET LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

CLOSER W/STOP DUE TO CORNER GUARD 

1 SGL DOOR(S) 3.072.02B PERINATAL EXAM 3.072.04 FROM UNISEX PATIENT TOILET LHR 90

Heading 137     (HwSet 137)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 630OVERHEAD STOP GLYEA(      1) 904F

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

SET STOP FOR MAX. DEGREE OF SWING

1 SGL DOOR(S) 3.100.05B PROCEDURE WAITING 3.100. TO CONSULT 3.100.05 LH 90

Heading 140.3     (HwSet 140)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 204

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 3

Heading 140.3     (HwSet 140)     Continued..... Degree
Act InActHand

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Heading 140.5     (HwSet 140)
Degree

Act InActHand

1 SGL DOOR(S) 3.100.03B PROCEDURE WAITING 3.100. TO CONSULT 3.100.03 LH 140

1 SGL DOOR(S) 3.100.04B PROCEDURE WAITING 3.100. TO CONSULT 3.100.04 RH 140

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

1 626OFFICE LOCK SCHEA(      2) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630OVERHEAD STOP GLYEA(      2) 905F

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:

CHECK IF WALL STOP WORKS BEFORE INSTALLING IT - IF NOT ADD OVERHEAD STOP 

1 SGL DOOR(S) 3.100.06 PROCEDURE WAITING 3.100 TO ACTIVITY ROOM LH 90

Heading 141.06     (HwSet 141)
Degree

Act InActHand

1 SGL DOOR(S) 3.100.07 PROCEDURE WAITING 3.100 TO FAMILY ROOM LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652SWING CLEAR HINGE STAEA(      6) FBB278  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:
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LEVEL 3

Heading 141.06     (HwSet 141)     Continued..... Degree
Act InActHand

Heading 141.09     (HwSet 141)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.35B PERFUSION WRK/EQUIP 3.001.35 FROM CVOR 3.001.37 LHR 95

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630OVERHEAD STOP GLYEA(      1) 905F

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 3.001.35C PERFUSION WRK/EQUIP 3.001.35 FROM CVOR 3.001.31 LHR 135

Heading 141.10     (HwSet 141)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

USE HANDED CLOSER FOR MAX 140* SWING - USE CLOSER BACKCHECK TO STOP DOOR

1 SGL DOOR(S) 3.001.41 CORRIDOR 3.001.01.C TO FROZEN SECTION 3.001.41 RH 95

Heading 141.11     (HwSet 141)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

Totals Each Assembly to have:
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LEVEL 3

Heading 141.11     (HwSet 141)     Continued..... Degree
Act InActHand

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Heading 142     (HwSet 142)
Degree

Act InActHand

1 SGL DOOR(S) 3.107 CORRIDOR 3.000.00.C TO EQUIPMENT STORAGE RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 SL DOOR(S) 3.046.00.JA HALL 3.046.01.C TO AIRBRN INFECT ISOL PACU 3

Heading 143     (HwSet 143)
Degree

Act InActHand

1 SL DOOR(S) 3.046.00.KA HALL 3.046.01.C TO AIRBRN INFECT ISOL PACU 2

1 SL DOOR(S) 3.109.02.AA CORRIDOR 3.109.01.C TO ISOLATION PRP 1 AIRBRN INFEC

1 SL DOOR(S) 3.109.02.DA CORRIDOR 3.109.01.C TO ISOLATION PRP 2 AIRBRN INFEC

1 SL DOOR(S) 3.109.02.E CORRIDOR 3.109.01.C TO PREP 3

1 SL DOOR(S) 3.109.02.F CORRIDOR 3.109.01.C TO PREP 4

1 SL DOOR(S) 3.109.06 CORRIDOR 3.109.03.C TO PREP 6

1 SL DOOR(S) 3.109.07 CORRIDOR 3.109.03.C TO PREP 12

1 SL DOOR(S) 3.109.09 CORRIDOR 3.109.03.C TO PREP 14

1 SL DOOR(S) 3.109.10 CORRIDOR 3.109.03.C TO PREP 18

1 SL DOOR(S) 3.109.12 CORRIDOR 3.109.03.C TO PREP 17

1 SL DOOR(S) 3.109.14 CORRIDOR 3.109.04.C TO PREP 16

1 SL DOOR(S) 3.109.20 CORRIDOR 3.109.04.C TO PREP 15

1 SL DOOR(S) 3.109.22 CORRIDOR 3.109.06.C TO PREP 10

1 SL DOOR(S) 3.109.24 CORRIDOR 3.109.06.C TO PREP 9

1 SL DOOR(S) 3.109.25 CORRIDOR 3.109.06.C TO PREP 13

1 SL DOOR(S) 3.109.26 CORRIDOR 3.109.06.C TO PREP 8

1 SL DOOR(S) 3.109.27 CORRIDOR 3.109.06.C TO PREP 11

1 SL DOOR(S) 3.109.28 CORRIDOR 3.109.06.C TO PREP 7
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LEVEL 3

Heading 143     (HwSet 143)     Continued..... Degree
Act InActHand

 x  x  x ALD x ALF x 

1 HARDWARE WILL BE B/OEA(     19) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI#1022 AL-5

Heading 144     (HwSet 144)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.50 HALL 3.001.46.C TO STAFF LOUNGE 3.001.50 RH 95

1 SGL DOOR(S) 3.001.52 HALL 3.001.46.C TO M.D. LOUNGE 3.001.52 LH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

1 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      4) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#3686 ADD SEC DWG DOOR TYPE 3
USE CLOSER BACK-CHECK TO STOP DOOR 3.001.52

1 SGL DOOR(S) 3.102.13 CORRIDOR 3.106.00.C TO HOUSEKEEPING RH 90

Heading 144.2     (HwSet 144)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

Totals Each Assembly to have:
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LEVEL 3

Heading 144.2     (HwSet 144)     Continued..... Degree
Act InActHand

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

B.067 RFI #322 NON-RATED; SMOKE FOR CORR
1.070.27 RFI #332 NO LBL  /  4.052.05 ADDED BACK PER RFI #5055

Heading 144.5     (HwSet 144)
Degree

Act InActHand

1 SGL DOOR(S) 3.046.06 HALL 3.046.03.C TO HOUSEKEEPING 3.046.06 RH 110

1 SGL DOOR(S) 3.109.37 CORRIDOR 3.109.05.C TO HOUSEKEEPING LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626TEMPORARY CORE SCHEA(      2) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      2) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 41  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 3.001.02 CORRIDOR 3.001.03.C TO HOUSEKEEPING RH 90

Heading 144.6     (HwSet 144)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 41  B4E  CSK

Totals Each Assembly to have:
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LEVEL 3

Heading 144.6     (HwSet 144)     Continued..... Degree
Act InActHand

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Heading 145.1     (HwSet 145)
Degree

Act InActHand

1 SGL DOOR(S) 3.109.31 CORRIDOR 3.109.05.C TO SOILED WORKROOM 3.109.31 LH 130

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#498-TYPE A  //  RFI#3686 ADD SEC DWG TYPE 3

1 SGL DOOR(S) 3.001.07 CORRIDOR 3.001.03.C TO CONTROL 3.001.07 RH 90

Heading 145.2     (HwSet 116A)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689REG ARM CLSR 180* LCNEA(      1) 4031  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 3

Heading 145.2     (HwSet 116A)     Continued..... Degree
Act InActHand

RFI#5278 ADDS SECURITY TYPE 3

Heading 145.3     (HwSet 145)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.28.B CORRIDOR 3.001.05.C TO SOILED HOLDING LH 180

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#3686 Add SEC Type 3  // KICK-PLATES ADDED PER APPVL
USE CLOSER BACK-CHECK TO STOP DOOR AT 120* OR MORE

1 SGL DOOR(S) 3.001.33 CORRIDOR 3.001.01.C TO SOILED WORKROOM 3.001.33 LH 90

Heading 145.4     (HwSet 145)
Degree

Act InActHand

1 SGL DOOR(S) 3.046.11 HALL 3.046.01.C TO SOILED WORKROOM 3.046.11 RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-54  5 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 3

Heading 145.4     (HwSet 145)     Continued..... Degree
Act InActHand

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

RFI#3686 Add SEC Type 3  //  KICK-PLATES ADDED PER APPVL

Heading 145.5     (HwSet 145)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.07.A CONTROL 3.001.07 TO STORAGE / SUPPLY 3.001.07.A LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

ADD KICK-PLATE PER APPVL // RFI#498-TYPE B & REMARK 5
RFI#5278 ADDS SECURITY

1 SGL DOOR(S) 3.001.40 CORRIDOR 3.036.00.C TO HOUSEKEEPING 3.001.40 LH 90

Heading 145.6     (HwSet 145)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 41  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 41  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 3

Heading 145.6     (HwSet 145)     Continued..... Degree
Act InActHand

ADD KICK-PLATE PER APPVL

Heading 145.8     (HwSet 145)
Degree

Act InActHand

1 SGL DOOR(S) 3.072.10 HALL 3.072.03.C TO SOILED HOLDING LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#3686 ADD SEC DOOR TYPE 3

1 SGL DOOR(S) 3.109.05.CC CORRIDOR 3.109.04.C FROM CORRIDOR 3.109.05.C LHR 90

Heading 147     (HwSet 147)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L  996L-06                            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

3.109.05.CC NO MAG HOLD OPEN PER APPVL / NON-RATED PER APPVL
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LEVEL 3

Heading 147     (HwSet 147)     Continued..... Degree
Act InActHand

Heading 147.03     (HwSet 147)
Degree

Act InActHand

1 SGL DOOR(S) 3.109.05.CB CORRIDOR 3.093.00.C FROM CORRIDOR 3.109.05.C LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM                 US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

MAG HOLD OPENS REQUIRED ON FIRE-RATED DOORS PER APPVLS

1 SGL DOOR(S) 3.102.00.CA CORRIDOR 3.102.00.C FROM CORRIDOR 3.102.01.C LHR 105

Heading 147.04     (HwSet 147)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  KEYPAD TRIM  SLM       US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626KEYPAD PANIC TRIM ALAEA(      1) ETDL - 1 / R / 26D V99

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

MAG HOLD OPENS REQUIRED ON FIRE-RATED DOORS PER APPVLS
RFI #4492 ADD KEYPAD PANIC TRIM DUE TO 3.106.02.C HAVING A KEYPAD LOCK
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LEVEL 3

Heading 147.05     (HwSet 147)
Degree

Act InActHand

1 SGL DOOR(S) 3.083.00.CB CORRIDOR 3.083.00.C FROM HALL 3.084.01.C RHR 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM  4'            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

USE WALL STOP IF NO MAG / MAGNETIC HOLD OPEN REQUIRED PER APPVLS
RFI#5001 SWING CHANGE FROM LHR TO RHR TO KEEP 4'0" CLEAR @ STAIR DOOR

1 SGL DOOR(S) 3.083.00.CA CORRIDOR 3.083.00.C FROM RECEPTION 3.100.00.B RHR 90

Heading 147.06     (HwSet 147)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L  996L-06  4'                       US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI #414 CONFIRMS NON-RATED WALL & DOOR
NO MAG HOLD OPEN PER APPVLS

1 SGL DOOR(S) 3.083.00.CC CORRIDOR 3.083.00.C FROM HALL 3.072.03.C LHR 90

Heading 147.08     (HwSet 147)
Degree

Act InActHand
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LEVEL 3

Heading 147.08     (HwSet 147)     Continued..... Degree
Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630RIM PANIC VONEA(      1) 98L-F  996L-06  SLM  4'            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

USE WALL STOP IF NO MAG / MAGNETIC HOLD OPEN REQUIRED PER APPVLS

Heading 147.10     (HwSet 147)
Degree

Act InActHand

1 SGL DOOR(S) 3.040.00.V CORRIDOR 3.036.00.C TO VESTIBULE 3.040.00.V LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

2.052.00.V NOTE 18 PER ASI#28 / D80 LOCK PER APPVL @ ALL DOORS
RFI#3686 ADD CARD READER @ ELEV. CALL BUTTON - NOT VESTIBULE DOOR

1 SGL DOOR(S) 3.106.02.C CORRIDOR 3.106.02.C FROM CORRIDOR 3.102.02.C LHR

Heading 148A     (HwSet 148A)
Degree

Act InActHand
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LEVEL 3

Heading 148A     (HwSet 148A)     Continued..... Degree
Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

KICK-PLATE & WALL STOP DELETED PER APPVL
CO#299 USE PAR ARM CLOSER & WALL STOP DUE TO ADDED WALL BEHIND DOOR

Heading 151     (HwSet 151)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.05.AB CORRIDOR 3.001.03.C TO PUMP SUPPORT 3.001.05.A LH 95

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

RFI#3003 HM-1 NOT LLF-1  //  USE HANDED CLOSER FOR SWING CLEAR HINGES
RFI#5276 ADDS SECURITY TYPE 3

1 SGL DOOR(S) 3.046.04C HALL 3.046.01.C TO ANTE ROOM 3.046.04 RH 105

Heading 153.02     (HwSet 153)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

Totals Each Assembly to have:
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LEVEL 3

Heading 153.02     (HwSet 153)     Continued..... Degree
Act InActHand

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 34-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(      3) 1608

USE CLOSER BACK-CHECK TO STOP DOOR @ 110*-115*

Heading 153.03     (HwSet 153)
Degree

Act InActHand

1 SGL DOOR(S) 3.084.05 HALL 3.089.00.C TO EXAM 3.084.05 RH 100

1 SGL DOOR(S) 3.084.06 HALL 3.089.00.C TO EXAM 3.084.06 RH 105

1 SGL DOOR(S) 3.084.07 HALL 3.084.00.C TO EXAM 3.084.07 RH 95

1 SGL DOOR(S) 3.084.08 HALL 3.084.00.C TO EXAM 3.084.08 RH 95

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(     12) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      4) ND10S-RHO-AM

1 630OVERHEAD STOP GLYEA(      4) 905F

1 630GURNEY PLATE DONEA(      4) 90   8 X 40-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      4) 90  8 X 40  B4E  CSK

3 GRYSILENCERS DONEA(     12) 1608

Totals Each Assembly to have:

1 SGL DOOR(S) 3.072.04A HALL 3.072.01.C TO PERINATAL EXAM 3.072.04 LH 90

Heading 153.06     (HwSet 153)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:
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LEVEL 3

Heading 153.06     (HwSet 153)     Continued..... Degree
Act InActHand

CLOSERS DELETED PER ARCHITECTS DIRECTION 06-24-2011

Heading 153.08     (HwSet 153)
Degree

Act InActHand

1 SGL DOOR(S) 3.109.02.G CORRIDOR 3.109.01.C TO PREP 5 RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

CLOSER DELETED PER ARCHITECTS DIRECTION 06-24-2011
GURNEY PLATE WILL NOT WORK WITH INTEGRAL BLIND VISION FRAME

1 SGL DOOR(S) 3.106.02 CORRIDOR 3.106.00.C TO UTILITY/URODYNAMIC EXAM LH 95

Heading 153.12     (HwSet 153)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

DELETE CLOSER

1 SGL DOOR(S) 3.106.04 CORRIDOR 3.106.00.C TO GI/ENDO PROCEDURE RH 135

Heading 155     (HwSet 155)
Degree

Act InActHand

1 SGL DOOR(S) 3.106.06 CORRIDOR 3.106.00.C TO GI/ENDO PROCEDURE RH 160
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LEVEL 3

Heading 155     (HwSet 155)     Continued..... Degree
Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      2) 6814/6819-3A  BIO-GUARD

1 630OVERHEAD STOP GLYEA(      2) 906F

1 630GURNEY PLATE DONEA(      2) 90   8 X 46-3/8  B4E  CSK   P/P 3-3/4 BS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:

DELETED CLOSERS
3.102.07 & 3.102.09 PER CO#299 TYPE C & NOTE 56 FOR INTEGRAL BLIND VISION LIGHT

Heading 155.1     (HwSet 155)
Degree

Act InActHand

1 SGL DOOR(S) 3.106.08 CORRIDOR 3.106.00.C TO BRONCHOSCOPY ROOM RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      1) 6814/6819-3A  BIO-GUARD

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   P/P 3-3/4 BS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 3.102.07 CORRIDOR 3.102.03.C TO PROCEDURE ROOM RH 110

Heading 155.3     (HwSet 155)
Degree

Act InActHand

1 SGL DOOR(S) 3.102.09 CORRIDOR 3.102.03.C TO PROCEDURE ROOM RH 110

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      2) 6814/6819-3A  BIO-GUARD

1 630OVERHEAD STOP GLYEA(      2) 906F

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

Totals Each Assembly to have:
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LEVEL 3

Heading 155.3     (HwSet 155)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

DELETE CLOSERS / PER CO#299 TYPE C & NOTE 56 FOR INTEGRAL BLIND VISION LIGHT
GURNEY PLATES WILL NOTE WORK WITH INTEGRAL BLIND VISION FRAME

Heading 156     (HwSet 156)
Degree

Act InActHand

1 SGL DOOR(S) 3.046.00.JB ANTE ROOM 3.046.04 TO AIRBRN INFECT ISOL PACU 3 RH 90

1 SGL DOOR(S) 3.046.00.KB ANTE ROOM 3.046.04 TO AIRBRN INFECT ISOL PACU 2 LH 90

1 SGL DOOR(S) 3.109.02.AB ANTE ROOM 3.109.02 TO ISOLATION PRP 1 AIRBRN INFEC RH 90

1 SGL DOOR(S) 3.109.02.DB ANTE ROOM 3.109.02 TO ISOLATION PRP 2 AIRBRN INFEC LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(     12) FBB168  4-1/2 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      4) 6814/6819-3A  BIO-GUARD

1 689PAR ARM STOP CLSR LCNEA(      4) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      4) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(     12) 1608

Totals Each Assembly to have:

1 SGL DOOR(S) 3.109.02 CORRIDOR 3.109.01.C TO ANTE ROOM 3.109.02 RH 90

Heading 156.1     (HwSet 156)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      1) 6814/6819-3A  BIO-GUARD

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

1 SGL DOOR(S) 3.046.01 HALL 3.046.02.C TO POINT OF CARE 3.046.01 RH 90

Heading 156.2     (HwSet 156)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD
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LEVEL 3

Heading 156.2     (HwSet 156)     Continued..... Degree
Act InActHand

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      1) 6814/6819-3A  BIO-GUARD

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

Heading 158     (HwSet 158)
Degree

Act InActHand

1 SGL DOOR(S) 3.072.01 HALL 3.072.01.C TO ECHO EXAM 3.072.01 LH 90

1 SGL DOOR(S) 3.072.03 HALL 3.072.01.C TO ECHO EXAM 3.072.03 LH 90

1 SGL DOOR(S) 3.072.06 HALL 3.072.03.C TO EKG HOLTER EXAM LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652HEAVY WT HINGES STAEA(     12) FBB168  5 X 4-1/2

1 626PASSAGE SET SCHEA(      3) ND10S-RHO-AM

1 630GURNEY PLATE DONEA(      3) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      3) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      3) 1407

1 CLHEAD/JAMB SEALS PEMEA(      3) 312CR - 1/48" 2/84"

3 GRYSILENCERS DONEA(      9) 1608

Totals Each Assembly to have:

DOORS ARE NOT LEAD-LINED PER APPVLS
PASSAGE LATCH & SOUND SEALS PER APPVL

1 SGL DOOR(S) 3.072.08 HALL 3.072.03.C TO STRESS EXAM 3.072.08 RH 100

Heading 158.1     (HwSet 158)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 630OVERHEAD STOP GLYEA(      1) 906F

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

Totals Each Assembly to have:
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LEVEL 3

Heading 158.1     (HwSet 158)     Continued..... Degree
Act InActHand

1 CLHEAD/JAMB SEALS PEMEA(      1) 312CR - 1/48" 2/84"

3 GRYSILENCERS DONEA(      3) 1608

DOORS ARE NOT LEAD-LINED PER APPVLS
PASSAGE LATCH & SOUND SEALS PER APPVL

Heading 159A     (HwSet 159A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.37A STERILE CORE 3.001.29 TO CVOR 3.001.37 RH 100

1 SGL DOOR(S) 3.001.39A STERILE CORE 3.001.29 TO O.R. 3.001.39 RH 135

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      2) 6814/6819-3A  BIO-GUARD

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:

RFI#497&497-1 TYPE B,HW 159A,NO LBL
USE CUSH CLOSER TO KEEP HARDWARE OUTSIDE OR ROOM

1 SGL DOOR(S) 3.001.31B STERILE CORE 3.001.29 FROM CVOR 3.001.31 RHR 90

Heading 159A.1     (HwSet 159A)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      1) 6814/6819-3A  BIO-GUARD

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

USE BASE TYPE STOP ABOVE WALL PANEL PER MEETING WITH MARCO
RFI#497&497-1 TYPE B,HW 159A,NO LBL
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LEVEL 3

Heading 159A.1     (HwSet 159A)     Continued..... Degree
Act InActHand

Heading 159A.2     (HwSet 159A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.19B STERILE CORE 3.001.29 TO O.R. 3.001.19 RH 110

1 SGL DOOR(S) 3.001.21B STERILE CORE 3.001.29 TO ORTHO O.R. 3.001.21 RH 130

1 SGL DOOR(S) 3.001.25B STERILE CORE 3.001.29 TO O.R. 3.001.25 RH 110

1 SGL DOOR(S) 3.001.27B STERILE CORE 3.001.29 TO O.R. 3.001.27 RH 110

1 SGL DOOR(S) 3.001.29A CORRIDOR 3.001.06.C TO STERILE CORE 3.001.29 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(     15) FBB278  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      5) 6814/6819-3A  BIO-GUARD

1 689PAR ARM STOP CLSR LCNEA(      5) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      5) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      5) PK33BL - 18'

Totals Each Assembly to have:

USE CUSH CLOSERS TO KEEP AS MUCH HDW AS POSSIBLE OUTSIDE THE OR ROOMS

1 SGL DOOR(S) 3.001.29B CORRIDOR 3.001.53.C FROM STERILE CORE 3.001.29 RHR 90

Heading 159A.3     (HwSet 159A)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      1) 6814/6819-3A  BIO-GUARD

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

OSHPD CO#93 MOVED FRAME & CHANGED SWING FROM LH TO RHR

1 SGL DOOR(S) 3.109.23 NURSE STATION 3.109.17.A TO MEDICATION STATION 3.109.23 LH 90

Heading 160     (HwSet 160)
Degree

Act InActHand
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LEVEL 3

Heading 160     (HwSet 160)     Continued..... Degree
Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 34-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

1.070.81 - NOT ON SEC DWG - ADD ELECTRIC LOCK & HINGE PER RFI #2879-1
3.109.23 - SEC DWG TYPE 3 - ADD ELECTRIC LOCK & HINGE PER APPVL

Heading 160.1     (HwSet 160)
Degree

Act InActHand

1 SGL DOOR(S) 3.106.05 NURSE STATION 3.106.15.A TO MEDICATION STATION RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 34-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG DOOR TYPE 3  /  1.070.31 - IF WALL STOP WON'T WORK - ADD OVERHEAD STOP
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LEVEL 3

Heading 161     (HwSet 161)
Degree

Act InActHand

1 SGL DOOR(S) 3.046.10 NURSE STATION 3.046.08.A TO MEDICATION STATION 3.046.10 RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 40-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DWG TYPE 3

1 SGL DOOR(S) 3.089.00.CB HALL 3.089.00.C FROM ASSISTANT WORKSTATION LHR 90

Heading 165     (HwSet 165)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 40-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 SGL DOOR(S) 3.089.00.CA RECEPTION 3.100.00.B FROM HALL 3.089.00.C LHR 90

Heading 165.1     (HwSet 165)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS
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LEVEL 3

Heading 165.1     (HwSet 165)     Continued..... Degree
Act InActHand

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 40-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

Heading 165.2     (HwSet 165)
Degree

Act InActHand

1 SGL DOOR(S) 3.072.01.C CORRIDOR 3.073.00.C FROM HALL 3.072.01.C LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HVY PAR ARM CLOSR LCNEA(      1) P-4041-EDA  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

1 PR DOOR(S) 3.001.37.A OR NURSES STATION CNTRL FROM STORAGE 3.001.45.B RHRA 90 130

Heading 173.1     (HwSet 173)
Degree

Act InActHand

5'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

8 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

1 630AUTO FLUSH BOLTS DCIEA(      1) 842

1 630DP STRIKE DCIEA(      1) 81

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA  XQ07-351 7/8"

Totals Each Assembly to have:
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LEVEL 3

Heading 173.1     (HwSet 173)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) 660 + C BRACKETS

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLSR 180* LCNEA(      2) P-4031  TBWMS

2 626WALL STOP DONEA(      2) 1407

1 BRNHEAD/JMB/SILL SEAL PEMEA(      1) S44D - 21'

PROVIDE AUTO FLUSH BOLT FOR SELF LATCHING DUE TO SMOKE RATING

Heading 175     (HwSet 175)
Degree

Act InActHand

1 PR DOOR(S) 3.072 CORRIDOR 3.103.00.C FROM WAITING 3.072 RHRA 180 180

6'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

6 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

2 626RECESSED PANIC VONEA(      2) 9447L-F-LBR  LP373L-06          US26D-AM

2 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      2) 23-030

2 CLASTRAGAL PEMEA(      2) 18041CNB - 7'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 35  B4E  CSK

2 626LOW PROJ WALL STOP TRIEA(      2) 1275RP  9/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

1 PR DOOR(S) 3.068.00.LB ELEV STAFF/PATIENT 3.068.00.L FROM CORRIDOR 3.073.00.CRHRA 90 140

Heading 181.1     (HwSet 181)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 652ELEC SWING CLEAR STAEA(      2) CEFBB278-58  5"  8-WIRE

6 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

2 626ELEC REC PANIC LATCH VONEA(      2) EL9447L-F-LBR LP373L-BE-06    US26D-AM

2 CLASTRAGAL PEMEA(      2) 29324CNB - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

Totals Each Assembly to have:
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LEVEL 3

Heading 181.1     (HwSet 181)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

RFI #2575 - CR @ CORRIDOR/PUSH SIDE, PP IN LOBBY / 4.081.00.LB MAG HLD REQ PER APPVLS
GURNEY PLATES WILL NOT WORK & ARE NOT NEEDED WITH IN-PACT PANIC DEVICES

Heading 181A     (HwSet 181A)
Degree

Act InActHand

1 PR DOOR(S) 3.068.00.LA HALL 3.001.46.C FROM ELEV STAFF/PATIENT 3.068.00.L RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 652ELEC SWING CLEAR STAEA(      2) CEFBB278-58  5"  8-WIRE

6 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

2 626ELEC RECESS PANIC VONEA(      2) EL9447L-F-LBR LP373L-06        US26D-AM

2 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      2) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 8'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

RFI #2575 - CR @ HALL/PULL SIDE, PP IN LOBBY / 4.081.00.LA - MAG HLD OPEN REQUIRED
GURNEY PLATES WILL NOT WORK & ARE NOT NEEDED WITH IN-PACT PANIC DEVICES

1 DE DOOR(S) 3.120.00.C VESTIBULE 3.065.B FROM CORRIDOR 3.120.00.C LHR 90 90

Heading 188.1     (HwSet 188)
Degree

Act InActHand

7'8" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

Totals Each Assembly to have:
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LEVEL 3

Heading 188.1     (HwSet 188)     Continued..... Degree
Act InActHand

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 45  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

RFI#5172 SAYS WDP BUT RFI#5172-1 CONFIRMS HM DOOR
RFI#5562 ALLOWS POCKET IN WALL FOR STD 3-1/2" MAG

Heading 188.3     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 3.000.00.LB CORRIDOR 3.103.00.C FROM PUBLIC ELEVATOR 3.000.00.L LHR 90 90

1 DE DOOR(S) 3.001.06.CB CORRIDOR 3.001.06.C FROM CORRIDOR 3.001.06.C LHR 90 90

1 DE DOOR(S) 3.001.53.C CORRIDOR 3.001.53.C FROM CORRIDOR 3.001.53.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      6) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      6) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      3) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      6) P-4041  TBWMS

2 630KICK-PLATE DONEA(      6) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      6) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      3) S88BL - 25'

Totals Each Assembly to have:

1.070.48.C, 1.070.62.CA, B.002.00.CA - MAG HOLD OPEN PER FA DWG
B.002.00.CA RFI#324-1WALL/RFI#1646/2B PER APPVL
3.000.00.LB RFI #324-1 WALL

1 DE DOOR(S) 3.000.00.LA CORRIDOR 3.001.00.C FROM PUBLIC ELEVATOR 3.000.00.L LHR 90 90

Heading 188.5     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 3.036.00.C CORRIDOR 3.001.01.C FROM CORRIDOR 3.036.00.C LHR 90 90

1 DE DOOR(S) 3.046.01.CB HALL 3.046.01.C FROM HALL 3.046.01.C LHR 90 90

1 DE DOOR(S) 3.046.02.C HALL 3.046.02.C FROM HALL 3.046.02.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      8) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      8) 9447EO-F-LBR                          US26D-AM

Totals Each Assembly to have:
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LEVEL 3

Heading 188.5     (HwSet 188)     Continued..... Degree
Act InActHand

1 BRNSMOKE ASTRAGAL PEMEA(      4) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      8) P-4041  TBWMS

2 630KICK-PLATE DONEA(      8) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      8) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      4) S88BL - 25'

B.007.00.CA MAG HOLD OPEN PER FA DWGS // 1.007.01.C MAG HOLD OPEN PER FA DWG
1.007.14.CB MAG HOLD OPEN PER FA DWG // 2.113.00D  RFI#2345 WALL+ASI#28 SET #188
2.121.00 RFI#5172 SAYS WDP BUT RFI#5172-1 CONFIRMS HM DOOR

Heading 190     (HwSet 190)
Degree

Act InActHand

1 PR DOOR(S) 3.001.02.C CORRIDOR 3.001.03.C FROM CORRIDOR 3.002.03.C RHRA 90 90

1 PR DOOR(S) 3.109.04.CB PROCEDURE WAITING 3.100 FROM CORRIDOR 3.109.04.C RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      4) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      4) 9447L-F-LBR  LP373L-06          US26D-AM

2 626MORTISE IC CYL SCHEA(      4) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      4) 23-030

2 CLASTRAGAL PEMEA(      4) 29324CNB - 7'

2 689CLOSER LCNEA(      4) 4041  TBWMS

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      4) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 25'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWG
3.109.04.CB RFI #2575-1 CONFRIMS MAG HOLD OPEN & NO AUTO-OP

1 DE DOOR(S) 3.001.01.C CORRIDOR 3.001.01.C FROM CORRIDOR 3.001.00.C LHR 90 90

Heading 191     (HwSet 191)
Degree

Act InActHand

1 DE DOOR(S) 3.102.00.CB PROCEDURE WAITING 3.100 FROM CORRIDOR 3.102.00.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONTINUOUS HINGE MAREA(      4) HG-329-MB - 7'0"

Totals Each Assembly to have:
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LEVEL 3

Heading 191     (HwSet 191)     Continued..... Degree
Act InActHand

2 626RECESSED PANIC VONEA(      4) 9447EO-LBR                            US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      4) P-4041  TBWMS

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      4) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 25'

MAG HOLD OPEN PER FA DWGS EF1.10
RFI #2575-1 CONFRIMS MAG HOLD OPENS & NO AUTO-OPS @ 3.102.00.CB

Heading 191.5     (HwSet 191)
Degree

Act InActHand

1 PR DOOR(S) 3.073.00.C CORRIDOR 3.073.00.C FROM CORRIDOR 3.073.00.C RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

1 626RECESSED PANIC VONEA(      1) 9447EO-LBR                            US26D-AM

1 626RECESSED PANIC VONEA(      1) 9447L-LBR  LP373L-06             US26D-AM

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      1) 23-030

2 CLASTRAGAL PEMEA(      2) 29324CNB - 7'

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

Totals Each Assembly to have:

1 DE DOOR(S) 3.001.03.C CORRIDOR 3.001.02.C FROM CORRIDOR 3.001.03.C LHR 90 90

Heading 192.1     (HwSet 192)
Degree

Act InActHand

1 DE DOOR(S) 3.102.03.C CORRIDOR 3.102.03.C FROM CORRIDOR 3.093.00.C LHR 90 90

1 DE DOOR(S) 3.106.00.C CORRIDOR 3.106.00.C FROM CORRIDOR 3.093.00.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONT HINGE W/EPT MAREA(      6) HG-329-MB - 7'0" (83-1/8")  CTP 4612-1-SC

2 626ELEC RECESS PANIC VONEA(      6) EL9447EO-F-LBR                      US26D-AM

Totals Each Assembly to have:
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LEVEL 3

Heading 192.1     (HwSet 192)     Continued..... Degree
Act InActHand

1 BRNSMOKE ASTRAGAL PEMEA(      3) S772D - 7'

2 630KICK-PLATE DONEA(      6) 90  8 X 47  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      3) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      3) PS914-4RL-FA

RFI #2575 - PP @ BOTH SIDES OF OPENING. ADDED AUTO-OPERATORS PER APPVLS.

Heading 192.2     (HwSet 192)
Degree

Act InActHand

1 DE DOOR(S) 3.000.00.C CORRIDOR 3.001.03.C FROM CORRIDOR 3.000.00.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONT HINGE W/EPT MAREA(      2) HG-329-MB - 7'0" (83-1/8")  CTP 4612-1-SC

2 626ELEC RECESS PANIC VONEA(      2) EL9447EO-F-LBR                      US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWG  //  RFI#523 REMARK 5

1 DE DOOR(S) 3.001.00.CB CORRIDOR 3.001.02.C FROM CORRIDOR 3.001.00.C LHR 90 90

Heading 194     (HwSet 194)
Degree

Act InActHand

1 DE DOOR(S) 3.001.04.CA CORRIDOR 3.001.04.C FROM SCRUB ALCOVE 3.001.19A LHR 90 130

1 DE DOOR(S) 3.001.04.CB CORRIDOR 3.001.04.C FROM CORRIDOR 3.001.03.C LHR 90 90

1 DE DOOR(S) 3.001.46.C HALL 3.001.46.C FROM HALL 3.046.03.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONT HINGE W/EPT MAREA(      8) HG-329-MB - 7'0" (83-1/8")  CTP 4612-1-SC

2 626ELEC RECESS PANIC VONEA(      8) EL9447EO-LBR                         US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      4) S772D - 7'

Totals Each Assembly to have:
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LEVEL 3

Heading 194     (HwSet 194)     Continued..... Degree
Act InActHand

2 630KICK-PLATE DONEA(      8) 90  8 X 47  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      4) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      4) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      4) PS914-4RL-FA

NO MAG HOLD OPEN PER APPVL & ADDED AUTO-OP
3.001.46.C, 3.001.04.CA - RFI #2575 - PP @ BOTH SIDES OF OPENING
3.001.00.CB, 3.001.04.CB - RFI #2575 - PP @ SURGICAL/PATIENT SIDE; CR @ CORRIDOR/LOBBY
SIDE

Heading 196     (HwSet 196)
Degree

Act InActHand

1 PR DOOR(S) 3.046.01.CA CORRIDOR 3.036.00.C FROM HALL 3.046.01.C RHRA 90 90

1 PR DOOR(S) 3.046.03.C CORRIDOR 3.001.53.C FROM HALL 3.046.03.C RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONT HINGE W/EPT MAREA(      4) HG-329-MB - 7'0" (83-1/8")  CTP 4612-1-SC

2 626ELEC RECESS PANIC VONEA(      4) EL9447L-F-LBR LP373L-06        US26D-AM

2 626MORTISE IC CYL SCHEA(      4) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      4) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      2) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      2) PS914-4RL-FA

Totals Each Assembly to have:

RFI #2575 - PP @ BOTH SIDES OF OPENING
3.046.01.CA RFI #2840 CONFIRM NO MAG HOLDER, CHANGE NOTE 18 TO 61

1 PR DOOR(S) 3.109.03.C CORRIDOR 3.093.00.C FROM CORRIDOR 3.109.03.C RHRA 90 90

Heading 196.1     (HwSet 196)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONT HINGE W/EPT MAREA(      2) HG-329-MB - 7'0" (83-1/8")  CTP 4612-1-SC

2 626ELEC RECESS PANIC VONEA(      2) EL9447L-F-LBR LP230L-06        US26D-AM

Totals Each Assembly to have:
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LEVEL 3

Heading 196.1     (HwSet 196)     Continued..... Degree
Act InActHand

2 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      2) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

RFI #2575 - PP @ BOTH SIDES OF OPENING  //  RFI#2578

Heading 196.2     (HwSet 196)
Degree

Act InActHand

1 PR DOOR(S) 3.109.01.C CORRIDOR 3.001.03.C FROM CORRIDOR 3.109.01.C RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONT HINGE W/EPT MAREA(      2) HG-329-MB - 7'0" (83-1/8")  CTP 4612-1-SC

2 626ELEC RECESS PANIC VONEA(      2) EL9447L-F-LBR LP230L-06        US26D-AM

2 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      2) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

RFI #2575 HAS 2 DWGS: PP@BOTH PG 13 -V-S CD@SURG/CORR+PP@ PREP/CORR PG 18
RFI#2578

1 PR DOOR(S) 3.046.04.C CORRIDOR 3.001.01.C FROM HALL 3.046.04.C RHRA 90 90

Heading 196.3     (HwSet 196)
Degree

Act InActHand

1 PR DOOR(S) 3.109.04.CA CORRIDOR 3.109.04.C FROM CORRIDOR 3.001.03.C RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONT HINGE W/EPT MAREA(      4) HG-329-MB - 7'0" (83-1/8")  CTP 4612-1-SC

Totals Each Assembly to have:
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LEVEL 3

Heading 196.3     (HwSet 196)     Continued..... Degree
Act InActHand

2 626ELEC RECESS PANIC VONEA(      4) EL9447L-F-LBR LP373L-06        US26D-AM

2 626MORTISE IC CYL SCHEA(      4) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      4) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      2) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      2) PS914-4RL-FA

3.046.04.C RFI #2575: PP @ BOTH SIDES OF OPENING
3.109.04.CA RFI #2575: CD@SURGICAL/CORRIDOR SIDE + PP@PREP/CORRIDOR SIDE

Heading 201     (HwSet S/S)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.05G CATH / OR HYBRID 3.001.05 FROM INTEGRATION SYSTEMS CABINETLHR 90

1 SGL DOOR(S) 3.001.19C O.R. 3.001.19 FROM INTEGRATION SYSTEMS CABINET RHR 90

1 SGL DOOR(S) 3.001.21C ORTHO O.R. 3.001.21 FROM INTEGRATION SYSTEMS CABINET RHR 90

1 SGL DOOR(S) 3.001.25C O.R. 3.001.25 FROM INTEGRATION SYSTEMS CABINET RHR 90

1 SGL DOOR(S) 3.001.27C O.R. 3.001.27 FROM INTEGRATION SYSTEMS CABINET RHR 90

1 SGL DOOR(S) 3.001.31C CVOR 3.001.31 FROM INTEGRATION SYSTEMS CABINET RHR 90

1 SGL DOOR(S) 3.001.37D CVOR 3.001.37 FROM INTEGRATION SYSTEMS CABINET RHR 90

1 SGL DOOR(S) 3.001.39D O.R. 3.001.39 FROM INTEGRATION SYSTEMS CABINET RHR 90

2'0" x 5'0" x 1-3/4" x SSD x SSF x NON-RTD

1 630CONTINUOUS HINGE MAREA(      8) FM-300-MB - 7'0"  NET 59-1/2"

1 630MORT LOCK 1-1/8' BS ADAEA(      8) 2290 - 310 - 303 - 32D

1 626MORTISE IC CYL SCHEA(      8) 20-062  ICA  ADAMS RITE LOCK

1 626PERMANENT CORE SCHEA(      8) 23-030

1 626WALL STOP DONEA(      8) 1407

Totals Each Assembly to have:

1 SGL DOOR(S) 3.001.07.AB CATH / OR HYBRID 3.001.05 FROM INTEGRATION SYSTEMS CABINETLHR 90

Heading 201.1     (HwSet S/S)
Degree

Act InActHand

2'4" x 6'8" x 1-3/4" x SSD x SSF x NON-RTD

1 630CONTINUOUS HINGE MAREA(      1) FM-300-MB - 7'0"  NET 79-1/4"

Totals Each Assembly to have:
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LEVEL 3

Heading 201.1     (HwSet S/S)     Continued..... Degree
Act InActHand

1 630MORT LOCK 1-1/8' BS ADAEA(      1) 2290 - 310 - 303 - 32D

1 626MORTISE IC CYL SCHEA(      1) 20-062  ICA  ADAMS RITE LOCK

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626WALL STOP DONEA(      1) 1407

CO#271 ADDED OPENING / RFI #5464 CLARIFIED DOOR SIZE & LOUVER IN DOOR

Heading ALUM     (HwSet )
Degree

Act InActHand

1 BL WINDOW 3.001.30C CLEAN UTILITY 3.001.30 TO DECONTAMINATION 3.001.32

1 BL WINDOW 3.001.46B CORRIDOR 3.001.00.C TO PHARMACY 3.001.46

1 BL WINDOW 3.100.C PROCEDURE WAITING 3.100. TO PROCEDURE WAITING 3.100.

 x  x  x  x ALF x 

Totals Each Assembly to have:

B.007.21B, B.007.21C, B.007.22B, B.008.05B  RFI#546 HM-3; RFI#546-1 AL-8
B.007.19.AB,B.007.20.AB,1.070.35B RFI#1022 AL-8 //  2.012.00.AC RFI#544 & 2237 GLASS
THESE WINDOWS ARE ALUMINUM BY OTHERS PER DETAIL
RFI#5000 @ 3.001.46B

1 SGL DOOR(S) 3.100.B PROCEDURE WAITING 3.100. FROM WON DOOR POCKET LHR 180

Heading CVR     (HwSet )
Degree

Act InActHand

1 SGL DOOR(S) 3.100.D PROCEDURE WAITING 3.100. FROM WON DOOR POCKET RHR 180

1'10" x F.HT. x 1-3/4" x WD x HMF x NON-RTD

1 600CONTINUOUS HINGE MAREA(      2) FM-200-10'0"

2 BRNMAGNETIC LATCH STAEA(      4) CD47  TOUCH LATCH - PUSH TO OPEN

Totals Each Assembly to have:

FRAME PROFILE PER RFI #3073

1 SGL DOOR(S) 3.193 VESTIBULE 3.065.B TO FIRE RISER CLOSET LH 90

Heading EXI.1     (HwSet )
Degree

Act InActHand

2'6" x 7'0" x 1-3/4" x WD x HMF x 90PPS
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LEVEL 3

Heading EXI.1     (HwSet )     Continued..... Degree
Act InActHand

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689REG ARM CLSR 180* LCNEA(      1) 4031  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

NEW HARDWARE REQUIRED DUE TO EXISTING DOORS WERE 4' W/MORTISE LOCKS

Heading HM3.1     (HwSet )
Degree

Act InActHand

1 BL WINDOW 3.046.00.O NURSE STATION 3.046.12.A TO PACU 7 - 3.046.00.O

1 BL WINDOW 3.046.00.P NURSE STATION 3.046.12.A TO PACU 8 - 3.046.00.P

1 BL WINDOW 3.046.00.R NURSE STATION 3.046.08.A TO PACU 10 - 3.046.00.R

2'0" x 3'10" x  x  x HMF x NON-RTD

Totals Each Assembly to have:

SIZE PER RFI #3258

1 BL WINDOW 3.046.00.H PACU 5 - 3.046.00.H TO PACU 6 - 3.046.00.G

Heading HM3.7     (HwSet )
Degree

Act InActHand

1 BL WINDOW 3.046.00.JC PACU 4 - 3.046.00.I TO AIRBRN INFECT ISOL PACU 3

1 BL WINDOW 3.046.00.L PACU 1 - 3.046.00.L TO AIRBRN INFECT ISOL PACU 2

1 BL WINDOW 3.046.00.N PACU 11 - 3.046.00.M TO PACU 12 - 3.046.00.N

4'0" x 3'10" x  x  x HMF x NON-RTD

Totals Each Assembly to have:

SIZE PER RFI #3258

1 SL DOOR(S) 3.100.A PROCEDURE WAITING 3.100. TO PROCEDURE WAITING 3.100.

Heading S-WON1     (HwSet )
Degree

Act InActHand

1 SL DOOR(S) 3.100.E PROCEDURE WAITING 3.100. TO PROCEDURE WAITING 3.100.
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LEVEL 3

Heading S-WON1     (HwSet )     Continued..... Degree
Act InActHand

 x  x  x STL x STL x 60PPS

1 HARDWARE WILL BE B/OEA(      2) PROVIDED BY OTHERS

Totals Each Assembly to have:

Heading X     (HwSet )
Degree

Act InActHand

1 RU DOOR(S) 3.001.46C CORRIDOR 3.001.00.C TO PHARMACY 3.001.46

 x  x  x STL x STL x 60PPS

1 HARDWARE WILL BE B/OEA(      1) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI#5000 @ 3.001.46C
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LEVEL 3 - LEAD LINED DOORS

Heading 158B     (HwSet 158B)
Degree

Act InActHand

1 PR DOOR(S) 3.001.05A CORRIDOR 3.001.53.C TO CATH / OR HYBRID 3.001.05 LHA 90 130

1 PR DOOR(S) 3.001.17A CORRIDOR 3.001.53.C TO CATH LAB #2  3.001.17 LHA 90 130

6'0" x 7'0" x 1-3/4" x WD x MTL x SMOKE

1 630CONTINUOUS HINGE MAREA(      2) FM-300-MB-7'0"

1 630ELEC CONT HINGE MAREA(      2) FM-300-MB-7'0" CUT FOR 4612 EPT

1 630AUTO TOP BOLT DCIEA(      2) 940

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626MORTISE IC CORE CYL SCHEA(      2) 30-138  ICA

1 630ELEC MORTISE LOCK COMEA(      2) LPM180 L6 LEAD-LINED

1 628COORDINATOR DCIEA(      2) 672 + C BRACKETS

1 ALASTRAGAL B/OEA(      2) LEAD-LINED BY DOOR SUPPLIER

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

1 630GURNEY PLATE DONEA(      2) 90   8 X 23  B4E  CSK

1 630GURNEY PLATE DONEA(      2) 90   8 X 47  B4E  CSK  CUT MORT LOCK

1 630KICK-PLATE DONEA(      2) 90  8 X 23  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

1 BLKSMOKE/SOUND SEAL PEMEA(      2) PK33BL - 20'

1 POWER SUPPLY COMEA(      2)

1 AUTO-OPERATOR B/OEA(      2) PROVIDED BY OTHERS

2 WHIMAGNETIC CONTACT B/OEA(      4) 1078 - 1" DIAMETER

Totals Each Assembly to have:

CO#271 ADDED OPENING 3.001.17A  //  RFI#5276 & 5278

1 SGL DOOR(S) 3.001.05F CORRIDOR 3.001.53.C FROM CATH / OR HYBRID 3.001.05 RHR 180

Heading 163A     (HwSet 163A)
Degree

Act InActHand

2'6" x 7'0" x 1-3/4" x WD x MTL x SMOKE

1 630CONTINUOUS HINGE MAREA(      1) FM-300-MB-7'0"

1 626LL CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA  LEAD-LINED

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 28  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:
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LEVEL 3 - LEAD LINED DOORS

Heading 163A     (HwSet 163A)     Continued..... Degree
Act InActHand

PARALLEL ARM CLOSER WILL ALLOW 180*  SWING

Heading 163A.1     (HwSet 163A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.17E CATH LAB #2  3.001.17 FROM CONTROL 3.001.07.D RHR 90

3'0" x 7'0" x 1-3/4" x WD x MTL x NON-RTD

1 630CONTINUOUS HINGE MAREA(      1) FM-300-MB-7'0"

1 626LL CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA  LEAD-LINED

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630OVERHEAD STOP GLYEA(      1) 904F

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

CO#271 ADDED OPENING  //  CO#358 ADDS DOOR SCHEDULE INFO
RFI#5286 LEAD-LINED DOOR & FRAME TO BE VERIFIED WITH RFI#5278

1 SGL DOOR(S) 3.001.03A CATH / OR HYBRID 3.001.05 TO ELECTRONIC EQUIP. 3.001.03 RH 90

Heading 163A.2     (HwSet 163A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.05.AA CATH / OR HYBRID 3.001.05 TO PUMP SUPPORT 3.001.05.A LH 90

3'6" x 7'0" x 1-3/4" x WD x MTL x NON-RTD

1 630CONTINUOUS HINGE MAREA(      2) FM-300-MB-7'0"

1 626LL CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA  LEAD-LINED

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630OVERHEAD STOP GLYEA(      2) 905F

1 630KICK-PLATE DONEA(      2) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:

RFI #2859 FROM BERG
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LEVEL 3 - LEAD LINED DOORS

Heading 163A.3     (HwSet 163A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.07.B CATH LAB #2  3.001.17 TO CATH LAB #2 EQUIP ROOM LH 90

3'6" x 7'0" x 1-3/4" x WD x MTL x 60PPS

1 630CONTINUOUS HINGE MAREA(      1) FM-300-MB-7'0"

1 626LL CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA  LEAD-LINED

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

CO#271 ADDED OPENING / RFI#5336 HM DOOR / RFI#5561 SWING STAYS LH

1 SGL DOOR(S) 3.001.05B CATH / OR HYBRID 3.001.05 FROM STORAGE / SUPPLY 3.001.07.ALHR 90

Heading 163A.4     (HwSet 163A)
Degree

Act InActHand

1 SGL DOOR(S) 3.001.17B CATH LAB #2  3.001.17 FROM STORAGE / SUPPLY 3.001.07.A RHR 90

3'6" x 7'0" x 1-3/4" x WD x MTL x 60PPS

1 630CONTINUOUS HINGE MAREA(      2) FM-300-MB-7'0"

1 626LL CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA  LEAD-LINED

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:

CO#271 CHANGED OPENING NUMBER / RFI#5336 HM DOOR

1 BL WINDOW 3.001.05C CATH / OR HYBRID 3.001.05 TO CONTROL 3.001.07

Heading LL&RFW     (HwSet )
Degree

Act InActHand

1 BL WINDOW 3.001.05D CATH / OR HYBRID 3.001.05 TO CONTROL 3.001.07

1 BL WINDOW 3.001.05E CATH / OR HYBRID 3.001.05 TO CONTROL 3.001.07

1 BL WINDOW 3.001.05H CATH / OR HYBRID 3.001.05 TO CONTROL 3.001.07

1 BL WINDOW 3.001.17C CATH LAB #2  3.001.17 TO CONTROL 3.001.07.D

1 BL WINDOW 3.001.17D CATH LAB #2  3.001.17 TO CONTROL 3.001.07.D
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LEVEL 3 - LEAD LINED DOORS

Heading LL&RFW     (HwSet )     Continued..... Degree
Act InActHand

 x  x  x  x MTL x NON-RTD

Totals Each Assembly to have:

CO#271 ADDED OPENINGS 3.001.17C & 3.001.17D
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LEVEL 4

Heading 004.2     (HwSet 04)
Degree

Act InActHand

1 SGL DOOR(S) 4.000.01 EXTERIOR ROOF FROM ALCOVE NURSE STATION 4.030.00.A RHR 180

1 SGL DOOR(S) 4.000.02 EXTERIOR ROOF FROM CORRIDOR 4.052.00.C RHR 180

 x  x  x ALD x ALF x 

1 626PERMANENT CORE SCHEA(      2) 23-030

Totals Each Assembly to have:

L9080T PER TOWER GLASS HARDWARE SCHEDULE

1 PR DOOR(S) 4.028.02 ALCOVE NURSE STATION 4.030.00.A TO ELECTRIC ROOM LHA 90 90

Heading 102     (HwSet UNEQ)
Degree

Act InActHand

1 PR DOOR(S) 4.052.05 CORRIDOR 4.050.00.C TO ELECTRIC ROOM LHA 90 90

1 PR DOOR(S) 4.139 SHELL 4.000 TO ELECTRIC ROOM RHA 90 180

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

2 652SPRING HINGE STAEA(      6) 2060R  4-1/2 X 4-1/2

3 652HEAVY WT HINGES STAEA(      9) FBB168  4-1/2 X 4-1/2

1 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      3) 845

1 630DP STRIKE DCIEA(      3) 81

1 626STOREROOM LOCK SCHEA(      3) ND80TD-RHO-AM ICC  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      3) 23-030

1 628COORDINATOR DCIEA(      3) NX-648 ACT 36

1 689CLOSER LCNEA(      3) 4041  TBWMS

1 630KICK-PLATE DONEA(      3) 90  8 X 10  B4E  CSK

1 630KICK-PLATE DONEA(      3) 90  8 X 34  B4E  CSK

2 626WALL STOP DONEA(      6) 1407

1 CLASTRAGAL PEMEA(      3) 355CS - 7'

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      3) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

WALL STOP @ CONC EQUIP PAD AS NEEDED  //  USE ICC TEMP CORE FROM TEMP DOOR
RFI #328 OPENING SIZE  //  B.050  RFI#1476 HDW  //  5.125 RFI #628 OPENING SIZE
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LEVEL 4

Heading 109.3     (HwSet 109)
Degree

Act InActHand

1 SGL DOOR(S) 4.028.03 STAIR #3 - 4.028.03 FROM ALCOVE NURSE STATION 4.030.00.A LHR 90

1 SGL DOOR(S) 4.052.06 STAIR #4 - 4.052.06 FROM CORRIDOR 4.050.00.C LHR 90

1 SGL DOOR(S) 4.088.02 STAIR #1 - 4.088.02 FROM VESTIBULE 4.088.02.V LHR 90

1 SGL DOOR(S) 4.126.02 STAIR #2 - 4.126.02 FROM VESTIBULE 4.126.02.V LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      4) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(     12) FBB278  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      4) E98L-F  E996L-06  SLM  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      4) 20-057  ICA

1 626PERMANENT CORE SCHEA(      4) 23-030

1 689CLOSER LCNEA(      4) 4041  TBWMS

1 630KICK-PLATE DONEA(      4) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      4) 1407

1 BLKADHESIVE SEAL PEMEA(      4) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      4) 315CN - 48"

1 ALTHRESHOLD PEMEA(      4) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      4) 1078 - 1" DIAMETER

Totals Each Assembly to have:

1 SGL DOOR(S) 4.088.02.V VESTIBULE 4.088.02.V FROM CORRIDOR 4.079.00.C RHR 90

Heading 113.1     (HwSet 113)
Degree

Act InActHand

1 SGL DOOR(S) 4.126.02.V VESTIBULE 4.126.02.V FROM SHELL 4.000 RHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 630RIM PANIC LATCH VONEA(      2) 98L-F  996L-BE-06  SLM  4'       US32D-AM

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

SET #113 LATCHSET PANIC PER APPVL / THRESH & SWEEP FOR PRESSURIZED VESTIBULE
INSTALL KICK-PLATE ON CORRIDOR SIDE & SWEEP ON VESTIBULE SIDE
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LEVEL 4

Heading 113.1     (HwSet 113)     Continued..... Degree
Act InActHand

Heading 114A.6     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 4.028.01 CORRIDOR 4.026.00.C TO IS ROOM 4.028.01 RH 100

1 SGL DOOR(S) 4.080.01 CORRIDOR 4.067.00.C TO IS ROOM 4.080.01 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      4) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

3.064 RFI#2222 WIDTH
SEC DOOR TYPE 3

1 SGL DOOR(S) 4.135 SHELL 4.000 TO IS ROOM 4.135 LH 110

Heading 114A.8     (HwSet 114A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

5.123 FLOOR STOP UNDER PANELS AT ANGLE / 7.121.01 RFI#2695-1 HW114A
6.121 STOP W/CLOSER BACK-CHECK & RFI#2357 Set 114A
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LEVEL 4

Heading 114A.8     (HwSet 114A)     Continued..... Degree
Act InActHand

Heading 114A.9     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 4.101 SHELL 4.000 TO IS ROOM 4.101 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

INSTALL FLOOR STOP JUST PAST WALL AT PNEUMATIC TUBES
ADDED SEC TYPE 3 FOR FUTURE USE @ 4TH, 6TH & 7TH FLOOR OPENINGS
6.103.02, 7.103.02 RFI#2695-1 HW114A / 6.103.02 RFI#2357 Set 114A

1 SGL DOOR(S) 4.120 SHELL 4.000 TO GENERAL STORAGE 4.120 LH 105

Heading 118     (HwSet 118)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

ADD BACK ON RFI #4649 (RE-USE 2.032 THAT WAS NOT CREDITED ON ALT #5)
7.020 RFI#498-TYPE A
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LEVEL 4

Heading 126.03     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 4.080 CORRIDOR 4.067.00.C TO ELECTRIC ROOM LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

RFI #328 FOR WIDTH AT 3.066  //  RFI #4054 FOR 3'0" DOOR SIZE @ 4.080
USE ICC CORE FROM TEMP DOOR

1 SGL DOOR(S) 4.153 SHELL 4.000 TO ELEC ROOM 4.153 RH 115

Heading 126.11     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI#328 3'6  //  USE ICC CORE FROM TEMP DOOR
2.022  RFI#423 7'0"  //  3.106.07 RFI#328 3'6" & 1.6 WALL  //  RFI#2465-12"CLR

1 SGL DOOR(S) 4.092.00.C SHELL 4.000 FROM ELECTRIC BOXES LHR 180

Heading 126A     (HwSet 114)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626LATCHING DEADLOCK SCHEA(      1) B250TD 12-103  10-025  ICA

Totals Each Assembly to have:
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LEVEL 4

Heading 126A     (HwSet 114)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

RFI#734-1 RELOCATED DOOR FROM 5TH FLOOR DOWN TO 4TH FLOOR - SAME SWING
NEED 7" MAX PROJECTION IN CORRIDOR - LOW PROFILE WALL STOP

Heading 144.2     (HwSet 144)
Degree

Act InActHand

1 SGL DOOR(S) 4.052.02 CORRIDOR 4.050.00.C TO HOUSEKEEPING 4.052.02 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

B.067 RFI #322 NON-RATED; SMOKE FOR CORR
1.070.27 RFI #332 NO LBL  /  4.052.05 ADDED BACK PER RFI #5055

1 SGL DOOR(S) 4.052.03 SOILED LIFT VEST 4.052.03 FROM CORRIDOR 4.050.00.C RHR 90

Heading 147.10     (HwSet 147)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

Totals Each Assembly to have:
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LEVEL 4

Heading 147.10     (HwSet 147)     Continued..... Degree
Act InActHand

1 630ARMOUR PLATE DONEA(      1) 90  36 X 46  B4E  CSK

1 630ARMOUR PLATE DONEA(      1) 90  36 X 47-11/16  B4E  CSK

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

2.052.00.V NOTE 18 PER ASI#28 / D80 LOCK PER APPVL @ ALL DOORS
RFI#3686 ADD CARD READER @ ELEV. CALL BUTTON - NOT VESTIBULE DOOR

Heading 180.2     (HwSet 180)
Degree

Act InActHand

1 DE DOOR(S) 4.000 SHELL 4.000 FROM SHELL 4.000 LHR 180 180

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

1 PR DOOR(S) 4.081.00.LB CORRIDOR 4.073.00.C FROM STAFF/PATIENT ELEV LOBBY RHRA 90 90

Heading 181     (HwSet 181)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 652ELEC SWING CLEAR STAEA(      2) CEFBB278-58  5"  8-WIRE

6 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

2 626ELEC RECESS PANIC VONEA(      2) EL9447L-F-LBR LP230L-06        US26D-AM

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      1) 23-030

2 CLASTRAGAL PEMEA(      2) 29324CNB - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

Totals Each Assembly to have:
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LEVEL 4

Heading 181     (HwSet 181)     Continued..... Degree
Act InActHand

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

RFI #2575 - CR @ CORRIDOR/PUSH SIDE, PP IN LOBBY / 4.081.00.LB MAG HLD REQ PER APPVLS
GURNEY PLATES WILL NOT WORK & ARE NOT NEEDED WITH IN-PACT PANIC DEVICES

Heading 181A.1     (HwSet 181A)
Degree

Act InActHand

1 PR DOOR(S) 4.081.00.LA CORRIDOR 4.052.00.C FROM STAFF/PATIENT ELEV LOBBY RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 652ELEC SWING CLEAR STAEA(      2) CEFBB278-58  5"  8-WIRE

6 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 626ELEC RECESS PANIC VONEA(      1) EL9447EO-F-LBR                      US26D-AM

1 626ELEC RECESS PANIC VONEA(      1) EL9447L-F-LBR LP230L-06        US26D-AM

2 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      2) 23-030

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 8'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

RFI #2575 - CR @ HALL/PULL SIDE, PP IN LOBBY / 4.081.00.LA - MAG HLD OPEN REQUIRED
GURNEY PLATES WILL NOT WORK & ARE NOT NEEDED WITH IN-PACT PANIC DEVICES

1 DE DOOR(S) 4.026.00.C CORRIDOR 4.026.00.C FROM CORRIDOR 4.026.00.C LHR 90 90

Heading 188.4     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 4.057.00.CA CORRIDOR 4.057.00.C FROM CORRIDOR 4.057.00.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      4) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      4) 9447EO-F-LBR                          US26D-AM

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 251

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 4

Heading 188.4     (HwSet 188)     Continued..... Degree
Act InActHand

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      4) P-4041  TBWMS

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      4) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 25'

Heading 188.5     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 4.000.00.LA CORRIDOR 4.073.00.C FROM PUBLIC ELEV LOBBY 4.000.00.L LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

B.007.00.CA MAG HOLD OPEN PER FA DWGS // 1.007.01.C MAG HOLD OPEN PER FA DWG
1.007.14.CB MAG HOLD OPEN PER FA DWG // 2.113.00D  RFI#2345 WALL+ASI#28 SET #188
2.121.00 RFI#5172 SAYS WDP BUT RFI#5172-1 CONFIRMS HM DOOR
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LEVEL 5

Heading 001.2     (HwSet 01)
Degree

Act InActHand

1 SGL DOOR(S) 5.028.03 STAIR #3 - 5.028.03 FROM EXTERIOR - 4TH FLR ROOF LHR 180

3'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

1 630HVY SS ELEC HINGE STAEA(      1) CEFBB199-54  4-1/2 X 4-1/2  4-WIRE

2 630HVY STNLESS HINGE STAEA(      2) FBB199  4-1/2 X 4-1/2  NRP

1 630ELEC RIM PANIC VONEA(      1) E98L-F  E996L-06                     US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-SCUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  3'

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 36"

1 CLDRIP CAP PEMEA(      1) 346C -  40"

1 ALTHRESHOLD PEMEA(      1) 2550A   41-1/4" NET/NO DRILL X 282A

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

CARD READER ON STAIRWELL SIDE TO PREVENT ROOF ACCESS

1 SGL DOOR(S) 5.081.R GENERAL STORAGE 5.081 FROM EXTERIOR - 4TH FLR ROOF LHR 120

Heading 004     (HwSet 04)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

4 630HVY STNLESS HINGE STAEA(      4) FBB199  5 X 4-1/2  NRP

1 630STOREROOM LOCK SCHEA(      1) L9480T 06B AM ICA 10-025 7/8" LLL

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 ALHEAD/JAMB SEALS PEMEA(      1) 290APK - 1 @ 48"  2 @ 84"

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C -  52"

1 ALTHRESHOLD PEMEA(      1) 2550A   53-1/4" NET/NO DRILL WS/PA

Totals Each Assembly to have:

DOOR IS LOCKED ON STORAGE ROOM SIDE TO PREVENT ROOF ACCESS
RFI#3053
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LEVEL 5

Heading 004     (HwSet 04)     Continued..... Degree
Act InActHand

Heading 004C     (HwSet 04C)
Degree

Act InActHand

1 SGL DOOR(S) 5.028.04A EXTERIOR - 4TH FLR ROOF FROM ELECTRICAL ROOM 5.028.04 RHR 110

3'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

3 630HVY STNLESS HINGE STAEA(      3) FBB199  4-1/2 X 4-1/2  NRP

1 630RIM PANIC VONEA(      1) 98L  996L-06                            US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-HCUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  3'

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 36"

1 CLDRIP CAP PEMEA(      1) 346C -  40"

1 ALTHRESHOLD PEMEA(      1) 2550A   41-1/4" NET/NO DRILL  WS/PA

Totals Each Assembly to have:

USE ICC CORE FROM TEMP DOOR

1 SGL DOOR(S) 5.028.04B EXTERIOR - 4TH FLR ROOF FROM ELECTRICAL ROOM 5.028.04 LHR 110

Heading 004C.2     (HwSet 04C)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

4 630HVY STNLESS HINGE STAEA(      4) FBB199  5 X 4-1/2  NRP

1 630RIM PANIC VONEA(      1) 98L  996L-06  4'                       US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-HCUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  4'

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

Totals Each Assembly to have:
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LEVEL 5

Heading 004C.2     (HwSet 04C)     Continued..... Degree
Act InActHand

1 CLDRIP CAP PEMEA(      1) 346C -  52"

1 ALTHRESHOLD PEMEA(      1) 2550A   53-1/4" NET/NO DRILL WS/PA

USE ICC CORE FROM TEMP DOOR

Heading 101A.3     (HwSet 101A)
Degree

Act InActHand

1 PR DOOR(S) 5.068.00.L CORRIDOR 5.074.00.C FROM PATIENT/STAFF ELEV LOBBY LHRA 120 120

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-58  5 X 4-1/2  8-WIRE

6 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

2 626ELEC REC PANIC LATCH VONEA(      2) EL9447L-F-LBR LP373L-BE-06    US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

RFI#5427 MAX SWING 120* FOR AUTO-OP
GURNEY PLATES ARE NOT REQUIRED WITH IN-PACT PANIC DEVICES

1 PR DOOR(S) 5.125 CORRIDOR 5.094.00.C TO ELEC ROOM 5.125 RHA 90 180

Heading 102     (HwSet UNEQ)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

2 652SPRING HINGE STAEA(      2) 2060R  4-1/2 X 4-1/2

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 652HINGES STAEA(      1) FBB179  4-1/2 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 630DP STRIKE DCIEA(      1) 81

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) NX-648 ACT 36

Totals Each Assembly to have:
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LEVEL 5

Heading 102     (HwSet UNEQ)     Continued..... Degree
Act InActHand

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 10  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 CLASTRAGAL PEMEA(      1) 355CS - 7'

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

WALL STOP @ CONC EQUIP PAD AS NEEDED  //  USE ICC TEMP CORE FROM TEMP DOOR
RFI #328 OPENING SIZE  //  B.050  RFI#1476 HDW  //  5.125 RFI #628 OPENING SIZE

Heading 109.3     (HwSet 109)
Degree

Act InActHand

1 SGL DOOR(S) 5.088.02 STAIR #1 - 5.088.02 FROM VESTIBULE 5.088.02.V LHR 100

1 SGL DOOR(S) 5.116.03 STAIR #2 - 5.116.03 FROM VESTIBULE 5.116.03.V LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      2) E98L-F  E996L-06  SLM  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

1 SGL DOOR(S) 5.088.02.V VESTIBULE 5.088.02.V FROM CORRIDOR 5.079.00.C RHR 90

Heading 113.1     (HwSet 113)
Degree

Act InActHand

1 SGL DOOR(S) 5.116.03.V VESTIBULE 5.116.03.V FROM CORRIDOR 5.092.00.C RHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS
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LEVEL 5

Heading 113.1     (HwSet 113)     Continued..... Degree
Act InActHand

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 630RIM PANIC LATCH VONEA(      2) 98L-F  996L-BE-06  SLM  4'       US32D-AM

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

SET #113 LATCHSET PANIC PER APPVL / THRESH & SWEEP FOR PRESSURIZED VESTIBULE
INSTALL KICK-PLATE ON CORRIDOR SIDE & SWEEP ON VESTIBULE SIDE

Heading 114     (HwSet 114)
Degree

Act InActHand

1 SGL DOOR(S) 5.095B CLEAN UTILITY/LINEN 5.145 FROM SUPPLY ROOM 5.095 LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 689MAG HOLD OPEN LCNEA(      1) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWGS / RFI#3915 VERIFIED 180* SWING TO MAG
VERIFY KEY SIDE IS CLEAN UTILITY/LINEN TO PREVENT ACCESS TO SUPPLY ROOM
RFI#523 RFI#3915

1 SGL DOOR(S) 5.086 CORRIDOR 5.079.00.C TO STAFF LOCKERS/LOUNGE 5.086 LH 180

Heading 114A     (HwSet 114A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

Totals Each Assembly to have:
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LEVEL 5

Heading 114A     (HwSet 114A)     Continued..... Degree
Act InActHand

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

B.007.28 & 5.086 USE CLOSER BACK-CHECK AS STOP - SET FOR MAX. 140* SWING
5.086 CHANGE TO HW 114A PER APPVL / RFI#526 #526-1 GLASS  RFI#2586 S/L&DR
B.007.28 RFI#3686 ADD SECURITY TYPE 3

Heading 114A.2     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 5.091 CORRIDOR 5.079.00.C TO FLOOR NOURISHMENT STORAGE LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

2.028.08 SET #114A FOR SECURITY  //  WAS DOOR #2.032 PER RFI#2664
SEC DOORS TYPE 3

1 SGL DOOR(S) 5.101 CORRIDOR 5.091.00.C TO IS ROOM 5.101 RH 180

Heading 114A.6     (HwSet 114A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

Totals Each Assembly to have:
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LEVEL 5

Heading 114A.6     (HwSet 114A)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

3.064 RFI#2222 WIDTH
SEC DOOR TYPE 3

Heading 114A.8     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 5.123 CORRIDOR 5.094.00.C TO IS ROOM 5.123 LH 110

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

5.123 FLOOR STOP UNDER PANELS AT ANGLE / 7.121.01 RFI#2695-1 HW114A
6.121 STOP W/CLOSER BACK-CHECK & RFI#2357 Set 114A

1 SGL DOOR(S) 5.095A CORRIDOR 5.088.00.C TO SUPPLY ROOM 5.095 RH 90

Heading 114A11     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 5.097 CORRIDOR 5.088.00.C TO SOILED WORKROOM 5.097 RH 90

1 SGL DOOR(S) 5.099 CORRIDOR 5.088.00.C TO EQUIPMENT STORAGE 5.099 RH 90

1 SGL DOOR(S) 5.113A CORRIDOR 5.094.00.C TO CLEAN UTILITY / LINEN 5.113 RH 90

1 SGL DOOR(S) 5.129 CORRIDOR 5.094.00.C TO SOILED WORKROOM 5.129 LH 90

1 SGL DOOR(S) 5.145A CORRIDOR 5.075.00.C TO CLEAN UTILITY / LINEN 5.145 LH 90

1 SGL DOOR(S) 5.145B CORRIDOR 5.088.00.C TO CLEAN UTILITY / LINEN 5.145 RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

Totals Each Assembly to have:
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LEVEL 5

Heading 114A11     (HwSet 114A)     Continued..... Degree
Act InActHand

1 652ELEC SWING CLEAR STAEA(      7) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(     14) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      7) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      7) 23-030

1 689CLOSER LCNEA(      7) 4041  TBWMS

1 626WALL STOP DONEA(      7) 1407

1 BLKADHESIVE SEAL PEMEA(      7) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      7) 1078 - 1" DIAMETER

1.070.80 - IF SHELF ABOVE INTERFERES WITH WALL STOP ADD OVERHEAD STOP
1.007.53, 1.007.54, 3.106.09 RFI#3686 Add SEC Type 3
3.106.09 RFI#3686 ADD SEC DWG TYPE 3 // 3.106.01.CA, 3.106.01.CB RFI #1983 ELEC
5.145B RFI #5154 DOOR STAYS AS RH PER ASI#08 - NOT LH PER CO#264

Heading 114A12     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 5.109 NURSE STATION 5.109.00.B TO MEDICATION STATION 5.109 LH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630GURNEY PLATE DONEA(      1) 90   8 X 40-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI#1788 REMARK #5

1 SGL DOOR(S) 5.113B CORRIDOR 5.090.00.C TO CLEAN UTILITY / LINEN 5.113 LH 100

Heading 114A13     (HwSet 114A)
Degree

Act InActHand

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 260

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 5

Heading 114A13     (HwSet 114A)     Continued..... Degree
Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

Heading 114A14     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 5.115 CORRIDOR 5.090.00.C TO SUPPLY ROOM 5.115 RH 170

1 SGL DOOR(S) 5.121 CORRIDOR 5.094.00.C TO SUPPLY ROOM 5.121 LH 180

1 SGL DOOR(S) 5.137 CORRIDOR 5.075.00.C TO SUPPLY ROOM 5.137 RH 105

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      3) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      3) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      3) 23-030

1 689PAR DELAY STP CLSR LCNEA(      3) P-4041-CUSH-DEL  TBWMS

1 630KICK-PLATE DONEA(      3) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      3) 1078 - 1" DIAMETER

Totals Each Assembly to have:

B.007.16.AA  RFI#498-TYPE B; RFI#568 HM-14
5.115  RFI#1788 60 MIN  /  SET DOORS TO STOP @ APPROX. 110*

1 SGL DOOR(S) 5.143 CORRIDOR 5.075.00.C TO EQUIPMENT STORAGE 5.143 LH 135

Heading 114A18     (HwSet 114A)
Degree

Act InActHand
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LEVEL 5

Heading 114A18     (HwSet 114A)     Continued..... Degree
Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      3) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

USE HANDED CLOSER TO SWING 135*

Heading 114B     (HwSet 114B)
Degree

Act InActHand

1 SGL DOOR(S) 5.120.03 CORRIDOR 5.120.01.C TO TUTORING 5.120.03 LH 90

1 SGL DOOR(S) 5.120.05 CORRIDOR 5.120.01.C TO PLAY ROOM 5.120.05 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      4) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      2) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3 / RFI#5193 SMOKE DOORS / RFI#5193-1 TRANSOM WINDOW SIZES
RFI#5343 TRANSOM WINDOW ABOVE DOOR ONLY / RFI#5483 GLASS PER NOTE 5
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LEVEL 5

Heading 114B.1     (HwSet 114B)
Degree

Act InActHand

1 SGL DOOR(S) 5.120.04 CORRIDOR 5.120.01.C TO TEEN LOUNGE 5.120.04 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  4-1/2 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3 / RFI#5483 GLASS PER NOTE 5

1 SGL DOOR(S) 5.120.01S CORRIDOR 5.120.01.C TO STORAGE 5.120.01 RH 90

Heading 114B.3     (HwSet 126)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652HEAVY ELEC HINGE STAEA(      1) CEFBB168-54  5 X 4-1/2  4-WIRE

2 652HEAVY WT HINGES STAEA(      2) FBB168  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SHEET TY3.5P HAS SECURITY TYPE 3
5.120.01 DUPLICATE DOOR & ROOM # - ADDED 'S' FOR STORAGE DOOR #5.120.01S

1 SGL DOOR(S) 5.139.01 CORRIDOR 5.091.00.C TO TRASH / LINEN 5.139.01 RH 90

Heading 116A11     (HwSet 116A)
Degree

Act InActHand
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LEVEL 5

Heading 116A11     (HwSet 116A)     Continued..... Degree
Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  5"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  5 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

SEC DOOR TYPE 3 / ADDED SWING CLEAR HINGES TO AVOID DOOR DAMAGE
1.070.85 MOVE FROM HW 144 TO HW 116A FOR ELEC HDW & KICK-PLATE
2.100.44  RFI#2588-1 ADD SEC  //  3.046.08A, 3.082 APPVL=116A ELEC VS 145
3.106.11A APPVL SET 116B & KICK-PLATE / 3.109.33 RFI#2588-1 ADD SEC

Heading 117     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 5.109.01 MEDICATION STATION 5.109 TO PHARMACY OFFICE 5.109.01 LH 90

1 SGL DOOR(S) 5.111.01 COPY ALCOVE 5.111.00.A TO CNS OFFICE 5.111.01 LH 90

1 SGL DOOR(S) 5.111.02 COPY ALCOVE 5.111.00.A TO NURSE MGR OFFICE 5.111.02 RH 90

1 SGL DOOR(S) 5.111.03 COPY ALCOVE 5.111.00.A TO DIRECTOR OFFICE 5.111.03 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HINGES STAEA(     12) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      4) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      4) 23-030

1 626WALL STOP DONEA(      4) 1407

3 GRYSILENCERS DONEA(     12) 1608

Totals Each Assembly to have:

1.070.08 MOVED FROM HW 151 (SAME AS OFFICE DOOR 1.070.07)

1 SGL DOOR(S) 5.083.02A CORRIDOR 5.079.00.C TO CONSULT 5.083.02 LH 90

Heading 117.07     (HwSet 117)
Degree

Act InActHand

1 SGL DOOR(S) 5.107 CORRIDOR 5.090.00.C TO OFFICE - EDUCATOR RH 90
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LEVEL 5

Heading 117.07     (HwSet 117)     Continued..... Degree
Act InActHand

1 SGL DOOR(S) 5.127 NURSE STATION 5.127.00.B TO RESIDENT WORKROOM 5.127 RH 90

1 SGL DOOR(S) 5.131 CORRIDOR 5.094.00.C TO OFFICE - CHILD LIFE SOC WRK LH 90

1 SGL DOOR(S) 5.133 CORRIDOR 5.094.00.C TO OFFICE - CHARGE NURSE LH 90

1 SGL DOOR(S) 5.135.02 CORRIDOR 5.091.00.C TO CONSULT MULTI-PURP 5.135.02 LH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(     18) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      6) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      6) 23-030

1 689CLOSER LCNEA(      6) 4041  TBWMS

1 626WALL STOP DONEA(      6) 1407

1 BLKADHESIVE SEAL PEMEA(      6) PK33BL - 17'

Totals Each Assembly to have:

1 SGL DOOR(S) 5.103.02 CORRIDOR 5.091.00.C TO OFFICE - CASE MANAGER LH 180

Heading 117.08     (HwSet 117)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

USE BACK-CHECK TO STOP DOOR AT APPROX. 130*-140*

1 SGL DOOR(S) 5.087.01 HALL 5.087 TO ON-CALL ROOM 5.087.01 LH 90

Heading 117A.1     (HwSet 117A)
Degree

Act InActHand

1 SGL DOOR(S) 5.087.02 HALL 5.087 TO ON-CALL ROOM 5.087.02 LH 90

1 SGL DOOR(S) 5.087.03 HALL 5.087 TO ON-CALL ROOM 5.087.03 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      9) FBB168  4-1/2 X 4-1/2

Totals Each Assembly to have:
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LEVEL 5

Heading 117A.1     (HwSet 117A)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      3) 23-030

1 626TEMPORARY CORE SCHEA(      3) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      3) DL4175 IC/26D-S   RFI #4492 & 4661

1 626WALL STOP DONEA(      3) 1407

1 BLKSOUND SEALS VTIEA(      3) TRIPLE BULB SEAL

1 ALMORTISE DR BOTTOM VTIEA(      3) PROVIDED WITH WOOD DOOR

1 ALTHRESHOLD PEMEA(      3) 18/1A - 3" X 36"  WS/PA

PROVIDE WOOD ACOUSTICAL DOOR

Heading 121.03     (HwSet 121)
Degree

Act InActHand

1 SGL DOOR(S) 5.082 CORRIDOR 5.074.00.C TO FAMILY LOUNGE 5.082 LH 100

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4110-CUSH-DEL  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

RFI#527  RFI#2586 S/L&DR  RFI#5557 STD CLOSER VS HOLD OPEN
USING DELAYED ACTION CLOSER FOR FAMILY ROOM & SMALL CHILDREN

1 SGL DOOR(S) 5.120.02 CORRIDOR 5.120.01.C TO HOPE ROOM 5.120.02 LH 90

Heading 121.12     (HwSet 121)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

Totals Each Assembly to have:

Project: CHOC HOSPITAL

Supplier: SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Hdwe Sched Page : 266

C:\SW\IR\IC\1\V60\REPORTS\HWSCHD32.RSL   11:24:11 AM, 06/04/2012SpecWorks™



LEVEL 5

Heading 121.12     (HwSet 121)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

RFI#5193 SMOKE DOOR / RFI#5193-1 TRANSOM WINDOW SIZE
RFI#5343 TRANSOM WINDOW ABOVE DOOR ONLY / RFI#5483 GLASS PER NOTE 5

Heading 122A.1     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 5.087.04 HALL 5.087 TO ON-CALL UNISEX TOILET/SHOWER RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 630HVY STNLESS HINGE STAEA(      3) FBB199  4-1/2 X 4-1/2  NRP

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      1) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER, RUST INHIB LCNEA(      1) 4041-SRI  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

STAINLESS STEEL HINGES & SRI CLOSER FOR SHOWER / SEALS FOR SOUND @ TOILET

1 SGL DOOR(S) 5.085 CORRIDOR 5.079.00.C TO FEMALE STAFF TOILET 5.085 LH 95

Heading 122A.5     (HwSet 122A)
Degree

Act InActHand

1 SGL DOOR(S) 5.105 CORRIDOR 5.090.00.C TO FEMALE STAFF TOILET 5.105 LH 90

1 SGL DOOR(S) 5.135 CORRIDOR 5.075.00.C TO MALE STAFF TOILET 5.135 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      9) FBB168  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      3) 23-030

1 626TEMPORARY CORE SCHEA(      3) 23-030  ICA

1 626PRIVACY KEYPAD LOCK ALAEA(      3) DL4175 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      3) 4041  TBWMS

Totals Each Assembly to have:
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LEVEL 5

Heading 122A.5     (HwSet 122A)     Continued..... Degree
Act InActHand

1 630MOP PLATE DONEA(      3) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      3) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      3) 1407

1 BLKADHESIVE SEAL PEMEA(      3) PK33BL - 17'

5.085 HW 122A PER APPVL
USE CLOSER BACK-CHECK TO STOP DOORS WHERE NEEDED

Heading 125.H     (HwSet 125)
Degree

Act InActHand

1 SGL DOOR(S) 5.120.06 PLAY ROOM 5.120.05 FROM CLOSET 5.120.06 LHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

1.007.48.AB  RFI#1408 WALL

1 SGL DOOR(S) 5.120.00 CORRIDOR 5.120.00.C TO STORAGE 5.120.00 LH 90

Heading 126.05     (HwSet 126)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:
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LEVEL 5

Heading 126.11     (HwSet 126)
Degree

Act InActHand

1 SGL DOOR(S) 5.141 CORRIDOR 5.075.00.C TO ELEC ROOM 5.141 RH 95

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI#328 3'6  //  USE ICC CORE FROM TEMP DOOR
2.022  RFI#423 7'0"  //  3.106.07 RFI#328 3'6" & 1.6 WALL  //  RFI#2465-12"CLR

1 SGL DOOR(S) 5.081 STORAGE VESTIBULE TO GENERAL STORAGE 5.081 LH 90

Heading 127A.1     (HwSet 127A)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RFI#3053-1 CHANGE SET #198 TO SET #127A (KEEP KICK-PLATE FROM SET #198)

1 SGL DOOR(S) 5.120.07 CORRIDOR 5.120.01.C TO H/C SHOWER 5.120.07 RH 90

Heading 131.5     (HwSet 131)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 630STAINLESS HINGES STAEA(      3) FBB191  4-1/2 X 4-1/2  NRP

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

Totals Each Assembly to have:
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LEVEL 5

Heading 131.5     (HwSet 131)     Continued..... Degree
Act InActHand

1 689CLOSER, RUST INHIB LCNEA(      1) 4041-SRI  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

PROVIDE FBB191 STAINLESS STEEL HINGES FOR SHOWER

Heading 134     (HwSet 134)
Degree

Act InActHand

1 SGL DOOR(S) 5.139 CORRIDOR 5.091.00.C TO UNISEX PATIENT TOILET 5.139 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

B.004.05.A SET #134 FOR CLOSER @ SMOKE DOOR
5.139 RFI#2640 SET 134 / RFI#4492 ND40 PRIVACY NOT KEYPAD LOCK (SET #122A VS #138)

1 SGL DOOR(S) 5.083.01 VISITOR WAITING 5.083 FROM UNISEX PUBLIC TOILET 5.083.01 LHR 90

Heading 134.1     (HwSet 134)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:
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LEVEL 5

Heading 134.1     (HwSet 134)     Continued..... Degree
Act InActHand

CLOSER W/STOP DUE TO CORNER GUARD 

Heading 137     (HwSet 137)
Degree

Act InActHand

1 SGL DOOR(S) 5.084.01.A AIRBORNE INFECT PATIENT RM FROM TOILET 5.084.01.A RHR 140

1 SGL DOOR(S) 5.084.02.A AIRBORNE INFECT PATIENT RM FROM TOILET 5.084.02.A RHR 140

1 SGL DOOR(S) 5.090.01 PATIENT ROOM 5.090 FROM TOILET 5.090.01 RHR 140

1 SGL DOOR(S) 5.092.01 PATIENT ROOM 5.092 FROM TOILET 5.092.01 RHR 140

1 SGL DOOR(S) 5.094.01 PATIENT ROOM 5.094 FROM TOILET 5.094.01 RHR 150

1 SGL DOOR(S) 5.096 PATIENT ROOM 5.096 FROM TOILET 5.096.01 RHR 150

1 SGL DOOR(S) 5.098.01 PATIENT ROOM 5.098 FROM TOILET 5.098.01 RHR 150

1 SGL DOOR(S) 5.100.01 PATIENT ROOM 5.100 FROM TOILET 5.100.01 RHR 150

1 SGL DOOR(S) 5.102.01 PATIENT ROOM 5.102 FROM TOILET 5.102.01 RHR 140

1 SGL DOOR(S) 5.104.01 PATIENT ROOM 5.104 FROM TOILET 5.104.01 RHR 160

1 SGL DOOR(S) 5.106.01 PATIENT ROOM 5.106 FROM TOILET 5.106.01 RHR 180

1 SGL DOOR(S) 5.108.01 PATIENT ROOM 5.108 FROM TOILET 5.108.01 RHR 180

1 SGL DOOR(S) 5.110.01 PATIENT ROOM 5.110 FROM TOILET 5.110.01 RHR 180

1 SGL DOOR(S) 5.112.01 PATIENT ROOM 5.112 FROM TOILET 5.112.01 RHR 180

1 SGL DOOR(S) 5.114.01 PATIENT ROOM 5.114 FROM TOILET 5.114.01 RHR 180

1 SGL DOOR(S) 5.116.01 PATIENT ROOM 5.116 FROM TOILET 5.116.01 LHR 180

1 SGL DOOR(S) 5.120.01 PATIENT ROOM 5.120 FROM TOILET 5.120.01 RHR 180

1 SGL DOOR(S) 5.122.01 PATIENT ROOM 5.122 FROM TOILET 5.122.01 RHR 180

1 SGL DOOR(S) 5.124.01 PATIENT ROOM 5.124 FROM TOILET 5.124.01 RHR 180

1 SGL DOOR(S) 5.126.01 PATIENT ROOM 5.126 FROM TOILET 5.126.01 RHR 140

1 SGL DOOR(S) 5.128.01 PATIENT ROOM 5.128 FROM TOILET 5.128.01 RHR 140

1 SGL DOOR(S) 5.130.01 PATIENT ROOM 5.130 FROM TOILET 5.130.01 RHR 140

1 SGL DOOR(S) 5.132.01 PATIENT ROOM 5.132 FROM TOILET 5.132.01 RHR 140

1 SGL DOOR(S) 5.134.01 PATIENT ROOM 5.134 FROM TOILET 5.134.01 RHR 140

1 SGL DOOR(S) 5.136.01 PATIENT ROOM 5.136 FROM TOILET 5.136.01 RHR 140

1 SGL DOOR(S) 5.138.02 ACCESS AIRBORNE INFECT PATIENT FROM ACCESSIBLE TOILET 5.138.02RHR 160

1 SGL DOOR(S) 5.140.02 ACCESS AIRBORNE INFECT PATIENT FROM ACCESSIBLE TOILET 5.140.02RHR 95

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(     81) FBB168  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(     27) ND40S-RHO-AM

1 630OVERHEAD STOP GLYEA(     27) 904F

1 630MOP PLATE DONEA(     27) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(     27) 90  8 X 34  B4E  CSK

3 GRYSILENCERS DONEA(     81) 1608

Totals Each Assembly to have:

SET STOP FOR MAX. DEGREE OF SWING
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LEVEL 5

Heading 138.1     (HwSet 138)
Degree

Act InActHand

1 SGL DOOR(S) 5.118.01 ACCESSIBLE PATIENT ROOM 5.118 FROM ACCESSIBLE TOILET 5.118.01RHR 90

3'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626PRIVACY LATCH SCHEA(      1) ND40S-RHO-AM

1 630MOP PLATE DONEA(      1) 90  6 X 35  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

3 GRYSILENCERS DONEA(      3) 1608

Totals Each Assembly to have:

1 SGL DOOR(S) 5.117 CORRIDOR 5.092.00.C TO CONFERENCE 5.117 LH 100

Heading 140.1     (HwSet 140)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626OFFICE LOCK SCHEA(      1) ND50TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

USE CUSH CLOSER OUTSIDE CONFERENCE ROOM

1 SGL DOOR(S) 5.083.00.A VISITOR WAITING 5.083 TO CORRIDOR 5.075.00.C RH 90

Heading 141.13     (HwSet 141)
Degree

Act InActHand

1 SGL DOOR(S) 5.116.02 CORRIDOR 5.090.00.C TO PARENT/CHILDREN'S RM 5.116.02 LH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      2) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

Totals Each Assembly to have:
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LEVEL 5

Heading 141.13     (HwSet 141)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

5.083.00.A  RFI#525; RFI#2586-S/L&DR; ASI#48 RH SWING
5.116.02  RFI#525 RFI#2161 S/L RFI#2586 S/L&DR

Heading 143     (HwSet 143)
Degree

Act InActHand

1 SL DOOR(S) 5.084A CORRIDOR 5.079.00.C TO ANTE ROOM 5.084

1 SL DOOR(S) 5.138.01A ANTE ROOM 5.138 TO ACCESS AIRBORNE INFECT PATIENT

1 SL DOOR(S) 5.138A CORRIDOR 5.075.00.C TO ANTE ROOM 5.138

1 SL DOOR(S) 5.140.01A ANTE ROOM 5.140 TO ACCESS AIRBORNE INFECT PATIENT

1 SL DOOR(S) 5.140A CORRIDOR 5.075.00.C TO ANTE ROOM 5.140

 x  x  x ALD x ALF x 

1 HARDWARE WILL BE B/OEA(      5) PROVIDED BY OTHERS

Totals Each Assembly to have:

RFI#1022 AL-5

1 SGL DOOR(S) 5.089 CORRIDOR 5.079.00.C TO HOUSEKEEPING LH 90

Heading 144.6     (HwSet 144)
Degree

Act InActHand

1 SGL DOOR(S) 5.103.01 CORRIDOR 5.091.00.C TO HOUSEKEEPING RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x SMOKE

3 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

1 626PERMANENT CORE SCHEA(      2) 23-030

1 626TEMPORARY CORE SCHEA(      2) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      2) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630MOP PLATE DONEA(      2) 90  6 X 41  B4E  CSK

1 630KICK-PLATE DONEA(      2) 90  8 X 40  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 5

Heading 145     (HwSet 145)
Degree

Act InActHand

1 SGL DOOR(S) 5.087 CORRIDOR 5.079.00.C TO HALL 5.087 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

1 626PERMANENT CORE SCHEA(      1) 23-030

1 626TEMPORARY CORE SCHEA(      1) 23-030  ICA

1 626KEYPAD LOCKSET ALAEA(      1) DL2775 IC/26D-S   RFI #4492 & 4661

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

Totals Each Assembly to have:

FRAME PREPPED HVY WT @ 5.087 - SHIM HINGES ON FRAME - PREP DR STD WT

1 RU DOOR(S) 5.085.00.A CORRIDOR 5.075.00.C TO FAMILY NOURISHMENT 5.085.00.A

Heading 149     (HwSet 149)
Degree

Act InActHand

1 RU DOOR(S) 5.116.00.A CORRIDOR 5.092.00.C TO FAMILY NOURISHMENT 5.116.00.A

 x  x  x STL x STL x 

1 HARDWARE WILL BE B/OEA(      2) PROVIDED BY OTHERS

Totals Each Assembly to have:

5.085.00.A = 6'9-1/2" PER APPVLS  //  5.116.00.A = WIDTH 7'11-3/4" PER APPVLS
NO THRESHOLD OR DOOR BOTTOM NEEDED AT COUNTER DOORS

1 SGL DOOR(S) 5.101.01 CORRIDOR 5.091.00.C TO EXAM/TREATMENT 5.101.01 RH 110

Heading 153.11     (HwSet 153)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(      4) FBB278  5 X 4-1/2

1 626PASSAGE SET SCHEA(      1) ND10S-RHO-AM

1 630OVERHEAD STOP GLYEA(      1) 906F

1 630GURNEY PLATE DONEA(      1) 90   8 X 46-3/8  B4E  CSK   CUT CYL LOCK

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

Totals Each Assembly to have:
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LEVEL 5

Heading 153.11     (HwSet 153)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

USING OVERHEAD STOP TO ALLOW GURNEY/BED ACCESS INTO ROOM

Heading 159A.4     (HwSet 159A)
Degree

Act InActHand

1 SGL DOOR(S) 5.084.01 ANTE ROOM 5.084 TO AIRBORNE INFECT PATIENT RM RH 95

1 SGL DOOR(S) 5.084.02 ANTE ROOM 5.084 TO AIRBORNE INFECT PATIENT RM RH 115

4'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(      2) 6814/6819-3A  BIO-GUARD

1 689PAR ARM STOP CLSR LCNEA(      2) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

Totals Each Assembly to have:

SET CLOSER TO STOP DOOR @ 105*

1 SGL DOOR(S) 5.090A CORRIDOR 5.079.00.C TO PATIENT ROOM 5.090 RH 90

Heading 159A.5     (HwSet 159A)
Degree

Act InActHand

1 SGL DOOR(S) 5.094A CORRIDOR 5.088.00.C TO PATIENT ROOM 5.094 RH 90

1 SGL DOOR(S) 5.098A CORRIDOR 5.088.00.C TO PATIENT ROOM 5.098 RH 90

1 SGL DOOR(S) 5.102A CORRIDOR 5.090.00.C TO PATIENT ROOM 5.102 RH 90

1 SGL DOOR(S) 5.106A CORRIDOR 5.090.00.C TO PATIENT ROOM 5.106 RH 90

1 SGL DOOR(S) 5.110A CORRIDOR 5.090.00.C TO PATIENT ROOM 5.110 RH 90

1 SGL DOOR(S) 5.114A CORRIDOR 5.090.00.C TO PATIENT ROOM 5.114 RH 90

1 SGL DOOR(S) 5.118A CORRIDOR 5.094.00.C TO ACCESSIBLE PATIENT ROOM 5.118 LH 90

1 SGL DOOR(S) 5.122A CORRIDOR 5.094.00.C TO PATIENT ROOM 5.122 RH 90

1 SGL DOOR(S) 5.126A CORRIDOR 5.094.00.C TO PATIENT ROOM 5.126 RH 90

1 SGL DOOR(S) 5.130A CORRIDOR 5.094.00.C TO PATIENT ROOM 5.130 RH 90

1 SGL DOOR(S) 5.134A CORRIDOR 5.075.00.C TO PATIENT ROOM 5.134 RH 90

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(     48) FBB278  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(     12) 6814/6819-3A  BIO-GUARD

1 630KICK-PLATE DONEA(     12) 90  8 X 46  B4E  CSK

Totals Each Assembly to have:
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LEVEL 5

Heading 159A.5     (HwSet 159A)     Continued..... Degree
Act InActHand

1 626WALL STOP DONEA(     12) 1407

1 BLKADHESIVE SEAL PEMEA(     12) PK33BL - 18'

DELETE CLOSERS CO#258

Heading 159A.6     (HwSet 159A)
Degree

Act InActHand

1 SGL DOOR(S) 5.092A CORRIDOR 5.088.00.C TO PATIENT ROOM 5.092 RH 100

1 SGL DOOR(S) 5.096A CORRIDOR 5.088.00.C TO PATIENT ROOM 5.096 RH 100

1 SGL DOOR(S) 5.100A CORRIDOR 5.088.00.C TO PATIENT ROOM 5.100 RH 95

1 SGL DOOR(S) 5.104A CORRIDOR 5.090.00.C TO PATIENT ROOM 5.104 RH 100

1 SGL DOOR(S) 5.108A CORRIDOR 5.090.00.C TO PATIENT ROOM 5.108 RH 110

1 SGL DOOR(S) 5.112A CORRIDOR 5.090.00.C TO PATIENT ROOM 5.112 RH 105

1 SGL DOOR(S) 5.116A CORRIDOR 5.090.00.C TO PATIENT ROOM 5.116 RH 180

1 SGL DOOR(S) 5.120A CORRIDOR 5.094.00.C TO PATIENT ROOM 5.120 RH 100

1 SGL DOOR(S) 5.124A CORRIDOR 5.094.00.C TO PATIENT ROOM 5.124 RH 100

1 SGL DOOR(S) 5.128A CORRIDOR 5.094.00.C TO PATIENT ROOM 5.128 RH 100

1 SGL DOOR(S) 5.132A CORRIDOR 5.094.00.C TO PATIENT ROOM 5.132 RH 100

1 SGL DOOR(S) 5.136A CORRIDOR 5.075.00.C TO PATIENT ROOM 5.136 RH 100

4'0" x 7'0" x 1-3/4" x WD x HMF x SMOKE

4 652SWING CLEAR HINGE STAEA(     48) FBB278  5 X 4-1/2

1 32DPUSH/PULL LATCH ABHEA(     12) 6814/6819-3A  BIO-GUARD

1 630OVERHEAD STOP GLYEA(     12) 906F

1 630KICK-PLATE DONEA(     12) 90  8 X 46  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(     12) PK33BL - 18'

Totals Each Assembly to have:

DELETE CLOSERS CO#258 - ADD OVERHEAD STOPS

1 SGL DOOR(S) 5.111.00.A CORRIDOR 5.093.00.C TO COPY ALCOVE 5.111.00.A RH 90

Heading 170.1     (HwSet 170)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 626CLASSROOM LOCK SCHEA(      1) ND70TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

Totals Each Assembly to have:
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LEVEL 5

Heading 170.1     (HwSet 170)     Continued..... Degree
Act InActHand

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 ALMORT AUTO DR BTM PEMEA(      1) 411APKL - 36"

1 ALTHRESHOLD PEMEA(      1) 18/1A - 3" X 36"  WS/PA

Heading 173A     (HwSet 173A)
Degree

Act InActHand

1 PR DOOR(S) 5.068.00.LA PATIENT/STAFF ELEV LOBBY FROM EXHAUST FAN CONTROL PANELSRHRA 115 115

6'0" x 7'0" x 1-3/4" x WD x HMF x NON-RTD

6 652HINGES STAEA(      6) FBB179  4-1/2 X 4-1/2

2 626MANUAL BOTTM BOLT DCIEA(      2) 780F - 12"

1 630DP STRIKE DCIEA(      1) 81

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

2 630OVERHEAD STOP GLYEA(      2) 904F

1 CLASTRAGAL PEMEA(      1) 355CS - 7'

2 GRYSILENCERS DONEA(      2) 1608

Totals Each Assembly to have:

RFI#4992 ADDED OPENING / CO #340

1 PR DOOR(S) 5.083 VISITOR WAITING 5.083 FROM PUBLIC ELEV LOBBY 5.000.00.L RHRA 90 140

Heading 176.2     (HwSet 176)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESS PANIC LATCH VONEA(      2) 9447L-F-LBR  LP373L-BE-06     US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:
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LEVEL 5

Heading 176.2     (HwSet 176)     Continued..... Degree
Act InActHand

5.083 RFI #2479 LATCH IN LIEU OF LOCKING HARDWARE / RFI#2455 MAG HOLD @ 5.083

Heading 188.1     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 5.120.01.C CORRIDOR 5.120.00.C FROM CORRIDOR 5.120.01.C LHR 90 90

7'8" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      2) P-4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 45  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

RFI#5172 SAYS WDP BUT RFI#5172-1 CONFIRMS HM DOOR
RFI#5562 ALLOWS POCKET IN WALL FOR STD 3-1/2" MAG

1 DE DOOR(S) 5.075.00.CA CORRIDOR 5.075.00.C FROM CORRIDOR 5.094.00.C LHR 90 90

Heading 188.3     (HwSet 188)
Degree

Act InActHand

1 DE DOOR(S) 5.088.00.CA CORRIDOR 5.088.00.C FROM CORRIDOR 5.090.00.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      4) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      4) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      4) P-4041  TBWMS

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      4) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      2) S88BL - 25'

Totals Each Assembly to have:

1.070.48.C, 1.070.62.CA, B.002.00.CA - MAG HOLD OPEN PER FA DWG
B.002.00.CA RFI#324-1WALL/RFI#1646/2B PER APPVL
3.000.00.LB RFI #324-1 WALL
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LEVEL 5

Heading 188.3     (HwSet 188)     Continued..... Degree
Act InActHand

Heading 191     (HwSet 191)
Degree

Act InActHand

1 DE DOOR(S) 5.074.00.CA VISITOR WAITING 5.083 FROM CORRIDOR 5.074.00.C LHR 90 90

1 DE DOOR(S) 5.074.00.CB CORRIDOR 5.074.00.C FROM CORRIDOR 5.075.00.C LHR 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

2 630CONTINUOUS HINGE MAREA(      4) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      4) 9447EO-LBR                            US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      2) S772D - 7'

2 689PAR ARM CLOSER LCNEA(      4) P-4041  TBWMS

2 630KICK-PLATE DONEA(      4) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      4) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 25'

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWGS EF1.10
RFI #2575-1 CONFRIMS MAG HOLD OPENS & NO AUTO-OPS @ 3.102.00.CB

1 BL WINDOW 5.084.01B NURSE STATION ALCOVE 5.134.00.A TO ANTE ROOM 5.084

Heading ALUM     (HwSet )
Degree

Act InActHand

1 BL WINDOW 5.084B NURSE STATION ALCOVE 5.134.00.A TO ANTE ROOM 5.084

1 BL WINDOW 5.090B CORRIDOR 5.088.00.C TO PATIENT ROOM 5.090

1 BL WINDOW 5.090C CORRIDOR 5.088.00.C TO PATIENT ROOM 5.090

1 BL WINDOW 5.092B CORRIDOR 5.088.00.C TO PATIENT ROOM 5.092

1 BL WINDOW 5.092C CORRIDOR 5.088.00.C TO PATIENT ROOM 5.092

1 BL WINDOW 5.094B CORRIDOR 5.088.00.C TO PATIENT ROOM 5.094

1 BL WINDOW 5.094C CORRIDOR 5.088.00.C TO PATIENT ROOM 5.094

1 BL WINDOW 5.096B CORRIDOR 5.088.00.C TO PATIENT ROOM 5.096

1 BL WINDOW 5.096C CORRIDOR 5.088.00.C TO PATIENT ROOM 5.096

1 BL WINDOW 5.098B CORRIDOR 5.088.00.C TO PATIENT ROOM 5.098

1 BL WINDOW 5.098C CORRIDOR 5.088.00.C TO PATIENT ROOM 5.098

1 BL WINDOW 5.100B CORRIDOR 5.088.00.C TO PATIENT ROOM 5.100

1 BL WINDOW 5.100C CORRIDOR 5.088.00.C TO PATIENT ROOM 5.100

1 BL WINDOW 5.102B CORRIDOR 5.090.00.C TO PATIENT ROOM 5.102

1 BL WINDOW 5.102C CORRIDOR 5.090.00.C TO PATIENT ROOM 5.102

1 BL WINDOW 5.104B CORRIDOR 5.090.00.C TO PATIENT ROOM 5.104

1 BL WINDOW 5.104C CORRIDOR 5.090.00.C TO PATIENT ROOM 5.104

1 BL WINDOW 5.106B CORRIDOR 5.090.00.C TO PATIENT ROOM 5.106

1 BL WINDOW 5.106C CORRIDOR 5.090.00.C TO PATIENT ROOM 5.106

1 BL WINDOW 5.108B CORRIDOR 5.090.00.C TO PATIENT ROOM 5.108

1 BL WINDOW 5.108C CORRIDOR 5.090.00.C TO PATIENT ROOM 5.108

1 BL WINDOW 5.110B CORRIDOR 5.090.00.C TO PATIENT ROOM 5.110

1 BL WINDOW 5.110C CORRIDOR 5.090.00.C TO PATIENT ROOM 5.110
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LEVEL 5

Heading ALUM     (HwSet )     Continued..... Degree
Act InActHand

1 BL WINDOW 5.112B CORRIDOR 5.090.00.C TO PATIENT ROOM 5.112

1 BL WINDOW 5.112C CORRIDOR 5.090.00.C TO PATIENT ROOM 5.112

1 BL WINDOW 5.114B CORRIDOR 5.090.00.C TO PATIENT ROOM 5.114

1 BL WINDOW 5.114C CORRIDOR 5.090.00.C TO PATIENT ROOM 5.114

1 BL WINDOW 5.116B CORRIDOR 5.090.00.C TO PATIENT ROOM 5.116

1 BL WINDOW 5.116C CORRIDOR 5.090.00.C TO PATIENT ROOM 5.116

1 BL WINDOW 5.118B CORRIDOR 5.094.00.C TO ACCESSIBLE PATIENT ROOM 5.118

1 BL WINDOW 5.118C CORRIDOR 5.094.00.C TO ACCESSIBLE PATIENT ROOM 5.118

1 BL WINDOW 5.120B CORRIDOR 5.094.00.C TO PATIENT ROOM 5.120

1 BL WINDOW 5.120C CORRIDOR 5.094.00.C TO PATIENT ROOM 5.120

1 BL WINDOW 5.122B CORRIDOR 5.094.00.C TO PATIENT ROOM 5.122

1 BL WINDOW 5.122C CORRIDOR 5.094.00.C TO PATIENT ROOM 5.122

1 BL WINDOW 5.124B CORRIDOR 5.094.00.C TO PATIENT ROOM 5.124

1 BL WINDOW 5.124C CORRIDOR 5.094.00.C TO PATIENT ROOM 5.124

1 BL WINDOW 5.126B CORRIDOR 5.094.00.C TO PATIENT ROOM 5.126

1 BL WINDOW 5.126C CORRIDOR 5.094.00.C TO PATIENT ROOM 5.126

1 BL WINDOW 5.128B CORRIDOR 5.094.00.C TO PATIENT ROOM 5.128

1 BL WINDOW 5.128C CORRIDOR 5.094.00.C TO PATIENT ROOM 5.128

1 BL WINDOW 5.130B CORRIDOR 5.094.00.C TO PATIENT ROOM 5.130

1 BL WINDOW 5.130C CORRIDOR 5.094.00.C TO PATIENT ROOM 5.130

1 BL WINDOW 5.132B CORRIDOR 5.094.00.C TO PATIENT ROOM 5.132

1 BL WINDOW 5.132C CORRIDOR 5.094.00.C TO PATIENT ROOM 5.132

1 BL WINDOW 5.134B CORRIDOR 5.075.00.C TO PATIENT ROOM 5.134

1 BL WINDOW 5.134C CORRIDOR 5.075.00.C TO PATIENT ROOM 5.134

1 BL WINDOW 5.136B CORRIDOR 5.075.00.C TO PATIENT ROOM 5.136

1 BL WINDOW 5.136C CORRIDOR 5.075.00.C TO PATIENT ROOM 5.136

1 BL WINDOW 5.138.01B NURSE STATION ALCOVE 5.134.00.A TO ACCESS AIRBORNE INFECT PATIENT

1 BL WINDOW 5.138B CORRIDOR 5.075.00.C TO ANTE ROOM 5.138

1 BL WINDOW 5.140.01B NURSE STATION ALCOVE 5.134.00.A TO ACCESS AIRBORNE INFECT PATIENT

1 BL WINDOW 5.140B CORRIDOR 5.075.00.C TO ANTE ROOM 5.140

 x  x  x  x ALF x 

Totals Each Assembly to have:

B.007.21B, B.007.21C, B.007.22B, B.008.05B  RFI#546 HM-3; RFI#546-1 AL-8
B.007.19.AB,B.007.20.AB,1.070.35B RFI#1022 AL-8 //  2.012.00.AC RFI#544 & 2237 GLASS
THESE WINDOWS ARE ALUMINUM BY OTHERS PER DETAIL
RFI#5000 @ 3.001.46B

1 SGL DOOR(S) 5.194 CORRIDOR 5.120.00.C TO FIRE RISER CLOSET 477 LH 90

Heading EXI.1     (HwSet )
Degree

Act InActHand

2'6" x 7'0" x 1-3/4" x WD x HMF x 90PPS

3 652HINGES STAEA(      3) FBB179  4-1/2 X 4-1/2

Totals Each Assembly to have:
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LEVEL 5

Heading EXI.1     (HwSet )     Continued..... Degree
Act InActHand

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689REG ARM CLSR 180* LCNEA(      1) 4031  TBWMS

1 626WALL STOP DONEA(      1) 1407

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

NEW HARDWARE REQUIRED DUE TO EXISTING DOORS WERE 4' W/MORTISE LOCKS
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LEVEL 6

Heading 101A     (HwSet 101A)
Degree

Act InActHand

1 PR DOOR(S) 6.081.00.L SHELL 6.000A FROM PAT/STAFF ELEV LOBBY 6.081.00.L LHRA 140 140

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-58  5 X 4-1/2  8-WIRE

6 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

2 626ELEC REC PANIC LATCH VONEA(      2) EL9447L-F-LBR LP373L-BE-06    US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

RFI #2479 REVISED HARDWARE SET 101A / MAG HOLD OPEN PER FA DWGS EF1.00
GURNEY PLATES WILL NOT WORK & ARE NOT NEEDED WITH IN-PACT PANIC DEVICES

1 PR DOOR(S) 6.125 SHELL 6.000B TO ELECTRIC ROOM RHA 95 90

Heading 102     (HwSet UNEQ)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

2 652SPRING HINGE STAEA(      2) 2060R  4-1/2 X 4-1/2

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 652HINGES STAEA(      1) FBB179  4-1/2 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 630DP STRIKE DCIEA(      1) 81

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) NX-648 ACT 36

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 10  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 CLASTRAGAL PEMEA(      1) 355CS - 7'

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 6

Heading 102     (HwSet UNEQ)     Continued..... Degree
Act InActHand

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

WALL STOP @ CONC EQUIP PAD AS NEEDED  //  USE ICC TEMP CORE FROM TEMP DOOR
RFI #328 OPENING SIZE  //  B.050  RFI#1476 HDW  //  5.125 RFI #628 OPENING SIZE

Heading 109.3     (HwSet 109)
Degree

Act InActHand

1 SGL DOOR(S) 6.088.01 STAIR #1 - 6.088.01 FROM VESTIBULE 6.088.01.V LHR 100

1 SGL DOOR(S) 6.116.03 STAIR #2 - 6.116.03 FROM VESTIBULE 6.116.02 LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      2) E98L-F  E996L-06  SLM  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

1 SGL DOOR(S) 6.088.01.V VESTIBULE 6.088.01.V FROM SHELL 6.000B RHR 90

Heading 113.1     (HwSet 113)
Degree

Act InActHand

1 SGL DOOR(S) 6.116.02 VESTIBULE 6.116.02 FROM SHELL 6.000A RHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 630RIM PANIC LATCH VONEA(      2) 98L-F  996L-BE-06  SLM  4'       US32D-AM

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

Totals Each Assembly to have:
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LEVEL 6

Heading 113.1     (HwSet 113)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

SET #113 LATCHSET PANIC PER APPVL / THRESH & SWEEP FOR PRESSURIZED VESTIBULE
INSTALL KICK-PLATE ON CORRIDOR SIDE & SWEEP ON VESTIBULE SIDE

Heading 114A.8     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 6.121 SHELL 6.000A TO IS ROOM 6.121 LH 180

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

5.123 FLOOR STOP UNDER PANELS AT ANGLE / 7.121.01 RFI#2695-1 HW114A
6.121 STOP W/CLOSER BACK-CHECK & RFI#2357 Set 114A

1 SGL DOOR(S) 6.103.02 SHELL 6.000B TO IS ROOM 6.103.02 RH 180

Heading 114A.9     (HwSet 114A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

Totals Each Assembly to have:
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LEVEL 6

Heading 114A.9     (HwSet 114A)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

INSTALL FLOOR STOP JUST PAST WALL AT PNEUMATIC TUBES
ADDED SEC TYPE 3 FOR FUTURE USE @ 4TH, 6TH & 7TH FLOOR OPENINGS
6.103.02, 7.103.02 RFI#2695-1 HW114A / 6.103.02 RFI#2357 Set 114A

Heading 118     (HwSet 118)
Degree

Act InActHand

1 SGL DOOR(S) 6.003 SHELL 6.000A TO GENERAL STORAGE 6.003 LH 90

1 SGL DOOR(S) 6.120 SHELL 6.000A TO GENERAL STORAGE 6.120 LH 105

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      2) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

Totals Each Assembly to have:

ADD BACK ON RFI #4649 (RE-USE 2.032 THAT WAS NOT CREDITED ON ALT #5)
7.020 RFI#498-TYPE A

1 SGL DOOR(S) 6.139 SHELL 6.000B TO ELEC ROOM 6.139 RH 90

Heading 123.1     (HwSet 123)
Degree

Act InActHand

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:
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LEVEL 6

Heading 123.1     (HwSet 123)     Continued..... Degree
Act InActHand

RE-USE ICC CORE FROM TEMPORARY DOOR

Heading 176.2     (HwSet 176)
Degree

Act InActHand

1 PR DOOR(S) 6.000.00.L SHELL SPACE 6.000B FROM PUBLIC ELEV LOBBY 6.000.00.L RHRA 95 180

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESS PANIC LATCH VONEA(      2) 9447L-F-LBR  LP373L-BE-06     US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:

5.083 RFI #2479 LATCH IN LIEU OF LOCKING HARDWARE / RFI#2455 MAG HOLD @ 5.083

1 DE DOOR(S) 6.000.B SHELL 6.000A FROM SHELL 6.000B LHR 180 180

Heading 180.2     (HwSet 180)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:
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LEVEL 7

Heading 101A.1     (HwSet 101A)
Degree

Act InActHand

1 PR DOOR(S) 7.081.00.L SHELL 7.000 FROM PAT/STAFF ELEV LOBBY 7.081.00.L RHRA 90 90

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 652HEAVY ELEC HINGE STAEA(      2) CEFBB168-58  5 X 4-1/2  8-WIRE

6 652HEAVY WT HINGES STAEA(      6) FBB168  5 X 4-1/2

2 626ELEC RECESS PANIC VONEA(      2) EL9447L-F-LBR LP230L-06        US26D-AM

2 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      2) 23-030

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

Totals Each Assembly to have:

MAG HOLD OPEN PER FA DWGS EF1.00 - VERIFY IF REQUIRED W/AUTO-OP
RFI#2479 HM / RFI #2479 REVISED HARDWARE SET 101A
GURNEY PLATES WILL NOT WORK & ARE NOT NEEDED WITH IN-PACT PANIC DEVICES

1 PR DOOR(S) 7.000.00.L SHELL 7.000 FROM PUBLIC ELEV LOBBY 7.000.00.L RHRA 90 180

Heading 101A.2     (HwSet 101A)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

8 652HEAVY WT HINGES STAEA(      8) FBB168  5 X 4-1/2

2 626RECESS PANIC LATCH VONEA(      2) 9447L-F-LBR  LP373L-BE-06     US26D-AM

2 689CLOSER LCNEA(      2) 4041  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 689MAG HOLD OPEN LCNEA(      2) SEM 7850  3-7/16" PROJECTION

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 25'

Totals Each Assembly to have:

PER APPVL 7.000.00.L TO MATCH 6.000.00.L = NOTE 18 MAG HOLD OPEN & NO AUTO-OP
PER APPVD AUTO-OP SHOP DWG BOTH 7TH FLOOR PAIRS GET AUTO-OPS
RFI #425 RFI#2479 HM DR // RFI #2479 REVISED SET 101A SHOWING AUTO-OPS
RFI# 2575 = NO MAG HOLD OPEN AND NO AUTO-OP IS CORRECT
ASI#54 = DOOR SCHED WITH NOTES 62 & 61 ADDED
ASI#28 = NOTE 62 FOR SEC DOOR / MAG HOLD OPEN ON FA DWG
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LEVEL 7

Heading 102     (HwSet UNEQ)
Degree

Act InActHand

1 PR DOOR(S) 7.125 SHELL 7.000 TO ELECTRIC ROOM RHA 90 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

2 652SPRING HINGE STAEA(      2) 2060R  4-1/2 X 4-1/2

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 652HINGES STAEA(      1) FBB179  4-1/2 X 4-1/2

1 630LATCHING FLSH BLTS DCIEA(      1) 845

1 630DP STRIKE DCIEA(      1) 81

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC  XQ07-351 7/8"

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) NX-648 ACT 36

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 10  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 CLASTRAGAL PEMEA(      1) 355CS - 7'

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

1 ALTHRESHOLD PEMEA(      1) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

WALL STOP @ CONC EQUIP PAD AS NEEDED  //  USE ICC TEMP CORE FROM TEMP DOOR
RFI #328 OPENING SIZE  //  B.050  RFI#1476 HDW  //  5.125 RFI #628 OPENING SIZE

1 SGL DOOR(S) 7.088.02 STAIR #1 - 7.088.02 FROM VESTIBULE 7.088.01.V LHR 110

Heading 109.3     (HwSet 109)
Degree

Act InActHand

1 SGL DOOR(S) 7.116.02 STAIR #2 - 7.116.02 FROM VESTIBULE 7.116.02.V LHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      2) CEFBB278-54  5"  4-WIRE

3 652SWING CLEAR HINGE STAEA(      6) FBB278  5 X 4-1/2

1 630ELEC RIM PANIC VONEA(      2) E98L-F  E996L-06  SLM  4'         US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

Totals Each Assembly to have:
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LEVEL 7

Heading 109.3     (HwSet 109)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Heading 113.1     (HwSet 113)
Degree

Act InActHand

1 SGL DOOR(S) 7.088.01 VESTIBULE 7.088.01.V FROM SHELL 7.000 RHR 90

1 SGL DOOR(S) 7.116.02.V VESTIBULE 7.116.02.V FROM SHELL 7.000 RHR 90

4'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

4 652SWING CLEAR HINGE STAEA(      8) FBB278  5 X 4-1/2

1 630RIM PANIC LATCH VONEA(      2) 98L-F  996L-BE-06  SLM  4'       US32D-AM

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 46  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 18'

1 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      2) 18/1A - 4" X 48"  WS/PA

Totals Each Assembly to have:

SET #113 LATCHSET PANIC PER APPVL / THRESH & SWEEP FOR PRESSURIZED VESTIBULE
INSTALL KICK-PLATE ON CORRIDOR SIDE & SWEEP ON VESTIBULE SIDE

1 SGL DOOR(S) 7.121.01 SHELL 7.000 TO IS ROOM 7.121.01 LH 120

Heading 114A.8     (HwSet 114A)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689HANDED CLOSER LCNEA(      1) 4011  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

Totals Each Assembly to have:
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LEVEL 7

Heading 114A.8     (HwSet 114A)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

5.123 FLOOR STOP UNDER PANELS AT ANGLE / 7.121.01 RFI#2695-1 HW114A
6.121 STOP W/CLOSER BACK-CHECK & RFI#2357 Set 114A

Heading 114A.9     (HwSet 114A)
Degree

Act InActHand

1 SGL DOOR(S) 7.103.02 SHELL 7.000 TO IS ROOM 7.103.02 RH 90

3'0" x 7'0" x 1-3/4" x WD x HMF x 90PPS

1 652ELEC SWING CLEAR STAEA(      1) CEFBB278-54  4-1/2"  4-WIRE

2 652SWING CLEAR HINGE STAEA(      2) FBB278  4-1/2 X 4-1/2

1 626ELECTRIC LOCK SCHEA(      1) ND80TD-EL-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630FLOOR STOP DONEA(      1) 1440

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 17'

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

INSTALL FLOOR STOP JUST PAST WALL AT PNEUMATIC TUBES
ADDED SEC TYPE 3 FOR FUTURE USE @ 4TH, 6TH & 7TH FLOOR OPENINGS
6.103.02, 7.103.02 RFI#2695-1 HW114A / 6.103.02 RFI#2357 Set 114A

1 SGL DOOR(S) 7.001 SHELL 7.000 TO GENERAL STORAGE 7.001 RH 100

Heading 118     (HwSet 118)
Degree

Act InActHand

1 SGL DOOR(S) 7.020 SHELL 7.000 TO GENERAL STORAGE 7.020 LH 105

3'0" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      6) FBB168  4-1/2 X 4-1/2

1 626STOREROOM LOCK SCHEA(      2) ND80TD-RHO-AM ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 630KICK-PLATE DONEA(      2) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      2) 1407

Totals Each Assembly to have:
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LEVEL 7

Heading 118     (HwSet 118)     Continued..... Degree
Act InActHand

1 BLKADHESIVE SEAL PEMEA(      2) PK33BL - 17'

ADD BACK ON RFI #4649 (RE-USE 2.032 THAT WAS NOT CREDITED ON ALT #5)
7.020 RFI#498-TYPE A

Heading 123.1     (HwSet 123)
Degree

Act InActHand

1 SGL DOOR(S) 7.139 SHELL 7.000 TO ELEC ROOM 7.139 RH 90

3'6" x 7'0" x 1-3/4" x WD x HMF x 60PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  5 X 4-1/2

1 626STOREROOM LOCK SCHEA(      1) ND80TD-RHO-AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 40  B4E  CSK

1 BLKADHESIVE SEAL PEMEA(      1) PK33BL - 18'

Totals Each Assembly to have:

RE-USE ICC CORE FROM TEMPORARY DOOR

1 DE DOOR(S) 7.000.B SHELL 7.000 FROM SHELL 7.000 LHR 180 180

Heading 180.2     (HwSet 180)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      2) HG-329-MB - 7'0"

2 626RECESSED PANIC VONEA(      2) 9447EO-F-LBR                          US26D-AM

1 BRNSMOKE ASTRAGAL PEMEA(      1) S772D - 7'

2 689HVY PAR ARM CLOSR LCNEA(      2) P-4041-EDA  TBWMS

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 626WALL STOP DONEA(      2) 1407

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 25'

Totals Each Assembly to have:
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LEVEL 7
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LEVEL 8

Heading 001.1     (HwSet 01)
Degree

Act InActHand

1 SGL DOOR(S) R.120B TOWER ROOF MAIN LEVEL FROM ELECTRICAL SWITCHGEAR LHR 90

3'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

3 630HVY STNLESS HINGE STAEA(      3) FBB199  4-1/2 X 4-1/2  NRP

1 630RIM PANIC VONEA(      1) 98L-F  996L-06                         US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  3'

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 36"

1 CLDRIP CAP PEMEA(      1) 346C -  40"

1 ALTHRESHOLD PEMEA(      1) 2550A   41-1/4" NET/NO DRILL  WS/PA

Totals Each Assembly to have:

SET #4C PER APPVLS / RFI #4691 THRESHOLD DETAIL

1 PR DOOR(S) R.068 LOWER ELEV LOBBY R.068 FROM CATWALK - PH1 RHRA 110 180

Heading 001.8     (HwSet 01)
Degree

Act InActHand

5'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

3 630HVY STNLESS HINGE STAEA(      3) FBB199  4-1/2 X 4-1/2  NRP

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 630AUTO FLUSH BOLTS DCIEA(      1) 842

1 630DP STRIKE DCIEA(      1) 81

1 630MORTISE LOCK PANIC VONEA(      1) 9875L  996L-NL-M-06          US32D-AM

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 GALASTRAGAL PEMEA(      1) 357SP - 7'  CS SCREWS

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-SCUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 23  B4E  CSK

1 630KICK-PLATE DONEA(      1) 90  8 X 35  B4E  CSK

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  5'

Totals Each Assembly to have:
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LEVEL 8

Heading 001.8     (HwSet 01)     Continued..... Degree
Act InActHand

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 24"

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 36"

1 CLDRIP CAP PEMEA(      1) 346C -  64"

1 ALTHRESHOLD PEMEA(      1) 2549A   65-1/4" NET/NO DRILL  WS/PA

2 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

RFI#2762 ADDED SECURITY TYPE 1 // RFI #4691 FOR THRESHOLD DETAIL
PER APPVLS USE HW SET #8 W/PANIC ON ACTIVE DOOR FOR PAIR OF DOORS
2'0" DOOR WILL SELDOM BE USED - CLOSER & COORDINATOR NOT REQUIRED

Heading 002.1     (HwSet 02)
Degree

Act InActHand

1 SGL DOOR(S) R.001 LOWER ELEV LOBBY R.068 FROM ELEV MACHINE ROOM R.001 RHR 180

3'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

3 652SWING CLEAR HINGE STAEA(      3) FBB278  4-1/2 X 4-1/2

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICD

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626WALL STOP DONEA(      1) 1407

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 17'

1 CLDOOR SWEEP PEMEA(      1) 315CN - 36"

1 ALTHRESHOLD PEMEA(      1) 276A - 36"  WS/PA

Totals Each Assembly to have:

USE "ICD" TEMP CORE FOR ELEVATOR MACHINE ROOMS
RFI#3255 SWING OUT RHR INTO ELEV LOBBY & USE SWING CLEAR HINGES

1 SGL DOOR(S) R.003 STAIR/VESTIBULE TO ELEV MACHINE ROOM R.003 LH 95

Heading 002.2     (HwSet 02)
Degree

Act InActHand

3'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICD

Totals Each Assembly to have:
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LEVEL 8

Heading 002.2     (HwSet 02)     Continued..... Degree
Act InActHand

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      1) 1214

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 17'

1 CLDOOR SWEEP PEMEA(      1) 315CN - 36"

1 ALTHRESHOLD PEMEA(      1) 276A - 36"  WS/PA

USE 'ICD' TEMP CORE FROM CYLINDRICAL LOCK WHEN HANGING PERMANENT DOOR
REMARK 35: NOT KEYED TO CHOC'S MASTER KEYS, SEPERATE ELEV MAINTENANCE ONLY
RFI #4691 FOR THRESHOLD DETAIL  //  RFI#3092 ADDED OPENING

Heading 002.3     (HwSet 02)
Degree

Act InActHand

1 SGL DOOR(S) R.003.1 STAIR/VESTIBULE TO MECHANICAL ROOM R.003.1 RH 120

3'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

3 652HEAVY WT HINGES STAEA(      3) FBB168  4-1/2 X 4-1/2

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      1) 1214

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 17'

1 CLDOOR SWEEP PEMEA(      1) 315CN - 36"

1 ALTHRESHOLD PEMEA(      1) 276A - 36"  WS/PA

Totals Each Assembly to have:

USE 'ICB' TEMP CORE FROM CYLINDRICAL LOCK WHEN HANGING PERMANENT DOOR

1 SGL DOOR(S) R.141 TOWER ROOF MAIN LEVEL TO STORAGE GENERAL R.141 RH 90

Heading 002.6     (HwSet 02)
Degree

Act InActHand

4'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

4 630HVY STNLESS HINGE STAEA(      4) FBB199  5 X 4-1/2  NRP

Totals Each Assembly to have:
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LEVEL 8

Heading 002.6     (HwSet 02)     Continued..... Degree
Act InActHand

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 626HVY DUTY FLR STOP TRIEA(      1) 1214

1 ALHEAD/JAMB SEALS PEMEA(      1) 290APK - 1 @ 48"  2 @ 84"

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C -  52"

1 ALTHRESHOLD PEMEA(      1) 2550A   53-1/4" NET/NO DRILL WS/PA

ASI #11 REVISED WIDTH TO 4'0" / 630 STAINLESS STEEL HINGES DUE TO EXTERIOR
RFI #4691 FOR THRESHOLD DETAIL

Heading 002.7     (HwSet 02)
Degree

Act InActHand

1 SGL DOOR(S) R.002A STAFF ELEV LOBBY R.069 TO MECHANICAL ROOM R.002 RH 95

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

4 652HEAVY WT HINGES STAEA(      4) FBB168  5 X 4-1/2

1 630STOREROOM LOCK SCHEA(      1) L9080T 06B AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689CLOSER LCNEA(      1) 4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

1 626HVY DUTY FLR STOP TRIEA(      1) 1214

1 BLKHEAD/JAMB SEALS PEMEA(      1) S88BL - 18'

1 CLDOOR SWEEP PEMEA(      1) 315CN - 48"

1 ALTHRESHOLD PEMEA(      1) 276A - 48"  WS/PA

Totals Each Assembly to have:

TEMP CORE INSTALLED MAY BE ICC INSTEAD OF ICB
SET FLOOR STOP JUST PAST BEAM - ALLOW MAXIMUM SWING 95-100*

1 SGL DOOR(S) R.088 STAIR #1 - R.088 FROM TOWER ROOF - MAIN LEVEL RHR 105

Heading 004B.1     (HwSet 04B)
Degree

Act InActHand

1 SGL DOOR(S) R.116 STAIR #2 - R.116 FROM TOWER ROOF MAIN LEVEL LHR 90

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

Totals Each Assembly to have:
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LEVEL 8

Heading 004B.1     (HwSet 04B)     Continued..... Degree
Act InActHand

3 630HVY STNLESS HINGE STAEA(      6) FBB199  5 X 4-1/2  NRP

1 630HVY SS ELEC HINGE STAEA(      2) CEFBB199-54  5 X 4-1/2  4-WIRE

1 630ELEC RIM PANIC VONEA(      2) E98L-F  E996L-06  4'                 US32D-AM

1 626RIM CYLINDER SCHEA(      2) 20-057  ICA

1 626PERMANENT CORE SCHEA(      2) 23-030

1 689CLOSER LCNEA(      2) 4041  TBWMS

1 626HVY DUTY FLR STOP TRIEA(      2) 1214

1 ALHEAD/JAMB SEALS PEMEA(      2) 290APK - 1 @ 48"  2 @ 84"

1 ALDOOR SWEEP PEMEA(      2) 3452AV - 48"

1 CLDRIP CAP PEMEA(      2) 346C -  52"

1 ALTHRESHOLD PEMEA(      2) 2550A   53-1/4" NET/NO DRILL WS/PA

1 ALTHRESHOLD SHIM PEMEA(      2) 282A - 53-1/4" NET

1 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

THRESHOLD PER D2/A11.2.1 & ELEV CONC DECK PER A3/A7.1.1  /  SEC TYPE 3
RFI #4691 THRESHOLD / CARD READER STAIR SIDE PREVENT ACCESS TO ROOF
R.116 PER RAY/JEFF 6-9-11 DW TO GO IN HMF - RFI#3276 CK1046-5 SHOWS BUTTED

Heading 004C.1     (HwSet 02/04C)
Degree

Act InActHand

1 SGL DOOR(S) R.130 CATWALK - PH1 FROM CHILLER ROOM R.130 LHR 180

3'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

3 630STAINLESS HINGES STAEA(      3) FBB191  4-1/2 X 4-1/2  NRP

1 630MORTISE LOCK PANIC VONEA(      1) 9875L-F  996L-NL-M-06       US32D-AM

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM CLOSER LCNEA(      1) P-4041  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  3'

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 36"

1 CLDRIP CAP PEMEA(      1) 346C -  40"

1 ALTHRESHOLD PEMEA(      1) 2550A   41-1/4" NET/NO DRILL  WS/PA

Totals Each Assembly to have:

RFI #4691 FOR THRESHOLD DETAIL
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LEVEL 8

Heading 004C.1     (HwSet 02/04C)     Continued..... Degree
Act InActHand

HW SET 08 FOR PAIRS / HW SET 02 W/LOCK -OR- SET 04C W/PANIC @ 1200 AMPS

Heading 006     (HwSet 06)
Degree

Act InActHand

1 SGL DOOR(S) R.087 TOWER ROOF MAIN LEVEL FROM RADIO ROOM R.087 LHR 110

4'0" x 7'0" x 1-3/4" x HMD x HMF x 90PPS

3 630HVY STNLESS HINGE STAEA(      3) FBB199  5 X 4-1/2  NRP

1 630HVY SS ELEC HINGE STAEA(      1) CEFBB199-54  5 X 4-1/2  4-WIRE

1 630ELEC MORTISE LOCK SCHEA(      1) L9080T-EU 06B AM ICC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-CUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 46  B4E  CSK

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  4'

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C -  52"

1 ALTHRESHOLD PEMEA(      1) 2550A   53-1/4" NET/NO DRILL WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

Totals Each Assembly to have:

USE SEC TYPE 3 FROM DOOR B.104 / RFI #4691 THRESHOLD / RFI#1515 CARD READER

1 PR DOOR(S) R.120A CATWALK - PH1 FROM ELECTRICAL SWITCHGEAR RHRA 180 180

Heading 008.3     (HwSet 08)
Degree

Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

8 630HVY STNLESS HINGE STAEA(      8) FBB199  5 X 4-1/2  NRP

1 630AUTO FLUSH BOLTS DCIEA(      1) 842

1 630MORTISE LOCK PANIC VONEA(      1) 9875L-F  996L-NL-M-06  4'   US32D-AM

1 626MORTISE IC CYL SCHEA(      1) 20-061  ICA  VON DUPRIN PANIC

1 626PERMANENT CORE SCHEA(      1) 23-030

1 628COORDINATOR DCIEA(      1) 696 + C BRACKETS

1 GALASTRAGAL PEMEA(      1) 357SP - 7'  CS SCREWS

Totals Each Assembly to have:
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LEVEL 8

Heading 008.3     (HwSet 08)     Continued..... Degree
Act InActHand

2 689HEAVY DUTY CLOSR LCNEA(      2) P-4040-EDA-SRI  TBWMS

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  8'

2 ALDOOR SWEEP PEMEA(      2) 3452AV - 48"

1 CLDRIP CAP PEMEA(      1) 346C - 100"

1 ALTHRESHOLD PEMEA(      1) 2550A  101-1/4" NET/NO DRILL  WS/PA

RFI #4691 FOR THRESHOLD DETAIL

Heading 009     (HwSet 09)
Degree

Act InActHand

1 PR DOOR(S) R.130B CATWALK - PH1 FROM CHILLER ROOM R.130 LHRA 90 90

1 PR DOOR(S) R.130C CATWALK - PH1 FROM CHILLER ROOM R.130 RHRA 90 90

1 PR DOOR(S) R.130D CATWALK - PH1 FROM CHILLER ROOM R.130 RHRA 180 180

8'8" x 7'0" x 1-3/4" x HMD x HMF x 60PPS

2 630CONTINUOUS HINGE MAREA(      6) HG-329-MB - 7'0"

1 630AUTO FLUSH BOLTS DCIEA(      3) 842

1 630STOREROOM LOCK SCHEA(      3) L9080T 06B AM ICA 10-025 7/8"

1 626PERMANENT CORE SCHEA(      3) 23-030

1 628COORDINATOR DCIEA(      3) L-6104 + C BRACKETS

1 GALASTRAGAL PEMEA(      3) 357SP - 7'  CS SCREWS

2 689HEAVY DUTY CLOSR LCNEA(      6) P-4040-EDA-SRI  TBWMS

2 ALJAMB SEALS PEMEA(      6) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      3) S88BL -  9'

2 ALDOOR SWEEP PEMEA(      6) 3452AV - 52"

1 CLDRIP CAP PEMEA(      3) 346C - 108"

1 ALTHRESHOLD PEMEA(      3) 2550A  109-1/4" NET/NO DRILL  WS/PA

Totals Each Assembly to have:

RFI#2054 RFI #2054-1 HW SET& DR TYPE  //  RFI #4691 FOR THRESHOLD DETAIL

1 PR DOOR(S) R.069 COVERED WALKWAY - PH2 FROM STAFF ELEV LOBBY R.069 RHRA 90 90

Heading 010A     (HwSet 10A)
Degree

Act InActHand
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LEVEL 8

Heading 010A     (HwSet 10A)     Continued..... Degree
Act InActHand

8'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

6 630HVY STNLESS HINGE STAEA(      6) FBB199  5 X 4-1/2  NRP

2 630HVY SS ELEC HINGE STAEA(      2) CEFBB199-58  5 X 4-1/2  8-WIRE

2 626ELEC RECESS PANIC VONEA(      2) EL9447L-LBR  LP230L-06           US26D-AM

2 626MORTISE IC CYL SCHEA(      2) 20-061  ICA  VON DUPRIN PANIC

2 626PERMANENT CORE SCHEA(      2) 23-030

2 CLASTRAGAL PEMEA(      2) 18041CNB - 7'

2 630KICK-PLATE DONEA(      2) 90  8 X 47  B4E  CSK

2 626HVY DUTY FLR STOP TRIEA(      2) 1214

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

1 BLKHEAD SEAL PEMEA(      1) S88BL -  8'

2 CLDOOR SWEEP PEMEA(      2) 315CN - 48"

1 ALTHRESHOLD PEMEA(      1) 2549A  101-1/4" NET/NO DRILL  WS/PA

1 AUTO-OPERATOR B/OEA(      1) PROVIDED BY OTHERS

1 GRYPOWER SUPPLY VONEA(      1) PS914-4RL-FA

2 WHIMAGNETIC CONTACT B/OEA(      2) 1078 - 1" DIAMETER

Totals Each Assembly to have:

RFI #2592 ADDED AUTO-OPERATOR / RFI #2762 ADDED SECURITY TYPE 1
RFI #3119 ALCOVE 8'5-1/2" FOR WATERPROOFING (SAM WANTS PLASTER RETURNS)
RFI #4691 FOR THRESHOLD DETAIL

Heading 2     (HwSet 01)
Degree

Act InActHand

1 SGL DOOR(S) R.002B WALKWAY - PH2 FROM STAIRS TO ELEV/MECH ROOMS LHR 90

3'0" x 7'0" x 1-3/4" x HMD x HMF x NON-RTD

1 630HVY SS ELEC HINGE STAEA(      1) CEFBB199-54  4-1/2 X 4-1/2  4-WIRE

2 630HVY STNLESS HINGE STAEA(      2) FBB199  4-1/2 X 4-1/2  NRP

1 630ELEC RIM PANIC VONEA(      1) E98L  E996L-06                        US32D-AM

1 626RIM CYLINDER SCHEA(      1) 20-057  ICA

1 626PERMANENT CORE SCHEA(      1) 23-030

1 689PAR ARM STOP CLSR LCNEA(      1) P-4041-SCUSH  TBWMS

1 630KICK-PLATE DONEA(      1) 90  8 X 34  B4E  CSK

2 ALJAMB SEALS PEMEA(      2) 303AS - 7'

Totals Each Assembly to have:
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LEVEL 8

Heading 2     (HwSet 01)     Continued..... Degree
Act InActHand

1 BLKHEAD SEAL PEMEA(      1) S88BL -  3'

1 ALDOOR SWEEP PEMEA(      1) 3452AV - 36"

1 CLDRIP CAP PEMEA(      1) 346C -  40"

1 ALTHRESHOLD PEMEA(      1) 2550A   41-1/4" NET/NO DRILL  WS/PA

1 WHIMAGNETIC CONTACT B/OEA(      1) 1078 - 1" DIAMETER

NO VANDAL TRIM @ ROOF - USE E996L PANIC TRIM // RFI #4691 THRESHOLD DETAIL
CARD READER ON @ ROOF SIDE PREVENTING ACCESS INTO MECH/ELEV ROOMS

Heading W     (HwSet )
Degree

Act InActHand

1 RU DOOR(S) R.130A CATWALK - PH1 TO CHILLER ROOM R.130

1 RU DOOR(S) R.130E CATWALK - PH1 TO CHILLER ROOM R.130

 x  x  x STL x STL x 

1 HARDWARE WILL BE B/OEA(      2) PROVIDED BY OTHERS

Totals Each Assembly to have:
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End of Schedule
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR EB.1000 B EB.1000 144.8 144 CORRIDOR IN
EXISTING BLDG

CLEAN LINEN LHA 60PPS 6'0" 7'0" HMF 14 6-3/8 PRI STL STLA60 AFCAFC

1LHA 60PPS 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2A 1/2"

1RHI 60PPS 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2A 1/2"

1 PR B.000.00.L B.000.00.L 176.1 176 CORRIDOR B.002.00.C PUBLIC ELEVATOR
LOBBY

RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1 SGL B.000.02 B.000.02 001.4 01 EXIST BLDG
CORRIDOR

INCR #13
PATHOLOGY

LHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 3'0" 7'0" 1-3/4" HMD HNYCB 18 GALV PRI B 1/2"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.002 B.002 114A19 114A CORRIDOR B.116.00.C TELEPHONE
SWITCH GEAR

RH 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 DE B.002.00.CaB.002.00.CA 188.3 188 CORRIDOR B.002.00.C CORRIDOR B.064.00.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 DE B.002.00.CbB.002.00.CB 188 188 CORRIDOR B.116.00.C CORRIDOR B.116.00.
C

LHR 90PPS 7'4" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 3'8" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 3'8" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL B.003 B.003 116A.2 116A CORRIDOR B.116.00.C LAB STAFF LOUNGE LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.003.00.CbB.003.00.CB 120.2 120 CORRIDOR DECONTAMINATION
AREA

RHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.004.00.A B.004.00.A 130.1 130 STERILE SUPPLY STERILIZERS RHR NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'6" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 3/8"

1 SGL B.004.00.HaB.004.00.HA 123 123 HALLWAY/DECONTA
M B.004.00.N

AUTOMATIC CART
WASH

RHR NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'6" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 3/8"
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.004.00.HbB.004.00.HB 123 123 STERILE
INSTRUMENTS B
.004.00.D

AUTOMATIC CART
WASH

LHR NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'6" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 3/8"

1 DAP B.004.00.I B.004.00.ID100A+D NONE STERILE
INSTRUMENTS B
.004.00.D

MANUAL CART
WASH

NON-RTD 5'0" 7'0" HMF 16 SS 8-3/8 S/S STL STL304SS ADJADJ

Frame Remark : STAINLESS STL CASED OPNG -
REINF FOR DBL ACT

1NON-RTD 2'6" 7'0" 1-3/4" FIBR 2A

Door Remarks: DURULITE EVOLUTION XLS270

1NON-RTD 2'6" 7'0" 1-3/4" FIBR 2A

Door Remarks: DURULITE EVOLUTION XLS270

1 CO None B.004.00.IS 100A+S NONE DECONTAMINATION
B.004.00.N

MANUAL CART
WASH

NON-RTD 4'8" 7'0" HMF 16 SS 8-3/8 S/S STL STL304SS ADJADJ

Frame Remark : STAINLESS STL CASED OPNG -
REINF HEAD FOR STRIP DR

1NON-RTD THPD

Door Remarks: TRANSPARENT STRIP DOOR

1 SGL B.004.00.K B.004.00.K 122A.2 122A DECONTAMINATION
AREA

HOUSEKEEPING RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.004.00.L B.004.00.L 118.2 118 AUTOMATIC CART
WASH

DETERGENT
STORAGE B.004.00.L

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 BL B.004.00.N B.004.00.N ALUM DECONTAMINATION
AREA

PREP & PACK ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL B.004.01a B.004.01A 114C.1 114C CORRIDOR B.116.00.C STAFF LOUNGE RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL B.004.01b B.004.01B 121.05 121 STERILE SUPPLY STAFF LOUNGE RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.004.02 B.004.02 122A.4 122A STAFF LOUNGE TOILET / LOCKERS
MALE

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.004.03 B.004.03 122A.4 122A STAFF LOUNGE TOILET / LOCKERS
FEMALE

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.004.05.A B.004.05.A 134 134 CORRIDOR B.003.00.C TOILET PUBLIC
UNISEX

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.004.05.D B.004.05.D 167.1 167 CORRIDOR B.003.00.C WAIT B.004.05 LHR SMOKE 3'0" 7'0" HMF 16 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 1'2" SIDELITE1LHR SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.004.06 B.004.06 116 116 WAIT 1.070.054.A CONFERENCE RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.004.07 B.004.07 117 117 WAIT 1.070.054.A OFFICE MANAGER LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.004a B.004A 114A19 114A CORRIDOR B.116.00.C RECEIVING &
BREAKING

RH 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL B.004b B.004B 118.4 118 STERILE SUPPLY RECEIVING &
BREAKING

LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.007 B.007 133.2 133 CORRIDOR B.064.00.C WAITING
PHLEBOTOMY

RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL B.007.00.A B.007.00.A 120.1 120 CORRIDOR B.064.00.C RECEPTION
PHLEBOTOMY

LHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL B.007.00.B B.007.00.B 141.07 141 CORRIDOR B.007.00.B SPECIMEN
RECEIVING

LHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 DE B.007.00.CaB.007.00.CA 188.5 188 CORRIDOR B.007.00.C CORRIDOR B.007.00.
C

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL B.007.00.CbB.007.00.CB 114B.4 114B TUNNEL / CORRIDOR CORRIDOR B.007.00.
C

RHR 90PPS 3'6" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 3'6" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 3/8"
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.007.01 B.007.01 136.1 136 CORRIDOR B.007.00.B DRAW STN. PHLEB. RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.02 B.007.02 136.1 136 CORRIDOR B.007.00.B DRAW STN. PHLEB. RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.03 B.007.03 136.1 136 CORRIDOR B.007.00.B DRAW STN. PHLEB. RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.04 B.007.04 136 136 CORRIDOR B.007.00.B DRAW STN. PHLEB. RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.05 B.007.05 136 136 CORRIDOR B.007.00.B DRAW STN. PHLEB. RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.06 B.007.06 117 117 CORRIDOR B.007.06.C TEACHING ROOM RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.06.B B.007.06.B 131.3 131 CORRIDOR B.007.00.B TOILET PUBLIC
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.06.C B.007.06.C 120 120 CORRIDOR B.003.00.C CORRIDOR B00706C LHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL B.007.07 B.007.07 116 116 CORRIDOR B.007.06.C CONFERENCE LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.07.A B.007.07.A 131 131 CORRIDOR B.007.00.B TOILET PATIENT
UNISEX

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.08 B.007.08 117.01 117 CORRIDOR B.007.06.C COPY / WORK ROOM LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.10 B.007.10 117 117 CORRIDOR B.007.06.C OFFICE LAB COMP
SYS COORD

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.007.12 B.007.12 117 117 CORRIDOR B.007.06.C OFFICE ANCILLARY
TESTING

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.13 B.007.13 117 117 ASSISTANT OFFICE MD PATH RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.14 B.007.14 117 117 CORRIDOR B.007.06.C OFFICE PATHOLOGY LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.15 B.007.15 117 117 ASSISTANT OFFICE MD PATH RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.16 B.007.16 117 117 ASSISTANT OFFICE CHIEF PATH RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.16.AaB.007.16.AA114A14 114A CORRIDOR B.008.00.A RECEPTION / WAIT LH 60PPS 3'6" 7'0" HMF 16 HM14 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'0" SIDE-LITE1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 PR B.007.18.A B.007.18.A 102A.1 102A CORRIDOR B.116.00.C SEND OUT
REFERRAL & PICK
UP

RHRA 90PPS 6'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHRA 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 2A 3/8"

1LHRI 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 2A 3/8"

1 BL B.007.18.C B.007.18.C ALUM CORRIDOR B.007.00.B SPECIMEN
RECEIVING

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 RU B.007.18.CfB.007.18.CF X CORRIDOR B.007.00.B SPECIMEN
RECEIVING

60PPS STL

Frame Remark : PROVIDED BY OTHERS160PPS STL

Door Remarks: OVERHEAD FIRE DOOR

1 PR B.007.18.J B.007.18.J 13310 133 SPECIAL TESTING CORRIDOR B01100A RHRA 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1RHRA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1LHRI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL B.007.19.AaB.007.19.AA 140 140 BLOOD BANK OFFICE BLOOD
BANK

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL B.007.19.ABB.007.19.AB ALUM BLOOD BANK OFFICE BLOOD
BANK

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL B.007.19b B.007.19B 121.01 121 SEC CHEMISTRY/IA
ANALYZER

BLOOD BANK LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.19c B.007.19C 133 133 SEC CHEMISTRY/IA
ANALYZER

BLOOD BANK LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.19d B.007.19D 133 133 SEND OUT REFERRAL
& PICK UP

BLOOD BANK RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.19e B.007.19E 133.9 133 CORRIDOR B.003.00.C BLOOD BANK LH 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 RU B.007.19f B.007.19F X CORRIDOR B.003.00.C BLOOD BANK 60PPS STL

Frame Remark : PROVIDED BY OTHERS160PPS STL

Door Remarks: OVERHEAD FIRE DOOR

1 BL B.007.19g B.007.19G ALUM CORRIDOR B.003.00.C BLOOD BANK ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL B.007.20 B.007.20 140 140 ASSISTANT LAB
DIRECTOR

OFFICE LAB
DIRECTOR

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.20.AaB.007.20.AA 140 140 LC/MS TESTING ASSISTANT LAB
DIRECTOR

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 BL B.007.20.AbB.007.20.AB ALUM LC/MS TESTING ASSISTANT LAB
DIRECTOR

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL B.007.21a B.007.21A 140 140 AUTOMATED CORE
TESTING

OFFICE LAB
MANAGER

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Anchors

1 BL B.007.21b B.007.21B ALUM AUTOMATED CORE
TESTING

OFFICE LAB
MANAGER

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL B.007.21c B.007.21C ALUM OFFICE CLIENT
SERVICES

OFFICE LAB
MANAGER

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL B.007.22 B.007.22 140 140 SEND OUT REFERRAL
& PICK UP

OFFICE REF
COORD/PHLEB SUP

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 BL B.007.22b B.007.22B ALUM SEND OUT REFERRAL
& PICK UP

OFFICE REF
COORD/PHLEB SUP

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL B.007.23a B.007.23A 133.7 133 BLOOD BANK STORAGE LHR 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.007.23b B.007.23B 133.5 133 SEC CHEMISTRY/IA
ANALYZER

STORAGE LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.007.24 B.007.24 116A.3 116A CORRIDOR B.064.00.C TOILET/LOCKERS
STAFF FEMALE

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.007.25.A B.007.25.A 133.6 133 PHLEBOTOMY
DISPATCH

PHLEBOTOMY RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.007.25.AaB.007.25.AA 133.8 133 CORRIDOR B.116.00.C PHLEBOTOMY LH 90PPS 3'6" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'6" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL B.007.25a B.007.25A 133.3 133 CORRIDOR B.064.00.C PHLEBOTOMY
DISPATCH

LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 BL B.007.25b B.007.25B 150 150 PHLEBOTOMY
RECEPTION

PHLEBOTOMY
DISPATCH

ALF

Frame Remark : ALUMINUM BY OTHERS
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL
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Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.007.27 B.007.27 140 140 SECOND CORE OFFICE CLIENT
SERVICES

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.007.28 B.007.28 114A 114A CORRIDOR B.064.00.C TOILET/LOCKER LAB
STAFF MALE

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.007.29 B.007.29 133.2 133 CORRIDOR B.064.00.C WORK ROOM RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL B.007.30 B.007.30 144.7 144 CORRIDOR B.064.00.C EVS RH 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

Installed new 4' frame #1.070.28a
1 RU B.007A B.007A X CORRIDOR B.064.00.C RECEPTION

PHLEBOTOMY
60PPS STL

Frame Remark : PROVIDED BY OTHERS160PPS STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL B.008.00.AbB.008.00.AB 128A 128A CORRIDOR B.008.00.A LC/MS TESTING LHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.008.01 B.008.01 121-3 INC 13 CORRIDOR B.007.00.C FAMILY ROOM RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.008.02a B.008.02A 114B.5 INC 13 CORRIDOR B.007.00.C BODY HOLDING RHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.008.02b B.008.02B 116A13 116A FAMILY ROOM BODY HOLDING RHR NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.008.03.A B.008.03.A 121-1 INC 13 HISTOLOGY ANTI-ROOM LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.008.03a B.008.03A 116A.1 116A ANTI-ROOM AUTOPSY RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.008.03b B.008.03B 116A14 116A BODY HOLDING AUTOPSY RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.008.04 B.008.04 131.2 131 ANTI-ROOM B.008.03.
A

STAFF
TLT/SHOWER/LOCK
ERS

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.008.05a B.008.05A 117 117 HISTOLOGY OFFICE
SUPERVISOR

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 BL B.008.05b B.008.05B ALUM HISTOLOGY OFFICE
SUPERVISOR

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL B.008.06 B.008.06 121-2 INC 13 HISTOLOGY PROCESSOR ROOM LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.008.08 B.008.08 114B.6 INC 13 CORRIDOR B.008.00.A HISTOLOGY
SPECIMEN RCVG

LHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.009 B.009 151.05 151 CORRIDOR B.011.00.A MOLECULAR B.009 RHR NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.009.00.A B.009.00.A 151.03 151 CORRIDOR B.009.00.A WORKROOM B.010 LHR NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.009.00.B B.009.00.B 151.05 151 HISTOLOGY B.008 CORRIDOR B.009.00.
B

LHR NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.009.01 B.009.01 141.04 141 CORRIDOR B.009.00.B REAGENT PREP RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.009.02 B.009.02 141.04 141 SPECIMEN PREP AMPLIFICATION RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.009.03a B.009.03A 141 141 SPECIMEN PREP DETECTION LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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1 SGL B.009.03b B.009.03B 141.05 141 AMPLIFICATION B.
009.02

DETECTION B.009.03 LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.009.04 B.009.04 141.03 141 CORRIDOR B.009.00.A ELECTRL PHORESIS RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.009.05 B.009.05 144.1 144 CORRIDOR B.009.00.A CLEAN ROOM LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.010.01 B.010.01 141.04 141 WORKROOM IFA ROOM LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.010a B.010A 151.05 151 HISTOLOGY B.008 WORK ROOM B.010 RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.010b B.010B 151.05 151 VIROLOGY WORK ROOM RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.011.01a B.011.01A 117 117 CORRIDOR B.011.00.A OFFICE
SUPERVISOR

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 BL B.011.01b B.011.01B HM3.4 MICROBIOLOGY B.011 SUPERVISOR
OFFICE B.011.01

NON-RTD 3'0" 4'2" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW

1 SGL B.011.03 B.011.03 170 170 MICROBIOLOGY MYCOLOGY RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.011A B.011A 151.10 151 CORRIDOR B.064.00.C MICROBIOLOGY B.
011

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL B.022 B.022 112.2 112 CORRIDOR B.003.00.C ELEVATOR MACHINE
RM

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-7/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL A1RHR 90PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI A 3/4"

Door Remarks: STC 44 RATED
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1 PR B.027 B.027 178.2 178 CORRIDOR B.007.00.C MECHANICAL B.027 RHA 60PPS 8'0" 7'0" HMF 14 HM1 13" PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL E1RHA 60PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1LHI 60PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1 SGL B.028 B.028 114A.7 114A CORRIDOR B.028.00.C IS ROOM LHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 3'0" 7'0" 1-3/4" HMD HNYCB 18 GALV PRI A 1/2"

1 SGL B.030 B.030 108B 108B CORRIDOR B.028.00.C ELECTRICAL ROOM RHR 60PPS 3'6" 7'0" HMF 14 HM1 6-5/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL C1RHR 60PPS 3'6" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI A 3/4"

Door Remarks: STC 44 RATED

1 SGL B.032 B.032 108A.4 108A STAIR #3 CORRIDOR RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI B 1/2"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.034 B.034 126.16 126 CORRIDOR B.028.00.C STORAGE GENERAL RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.035 B.035 114C 114C CORRIDOR B.007.00.C COMMAND CENTER
SERVER

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.036.01 B.036.01 114.2 114 CORRIDOR B.028.00.C STORAGE GENERAL RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.036.02a B.036.02A 140.2 140 CORRIDOR B.007.00.C OFFICE MANAGER LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.036.02b B.036.02B 117 117 OFFICE ASSISTANT /
PBX

OFFICE MANAGER LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.036.03 B.036.03 116A.4 116A CORRIDOR B.007.00.C PBX RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.036.03.B B.036.03.B 112 112 ALCOVE BEVERAGE BUILDING
COMMAND CENTER

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

Project : CHOC HOSPITAL

Supplier : SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Dr & Fr Sched Page : 11

C:\SW\IR\IC\1\V60\REPORTS\DFSCHD02.RSL   11:24:08 AM, 06/04/2012



Door Assembly ScheduleLOWER LEVEL LOWER LEVEL
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Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.036.04 B.036.04 117 117 PBX / ALCOVE
BEVERAGE

OFFICE
SUPERVISOR

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.036.05 B.036.05 122A 122A ALCOVE BEVERAGE TOILET STAFF
FEMALE

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.036.06 B.036.06 116A.6 116A CORRIDOR B.007.00.C BUILDING
COMMAND CENTER

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.040.01 B.040.01 117 117 ADMIN ASST / COORD OFFICE VOLUNTEER
DIRECTOR

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.040.02 B.040.02 118.1 118 ADMIN ASST / COORD STORAGE RH 60PPS 3'0" 7'0" HMF 16 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 1'6" SIDELITE1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.040.02.A B.040.02.A 116.1 116 CORRIDOR COORD RH SMOKE 3'0" 7'0" HMF 16 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 2'0" SIDELITE1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.040.02.B B.040.02.B 116.1 116 CORRIDOR ADMIN ASST /
COORD

RH SMOKE 3'0" 7'0" HMF 16 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 2'0" SIDELITE1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.040.03a B.040.03A 122A.7 122A CORRIDOR B.007.00.C VOL
LOUNGE/WORKROO
M

RH SMOKE 3'0" 7'0" HMF 16 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 1'6" SIDELITE1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.040.03b B.040.03B 116 116 ADMIN ASST / COORD VOL
LOUNGE/WORKROO
M

RH NON-RTD 3'0" 7'0" HMF 16 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 1'2" SIDELITE1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.040.04 B.040.04 116A.3 116A CORRIDOR B.007.00.C CALL CENTER RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.048.00.V B.048.00.V 147.07 147 CORRIDOR B.007.00.C ELEVATOR
VESTIBULE

RHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Anchors

1 SGL B.048.01 B.048.01 126.17 126 ELEVATOR
VESTIBULE

ELEVATOR
EQUIPMENT RM

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR B.050 B.050 102 UNEQ CORRIDOR B.007.00.C ELECTRIC ROOM RHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1RHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1LHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL B.052 B.052 108A.4 108A STAIR #4 CORRIDOR B.007.00.
C

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI B 1/2"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.062 B.062 114A.2 114A CORRIDOR B.064.00.C IS ROOM LH 60PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR B.064 B.064 102 UNEQ CORRIDOR B.064.00.C ELECTRIC ROOM LHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1LHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1RHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 DE B.064.00.C B.064.00.C 179 179 CORRIDOR B.064.00.C AREA Q / EXIST
NORTH TOWER

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL B.067 B.067 144.2 144 CORRIDOR B.064.00.C HOUSEKEEPING RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.071.01 B.071.01 117A.2 117A CORRIDOR B.071.00.C ONCALL ROOM LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.071.02 B.071.02 116.2 116 CORRIDOR B.071.00.C BREAK ROOM LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.071.03 B.071.03 117A.2 117A CORRIDOR B.071.00.C ONCALL ROOM LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"
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1 SGL B.071.04 B.071.04 129.2 129 CORRIDOR B.071.00.C TOILET SHOWER
UNISEX

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.071.05 B.071.05 117A.2 117A CORRIDOR ONCALL ROOM LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.071.06 B.071.06 129.2 129 CORRIDOR TOILET SHOWER
UNISEX

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.071.07 B.071.07 114A16 114A CORRIDOR STORAGE
TRANSPORT EQUIP

RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.071.08 B.071.08 114A.3 114A CORRIDOR STORAGE GENERAL LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.072.00 B.072.00 114A 114A CORRIDOR B072.00.C PHYSICIAN ON CALL LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.072.01 B.072.01 117A 117A PHYSICIAN ON CALL PHYSICIAN ON CALL
#1

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.072.02 B.072.02 129 129 PHYSICIAN ON CALL TOILET SHOWER
UNISEX

RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.072.03 B.072.03 117A 117A PHYSICIAN ON CALL PHYSICIAN ON CALL
#2

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.072.04 B.072.04 114A 114A CORRIDOR B.072.00.C PHYSICIAN ON CALL LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.072.05 B.072.05 117A 117A PHYSICIAN ON CALL PHYSICIAN ON CALL
#3

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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1 SGL B.072.06 B.072.06 129 129 PHYSICIAN ON CALL TOILET SHOWER
UNISEX

RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.072.07 B.072.07 117A 117A PHYSICIAN ON CALL PHYSICIAN ON CALL
#4

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.072.08 B.072.08 114A.1 114A CORRIDOR B.072.00.C PHYSICIAN ON CALL RHR SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL B.072.09 B.072.09 117A 117A PHYSICIAN ON CALL PHYSICIAN ON CALL
#7

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.072.10 B.072.10 129 129 PHYSICIAN ON CALL TOILET SHOWER
UNISEX

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.072.11 B.072.11 117A 117A PHYSICIAN ON CALL PHYSICIAN ON CALL
#6

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.072.12 B.072.12 117A 117A PHYSICIAN ON CALL PHYSICIAN ON CALL
#5

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL B.083 B.083 108A.3 108A STAIR #1 VESTIBULE STAIR #1 RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI B 1/2"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.083.00.VaB.083.00.VA 108.2 108 VESTIBULE STAIR #1 CORRIDOR LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI B 1/2"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.083.00.VbB.083.00.VB 108A.5 108A VESTIBULE STAIR #1 CORRIDOR @
ELECTRIC

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI B 1/2"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.084 B.084 001.5 01 EXTERIOR @ LA
VETA

FIRE PUMPS B.084 RHR 90PPS 4'0" 7'0" HMF 14 HM2 11-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RHR 90PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH
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1 SGL B.084.A B.084.A 183 183 CORRIDOR B.088.00.C STORAGE LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-7/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL A1LHR 90PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI A 3/4"

Door Remarks: STC 44 RATED

1 SGL B.086a B.086A 183 183 CORRIDOR B.088.00.C MAIN ELECTRICAL LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-7/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL A1LHR 90PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI A 3/4"

Door Remarks: STC 44 RATED

1 SGL B.086b B.086B 184 184 NORMAL ELECTRICAL MAIN ELECTRICAL RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

1 DE B.088.00.CaB.088.00.CA 185.1 185 CORRIDOR B.088.00.C CORRIDOR B.088.00.
C TO EXIT

LHRA 60PPS 7'8" 7'8" HMF 14 HM10 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS1LHRA 60PPS 3'10" 7'8" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHRI 60PPS 3'10" 7'8" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL B.088.00.CbB.088.00.CB 127A 127A CORRIDOR B.088.00.C MECHANICAL LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

1 SGL B.088a B.088A 108B.1 108B CORRIDOR B.088.00.C NORMAL
ELECTRICAL

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-7/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL A1LHR 90PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI A 3/4"

Door Remarks: STC 44 RATED

1 SGL B.088c B.088C 108B.1 108B CORRIDOR B.088.00.C NORMAL
ELECTRICAL

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-7/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL A1LHR 90PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI A 3/4"

Door Remarks: STC 44 RATED

1 SGL B.090a B.090A 108B.2 108B CORRIDOR B.088.00.C EMERGENCY
ELECTRICAL

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

1 PR B.090b B.090B 177 177 CORRIDOR B.088.00.C EMERGENCY
ELECTRICAL

RHRA 90PPS 8'0" 8'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHRA 90PPS 4'0" 8'0" 1-3/4" HMD HNYCB 16 GALV PRI 2A 3/8"

1LHRI 90PPS 4'0" 8'0" 1-3/4" HMD HNYCB 16 GALV PRI 2A 3/8"

1 SGL B.094.00.V B.094.00.V 113.2 113 STAIR #2 VESTIBULE CORRIDOR B.088.00.
C

RHR 90PPS 4'0" 7'0" HMF 14 HM1 9-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI B 1/2"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.094b B.094B ACC1 OSA PLENUM MECHANICAL RHR 90PPS 3'0" 3'0" MTL

Frame Remark : PROVIDED BY OTHERS1RHR 90PPS 3'0" 3'0" MTL

Door Remarks: ACCESS DOOR PROVIDED BY OTHERS
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.096.A B.096.A 109 109 STAIR #6 MECHANICAL B.098 RHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 3'0" 7'0" 1-3/4" HMD HNYCB 18 GALV PRI B 1/2"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.096b B.096B 109.2 109 STAIR #2 STAIR #2 VESTIBULE RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI B 1/2"

Door Remarks: 4 X 25 VISION LITE

1 SGL B.098 B.098 002.5 02 MECH/GENERATOR B.
098

EXTERIOR
AREAWAY B.100

RHR NON-RTD 3'6" 7'0" HMF 16 HM2 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'6" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL B.098a B.098A 002.8 02 MECHANICAL
CORRIDOR

MECHANICAL B.098 LH 180PPS 4'0" 7'0" HMF 14 HM1 8-7/8 PRI STL STLA60 AFCAFC

1LH 180PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

1 SGL B.098c B.098C 002 02 MECH/GENERATOR B.
098

EXTERIOR
AREAWAY B.100

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL B.1000 B.1000 112.1 112 CORRIDOR STORAGE GENERAL RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL B.102 B.102 126.13 126 CORRIDOR B.088.00.C STORAGE LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" HMD HNYCB 18 GALV PRI A 3/8"

1 SGL B.104 B.104 128 128 MECHANICAL
HALLWAY

BLDG SYSTEMS
CONTRL RM

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" HMD HNYCB 18 GALV PRI A 3/8"

1 SGL B.105 B.105 129.1 129 BLDG SYSTEMS
CONTRL RM

TOILET ROOM RHR NON-RTD 3'0" 7'0" HMF 16 HM1 8-3/4 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 PR B.106a B.106A 102B 102B CORRIDOR B.028.00.C MECHANICAL RHRA 60PPS 8'0" 7'0" HMF 14 HM1 7-7/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL A1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1 DE B.106b B.106B 185 185 CORRIDOR B.116.00.C MECHANICAL
HALLWAY

LHRA 90PPS 7'0" 7'0" HMF 16 HM10 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS1LHRA 90PPS 3'6" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHRI 90PPS 3'6" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.109 B.109 ACC1 MECHANICAL
HALLWAY

MECHANICAL B.109 RHR 90PPS 3'0" 3'0" MTL

Frame Remark : PROVIDED BY OTHERS1RHR 90PPS 3'0" 3'0" MTL

Door Remarks: ACCESS DOOR PROVIDED BY OTHERS

1 SGL B.110.A B.110.A 117.03 117 MECHANICAL B.110 OFFICE B.110.A LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 PR B.110a B.110A 178 178 CORRIDOR B.088.00.C MECHANICAL B.110 RHA 60PPS 6'0" 7'0" HMF 14 HM1 7-1/4 PRI RSTLRSTLA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL B1RHA 60PPS 3'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1LHI 60PPS 3'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1 PR B.110b B.110B 105A 105A CORRIDOR B.116.00.C MECHANICAL B.110 RHRA 60PPS 6'0" 7'0" HMF 14 HM1 7-7/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL A1RHRA 60PPS 3'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1LHRI 60PPS 3'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1 PR B.110c B.110C 178.1 178 MECHANICAL
HALLWAY

MECHANICAL B.110 RHRA 60PPS 6'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2A 5/16"

1LHRI 60PPS 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2A 5/16"

1 SGL B.112 B.112 130.4 130 CORRIDOR B.116.00.C TRASH CHUTE
HOLDING

RH 60PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

Door Remarks: HEAVY GAUGE STEEL STIFFENERS INSIDE DOOR

1 SGL B.112.00.A B.112.00.A 130.4 130 CORRIDOR B.116.00.C LINEN B.112.00.A RH 60PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" HMD SSTIF 16 GALV PRI A 1/2"

Door Remarks: HEAVY GAUGE STEEL STIFFENERS INSIDE DOOR

1 PR B.114 B.114 178.4 178 CORRIDOR B.116.00.C MECHANICAL B.114 RHA 90PPS 8'0" 7'0" HMF 14 HM1 7-7/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL A1RHA 90PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1LHI 90PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1 PR B.116 B.116 178.3 178 CORRIDOR B.116.00.C MECHANICAL B.116 RHA 90PPS 8'0" 7'0" HMF 14 HM1 7-7/8 PRI RECRECA60 F/C F/C

Frame Remark : STC 44 KRIEGER DETAIL A 1-1/2"
FACE

1RHA 90PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

1LHI 90PPS 4'0" 7'0" 1-3/4" HMD STC45 16GA 16 GALV PRI 2A 3/4"

Door Remarks: STC 44 RATED

Quality Dr Repair drilled out screws grouted in hinge reinfs
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Door Assembly ScheduleLOWER LEVEL LOWER LEVEL

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL B.117 B.117 117.05 117 CORRIDOR IN
EXISTING BLDG

PLANT OPERATION
OFFICE

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : NEED TO FILL FRAME WITH
INSULATION

1LHR NON-RTD 3'0" 7'0" 1-3/4" HMD SSTIF 16 GALV PRI A 7/16"

1 PR B.2.068.00.LaB.2.068.00.LA 176.3 176 CORRIDOR B.064.00.C ELEV LOBBY / STAFF
PATIENTS

RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1 PR B.2.068.00.LbB.2.068.00.LB 176.3 176 CORRIDOR B.072.00.C ELEV LOBBY / STAFF
PATIENTS

RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 1000  1000 004.1 04 1ST FLOOR GARAGE ELEVATOR EQUIP
ROOM 1000

RHRA 90PPS 6'0" 7'0" HMF 14 HM2 11-1/2 PRI P+DP+DA60 F/C F/C

Frame Remark : PLASTER PROFILE1RHRA 90PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 24X12 LOUVER

1LHRI 90PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 24X12 LOUVER

1 CO None  1000.1 CO EXISTING PARKING
LEVEL 3

VESTIBULE NON-RTD 4'0" 7'0" HMF 16 10" PRI STL STLA60 ADJADJ

1 SGL E195A  E195A GATE SIDEWALK NORTH SIDE OF
PARKING

RH NON-RTD 3'0" 7'0" STL

Frame Remark : TUBE STEEL GATE BY OTHERS1RH NON-RTD 3'0" 7'0" 1-3/4" STL

Door Remarks: MAN GATE BY OTHERS

1 SGL E196A  E196A GATE SIDEWALK NORTH SIDE OF
PARKING

LH NON-RTD 3'0" 7'0" STL

Frame Remark : TUBE STEEL GATE BY OTHERS1LH NON-RTD 3'0" 7'0" 1-3/4" STL

Door Remarks: MAN GATE BY OTHERS

1 SGL E1.000 1 E1.000 001.6 01 EXTERIOR @ BUSH CORRIDOR IN EXIST
BLDG

LHR 90PPS 4'0" 7'0" HMF 14 HM2 PRI STL STLA60 ADJADJ

Frame Remark : PLASTER PROFILE1LHR 90PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI B 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4X25 VISION LITE

1 PR 1.000.04 1.000.04 010A.1 10A EXTERIOR @ BUSH CORRIDOR 1.050.00.
C

RHRA 90PPS 8'0" 8'6" HMF 14 HM2 11-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RHRA 90PPS 4'0" 8'6" 1-3/4" HMD POLYS16GA 16 GALV PRI 2B 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4X25 VISION LITE

1LHRI 90PPS 4'0" 8'6" 1-3/4" HMD POLYS16GA 16 GALV PRI 2B 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4X25 VISION LITE

1 SGL 1.000.06 1.000.06 004A.2 04A EXTERIOR @ PEPPER DECONTAM
SHOWER 1.070.42

LHR ALF

Frame Remark : ALUMINUM BY OTHERS1LHR ALD

Door Remarks: ALUMINUM BY OTHERS

1 PR 1.000.07 1.000.07 010 10 EXTERIOR @ PEPPER VESTIBULE 1.070.54.
V

RHRA 60PPS 8'0" 7'0" HMF 14 HM2 9" PRI STL STLA60 SPLSPL

Frame Remark : PLASTER PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2E.1 3/4"

Door Remarks: EXT SEAL TOP CAP / FULL GLASS VISION FRAME

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2E.1 3/4"

Door Remarks: EXT SEAL TOP CAP / FULL GLASS VISION FRAME

1 DE 1.004.00.La1.004.00.LA 188.7 188 ENTRY LOBBY
1.004.00.L

ELEVATOR PUBLIC
1.000.00.L

LHR 90PPS 8'0" 8'10" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BP 1.004.00.V 1.004.00.V 003 03 DRIVEWAY OFF LA
VETA AVE

VESTIBULE 1.004.00.
V

ALF

Frame Remark : ALUMINUM BY OTHERS2 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 1.007.01.A 1.007.01.A 134.2 134 CORRIDOR 1.070.56.C TOILET PATIENT
UNISEX

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/4 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 DE 1.007.01.C 1.007.01.C 188.5 188 CORRIDOR 1.007.01.C CORRIDOR 1.007.14.
C

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 1.007.02a 1.007.02A 116A.5 116A WAITING 1.007 CONSULT RAD
1.007.02

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.02b 1.007.02B 140.4 140 CORRIDOR 1.070.56.C CONSULT RAD
1.007.02

LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 1.007.04 1.007.04 139 139 CORRIDOR 1.007.01.C DRESSING
ACCESSIBLE

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.04.A 1.007.04.A 136.3 136 CORRIDOR 1.007.01.C SUB WAIT 1.007.04.A RH SMOKE 3'0" 7'0" HMF 16 HM6 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-6 SINGLE 2'8" SIDELITE BOTH
SIDES

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.04.B 1.007.04.B 151.07 151 CORRIDOR 1.007.01.C SHELL 1.007.04.B LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.05.Ca1.007.05.CA 162.1 162 CORRIDOR 1.007.01.C HALL 1.007.05.C LHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.007.05.Cb1.007.05.CB 162 162 CORRIDOR 1.050.00.C HALL 1.007.05.C RHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.007.059.Ab1.007.059.AB 134.3 134 CORRIDOR 1.056.00.C R/F 1.007.059 LHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
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Hdng

Hdwe
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Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.007.06 1.007.06 139 139 CORRIDOR 1.007.01.C DRESSING
ACCESSIBLE

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.09 1.007.09 153.06 153 CORRIDOR 1.007.09.C ULTRASOUND
1.007.09

LH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.09.CA1.007.09.CA 151.08 151 CORRIDOR 1.007.01.C CORRIDOR 1.007.09.
C

RHR 60PPS 4'0" 7'0" HMF 14 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 2'0" SIDELITE1RHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.007.09.CB1.007.09.CB 151.09 151 HALL 1.007.21.C CORRIDOR 1.007.09.
C

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 1.007.10 1.007.10 153.06 153 CORRIDOR 1.007.09.C ULTRASOUND
1.007.10

RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.11 1.007.11 131 131 CORRIDOR 1.007.09.C TOILET PATIENT
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 8-3/4 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.12 1.007.12 131 131 CORRIDOR 1.007.09.V TOILET PATIENT
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.13 1.007.13 151.06 151 CORRIDOR 1.007.09.C SHELL
ULTRASOUND
1.007.13

RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.14 1.007.14 125 125 CORRIDOR 1.007.17.C CONFERENCE
ROOM 1.007.14

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.14A 1.007.14.A 121.02 121 CORRIDOR 1.007.14.C OPEN WORK
STATIONS 1.007.14A

RHR SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.007.14.B 1.007.14.B 121.02 121 CORRIDOR 1.007.14.C WSTN ASST
1.007.14.B

LHR SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 DE 1.007.14.Ca1.007.14.CA 191.3 191 CORRIDOR 1.016.00.C CORRIDOR 1.007.14.
C

LHR NON-RTD 8'0" 8'10" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR NON-RTD 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 DE 1.007.14.Cb1.007.14.CB 188.5 188 CORRIDOR 1.007.14.C ALCOVE EQUIP
1.007.21.A

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 1.007.15 1.007.15 117 117 CORRIDOR 1.007.17.C OFFICE RAD DIR
1.007.15

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.16 1.007.16 117 117 CORRIDOR 1.007.17.C OFFICE PACS MGR
1.007.16

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.17 1.007.17 117 117 CORRIDOR 1.007.17.C OFFICE MD 1.007.17 LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.20 1.007.20 122A10 122A CORRIDOR 1.007.14.C SHOWER STAFF
UNISEX

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.21.C 1.007.21.C 162.1 162 CORRIDOR 1.007.14.C ULTRASND WRKSHP
1.007.21.C

RHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.007.22 1.007.22 122A.9 122A CORRIDOR 1.007.14.C TOILET STAFF MALE RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.23 1.007.23 141.07 141 CORRIDOR 1.007.14.C MRI EQUIPMENT
1.007.23

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.007.23.C 1.007.23.C 165.3 165 CORRIDOR 1.056.00.C HALL 1.007.23.C RHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.007.24 1.007.24 122A.9 122A CORRIDOR 1.007.14.C TOILET STAFF
FEMALE

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 PR 1.007.25 1.007.25 116B 116B CORRIDOR 1.007.14.C MRI VEST 1.007.25 RHRA 60PPS 8'0" 8'6" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 4'0" 8'6" 1-3/4" WD M60 PLAM PL1 A 3/8"

1LHRI 60PPS 4'0" 8'6" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.26 1.007.26 116A.2 116A CORRIDOR 1.007.14.C STAFF LOUNGE
1.007.26

LH SMOKE 3'0" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.28 1.007.28 153.07 153 MRI VEST 1.007.25 PREP 1.007.28 RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.29 1.007.29 131.3 131 MRI VEST 1.007.25 TOILET PATIENT
UNISEX

RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.30 1.007.30 125.2 125 MRI VEST 1.007.25 CONTROL 1.007.30 LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.31a 1.007.31A 141.12 141 HALL 1.007.23.C CONTROL 1.007.31 LHR NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.32.V 1.007.32.V 114A19 114A CORRIDOR 1.007.14.C VESTIBULE 1.007.32.
V

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1.007.32.V Change Panic to Lockser per appvls
1 SL 1.007.33 1.007.33 143 143 HALL 1.007.23.C PREP 1.007.33 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 1.007.34 1.007.34 114A.4 114A CORRIDOR 1.007.14.C SOILED WORKROOM
1.070.34

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.007.35 1.007.35 131.4 131 HALL 1.007.23.C TOILET PATIENT
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.35.A 1.007.35.A 153.07 153 MRI VEST 1.007.25 PREP 1.007.35.A LH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.35.B 1.007.35.B 151.00 151 CORRIDOR 1.007.14.C MRI EQUIPMENT
1.007.35

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.36 1.007.36 114.1 114 CORRIDOR 1.007.14.C ELEC ROOM 1.007.36 RHR 60PPS 3'2" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'2" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.37 1.007.37 151.06 151 HALL 1.007.23.C SHELL 1.007.37 LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.38 1.007.38 144.3 144 CORRIDOR 1.007.14.C HOUSEKEEPING
1.070.38

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.39 1.007.39 153.05 153 HALL 1.007.05.C MD VIEWING
1.007.39

LH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 PR 1.007.40 1.007.40 008.1 08 EXTERIOR @ BUSH STAIR 4 - 1.007.40 RHRA 90PPS 7'0" 7'0" HMF 14 HM2 10-5/8 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RHRA 90PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI Q.4 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4'0" ACTIVE / 4X25 VISION

1LHRI 90PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 3'0" IN-ACTIVE

1 SGL 1.007.42 1.007.42 002.4 02 EXTERIOR @ BUSH FIRE COMMAND
CENTER

LH 90PPS 3'0" 7'0" HMF 14 HM2 10-5/8 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LH 90PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL 1.007.43 1.007.43 126.10 126 TECH / WORK 1-
007.41

STORAGE 1.007.43 LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.44 1.007.44 151.04 151 CORRIDOR 1.050.00.C SHELL 1.007.44 LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
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Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 1.007.47 1.007.47 103 103 CORRIDOR 1.050.00.C SHELL 1.007.47 LHA 60PPS 6'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS / UN-
EQUAL PAIR

1LHA 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q2 3/8"

Door Remarks: UN-EQUAL PAIR 4'0" ACTIVE

1RHI 60PPS 2'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q2 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 SGL 1.007.48.Ab1.007.48.AB 125 125 CONFERENCE ROOM
1.007.48

CLOSET 1.007.48.A RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.007.48a 1.007.48A 116.3 116 CORRIDOR 1.050.00.C CONFERENCE
ROOM 1.007.48

RH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.50 1.007.50 144.2 144 CORRIDOR 1.056.00.C HOUSEKEEPING
1.007.50

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.52 1.007.52 151.06 151 CORRIDOR 1.056.00.C OPEN HOLDING
1.007.52

LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.007.52.Ca1.007.52.CA 151.08 151 CORRIDOR 1.056.00.C CORRIDOR 1.007.52.
C

LHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.007.52.Cb1.007.52.CB 151.08 151 CORRIDOR 1.064.00.C CORRIDOR 1.007.52.
C

RHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.007.53 1.007.53 114A11 114A CORRIDOR 1.007.52.C SOILED WORKROOM
1.007.53

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.54 1.007.54 114A11 114A CORRIDOR 1.007.52.C CLEAN UTILITY /
LINEN 1.070.54

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SL 1.007.55 1.007.55 143 143 OPEN HOLDING
1.007.52

HOLDING 1.007.55 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS
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Door

Mark No
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Hdwe
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Thick Type Core Face/Material Fin Elv Undrct
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Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.007.56 1.007.56 131 131 OPEN HOLDING
1.007.52

TOILET PATIENT
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SL 1.007.57 1.007.57 143 143 OPEN HOLDING
1.007.52

HOLDING 1.007.57 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 1.007.58 1.007.58 139 139 CORRIDOR 1.056.00.C DRESSING
ACCESSIBLE

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.58.A 1.007.58.A 136.2 136 CORRIDOR 1.056.00.C SUB WAIT 1.007.58.A RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 C 3/8"

Door Remarks: 18 X 30 VISION LITE

1 SGL 1.007.60 1.007.60 139 139 CORRIDOR 1.056.00.C DRESSING
ACCESSIBLE

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.007.61.Ab1.007.61.AB 134.3 134 CORRIDOR 1.056.00.C TOILET PATIENT
UNISEX

RHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007.62A 1.007.62A 140.4 140 CORRIDOR 1.056.00.C OFFICE
SCHEDULING
1.007.62

RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 1.007.62b 1.007.62B 117.09 117 WAITING 1.007 OFFICE
SCHEDULING
1.007.62

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.007a 1.007A 108.1 108 WAITING 1.007 CORRIDOR 1.056.00.
C

LH 90PPS 3'6" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'6" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 1.007B 1.007B 152 152 ENTRY LOBBY
1.004.00.L

WAITING 1.007 RHRA ALF

Frame Remark : ALUMINUM BY OTHERS1RHRA ALD

Door Remarks: ALUMINUM BY OTHERS

1LHRI ALD

Door Remarks: ALUMINUM BY OTHERS
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Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.007C 1.007C 108.3 108 ENTRY LOBBY
1.004.00.L

WAITING 1.007 RHR 60PPS 3'0" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 RU 1.007D 1.007D W ENTRY LOBBY
1.004.00.L

WAITING 1.007 STL

Frame Remark : PROVIDED BY OTHERS1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 1.009 1.009 151.11 151 ENTRY LOBBY
1.004.00.L

WAITING 1.009 RH ALF

Frame Remark : ALUMINUM BY OTHERS1RH ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 1.009.01 1.009.01 116A 116A WAITING 1.009 WORKROOM STAFF
1.009.01

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.009.02a 1.009.02A 117 117 WORKROOM STAFF
1.009.01

OFFICE ASST
1.009.02

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 BL 1.009.02B 1.009.02B ALUM WAITING 1.009 OFFICE ASST
1.009.02

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 1.009.03 1.009.03 117 117 WORKROOM STAFF
1.009.01

OFFICE MGR
1.009.03

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.009.04 1.009.04 117.04 117 WAITING 1.009 CONSULT 1.009.04 RH NON-RTD 3'0" 7'0" ALF

Frame Remark : ALUMINUM BY OTHERS1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.015.00.C 1.015.00.C 108A.6 108A CORRIDOR 1.016.00.C OFFICE FINANCIAL
GROUP

LHR 60PPS 3'0" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.015.01 1.015.01 117 117 WORK AREA 1.015.00.
C

OFFICE ADMIT MGR LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.015.02a 1.015.02A 140.6 140 CORRIDOR 1.016.00.C OFFICE ADMIT
1.015.02

LH 60PPS 3'0" 8'10" HMF 16 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 4-LITE SIDELITE
3/8" THICK GLASS

1LH 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.015.02b 1.015.02B 117 117 WORK AREA 1.015.00.
C

OFFICE ADMIT
1.015.02

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.015.03 1.015.03 117 117 WORK AREA 1.015.00.
C

OFFICE ADMIT
DIRECTOR

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.015.04a 1.015.04A 140.6 140 CORRIDOR 1.016.00.C OFFICE ADMIT
1.015.04

RH 60PPS 3'0" 8'10" HMF 16 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 4-LITE SIDELITE
3/8" THICK GLASS

1RH 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.015.04b 1.015.04B 117 117 WORK AREA 1.015.00.
C

OFFICE ADMIT
1.015.04

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.015.06a 1.015.06A 140.6 140 CORRIDOR 1.016.00.C OFFICE ADMIT
1.015.06

LH 60PPS 3'0" 8'10" HMF 16 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 4-LITE SIDELITE
3/8" THICK GLASS

1LH 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.015.06b 1.015.06B 117 117 WORK AREA 1.015.00.
C

OFFICE ADMIT
1.015.06

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.015.08a 1.015.08A 140.6 140 CORRIDOR 1.016.00.C OFFICE ADMIT
1.015.08

RH 60PPS 3'0" 8'10" HMF 16 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 4-LITE SIDELITE
3/8" THICK GLASS

1RH 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.015.08b 1.015.08B 117 117 WORK AREA 1.015.00.
C

OFFICE ADMIT
1.015.08

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.015.10a 1.015.10A 140.6 140 CORRIDOR 1.016.00.C OFFICE ADMIT
1.015.10

LH 60PPS 3'0" 8'10" HMF 16 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 4-LITE SIDELITE
3/8" THICK GLASS

1LH 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.015.10b 1.015.10B 117 117 WORK AREA 1.015.00.
C

OFFICE ADMIT
1.015.10

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.015.12a 1.015.12A 140.6 140 CORRIDOR 1.016.00.C OFFICE FINANCIAL
COUNSELING

RH 60PPS 3'0" 8'10" HMF 16 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 4-LITE SIDELITE
3/8" THICK GLASS

1RH 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.015.12b 1.015.12B 117 117 WORK AREA 1.015.00.
C

OFFICE FINANCIAL
COUNSELING

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.015.13 1.015.13 117 117 WORK AREA 1.015.00.
C

OFFICE FINANCIAL
MANAGER

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.015.14a 1.015.14A 140.6 140 CORRIDOR 1.016.00.C CASHIER 1.015.14 LH 60PPS 3'0" 8'10" HMF 16 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 4-LITE SIDELITE
3/8" THICK GLASS

1LH 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 BL 1.015.14b 1.015.14B 150 150 CASHIER 1.015.16 OFFICE FINANCIAL
GROUP

SSF

Frame Remark : STAINLESS STEEL ASSEMBLY BY
OTHERS

1 SGL 1.015.16a 1.015.16A 140.6 140 CORRIDOR 1.016.00.C CASHIER 1.015.16 RH 60PPS 3'0" 8'10" HMF 16 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 4-LITE SIDELITE
3/8" THICK GLASS

1RH 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 BL 1.015.16b 1.015.16B 150 150 CASHIER 1.015.16 OFFICE FINANCIAL
GROUP

SSF

Frame Remark : STAINLESS STEEL ASSEMBLY BY
OTHERS

1 BL 1.015.16c 1.015.16C HM3.2 CASHIER SIDE
1.015.16

CASHIER SIDE
1.015.14

NON-RTD 2'6" 4'2" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW

1 SGL 1.015.18 1.015.18 140.6 140 CORRIDOR 1.007.14.C OFFICE M/CAL
1.015.18

LH 60PPS 3'0" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.016 1.016 114A23 114A CORRIDOR 1.016.00.C IS ROOM 1.016 RH 90PPS 3'6" 8'10" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'6" 8'10" 1-3/4" WD M90 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.016.00.C 1.016.00.C 108A.6 108A CORRIDOR 1.016.00.C WORK AREA
1.015.00.C

LHR 60PPS 3'0" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 RU 1.016.00Cbc1.016.00CBC W EXTERIOR AREAWAY
GRATING

CORRIDOR 1.016.00.
CB

STL

Frame Remark : PROVIDED BY OTHERS1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 1.018 1.018 126.18 126 CORRIDOR 1.016.00.C ELEC ROOM 1.018 LH 60PPS 3'6" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 1.02 1.02 008.4 08 DRIVEWAY OFF LA
VETA AVE

STAIR 3 - 1.020 LHRA ALF

Frame Remark : ALUMINUM BY OTHERS1LHRA ALD

Door Remarks: ALUMINUM BY OTHERS

1RHRI ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 1.022 1.022 122.4 122 CORRIDOR 1.016.00.C TOILET PUBLIC
MALE

RH SMOKE 3'0" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 8'10" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.024 1.024 122.4 122 CORRIDOR 1.016.00.C TOILET PUBLIC
FEMALE

RH SMOKE 3'0" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 8'10" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.026 1.026 117.07 117 CORRIDOR 1.016.00.C OFFICE - M/CAL
1.026

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 DE 1.050.00.C 1.050.00.C 192 192 CORRIDOR 1.050.00.C CORRIDOR 1.070.00.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 SGL 1.061 1.061 116A.2 116A CORRIDOR 1.064.00.C OFFICE SUPPORT
STAFF 1.061

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.063 1.063 117.07 117 CORRIDOR 1.064.00.C OFFICE -
ED/EDU/CNS 1.063

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 DE 1.064.00.C 1.064.00.C 188.7 188 ENTRY LOBBY
1.004.00.L

CORRIDOR 1.064.00.
C

LHR 90PPS 8'0" 8'10" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 PR 1.065 1.065 102 UNEQ CORRIDOR 1.064.01.C ELECTRIC ROOM LHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1LHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1RHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL 1.066 1.066 126.08 126 CORRIDOR 1.070.26.C PNEUMATIC TUBE
EQUIP RM

LHR 60PPS 3'6" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.067 1.067 114A.6 114A CORRIDOR 1.064.01.C IS ROOM 1.067 RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 1.068 1.068 122A.5 122A CORRIDOR 1.070.26.C TOILET STAFF MALE RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 DE 1.068.00.CA1.068.00.CA 189 189 CORRIDOR 1.064.00.C CORRIDOR 1.068.00.
C

RHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 DE 1.068.00.CB1.068.00.CB 193 193 CORRIDOR 1.070.26.C ELEV
PATIENT/STAFF
1.068.00.C

LHR SMOKE 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR SMOKE 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE DOUBLE EGRESS

1LHR SMOKE 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE DOUBLE EGRESS

CONDUIT BOXES IN HEAD FOR MAG LOCKS; CUTOUTS WOULD BE FIELD PREPPED
1 SGL 1.069 1.069 116A10 116A CORRIDOR 1.064.01.C STORAGE 1.069 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 DE 1.069.00.C 1.069.00.C 195 195 CORRIDOR 1.064.01.C CORRIDOR 1.069.00.
C

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS
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Door No
Door

Mark No
Hdwe
Hdng

Hdwe
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Fire
Rtg

Dr
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Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL NONE 1.069.02 110 110 CORRIDOR 1.069.02.C
/ EXIST BLDG

STAIR #2 @ EXIST
BLDG A3.1Q

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI B 5/8"

Door Remarks: 4 X 25 VISION LITE

NEW FRAME IN EXIST 2.4 WALL (REPLACING TOTAL DOOR)
1 SGL 1.069.04 1.069.04 126.EX 126 CORRIDOR IN

EXISTING BLDG
ATM/NITE DEPOSIT
1.069.04

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" HMD POLYS 18 CRS PRI A 5/8"

NEW FRAME REQUIRED - SWING CHANGE
1 DE 1.070.00.C 1.070.00.C 192.3 192 CORRIDOR 1.070.00.C CORRIDOR 1.070.01.

C
LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 SGL 1.070.01 1.070.01 116A.2 116A CORRIDOR 1.064.01.C LOCKERS STAFF
1.070.01

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.02 1.070.02 122A.5 122A CORRIDOR 1.064.01.C TOILET STAFF MALE RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.03 1.070.03 122A12 122A CORRIDOR 1.064.01.C TOILET STAFF
FEMALE

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.04 1.070.04 116A.9 116A CORRIDOR 1.050.00.C STORAGE GENERAL
1.070.04

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.06 1.070.06 141.06 141 CORRIDOR 1.070.00.C COPY / WORK
1.070.06

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.07 1.070.07 117 117 TRANSPORT 1.070.06.
B

OFFICE TRANS
MANAGER 1.070.07

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.070.08 1.070.08 117 117 TRANSPORT 1.070.06.
B

OFFICE TRANS
COORD 1.070.08

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.070.09 1.070.09 151.01 151 CORRIDOR 1.070.00.C CORRIDOR 1.070.09 LH 60PPS 3'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.10 1.070.10 117 117 CORRIDOR 1.070.09 OFFICE ED MGR
1.070.10

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.070.11 1.070.11 117 117 WKSTN ASST
1.070.09.A

OFFICE ED MD
1.070.11

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.070.12 1.070.12 117 117 WKSTN ASST
1.070.09.A

OFFICE ED
DIRECTOR 1.070.12

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.070.14 1.070.14 116A.2 116A CORRIDOR 1.070.00.C LOUNGE STAFF
1.070.14

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.16 1.070.16 153.10 153 CORRIDOR 1.070.01.C EXAM  OB/GYN
 1.070.16

RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 1.070.17 1.070.17 131 131 EXAM  OB/GYN
 1.070.16

TOILET PATIENT
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.070.19 1.070.19 121.09 121 CORRIDOR 1.070.01.C FAMILY GRIEVING
ROOM

LH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.20 1.070.20 131.6 131 CORRIDOR 1.070.01.C TOILET PATIENT
UNISEX

RHR SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.21 1.070.21 116A.9 116A CORRIDOR 1.064.01.C SOILED WORKROOM
1.070.21

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.070.22A 1.070.22A 153A.1 153A CORRIDOR 1.070.01.C EXAM 1.070.22 RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 1.070.22B 1.070.22B ALUM ALCOVE NURSE
1.070.22.A

EXAM 1.070.22 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 1.070.24a 1.070.24A 153A.1 153A CORRIDOR 1.070.01.C EXAM 1.070.24 RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 1.070.24B 1.070.24B ALUM ALCOVE NURSE
1.070.22.A

EXAM 1.070.26 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 1.070.25.C 1.070.25.C 126.12 126 CORRIDOR 1.070.01.C SHELL 1.070.25.C LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.26 1.070.26 153A.1 153A CORRIDOR 1.070.01.C EXAM 1.070.26 RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 1.070.27 1.070.27 144.2 144 CORRIDOR 1.070.01.C HOUSEKEEPING
1.070.27

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.28 1.070.28 153A.2 153A CORRIDOR 1.070.01.C EXAM 1.070.28 RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 1.070.28a 1.070.28A 126.16 126 EXISTING TOWER 1 TEMP CORRIDOR
THRU 1.070.30

RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.28b 1.070.28B 126.T TEMP EXISTING TOWER 1 TEMP CORRIDOR
THRU 1.070.30

RHR 90PPS 3'0" 7'0" HMF

Frame Remark : EXISTING TO REMAIN1RHR 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM P/L B

Door Remarks: 4 X 25 VISION LITE & SECURITY HARDWARE

1 PR 1.070.30a 1.070.30A 102C 102C CORRIDOR 1.070.01.C TRAUMA/ CARDIAC
ROOM

LHA SMOKE 6'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 4'0" ACTIVE1LHA SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW 4'0" ACTIVE

1RHI SMOKE 2'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 BL 1.070.30b 1.070.30B ALUM CORRIDOR 1.070.01.C TRAUMA/ CARDIAC
ROOM

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.070.31 1.070.31 160.1 160 CORRIDOR 1.070.31.C MEDICATION
STATION 1.070.31

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 RU 1.070.31.B 1.070.31.B W NOURISHMENT
1.070.31.B

CABINETS /
REFRIGERATOR

STL

Frame Remark : PROVIDED BY OTHERS1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 PR 1.070.32A 1.070.32A 102C 102C CORRIDOR 1.070.01.C TRAUMA/ CARDIAC
ROOM

LHA SMOKE 6'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 4'0" ACTIVE1LHA SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW 4'0" ACTIVE

1RHI SMOKE 2'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 BL 1.070.32b 1.070.32B ALUM CORRIDOR 1.070.01.C TRAUMA/ CARDIAC
ROOM

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 1.070.33a 1.070.33A 153A.4 153A CORRIDOR 1.070.31.C EXAM 1.070.33 RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 1.070.33B 1.070.33B ALUM ALCOVE NURSE
1.070.22.A

EXAM 1.070.33 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 1.070.34a 1.070.34A 114A15 114A CORRIDOR 1.070.40.C PHARMACY 1.070.34 LHR 90PPS 3'6" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 3'6" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 DD 1.070.34B 1.070.34B 202 202 VEST/CORRIDOR
1.070.40.C

PHARMACY 1.070.34 LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 1-3/4" WD SCL PLAM PL1 Z.1 3/8"

Door Remarks: DUTCH DOOR BOTTOM W/SHELF

1LH NON-RTD 3'0" 1-3/4" WD SCL PLAM PL1 Z.1 3/8"

Door Remarks: DUTCH DOOR TOP

1 SGL 1.070.35a 1.070.35A 153.13 153 CORRIDOR 1.070.31.C ANTE 1.070.35 LH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 1.070.35B 1.070.35B ALUM ALCOVE NURSE
1.070.33.A

ANTE 1.070.35 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS
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Door No
Door

Mark No
Hdwe
Hdng

Hdwe
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Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.070.36 1.070.36 004A 04A EXTERIOR
AMBULANCE DOCK

DRY STORAGE
1.070.36

RH 60PPS 4'0" 7'0" HMF 14 HM2 9-3/8 PRI STL STLA60 PLTSPL

Frame Remark : PLASTER PROFILE1RH 60PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL 1.070.37 1.070.37 153.04 153 ANTE 1.070.35 EXAM ISOLATION
1.070.37

LH NON-RTD 4'0" 7'0" HMF 14 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 2'0" SIDELITE1LH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.070.38 1.070.38 005 05 EXTERIOR
AMBULANCE DOCK

EMS
WORKSTATIONS
1.070.38

LH 60PPS 3'0" 7'0" HMF 14 HM2 9-3/8 PRI STL STLA60 PLTSPL

Frame Remark : PLASTER PROFILE1LH 60PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL 1.070.39 1.070.39 121.10 121 CORRIDOR 1.070.26.C CONSULT 1.070.39 LH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.40 1.070.40 116A.9 116A CORRIDOR 1.070.40.C SOILED WORKROOM
1.070.40

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.42 1.070.42 155.2 155 CORRIDOR 1.070.01.C DECONTAM
SHOWER 1.070.42

LH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

1 SGL 1.070.44 1.070.44 116A.9 116A CORRIDOR 1.070.01.C CLEAN UTILITY /
LINEN 1.070.44

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.070.46 1.070.46 131.6 131 CORRIDOR 1.070.48.C TOILET PATIENT
UNISEX

RHR SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.48 1.070.48 153A.1 153A CORRIDOR 1.070.48.C EXAM 1.070.48 RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 DE 1.070.48.C 1.070.48.C 188.3 188 WAIT 1.070.054.A CORRIDOR 1.070.48.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS
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Door

Mark No
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Thick Type Core Face/Material Fin Elv Undrct
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Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.070.48.Cb1.070.48.CB116A15 116A WAIT 1.070.054.A RECEPTION
1.070.55.A

RHR NON-RTD 3'6" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'6" 8'10" 1-3/4" WD PB PLAM PL1 C 3/8"

Door Remarks: 34X34 VISION FRAME

1 SGL 1.070.50 1.070.50 153A.1 153A CORRIDOR 1.070.48.C EXAM 1.070.50 LH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 1.070.51a 1.070.51A 153A.1 153A CORRIDOR 1.070.48.C EXAM 1.070.51 RH SMOKE 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 1.070.51B 1.070.51B ALUM ALCOVE NURSE
1.070.53.A

EXAM 1.070.51 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 PR 1.070.52 1.070.52 008.2 08 EXTERIOR @ PEPPER STAIR 1 - 1.070.52 RHRA 90PPS 7'0" 7'8" HMF 14 HM2 10-1/4 PRI STL STLA60 SPLSPL

Frame Remark : PLASTER PROFILE1RHRA 90PPS 4'0" 7'8" 1-3/4" HMD POLYS16GA 16 GALV PRI Q.4 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4'0" ACTIVE / 4X25 VISION

1LHRI 90PPS 3'0" 7'8" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 3'0" IN-ACTIVE

1 SGL 1.070.53 1.070.53 153A.3 153A CORRIDOR 1.070.48.C SECURED HOLDING
EXAM ROOM

RH SMOKE 4'0" 7'0" HMF 14 HM1 7-3/4 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 PR 1.070.54.V 1.070.54.V 185.2 185 VESTIBULE 1.070.54.V RECEPTION / WAIT RHRA NON-RTD 8'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA NON-RTD 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2C 3/4"

Door Remarks: FULL GLASS VISION FRAME

1LHRI NON-RTD 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2C 3/4"

Door Remarks: FULL GLASS VISION FRAME

1 SGL 1.070.54a 1.070.54A 114A21 114A RECEPTION / WAIT SECURITY OFFICE
1.070.54

LH NON-RTD 3'0" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 8'10" 1-3/4" WD PB PLAM PL1 A 3/8"

1 BL 1.070.54b 1.070.54B HM3.6 RECEPTION / WAIT SECURITY OFFICE
1.070.54

NON-RTD 3'10" 3'9" HMF 16HM3-C 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW (1/2 OF CORNER
ASSEMBLY)

1 BL 1.070.54c 1.070.54C HM3.5 RECEPTION / WAIT SECURITY OFFICE
1.070.54

NON-RTD 3'1" 3'9" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW (1/2 OF CORNER
ASSEMBLY)
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Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 1.070.54d 1.070.54D HM3.8 RECEPTION / WAIT SECURITY OFFICE
1.070.54

NON-RTD 6'0" 3'9" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW

1 RU 1.070.54e 1.070.54E X VESTIBULE 1.070.54.V SECURITY OFFICE
1.070.54

60PPS STL

Frame Remark : PROVIDED BY OTHERS160PPS STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 1.070.55.Aa1.070.55.AA 130.3 130 RECEPTION 1.070.55.
A

STORAGE
GURN/WHEELCHR

RHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.55a 1.070.55A 126.15 126 CORRIDOR 1.070.62.C STORAGE
GURN/WHEELCHR

LHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.56a 1.070.56A 153A.5 153A CORRIDOR 1.070.62.C TRIAGE 1.070.56 RHR SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.070.56b 1.070.56B 116A16 116A WAIT 1.070.054.A TRIAGE 1.070.56 RH SMOKE 4'0" 8'10" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 8'10" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.56c 1.070.56C 153.14 153 EXAM 1.070.58 TRIAGE 1.070.56 LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.57.Aa1.070.57.AA 153A.5 153A CORRIDOR 1.070.62.C TRIAGE 1.070.57.A LH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.57.Ab1.070.57.AB116A16 116A WAIT 1.070.054.A TRIAGE 1.070.57.A RH SMOKE 4'0" 8'10" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 8'10" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.57.Ba1.070.57.BA 153A.5 153A CORRIDOR 1.070.62.C TRIAGE 1.070.57.B RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.57.Bb1.070.57.BB116A16 116A WAIT 1.070.054.A TRIAGE 1.070.57.B LH SMOKE 4'0" 8'10" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 4'0" 8'10" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 1.070.58b 1.070.58B 153A 153A CORRIDOR 1.070.59.C EXAM 1.070.58B LH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.070.59.C 1.070.59.C 109.1 109 CORRIDOR 1.096.00.C CORRIDOR 1.070.59.
C

LHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.60 1.070.60 116A.5 116A CORRIDOR 1.070.62.C OFFICE ADMIT TEAM
1.070.60

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.60.A 1.070.60.A 117.06 117 OFFICE ADM TEAM
1.070.60

OFFICE MANAGER
1.070.60.A

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.070.61 1.070.61 131.3 131 CORRIDOR 1.070.59.C TOILET PATIENT
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SL 1.070.62 1.070.62 143 143 CORRIDOR 1.070.59.C EXAM 1.070.62 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 PR 1.070.62.C 1.070.62.C 190 190 CORRIDOR 1.070.62.C CORRIDOR 1.070.59.
C

RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1 DE 1.070.62.Ca1.070.62.CA 188.3 188 CORRIDOR 1.070.62.C CORRIDOR 1.070.26.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 PR 1.070.62.Cb1.070.62.CB 176 176 CORRIDOR 1.070.62.C ELEVATOR PUBLIC
1.000.00.L

RHRA NON-RTD 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1 SL 1.070.63 1.070.63 143 143 CORRIDOR 1.070.59.C EXAM 1.070.63 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 1.070.64 1.070.64 153A 153A CORRIDOR 1.070.59.C EXAM 1.070.64 RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.070.65 1.070.65 131.1 131 CORRIDOR 1.070.59.C TOILET PATIENT
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SL 1.070.66 1.070.66 143 143 CORRIDOR 1.070.67.C OBSERVATION
1.070.66

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 1.070.67 1.070.67 143 143 CORRIDOR 1.070.67.C OBSERVATION
1.070.67

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 1.070.67.C 1.070.67.C 109.4 109 CORRIDOR 1.098.00.C CORRIDOR 1.070.67.
C

LHR 60PPS 4'0" 8'10" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SL 1.070.68 1.070.68 143 143 CORRIDOR 1.070.67.C OBSERVATION
1.070.68

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 1.070.69 1.070.69 143 143 CORRIDOR 1.070.67.C OBSERVATION
1.070.69

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 1.070.70 1.070.70 153A 153A CORRIDOR 1.070.67.C OBSERVATION
1.070.70

RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 1.070.71 1.070.71 153 153 CORRIDOR 1.070.71.C ANTE ROOM
1.070.71

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 C 3/8"

Door Remarks: 18 X 30 VISION LITE

1 SGL 1.070.72a 1.070.72A 153.09 153 CORRIDOR 1.070.67.C AIRBORNE
INFECTION
ISOLATION

RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 1.070.72b 1.070.72B 153.01 153 ANTE ROOM 1.070.71 AIRBORNE
INFECTION
ISOLATION

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 2'0" SIDELITE1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.070.73 1.070.73 122A 122A CORRIDOR 1.070.71.C TOILET STAFF
FEMALE

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 1.070.74 1.070.74 153A 153A CORRIDOR 1.070.71.C EXAM 1.070.74 RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 1.070.75a 1.070.75A 153A 153A CORRIDOR 1.070.71.C EXAM 1.070.75 RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 1.070.75b 1.070.75B ALUM ALCOVE NURSE
1.070.76.A

EXAM 1.070.75 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 1.070.76a 1.070.76A 153A 153A CORRIDOR 1.070.76.C EXAM 1.070.76 RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 1.070.76b 1.070.76B ALUM ALCOVE NURSE
1.070.76.A

EXAM 1.070.76 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SL 1.070.77a 1.070.77A 143 143 CORRIDOR 1.070.76.C OBSERVATION
1.070.77

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 BL 1.070.77B 1.070.77B ALUM ALCOVE NURSE
1.070.78.A

EXAM 1.070.77 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 1.070.78a 1.070.78A 153A 153A CORRIDOR 1.070.76.C EXAM 1.070.78 RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 1.070.78B 1.070.78B ALUM ALCOVE NURSE
1.070.78.A

EXAM 1.070.78 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 1.070.79a 1.070.79A 116A.9 116A CORRIDOR 1.070.76.C SOILED WORKROOM
1.070.79

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.070.79b 1.070.79B 121.04 121 TRASH / LINEN
1.070.85

SOILED WORKROOM
1.070.79

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.80 1.070.80 114A11 114A CORRIDOR 1.070.76.C CLEAN UTILITY /
LINEN 1.070.80

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.81 1.070.81 160 160 NURSE STATION
1.070.66.A

MEDICATION
STATION 1.070.81

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 1.070.84 1.070.84 126.11 126 CORRIDOR 1.070.83.A ELEC ROOM 1.070.84 LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.070.85 1.070.85 116A11 116A CORRIDOR 1.070.59.C TRASH / LINEN
1.070.85

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.096.00.C 1.096.00.C 147.09 147 CORRIDOR 1.096.00.C CORRIDOR 1.070.76.
C

LHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.096.01 1.096.01 133.1 133 CORRIDOR 1.096.00.C TOILET PUBLIC
FEMALE

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 1.096.02 1.096.02 131.7 131 CORRIDOR 1.096.00.C TOILET PUBLIC
MALE

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 DE 1.098.00.C 1.098.00.C 180.4 180 ENTRY LOBBY
1.004.00.L

CORRIDOR 1.098.00.
C

LHR 90PPS 8'0" 8'10" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 PR 1.116.02 1.116.02 008 08 EXTERIOR @ LA
VETA

STAIR #6 - 1.116.02 RHRA 90PPS 7'0" 7'0" HMF 14 HM2 11-1/2 PRI STL STLA60 PLT PLT

Frame Remark : METAL PANEL PROFILE1RHRA 90PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI Q.4 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4'0" ACTIVE / 4X25 VISION

1LHRI 90PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 3'0" IN-ACTIVE
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Door Assembly ScheduleLEVEL 1 LEVEL 1

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 1.116.03 1.116.03 001.3 01 EXTERIOR @ LA
VETA

STAIR #6 - 1.116.03 LHR 90PPS 3'0" 7'0" HMF 14 HM2 11-1/2 PRI STL STLA60 PLT PLT

Frame Remark : METAL PANEL PROFILE1LHR 90PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH
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Door Assembly ScheduleLEVEL 1 - LEAD LINED DOORS LEVEL 1 - LEAD LINED DOORS

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 1.007.01.Ba1.007.01.BALL&RFW G/R 1.007.01 CONTROL 1.007.01.B NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 SGL 1.007.01a 1.007.01A 163 163 CORRIDOR 1.070.56.C G/R 1.007.01 RH 60PPS 4'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RH 60PPS 4'0" 7'0" 1-3/4" HMD LL

Door Remarks: LEAD-LINED HOLLOW METAL PROVIDED BY OTHERS

1 SGL 1.007.01b 1.007.01B 135 135 G/R 1.007.01 TOILET PATIENT
UNISEX

RHR NON-RTD 3'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RHR NON-RTD 3'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1 SGL 1.007.03 1.007.03 163 163 CORRIDOR 1.070.56.C SHELL G/R 1.007.03 RH 60PPS 4'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RH 60PPS 4'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED HOLLOW METAL PROVIDED BY OTHERS

1 SGL 1.007.059 1.007.059 163 163 CORRIDOR 1.056.00.C R/F 1.007.059 LH 60PPS 4'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1LH 60PPS 4'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED HOLLOW METAL PROVIDED BY OTHERS

1 SGL 1.007.059.Aa1.007.059.AA 135 135 R/F 1.007.059 TOILET PATIENT
UNISEX

RHR NON-RTD 3'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RHR NON-RTD 3'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1 BL 1.007.059b 1.007.059BLL&RFW R/F 1.007.059 CONTROL
1.007.059B

NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 SGL 1.007.27A 1.007.27A 146 146 MRI VEST 1.007.25 MRI 1.007.27 LHR NON-RTD 4'0" 7'0" MTL

Frame Remark : RF SHIELDED ASSEMBLY BY
OTHERS

1LHR NON-RTD 4'0" 7'0" 1-3/4" MTL

Door Remarks: PROVIDED BY OTHERS

1 BL 1.007.27B 1.007.27B LL&RFW CONTROL 1.007.30 MRI 1.007.27 NON-RTD MTL

Frame Remark : RF SHIELDED ASSEMBLY BY
OTHERS

1 BL 1.007.31b 1.007.31B LL&RFW CONTROL 1.007.31 CT 1.007.49 NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 SGL 1.007.35.Ba1.007.35.BA 146 146 MRI VEST 1.007.25 MRI #2  1.007.35.B RHR NON-RTD 4'0" 7'0" MTL

Frame Remark : RF SHIELDED ASSEMBLY BY
OTHERS

1RHR NON-RTD 4'0" 7'0" 1-3/4" MTL

Door Remarks: PROVIDED BY OTHERS
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Door Assembly ScheduleLEVEL 1 - LEAD LINED DOORS LEVEL 1 - LEAD LINED DOORS

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 1.007.35.Bb1.007.35.BBLL&RFW CONTROL 1.007.30 MRI #2  1.007.35.B NON-RTD MTL

Frame Remark : RF SHIELDED ASSEMBLY BY
OTHERS

1 PR 1.007.49a 1.007.49A 103.1 103 CORRIDOR 1.050.00.C CT 1.007.49 RHA 60PPS 6'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS / UN-
EQUAL PAIR

1RHA 60PPS 4'0" 7'0" 1-3/4" WD LL

Door Remarks: 4'0" LEAD-LINED HM PROVIDED BY OTHERS

1LHI 60PPS 2'0" 7'0" 1-3/4" WD LL

Door Remarks: 2'0" LEAD-LINED HM PROVIDED BY OTHERS

1 SGL 1.007.49b 1.007.49B 163A.5 163A HALL 1.007.23.C CT 1.007.49 RH NON-RTD 4'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RH NON-RTD 4'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1 SGL 1.007.61 1.007.61 163 163 CORRIDOR 1.050.00.C R/F 1.007.61 RH 60PPS 4'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RH 60PPS 4'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED HOLLOW METAL PROVIDED BY OTHERS

1 SGL 1.007.61.Aa1.007.61.AA 135 135 R/F 1.007.61 TOILET PATIENT
UNISEX

LHR NON-RTD 3'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1LHR NON-RTD 3'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1 BL 1.007.61.b 1.007.61.BLL&RFW R/F 1.007.61 CONTROL 1.007.61.B NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 BL 1.070.059C 1.070.059CLL&RFW GEN RAD ROOM
1.070.59

CONTROL AREA NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 SGL 1.070.59a 1.070.59A 158A 158A CORRIDOR 1.070.62.C GEN RAD ROOM
1.070.59

RH 60PPS 3'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RH 60PPS 3'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED HOLLOW METAL PROVIDED BY OTHERS

1 SGL 1.070.59b 1.070.59B 158A.1 158A CORRIDOR 1.070.59.C GEN RAD ROOM
1.070.59

RH NON-RTD 4'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RH NON-RTD 4'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS
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Door Assembly ScheduleLEVEL 2 LEVEL 2

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 2.000.02 2.000.02 010.1 10 BRIDGE ACROSS LA
VETA

CORRIDOR 2.016.00.
C

RHRA 90PPS 7'0" 8'10" HMF 14 HM2 9-1/2 PRI STL STLA60 PLT PLT

Frame Remark : METAL PANEL PROFILE1RHRA 90PPS 3'6" 8'10" 1-3/4" HMD POLYS16GA 16 GALV PRI 2B 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4X25 VISION LITE

1LHRI 90PPS 3'6" 8'10" 1-3/4" HMD POLYS16GA 16 GALV PRI 2B 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4X25 VISION LITE

1 PR 2.000.04 2.000.04 010.2 10 VESTIBULE 2.160 5-STORY BRIDGE
TIE IN

RHRA 90PPS 7'0" 8'10" HMF 14 HM2 9-1/2 PRI STL STLA60 PLT PLT

Frame Remark : METAL PANEL PROFILE1RHRA 90PPS 3'6" 8'10" 1-3/4" HMD POLYS16GA 16 GALV PRI 2B 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4X25 VISION LITE

1LHRI 90PPS 3'6" 8'10" 1-3/4" HMD POLYS16GA 16 GALV PRI 2B 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4X25 VISION LITE

1 RU 2.004.00.Ca2.004.00.CA 149.2 149 OPEN TO 1ST FLR
BELOW

CORRIDOR 2.004.00.
C

STL

1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 RU 2.004.00.Cb2.004.00.CB W OPEN TO 1ST FLR
BELOW

CORRIDOR 2.004.00.
C

STL

Frame Remark : PROVIDED BY OTHERS1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 RU 2.004.00.Cc2.004.00.CC Y OPEN TO 1ST FLR
BELOW

CORRIDOR 2.004.00.
C

RATED STL

Frame Remark : PROVIDED BY OTHERS1RATED STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 2.007a 2.007A 114C.2 114C CORRIDOR 2.004.00.C GIFT SHOP RH 60PPS 4'0" 8'10" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.007b 2.007B 114A.5 114A GIFT SHOP 2.009 GIFT SHOP
STORAGE

RH 60PPS 3'0" 7'0" HMF 16 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 2'0" SIDELITE1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 2.009a 2.009A 119A 119A CORRIDOR 2.004.00.C GIFT SHOP RHRA ALF

Frame Remark : ALUMINUM BY OTHERS1RHRA ALD

Door Remarks: ALUMINUM BY OTHERS

1LHRI ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 2.010.01.C 2.010.01.C 148.2 148 CORRIDOR 2.004.00.C CORRIDOR 2.010.01.
C

LHR NON-RTD 4'0" 8'4" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 4'0" 8'4" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 BL 2.012.00.Ac2.012.00.AC ALUM CORRIDOR 2.004.00.C FAMILY SERVICES
LIBRARY

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS
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Door Assembly ScheduleLEVEL 2 LEVEL 2

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 2.012a 2.012A 182 182 CORRIDOR 2.004.00.C FAMILY SERVICES
LIBRARY

RHRA ALF

Frame Remark : ALUMINUM BY OTHERS1RHRA ALD

Door Remarks: ALUMINUM BY OTHERS

1LHRI ALD

Door Remarks: ALUMINUM BY OTHERS

1 PR 2.014a 2.014A 107 107 CORRIDOR 2.016.00.C ALL FAITHS
MEDITATION RM

RHRA ALF

Frame Remark : ALUMINUM BY OTHERS1RHRA ALD

Door Remarks: ALUMINUM BY OTHERS

1LHRI ALD

Door Remarks: ALUMINUM BY OTHERS

1 BL 2.014b 2.014B ALUM CORRIDOR 2.016.00.C ALL FAITHS
MEDITATION RM

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 PR 2.014c 2.014C 173 173 ALL FAITHS
MEDITATION RM

CLOSET / STORAGE LHRA NON-RTD 4'9" 7'10-1/2" ALF

Frame Remark : ALUMINUM BY OTHERS1LHRA NON-RTD 2'4-1/2" 7'10-1/2" 1-3/4" WD PB PLAM PL1 2A 3/8"

1RHRI NON-RTD 2'4-1/2" 7'10-1/2" 1-3/4" WD PB PLAM PL1 2A 3/8"

1 SGL 2.016 2.016 117.12 117 CORRIDOR 2.022.01.C PASTORAL OFFICE
2.016

RH SMOKE 3'0" 8'4" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 8'4" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 RU 2.016.00.C 2.016.00.C Y CORRIDOR 2.016.00.C CORRIDOR 2.004.00.
C

RATED STL

Frame Remark : PROVIDED BY OTHERS1RATED STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 2.018A 2.018A 126.01 126 CORRIDOR 2.022.01.C GENERAL STORAGE
2.018

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.018B 2.018B 126.04 126 PASTORAL OFFICE
2.016

GENERAL STORAGE
2.018

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.020 2.020 116A.7 116A CORRIDOR 2.016.00.C IS ROOM 2.020 RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 2.022 2.022 126.11 126 CORRIDOR 2.016.00.C ELEC ROOM 2.022 LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door No
Door

Mark No
Hdwe
Hdng

Hdwe
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Qy Width Height
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Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 DE 2.022.00.CA2.022.00.CA 180.1 180 CORRIDOR 2.022.00.C CORRIDOR 2.022.00.
C

LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 DE 2.022.00.CB2.022.00.CB 180.3 180 CORRIDOR 2.045.00.C CORRIDOR 2.022.00.
C

LHR 90PPS 8'0" 8'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 8'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 8'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 2.022.00.Cc2.022.00.CC 121.07 121 CORRIDOR 2.022.00.C SHELL SPACE
2.0001.C

RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 ADJADJ

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 DE 2.022.01.C 2.022.01.C 188.2 188 CORRIDOR 2.016.00.C CORRIDOR 2.022.01.
C

LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 2.024 2.024 109.5 109 STAIR #3 - 2.024 CORRIDOR 2.016.00.
C

RHR 90PPS 4'0" 8'4" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 8'4" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 2.026 2.026 121.11 121 CORRIDOR 2.022.01.C SHELL SPACE RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.026.01 2.026.01 122B 122B VESTIBULE 2.028.00.C FEMALE TOILET LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.026.02 2.026.02 122B.1 122B VESTIBULE 2.028.00.C MALE TOILET RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.026.04.B 2.026.04.B 121.06 121 CORRIDOR 2.047.00.C SHELL 2.026.04.B LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.026.06 2.026.06 170.2 170 CORRIDOR 2.049.00.C MUSIC THERAPY
2.026.06

RH SMOKE 3'6" 7'0" HMF 16 HM1 13-1/8 PRI STL STLA60 AFCAFC

Frame Remark : INSULATE FRAME FOR STC 44
WOOD DOOR

1RH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: STC 44 WOOD DOOR
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Door Assembly ScheduleLEVEL 2 LEVEL 2
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Door

Mark No
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Thick Type Core Face/Material Fin Elv Undrct
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Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 2.028.01a 2.028.01A 121A.2 121A VESTIBULE 2.028.00.C PASS THRU 2.028.01 RHRA 60PPS 6'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"

1LHRI 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"

1 SGL 2.028.02 2.028.02 117B 117B VESTIBULE 2.028.00.C CONFERENCE
ROOM "C"

RHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 2.028.03A 2.028.03A 126.16 126 CORRIDOR 2.022.01.C STORAGE 2.028.03 RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.028.03B 2.028.03B 126.16 126 CONFERENCE ROOM
"B"

STORAGE 2.028.03 LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.028.04a 2.028.04A 121A.1 121A VESTIBULE 2.028.00.C PASS THRU 2.028.04 LHR 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 2.028.05a 2.028.05A 121A.2 121A VESTIBULE 2.028.00.C PASS THRU 2.028.05 RHRA 60PPS 6'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"

1LHRI 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"

1 SGL 2.028.06 2.028.06 117B 117B VESTIBULE 2.028.00.C CONFERENCE
ROOM "B"

LHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 2.028.07 2.028.07 121A 121A CORRIDOR 2.028.07 CONFERENCE
ROOM "B"

RHR 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.028.08 2.028.08 114A.2 114A CORRIDOR 2.022.00.C AV STORAGE
2.028.08

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.028.09A 2.028.09A 121A.1 121A VESTIBULE 2.028.00.C PASS THRU 2.028.09 LHR 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 2.028.10a 2.028.10A 121A.2 121A VESTIBULE 2.028.00.C PASS THRU 2.028.10 RHRA 60PPS 6'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"

1LHRI 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"
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Frame Information
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1 SGL 2.028.11 2.028.11 117B 117B VESTIBULE 2.028.00.C CONFERENCE
ROOM "A"

LHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 2.028.12A 2.028.12A 126.16 126 CORRIDOR 2.022.00.C STORAGE 2.028.12 RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.028.12B 2.028.12B 126.16 126 CONFERENCE ROOM
"A"

STORAGE 2.028.12 LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 2.028.13a 2.028.13A 121A.2 121A VESTIBULE 2.028.00.C PASS THRU 2.028.13 RHRA 60PPS 6'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"

1LHRI 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"

1 SGL 2.031 2.031 145.7 145 CORRIDOR 2.010.01.C HOUSEKEEPING
CLOSET 2.031

RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.033 2.033 122A14 122A CORRIDOR 2.010.01.C UNISEX STAFF
TOILET 2.033

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.035 2.035 121.06 121 CORRIDOR 2.022.00.C SHELL SPACE
2.0001.A

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.040 2.040 121.07 121 CORRIDOR 2.045.00.C SHELL SPACE LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 DA 2.041.00.A 2.041.00.A 100A 100A PUBLIC DINING &
SEATING

PUBLIC DINING
KITCHEN/SERV

LH NON-RTD 3'0" 7'0" HMF 16 HM1A 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE ACTING DOOR - STOP ON
HEADER

1NON-RTD 3'0" 7'0" 1-3/4" SSD 18 SS S/S Z

Door Remarks: ELIASON SCG-3/9X14 WINDOW/BUMPER STRP/3X9 JAMB GRD

1 SGL 2.041.00.Aa2.041.00.AA CVR CORRIDOR 2.041.00.D PUBLIC DINING &
SEATING

LHR NON-RTD 1'10" F.HT. HMF 16 WON 4" PRI N/A N/AA60 N/A N/A

Frame Remark : SINGLE-RABBET WON DOOR JAMB1LHR NON-RTD 1'10" F.HT. 1-3/4" WD PB PLAM PL1 A 3/8"

Door Remarks: WON POCKET COVER DOOR

1 SL 2.041.00.Ac2.041.00.ACS-WON2 CORRIDOR 2.041.00.D PUBLIC DINING &
SEATING

90PPS STL

Frame Remark : PROVIDED BY OTHERS190PPS STL

Door Remarks: AFD ACCORDIAN FIRE DOOR
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Door Assembly ScheduleLEVEL 2 LEVEL 2

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 2.041.00.Ad2.041.00.AD 108 108 CORRIDOR 2.063.00.C PUBLIC DINING &
SEATING

RHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 2.041.00.Ba2.041.00.BA 105 105 CORRIDOR 2.045.00.C MD DINING/SERV
2.041.00.B

RHRA 90PPS 6'0" 8'4" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHRA 90PPS 3'0" 8'4" 1-3/4" WD M90 PLAM PL1 2A 3/8"

1LHRI 90PPS 3'0" 8'4" 1-3/4" WD M90 PLAM PL1 2A 3/8"

1 BL 2.041.00.Bb2.041.00.BB ALUM MD DINING/SERV
2.041.00.B

MD DINING/SERV
2.041.00.B

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 2.041.00.Bc2.041.00.BC ALUM MD DINING/SERV
2.041.00.B

MD DINING/SERV
2.041.00.B

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 2.041.00.Bd2.041.00.BD 108 108 CORRIDOR 2.049.00.C MD DINING/SERV
2.041.00.B

LHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 DE 2.041.00.Da2.041.00.DA 191.4 191 CORRIDOR 2.041.00.D VESTIBULE 2.041.00.
V

LHR SMOKE 8'0" 8'10" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR SMOKE 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR SMOKE 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 2.041.00.E 2.041.00.E 012 12 OUTDOOR DINING
TERRACE

PUBLIC DINING &
SEATING

RHR ALF

Frame Remark : ALUMINUM BY OTHERS1RHR ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 2.041.00.V 2.041.00.V 011 11 OUTDOOR ROOF
GARDEN

VESTIBULE 2.041.00.
V

RH ALF

Frame Remark : ALUMINUM BY OTHERS1RH ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 2.041.00a 2.041.00A 117.02 117 KITCHEN 2.041.C KITCHEN OFFICE
2.041.00

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 BL 2.041.00b 2.041.00B HM3.3 KITCHEN 2.041.C KITCHEN OFFICE
2.041.00

NON-RTD 2'8" 4'2" HMF 16 HM3 6-3/8 PRI STL STLA60

Frame Remark : 4-SIDED WINDOW
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Door Assembly ScheduleLEVEL 2 LEVEL 2

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand
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Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 2.041.00c 2.041.00C HM3.2 KITCHEN 2.041.C KITCHEN OFFICE
2.041.00

NON-RTD 2'6" 4'2" HMF 16 HM3 6-3/8 PRI STL STLA60

Frame Remark : 4-SIDED WINDOW

1 DA 2.041.Ca 2.041.CA 100A 100A KITCHEN 2.041.C SERVERY 2.041.00.C NON-RTD 3'0" 7'0" HMF 16 HM1A 8-3/8 PRI STL STLA60 AFCAFC

Frame Remark : REINF CASED OPNG FOR ELIASON
DOOR

1NON-RTD 3'0" 7'0" 1-3/4" SSD 18 SS S/S Z

Door Remarks: ELIASON SCG-3/9X14 WINDOW/BUMPER STRP/3X9 JAMB GRD

1 SGL 2.041.Cb 2.041.CB 138 138 KITCHEN 2.041.C TOILET STAFF
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 2.041.Cc 2.041.CC 114A20 114A CORRIDOR 2.045.00.C KITCHEN 2.041.C RH 90PPS 3'0" 8'4" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 8'4" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 DA 2.041.Cd 2.041.CD 100A 100A KITCHEN 2.041.C PUBLIC DINING
KITCHEN/SERV

NON-RTD 3'0" 7'0" HMF 16 HM1A 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : REINF CASED OPNG FOR ELIASON
DOOR

1NON-RTD 3'0" 7'0" 1-3/4" SSD 18 SS S/S Z

Door Remarks: ELIASON SCG-3/9X14 WINDOW/BUMPER STRP/3X9 JAMB GRD

1 SGL 2.042 2.042 121.07 121 CORRIDOR 2.045.00.C SHELL SPACE RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 2.045.00.Ca2.045.00.CA 151.02 151 CORRIDOR 2.045.00.C DIETARY STORAGE
2.025.05

LHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 DE 2.045.00.Cc2.045.00.CC 191.1 191 CORRIDOR 2.063.00.C CORRIDOR 2.045.00.
C

LHR NON-RTD 8'0" 8'4" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 8'4" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR NON-RTD 4'0" 8'4" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 2.046 2.046 126.01 126 CORRIDOR 2.049.00.C STORAGE GENERAL LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.047.00.Ca2.047.00.CA 148 148 VESTIBULE 2.160 VESTIBULE
2.028.00C

RHR NON-RTD 3'0" 8'4" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 8'4" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 DE 2.047.00.CB2.047.00.CB 180 180 CORRIDOR 2.047.00.C CORRIDOR 2.047.00.
C

LHR 90PPS 6'0" 7'0" HMF 14 HM10 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 2.048 2.048 144.2 144 CORRIDOR 2.049.00.C HOUSEKEEPING
2.048

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 2.049.00.C 2.049.00.C 147.01 147 CORRIDOR 2.049.00.C CORRIDOR 2.047.00.
C

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 2.050 2.050 126.00 126 CORRIDOR 2.049.00.C STORAGE DIETARY
2.050

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 2.050.00.C 2.050.00.C 012 12 OUTDOOR ROOF
GARDEN

MD DINING/SERV
2.041.00.B

RHR ALF

Frame Remark : ALUMINUM BY OTHERS1RHR ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 2.050.00.G 2.050.00.G SEC.1 OUTDOOR ROOF
GARDEN

AREA BEHIND
SCREEN WALL

LH NON-RTD STL

Frame Remark : FENCE BY OTHERS1LH NON-RTD STL

Door Remarks: GATE PROVIDED BY OTHERS

1 SGL 2.052.00.V 2.052.00.V 147.10 147 CORRIDOR 2.049.00.C VESTIBULE 2.052.00.
V

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 2.054 2.054 126.11 126 CORRIDOR 2.049.00.C ELEC ROOM 2.054 LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.056a 2.056A 011 11 CORRIDOR 2.049.00.C OUTDOOR ROOF
GARDEN

LHR ALF

Frame Remark : ALUMINUM BY OTHERS1LHR ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 2.056b 2.056B 109.3 109 STAIR #4 - 2.056 CORRIDOR 2.049.00.
C

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information
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Anchors

1 SGL 2.057 2.057 122.2 122 CORRIDOR 2.063.00.C TOILET PUBLIC
MALE

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 2.059 2.059 122.2 122 CORRIDOR 2.063.00.C TOILET PUBLIC
FEMALE

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 2.061.00.Aa2.061.00.AA 126.00 126 CORRIDOR 2.063.00.C COFFEE KIOSK RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 C 3/8"

Door Remarks: 18 X 30 VISION LITE

1 RU 2.061.00.Ab2.061.00.AB W CORRIDOR 2.065.00.C COFFEE KIOSK STL

Frame Remark : PROVIDED BY OTHERS1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 2.061.00.B 2.061.00.B 126.01 126 CORRIDOR 2.063.00.C STORAGE COFFEE
KIOSK

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.065.00.Ca2.065.00.CA CVR CORRIDOR 2.065.00.C WON DOOR POCKET RHR NON-RTD 1'10" F.HT. HMF 16 WON 4" PRI N/A N/AA60 N/A N/A

Frame Remark : SINGLE-RABBET WON DOOR JAMB1RHR NON-RTD 1'10" F.HT. 1-3/4" WD PB PLAM PL1 A 3/8"

Door Remarks: WON POCKET COVER DOOR

1 SL 2.065.00.Cb2.065.00.CBS-WON2 CORRIDOR 2.004.00.C CORRIDOR 2.065.00.
C

90PPS STL

Frame Remark : PROVIDED BY OTHERS190PPS STL

Door Remarks: AFD ACCORDIAN FIRE DOOR

1 SGL 2.066 2.066 114A22 114A VESTIBULE 2.041.00.V IS ROOM 2.066 RH 90PPS 3'0" 8'10" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 8'10" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 2.068 2.068 126.18 126 CORRIDOR 2.065.00.C ELEC ROOM 2.068 LH 60PPS 3'6" 8'10" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 8'10" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 2.068.00.L 2.068.00.L 185.3 185 ELEV LOBBY
STAFF/PATIENT

CORRIDOR 2.072.00.
C

LHRA 60PPS 8'0" 8'10" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : REINF HEAD FOR AUTO-OP1LHRA 60PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4 X 25 VISION LITE / AUTO-OP

1RHRI 60PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4 X 25 VISION LITE / AUTO-OP

1 DE 2.068.00.La2.068.00.LA 188.7 188 CORRIDOR 2.065.00.C ELEV LOBBY
STAFF/PATIENT

LHR 90PPS 8'0" 8'10" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS
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Anchors

1 SGL 2.070.a 2.070.A 126.16 126 CORRIDOR 2.072.00.C P TUBE EQUIPMENT
2.070A

LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 2.072.00.C 2.072.00.C 191.6 191 CORRIDOR 2.113.00.C CORRIDOR 2.072.00.
C

RHRA NON-RTD 8'0" 8'10" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA NON-RTD 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI NON-RTD 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1 SGL 2.074.01 2.074.01 137 137 PRE TEEN ROOM
2.074

TOILET PATIENT
UNISEX

RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 2.074.02a 2.074.02A 141.01 141 PRE TEEN ROOM
2.074

KITCHENETTE LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 2.074.02b 2.074.02B 141.01 141 TEEN ROOM 2.076 KITCHENETTE RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 BL 2.074.02c 2.074.02C HM3.4 PRE TEEN ROOM
2.074

KITCHENETTE NON-RTD 3'0" 4'2" HMF 16 HM3 6-3/8 PRI STL STLA60

Frame Remark : 4-SIDED WINDOW

1 BL 2.074.02d 2.074.02D HM3 PRE TEEN ROOM
2.074

KITCHENETTE NON-RTD 1'8" 4'2" HMF 16 HM3 6-3/8 PRI STL STLA60

Frame Remark : 4-SIDED WINDOW

1 BL 2.074.02e 2.074.02E HM3 TEEN ROOM 2.076 KITCHENETTE NON-RTD 1'8" 4'2" HMF 16 HM3 6-3/8 PRI STL STLA60

Frame Remark : 4-SIDED WINDOW

1 BL 2.074.02f 2.074.02F HM3.4 TEEN ROOM 2.076 KITCHENETTE NON-RTD 3'0" 4'2" HMF 16 HM3 6-3/8 PRI STL STLA60

Frame Remark : 4-SIDED WINDOW

1 SGL NONE 2.074.G SEC.1 CHILDREN'S
TERRACE

AREA BEHIND
SCREEN WALL

LHR NON-RTD STL

Frame Remark : FENCE BY OTHERS1LHR NON-RTD STL

Door Remarks: GATE PROVIDED BY OTHERS

1 SGL 2.074a 2.074A 114B.7 114B CORRIDOR 2.113.00.C PRE TEEN ROOM
2.074

RHR SMOKE 4'0" 8'10" HMF 14 HM14 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'4" SIDE-LITE 3/8"
LAM GLASS

1RHR SMOKE 4'0" 8'10" 1-3/4" WD SCL PLAM PL1 E.1 3/8"

Door Remarks: 28 X 84 VISION FRAME
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Anchors

1 SGL 2.074b 2.074B 004A.1 04A PRE TEEN ROOM
2.074

EXTERIOR
BALACONY

RHR ALF

Frame Remark : ALUMINUM BY OTHERS1RHR ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 2.075a 2.075A 168 168 CORRIDOR 2.113.00.C THE VOICE OF
CHOC 2.075

LHR ALF

Frame Remark : ALUMINUM BY OTHERS1LHR ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 2.075b 2.075B 167.2 167 CORRIDOR 2.098.00.C THE VOICE OF
CHOC 2.075

RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 ADJADJ

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.075c 2.075C 126 126 CORRIDOR 2.098.00.C THE VOICE OF
CHOC 2.075

LHR 90PPS 2'4" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 ADJADJ

1LHR 90PPS 2'4" 7'0" 1-3/4" WD M90 PLAM PL3 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.076.01 2.076.01 137 137 TEEN ROOM 2.076 TOILET PATIENT
UNISEX

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 2.076a 2.076A 114B.7 114B CORRIDOR 2.113.00.C TEEN ROOM 2.076 LHR SMOKE 4'0" 8'10" HMF 14 HM14 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'4" SIDE-LITE 3/8"
LAM GLASS

1LHR SMOKE 4'0" 8'10" 1-3/4" WD SCL PLAM PL1 E.1 3/8"

Door Remarks: 28 X 84 VISION FRAME

1 SGL 2.076b 2.076B 004A.1 04A TEEN ROOM 2.076 EXTERIOR BALCONY LHR ALF

Frame Remark : ALUMINUM BY OTHERS1LHR ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 2.080 2.080 109.3 109 STAIR #1 - 2.080 VESTIBULE 2.080.00.
VA

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 2.080.00.Va2.080.00.VA 113.1 113 VESTIBULE 2.080.00.
VA

CORRIDOR 2.113.00.
C

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 2.080.Aa 2.080.AA 108A.2 108A CORRIDOR 2.113.00.C STAFF CORRIDOR LHR SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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1 SGL 2.080.Ab 2.080.AB 004B 04A STAFF CORRIDOR EXTERIOR -
ROOF/PLAYAREA

RHR 60PPS 4'0" 7'0" HMF 14 HM2 9" PRI STL STLA60 SPLSPL

Frame Remark : PLASTER PROFILE1RHR 60PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI B 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 4X25 VISION LITE

SAM WANTED 7-3/8" THROAT - WE HAVE 7-5/16" W/NO ROOM FOR WATER PROOF
1 SGL 2.082 2.082 121.04 121 CORRIDOR 2.113.00.C TEACHER

CONFERENCE 2.082
LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.084 2.084 114A.2 114A CORRIDOR 2.113.00.C WORKRM CHILD
LIFE 2.084

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 2.084.01 2.084.01 117 117 WORKRM CHILD LIFE
2.084

OFFICE CHILD LIFE
MANAGER

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 2.085 2.085 122A.5 122A CORRIDOR 2.113.00.C TOILET STAFF
UNISEX

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 PR 2.100.00 2.100.00 102A 102A CORRIDOR 2.113.00.C CORRIDOR 2.089.00.
C

RHRA 90PPS 4'6" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHRA 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL2 Q3 3/8"

Door Remarks: SPLIT PL-1 & PL-21 / UNEQ PAIR 3'0" ACTIVE

1LHRI 90PPS 1'6" 7'0" 1-3/4" WD M90 PLAM PL2 Q3 3/8"

Door Remarks: SPLIT PL-1 & PL-21 / UNEQ PAIR 1'6" IN-ACT

1 SGL 2.100.00.Ca2.100.00.CA 151A 151A CORRIDOR 2.113.00.C CORRIDOR 2.100.00.
C

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 2.100.42 2.100.42 126.09 126 CORRIDOR 2.098.00.C ELEC ROOM 2.100.42 RHR 60PPS 3'6" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.100.44 2.100.44 116A11 116A CORRIDOR 2.098.00.C TRASH / LINEN
2.100.44

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SL 2.113.00.CA2.113.00.CAS-WON2 CORRIDOR 2.113.00.C CORRIDOR 2.113.00.
C

90PPS STL

Frame Remark : PROVIDED BY OTHERS190PPS STL

Door Remarks: AFD ACCORDIAN FIRE DOOR
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1 SGL 2.113.00.Cb2.113.00.CB CVR CORRIDOR 2.113.00.C WON DOOR POCKET LHR NON-RTD 1'10" F.HT. HMF 16 WON 4" PRI N/A N/AA60 N/A N/A

Frame Remark : SINGLE-RABBET WON DOOR JAMB1LHR NON-RTD 1'10" F.HT. 1-3/4" WD PB PLAM PL1 A 3/8"

Door Remarks: WON POCKET COVER DOOR

1 DE 2.113.00.Cc2.113.00.CC 191.2 191 CORRIDOR 2.113.00.C STAFF CORRIDOR /
OPEN AREA

LHR NON-RTD 8'0" 8'10" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR NON-RTD 4'0" 8'10" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 DE 2.113.00d 2.113.00D 188.6 188 CORRIDOR 2.016.00.C CORRIDOR 2.100.00.
C

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 2.113.01 2.113.01 125B 125B CORRIDOR 2.089.00.C VP - OFFICE 9 RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.02 2.113.02 125B 125B CORRIDOR 2.089.00.C CNO - OFFICE 8 LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.03 2.113.03 125B 125B CORRIDOR 2.089.00.C CFO - OFFICE 7 RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.04 2.113.04 125B 125B CORRIDOR 2.089.00.C CSO - OFFICE 6 LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.05 2.113.05 125B 125B CORRIDOR 2.089.00.C COO - OFFICE 5 RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.07 2.113.07 125B 125B CORRIDOR 2.089.00.C CEO - OFFICE 1 RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.07a 2.113.07A 125B 125B EXEC ASST CEO -
OFFICE 1A

CEO - OFFICE 1 LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 PR 2.113.07b 2.113.07B 104A 104A CEO - OFFICE 1 CEO CLOSET RHRA NON-RTD 6'0" 7'0" WDF

Frame Remark : PROVIDED BY MILLWORK
SUPPLIER

1RHRA NON-RTD 3'0" 7'0" 1-3/4" WD

Door Remarks: PROVIDED BY OTHERS

1LHRI NON-RTD 3'0" 7'0" 1-3/4" WD

Door Remarks: PROVIDED BY OTHERS
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1 SGL 2.113.08 2.113.08 164A 164A CEO - OFFICE 1 CEO TOILET RHR NON-RTD 3'0" 7'0" WDF

Frame Remark : PROVIDED BY MILLWORK
SUPPLIER

1RHR NON-RTD 3'0" 7'0" WD

Door Remarks: PROVIDED BY OTHERS

1 SGL 2.113.09 2.113.09 125.1 125 CORRIDOR 2.090.00.C EXEC ASST CEO -
OFFICE 1A

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.10 2.113.10 125B 125B CORRIDOR 2.090.00.C SIC - OFFICE 2 LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.11 2.113.11 125B 125B CORRIDOR 2.090.00.C PIC - OFFICE 3 RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.12 2.113.12 125B 125B CORRIDOR 2.090.00.C CMO - OFFICE 4 LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.13 2.113.13 125.1 125 CORRIDOR 2.090.00.C EXEC ASST CMO -
OFFICE 4A

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.14 2.113.14 125.1 125 CORRIDOR 2.090.00.C FOUNDATION
CONFERENCE

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.15 2.113.15 117 117 CORRIDOR 2.090.00.C CONFERENCE 2 LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.16 2.113.16 108A.1 108A CORRIDOR 2.100.00.C CORRIDOR 2.090.00.
C

RHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 A 3/8"

Door Remarks: SPLIT PL-1 & PL-21 FACES & EDGES

1 SGL 2.113.17 2.113.17 117 117 CORRIDOR 2.090.00.C CONFERENCE 1 RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.18a 2.113.18A 114A.2 114A CORRIDOR 2.100.00.C IS ROOM 2.113.18A RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.113.18b 2.113.18B 126.01 126 CORRIDOR 2.100.00.C STORAGE 2.113.18 LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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1 SGL 2.113.19 2.113.19 144.4 144 CORRIDOR 2.100.00.C HOUSEKEEPING
2.113.19

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 2.113.20 2.113.20 114B.2 114B CORRIDOR 2.113.00.C WAITING 2.113.20 LHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 ADJADJ

1LHR 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL2 A 3/8"

Door Remarks: SPLIT PL-1 & PL-21 FACES & EDGES

1 SGL 2.113.21 2.113.21 125.1 125 CORRIDOR 2.090.00.C EXEC ASST PIC -
OFFICE 3A

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 PR 2.113.22a 2.113.22A 182B 182B CORRIDOR 2.098.00.C BOARD ROOM RHRA 60PPS 6'0" 7'0" HMF 14 HM1 7-5/8 STL STLA60 AFCAFC

1RHRA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"

Door Remarks: PL-21 FACES & EDGES

1LHRI 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 2A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.22b 2.113.22B 147.02 147 CORRIDOR 2.090.00.C BOARD ROOM LHR 60PPS 3'0" 7'0" HMF 16 HM1 7-5/8 STL STLA60 AFCAFC

1LHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.22c 2.113.22C 147.02 147 CORRIDOR 2.090.00.C BOARD ROOM RHR 60PPS 3'0" 7'0" HMF 16 HM1 7-5/8 STL STLA60 AFCAFC

1RHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.23 2.113.23 125.1 125 CORRIDOR 2.090.00.C EXEC ASST SIC -
OFFICE 2A

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.24 2.113.24 125.1 125 CORRIDOR 2.089.00.C EXEC ASST COO -
OFFICE 5A

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.25 2.113.25 125.1 125 CORRIDOR 2.089.00.C EXEC ASST CSO -
OFFICE 6A

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.26 2.113.26 141.02 141 CORRIDOR 2.098.00.C STAFF LOUNGE LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.27a 2.113.27A 104 104 CORRIDOR 2.098.00.C STORAGE LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES
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Mark No
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Hdng

Hdwe
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Qy Width Height
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Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 2.113.27b 2.113.27B 104 104 CORRIDOR 2.098.00.C CLOSET 2.113.27B LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.28 2.113.28 122.1 122 CORRIDOR 2.105.00.C FEMALE TOILET LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.29 2.113.29 122.1 122 CORRIDOR 2.105.00.C MALE TOILET RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.30 2.113.30 125.1 125 CORRIDOR 2.105.00.C VISIT 1 - OFFICE RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.31 2.113.31 125.1 125 CORRIDOR 2.105.00.C VISIT 2 - OFFICE LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.32 2.113.32 125.1 125 CORRIDOR 2.105.00.C CNO ASST - OFFICE
9A

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.33 2.113.33 125.1 125 CORRIDOR 2.105.00.C VP ASST - OFFICE
8A

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.34 2.113.34 125.1 125 CORRIDOR 2.105.00.C CFO EXEC ASST -
OFFICE 7A

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 STL STLA60 AFCAFC

Frame Remark : HM-14 FULL HT 2'8" SIDE-LITE1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.36 2.113.36 125.5 125 CORRIDOR 2.098.00.C CEO STORAGE/FILE LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.37 2.113.37 125.4 125 CORRIDOR 2.098.00.C CFO STORAGE/FILE RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.113.38 2.113.38 125.4 125 CORRIDOR 2.105.00.C COPY/FILE ROOM
2.113.38

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL2 A 3/8"

Door Remarks: PL-21 FACES & EDGES

1 SGL 2.120.00 2.120.00 126.10 126 CORRIDOR 2.120.00.C STORAGE 2.120.00 LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Mark No
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Hdwe
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Thick Type Core Face/Material Fin Elv Undrct
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Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 DE 2.120.00.C 2.120.00.C 188.1 188 CORRIDOR 2.072.00.C CORRIDOR 2.120.00.
C

LHR 90PPS 7'8" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 3'10" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 3'10" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 DE 2.121.00 2.121.00 188.5 188 CORRIDOR 2.121.00.C CORRIDOR 2.120.00.
C

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 PR 2.160 2.160 107.1 107 VESTIBULE 2.160 CORRIDOR 2.016.00.
C

RHA ALF

Frame Remark : ALUMINUM BY OTHERS1RHA ALD

Door Remarks: ALUMINUM BY OTHERS

1LHI ALD

Door Remarks: ALUMINUM BY OTHERS

1 RU 2.160A 2.160A W EXTERIOR WINDOW
@ LA VETA

VESTIBULE 2.160 STL

Frame Remark : PROVIDED BY OTHERS1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 190 2.190 EXI.1 CORRIDOR 2.072.00.C FIRE RISER CLOSET LH 90PPS 2'6" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 2'6" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL XXX 2.XXX.1 EXI.2 CORRIDOR 2.072.00.C OFFICE RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 ADJADJ

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL XXX 2.XXX.2 EXI.3 CORRIDOR 2.072.00.C OFFICE RH 60PPS 3'0" 7'0" HMF PRIA60

Frame Remark : EXISTING TO REMAIN RFI#51721RH 60PPS 3'0" 7'0" 1-3/4" WD

Door Remarks: EXISTING TO REMAIN RFI#5172
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Anchors

1 DE 3.000.00.C 3.000.00.C 192.2 192 CORRIDOR 3.001.03.C CORRIDOR 3.000.00.
C

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 DE 3.000.00.La3.000.00.LA 188.5 188 CORRIDOR 3.001.00.C PUBLIC ELEVATOR
3.000.00.L

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 DE 3.000.00.Lb3.000.00.LB 188.3 188 CORRIDOR 3.103.00.C PUBLIC ELEVATOR
3.000.00.L

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 3.001 3.001 126.01 126 CORRIDOR 3.000.00.C MECHANICAL ROOM LH 60PPS 3'0" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 DE 3.001.00.Cb3.001.00.CB 194 194 CORRIDOR 3.001.02.C CORRIDOR 3.001.00.
C

LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 SGL 3.001.01 3.001.01 122A11 122A CORRIDOR 3.001.53.C FEMALE STAFF
TOILET 3.001.01

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.01.A 3.001.01.A 122A11 122A CORRIDOR 3.001.03.C FEMALE LOCKERS
3.001.01.A

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 DE 3.001.01.C 3.001.01.C 191 191 CORRIDOR 3.001.01.C CORRIDOR 3.001.00.
C

LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 3.001.02 3.001.02 144.6 144 CORRIDOR 3.001.03.C HOUSEKEEPING RH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"
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1 PR 3.001.02.C 3.001.02.C 190 190 CORRIDOR 3.001.03.C CORRIDOR 3.002.03.
C

RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1 DE 3.001.03.C 3.001.03.C 192.1 192 CORRIDOR 3.001.02.C CORRIDOR 3.001.03.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 SGL 3.001.04 3.001.04 117.07 117 CORRIDOR 3.001.03.C OFFICE -CATH
MANAGER

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 DE 3.001.04.Ca3.001.04.CA 194 194 CORRIDOR 3.001.04.C SCRUB ALCOVE
3.001.19A

LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 DE 3.001.04.Cb3.001.04.CB 194 194 CORRIDOR 3.001.04.C CORRIDOR 3.001.03.
C

LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 SGL 3.001.05.Ab3.001.05.AB 151 151 CORRIDOR 3.001.03.C PUMP SUPPORT
3.001.05.A

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.05g 3.001.05G 201 S/S CATH / OR HYBRID
3.001.05

INTEGRATION
SYSTEMS CABINET

LHR NON-RTD 2'0" 5'0" SSF 16 6-3/8 S/S STL STL304SS F/C F/C

Frame Remark : 1-1/8" FACE SINGLE RABBET 4-
SIDED

1LHR NON-RTD 2'0" 5'0" 1-3/4" SSD HNYCB 18 SS S/S E 3/8"

Door Remarks: FULL GLASS 1/4" CLEAR TEMP

1 SGL 3.001.06 3.001.06 126.14 126 CORRIDOR 3.001.03.C CATH STORAGE LH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 DE 3.001.06.Cb3.001.06.CB 188.3 188 CORRIDOR 3.001.06.C CORRIDOR 3.001.06.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS
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1 SGL 3.001.07 3.001.07 145.2 116A CORRIDOR 3.001.03.C CONTROL 3.001.07 RH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.07.A 3.001.07.A 145.5 145 CONTROL 3.001.07 STORAGE / SUPPLY
3.001.07.A

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.07.Ab3.001.07.AB 201.1 S/S CATH / OR HYBRID
3.001.05

INTEGRATION
SYSTEMS CABINET

LHR NON-RTD 2'4" 6'8" SSF 16 6-3/8 S/S STL STL304SS F/C F/C

Frame Remark : 1-1/8" FACE SINGLE RABBET 4-
SIDED

1LHR NON-RTD 2'4" 6'8" 1-3/4" SSD HNYCB 18 SS S/S E 3/8"

Door Remarks: FULL GLASS 1/4" CLEAR TEMP

1 SGL 3.001.08 3.001.08 125.3 125 CORRIDOR 3.001.03.C CATH STAFF WORK
STATION

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.10 3.001.10 126.10 126 CORRIDOR 3.001.03.C GENERAL STORAGE RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.001.16 3.001.16 126.16 126 CORRIDOR 3.001.04.C SHELL 3.001.16 LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 3.001.19a 3.001.19A 106 106 CORRIDOR 3.001.05.C O.R. 3.001.19 LHA SMOKE 6'0" 7'0" HMF 14 HM1 8-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 4'0" ACTIVE1LHA SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 Z.2 3/8"

Door Remarks: 4'0" ACTIVE HG1 CUTOUT FOR UNTEGRAL BLIND B/O

1RHI SMOKE 2'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 SGL 3.001.19b 3.001.19B 159A.2 159A STERILE CORE
3.001.29

O.R. 3.001.19 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.19c 3.001.19C 201 S/S O.R. 3.001.19 INTEGRATION
SYSTEMS CABINET

RHR NON-RTD 2'0" 5'0" SSF 16 S/S STL STL304SS F/C F/C

Frame Remark : 1-1/8" FACE SINGLE RABBET 4-
SIDED

1RHR NON-RTD 2'0" 5'0" 1-3/4" SSD HNYCB 18 SS S/S E 3/8"

Door Remarks: FULL GLASS 1/4" CLEAR TEMP

1 SGL 3.001.19d 3.001.19D 125A.1 125A CORRIDOR 3.001.05.C O.R. 3.001.19 -
CABINET

LHR SMOKE 2'6" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 2'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 3 LEVEL 3

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 3.001.21a 3.001.21A 106 106 CORRIDOR 3.001.05.C O.R. ORTHO 3.001.21 LHA SMOKE 6'0" 7'0" HMF 14 HM1 8-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 4'0" ACTIVE1LHA SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 Z.2 3/8"

Door Remarks: 4'0" ACTIVE HG1 CUTOUT FOR UNTEGRAL BLIND B/O

1RHI SMOKE 2'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 SGL 3.001.21b 3.001.21B 159A.2 159A STERILE CORE
3.001.29

ORTHO O.R. 3.001.21 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.21c 3.001.21C 201 S/S ORTHO O.R. 3.001.21 INTEGRATION
SYSTEMS CABINET

RHR NON-RTD 2'0" 5'0" SSF 16 S/S STL STL304SS F/C F/C

Frame Remark : 1-1/8" FACE SINGLE RABBET 4-
SIDED

1RHR NON-RTD 2'0" 5'0" 1-3/4" SSD HNYCB 18 SS S/S E 3/8"

Door Remarks: FULL GLASS 1/4" CLEAR TEMP

1 SGL 3.001.21d 3.001.21D 125A.1 125A CORRIDOR 3.001.05.C ORTHO OR 3.001.21 -
CABINET

LHR SMOKE 2'6" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 2'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.22 3.001.22 126.16 126 CORRIDOR 3.001.05.C GENERAL STORAGE LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.001.23 3.001.23 114A17 114A CORRIDOR 3.001.05.C CART SOILED RH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.24 3.001.24 126.16 126 CORRIDOR 3.001.05.C GENERAL STORAGE LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 3.001.25a 3.001.25A 106 106 CORRIDOR 3.001.05.C O.R. 3.001.25 LHA SMOKE 6'0" 7'0" HMF 14 HM1 8-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 4'0" ACTIVE1LHA SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 Z.2 3/8"

Door Remarks: 4'0" ACTIVE HG1 CUTOUT FOR UNTEGRAL BLIND B/O

1RHI SMOKE 2'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 SGL 3.001.25b 3.001.25B 159A.2 159A STERILE CORE
3.001.29

O.R. 3.001.25 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.25c 3.001.25C 201 S/S O.R. 3.001.25 INTEGRATION
SYSTEMS CABINET

RHR NON-RTD 2'0" 5'0" SSF 16 S/S STL STL304SS F/C F/C

Frame Remark : 1-1/8" FACE SINGLE RABBET 4-
SIDED

1RHR NON-RTD 2'0" 5'0" 1-3/4" SSD HNYCB 18 SS S/S E 3/8"

Door Remarks: FULL GLASS 1/4" CLEAR TEMP

Project : CHOC HOSPITAL

Supplier : SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Dr & Fr Sched Page : 67

C:\SW\IR\IC\1\V60\REPORTS\DFSCHD02.RSL   11:24:08 AM, 06/04/2012



Door Assembly ScheduleLEVEL 3 LEVEL 3

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 3.001.25d 3.001.25D 125A.1 125A CORRIDOR 3.001.05.C O.R. 3.001.25 -
CABINET

LHR SMOKE 2'6" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 2'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.26 3.001.26 126.16 126 CORRIDOR 3.001.05.C EQUIPMENT
STORAGE

LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 3.001.27a 3.001.27A 106 106 CORRIDOR 3.001.05.C O.R. 3.001.27 LHA SMOKE 6'0" 7'0" HMF 14 HM1 8-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 4'0" ACTIVE1LHA SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 Z.2 3/8"

Door Remarks: 4'0" ACTIVE HG1 CUTOUT FOR UNTEGRAL BLIND B/O

1RHI SMOKE 2'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 SGL 3.001.27b 3.001.27B 159A.2 159A STERILE CORE
3.001.29

O.R. 3.001.27 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.27c 3.001.27C 201 S/S O.R. 3.001.27 INTEGRATION
SYSTEMS CABINET

RHR NON-RTD 2'0" 5'0" SSF 16 S/S STL STL304SS F/C F/C

Frame Remark : 1-1/8" FACE SINGLE RABBET 4-
SIDED

1RHR NON-RTD 2'0" 5'0" 1-3/4" SSD HNYCB 18 SS S/S E 3/8"

Door Remarks: FULL GLASS 1/4" CLEAR TEMP

1 SGL 3.001.27d 3.001.27D 125A.1 125A CORRIDOR 3.001.05.C O.R. 3.001.27 -
CABINET

LHR SMOKE 2'6" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 2'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.28.B 3.001.28.B 145.3 145 CORRIDOR 3.001.05.C SOILED HOLDING LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.001.28.C 3.001.28.C 126.16 126 CORRIDOR 3.001.05.C EQUIPMENT
STORAGE

LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.001.29a 3.001.29A 159A.2 159A CORRIDOR 3.001.06.C STERILE CORE
3.001.29

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.29b 3.001.29B 159A.3 159A CORRIDOR 3.001.53.C STERILE CORE
3.001.29

RHR 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Door Assembly ScheduleLEVEL 3 LEVEL 3

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 3.001.30a 3.001.30A 121.05 121 CORRIDOR 3.001.53.C CLEAN UTILITY LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 BL 3.001.30C 3.001.30C ALUM CLEAN UTILITY
3.001.30

DECONTAMINATION
3.001.32

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 PR 3.001.31a 3.001.31A 106 106 CORRIDOR 3.001.06.C CVOR 3.001.31 LHA SMOKE 6'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHA SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 Z.2 3/8"

Door Remarks: 4'0" ACTIVE HG1 CUTOUT FOR UNTEGRAL BLIND B/O

1RHI SMOKE 2'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 SGL 3.001.31b 3.001.31B 159A.1 159A STERILE CORE
3.001.29

CVOR 3.001.31 RHR NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.31c 3.001.31C 201 S/S CVOR 3.001.31 INTEGRATION
SYSTEMS CABINET

RHR NON-RTD 2'0" 5'0" SSF 16 S/S STL STL304SS F/C F/C

Frame Remark : 1-1/8" FACE SINGLE RABBET 4-
SIDED

1RHR NON-RTD 2'0" 5'0" 1-3/4" SSD HNYCB 18 SS S/S E 3/8"

Door Remarks: FULL GLASS 1/4" CLEAR TEMP

1 SGL 3.001.31d 3.001.31D 125A 125A CORRIDOR 3.001.06.C CVOR 3.001.31 -
CABINET

LHR SMOKE 2'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 2'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.32a 3.001.32A 121.05 121 CORRIDOR 3.001.53.C DECONTAMINATION
3.001.32

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.001.33 3.001.33 145.4 145 CORRIDOR 3.001.01.C SOILED WORKROOM
3.001.33

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.34 3.001.34 130.2 130 CORRIDOR 3.001.01.C ANESTHESIA
WORKRM 3.001.34

LH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.35a 3.001.35A 116A.8 116A CORRIDOR 3.001.01.C PERFUSION
WRK/EQUIP 3.001.35

LH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
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Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 3.001.35b 3.001.35B 141.09 141 PERFUSION
WRK/EQUIP 3.001.35

CVOR 3.001.37 LHR NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.35c 3.001.35C 141.10 141 PERFUSION
WRK/EQUIP 3.001.35

CVOR 3.001.31 LHR NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.001.36 3.001.36 116A12 116A CORRIDOR 3.036.00.C ANESTHESIA EQUIP
STOR 3.001.36

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 3.001.37.A 3.001.37.A 173.1 173 OR NURSES STATION
CNTRL

STORAGE 3.001.45.B RHRA SMOKE 5'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA SMOKE 2'6" 7'0" 1-3/4" WD SCL PLAM PL1 2A 3/8"

1LHRI SMOKE 2'6" 7'0" 1-3/4" WD SCL PLAM PL1 2A 3/8"

1 SGL 3.001.37a 3.001.37A 159A 159A STERILE CORE
3.001.29

CVOR 3.001.37 RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 PR 3.001.37b 3.001.37B 106 106 CORRIDOR 3.001.01.C CVOR 3.001.37 LHA SMOKE 6'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHA SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 Z.2 3/8"

Door Remarks: 4'0" ACTIVE HG1 CUTOUT FOR UNTEGRAL BLIND B/O

1RHI SMOKE 2'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 SGL 3.001.37c 3.001.37C 125A.1 125A CORRIDOR 3.001.01.C CVOR 3.001.37 -
CABINET

LHR SMOKE 2'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 2'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.37d 3.001.37D 201 S/S CVOR 3.001.37 INTEGRATION
SYSTEMS CABINET

RHR NON-RTD 2'0" 5'0" SSF 16 S/S STL STL304SS F/C F/C

Frame Remark : 1-1/8" FACE SINGLE RABBET 4-
SIDED

1RHR NON-RTD 2'0" 5'0" 1-3/4" SSD HNYCB 18 SS S/S E 3/8"

Door Remarks: FULL GLASS 1/4" CLEAR TEMP

1 SGL 3.001.38 3.001.38 118.3 118 CORRIDOR 3.036.00.C CYLINDER STORAGE
3.001.38

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.001.39a 3.001.39A 159A 159A STERILE CORE
3.001.29

O.R. 3.001.39 RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Thick Type Core Face/Material Fin Elv Undrct
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Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 3.001.39b 3.001.39B 106 106 CORRIDOR 3.001.01.C O.R. 3.001.39 LHA SMOKE 6'0" 7'0" HMF 14 HM1 8-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 4'0" ACTIVE1LHA SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 Z.2 3/8"

Door Remarks: 4'0" ACTIVE HG1 CUTOUT FOR UNTEGRAL BLIND B/O

1RHI SMOKE 2'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

Door Remarks: UN-EQUAL PAIR 2'0" IN-ACTIVE

1 SGL 3.001.39c 3.001.39C 125A 125A CORRIDOR 3.001.01.C O.R. 3.001.39 -
CABINET

LHR SMOKE 2'6" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 2'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.39D 3.001.39D 201 S/S O.R. 3.001.39 INTEGRATION
SYSTEMS CABINET

RHR NON-RTD 2'0" 5'0" SSF 16 S/S STL STL304SS F/C F/C

Frame Remark : 1-1/8" FACE SINGLE RABBET 4-
SIDED

1RHR NON-RTD 2'0" 5'0" 1-3/4" SSD HNYCB 18 SS S/S E 3/8"

Door Remarks: FULL GLASS 1/4" CLEAR TEMP

1 SGL 3.001.40 3.001.40 145.6 145 CORRIDOR 3.036.00.C HOUSEKEEPING
3.001.40

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.001.41 3.001.41 141.11 141 CORRIDOR 3.001.01.C FROZEN SECTION
3.001.41

RH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.43 3.001.43 117.07 117 CORRIDOR 3.001.01.C OFFICE -
ANESTHESIA

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.45 3.001.45 117.07 117 OR NURSES STATION
CNTRL

OFFICE - OR
SUPERVISOR

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 DE 3.001.46.C 3.001.46.C 194 194 HALL 3.001.46.C HALL 3.046.03.C LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 SGL 3.001.46a 3.001.46A 114A10 114A HALL 3.001.46.C PHARMACY 3.001.46 LH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 BL 3.001.46b 3.001.46B ALUM CORRIDOR 3.001.00.C PHARMACY 3.001.46 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS
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Door Assembly ScheduleLEVEL 3 LEVEL 3

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 RU 3.001.46c 3.001.46C X CORRIDOR 3.001.00.C PHARMACY 3.001.46 60PPS STL

Frame Remark : PROVIDED BY OTHERS160PPS STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 3.001.48.a 3.001.48.A 122A.8 122A CORRIDOR 3.001.02.C MALE LOCKERS RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.001.48Ab 3.001.48AB 122A13 122A CORRIDOR 3.001.00.C MALE STAFF TOILET RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.001.50 3.001.50 144 144 HALL 3.001.46.C STAFF LOUNGE
3.001.50

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.001.52 3.001.52 144 144 HALL 3.001.46.C M.D. LOUNGE
3.001.52

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 DE 3.001.53.C 3.001.53.C 188.3 188 CORRIDOR 3.001.53.C CORRIDOR 3.001.53.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 3.022 3.022 114A.6 114A CORRIDOR 3.001.05.C IS ROOM 3.022 RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 3.024 3.024 102 UNEQ CORRIDOR 3.001.05.C ELECTRIC ROOM LHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1RHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL 3.026 3.026 109.3 109 STAIR #3 - 3.026 CORRIDOR 3.001.05.
C

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 DE 3.036.00.C 3.036.00.C 188.5 188 CORRIDOR 3.001.01.C CORRIDOR 3.036.00.
C

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS
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Door Assembly ScheduleLEVEL 3 LEVEL 3

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 3.040.00.V 3.040.00.V 147.10 147 CORRIDOR 3.036.00.C VESTIBULE 3.040.00.
V

LH 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 3.042 3.042 102 UNEQ CORRIDOR 3.036.00.C ELECTRIC ROOM LHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1RHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL 3.044 3.044 109.3 109 STAIR #4 - 3.044 CORRIDOR 3.036.00.
C

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 BL 3.046.00.H 3.046.00.H HM3.7 PACU 5 - 3.046.00.H PACU 6 - 3.046.00.G NON-RTD 4'0" 3'10" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW

1 SL 3.046.00.Ja 3.046.00.JA 143 143 HALL 3.046.01.C AIRBRN INFECT ISOL
PACU 3

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 3.046.00.Jb 3.046.00.JB 156 156 ANTE ROOM 3.046.04 AIRBRN INFECT ISOL
PACU 3

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 BL 3.046.00.Jc 3.046.00.JC HM3.7 PACU 4 - 3.046.00.I AIRBRN INFECT ISOL
PACU 3

NON-RTD 4'0" 3'10" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW

1 SL 3.046.00.Ka3.046.00.KA 143 143 HALL 3.046.01.C AIRBRN INFECT ISOL
PACU 2

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 3.046.00.Kb3.046.00.KB 156 156 ANTE ROOM 3.046.04 AIRBRN INFECT ISOL
PACU 2

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 BL 3.046.00.L 3.046.00.L HM3.7 PACU 1 - 3.046.00.L AIRBRN INFECT ISOL
PACU 2

NON-RTD 4'0" 3'10" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW
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Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 3.046.00.N 3.046.00.N HM3.7 PACU 11 - 3.046.00.M PACU 12 - 3.046.00.N NON-RTD 4'0" 3'10" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW

1 BL 3.046.00.O 3.046.00.O HM3.1 NURSE STATION
3.046.12.A

PACU 7 - 3.046.00.O NON-RTD 2'0" 3'10" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW

1 BL 3.046.00.P 3.046.00.P HM3.1 NURSE STATION
3.046.12.A

PACU 8 - 3.046.00.P NON-RTD 2'0" 3'10" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW

1 BL 3.046.00.R 3.046.00.R HM3.1 NURSE STATION
3.046.08.A

PACU 10 - 3.046.00.R NON-RTD 2'0" 3'10" HMF 16 HM3 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 4-SIDED WINDOW

1 SGL 3.046.01 3.046.01 156.2 156 HALL 3.046.02.C POINT OF CARE
3.046.01

RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 PR 3.046.01.Ca3.046.01.CA 196 196 CORRIDOR 3.036.00.C HALL 3.046.01.C RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 DE 3.046.01.Cb3.046.01.CB 188.5 188 HALL 3.046.01.C HALL 3.046.01.C LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 3.046.02 3.046.02 131 131 HALL 3.046.02.C UNISEX PATIENT
TOILET

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 DE 3.046.02.C 3.046.02.C 188.5 188 HALL 3.046.02.C HALL 3.046.02.C LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 3.046.03 3.046.03 131.1 131 HALL 3.046.01.C UNISEX PATIENT
TOILET

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Thick Type Core Face/Material Fin Elv Undrct
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Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 3.046.03.C 3.046.03.C 196 196 CORRIDOR 3.001.53.C HALL 3.046.03.C RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 SGL 3.046.04.A 3.046.04.A 126.07 126 HALL 3.046.01.C EQUIPMENT
STORAGE

RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 PR 3.046.04.C 3.046.04.C 196.3 196 CORRIDOR 3.001.01.C HALL 3.046.04.C RHRA 90PPS 8'0" 7'0" HMF 14 IDF1 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 SGL 3.046.04c 3.046.04C 153.02 153 HALL 3.046.01.C ANTE ROOM
3.046.04

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.046.05 3.046.05 122A 122A HALL 3.046.03.C FEMALE STAFF
TOILET

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.046.06 3.046.06 144.5 144 HALL 3.046.03.C HOUSEKEEPING
3.046.06

RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.046.07 3.046.07 126.06 126 HALL 3.046.02.C EQUIPMENT
STORAGE

RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.046.08a 3.046.08A 116A11 116A HALL 3.046.02.C CLEAN UTILITY /
LINEN 3.046.08

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.046.08b 3.046.08B 116A11 116A HALL 3.046.01.C CLEAN UTILITY /
LINEN 3.046.08

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.046.09 3.046.09 133.4 133 HALL 3.046.02.C NOURISHMENT
3.046.09

RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

Project : CHOC HOSPITAL

Supplier : SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Dr & Fr Sched Page : 75

C:\SW\IR\IC\1\V60\REPORTS\DFSCHD02.RSL   11:24:08 AM, 06/04/2012



Door Assembly ScheduleLEVEL 3 LEVEL 3

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det
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Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 3.046.10 3.046.10 161 161 NURSE STATION
3.046.08.A

MEDICATION
STATION 3.046.10

RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.046.11 3.046.11 145.4 145 HALL 3.046.01.C SOILED WORKROOM
3.046.11

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.064 3.064 114A.6 114A CORRIDOR 3.001.02.C IS ROOM 3.064 LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 3.065 3.065 126.16 126 VESTIBULE 3.065.B GAGSA STORAGE
3.065

LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.065.A 3.065.A 126.01 126 CORRIDOR 3.073.00.C GENERAL STORAGE RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.066 3.066 126.03 126 CORRIDOR 3.001.02.C ELEC ROOM 3.066 LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 3.068.00.La3.068.00.LA 181A 181A HALL 3.001.46.C ELEV
STAFF/PATIENT
3.068.00.L

RHRA 90PPS 8'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : REINF HEAD FOR AUTO-OP1RHRA 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 PR 3.068.00.Lb3.068.00.LB 181.1 181 ELEV STAFF/PATIENT
3.068.00.L

CORRIDOR 3.073.00.
C

RHRA 60PPS 8'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 PR 3.072 3.072 175 175 CORRIDOR 3.103.00.C WAITING 3.072 RHRA 60PPS 6'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 3'0" 7'0" 1-3/4" HMD HNYCB 18 GALV PRI 2B 5/8"

Door Remarks: 4 X 25 VISION LITE

1LHRI 60PPS 3'0" 7'0" 1-3/4" HMD HNYCB 18 GALV PRI 2B 5/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.072.00.A 3.072.00.A 122 122 RECEPTION 3.072.00.
A

HALL 3.072.02.C & .
03.C

RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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1 SGL 3.072.01 3.072.01 158 158 HALL 3.072.01.C ECHO EXAM 3.072.01 LH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.072.01.C 3.072.01.C 165.2 165 CORRIDOR 3.073.00.C HALL 3.072.01.C LHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.072.02 3.072.02 131.3 131 HALL 3.072.01.C UNISEX PATIENT
TOILET

RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.072.02b 3.072.02B 137 137 PERINATAL EXAM
3.072.04

UNISEX PATIENT
TOILET

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.072.03 3.072.03 158 158 HALL 3.072.01.C ECHO EXAM 3.072.03 LH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.072.04a 3.072.04A 153.06 153 HALL 3.072.01.C PERINATAL EXAM
3.072.04

LH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.072.06 3.072.06 158 158 HALL 3.072.03.C EKG HOLTER EXAM LH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.072.08 3.072.08 158.1 158 HALL 3.072.03.C STRESS EXAM
3.072.08

RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.072.10 3.072.10 145.8 145 HALL 3.072.03.C SOILED HOLDING LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 3.073.00.C 3.073.00.C 191.5 191 CORRIDOR 3.073.00.C CORRIDOR 3.073.00.
C

RHRA NON-RTD 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1 SGL 3.082 3.082 116A11 116A CORRIDOR 3.083.00.C CLEAN SUPPLY
STORAGE 3.082

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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1 SGL 3.083 3.083 109.3 109 STAIR #1 - 3.083 VESTIBULE 3.083.00.
V

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.083.00.Ca3.083.00.CA 147.06 147 CORRIDOR 3.083.00.C RECEPTION
3.100.00.B

RHR NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.083.00.Cb3.083.00.CB 147.05 147 CORRIDOR 3.083.00.C HALL 3.084.01.C RHR 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.083.00.Cc3.083.00.CC 147.08 147 CORRIDOR 3.083.00.C HALL 3.072.03.C LHR 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.083.00.V 3.083.00.V 113.1 113 VESTIBULE 3.083.00.V CORRIDOR 3.083.00.
C

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.084.01 3.084.01 122A.3 122A HALL 3.084.02.C FEMALE STAFF
TOILET

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.084.02 3.084.02 117 117 HALL 3.084.02.C FUTURE OFFICE
3.084.02

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.084.03 3.084.03 117 117 HALL 3.084.02.C MANAGER'S OFFICE
3.084.03

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.084.04 3.084.04 116A 116A HALL 3.084.02.C MD WRKRM/REMT
COMMND CTR

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.084.05 3.084.05 153.03 153 HALL 3.089.00.C EXAM 3.084.05 RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.084.06 3.084.06 153.03 153 HALL 3.089.00.C EXAM 3.084.06 RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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1 SGL 3.084.07 3.084.07 153.03 153 HALL 3.084.00.C EXAM 3.084.07 RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.084.08 3.084.08 153.03 153 HALL 3.084.00.C EXAM 3.084.08 RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.089.00.Ca3.089.00.CA 165.1 165 RECEPTION 3.100.00.
B

HALL 3.089.00.C LHR 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.089.00.Cb3.089.00.CB 165 165 HALL 3.089.00.C ASSISTANT
WORKSTATION

LHR NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.100.01 3.100.01 122.3 122 PROCEDURE
WAITING 3.100.

PUBLIC MALE
TOILET

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.100.02 3.100.02 122.3 122 PROCEDURE
WAITING 3.100.

PUBLIC FEMALE
TOILET

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.100.03a 3.100.03A 117.11 117 CORRIDOR 3.109.05.C CONSULT 3.100.03 RH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.100.03b 3.100.03B 140.5 140 PROCEDURE
WAITING 3.100.

CONSULT 3.100.03 LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.100.04a 3.100.04A 117.11 117 CORRIDOR 3.109.05.C CONSULT 3.100.04 LH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.100.04b 3.100.04B 140.5 140 PROCEDURE
WAITING 3.100.

CONSULT 3.100.04 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.100.05a 3.100.05A 117 117 CORRIDOR 3.109.05.C CONSULT 3.100.05 LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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1 SGL 3.100.05b 3.100.05B 140.3 140 PROCEDURE
WAITING 3.100.

CONSULT 3.100.05 LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.100.06 3.100.06 141.06 141 PROCEDURE
WAITING 3.100

ACTIVITY ROOM LH SMOKE 3'0" 7'0" HMF 16 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 4'11" SIDELITE1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.100.07 3.100.07 141.06 141 PROCEDURE
WAITING 3.100

FAMILY ROOM LH SMOKE 3'0" 7'0" HMF 16 HM5 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 1'6" SIDELITE1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SL 3.100.a 3.100.A S-WON1 PROCEDURE
WAITING 3.100.

PROCEDURE
WAITING 3.100.

60PPS STL

Frame Remark : PROVIDED BY OTHERS160PPS STL

Door Remarks: AFD ACCORDIAN FIRE DOOR

1 SGL 3.100.b 3.100.B CVR PROCEDURE
WAITING 3.100.

WON DOOR POCKET LHR NON-RTD 1'10" F.HT. HMF 16 WON 4-5/8" PRI N/A N/AA60 N/A N/A

Frame Remark : SINGLE-RABBET WON DOOR JAMB1LHR NON-RTD 1'10" F.HT. 1-3/4" WD PB PLAM PL1 A 3/8"

Door Remarks: WON POCKET COVER DOOR

1 BL 3.100.c 3.100.C ALUM PROCEDURE
WAITING 3.100.

PROCEDURE
WAITING 3.100.

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 3.100.d 3.100.D CVR PROCEDURE
WAITING 3.100.

WON DOOR POCKET RHR NON-RTD 1'10" F.HT. HMF 16 WON 4-5/8" PRI N/A N/AA60 N/A N/A

Frame Remark : SINGLE-RABBET WON DOOR JAMB1RHR NON-RTD 1'10" F.HT. 1-3/4" WD PB PLAM PL1 A 3/8"

Door Remarks: WON POCKET COVER DOOR

1 SL 3.100.e 3.100.E S-WON1 PROCEDURE
WAITING 3.100.

PROCEDURE
WAITING 3.100.

60PPS STL

Frame Remark : PROVIDED BY OTHERS160PPS STL

Door Remarks: AFD ACCORDIAN FIRE DOOR

1 SGL 3.102.00Ca3.102.00.CA 147.04 147 CORRIDOR 3.102.00.C CORRIDOR 3.102.01.
C

LHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 DE 3.102.00.Cb3.102.00.CB 191 191 PROCEDURE
WAITING 3.100

CORRIDOR 3.102.00.
C

LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS
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1 SGL 3.102.01 3.102.01 132 132 CORRIDOR 3.102.01.C MALE STAFF TOILET RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.102.02 3.102.02 117 117 CORRIDOR 3.102.01.C APN OFFICE RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.102.03 3.102.03 117 117 CORRIDOR 3.102.01.C OR SCHEDULING
OFFICE

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 DE 3.102.03.C 3.102.03.C 192.1 192 CORRIDOR 3.102.03.C CORRIDOR 3.093.00.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 SGL 3.102.04 3.102.04 117 117 CORRIDOR 3.102.01.C SURG SERV BUS
MGMT OFFICE

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.102.05 3.102.05 117 117 CORRIDOR 3.102.01.C CLINICAL COORD
OFFICE

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.102.06 3.102.06 117 117 CORRIDOR 3.102.01.C MANAGER OFFICE LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.102.07 3.102.07 155.3 155 CORRIDOR 3.102.03.C PROCEDURE ROOM RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 3.102.08 3.102.08 117 117 CORRIDOR 3.102.01.C PRE-OP MANAGER
OFFICE

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.102.09 3.102.09 155.3 155 CORRIDOR 3.102.03.C PROCEDURE ROOM RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 3.102.09.B 3.102.09.B 125 125 CORRIDOR 3.102.01.C WORK ROOM LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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1 SGL 3.102.10 3.102.10 117 117 CORRIDOR 3.102.01.C FUTURE MD OFFICE RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.102.12 3.102.12 117 117 CORRIDOR 3.102.02.C DIRECTOR OFFICE RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.102.13 3.102.13 144.2 144 CORRIDOR 3.106.00.C HOUSEKEEPING RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.102.14 3.102.14 117 117 CORRIDOR 3.102.02.C EDUCATOR OFFICE RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.102.16 3.102.16 117 117 CORRIDOR 3.102.02.C CONFERENCE
ROOM

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.106 3.106 117.07 117 CORRIDOR 3.102.03.C OFFICE - MANAGER LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 DE 3.106.00.C 3.106.00.C 192.1 192 CORRIDOR 3.106.00.C CORRIDOR 3.093.00.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS / AUTO-OPERATOR

1 SGL 3.106.01 3.106.01 134.1 134 CORRIDOR 3.106.00.C UNISEX PATIENT
TOILET

LHR SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.106.01.Ca3.106.01.CA114A11 114A CORRIDOR 3.106.00.C EQUIPMENT
STORAGE

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.106.01.Cb3.106.01.CB114A11 114A CORRIDOR 3.102.03.C EQUIPMENT
STORAGE

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.106.02 3.106.02 153.12 153 CORRIDOR 3.106.00.C UTILITY/URODYNAMI
C EXAM

LH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"
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Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 3.106.02.C 3.106.02.C 148A 148A CORRIDOR 3.106.02.C CORRIDOR 3.102.02.
C

LHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.106.04 3.106.04 155 155 CORRIDOR 3.106.00.C GI/ENDO
PROCEDURE

RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.106.05 3.106.05 160.1 160 NURSE STATION
3.106.15.A

MEDICATION
STATION

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.106.06 3.106.06 155 155 CORRIDOR 3.106.00.C GI/ENDO
PROCEDURE

RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.106.07 3.106.07 126.11 126 CORRIDOR 3.106.00.C ELEC ROOM 3.106.07 LH 60PPS 3'6" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.106.08 3.106.08 155.1 155 CORRIDOR 3.106.00.C BRONCHOSCOPY
ROOM

RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.106.09 3.106.09 114A11 114A CORRIDOR 3.106.00.C SOILED WORKROOM
3.106.09

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.106.11a 3.106.11A 116A11 116A CORRIDOR 3.106.00.C CLEAN LINEN
3.106.11

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.106.11b 3.106.11B 116A12 116A CORRIDOR 3.102.03.C CLEAN LINEN
3.106.11

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.106.12 3.106.12 109.3 109 STAIR #2 - 3.106.12 VESTIBULE 1.106.12.
V

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.106.12.V 3.106.12.V 113.1 113 VESTIBULE 1.106.12.V CORRIDOR 3.106.02.
C

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Thick Type Core Face/Material Fin Elv Undrct
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Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 3.106.13 3.106.13 114A.6 114A CORRIDOR 3.106.00.C IS ROOM 3.106.13 RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 3.106.15 3.106.15 121.08 121 CORRIDOR 3.106.02.C DECONTAMINATION
RM 3.106.15

LH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.106.17a 3.106.17A 126.08 126 CORRIDOR 3.106.02.C CLEAN SCOPE
STORAGE

LHR 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.106.17b 3.106.17B 126.02 126 DECONTAMINATION
RM 3.106.15

CLEAN SCOPE
STORAGE

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.107 3.107 142 142 CORRIDOR 3.000.00.C EQUIPMENT
STORAGE

RH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 3.109.01 3.109.01 131 131 CORRIDOR 3.109.01.C PATIENT TOILET RH NON-RTD 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 PR 3.109.01.C 3.109.01.C 196.2 196 CORRIDOR 3.001.03.C CORRIDOR 3.109.01.
C

RHRA 90PPS 8'0" 7'0" HMF 14 IDF1 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 SGL 3.109.02 3.109.02 156.1 156 CORRIDOR 3.109.01.C ANTE ROOM
3.109.02

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SL 3.109.02.Aa3.109.02.AA 143 143 CORRIDOR 3.109.01.C ISOLATION PRP 1
AIRBRN INFEC

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 3.109.02.Ab3.109.02.AB 156 156 ANTE ROOM 3.109.02 ISOLATION PRP 1
AIRBRN INFEC

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SL 3.109.02.Da3.109.02.DA 143 143 CORRIDOR 3.109.01.C ISOLATION PRP 2
AIRBRN INFEC

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS
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1 SGL 3.109.02.Db3.109.02.DB 156 156 ANTE ROOM 3.109.02 ISOLATION PRP 2
AIRBRN INFEC

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SL 3.109.02.E 3.109.02.E 143 143 CORRIDOR 3.109.01.C PREP 3 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 3.109.02.F 3.109.02.F 143 143 CORRIDOR 3.109.01.C PREP 4 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 3.109.02.G 3.109.02.G 153.08 153 CORRIDOR 3.109.01.C PREP 5 RH NON-RTD 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 PR 3.109.03.C 3.109.03.C 196.1 196 CORRIDOR 3.093.00.C CORRIDOR 3.109.03.
C

RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 PR 3.109.04.Ca3.109.04.CA 196.3 196 CORRIDOR 3.109.04.C CORRIDOR 3.001.03.
C

RHRA 90PPS 8'0" 7'0" HMF 14 IDF1 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 PR 3.109.04.Cb3.109.04.CB 190 190 PROCEDURE
WAITING 3.100

CORRIDOR 3.109.04.
C

RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1 SGL 3.109.05.Ca3.109.05.CA 108A 108A RECEPTION 3.100.00.
B

CORRIDOR 3.109.05.
C

RHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.109.05.Cb3.109.05.CB 147.03 147 CORRIDOR 3.093.00.C CORRIDOR 3.109.05.
C

LHR 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.109.05.Cc3.109.05.CC 147 147 CORRIDOR 3.109.04.C CORRIDOR 3.109.05.
C

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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1 SL 3.109.06 3.109.06 143 143 CORRIDOR 3.109.03.C PREP 6 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 3.109.07 3.109.07 143 143 CORRIDOR 3.109.03.C PREP 12 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 PR 3.109.08 3.109.08 102 UNEQ CORRIDOR 3.109.03.C ELECTRIC ROOM RHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1LHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SL 3.109.09 3.109.09 143 143 CORRIDOR 3.109.03.C PREP 14 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 3.109.10 3.109.10 143 143 CORRIDOR 3.109.03.C PREP 18 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 3.109.12 3.109.12 143 143 CORRIDOR 3.109.03.C PREP 17 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 3.109.14 3.109.14 143 143 CORRIDOR 3.109.04.C PREP 16 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 3.109.16 3.109.16 131.1 131 CORRIDOR 3.109.04.C UNISEX PATIENT
TOILET

LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 3.109.16.A 3.109.16.A 125 125 CORRIDOR 3.109.06.C NOURISHMENT
3.109.16.A

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SL 3.109.20 3.109.20 143 143 CORRIDOR 3.109.04.C PREP 15 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 3.109.21 3.109.21 122A.6 122A CORRIDOR 3.001.03.C FEMALE STAFF
TOILET

LHR SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"
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1 SL 3.109.22 3.109.22 143 143 CORRIDOR 3.109.06.C PREP 10 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 3.109.23 3.109.23 160 160 NURSE STATION
3.109.17.A

MEDICATION
STATION 3.109.23

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SL 3.109.24 3.109.24 143 143 CORRIDOR 3.109.06.C PREP 9 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 3.109.25 3.109.25 143 143 CORRIDOR 3.109.06.C PREP 13 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 3.109.26 3.109.26 143 143 CORRIDOR 3.109.06.C PREP 8 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 3.109.27 3.109.27 143 143 CORRIDOR 3.109.06.C PREP 11 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SL 3.109.28 3.109.28 143 143 CORRIDOR 3.109.06.C PREP 7 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 3.109.29 3.109.29 114A17 114A CORRIDOR 3.109.04.C CLEAN UTILITY /
LINEN 3.109.29

LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 3.109.31 3.109.31 145.1 145 CORRIDOR 3.109.05.C SOILED WORKROOM
3.109.31

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.109.33 3.109.33 116A11 116A CORRIDOR 3.109.05.C TRASH / LINEN
3.109.33

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 3.109.35 3.109.35 122A 122A CORRIDOR 3.109.05.C MALE STAFF TOILET RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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1 SGL 3.109.37 3.109.37 144.5 144 CORRIDOR 3.109.05.C HOUSEKEEPING LH NON-RTD 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'6" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 DE 3.120.00.C 3.120.00.C 188.1 188 VESTIBULE 3.065.B CORRIDOR 3.120.00.
C

LHR 90PPS 7'8" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 3'10" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 3'10" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 193 3.193 EXI.1 VESTIBULE 3.065.B FIRE RISER CLOSET LH 90PPS 2'6" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 2'6" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 3 - LEAD LINED DOORS LEVEL 3 - LEAD LINED DOORS

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 3.001.03a 3.001.03A 163A.2 163A CATH / OR HYBRID
3.001.05

ELECTRONIC EQUIP.
3.001.03

RH NON-RTD 3'6" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RH NON-RTD 3'6" 7'0" 1-3/4" WD LL

1 SGL 3.001.05.Aa3.001.05.AA 163A.2 163A CATH / OR HYBRID
3.001.05

PUMP SUPPORT
3.001.05.A

LH NON-RTD 3'6" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1LH NON-RTD 3'6" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1 PR 3.001.05a 3.001.05A 158B 158B CORRIDOR 3.001.53.C CATH / OR HYBRID
3.001.05

LHA SMOKE 6'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS / UN-
EQUAL PAIR

1LHA SMOKE 4'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1RHI SMOKE 2'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1 SGL 3.001.05b 3.001.05B 163A.4 163A CATH / OR HYBRID
3.001.05

STORAGE / SUPPLY
3.001.07.A

LHR 60PPS 3'6" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS - ADD 3/8
FOR SINK WALL

1LHR 60PPS 3'6" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED HOLLOW METAL PROVIDED BY OTHERS

1 BL 3.001.05c 3.001.05C LL&RFW CATH / OR HYBRID
3.001.05

CONTROL 3.001.07 NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 BL 3.001.05d 3.001.05D LL&RFW CATH / OR HYBRID
3.001.05

CONTROL 3.001.07 NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 BL 3.001.05e 3.001.05E LL&RFW CATH / OR HYBRID
3.001.05

CONTROL 3.001.07 NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 SGL 3.001.05f 3.001.05F 163A 163A CORRIDOR 3.001.53.C CATH / OR HYBRID
3.001.05

RHR SMOKE 2'6" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RHR SMOKE 2'6" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1 BL 3.001.05h 3.001.05H LL&RFW CATH / OR HYBRID
3.001.05

CONTROL 3.001.07 NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 SGL 3.001.07.B 3.001.07.B 163A.3 163A CATH LAB #2  3.001.17 CATH LAB #2 EQUIP
ROOM

LH 60PPS 3'6" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1LH 60PPS 3'6" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED HOLLOW METAL PROVIDED BY OTHERS
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Door Assembly ScheduleLEVEL 3 - LEAD LINED DOORS LEVEL 3 - LEAD LINED DOORS

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 3.001.17a 3.001.17A 158B 158B CORRIDOR 3.001.53.C CATH LAB #2
 3.001.17

LHA SMOKE 6'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS / UN-
EQUAL PAIR

1LHA SMOKE 4'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1RHI SMOKE 2'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS

1 SGL 3.001.17b 3.001.17B 163A.4 163A CATH LAB #2  3.001.17 STORAGE / SUPPLY
3.001.07.A

RHR 60PPS 3'6" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RHR 60PPS 3'6" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED HOLLOW METAL PROVIDED BY OTHERS

1 BL 3.001.17c 3.001.17C LL&RFW CATH LAB #2  3.001.17 CONTROL 3.001.07.D NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 BL 3.001.17d 3.001.17D LL&RFW CATH LAB #2  3.001.17 CONTROL 3.001.07.D NON-RTD MTL

Frame Remark : LEAD-LINED WINDOW BY OTHERS

1 SGL 3.001.17E 3.001.17E 163A.1 163A CATH LAB #2  3.001.17 CONTROL 3.001.07.D RHR NON-RTD 3'0" 7'0" MTL

Frame Remark : LEAD-LINED BY OTHERS1RHR NON-RTD 3'0" 7'0" 1-3/4" WD LL

Door Remarks: LEAD-LINED PROVIDED BY OTHERS
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Door Assembly ScheduleLEVEL 4 LEVEL 4

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 DE 4.000 4.000 180.2 180 SHELL 4.000 SHELL 4.000 LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 DE 4.000.00.La4.000.00.LA 188.5 188 CORRIDOR 4.073.00.C PUBLIC ELEV LOBBY
4.000.00.L

LHR 90PPS 8'0" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 4.000.01 4.000.01 004.2 04 EXTERIOR ROOF ALCOVE NURSE
STATION 4.030.00.A

RHR ALF

Frame Remark : ALUMINUM BY OTHERS1RHR ALD

Door Remarks: ALUMINUM BY OTHERS

1 SGL 4.000.02 4.000.02 004.2 04 EXTERIOR ROOF CORRIDOR 4.052.00.
C

RHR ALF

Frame Remark : ALUMINUM BY OTHERS1RHR ALD

Door Remarks: ALUMINUM BY OTHERS

1 DE 4.026.00.C 4.026.00.C 188.4 188 CORRIDOR 4.026.00.C CORRIDOR 4.026.00.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 4.028.01 4.028.01 114A.6 114A CORRIDOR 4.026.00.C IS ROOM 4.028.01 RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 4.028.02 4.028.02 102 UNEQ ALCOVE NURSE
STATION 4.030.00.A

ELECTRIC ROOM LHA 60PPS 4'0" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1LHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1RHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL 4.028.03 4.028.03 109.3 109 STAIR #3 - 4.028.03 ALCOVE NURSE
STATION 4.030.00.A

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 4.052.02 4.052.02 144.2 144 CORRIDOR 4.050.00.C HOUSEKEEPING
4.052.02

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 4 LEVEL 4

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 4.052.03 4.052.03 147.10 147 SOILED LIFT VEST
4.052.03

CORRIDOR 4.050.00.
C

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 4.052.05 4.052.05 102 UNEQ CORRIDOR 4.050.00.C ELECTRIC ROOM LHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1LHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1RHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL 4.052.06 4.052.06 109.3 109 STAIR #4 - 4.052.06 CORRIDOR 4.050.00.
C

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 DE 4.057.00.Ca4.057.00.CA 188.4 188 CORRIDOR 4.057.00.C CORRIDOR 4.057.00.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 4.080 4.080 126.03 126 CORRIDOR 4.067.00.C ELECTRIC ROOM LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 4.080.01 4.080.01 114A.6 114A CORRIDOR 4.067.00.C IS ROOM 4.080.01 LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 4.081.00.La4.081.00.LA 181A.1 181A CORRIDOR 4.052.00.C STAFF/PATIENT
ELEV LOBBY

RHRA 90PPS 8'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : REINF HEAD FOR AUTO-OP1RHRA 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 PR 4.081.00.Lb4.081.00.LB 181 181 CORRIDOR 4.073.00.C STAFF/PATIENT
ELEV LOBBY

RHRA 60PPS 8'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : REINF HEAD FOR AUTO-OP1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 LITE SAME SWING / AUTO-OP

1 SGL 4.088.02 4.088.02 109.3 109 STAIR #1 - 4.088.02 VESTIBULE 4.088.02.
V

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 4.088.02.V 4.088.02.V 113.1 113 VESTIBULE 4.088.02.V CORRIDOR 4.079.00.
C

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Door Assembly ScheduleLEVEL 4 LEVEL 4

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 4.092.00.C 4.092.00.C 126A 114 SHELL 4.000 ELECTRIC BOXES LHR 90PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 4.101 4.101 114A.9 114A SHELL 4.000 IS ROOM 4.101 RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 4.120 4.120 118 118 SHELL 4.000 GENERAL STORAGE
4.120

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 4.126.02 4.126.02 109.3 109 STAIR #2 - 4.126.02 VESTIBULE 4.126.02.
V

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 4.126.02.V 4.126.02.V 113.1 113 VESTIBULE 4.126.02.V SHELL 4.000 RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 4.135 4.135 114A.8 114A SHELL 4.000 IS ROOM 4.135 LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 4.139 4.139 102 UNEQ SHELL 4.000 ELECTRIC ROOM RHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1RHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1LHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL 4.153 4.153 126.11 126 SHELL 4.000 ELEC ROOM 4.153 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.028.03 5.028.03 001.2 01 STAIR #3 - 5.028.03 EXTERIOR - 4TH FLR
ROOF

LHR 90PPS 3'0" 7'0" HMF 14 HM2 11-1/8 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LHR 90PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL 5.028.04a 5.028.04A 004C 04C EXTERIOR - 4TH FLR
ROOF

ELECTRICAL ROOM
5.028.04

RHR NON-RTD 3'0" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RHR NON-RTD 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL 5.028.04b 5.028.04B 004C.2 04C EXTERIOR - 4TH FLR
ROOF

ELECTRICAL ROOM
5.028.04

LHR NON-RTD 4'0" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 PR 5.068.00.L 5.068.00.L 101A.3 101A CORRIDOR 5.074.00.C PATIENT/STAFF
ELEV LOBBY

LHRA 60PPS 8'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : REINF HEAD FOR AUTO-OP1LHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE / AUTO-OP

1RHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE / AUTO-OP

1 PR 5.068.00.LA5.068.00.LA 173A 173A PATIENT/STAFF ELEV
LOBBY

EXHAUST FAN
CONTROL PANELS

RHRA NON-RTD 6'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 ADJADJ

1RHRA NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 2A 3/8"

1LHRI NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 2A 3/8"

1 DE 5.074.00.Ca5.074.00.CA 191 191 VISITOR WAITING
5.083

CORRIDOR 5.074.00.
C

LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 DE 5.074.00.Cb5.074.00.CB 191 191 CORRIDOR 5.074.00.C CORRIDOR 5.075.00.
C

LHR NON-RTD 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 DE 5.075.00.Ca5.075.00.CA 188.3 188 CORRIDOR 5.075.00.C CORRIDOR 5.094.00.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 5.081 5.081 127A.1 127A STORAGE VESTIBULE GENERAL STORAGE
5.081

LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL R.5.081 5.081.R 004 04 GENERAL STORAGE
5.081

EXTERIOR - 4TH FLR
ROOF

LHR NON-RTD 4'0" 7'0" HMF 14 HM2 9-3/8 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LHR NON-RTD 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

Frame ordered w/flange @ dr side. Rework frame in place.
1 SGL 5.082 5.082 121.03 121 CORRIDOR 5.074.00.C FAMILY LOUNGE

5.082
LH SMOKE 3'0" 7'0" HMF 16 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 2'8" SIDELITE W/1
MULLION

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 C 3/8"

Door Remarks: 18 X 30 VISION LITE

1 PR 5.083 5.083 176.2 176 VISITOR WAITING
5.083

PUBLIC ELEV LOBBY
5.000.00.L

RHRA 60PPS 8'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.083.00.A 5.083.00.A 141.13 141 VISITOR WAITING
5.083

CORRIDOR 5.075.00.
C

RH SMOKE 4'0" 7'0" HMF 14 HM15 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 1'8" SIDELITE W/1
MULLION

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 E.2 3/8"

Door Remarks: 34X34 TOP / 34X24 BOTTOM VISION FRAMES

1 SGL 5.083.01 5.083.01 134.1 134 VISITOR WAITING
5.083

UNISEX PUBLIC
TOILET 5.083.01

LHR SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.083.02a 5.083.02A 117.07 117 CORRIDOR 5.079.00.C CONSULT 5.083.02 LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.084.01 5.084.01 159A.4 159A ANTE ROOM 5.084 AIRBORNE INFECT
PATIENT RM

RH NON-RTD 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH NON-RTD 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 SGL 5.084.01.A 5.084.01.A 137 137 AIRBORNE INFECT
PATIENT RM

TOILET 5.084.01.A RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 BL 5.084.01b 5.084.01B ALUM NURSE STATION
ALCOVE 5.134.00.A

ANTE ROOM 5.084 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.084.02 5.084.02 159A.4 159A ANTE ROOM 5.084 AIRBORNE INFECT
PATIENT RM

RH NON-RTD 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

Frame Remark : HM-5 SINGLE 2'10" SIDELITE1RH NON-RTD 4'0" 7'0" 1-3/4" WD PB PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.084.02.A 5.084.02.A 137 137 AIRBORNE INFECT
PATIENT RM

TOILET 5.084.02.A RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SL 5.084A 5.084A 143 143 CORRIDOR 5.079.00.C ANTE ROOM 5.084 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 BL 5.084b 5.084B ALUM NURSE STATION
ALCOVE 5.134.00.A

ANTE ROOM 5.084 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.085 5.085 122A.5 122A CORRIDOR 5.079.00.C FEMALE STAFF
TOILET 5.085

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 RU 5.085.00.A 5.085.00.A 149 149 CORRIDOR 5.075.00.C FAMILY
NOURISHMENT
5.085.00.A

STL

1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 5.086 5.086 114A 114A CORRIDOR 5.079.00.C STAFF
LOCKERS/LOUNGE
5.086

LH SMOKE 3'0" 7'0" HMF 16 HM15 7" PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 3'4" SIDELITE W/1
MULLION

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 E.2 3/8"

Door Remarks: 24X34 TOP / 24X24 BOTTOM VISION FRAMES

1 SGL 5.087 5.087 145 145 CORRIDOR 5.079.00.C HALL 5.087 RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 5.087.01 5.087.01 117A.1 117A HALL 5.087 ON-CALL ROOM
5.087.01

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : INSULATE FRAME FOR STC 44
WOOD DOOR

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

Door Remarks: STC 44 WOOD DOOR

1 SGL 5.087.02 5.087.02 117A.1 117A HALL 5.087 ON-CALL ROOM
5.087.02

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : INSULATE FRAME FOR STC 44
WOOD DOOR

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

Door Remarks: STC 44 WOOD DOOR

1 SGL 5.087.03 5.087.03 117A.1 117A HALL 5.087 ON-CALL ROOM
5.087.03

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : INSULATE FRAME FOR STC 44
WOOD DOOR

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

Door Remarks: STC 44 WOOD DOOR
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.087.04 5.087.04 122A.1 122A HALL 5.087 ON-CALL UNISEX
TOILET/SHOWER

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 DE 5.088.00.Ca5.088.00.CA 188.3 188 CORRIDOR 5.088.00.C CORRIDOR 5.090.00.
C

LHR 60PPS 8'0" 7'0" HMF 14 IDF2 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 5.088.02 5.088.02 109.3 109 STAIR #1 - 5.088.02 VESTIBULE 5.088.02.
V

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.088.02.V 5.088.02.V 113.1 113 VESTIBULE 5.088.02.V CORRIDOR 5.079.00.
C

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.089 5.089 144.6 144 CORRIDOR 5.079.00.C HOUSEKEEPING LH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.090.01 5.090.01 137 137 PATIENT ROOM 5.090 TOILET 5.090.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.090a 5.090A 159A.5 159A CORRIDOR 5.079.00.C PATIENT ROOM
5.090

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.090b 5.090B ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.090

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.090c 5.090C ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.090

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.091 5.091 114A.2 114A CORRIDOR 5.079.00.C FLOOR
NOURISHMENT
STORAGE

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.092.01 5.092.01 137 137 PATIENT ROOM 5.092 TOILET 5.092.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.092a 5.092A 159A.6 159A CORRIDOR 5.088.00.C PATIENT ROOM
5.092

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.092b 5.092B ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.092

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.092c 5.092C ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.092

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.094.01 5.094.01 137 137 PATIENT ROOM 5.094 TOILET 5.094.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.094a 5.094A 159A.5 159A CORRIDOR 5.088.00.C PATIENT ROOM
5.094

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.094b 5.094B ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.094

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.094c 5.094C ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.094

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.095a 5.095A 114A11 114A CORRIDOR 5.088.00.C SUPPLY ROOM 5.095 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.095b 5.095B 114 114 CLEAN UTILITY/LINEN
5.145

SUPPLY ROOM 5.095 LHR 60PPS 3'0" 7'0" HMF 16 HM1 8-3/8 PRI STL STLA60 AFCAFC

1LHR 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.096 5.096 137 137 PATIENT ROOM 5.096 TOILET 5.096.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.096a 5.096A 159A.6 159A CORRIDOR 5.088.00.C PATIENT ROOM
5.096

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

Project : CHOC HOSPITAL

Supplier : SEELEY BROTHERS Revision # : 000

Control # : 6152 Print Date : 07/03/2012

Rev Date : 01/22/2010

Project # : 09-338

Dr & Fr Sched Page : 98

C:\SW\IR\IC\1\V60\REPORTS\DFSCHD02.RSL   11:24:08 AM, 06/04/2012



Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 5.096b 5.096B ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.096

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.096c 5.096C ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.096

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.097 5.097 114A11 114A CORRIDOR 5.088.00.C SOILED WORKROOM
5.097

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 5.098.01 5.098.01 137 137 PATIENT ROOM 5.098 TOILET 5.098.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.098a 5.098A 159A.5 159A CORRIDOR 5.088.00.C PATIENT ROOM
5.098

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.098b 5.098B ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.098

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.098c 5.098C ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.098

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.099 5.099 114A11 114A CORRIDOR 5.088.00.C EQUIPMENT
STORAGE 5.099

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 5.100.01 5.100.01 137 137 PATIENT ROOM 5.100 TOILET 5.100.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.100a 5.100A 159A.6 159A CORRIDOR 5.088.00.C PATIENT ROOM
5.100

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.100b 5.100B ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.100

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 5.100c 5.100C ALUM CORRIDOR 5.088.00.C PATIENT ROOM
5.100

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.101 5.101 114A.6 114A CORRIDOR 5.091.00.C IS ROOM 5.101 RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 5.101.01 5.101.01 153.11 153 CORRIDOR 5.091.00.C EXAM/TREATMENT
5.101.01

RH SMOKE 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.102.01 5.102.01 137 137 PATIENT ROOM 5.102 TOILET 5.102.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.102a 5.102A 159A.5 159A CORRIDOR 5.090.00.C PATIENT ROOM
5.102

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.102b 5.102B ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.102

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.102c 5.102C ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.102

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.103.01 5.103.01 144.6 144 CORRIDOR 5.091.00.C HOUSEKEEPING RH SMOKE 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'6" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.103.02 5.103.02 117.08 117 CORRIDOR 5.091.00.C OFFICE - CASE
MANAGER

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.104.01 5.104.01 137 137 PATIENT ROOM 5.104 TOILET 5.104.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.104a 5.104A 159A.6 159A CORRIDOR 5.090.00.C PATIENT ROOM
5.104

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 5.104b 5.104B ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.104

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.104c 5.104C ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.104

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.105 5.105 122A.5 122A CORRIDOR 5.090.00.C FEMALE STAFF
TOILET 5.105

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.106.01 5.106.01 137 137 PATIENT ROOM 5.106 TOILET 5.106.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.106a 5.106A 159A.5 159A CORRIDOR 5.090.00.C PATIENT ROOM
5.106

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.106b 5.106B ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.106

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.106c 5.106C ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.106

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.107 5.107 117.07 117 CORRIDOR 5.090.00.C OFFICE - EDUCATOR RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.108.01 5.108.01 137 137 PATIENT ROOM 5.108 TOILET 5.108.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.108a 5.108A 159A.6 159A CORRIDOR 5.090.00.C PATIENT ROOM
5.108

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.108b 5.108B ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.108

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 BL 5.108c 5.108C ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.108

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.109 5.109 114A12 114A NURSE STATION
5.109.00.B

MEDICATION
STATION 5.109

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.109.01 5.109.01 117 117 MEDICATION
STATION 5.109

PHARMACY OFFICE
5.109.01

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.110.01 5.110.01 137 137 PATIENT ROOM 5.110 TOILET 5.110.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.110a 5.110A 159A.5 159A CORRIDOR 5.090.00.C PATIENT ROOM
5.110

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.110b 5.110B ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.110

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.110c 5.110C ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.110

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.111.00.A 5.111.00.A 170.1 170 CORRIDOR 5.093.00.C COPY ALCOVE
5.111.00.A

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 5.111.01 5.111.01 117 117 COPY ALCOVE
5.111.00.A

CNS OFFICE
5.111.01

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.111.02 5.111.02 117 117 COPY ALCOVE
5.111.00.A

NURSE MGR OFFICE
5.111.02

RH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.111.03 5.111.03 117 117 COPY ALCOVE
5.111.00.A

DIRECTOR OFFICE
5.111.03

LH NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.112.01 5.112.01 137 137 PATIENT ROOM 5.112 TOILET 5.112.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.112a 5.112A 159A.6 159A CORRIDOR 5.090.00.C PATIENT ROOM
5.112

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.112b 5.112B ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.112

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.112c 5.112C ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.112

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.113a 5.113A 114A11 114A CORRIDOR 5.094.00.C CLEAN UTILITY /
LINEN 5.113

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.113b 5.113B 114A13 114A CORRIDOR 5.090.00.C CLEAN UTILITY /
LINEN 5.113

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.114.01 5.114.01 137 137 PATIENT ROOM 5.114 TOILET 5.114.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.114a 5.114A 159A.5 159A CORRIDOR 5.090.00.C PATIENT ROOM
5.114

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.114b 5.114B ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.114

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.114c 5.114C ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.114

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.115 5.115 114A14 114A CORRIDOR 5.090.00.C SUPPLY ROOM 5.115 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 RU 5.116.00.A 5.116.00.A 149 149 CORRIDOR 5.092.00.C FAMILY
NOURISHMENT
5.116.00.A

STL

1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL 5.116.01 5.116.01 137 137 PATIENT ROOM 5.116 TOILET 5.116.01 LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.116.02 5.116.02 141.13 141 CORRIDOR 5.090.00.C PARENT/CHILDREN'
S RM 5.116.02

LH SMOKE 4'0" 7'0" HMF 14 HM15 7" PRI STL STLA60 AFCAFC

Frame Remark : HM-15 FULL HT 1'6" SIDELITE W/1
MULLION

1LH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 E.2 3/8"

Door Remarks: 34X34 TOP / 34X24 BOTTOM VISION FRAMES

1 SGL 5.116.03 5.116.03 109.3 109 STAIR #2 - 5.116.03 VESTIBULE 5.116.03.
V

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.116.03.V 5.116.03.V 113.1 113 VESTIBULE 5.116.03.V CORRIDOR 5.092.00.
C

RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.116a 5.116A 159A.6 159A CORRIDOR 5.090.00.C PATIENT ROOM
5.116

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.116b 5.116B ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.116

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.116c 5.116C ALUM CORRIDOR 5.090.00.C PATIENT ROOM
5.116

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.117 5.117 140.1 140 CORRIDOR 5.092.00.C CONFERENCE 5.117 LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.118.01 5.118.01 138.1 138 ACCESSIBLE PATIENT
ROOM 5.118

ACCESSIBLE TOILET
5.118.01

RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.118a 5.118A 159A.5 159A CORRIDOR 5.094.00.C ACCESSIBLE
PATIENT ROOM
5.118

LH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1LH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.118b 5.118B ALUM CORRIDOR 5.094.00.C ACCESSIBLE
PATIENT ROOM
5.118

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.118c 5.118C ALUM CORRIDOR 5.094.00.C ACCESSIBLE
PATIENT ROOM
5.118

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.120.00 5.120.00 126.05 126 CORRIDOR 5.120.00.C STORAGE 5.120.00 LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 5.120.01 5.120.01 137 137 PATIENT ROOM 5.120 TOILET 5.120.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 DE 5.120.01.C 5.120.01.C 188.1 188 CORRIDOR 5.120.00.C CORRIDOR 5.120.01.
C

LHR 90PPS 7'8" 7'0" HMF 14 IDF2 7-5/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 90PPS 3'10" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 90PPS 3'10" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 5/8"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 5.120.01 5.120.01S 114B.3 126 CORRIDOR 5.120.01.C STORAGE 5.120.01 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 5.120.02 5.120.02 121.12 121 CORRIDOR 5.120.01.C HOPE ROOM
5.120.02

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 1'8" GLASS TRANSOM1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.120.03 5.120.03 114B 114B CORRIDOR 5.120.01.C TUTORING 5.120.03 LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 1'8" GLASS TRANSOM1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.120.04 5.120.04 114B.1 114B CORRIDOR 5.120.01.C TEEN LOUNGE
5.120.04

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
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Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.120.05 5.120.05 114B 114B CORRIDOR 5.120.01.C PLAY ROOM 5.120.05 RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : 1'8" GLASS TRANSOM1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.120.06 5.120.06 125.H 125 PLAY ROOM 5.120.05 CLOSET 5.120.06 LHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.120.07 5.120.07 131.5 131 CORRIDOR 5.120.01.C H/C SHOWER
5.120.07

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.120a 5.120A 159A.6 159A CORRIDOR 5.094.00.C PATIENT ROOM
5.120

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.120b 5.120B ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.120

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.120c 5.120C ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.120

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.121 5.121 114A14 114A CORRIDOR 5.094.00.C SUPPLY ROOM 5.121 LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.122.01 5.122.01 137 137 PATIENT ROOM 5.122 TOILET 5.122.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.122a 5.122A 159A.5 159A CORRIDOR 5.094.00.C PATIENT ROOM
5.122

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.122b 5.122B ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.122

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.122c 5.122C ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.122

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.123 5.123 114A.8 114A CORRIDOR 5.094.00.C IS ROOM 5.123 LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 5.124.01 5.124.01 137 137 PATIENT ROOM 5.124 TOILET 5.124.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.124a 5.124A 159A.6 159A CORRIDOR 5.094.00.C PATIENT ROOM
5.124

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.124b 5.124B ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.124

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.124c 5.124C ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.124

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 PR 5.125 5.125 102 UNEQ CORRIDOR 5.094.00.C ELEC ROOM 5.125 RHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1RHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1LHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL 5.126.01 5.126.01 137 137 PATIENT ROOM 5.126 TOILET 5.126.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.126a 5.126A 159A.5 159A CORRIDOR 5.094.00.C PATIENT ROOM
5.126

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.126b 5.126B ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.126

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.126c 5.126C ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.126

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.127 5.127 117.07 117 NURSE STATION
5.127.00.B

RESIDENT
WORKROOM 5.127

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.128.01 5.128.01 137 137 PATIENT ROOM 5.128 TOILET 5.128.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.128a 5.128A 159A.6 159A CORRIDOR 5.094.00.C PATIENT ROOM
5.128

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.128b 5.128B ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.128

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.128c 5.128C ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.128

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.129 5.129 114A11 114A CORRIDOR 5.094.00.C SOILED WORKROOM
5.129

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 5.130.01 5.130.01 137 137 PATIENT ROOM 5.130 TOILET 5.130.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.130a 5.130A 159A.5 159A CORRIDOR 5.094.00.C PATIENT ROOM
5.130

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.130b 5.130B ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.130

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.130c 5.130C ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.130

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.131 5.131 117.07 117 CORRIDOR 5.094.00.C OFFICE - CHILD LIFE
SOC WRK

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.132.01 5.132.01 137 137 PATIENT ROOM 5.132 TOILET 5.132.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.132a 5.132A 159A.6 159A CORRIDOR 5.094.00.C PATIENT ROOM
5.132

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.132b 5.132B ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.132

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.132c 5.132C ALUM CORRIDOR 5.094.00.C PATIENT ROOM
5.132

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.133 5.133 117.07 117 CORRIDOR 5.094.00.C OFFICE - CHARGE
NURSE

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.134.01 5.134.01 137 137 PATIENT ROOM 5.134 TOILET 5.134.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SGL 5.134a 5.134A 159A.5 159A CORRIDOR 5.075.00.C PATIENT ROOM
5.134

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.134b 5.134B ALUM CORRIDOR 5.075.00.C PATIENT ROOM
5.134

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.134c 5.134C ALUM CORRIDOR 5.075.00.C PATIENT ROOM
5.134

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.135 5.135 122A.5 122A CORRIDOR 5.075.00.C MALE STAFF TOILET
5.135

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.135.02 5.135.02 117.07 117 CORRIDOR 5.091.00.C CONSULT MULTI-
PURP 5.135.02

LH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.136.01 5.136.01 137 137 PATIENT ROOM 5.136 TOILET 5.136.01 RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 5.136a 5.136A 159A.6 159A CORRIDOR 5.075.00.C PATIENT ROOM
5.136

RH SMOKE 4'0" 7'0" HMF 14 HM1 7" PRI STL STLA60 AFCAFC

1RH SMOKE 4'0" 7'0" 1-3/4" WD SCL PLAM PL1 CIB 3/8"

Door Remarks: HG1 CUTOUT FOR INTEGRAL BLIND WINDOW B/O

1 BL 5.136b 5.136B ALUM CORRIDOR 5.075.00.C PATIENT ROOM
5.136

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 BL 5.136c 5.136C ALUM CORRIDOR 5.075.00.C PATIENT ROOM
5.136

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.137 5.137 114A14 114A CORRIDOR 5.075.00.C SUPPLY ROOM 5.137 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SL 5.138.01A 5.138.01A 143 143 ANTE ROOM 5.138 ACCESS AIRBORNE
INFECT PATIENT

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 BL 5.138.01b 5.138.01B ALUM NURSE STATION
ALCOVE 5.134.00.A

ACCESS AIRBORNE
INFECT PATIENT

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.138.02 5.138.02 137 137 ACCESS AIRBORNE
INFECT PATIENT

ACCESSIBLE TOILET
5.138.02

RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SL 5.138a 5.138A 143 143 CORRIDOR 5.075.00.C ANTE ROOM 5.138 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 BL 5.138b 5.138B ALUM CORRIDOR 5.075.00.C ANTE ROOM 5.138 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.139 5.139 134 134 CORRIDOR 5.091.00.C UNISEX PATIENT
TOILET 5.139

RH SMOKE 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH SMOKE 3'0" 7'0" 1-3/4" WD SCL PLAM PL1 A 3/8"

1 SGL 5.139.01 5.139.01 116A11 116A CORRIDOR 5.091.00.C TRASH / LINEN
5.139.01

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 5 LEVEL 5

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SL 5.140.01A 5.140.01A 143 143 ANTE ROOM 5.140 ACCESS AIRBORNE
INFECT PATIENT

ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 BL 5.140.01b 5.140.01B ALUM NURSE STATION
ALCOVE 5.134.00.A

ACCESS AIRBORNE
INFECT PATIENT

ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.140.02 5.140.02 137 137 ACCESS AIRBORNE
INFECT PATIENT

ACCESSIBLE TOILET
5.140.02

RHR NON-RTD 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHR NON-RTD 3'0" 7'0" 1-3/4" WD PB PLAM PL1 A 3/8"

1 SL 5.140A 5.140A 143 143 CORRIDOR 5.075.00.C ANTE ROOM 5.140 ALF

Frame Remark : ALUMINUM BY OTHERS1 ALD

Door Remarks: ALUMINUM BY OTHERS

1 BL 5.140b 5.140B ALUM CORRIDOR 5.075.00.C ANTE ROOM 5.140 ALF

Frame Remark : ALUMINUM WINDOW BY OTHERS

1 SGL 5.141 5.141 126.11 126 CORRIDOR 5.075.00.C ELEC ROOM 5.141 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 5.143 5.143 114A18 114A CORRIDOR 5.075.00.C EQUIPMENT
STORAGE 5.143

LH 60PPS 4'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 4'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 5.145a 5.145A 114A11 114A CORRIDOR 5.075.00.C CLEAN UTILITY /
LINEN 5.145

LH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 5.145b 5.145B 114A11 114A CORRIDOR 5.088.00.C CLEAN UTILITY /
LINEN 5.145

RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 194 5.194 EXI.1 CORRIDOR 5.120.00.C FIRE RISER CLOSET
477

LH 90PPS 2'6" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 2'6" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 6 LEVEL 6

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 6.000.00.L 6.000.00.L 176.2 176 SHELL SPACE 6.000B PUBLIC ELEV LOBBY
6.000.00.L

RHRA 60PPS 8'0" 7'0" HMF 14 IDF1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : SINGLE RABBET POCKET PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE SAME SWING

1 DE 6.000.b 6.000.B 180.2 180 SHELL 6.000A SHELL 6.000B LHR 60PPS 8'0" 7'0" HMF 14 HM10 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 6.003 6.003 118 118 SHELL 6.000A GENERAL STORAGE
6.003

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 6.081.00.L 6.081.00.L 101A 101A SHELL 6.000A PAT/STAFF ELEV
LOBBY 6.081.00.L

LHRA 60PPS 8'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : REINF HEAD FOR AUTO-OP1LHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE

1RHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 6.088.01 6.088.01 109.3 109 STAIR #1 - 6.088.01 VESTIBULE 6.088.01.
V

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 6.088.01.V 6.088.01.V 113.1 113 VESTIBULE 6.088.01.V SHELL 6.000B RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 6.103.02 6.103.02 114A.9 114A SHELL 6.000B IS ROOM 6.103.02 RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 6.116.02 6.116.02 113.1 113 VESTIBULE 6.116.02 SHELL 6.000A RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 6.116.03 6.116.03 109.3 109 STAIR #2 - 6.116.03 VESTIBULE 6.116.02 LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 6.120 6.120 118 118 SHELL 6.000A GENERAL STORAGE
6.120

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 6 LEVEL 6

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 6.121 6.121 114A.8 114A SHELL 6.000A IS ROOM 6.121 LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 6.125 6.125 102 UNEQ SHELL 6.000B ELECTRIC ROOM RHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1RHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1LHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL 6.139 6.139 123.1 123 SHELL 6.000B ELEC ROOM 6.139 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 7 LEVEL 7

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR 7.000.00.L 7.000.00.L 101A.2 101A SHELL 7.000 PUBLIC ELEV LOBBY
7.000.00.L

RHRA 60PPS 8'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 DE 7.000.b 7.000.B 180.2 180 SHELL 7.000 SHELL 7.000 LHR 60PPS 8'0" 7'0" HMF 14 HM10 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : DOUBLE EGRESS POCKET
PROFILE

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1LHR 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 1/2"

Door Remarks: 4X25 VISION LITE / DOUBLE EGRESS

1 SGL 7.001 7.001 118 118 SHELL 7.000 GENERAL STORAGE
7.001

RH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 SGL 7.020 7.020 118 118 SHELL 7.000 GENERAL STORAGE
7.020

LH 60PPS 3'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1LH 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"

1 PR 7.081.00.L 7.081.00.L 101A.1 101A SHELL 7.000 PAT/STAFF ELEV
LOBBY 7.081.00.L

RHRA 60PPS 8'0" 7'0" HMF 14 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : REINF HEAD FOR AUTO-OP1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI 2B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 7.088.01 7.088.01 113.1 113 VESTIBULE 7.088.01.V SHELL 7.000 RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 7.088.02 7.088.02 109.3 109 STAIR #1 - 7.088.02 VESTIBULE 7.088.01.
V

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 7.103.02 7.103.02 114A.9 114A SHELL 7.000 IS ROOM 7.103.02 RH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 SGL 7.116.02 7.116.02 109.3 109 STAIR #2 - 7.116.02 VESTIBULE 7.116.02.
V

LHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE

1 SGL 7.116.02.V 7.116.02.V 113.1 113 VESTIBULE 7.116.02.V SHELL 7.000 RHR 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 4'0" 7'0" 1-3/4" WD M90 PLAM PL1 B 3/8"

Door Remarks: 4 X 25 VISION LITE
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Door Assembly ScheduleLEVEL 7 LEVEL 7

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL 7.121.01 7.121.01 114A.8 114A SHELL 7.000 IS ROOM 7.121.01 LH 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" WD M90 PLAM PL1 A 3/8"

1 PR 7.125 7.125 102 UNEQ SHELL 7.000 ELECTRIC ROOM RHA 60PPS 4'0" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

Frame Remark : UN-EQUAL PAIR 3'0" ACTIVE1RHA 60PPS 3'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 3'0" ACTIVE

1LHI 60PPS 1'0" 7'0" 1-3/4" WD M60 PLAM PL1 Q.2 3/8"

Door Remarks: UN-EQUAL PAIR 1'0" IN-ACTIVE

1 SGL 7.139 7.139 123.1 123 SHELL 7.000 ELEC ROOM 7.139 RH 60PPS 3'6" 7'0" HMF 16 HM1 6-3/8 PRI STL STLA60 AFCAFC

1RH 60PPS 3'6" 7'0" 1-3/4" WD M60 PLAM PL1 A 3/8"
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Door Assembly ScheduleLEVEL 8 LEVEL 8

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 SGL R.001 R.001 002.1 02 LOWER ELEV LOBBY
R.068

ELEV MACHINE
ROOM R.001

RHR 90PPS 3'0" 7'0" HMF 16 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RHR 90PPS 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

1 SGL R.002a R.002A 002.7 02 STAFF ELEV LOBBY
R.069

MECHANICAL ROOM
R.002

RH 90PPS 4'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 4'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

1 SGL R.002b R.002B 2 01 WALKWAY - PH2 STAIRS TO
ELEV/MECH ROOMS

LHR NON-RTD 3'0" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LHR NON-RTD 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL R.003 R.003 002.2 02 STAIR/VESTIBULE ELEV MACHINE
ROOM R.003

LH 90PPS 3'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1LH 90PPS 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

1 SGL R.003.1 R.003.1 002.3 02 STAIR/VESTIBULE MECHANICAL ROOM
R.003.1

RH 90PPS 3'0" 7'0" HMF 14 HM1 7-5/8 PRI STL STLA60 AFCAFC

1RH 90PPS 3'0" 7'0" 1-3/4" HMD HNYCB 16 GALV PRI A 1/2"

1 PR R.068 R.068 001.8 01 LOWER ELEV LOBBY
R.068

CATWALK - PH1 RHRA NON-RTD 5'0" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RHRA NON-RTD 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI Q2 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / UN-EQUAL PAIR 3'0" ACTIVE

1LHRI NON-RTD 2'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI Q2 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / UNEQ PAIR 2'0" IN-ACTIVE

1 PR R.069 R.069 010A 10A COVERED WALKWAY
- PH2

STAFF ELEV LOBBY
R.069

RHRA NON-RTD 8'0" 7'0" HMF 14 HM2 9-3/8 PRI STL STLA60 SPLSPL

Frame Remark : PLASTER PROFILE1RHRA NON-RTD 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2C 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 30X30 VISION / AUTO-OP

1LHRI NON-RTD 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2C 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH / 30X30 VISION / AUTO-OP

1 SGL R.087 R.087 006 06 TOWER ROOF MAIN
LEVEL

RADIO ROOM R.087 LHR 90PPS 4'0" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LHR 90PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL R.088 R.088 004B.1 04B STAIR #1 - R.088 TOWER ROOF -
MAIN LEVEL

RHR 90PPS 4'0" 7'0" HMF 14 HM2 11-1/8 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RHR 90PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL R.116 R.116 004B.1 04B STAIR #2 - R.116 TOWER ROOF MAIN
LEVEL

LHR 90PPS 4'0" 7'0" HMF 14 HM2 11-1/8 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LHR 90PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH
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Door Assembly ScheduleLEVEL 8 LEVEL 8

Qty Md
Arch

Door No
Door

Mark No
Hdwe
Hdng

Hdwe
Spec Outside Inside Hand

Fire
Rtg

Dr
Qy Width Height

Size

Thick Type Core Face/Material Fin Elv Undrct
Sil
Det

Door Information

Type Ga Elv Jamb Fin LJ RJMaterial

Frame Information

LS RS

Anchors

1 PR R.120a R.120A 008.3 08 CATWALK - PH1 ELECTRICAL
SWITCHGEAR

RHRA 60PPS 8'0" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RHRA 60PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1LHRI 60PPS 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL R.120b R.120B 001.1 01 TOWER ROOF MAIN
LEVEL

ELECTRICAL
SWITCHGEAR

LHR 60PPS 3'0" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LHR 60PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 SGL R.130 R.130 004C.1 02/04C CATWALK - PH1 CHILLER ROOM R.
130

LHR 60PPS 3'0" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LHR 60PPS 3'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 RU R.130a R.130A W CATWALK - PH1 CHILLER ROOM R.
130

STL

Frame Remark : PROVIDED BY OTHERS1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 PR R.130b R.130B 009 09 CATWALK - PH1 CHILLER ROOM R.
130

LHRA 60PPS 8'8" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1LHRA 60PPS 4'4" 7'0" 1-3/4" HMD HMS 16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1RHRI 60PPS 4'4" 7'0" 1-3/4" HMD HMS 16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 PR R.130c R.130C 009 09 CATWALK - PH1 CHILLER ROOM R.
130

RHRA 60PPS 8'8" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RHRA 60PPS 4'4" 7'0" 1-3/4" HMD HMS 16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1LHRI 60PPS 4'4" 7'0" 1-3/4" HMD HMS 16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 PR R.130d R.130D 009 09 CATWALK - PH1 CHILLER ROOM R.
130

RHRA 60PPS 8'8" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RHRA 60PPS 4'4" 7'0" 1-3/4" HMD HMS 16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1LHRI 60PPS 4'4" 7'0" 1-3/4" HMD HMS 16GA 16 GALV PRI 2A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH

1 RU R.130e R.130E W CATWALK - PH1 CHILLER ROOM R.
130

STL

Frame Remark : PROVIDED BY OTHERS1 STL

Door Remarks: OVERHEAD FIRE DOOR

1 SGL R.141 R.141 002.6 02 TOWER ROOF MAIN
LEVEL

STORAGE GENERAL
R.141

RH NON-RTD 4'0" 7'0" HMF 14 HM2 9-1/4 PRI STL STLA60 PLT PLT

Frame Remark : PLASTER PROFILE1RH NON-RTD 4'0" 7'0" 1-3/4" HMD POLYS16GA 16 GALV PRI A 3/4"

Door Remarks: EXT SEAL TOP CAP FLUSH
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