
JBurggraf
Cloud

JBurggraf
Callout
RFI 3599- 5'-10" from CL of Bed for Room 5.140.01 ONLY

JBurggraf
Cloud

JBurggraf
Callout
RFI 3553- Bottom of new Dialysis box is 2'-1" AFF.

YAlade
Line

YAlade
Rectangle

YAlade
Rectangle

YAlade
Rectangle

YAlade
Rectangle

YAlade
Ellipse

YAlade
Ellipse

YAlade
Text Box
C

YAlade
Text Box

YAlade
Text Box
L

YAlade
Callout
Data

YAlade
Callout
Power

YAlade
Cloud

YAlade
Callout
RFI 3453 - Relocated Power/Data Devices

YAlade
Line

YAlade
Rectangle

YAlade
Rectangle

YAlade
Rectangle

YAlade
Rectangle

YAlade
Ellipse

YAlade
Ellipse

YAlade
Text Box
C

YAlade
Text Box

YAlade
Text Box
L

YAlade
Callout
Data

YAlade
Callout
Power

YAlade
Cloud

YAlade
Callout
RFI 3453 - Relocated Power/Data Devices

NTajuddin
Building Section - Right

NTajuddin
Line

NTajuddin
Polygon

NTajuddin
Ellipse

NTajuddin
Line

NTajuddin
FreeText
N

NTajuddin
FreeText
N

NTajuddin
Building Section - Right

NTajuddin
Line

NTajuddin
Polygon

NTajuddin
Ellipse

NTajuddin
Line

NTajuddin
FreeText
N

NTajuddin
FreeText
N

NTajuddin
Building Section - Right

NTajuddin
Line

NTajuddin
Polygon

NTajuddin
Ellipse

NTajuddin
Line

NTajuddin
FreeText
N

NTajuddin
FreeText
N

NTajuddin
Cloud

NTajuddin
Cloud

NTajuddin
Cloud

NTajuddin
Callout
RFI 3414Tile and SSM detail

NTajuddin
Callout

NTajuddin
Callout

NTajuddin
Building Section - Right

NTajuddin
Line

NTajuddin
Polygon

NTajuddin
Ellipse

NTajuddin
Line

NTajuddin
FreeText
N

NTajuddin
FreeText
N

NTajuddin
Cloud

NTajuddin
Callout
RFI 3414Tile and SSM detail

JBurggraf
Callout
RFI 3724- 5'-8" from CL of bed for room 5.084.01 ONLY

DConner
Text Box
RFI 1065Footwalls to have PL-2 finish

DConner
Cloud

DConner
Arrow

DConner
Arrow

DConner
Text Box
RFI 1065See notes 8 and 9 for headwall 

DConner
Cloud

DConner
Callout
RFI 1822Provide HAEELE combo cod 1153

DConner
Cloud

DConner
Callout
RFI 525Door #5.083.00Adoor type cframe type "AM 15"

DConner
Text Box
RFI 2678Vert stud framing layout and dimensions of headwall

JFinley
Cloud

JFinley
Callout
RFI 41045th Floor Headwall Reveal Locations

DConner
Callout
RFI 3898Sharps box to be installed at 60'' AFF left of headwall above relocated light switches

DConner
Cloud

JFinley
Callout
RFI 3453.1

JFinley
Callout
RFI 3453.1

JFinley
Cloud

JFinley
Callout
RFI 4287Add 1/4"x1/4" brushed aluminum strips

JFinley
Callout
RFI 4287Add 1/4"x1/4" brushed aluminum strips

JFinley
Callout
RFI 4287Add 1/4"x1/4" brushed aluminum strips

JFinley
Callout
RFI 4287Add 1/4"x1/4" brushed aluminum strips

JFinley
Callout
RFI 4252Installation of Hill-Rom Headwall

JFinley
Cloud

JFinley
Cloud

JFinley
Cloud

JFinley
Callout
RFI 4252Installation of Hill-Rom Headwall

JFinley
Cloud

JFinley
Callout
RFI 39775th Floor Mirror type and install clarifications 

JFinley
Callout
RFI 39775th Floor Mirror type and install clarifications 

JFinley
Cloud

JFinley
PolyLine

JFinley
Cloud

BBickford
Cloud

BBickford
Text Box
See RFI 4979 to confirm height due to CASp question

BBickford
Arrow

JFinley
Cloud

JFinley
Callout
RFI 5717

JFinley
Text Box
RFI 5683

JFinley
Text Box
RFI 5683


