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ROOM
#

PROGRAM
# ROOM NAME

AREA
(NSF)

REQ'D

M05127 MOW145 FIRE RISER 160 SF 50 SF

M05128 MOW132 SIGNALS SHOP 1,849 SF 1850 SF

M05129 MOW130 POWER SHOP 1,850 SF 1850 SF

M05130 MOW131 FACILITIES SHOP 1,850 SF 1850 SF

M05131 MOW129 TRACK SHOP 1,850 SF 1850 SF

M05132 MOW138 CUST & GARDENER SHOP 1,850 SF 1850 SF

M05133 MOW135 COMMON WELD/ FAB SHOP 1,175 SF 1175 SF

M05134 AISLE AISLE 2,520 SF

M05135 MOW133 &
141

HIGH BAY 3,993 SF

M05136 MOW147 FAC MAINT STOR (CUST) 95 SF 150 SF

M05137 MOW140 BATTERY 96 SF 100 SF

M05138 MOW134 TOOL WASH 195 SF 200 SF

M05139 MOW136 PAINT 250 SF 200 SF

M05140 MOW111 IT CLOSET 41 SF 24 SF

M05141 MOW148 STOCK ROOM 3,993 SF 3850 SF

M05142 MOW156 PARTS STOR 199 SF 200 SF

M05143 MOW155 NRV 905 SF 900 SF

M05144 MOW142 COMPRESSOR RM 145 SF 150 SF

M05145 MOW151 WASH EQUIP 199 SF 200 SF

M05146 MOW150 WASH BAY 1,114 SF 1000 SF

ROOM
#

PROGRAM
# ROOM NAME

AREA
(NSF)

REQ'D

M05109 MOW108 POWER CHIEF 212 SF 140 SF

M05110 MOW106 TRACK & ROW CHIEF 241 SF 140 SF

M05111 MOW153,
154, 105, 109

ST FACILITIES 412 SF

M05112 VEST2 VESTIBULE 93 SF

M05113 MOW104 ADMIN SPEC. 190 SF 196 SF

M05114 MOW112 W RR 73 SF 150 SF

M05115 MOW113 M RR 73 SF 150 SF

M05116 MOW121 FURN STOR 126 SF 100 SF

M05117 MOW118,
119

BREAK/LUNCH/ CREW RM 754 SF

M05118 MOW146 IT/DATA 192 SF 250 SF

M05119 MOW128 FAC MAINT STOR (CUST) 96 SF 100 SF

M05120 MOW114 MEDIA ROOM 203 SF 200 SF

M05121 MOW120 TRAINING ROOM 609 SF 600 SF

M05122 MOW115 FILE STOR ROOM 205 SF 200 SF

M05123 MOW126 RAIN GEAR STOR 195 SF 200 SF

M05124 MOW123 &
125

MEN'S
RR/SHOWERS/LOCKERS

496 SF

M05125 MOW122 &
124

WOMEN'S
RR/SHOWERS/LOCKERS

337 SF

M05126 MOW127 UNIFORM STOR 196 SF 200 SF

ROOM
#

PROGRAM
# ROOM NAME

AREA
(NSF)

REQ'D

MOW122 WOMEN'S RR/SHOWERS Not Placed 250 SF

MOW118 BREAK/LUNCH/ CREW RM Not Placed 600 SF

MOW133 HIGH BAY Not Placed 4000 SF

MOW119 KITCHENETTE/ VENDING Not Placed 100 SF

MOW125 MEN'S LOCKERS Not Placed 240 SF

MOW124 WOMEN'S LOCKERS Not Placed 40 SF

MOW123 MEN'S RR/SHOWERS Not Placed 450 SF

MOW153 TRANSIT ACCOUNTING SPEC. Not Placed 48 SF

MOW109 ST FAC SPECIALIST Not Placed 144 SF

MOW105 SPARE WKST Not Placed 48 SF

MOW154 FISCAL SPEC. Not Placed 48 SF

MOW141 HEAVY EQUIP STOR Not Placed 200 SF

M05ST01 MOW S001 ROOF ACCESS PENTHOUSE 171 SF

M05ST01 MOW S001 STAIR 162 SF

M05101 VEST1 VESTIBULE 95 SF

M05102 HW110 HALLWAY 1,568 SF

M05103 MOW116 CONF ROOM 276 SF 250 SF

M05104 MOW107 FAC CHIEFS 235 SF 140 SF

M05105 MOW152 SIGNAL CHIEF 213 SF 140 SF

M05106 N/A MOW SUPER 142 SF N/A

M05107 MOW103 FAC SUPER 145 SF 120 SF

M05108 MOW101 ST FAC MGR 142 SF 120 SF

M05 - ROOM PROGRAM SCHEDULE - LEVEL 1
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1. SEE GEN-AZN002 TECHNICAL NOMENCLATURE 
SCHEDULE FOR DESCRIPTION OF KEYED MATERIALS.

2. SEE M05-ADS001 FOR DOOR SCHEDULE.
3. SEE M05-ADS011 FOR WINDOW SCHEDULE.
4. ALL LOUVERS TO COLOR MATCH MP-1.2 U.N.O.
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PER SCHEDULE PER SCHEDULE PER SCHEDULE DOOR ASSEMBLY REQUIREMENTS

1. DOOR OPENING FORCE: PROVIDE IN ACCORDANCE WITH IBC 2015 SECTION 1010.1.3 AND ICC A117.1-2009 SECTION 404.2.8. THE FORCE FOR PUSHING OR PULLING OPEN DOORS OTHER 
THAN FIRE DOORS SHALL BE AS FOLLOWS: THE FORCE FOR PUSHING OR PULLING OPEN INTERIOR WINGING EGRESS DOORS, OTHER THAN FIRE DOORS, SHALL NOT EXCEED 5 POUNDS 
(22 N). THESE FORCES DO NOT APPLY TO THE FORCE REQUIRED TO RETRACT LATCH BOLTS OR DISENGAGE OTHER DEVICES THAT HOLD THE DOOR IN A CLOSED POSITION. FOR OTHER 
DOORS, THE DOOR LATCH SHALL RELEASE WHEN SUBJECTED TO A 15-POUND (67 N) FORCE. THE DOOR SHALL BE SET IN MOTION WHEN SUBJECTED TO A 30-POUND (133 N) FORCE. THE 
DOOR SHALL SWING TO A FULL-OPEN POSITION WHEN SUBJECTED TO A 15-POUND (67 N) FORCE.

PER SCHEDULE PER SCHEDULE PER SCHEDULE-
*---------------------- * PER SCHEDULE^

h—J- f
:

13 ID ID ID ID ID r PER 
MECHa o □ a a a: ■

x x X X : 2 POWER-OPERATED DOORS: PROVIDE IN ACCORDANCE WITH IBC 2015 SECTION 1010.1.4.2 AND ICC A117.1-2009 SECTION 404.3.
THE EVENT OF POWER FAILURE, THE DOOR MUST BE CAPABLE OF BEING OPENED MANUALLY TO PERMIT MEANS OF EGRESS TRAVEL. THE FORCES REQUIRED TO OPEN THESE 

DOORS MANUALLY SHALL NOT EXCEED THOSE SPECIFIED IN SECTION 1010.1.3, EXCEPT THAT THE FORCE TO SET THE DOOR IN MOTION SHALL NOT EXCEED 50 POUNDS (220 N). 
THE DOOR SHALL BE CAPABLE OF SWINGING OPEN FROM ANY POSITION TO THE FULL WIDTH OF THE OPENING IN WHICH SUCH DOOR IS INSTALLED WHEN A FORCE IS APPLIED TO 
THE DOOR ON THE SIDE FROM WHICH EGRESS IS MADE.

o U O o u o

X

-k
SINGLE
FLUSH

DOUBLE
FLUSH

SINGLE FLUSH 
W/ RELITE

SINGLE FLUSH 
W/ NARROW LITE 

0 (EXT)

[0 (INT)

DOUBLE FLUSH 
W/ NARROW LITE 

(EXT)

0 (INT)

SINGLE FLUSH 
W/ NARROW LITE & VENT

POWER-OPERATED SWINGING DOORS SHALL COMPLY WITH BHMA A156.10. POWER-ASSISTED SWINGING DOORS SHALL COMPLY WITH BHMA A156.19.

0 0 0 0 MANUALLY OPERATED CONTROL SWITCHES SHALL BE LOCATED IN ACCORDANCE WITH CLEARANCE REACH REQUIREMENTS INDICATED IN SECTION 309 OF ICC-A117.1-2009.

3. DOOR OPERATIONS: PROVIDE IN ACCORDANCE WITH IBC 2015 SECTION 1010.1.9 AND ICC A117.1-2009 SECTION 404.2.6:
HARDWARE: DOOR HANDLES, PULLS, LATCHES, LOCKS AND OTHER OPERATING DEVICES ON DOORS REQUIRED TO BE ACCESSIBLE SHALL NOT REQUIRE TIGHT GRASPING, TIGHT 
PINCHING OR TWISTING OF THE WRIST TO OPERATE.PER SCHEDULE

PER SCHEDULE
PER SCHEDULEPER SCHEDULE PER SCHEDULE HARDWARE HEIGHT. DOOR HANDLES, PULLS, LATCHES, LOCKS AND OTHER OPERATING DEVICES SHALL BE INSTALLED 34 INCHES (864 MM) MINIMUM AND 48 INCHES (1219 MM) 

MAXIMUM ABOVE THE FINISHED FLOOR. LOCKS USED ONLY FOR SECURITY PURPOSES AND NOT USED FOR NORMAL OPERATION ARE PERMITTED AT ANY HEIGHT.

#0“7 4. CLOSING SPEED: PROVIDE IN ACCORDANCE WITH ICC A117.1-2009 SECTION 404.2.7.

A Lll6"- 5"- 65"~ 5"PER CLOSERS SHALL BE ADJUSTED SO THAT FROM OPEN POSITION OF 90-DEGREES THE TIME REQ'D TO MOVE THE DOOR TO AN OPEN POSITION OF 12-DEGREES SHALL BE 5 SECONDS MINx x X
Qa CDMECH LX10x X X SPRING HINGES SHALL BE ADJUSTED SO THAT FROM AN OPEN POSITION OF 70-DEGREES, THE DOOR SHALL MOVE TO THE CLOSED POSITION IN 1.5 SECONDS MINIMUM.
X

C/D C/D W

PANIC OR FIRE EXIT HARDWARE INSTALLATION: IN ACCORDANCE WITH IBC 2015 SECTION 1010.1.10.1.
WHERE INSTALLED, SHALL COMPLY WITH THE FOLLOWING:

1. PANIC HARDWARE SHALL BE LISTED IN ACCORDANCE WITH UL 305.
2. FIRE EXIT HARDWARE SHALL BE LISTED IN ACCORDANCE WITH UL 10C AND UL 305.
3. THE ACTUATING PORTION OF THE RELEASING DEVICE SHALL EXTEND NOT LESS THAN ONE-HALF OF THE DOOR LEAF WIDTH.
4. THE MAXIMUM UNLATCHING FORCE SHALL NOT EXCEED 15 POUNDS (67 N).

5.

SINGLE STOREFRONT 
FULL GLAZING 

0 (EXT)

DOUBLE STOREFRONT^" 
FULL GLAZING 

0 (EiCT)

0 Q-_
DOUBLE FLUSH 
W/ TRANSOM

DOUBLE FLUSH ?! 
W/ NARROW LITE & VENT

SINGLE W/ 
FULL GLAZING

0
6. DOOR GLAZING: PROVIDE IN ACCORDANCE WITH IBC 2015 CHAPTER 24 GLASS AND GLAZING.

0 (INT) 0 (INT)
7. VISION LITES: PROVIDE IN ACCORDANCE WITH ICC A117.1-2009 SECTION 404.2.10. DOORS AND SIDELITES ADJACENT TO DOORS CONTAINING ONE OR MORE GLAZING PANELS THAT 

PERMIT VIEWING THROUGH THE PANELS SHALL HAVE THE BOTTOM OF AT LEAST ONE PANEL ON EITHER THE DOOR AN ADJACENT 
SIDELITE A MAXIMUM OF 43 INCHES (1090 MM) ABOVE THE FLOOR.

PER SCHEDULE

U-VALUES FOR DOORS ARE INDICATED ON THE DOOR SCHEDULE.m FOR ACS AND IDS FUNCTIONS SEE SECURITY AND ELECTRICAL DRAWINGS.

AT DOORS WITHOUT A REQUIRED STC RATING, DESIGN BUILDER SHALL UNDERCUT DOORS TO CLEAR TOP OF FLOOR FINISHES BY 1/4 INCH, UNLESS OTHERWISE NOTED.10.

AT STC DOORS, DESIGN BUILDER SHALL COORDINATE SOUND GASKETS AT BASES OF DOORS TO ACHIEVE REQUIRED STC RATINGS.11.PER SCHEDULE PER SCHEDULE
>EF JLE

EXTERIQR POOR TYPE DETAIL SCHEDULE
DQQR SCHEDULE KEYDETAILS0x

a
<] ; > DOOR TYPE JAMB ACS ACCESS CONTROL SYSTEM 

CASED OPENING 
CLEAR

CLR ANOD CLEAR ANODIZED (ALUMINUM FINISH) 
CTD CL

x COHEAD METAL PANEL CONCRETE SILL
CLRD1 6 / M04-ADD001 10 / M04-ADD001 6 / M04-AED0022 / M04-ADD001

: E1 6 / M04-ADD00110 / M04-ADD001 6 / M04-AED002LX LX 2 / M04-ADD001 COATED CHAIN LINK
EXIT HARDWARE
FACTORY FINISH
GLAZING
HOLLOW METAL
HIGH PERFORMANCE COATING

x x X J1 5 / M04-ADD0011 / M04-ADD001 10 / M04-AED002 EHa a n
EQ 'EQ EQ 'EQ' 'EQ' 'EQ' K1 FF1 / M04-ADD001 5 / M04-ADD001 10 / M04-AED002x x X GLLa o u 3 / M04-ADD001 7 / M04-ADD001 11 / M04-ADD001 3 / M04-AED002

HMM1 8 / M04-ADD001 7 / M04-AED0024 / M04-ADD001 10/M04-ADD011 HPC6" N1 8 / M04-ADD001 7 / M04-AED0024 / M04-ADD001 10 / M04-ADD011 INSUL INSULATED
INSULATED HOLLOW METAL (STEEL) 
INTRUSION DETECTION SYSTEM 
NOT (FIRE) RATED 
NON-REMOVABLE HINGE PINS 
EMERGENCY EGRESS HARDWARE 
HARDWARE 
PRE-FINISHED 
PAINTED
SOLID CORE WOOD DOOR
SAFETY GLASS
STAINLESS STEEL
SOUND TRANSIT
STEEL
THRESHOLD
WOOD
VISION PANEL 
WEATHERSTRIPPING

EQ EQ T 7 / Y02f-AED0014 / Y02f-AED001 IHM
IDS

INTERIOR DPQR TYPE DETAIL SCHEDULE NR
NRHINDUSTRIAL BI

FOLD
OVERHEAD SECTIONAL 

W/ GLAZING 
0 (EXT)
|M2| (INT)

OVERHEAD SECTIONAL 
W/ GLAZING, VERTICAL

OVERHEAD COILING DETAILS EEH
DOOR TYPE HEAD/JAMB i 

FRAMING□ 0 (EXT) 0 HDWR
£ HEAD @ CMU JAMB @ CMU SILL PF
£ 0 (INT) A 3 / M04-ADD002 3 / M04-ADD002 12 / M04-ADD002 PTD7 / M04-ADD002

PER SCHEDULE SCWD3 / M04-ADD002 3 / M04-ADD002 12/M04-ADD002ROLLER SYSTEM 
PER MFR

7 / M04-ADD002
SGC 3 / M04-ADD002 3 / M04-ADD002 12 / M04-ADD0027 / M04-ADD002

X S.S.
D2 7 / M04-ADD002 3 / M04-ADD002 3 / M04-ADD002 12 / M04-ADD0028 STPER SCHEDULE PER SCHEDULE 4’-2" PER SCHEDULE
E2 3 / M04-ADD002 3 / M04-ADD002 12 / M04-ADD002: : 7 / M04-ADD002 STL

THF 7 / M04-ADD002 3 / M04-ADD002 3 / M04-ADD002 12/ M04-ADD002rA WDx G 12/ M04-ADD0027 / M04-ADD002 3 / M04-ADD002 3 / M04-ADD002x a VP□ H 12 / M04-ADD0027 / M04-ADD002 3 / M04-ADD002 3 / M04-ADD002 WSxx
■ I£ x xo J2 12 / M04-ADD0027 / M04-ADD002G

C □W

FRAME TYPE KEYK2 3 / M04-ADD033 10/M04-ADD033x x XCL N2 1 / M04-ADD0022 / M04-ADD0020- 1 HOLLOW METAL (HM) FRAME
HM FRAME W/ ELECTRIFIED HARDWARE
ALUMINUM (ALUM) FRAME
ALUM FRAME W/ ELECTRIFIED HARDWARE
HM FRAME W/ RELITE
HM FRAME W/ RELITE & ELECTRIFIED
HARDWARE
HM FRAMED OPENING
FIBER REINFORCED PLASTIC FRAME
FRAME PER MFR

x Qx 2
5 / M04-ADD002R 11 / M04-ADD002 9 / M04-ADD002 3

S 8 / M04-ADD002 4 / M04-ADD002 4 / M04-ADD002
5ROLLING PANEL 

TOP MOUNTED
V

£ OVERHEAD COUNTER DOOR HM FRAMED OPENING BICYCLE CAGE DOOR CHAIN LINK GATE 12/ M04-ADD002J0 70 0 0Q . M04-ADD002SIM1 / M04-ADD002 SIM
S

E

DESIGNED BY:

B. PETERSON
SCA.E DRAWING NO.:€HENSEL PHELPS coterra LINK OPERATIONS & MAINTENANCE FACILITY: EAST 

CONTRACT M200

OMF EAST

DP4A IFC rolluda architects29 < §
NTS GEN-ADS0017693 <REGISTERED Plan. Build. ManagB.DRAWN BY: 

T. WEST
FILENAME:

M200-Y02e-A-v2017 FACILITY ID:

Stantec VIA kpff ELCON ASSOCIATES, INC.
INGINttRS-CONSUllANTS

CHECKED BY: 
D. NELSON

CONTRACT No.: 
RTA/CN 0020-16

Y02, M04, M05SoundTransitSteven McDonaia I 
(STATE OF WASHINGTONB .'.Xi x I.. RP P'l J GENERAL 

DOOR TYPES
SHEET No: REV:

I . I J ' . I.: HP SM DB 029
APPROVED BY: 
J. YOUNG

SUBMITTED BY: 
RICHARD LEWIS

DATE:

2018.07.10
I REVIEWED BY: DATE:

2018.07.10
SUBMITTAL DATE: 
2018.07.10

x
06/05/2020 |BILL FERRISDSN REVISIONDATE


