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LOT INFORMATION

Site Plan Notes:

- Area: 216,510 S.F.
- Lot Coverage

(Exterior Walls + Covered parking + Guard Post)
73,087 + 4,627 + 48 = 77,762

- Set Backs:
North  - 15'-0" (NOTE 1)

- (5'-0") (NOTE 2)
West  - 15'-0" (NOTE 1)

- (5'-0") (NOTE 2)
South - 15'-0"
East   - 15'-0"

PARKING / LOADING / BICYCLE

- Regular (9'x18') 192
- Compact  36
- ADA   6
- ADA Van   2

         Total: 236
- Player Parking 40
___________________________________________

         Total: 276

- Passenger Loading (See Plan)
- Small Truck Loading   3

 Total:   3

- Bicycle ("Long Term Bicycle Parking - 5.106.4.1.2)
West Entry 10
South Entry (Covered Area) 14

 Total: 18

ELECTRICAL VEHICLE CHARGING STATIONS

- Standard Charging (DP 1) 
(Note: Single Port Dual Connectors)

(2) ADA & Standard Spaces)

LED PARKING LOT FIXTURE

- Dual Fixture          10
- Single Fixture          10

          Total: 20

F.A.R (FLOOR AREA RATIO)

GROSS (FAR)
Main  Building            124,601
Guard Post          48
TOTAL GROSS            124,649

NET (FAR)

GROSS (FAR)
Main  Building          114,912
Guard Post        48
TOTAL GROSS          114,960

FAR RATIO 0.53 TO 1 (114,960 / 216,510)
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LOT INFORMATION

Site Plan Notes:

- Area: 216,510 S.F.
- Lot Coverage

(Exterior Walls + Covered parking + Guard Post)
73,087 + 4,627 + 48 = 77,762

- Set Backs:
North  - 15'-0" (NOTE 1)

- (5'-0") (NOTE 2)
West  - 15'-0" (NOTE 1)

- (5'-0") (NOTE 2)
South - 15'-0"
East   - 15'-0"

PARKING / LOADING / BICYCLE

- Regular (9'x18') 192
- Compact  36
- ADA   6
- ADA Van   2

         Total: 236
- Player Parking 40
___________________________________________

         Total: 276

- Passenger Loading (See Plan)
- Small Truck Loading   3

 Total:   3

- Bicycle ("Long Term Bicycle Parking - 5.106.4.1.2)
West Entry 10
South Entry (Covered Area) 14

 Total: 18

ELECTRICAL VEHICLE CHARGING STATIONS

- Standard Charging (DP 1) 
(Note 1 ADA Charging Station at NE Parking)

Total: 20

LED PARKING LOT FIXTURE

- Dual Fixture          10
- Single Fixture          10

          Total: 20

F.A.R (FLOOR AREA RATIO)

GROSS (FAR)
Main  Building            124,601
Guard Post          48
TOTAL GROSS            124,649

NET (FAR)

GROSS (FAR)
Main  Building          114,912
Guard Post        48
TOTAL GROSS          114,960

FAR RATIO 0.53 TO 1 (114,960 / 216,510)
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THIS SHEET)

LEGEND:

SETBACKS NOTE:
PER 4 SET BACKS PARAGRAPH b 12/11/01 MARR-VENTURES)
(NOTE 1: FROM CURB AT PRIVATE RD)
(NOTE 2: FROM LOT LINE AT PRIVATE RD)

DESIGNATED PARKING STATIONS

- (DP 1) Standard Charging                                         20
- (DP 2) Fuel Efficient and Car Pool   3
(Parking Spaces to beStriped as required)

Total: 23

ESTIMATED EARTH QUANTITIES:

FOR ESTIMATED CUT/FILL QUANTITIES REFER TO
CIVIL DWG'S (C-001)

(5% of Total Parking = 13.8 = 14 Req'd)

(See A-112 & A-501 for 'Long Term Bicycle Storage)
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Fire Proofing Memo:
IN REGARD TO THE STEEL FIRE PROOFING REFER TO 'FIRE
PROOFING MEMO' DATED 01/08/16 FROM ROSSETTI.

THE 'FIRE PROOFING' UL DETAILS ARE
PENDING REVIEW OF THE CITY RECENT
'BACK-CHECK NO. 2'. DETAILS WILL BE
UPDATED IN AN UPCOMING ASI.
(REFERENCE DETAIL 2/A-101)

Pending (Fire Proofing)

THE 'HYDRO POOLS' ARE PENDING THE
APPROVAL OF THE LA COUNTY HEALTH
DEPARTMENT INTENDED
MANUFACTURER. DETAILS WILL BE
UPDATED IN AN UPCOMING ASI
PENDING THIS APPROVAL.
(REFERENCE PLAN 1/A-101).

Pending (Hydro Pools)
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Envelope Plan Notes:

REFER TO A-111, A-112, A-121, & A-122 FOR 'NON-
EXTERIOR ENVELOPE' PORTIONS OF PROJECT.

1.

REFER TO A-711, A-712, A-721, & A-722 FOR
'REFLECTED CEILING PLANS' AND 'EXIT LIGHT'
LOCATIONS.

2

REFER TO A-111, A-112, A-121, & A-122 FOR INTERIOR
PARTITION DESIGNATIONS.

3.

ADA PUSH PAD (REFER TO DOOR HARDWARE 087100)

Plan Legend:

CARD READER (REFER TO DOOR HARDWARE 087100)

KNOX BOX (REFER TO DOOR HARDWARE 087100)

REFER TO PARTITION DETAILS ON A-454, A-454.1,
A-454.2, & A-454.3. ALONG W/ WALL PARTITIONS
ON A-631.

4.

REFER TO 'EXTERIOR ENVELOPE' RIBBON
WINDOW & SOFFIT PLANS ON A-701.1 & A-701.2

5.

30"x48" DOOR CLEARANCE &
ACTIVATION SYMBOL
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NOTE: REFER TO A-641 FOR 'EXTERIOR DOOR'
FINISHES.

2

© 2014 ROSSETTI

Key Plan

Sheet Title

CAD FileProject Number

Sheet number

Project

Material Keynotes:

A

A

B

B

C

C

D

D

E

E

F

F

G

G

H

H

J

J

K

K

1

3

4

5

6

7

8

2

1

3

4

5

6

7

8

Consultant

Professional Seal

C
:\

R
O

S
S

E
T

T
I\
R

e
v
it

P
ro

je
c
ts

\2
0
1
4
_
0
1
5
 L

a
k
e
rs

 (
c
e
n

tr
a
l)

_
jw

a
k
e
m

a
n

.r
v
t

1
/2

5
/2

0
1
6
 3

:3
8
:3

6
 P

M

Los Angeles
Lakers
Headquarters

2275 Mariposa
El Segundo, California 90245

2014-015

Enlarged South & North
Elevation

A-202Scale:

Ref:

A-202
 1/8" = 1'-0"

A-101.2

1
Enlarged South Elevation

057000.A EXTERIOR INTEGRAL FINS
(REMOVABLE 4"x2"x1/8"
ALUMINUM TUBE)

057399.A GLAZED DECORATIVE METAL
RAILINGS (EXTERIOR)

061500.A WOOD DECKING SLATS

072400.A 3-COAT CEMENT PLASTER
SYSTEM (W/ SMOOTH FINISH)

072400.F CONTROL JOINT

074213.G PANEL PROFILE - A

074213.H PANEL PROFILE - B

074213.J PANEL PROFILE - C

074213.K PANEL PROFILE - D (MECH
SCREEN)

081113.A HOLLOW METAL DOOR

081113.B HOLLOW METAL FRAME

084113.A ALUMINUM DOOR FRAME,
PREFINISHED

084113.B ALUMINUM DOOR, PREFINISHED

084413.A TYPE CW-A ALUMINUM CURTAIN
WALL WITH 2.5"x7.5" W/
HORIZONTAL STRUCTURAL
SEALANT GLAZING

084500.A TRANSLUCENT SANDWICH PANEL

085619.A ALUMINUM TICKET WINDOWS W/
COUNTER AND DEAL TRAY

088000.A 1" INSULATING GLASS UNIT (SEE
ELEV)

220000.AA FIRE DEPARTMENT CONNECTION
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260000.AC ADA PUSH BUTTON

260000.C DUPLEX RECEPTACLE

GT-01 1" INSULATING GLASS UNIT W/
LOW E (DARK)

GT-02 1" INSULATED TRANSLUCENT
GLASS (DARK TRANSLUCENT)

GT-03 1" INSULATING GLASS UNIT W/
LOW E (CLEAR)

GT-04 LEVEL 1 BULLET RESISTANT
GLASS
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Enlarged North Elevation
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Enlarged South Elevation at Glazing
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Exterior Finish
Legend:

= ANODIZED ALUMINUM "DARK BRONZE"
(REFER TO 084113 & 084413).

1.

(AA-01)

= ANODIZED ALUMINUM "LIGHT BRONZE"
(REFER TO 084113 & 084413).

(AA-02)

= ALL CEMENT PLASTER (WALLS)
"LIGHT GRAY" (REFER TO 072400)
UNLESS NOTED OTHERWISE.

(CP-01)

= ALL CEMENT PLASTER (SOFFITS) TO
MATCH DARK BRONZE METAL PANEL
(MP-01) (REFER TO A-701.1 & A-701.2).

(CP-02)

= GLASS TYPE DESIGNATION
REFERENCE ELEVATIONS FOR GLASS
DESIGNATION (REFER TO 088000).

GT- __

= ALL METAL PANEL IS "DARK BRONZE"
(REFER TO 074213) UNLESS NOTED
OTHERWISE.

(MP-01)

= EXTERIOR PAINT (REFER TO 099113)
TO MATCH "DARK BRONZE" METAL
PANEL (MP-01).

(PNT-01)

= EXTERIOR PAINT (REFER TO 099113)
TO MATCH "LIGHT GRAY" CEMENT
PLASTER (CP-01).

(PNT-02)

NOTE: REFER TO A-641 FOR 'EXTERIOR DOOR'
FINISHES.
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Los Angeles
Lakers
Headquarters

2275 Mariposa
El Segundo, California 90245

2014-015

Enlarged West Elevation

A-203

Scale:

Ref:

A-203
 1/8" = 1'-0"

A-101.1

1
Enlarged West Elevation (South Side)

057000.A EXTERIOR INTEGRAL FINS
(REMOVABLE 4"x2"x1/8" ALUMINUM
TUBE)

072400.A 3-COAT CEMENT PLASTER
SYSTEM (W/ SMOOTH FINISH)

072400.F CONTROL JOINT

074213.G PANEL PROFILE - A

074213.H PANEL PROFILE - B

074213.J PANEL PROFILE - C

074213.K PANEL PROFILE - D (MECH
SCREEN)

083323.A ROLLING STEEL DOOR
-INSULATED

084113.C ALUMINUM WINDOW FRAME,
PREFINISHED

084413.A TYPE CW-A ALUMINUM CURTAIN
WALL WITH 2.5"x7.5" W/
HORIZONTAL STRUCTURAL
SEALANT GLAZING

220000.AB OVERFLOW DISCHARGE

260000.AC ADA PUSH BUTTON

GT-01 1" INSULATING GLASS UNIT W/
LOW E (DARK)

GT-02 1" INSULATED TRANSLUCENT
GLASS (DARK TRANSLUCENT)

GT-03 1" INSULATING GLASS UNIT W/
LOW E (CLEAR)
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(North)
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(South)
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A-101.1

2
Enlarged West Elevation (North Side)
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Los Angeles
Lakers
Headquarters

2275 Mariposa
El Segundo, California 90245

2014-015

Overall Building Sections

A-301
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Overall Cross Section
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Overall Cross Section at Courtyard

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

072400.B SINGLE-COAT CEMENT PLASTER
(SOFFITS)

074213.A (VERTICAL) METAL WALL PANEL

075400.A PVC ADHERED ROOFING MEMBRANE

075400.B RIGID ROOF INSULATION

077100.B METAL COPING CAP

084113.A ALUMINUM DOOR FRAME, PREFINISHED

084500.A TRANSLUCENT SANDWICH PANEL

088000.A 1" INSULATING GLASS UNIT (SEE ELEV)

042000.A INTEGRAL COLOR CONCRETE MASONRY
UNITS (8"x16" FACE)

050300.A HOT-DIP GALVANIZING

051200.Q STEEL HOLLOW STRUCTURAL SHAPE
(HSS)

053100.A STEEL ROOF DECK

057000.B 1/8" ALUMINUM PLATE - PREFINISHED

057513.A GALVANIZED DECORATIVE METAL GRILLE
(SPONSOR SIGN)

061500.A WOOD DECKING SLATS
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Los Angeles
Lakers
Headquarters

2275 Mariposa
El Segundo, California 90245

2014-015

Overall Building Sections

A-302

Scale:

Ref:

A-302
 1/8" = 1'-0"

A-101
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Overall Longitudal Section (North)

Scale:

Ref:

A-302
 1/8" = 1'-0"

A-101
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Overall Longitudal Section (South)
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051200.Q STEEL HOLLOW STRUCTURAL SHAPE
(HSS)

053100.A STEEL ROOF DECK

054000.A COLD FORMED METAL CHANNEL
(GALVANIZED 16 GA.)

057000.A EXTERIOR INTEGRAL FINS (REMOVABLE
4"x2"x1/8" ALUMINUM TUBE)

061500.A WOOD DECKING SLATS

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

072400.B SINGLE-COAT CEMENT PLASTER
(SOFFITS)

074213.A (VERTICAL) METAL WALL PANEL

075400.A PVC ADHERED ROOFING MEMBRANE

075400.B RIGID ROOF INSULATION
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077100.B METAL COPING CAP
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084413.A TYPE CW-A ALUMINUM CURTAIN WALL
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Joint Sealant Note:
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THE BUILDING ENVELOPE THAT ARE POTENTIAL
SOURCES OF AIR LEAKAGE SHALL BE CAULKED,
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SEALED TO LIMIT INFILTRATION AND EXFILTRATION
(PER 2013 CALIFORNIA ENERGY CODE SECTION 110.7)
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NOTE (GLASS DESIGNATIONS):
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GLASS TYPE DESIGNATIONS (GT-00's)
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053100.A STEEL ROOF DECK

054000.A COLD FORMED METAL CHANNEL
(GALVANIZED 16 GA.)

054000.B COLD FORMED METAL STUD
(GALVANIZED 16 GA.)

057000.A EXTERIOR INTEGRAL FINS (REMOVABLE
4"x2"x1/8" ALUMINUM TUBE)

057000.B 1/8" ALUMINUM PLATE - PREFINISHED

057513.A GALVANIZED DECORATIVE METAL GRILLE
(SPONSOR SIGN)

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

072400.B SINGLE-COAT CEMENT PLASTER
(SOFFITS)

074213.A (VERTICAL) METAL WALL PANEL

074213.K PANEL PROFILE - D (MECH SCREEN)

075400.A PVC ADHERED ROOFING MEMBRANE

075400.B RIGID ROOF INSULATION

084113.A ALUMINUM DOOR FRAME, PREFINISHED

084113.C ALUMINUM WINDOW FRAME,
PREFINISHED

084413.A TYPE CW-A ALUMINUM CURTAIN WALL
WITH 2.5"x7.5" W/ HORIZONTAL
STRUCTURAL SEALANT GLAZING

084500.A TRANSLUCENT SANDWICH PANEL

088000.A 1" INSULATING GLASS UNIT (SEE ELEV)

260000.A LIGHT FIXTURE

GT-02 1" INSULATED TRANSLUCENT GLASS
(DARK TRANSLUCENT)
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Typical Enlarged Metal Panel
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Sections & Details at Player
Entrance
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A-311.1
 1 1/2" = 1'-0"

A-101.1

1
Plan Detail at Player Entry Column
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A-101.1
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Plan Detail at Hydro/Shower Column
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Elevation Detail At Ribbon Window
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Elevation Detail at Plaster & Curb
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Section Detail at Player Entry
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Ribbon Window Plan Detail at Jamb
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Plan Detail at Butt Glazed Mullion
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Section Detail at Player Entry Threshold
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Ribbon Window

033000.E CONCRETE FLOOR SLAB

033000.K PREFORMED JOINT FILLER

051200.A STEEL COLUMN

051200.B STEEL BEAM

051200.Q STEEL HOLLOW STRUCTURAL SHAPE
(HSS)

054000.A COLD FORMED METAL CHANNEL
(GALVANIZED 16 GA.)

061000.A FIRE-RETARDANT TREATED WOOD
BLOCKING

061600.A EXTERIOR WALL SHEATHING

071399.A SUB SLAB MEMBRANE COATING (REFER
TO ENV DWG'S)

072100.B RIGID WALL INSULATION

072100.C BATT INSULATION

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

072400.B SINGLE-COAT CEMENT PLASTER
(SOFFITS)

072400.D FLASHING

072400.F CONTROL JOINT

072726.C SPRAY MEMBRANE SYSTEM (OVERHANG
LESS THAN 6')

076200.A METAL FLASHING

078100.A CEMENTITIOUS SPRAY-ON
FIREPROOFING

079201.A SEALANT AND BACKER ROD

079201.E SEALANT

084113.C ALUMINUM WINDOW FRAME,
PREFINISHED

085210.A ALUMINUM RIBBON WINDOWS SYSTEMS
WITH 2 SIDE HORIZONTAL PRESSURE
BAR AND VERTICAL STRUCTURAL
SEALANT

087100.B ALUMINUM THRESHOLD, SET IN MASTIC

088000.A 1" INSULATING GLASS UNIT (SEE ELEV)

092900.A GYPSUM WALLBOARD, 5/8" UNO (TYPE
"X")

220000.C ROOF SUMP CONDUCTOR

Scale:

Ref:
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 1 1/2" = 1'-0"

A-311

2
Typical Cement Plaster Exterior Wall
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Fire Proofing Note:
REFER TO "FIRE RATING NOTES" ON SHEETS G003 AND
G003.1 FOR FIRE PROOFING (SPEC 078100)
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Joint Sealant Note:
ALL JOINTS, PENETRATIONS AND OTHER OPENINGS IN
THE BUILDING ENVELOPE THAT ARE POTENTIAL
SOURCES OF AIR LEAKAGE SHALL BE CAULKED,
GASKETED, WEATHER-STRIPPED OR OTHERWISE
SEALED TO LIMIT INFILTRATION AND EXFILTRATION
(PER 2013 CALIFORNIA ENERGY CODE SECTION 110.7)

1.

NOTE (GLASS DESIGNATIONS):

REFER TO A-201, A-202, A-203 FOR
GLASS TYPE DESIGNATIONS (GT-00's)

THE CURRENT DRAWINGS INDICATE
AN 'INSULATED-CORE METAL WALL
PANEL' SYSTEM WHICH WILL BE VOID
AFTER 'RAIN SCREEN' HAS BEEN
IMPLEMENTED. DETAILING FOR THE
'RAIN SCREEN' WILL BE UPDATED IN
AN UPCOMING ASI. (REFERENCE
DETAIL 2/A-311.2 - TYP.)
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A-311.2

NORTH

Area 1
(North)

Area 2
(South)

LS-01
S-111

FP-111
P-201
M-111
E-111
FA-111
SL-101
LV-111
SC-111
FS-101
ENV-001

LS-01
S-112

FP-112
P-202
M-112
E-112
FA-112
SL-102
LV-112
SC-112
FS-101
ENV-001

A-111

A-112

SOUTH

NORTH

075400.A PVC ADHERED ROOFING MEMBRANE

075400.B RIGID ROOF INSULATION

075400.C TAPERED ROOF INSULATION

075400.D MEMBRANE SHEET FLASHING

075400.K UNDERLAYMENT (5/8" DENSDECK ROOF
BOARD)

075400.L COVER BOARD (1/2" DENSDECK PRIME
ROOF BOARD)

075400.N MULTI-PURPOSE BUTYL TAPE

078100.A CEMENTITIOUS SPRAY-ON
FIREPROOFING

078100.C FIRESTOPPING

079201.A SEALANT AND BACKER ROD

079201.E SEALANT

084413.A TYPE CW-A ALUMINUM CURTAIN WALL
WITH 2.5"x7.5" W/ HORIZONTAL
STRUCTURAL SEALANT GLAZING

084413.F CURTAINWALL CLIP

084413.G ALUMINUM SILL EXTRUSION

084413.M EXTENDED VERTICAL CAP

088000.A 1" INSULATING GLASS UNIT (SEE ELEV)

088000.C 1" SPANDREL GLASS (SEE ELEV)

092900.A GYPSUM WALLBOARD, 5/8" UNO (TYPE
"X")

033000.E CONCRETE FLOOR SLAB

051200.B STEEL BEAM
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DECORATIVE METAL GRILL:DECORATIVE EXPANDED METAL:

Fire Proofing Note:
REFER TO "FIRE RATING NOTES" ON SHEETS G003 AND
G003.1 FOR FIRE PROOFING (SPEC 078100)

1.

Joint Sealant Note:
ALL JOINTS, PENETRATIONS AND OTHER OPENINGS IN
THE BUILDING ENVELOPE THAT ARE POTENTIAL
SOURCES OF AIR LEAKAGE SHALL BE CAULKED,
GASKETED, WEATHER-STRIPPED OR OTHERWISE
SEALED TO LIMIT INFILTRATION AND EXFILTRATION
(PER 2013 CALIFORNIA ENERGY CODE SECTION 110.7)

1.

NOTE (GLASS DESIGNATIONS):

REFER TO A-201, A-202, A-203 FOR
GLASS TYPE DESIGNATIONS (GT-00's)
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FACADE SCREEN PANEL
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Screen Panels:
ALL EXPOSED STEEL/PANEL/GRILLS TO BE PAINTED
(PNT-01) EXTERIOR PAINT (REFER TO 099113) TO
MATCH "DARK BRONZE" METAL PANEL (MP-01).
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Fire Proofing Note:
REFER TO "FIRE RATING NOTES" ON SHEETS G003 AND
G003.1 FOR FIRE PROOFING (SPEC 078100)

1.

Joint Sealant Note:
ALL JOINTS, PENETRATIONS AND OTHER OPENINGS IN
THE BUILDING ENVELOPE THAT ARE POTENTIAL
SOURCES OF AIR LEAKAGE SHALL BE CAULKED,
GASKETED, WEATHER-STRIPPED OR OTHERWISE
SEALED TO LIMIT INFILTRATION AND EXFILTRATION
(PER 2013 CALIFORNIA ENERGY CODE SECTION 110.7)

1.

Screen Panels:
ALL EXPOSED STEEL/PANEL/GRILLS TO BE PAINTED
(PNT-01) EXTERIOR PAINT (REFER TO 099113) TO
MATCH "DARK BRONZE" METAL PANEL (MP-01).
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Section and Details at
Sponsor Sign
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 1 1/2" = 1'-0"
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Facade Screen Panel Signage

057513.E GALVANIZED HEAVY DUTY HINGE

057513.F GALVANIZED STEEL PLATE

057513.H 3/8" ZINC PLATED MACHINE BOLT
AND NUT

061000.A FIRE-RETARDANT TREATED
WOOD BLOCKING

061600.A EXTERIOR WALL SHEATHING

072100.B RIGID WALL INSULATION

072100.C BATT INSULATION

072100.D NEOPRENE GASKET

072400.A 3-COAT CEMENT PLASTER
SYSTEM (W/ SMOOTH FINISH)

072400.B SINGLE-COAT CEMENT PLASTER
(SOFFITS)

072726.C SPRAY MEMBRANE SYSTEM
(OVERHANG LESS THAN 6')

072726.E MEMBRANE FLASHING

075400.A PVC ADHERED ROOFING
MEMBRANE

075400.B RIGID ROOF INSULATION

075400.C TAPERED ROOF INSULATION

075400.D MEMBRANE SHEET FLASHING

075400.K UNDERLAYMENT (5/8" DENSDECK
ROOF BOARD)

075400.L COVER BOARD (1/2" DENSDECK
PRIME ROOF BOARD)

075400.N MULTI-PURPOSE BUTYL TAPE

078100.A CEMENTITIOUS SPRAY-ON
FIREPROOFING

078100.C FIRESTOPPING

079201.A SEALANT AND BACKER ROD

079201.E SEALANT

084413.A TYPE CW-A ALUMINUM CURTAIN
WALL WITH 2.5"x7.5" W/
HORIZONTAL STRUCTURAL
SEALANT GLAZING

084413.G ALUMINUM SILL EXTRUSION

084413.M EXTENDED VERTICAL CAP

085210.A ALUMINUM RIBBON WINDOWS
SYSTEMS WITH 2 SIDE
HORIZONTAL PRESSURE BAR AND
VERTICAL STRUCTURAL SEALANT

088000.A 1" INSULATING GLASS UNIT (SEE
ELEV)

088000.C 1" SPANDREL GLASS (SEE ELEV)

092900.A GYPSUM WALLBOARD, 5/8" UNO
(TYPE "X")

101400.A SIGN TYPE A - WINDOW VINYL
SIGN (T.B.D.)

033000.E CONCRETE FLOOR SLAB

051200.A STEEL COLUMN

051200.B STEEL BEAM

051200.L STEEL ANGLE

051200.Q STEEL HOLLOW STRUCTURAL
SHAPE (HSS)

053100.A STEEL ROOF DECK

053100.C DECK CLOSURE ANGLE

054000.A COLD FORMED METAL CHANNEL
(GALVANIZED 16 GA.)

054000.B COLD FORMED METAL STUD
(GALVANIZED 16 GA.)

055000.M FASTENER

057000.A EXTERIOR INTEGRAL FINS
(REMOVABLE 4"x2"x1/8" ALUMINUM
TUBE)

057000.B 1/8" ALUMINUM PLATE -
PREFINISHED

057513.A GALVANIZED DECORATIVE METAL
GRILLE (SPONSOR SIGN)

057513.B GALVANIZED EXPANDED METAL

057513.C GALVANIZED STEEL PROFILE
(REMOVABLE)

057513.D GALVANIZED STEEL BAR FRAME
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Fire Proofing Note:
REFER TO "FIRE RATING NOTES" ON SHEETS G003 AND
G003.1 FOR FIRE PROOFING (SPEC 078100)
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Joint Sealant Note:
ALL JOINTS, PENETRATIONS AND OTHER OPENINGS IN
THE BUILDING ENVELOPE THAT ARE POTENTIAL
SOURCES OF AIR LEAKAGE SHALL BE CAULKED,
GASKETED, WEATHER-STRIPPED OR OTHERWISE
SEALED TO LIMIT INFILTRATION AND EXFILTRATION
(PER 2013 CALIFORNIA ENERGY CODE SECTION 110.7)

1.

NOTE (GLASS DESIGNATIONS):

REFER TO A-201, A-202, A-203 FOR
GLASS TYPE DESIGNATIONS (GT-00's)
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Plan Detail at North Fin/Metal Panel
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Enlarged Plan at Courtyard (Level 01)
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Enlarged Plan at Courtyard (Level 02)
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Enlarged RCP at Courtyard (Level 01)
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Enlarged Roof Opening at Courtyard
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033000.E CONCRETE FLOOR SLAB

033000.K PREFORMED JOINT FILLER

051200.A STEEL COLUMN

051200.B STEEL BEAM

051200.J STEEL FRAME SUPPORT

051200.L STEEL ANGLE

051200.Q STEEL HOLLOW STRUCTURAL SHAPE
(HSS)

053100.A STEEL ROOF DECK

053100.B STEEL FLOOR DECK

053100.C DECK CLOSURE ANGLE

054000.A COLD FORMED METAL CHANNEL
(GALVANIZED 16 GA.)

057000.B 1/8" ALUMINUM PLATE - PREFINISHED

061000.A FIRE-RETARDANT TREATED WOOD
BLOCKING

061000.B PRESERVATIVE TREATED WOOD
BLOCKING

061500.A WOOD DECKING SLATS

061600.A EXTERIOR WALL SHEATHING

072100.B RIGID WALL INSULATION

072100.C BATT INSULATION

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

072400.B SINGLE-COAT CEMENT PLASTER
(SOFFITS)

072726.C SPRAY MEMBRANE SYSTEM (OVERHANG
LESS THAN 6')

075400.A PVC ADHERED ROOFING MEMBRANE

075400.B RIGID ROOF INSULATION

075400.D MEMBRANE SHEET FLASHING

075400.K UNDERLAYMENT (5/8" DENSDECK ROOF
BOARD)

075400.L COVER BOARD (1/2" DENSDECK PRIME
ROOF BOARD)

075400.M VAPOR RETARDER

076200.A METAL FLASHING

078100.A CEMENTITIOUS SPRAY-ON
FIREPROOFING

078100.C FIRESTOPPING

079201.A SEALANT AND BACKER ROD

079201.C FIRE-RESISTIVE JOINT SEALANT

084131.A ALUMINUM FRAMED FOLDING SYSTEM
(EXTERIOR)

084413.A TYPE CW-A ALUMINUM CURTAIN WALL
WITH 2.5"x7.5" W/ HORIZONTAL
STRUCTURAL SEALANT GLAZING

084413.F CURTAINWALL CLIP

084413.G ALUMINUM SILL EXTRUSION
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Joint Sealant Note:
ALL JOINTS, PENETRATIONS AND OTHER OPENINGS IN
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(PER 2013 CALIFORNIA ENERGY CODE SECTION 110.7)
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Section & Details at
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A-363
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054000.A COLD FORMED METAL CHANNEL
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057000.B 1/8" ALUMINUM PLATE - PREFINISHED

061000.A FIRE-RETARDANT TREATED WOOD
BLOCKING

061000.B PRESERVATIVE TREATED WOOD
BLOCKING

061500.A WOOD DECKING SLATS

061600.A EXTERIOR WALL SHEATHING

072100.C BATT INSULATION

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

072400.B SINGLE-COAT CEMENT PLASTER
(SOFFITS)

072726.C SPRAY MEMBRANE SYSTEM (OVERHANG
LESS THAN 6')
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ROOF BOARD)

075400.M VAPOR RETARDER

075400.P HEAVY DUTY PVC NETTING WALKWAY
PAD

076200.A METAL FLASHING

077100.B METAL COPING CAP

078100.A CEMENTITIOUS SPRAY-ON
FIREPROOFING

078100.B INTUMESCENT COATING

079201.C FIRE-RESISTIVE JOINT SEALANT

079201.E SEALANT

081113.B HOLLOW METAL FRAME

087100.B ALUMINUM THRESHOLD, SET IN MASTIC

092216.B STEEL STUDS

092900.A GYPSUM WALLBOARD, 5/8" UNO (TYPE
"X")

NORTH

Area 1
(North)

Area 2
(South)

LS-01
S-111

FP-111
P-201
M-111
E-111
FA-111
SL-101
LV-111
SC-111
FS-101
ENV-001

LS-01
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FP-112
P-202
M-112
E-112
FA-112
SL-102
LV-112
SC-112
FS-101
ENV-001

A-111

A-112

SOUTH

NORTH

No. Description Date

1 50% CDs for Pricing 08/07/15

2 Plan Check 09/18/15

3 Back-Check #1 11/20/15

4 Back-Check #2 - ASI 008 01/08/16

5 Issued for Construction - ASI 010 01/22/16
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075400.B

075400.K

075400.M

053100.A
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051200.B
078100.A
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075400.D

075400.M

061000.A

061000.B

076200.A

075400.D

4
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2' - 6"

1 HR UL # P730

051200.B

Fire Proofing Note:
REFER TO "FIRE RATING NOTES" ON SHEETS G003 AND
G003.1 FOR FIRE PROOFING (SPEC 078100)

1.

Joint Sealant Note:
ALL JOINTS, PENETRATIONS AND OTHER OPENINGS IN
THE BUILDING ENVELOPE THAT ARE POTENTIAL
SOURCES OF AIR LEAKAGE SHALL BE CAULKED,
GASKETED, WEATHER-STRIPPED OR OTHERWISE
SEALED TO LIMIT INFILTRATION AND EXFILTRATION
(PER 2013 CALIFORNIA ENERGY CODE SECTION 110.7)
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Los Angeles
Lakers
Headquarters

2275 Mariposa
El Segundo, California 90245

2014-015

Sections & Details at Roof

A-384
Scale:

Ref:

A-384
 1 1/2" = 1'-0"

A-301

2
Partition Pocket

Scale:

Ref:

A-384
 1 1/2" = 1'-0"

A-384

1
Partition Track

Scale:

Ref:

A-384
 1 1/2" = 1'-0"

A-103

5
Clerestory Head / Sill (Lines 2 and 4)

051200.B STEEL BEAM

051200.C STEEL TRUSS

051200.Q STEEL HOLLOW STRUCTURAL SHAPE
(HSS)

053100.A STEEL ROOF DECK

053100.B STEEL FLOOR DECK

053100.C DECK CLOSURE ANGLE

054000.A COLD FORMED METAL CHANNEL
(GALVANIZED 16 GA.)

054000.D CLIP ANGLE

057000.A EXTERIOR INTEGRAL FINS (REMOVABLE
4"x2"x1/8" ALUMINUM TUBE)

057000.B 1/8" ALUMINUM PLATE - PREFINISHED

061000.A FIRE-RETARDANT TREATED WOOD
BLOCKING

061000.B PRESERVATIVE TREATED WOOD
BLOCKING

061000.L FIRE-RETARDANT TREATED PLYWOOD

061600.A EXTERIOR WALL SHEATHING

072100.C BATT INSULATION

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

072726.C SPRAY MEMBRANE SYSTEM (OVERHANG
LESS THAN 6')

075400.A PVC ADHERED ROOFING MEMBRANE

075400.B RIGID ROOF INSULATION

075400.C TAPERED ROOF INSULATION

075400.D MEMBRANE SHEET FLASHING

075400.K UNDERLAYMENT (5/8" DENSDECK ROOF
BOARD)

075400.L COVER BOARD (1/2" DENSDECK PRIME
ROOF BOARD)

075400.M VAPOR RETARDER

076200.A METAL FLASHING

076200.G 2 PIECE METAL FLASHING

077100.B METAL COPING CAP

078100.A CEMENTITIOUS SPRAY-ON
FIREPROOFING

078100.B INTUMESCENT COATING

079201.A SEALANT AND BACKER ROD

079201.C FIRE-RESISTIVE JOINT SEALANT

084413.A TYPE CW-A ALUMINUM CURTAIN WALL
WITH 2.5"x7.5" W/ HORIZONTAL
STRUCTURAL SEALANT GLAZING

084500.A TRANSLUCENT SANDWICH PANEL

088000.A 1" INSULATING GLASS UNIT (SEE ELEV)

092216.A DEFLECTION TRACK SECURED TO
STRUCTURE ABOVE

092216.B STEEL STUDS

092900.A GYPSUM WALLBOARD, 5/8" UNO (TYPE
"X")

102239.A FOLDING PANEL

102239.B PARTITION TRACK

102239.C SUSPENSION SYSTEM

Scale:

Ref:

A-384
 1 1/2" = 1'-0"

A-384

3
Partition Support

Scale:

Ref:

A-384
 1 1/2" = 1'-0"

A-103

4
Edge of Roof At Lines 2 and 5

NORTH
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(South)
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ENV-001
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No. Description Date

1 50% CDs for Pricing 08/07/15

2 Plan Check 09/18/15

3 Back-Check #1 11/20/15
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5 Issued for Construction - ASI 010 01/22/16



Roof Lower
134' - 0"
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230000.X

230000.V
230000.J

075400.E

075400.D

075400.E

051200.B
078100.A

TITAN (B) 4
200 / 3450
AS MANUFACTURED BY
KINETICS NOISE CONTROL, INC.
www.kineticsnoise.com

053100.A

230000.G

2"

055000.M
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054000.A
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NOTE: REFER TO P-232 FOR EQUIPMENT
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075400.A
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Fire Proofing Note:
REFER TO "FIRE RATING NOTES" ON SHEETS G003 AND
G003.1 FOR FIRE PROOFING (SPEC 078100)

1.

Joint Sealant Note:
ALL JOINTS, PENETRATIONS AND OTHER OPENINGS IN
THE BUILDING ENVELOPE THAT ARE POTENTIAL
SOURCES OF AIR LEAKAGE SHALL BE CAULKED,
GASKETED, WEATHER-STRIPPED OR OTHERWISE
SEALED TO LIMIT INFILTRATION AND EXFILTRATION
(PER 2013 CALIFORNIA ENERGY CODE SECTION 110.7)
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Los Angeles
Lakers
Headquarters

2275 Mariposa
El Segundo, California 90245

2014-015

Sections & Details At Roof

A-385

Scale:

Ref:

A-385
 1 1/2" = 1'-0"

A-103

5
Isolator

Scale:

Ref:

A-385
 3/4" = 1'-0"

A-103

2
Screen At South Clerestory

SEE DETAIL 15 / S-014
FOR ADDITIONAL INFORMATION

NORTH

Area 1
(North)

Area 2
(South)

LS-01
S-111

FP-111
P-201
M-111
E-111
FA-111
SL-101
LV-111
SC-111
FS-101
ENV-001

LS-01
S-112

FP-112
P-202
M-112
E-112
FA-112
SL-102
LV-112
SC-112
FS-101
ENV-001

A-111

A-112

SOUTH

NORTH

Scale:

Ref:

A-385
 1 1/2" = 1'-0"

A-385

10
Equipment Platform at Plumbing Tanks

Scale:

Ref:

A-385
 1/4" = 1'-0"

A-103

1
Roof Enlarged Plumbing Equipment

051200.A STEEL COLUMN

051200.B STEEL BEAM

051200.C STEEL TRUSS

051200.L STEEL ANGLE

051200.Q STEEL HOLLOW STRUCTURAL
SHAPE (HSS)

053100.A STEEL ROOF DECK

053100.C DECK CLOSURE ANGLE

054000.A COLD FORMED METAL CHANNEL
(GALVANIZED 16 GA.)

055000.M FASTENER

061000.A FIRE-RETARDANT TREATED WOOD
BLOCKING

061000.L FIRE-RETARDANT TREATED
PLYWOOD

061600.A EXTERIOR WALL SHEATHING

072100.C BATT INSULATION

072400.A 3-COAT CEMENT PLASTER SYSTEM
(W/ SMOOTH FINISH)

072726.C SPRAY MEMBRANE SYSTEM
(OVERHANG LESS THAN 6')

074213.A (VERTICAL) METAL WALL PANEL

075400.A PVC ADHERED ROOFING
MEMBRANE

075400.B RIGID ROOF INSULATION

075400.C TAPERED ROOF INSULATION

075400.D MEMBRANE SHEET FLASHING

075400.E TERMINATION CLAMPING BAR

075400.H PREFAB. ROOF PENETRATION
FLASHING COLLAR

075400.J CRICKET

075400.K UNDERLAYMENT (5/8" DENSDECK
ROOF BOARD)

075400.L COVER BOARD (1/2" DENSDECK
PRIME ROOF BOARD)

075400.M VAPOR RETARDER

076200.A METAL FLASHING

076200.G 2 PIECE METAL FLASHING

078100.A CEMENTITIOUS SPRAY-ON
FIREPROOFING

078100.B INTUMESCENT COATING

084500.A TRANSLUCENT SANDWICH PANEL

092216.B STEEL STUDS

092216.D STEEL RIGID FURRING CHANNEL

092900.A GYPSUM WALLBOARD, 5/8" UNO
(TYPE "X")

101400.E SIGN TYPE E - ROOF SIGN (T.B.D.)

230000.A ROOF TOP UNIT

230000.G PREFABRICATED ROOF CURB

230000.J METAL AIR DUCT

230000.V VIBRATION ISOLATOR

230000.X NEOPRENE PAD WITH STEEL
PRESSURE PLATE

230000.Y ROOF TOP UNIT SUPPORT FRAME

230000.Z ROOF TOP UNIT SUPPORT
PEDESTAL

No. Description Date

1 50% CDs for Pricing 08/07/15

2 Plan Check 09/18/15

3 Back-Check #1 11/20/15

4 Back-Check #2 - ASI 008 01/08/16

5 Issued for Construction - ASI 010 01/22/16
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160' - 6" +/-

ORNAMENTAL SCREEN
(TYP.) SEE SCREEN
WALL NOTE 2

SOLID SCREEN
WALL (TYP.) SEE
SCREEN WALL
NOTE 3
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5
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1
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ORNAMENTAL SCREEN AND GATES
SEE SCREEN WALL NOTE 2

A-390

5

A-390
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1
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 1
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" 

+
/-

Screen Wall Notes and Legend:
1/A-392 IS TO ONLY  SHOW INTENT OF GEOMETRY FOR 'SOLID
& ORNAMENTAL' SCREEN WALLS - ALL DIMENSIONS TO BE
VERIFIED PRIOR TO LAYING OUT

1.

REFER TO LANDSCAPE DWG'S FOR 'ORNAMENTAL SCREEN
WALLS AND GATES'.

2.

REFER TO STRUCTURAL DETAILS FOR 'SOLID SCREEN
WALLS'.

3.

PROPERTY LINE

ORNAMENTAL FENCE AND GATE(S)

SOLID SCREEN WALL

ALIGN TOP OF GATE W/ FENCING

8' - 0"

8
' -

 0
"

DOOR GATE NOTES:
Set: 66
Doors: DG-2

1 Removable Mullion 907 7' M57  RU
1 Exit Device ED4200S M110 630 RU
1 Exit Device ED4200S K157 M110 CT6B 630 RU
1 Interchangeable Core 8000- 626 RU
2 Pull RM2540-16 Mtg-Type 12XHD US32D RO
2 Door Closer 7500 600 x 689 NO
2 Bracket 7798 600 x 689
NO  2 Door Stop 481H US26D RO

Notes: Hinges are furnished by the gate supplier.

Install mullion in sleeve in ground. Provide
mechanism to secure mullion in place with a
padlock.

(REFER TO 087100 DOOR HARDWARE SPEC)

1
0
"

ALIGN TOP OF GATE W/ FENCING

4' - 0"

8
' -

 0
"

DOOR GATE NOTES:
Set: 67
Doors: DG1, DG3, DG4, DG5, DG6

1 Exit Device ED4200S K157 M110 CT6B 630 RU
1 Interchangeable Core 8000- 626 RU
1 Pull RM2540-16 Mtg-Type 12XHD US32D RO
1 Door Closer 7500 600 x 689 NO
1 Bracket 7798 600 x 689 NO
1 Door Stop 481H US26D RO

Notes: Hinges are furnished by the gate supplier.

(REFER TO 087100 DOOR HARDWARE SPEC)

1
0
"

ALIGN TOP OF GATE W/ SCREEN WALL

4' - 0"

8
' -

 0
"

1
0
"

4' - 4"SEE PLAN

DOOR GATE NOTES:
Set: 67
Doors: DG3, DG4, DG5, DG6

1 Exit Device ED4200S K157 M110 CT6B 630 RU
1 Interchangeable Core 8000- 626 RU
1 Pull RM2540-16 Mtg-Type 12XHD US32D RO
1 Door Closer 7500 600 x 689 NO
1 Bracket 7798 600 x 689 NO
1 Door Stop 481H US26D RO

Notes: Hinges are furnished by the gate supplier.

(REFER TO 087100 DOOR HARDWARE SPEC)

C-7

F-1

F-2

B-3C-6 C-5

C-4

D-3

D-2

D-1

C-1C-2A-1 D-4 B-1

B-2

E-1

Signage Matrix

WINDOW AND
PROJECTED

NON-PROJECTED
ROOF SIGN

IDENTIFICATION SIGNS

LED SIGNS

Sign Sign Sign Sign Sign Sign

Identification Type  Dimensions Area Height Location

  A-1   (Window) Vinyl Sign   6'-2" by 42'-8" 265 6 ft. 2 in. North

  B-1   (Projected) Integral Steel Sign   18'-2" by 92' 1,674 18 ft. 2 in. North

  B-2   (Projected) Façade Screen Panel   19'-6" by 95' 1,852 14 ft. 4 in.   East

  B-3   (Projected) Façade Screen Panel   18'-10" by 91' 1,716 18 ft. 10 in. South

  B-4   (Projected) Integral Steel Sign   18'-2" by 74'-8" 1,356 18 ft. 2in. West

  C-1   (Projected) Laser cut steel   2'-3" by 69' 159 2 ft. 3 in.   North Wall

  C-2   (Projected) Laser cut steel
  3'-8" by

118'-10" 449 3 ft. 8 in. North Mech. Wall

  C-3   (Projected) Laser cut steel   2'-2" by 92' 0 2 ft. 2 in. Not Used

  C-4   (Projected) Laser cut steel
  3'-2" by

122'-10" 390 3 ft. 2 in.   East Mech. Wall

  C-5   (Projected) Laser cut steel   3'-2" by 116'-8" 374 3 ft. 2 in.

  South Mech.

Wall

  C-6   (Projected) Laser cut steel   2'-2" by 91' 200 2 ft. 2 in. South

  C-7   (Projected) Laser cut steel   3'-4" by 118' 401 3 ft. 4 in. West

  D-1   Digital LED Scroll   2'-0"  by 75' 150 2ft. East

  D-2   Digital LED Scroll   2'-0"  by 75' 150 2ft.

  D-3   Digital LED Scroll   2'-0"  by 75' 150 2ft.

  D-4   Digital LED Scroll   6'-0" by 42'-8" 256 10ft

  E-1   Roof Sign   135' by 180' 24,300   135 Feet   Roof

  F-1   Pin mounted mtl leters   10' by 25' 250   10 Feet   SW Site Corner

  F-2   Pin mounted mtl leters   10' by 25' 250   10 Feet   W Site Corner

TOTAL S.F. 34,342

EXTERIOR SIGNAGE NOTE:
REFER TO MOST CURRENT ENTITLEMENT PACKAGE FOR SIGNAGE DESCRIPTIONS AND
CITY REQUIREMENTS - SEE SPECIFIC PLAN AMENDMENT REVISIONS - 01/05/15.

THE SIGNAGE IS PENDING REVIEW OF
THE OWNERSHIP AND CORPORATE
SPONSORS. DETAILING FOR SIGNS
WILL BE UPDATED IN AN UPCOMING
ASI. (REFERENCE DRAWING A-200 & A-
390 ALONG W/ GRAPHIC SIGNAGE
DRAWINGS - GS)

Pending (Sponsorship
Signage)
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7
Elevation at Single Door Gate (DG-3)
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Site Signage Plan

No. Description Date

1 50% CDs for Pricing 08/07/15

2 Plan Check 09/18/15
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LOCATIONS

ALL EXPOSED  METAL DECK & STRUTURAL STEEL
TO BE PAINTED (PNT-02) EXTERIOR PAINT (REFER
TO 099113) TO MATCH "LIGHT GRAY" CEMENT
PLASTER (CP-01).

ALL CEMENT PLASTER (WALLS) "LIGHT
GRAY" (REFER TO 072400) UNLESS
NOTED OTHERWISE.

1.

2.

3.

2

© 2014 ROSSETTI

Key Plan

Sheet Title

CAD FileProject Number

Sheet number

Project

Material Keynotes:

A

A

B

B

C

C

D

D

E

E

F

F

G

G

H

H

J

J

K

K

1

3

4

5

6

7

8

2

1

3

4

5

6

7

8

Consultant

Professional Seal

C
:\

R
O

S
S

E
T

T
I\
R

e
v
it

P
ro

je
c
ts

\2
0
1
4
_
0
1
5
 L

a
k
e
rs

 (
c
e
n

tr
a
l)

_
jw

a
k
e
m

a
n

.r
v
t

1
/2

5
/2

0
1
6
 3

:4
2
:3

2
 P

M

Los Angeles
Lakers
Headquarters
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2014-015

Section & Details at Covered
Parking

A-391
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 3/32" = 1'-0"

A-100

1
Plan at Covered Parking

Scale:

Ref:
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 3/32" = 1'-0"
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Roof Plan at Covered Parking

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

075400.A PVC ADHERED ROOFING MEMBRANE

075400.K UNDERLAYMENT (5/8" DENSDECK ROOF
BOARD)

099113.A PAINTED FINISH

101400.C SIGN TYPE C - PROJECTED LASER-CUT
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260000.A LIGHT FIXTURE

260000.J ELECTRICAL CONDUIT

042000.B CONCRETE MASONRY UNITS (SCREEN
WALL)

042000.C CONCRETE MASONRY BOND BEAM

042000.E GROUT FILL

042000.F STEEL REINFORCING (REFER TO STRUCT.
DWG'S)

051200.A STEEL COLUMN

051200.Q STEEL HOLLOW STRUCTURAL SHAPE
(HSS)

053100.A STEEL ROOF DECK

055000.B GALVANIZED MISCELLANEOUS STEEL
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North Elevation at Covered Parking
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East Elevation at Covered Parking (South Side)
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(North)
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(South)
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RCP at Covered Parking
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Detail at Covered Parking Screen Wall
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Screen Wall Sign Frame Profile
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Screen Wall Sign Frame Elevation
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Screen Wall Sign Frame Cap
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El Segundo, California 90245
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Section & Details at Covered
Parking

A-392
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 1/4" = 1'-0"
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Ornamental Fence & Covered Parking Elevation
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A-391

1
Enlarged Plan at Player Parking (Entry)
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 1/4" = 1'-0"
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2
Section at Covered Parking Gate (Entry)
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 1/4" = 1'-0"

A-101

10
Enlarged Plan at Player Parking (Exit)

Scale:

Ref:

A-392
 1/4" = 1'-0"

A-392

3
Elevation at Player Parking Entry Gate - East View

033000.S CONCRETE SLAB ON GRADE

042000.B CONCRETE MASONRY UNITS (SCREEN
WALL)

042000.F STEEL REINFORCING (REFER TO STRUCT.
DWG'S)

051200.A STEEL COLUMN

053100.A STEEL ROOF DECK

061500.A WOOD DECKING SLATS

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

260000.AB CARD READER

320000.E SITE BOLLARD

323119.C DOUBLE SWING GATE

323119.D CANTILEVERED SLIDING GATE

323119.G SWING OPERATOR

323119.H GALV STEEL POST

323119.J WOOD FENCING TO MATCH GATE

323119.K GATE WELDED BARREL HINGES (TYP OF 3
PER LEAF)

NORTH

Area 1
(North)

Area 2
(South)
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Elevation at Player Parking (Exit)
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 1/4" = 1'-0"
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Section at Covered Parking Screen Wall
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Ref:
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 1/4" = 1'-0"

A-101

4
Elevation Player Parking Entry Gate  - West View
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ALL EXPOSED  METAL DECK & STRUTURAL STEEL
TO BE PAINTED (PNT-02) EXTERIOR PAINT (REFER
TO 099113) TO MATCH "LIGHT GRAY" CEMENT
PLASTER (CP-01).

ALL CEMENT PLASTER (WALLS) "LIGHT
GRAY" (REFER TO 072400) UNLESS
NOTED OTHERWISE.

1.

2.

3.
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Los Angeles
Lakers
Headquarters

2275 Mariposa
El Segundo, California 90245

2014-015

Section & Details at Covered
Parking

A-392.1

033000.N CONCRETE STRUCTURE

042000.B CONCRETE MASONRY UNITS (SCREEN
WALL)

042000.C CONCRETE MASONRY BOND BEAM

042000.E GROUT FILL

042000.F STEEL REINFORCING (REFER TO STRUCT.
DWG'S)

051200.A STEEL COLUMN

051200.Q STEEL HOLLOW STRUCTURAL SHAPE
(HSS)

053100.A STEEL ROOF DECK

053100.C DECK CLOSURE ANGLE

061000.B PRESERVATIVE TREATED WOOD
BLOCKING

061500.A WOOD DECKING SLATS

061600.B EXTERIOR ROOF SHEATHING

072400.A 3-COAT CEMENT PLASTER SYSTEM (W/
SMOOTH FINISH)

075400.A PVC ADHERED ROOFING MEMBRANE

075400.D MEMBRANE SHEET FLASHING

076200.G 2 PIECE METAL FLASHING

076200.H METAL HAT CHANNEL

077100.A METAL COPING (FASCIA)

101400.G SIGNAGE - REFER TO ELEVATION AND
SIGNAGE PACKAGE

323119.C DOUBLE SWING GATE

323119.G SWING OPERATOR

323119.H GALV STEEL POST

323119.J WOOD FENCING TO MATCH GATE

323119.K GATE WELDED BARREL HINGES (TYP OF 3
PER LEAF)

323119.L GALV STEEL FRAMING

Scale:

Ref:

A-392.1
 1 1/2" = 1'-0"

A-392

5
Detail at Covered Canopy Screen Wall

Scale:

Ref:

A-392.1
 1 1/2" = 1'-0"

A-392

1
Detail at Covered Canopy Screen Wall

Scale:

Ref:

A-392.1
 1 1/2" = 1'-0"

A-392

2
Detail at Covered Canopy - West Side

Scale:

Ref:

A-392.1
 1 1/2" = 1'-0"

A-392

3
Detail at Covered Canopy - East Side

NORTH

Area 1
(North)

Area 2
(South)

Scale:

Ref:

A-392.1
 1/2" = 1'-0"

A-392

4
Plan Detail at Player Parking Entry Gate - South Wall

Scale:

Ref:

A-392.1
 1/2" = 1'-0"

A-392

7
Plan Detail at Player Parking Entry Gate - North Wall

Scale:

Ref:

A-392.1
 1/2" = 1'-0"

A-392

6
Plan Detail at Player Parking Entry Gate - Center

Scale:

Ref:

A-392.1
 1" = 1'-0"

A-392

8
Section - Player Parking Entry Gate

Scale:

Ref:

A-392.1
 1/4" = 1'-0"

A-391

9

Enlarged Plan at Player Parking (Entry) -
Foundations

REFER TO DET 1/A-392 FOR ADDITIONAL INFORMATION

No. Description Date

1 Back-Check #1 11/20/15

2 Back-Check #2 - ASI 008 01/08/16

3 Issued for Construction - ASI 010 01/22/16



EXISTING FIRE
HYDRANT

ORNAMENTAL FENCE (TYP.)

MODIFIED EXISTING DRIVEWAY

EXISTING POLE;
PROTECT IN PLACE AS REQUIRED BY
SCE STANDARD REQUIREMENTS
DURING CONSTRUCTION

EXISTING
TRANSFORMER

PROPERTY LINE

EXISTING EASEMENT

EXISTING OVERHEAD LINE
(ABOVE)

260000.AB
(W/ PEDESTAL)

320000.E

260000.A
(ABOVE)

HC ACCESS EASEMENT
(REFER TO SURVEY)

(MIN.)
15' - 0"

+/-
2' - 10 1/2"

(MIN.)
15' - 0"

35' - 8"

1' - 4 3/4"

(VERIFY W/

MANUF.)

(VERIFY W/

MANUF.)

1' - 4 3/4"
GATE OVERIDE
(VERIFY W/ FIRE LOCAL
MARSHAL)

BUILDING ADDRESS NUMBERS

A-393

10

260000.A

(E) CONC. WALK

323119.G

323119.G

323119.G

323119.G

A-393
2

6' - 8"

12' - 0"

320000.E

260000.AB
(W/ PEDESTAL)

PRE-FABRICATED GUARD
HOUSE - FINISH TO MATCH
'SCREEN WALL'

7
' -

 0
"

(M
IN

.)
1
5
' -

 0
"

3
7
' -

 0
"

E
Q

.
4
' -

 0
"

E
Q

.

(M
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.)

1
5
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3
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1
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"
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V
E

R
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Y
 W

/
M

A
N
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F

.

V
E

R
IF

Y
 W

/
M

A
N

U
F

.

GATE OVERIDE
(VERIFY W/ LOCAL
FIREMARSHAL)

"NO PARKING SIGN"
(REFER TO C-500)

(E
) 

C
O

N
C

. 
W

A
L
K

(E
) 

C
O

N
C

. 
W

A
L
K

323119.G

323119.G

323119.G

323119.G

PREFABRICATED GUARD
HOUSE - FINSH TO MATCH
SCREEN WALL

(P
E

R
 M

A
N

U
F

.)
1
2
' -

 5
 1

/2
" 

+
/-

6
" 

M
A

X
.

AS MANUFACTURED BY
PORTA-KING BUILDING SYSTEMS
www.portaking.com
(805) 399 0663

Level 1
100' - 0"

5.8

ORNAMENTAL
FENCING AND GATE

OPENING

19' - 6 1/2"

8
' -

 0
"

Level 1
100' - 0"

2
2
7
5

8
' -

 0
"

(SEE PLAN)
2' - 10" +/-SWING GATE (SEE PLAN)

(T
Y

P
.)

1
' -

 0
"

(R
E

F
E

R
 T

O
 C

IV
IL

)

6
" 

+
/-

ALIGN TOP OF GATE W/ FENCING

6
"

9
"

6
"

6
"

323119.C

320000.C

ADDRESS NUMBERS;
LASER CUT PROFILE (1INCH
THICK) W/ LIGHT BRONZE
FINISH (VERIFY W/ SIGNAGE
DESIGN DWG'S)

Level 1
100' - 0"

(V
.I
.F

.)

2
' -

 0
" 2
' -

 1
0
"

1' - 0" 5"

1' - 0"

2
' -

 1
0
"

4
"

R 3
 1

/2
"  

TYP

5"

REMOVABLE PLASTIC SLEEVE
W/ END CAP - DO NOT CORE HOLES
FOR POSTS

NON-SHRINK HIGH STRENGTH GROUT -
SLOPE GROUT TO PROMOTE DRAINAGE
AWAY FROM POST

1 1/2" DIA NPS - 316L STAINLESS STEEL
RAILING

FILL BASE OF PIPE WITH GROUT

(R
E

F
E

R
 T

O
 C

IV
IL

 D
W

G
'S

)
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Los Angeles
Lakers
Headquarters

2275 Mariposa
El Segundo, California 90245

2014-015

Entry Gates & Guard House

A-393

Scale:

Ref:

A-393
 1/8" = 1'-0"

A-100

1
Enlarged Entry Gate (Mariposa)

Scale:

Ref:

A-393
 1/8" = 1'-0"

A-100

5
Enlarged Entry Gate (Park View Rd.)

Scale:

Ref:

A-393
 1/4" = 1'-0"

A-393

2
Elevation at Guard House

Scale:

Ref:

A-393
 1/4" = 1'-0"

6
Sliding Gate Elevation (Typ.)

NORTH

Area 1
(North)

Area 2
(South)

260000.A LIGHT FIXTURE

260000.AB CARD READER

320000.C FENCING

320000.E SITE BOLLARD

323119.C DOUBLE SWING GATE

323119.G SWING OPERATOR

Scale:

Ref:

A-393
 1/2" = 1'-0"

A-393

10
Elevation at Address Numbers (Entry Gate)

Scale:

Ref:

A-393
 3/4" = 1'-0"

A-100

3
Site Railing

No. Description Date

1 50% CDs for Pricing 08/07/15

2 Plan Check 09/18/15

3 SCE Submission 10/02/15

4 Back-Check #1 11/20/15

5 Back-Check #2 - ASI 008 01/08/16

6 Issued for Construction - ASI 010 01/22/16



A-4012

SPONSOR'S
GALLERY

1037

3

SPONSOR'S
STRG
1037.1

3'
 - 

2 
1/

2"

ALIGN

1

L

M

N

K.4

9' - 0"18' - 6"

5'
 - 

9"

9' W x 12' H OPERABLE WALL
W/ 3" HOLLOW STEEL TUBE FRAME
WITH CENTER HUNG PIVOT
(REF. HW SET 45)

BLIND DOOR

PAINTED GWB

Level 1
100' - 0"

L M N

Bottom of Soffit
114' - 0"

K.4

FRAMELESS GLASS

(PAINTED GWB)

Level 1
100' - 0"

1

Bottom of Soffit
114' - 0"

12
' -

 0
"

CENTER PIVOT

OPERABLE WALL

1'
 - 

0"
8'

 - 
0"

1' - 6"
PULL HANDLE ON BOTH SIDES,

PULL TO MATCH ALL DEMOUNTABLE
SYSTEM DOORS & GLASS DOORS

12
' -

 0
"

A-401
5

4"

4"

IMPACT RESISTANT GWB
OR MDF W/ PNT TO
MATCH ELEVATOR
DOORS

1' - 6"

LADDER PULL SIMILAR
TO 12/A-450

1 
1/

2"ø 
1 

1/
4"

BACKING AT LADDER PULL
CONNECTION POINTS
PER 2 & 3/A454.3

ALIGN WITH
LOBBY WALL

OPERABILITY
1/4" VIF GAP FOR

4" x1-3/4"  16 GA  GALV. METAL STUD INFILL
PER TYPICAL DETAILS, SEE SHT. A-454.3

4" HOLLOW STEEL TUBE FRAME

FR
AM

IN
G

 D
IM

11
' -

 1
0 

1/
4"

EQ
EQ

EQ

4

A-401

4" x1-3/4"  16
GA  GALV.
METAL
BLOCKING

2" TO 3" DIA. STEEL PIPE FOR PIVOT
IF REQUIRED

VE
R

IF
Y 

W
IT

H
 H

AR
D

W
AR

E

1'
 - 

0"

VE
R

FI
Y 

W
/ H

AR
D

W
AR

E

6'
 - 

11
 1

/4
"

BACKING AT LEVEL
OF LADDER PULL
CONNECTION
POINTS, TYP PER 2
7 3/A454.3

5/8" IMPACT RESISTANT
GWB OR MDF W/ PNT
TO MATCH ELEVATOR DOORS

12
' -

 0
" F

IN
IS

H
ED

 W
AL

L 
O

PE
N

IN
G
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Los Angeles
Lakers
Headquarters

2275 Mariposa, El Segundo, California 90245

2014-015

Enlarged Plan and Elevations
at Sponsor's Gallery

A-401
Scale:
Ref:

A-401
 1/4" = 1'-0"
A-111

1 Level 1 - Sponsor's Gallery Enlarged Plan

Scale:
Ref:

A-401
 1/4" = 1'-0"
A-401

2 Sponsor's Gallery - West Elevation

Scale:
Ref:

A-401
 1/4" = 1'-0"
A-401

3 Sponsor's Gallery - South Elevation

NORTH

Area 1
(North)

Area 2
(South)

Scale:
Ref:

A-401
 1 1/2" = 1'-0"
A-401

4 Operable Wall Jamb Detail
Scale:
Ref:

A-401
 1/2" = 1'-0"
A-401

5 Operable Wall Framing

No. Description Date
1 50% CD'S For Pricing 08/07/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16
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A-402.1

2

1

5

4

A-402.1

A-402.210

9

11

A-402.2

1

2

A-402.2

3

4

LAKERS
LOCKERS

1019

A-402.2

5

A-402.18 10 A-402.111

A-402.1

9

EXTERIOR
COURTYARD

1031

VIDEO
ROOM
1032

PLAYERS
BREAKRM

1021
LAKERS
LOUNGE

1020

VISITOR'S
LOCKERS

1033.1

VISITOR'S
TLT/LOCKERS

1033

VEST.
1040.1

TLT
1035

TLT
1036

CHEF'S OFC.
1024

DRY STRG
1023

KITCHEN
1022

CLOSET
1027

HALL
1026

NW HALL
1040

JC
1025

STRG
1043

WEST HALL
1030 LAKERS LEGACY

1029

NE
HALL
1017

6
A-402.2

7
A-402.2

8
A-402.2

EQ EQ

6' - 6"

F.D.

4'
 - 

8"

1'
 - 

2"

AL
IG

N

1'
 - 

9"

SEE KITCHEN PLANS

3' - 2 1/2" 4' - 11"

11
"

10
' -

 4
"

3'
 - 

0"

F.D. F.D.

EQ EQ

2'
 - 

8"

2' - 0" 1' - 6"

24' - 0" 4' - 0" 12' - 9 1/4"

2'
 - 

0"

18
' -

 1
 1

/2
"

5'
 - 

0"
10

' -
 0

"
5'

 - 
0"

AL
IG

N
AL

IG
N

3' - 2 1/2"

1' - 6"

F.D.

F.D.

F.D. F.D. F.D.

2' - 7 1/2" 4' - 11" 4' - 5"

(5'-0" MIN CLR)

5' - 1 1/2" 4' - 6 3/4" 4' - 7" 4' - 1 1/2"

(5'-0" MIN CLR)

5' - 1"

1'
 - 

6"

4'
 - 

8 
1/

2"
2'

 - 
11

 1
/4

"

5'
 - 

0"

TA-3 TA-2

TA-7B
TA-1

TA-13B

1'
 - 

6"

1' - 6"

TA-6

EQ EQ

TA-6

TA-14A
TA-15

TA-17

TA-7A
TA-2

TA-6 TA-1

TA-13B
TA-3

1'
 - 

0"

1' - 9"

1' - 6"

1'
 - 

0"

TA-3

TA-13B

TA-6 TA-1

TA-2

1'
 - 

3"

1' - 9"
1' - 6"

TA-16 TA-16 TA-16

TA-17 TA-17

LOCKERS (CF/CI)

TA-1

3
A-442.1

5' - 6"5' - 6"

5' - 8"5' - 6"

3' - 2"

A-402.1

7

1 1/2"

6"
2'

 - 
2"

2' - 0" 2' - 0"EQ EQ EQTA-3A

TA-3A

TLT
1044

ALIGN

ALIGN

ALIGN

AL
IG

N

2 3 4

K

L

M

3.5

N

K.4

J

2' - 2"

2'
 - 

2"

LOCKERS (CF/CI)

1'
 - 

11
"

7"

1' - 4 1/4"1' - 4 1/4"

6' - 6 3/4"

8"

3' - 10 3/4"

3' - 2 1/4"

A-458
C1

TYP.

ELEC. FLOOR BOX

6' - 2 3/4"

1'
 - 

6 
1/

2"

1' - 5 1/2"

48
" M

IN
. C

LR
.

1' - 10"

6a

A-402.1

6b

AL
IG

N

AL
IG

N

A-402.112

CLR

2' - 0"

12' - 2 1/4"

1' - 6"

1' - 0" 2' - 0"

1'
 - 

5"

TA-9C

3'
 - 

6"

3'
 - 

4" 6'
 - 

5 
3/

4"

PROVIDE CHAIR WITH ROLL-AWAY
CASTERS FOR WHEELCHAIR SEAT

PROVIDE PLAQUE W/
"COMPANION SEAT" LABEL
ON ARM REST

PROVIDE CHAIR WITH ROLL-AWAY
CASTERS FOR WHEELCHAIR SEAT

PROVIDE PLAQUE W/
"COMPANION SEAT" LABEL
ON ARM REST

PROVIDE PLAQUE W/
"SEMI-AMBULATNT SEAT" LABEL
ON ARM REST

4' - 0"

2'
 - 

6"

4' - 0"

2' - 6"

C
LR

. A
IS

LE

3'
 - 

9 
1/

4"

C
LR

. A
IS

LE

3'
 - 

9 
1/

4"

ALD ALD

REF. 27 60 00 FOR ASSISTIVE
LISTENING DEVICE (ALD) REQ'MTS.
(38)SEATS INDICATED = (2) ALD REQ'D,
& (2) ALD PROVIDED

9" MIN. HIGH CLR. TOE SPACE EXTENDS 6"
BEYOND 60" X 59" ACCESSIBLE  SPACE
AT ONE SIDE OF ACCESIBLE PARTITION

2'
 - 

10
 1

/4
"

B2

A-458

TYP.
B1

A-458

TYP.

2' - 0"

10
A-452

M
IN

8'
 - 

4 
3/

4"

CLR

1' - 7"

1'
 - 

5 
1/

4"

12
' -

 1
0"

2'
 - 

4"
6"

6' - 2"

3' - 2 1/2"

6'
 - 

0"

13
' -

 6
"

11' - 3" 5' - 8 3/4"

11
' -

 9
"

3' - 0 1/4"

2' - 0 1/2"6'
 - 

5 
3/

4"

ø 5' - 0"

ø 5' - 0
"

1' - 6" MIN

2'
 - 

4"

1' - 8 1/4"

1'
 - 

6 
1/

2"

3"

TOD +99' 11 1/2"
TYP @ KITCHEN

TOD +99'-11 1/2"
TYP.

TOD +99'-11"
TYP. @ SHOWER

17' - 0"

8"

8"

60" CLR

5' - 0"

(60" MIN)

5' - 3"

TA-7A

8"

3'
 - 

6"
8"

3' - 0" 7 1/2"

10' - 6"

7'
 - 

7 
1/

2"

4'
 - 

6 
1/

2"
4'

 - 
5"

6'
 - 

4 
1/

4"

+7"
+14"

+21"

+0"

7' - 8 3/4"

(60" MIN)

6' - 6 3/4"

(60" MIN)

5' - 3 1/2"

3' - 7 3/4"

3
A-451

6
A-450.1

1
A-451

1' - 11" 2' - 1" 6' - 4" 1' - 8" 24' - 0" 12' - 0"12' - 0" 40' - 0"

2'
 - 

11
 1

/4
" A-402.2

2
Sim

CURTAIN POCKET CURTAIN POCKET

2' - 0"

--

A-402.113

3

10
A-451

4a

2' - 8"

2' - 3"

ALIGN

AL
IG

N

2' - 10"

- SEE FINISH AND TOILET ACCESSORY SCHEDULES.

- SEE FURNITURE / EQUIPMENT PLANS, SHEET A-811, 812, 821, 822

Typical Notes:

- SEE SHEET  G-005 & G-005.1  FOR TYP. ADA REQUIREMENTS

- PER 12 61 00-2.3.M:
PROVIDE A ROLLAWAY CHAIR FOR EACH WHEELCHAIR SPACE.
PROVIDE TWO CHAIRS WITH FOLDING ARMREST ON AISLE SIDE WHERE
INDICATED & IDENTIFY WITH SIGN OR MARKER.
PROVIDE TWO CHAIRS WITH RETRACTABLE ARM.

ACCESSIBLE SEATING CALCULATION
(38) SEATS ARE INDICATED IN VIDEO ROOM 1032:
(2) WHEEL CHAIR SEATS ARE REQUIRED & (2) ARE PROVIDED: (2) ROLL
AWAY SEATS ARE ALSO PROVIDED.
(2) WHEEL CHAIR COMPANION SEATS ARE REQUIRED & (2) ARE
PROVIDED.
(2) SEMI-AMBULANT SEATS ARE REQUIRED & (2) ARE PROVIDED.

ASSISTIVE LISTENING DEVICE CALCULATION
(38) SEATS ARE INDICATED IN VIDEO ROOM 1032:
(2) ASSISTIVE LISTENING DEVICES (ALD) ARE REQUIRED &
(2 RECEIVERS W/ 1 TRANSMITTER) ARE PROVIDED.
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1" X 3" TONGUE AND GROOVE
WOOD FLOOR

MTL ANGLE SUPPORT FOR
METAL PANA-441.2

3
TYP.

FLUSH FLAT HEAD
SPANNER SCREWS

1/4" REVEAL

ELEVATION

GUARDRAIL IN FOREGROUND

1" MAX

R 1/2"

(7
" M

AX
)

TY
PI

C
AL

R
IS

ER
 @

 6
.9

6"

(11" MIN)

TYPICAL
TREAD @ 11.05" 1" MAX

1' - 0"

"USG Structural Panel Concrete Subfloor"
or similar non combustible floor sheathing.
(BOD non-combustible per ASTM E136)

BEAM SEE STRUCTURAL

EDGE OF STRUCTURAL SLAB

FINISH AS SCHEDULED

GLASS GUARD & ALUM CAP
W/ ALUM HANDRAIL

FIRE SPRINKLER
PIPE

1" NOSING, TYP
(R+1/2")

2 1/2" MTL STUD
@ 12" OC W/ 5/8"
GYP BD, PNT

4"

LEVEL 02

CLG. HT.

1' 
- 4

"

WD-X ON PLYWOOD

GYP. BD ON METAL
FRAMING. PTD AS SCHED.

3 1/2"

TREAD

R
IS

ER

1/2" THK. X 1-1/4" STAINLESS STEEL W/ #6 BRUSHED
FINISH SUPPORT POST FOR HANDRAIL EXTENSION

SEE FINISH
SCHEDULE FOR
FINISH FLOOR

WELD SUPPORT POST TO
EMBED PLATE

SCRIBE TILE AROUND
SUPPORT POST 1/4" MAX JOINT
FILL W/ TILE GROUT

FINISH AS SCHEDULED

CONCRETE SLAB ON
METAL DECK,
SEE STRUCT.

SLAB EDGE,
PER
STRUCTURAL

S.STL. 1'-1/2" O.D. HAND RAILING
TUBING FINISH TO MATCH
ARCHITECT SAMPLE

S.STL. 1-1/2" x 3/4" HAND RAIL POST

1/2" GLASS RAILING

1/2" GLASS RAILING

2'-10" ABOVE
FINISH FLOOR

BEVELED POLISHED GLASS EDGE
42" ABOVE
STAIR RISER

EDGE OF SLAB &
SUPPORT STEEL

A-441.2
3

TYP.

3"1 3/4"

FORMED ALUM.
PANEL, SHOP PAINT

FINISH AS SCHEDULED

CONCRETE SLAB ON
METAL DECK,
SEE STRUCT.

L 6" X 3.5" X
5/16" WELD TO
BEAM

S.STL. 1'-1/2" O.D. HAND RAILING
TUBING FINISH TO MATCH
ARCHITECT SAMPLE

S.STL. 1-1/2" x 3/4" HAND RAIL POST

1/2" GLASS RAILING

1/2" GLASS RAILING

2'-10" ABOVE
FINISH FLOOR

BEVELED POLISHED GLASS EDGE
42" ABOVE
STAIR RISER

EDGE OF SLAB &
SUPPORT STEEL

A-441.2
3

TYP.

1 3/4"

FORMED ALUM.
PANEL, SHOP PAINT

3"

1 1/2"

RAILING POST

2
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West Stair Details (Lobby)

A-441.2Scale:
Ref:

A-441.2
 3" = 1'-0"
A-441

1 GLASS GUARD & HAND RAIL @ STAIR LANDING

Scale:
Ref:

A-441.2
 3" = 1'-0"
A-441

9
GLASS GUARD & HAND RAIL @ BALCONY, STAIR
& INTERMEDIATE LANDING

Scale:
Ref:

A-441.2
 3" = 1'-0"

5 GLASS HANDRAIL DETAIL

Scale:
Ref:

A-441.2
 1 1/2" = 1'-0"
A-441.1

2 STAIR & RAIL DETAIL @BOTTOM  LANDING

Scale:
Ref:

A-441.2
 1 1/2" = 1'-0"
A-441

6 STAIR DETAIL @TOP LANDING

Scale:
Ref:

A-441.2
 1 1/2" = 1'-0"
A-441.2

3 STAIR POST ANCHOR DETAIL AT CONC SLAB

Scale:
Ref:

A-441.2
 3" = 1'-0"
A-441.1

8 GLASS GUARDRAIL @ BALCONY (ALT)
Scale:
Ref:

A-441.2
 3" = 1'-0"
A-121

7 GLASS GUARDRAIL @ BALCONY

NORTH

Area 1
(North)

Area 2
(South)
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A-442

STAIR EAST
21195'

 - 
0"

10
 T

R
EA

D
S 

@
 1

1"

9'
 - 

2"

5.8

H

J

ROOF ACCESS
LADDER, SEE
A-382

5' - 3"
STAIR WIDTH

5' - 0" MIN CLR

1'
 - 

6"
1'

 - 
0"

6
A-442

STAIR SOUTH
2094

1' - 0"

3

A

7

A-442.2

TYP. 10

A-454

TYP.

5' - 0"

10 TREADS @ 11"

9' - 2"

DOWNDOWN

TICKET OFFICE BELOW

A-442.1
2

TYP.

2HR  ENCLOSURE AROUND
DRAIN PIPE

2HR  ENCLOSURE BELOW STAIR

Level 1
100' - 0"

Level 2
118' - 0"

2 3

A-442.2
3

TYP.

A-442.2
4

O.H.

A-442.2
1

O.H.

16' - 2 3/4" 22' - 5" 6' - 0 1/4"

2HR SOMD FLOOR ASSEMBLY,
TYP AT LEVEL 2 THROUGHOUT
BUILDING, SEE  LS-01 & A

22' - 2 1/2"16' - 8 3/4"

19 TREADS @ 11"

17' - 5" 5' - 0"

10 TREADS @ 11"

9' - 2"

11
  E

Q
 R

IS
ER

S 
(7

" M
AX

)

6'
 - 

4 
3/

4"

20
 E

Q
 R

IS
ER

S 
(7

" M
AX

)

11
' -

 7
 1

/4
"

2HR SOMD FLOOR ASSEMBLY,
TYP AT LEVEL 2 THROUGHOUT
BUILDING,
SEE  LS-01 & A

STAIR SOUTH
2094

STAIR SOUTH
1061

TICKETS
1062

A-454
4

SIM

A-454
8

A-454.2
6

SIM (12" MIN)
1' - 2 3/4"

(3
4"

 - 
38

")

2'
 - 

10
"

(12" MIN)
1' - 2 1/4"

11"

(3
4"

 - 
38

")

2'
 - 

10
"

1' - 0"

(3
4"

-3
8"

)

2'
 - 

10
"

7
A-442

STAIR EAST
1087

STRG
1086

WEIGHT
TRAINING

1084

STRENGTH
TRAINING +

ASSIST
1085

EAST
LOBBY

1001

5.8

H

J

STAIR WIDTH

5' - 0" MIN CLR

5' - 3"

2'
 - 

4"

19
 T

R
EA

D
S 

@
 1

1"

17
' -

 5
"

6
A-442

STAIR SOUTH
1061

TICKETS
1062

23' - 5 1/2" 13' - 2"1' - 11"

2 3

A

ST
AI

R
 W

ID
T H

5'
 - 

0"
 M

IN
 C

LR

1' - 0" 5' - 5 1/4"

10

A-454

TYP.

19 TREADS @ 11"

17' - 5"

DOWN

EXHIBITION
1060

2'-10"  T.O.COUNTER

19 TREADS @ 11"

17' - 5" 5' - 0"

10 TREADS @ 11"

9' - 2"

2'
 - 

10
"

Level 1
100' - 0"

Level 2
118' - 0"

Roof Lower
134' - 0"

Roof Upper
141' - 0"

HJ

19' - 7 3/4"

3'
 - 

6"
6'

 - 
6"

1'
 - 

5 
1/

4"
7'

 - 
10

 1
/4

"

2'
 - 

10
"

1' - 0"11"

1' - 0"

2'
 - 

10
"

11
 E

Q
 R

IS
ER

S 
(7

" M
AX

)

6'
 - 

4 
3/

4"

20
 E

Q
 R

IS
ER

S 
(7

" M
AX

)

11
' -

 7
 1

/4
"

A-442.1
2

TYP.

A-442.1
2

TYP.

7'
 - 

8 
1/

2"

A-454
4

SIM

1 HR ENCLOSURE BELOW STAIR

10
' -

 0
"

6'
 - 

6 
3/

4"

2
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Enlarged Plan & Sections at
Stair (South & East)

A-442
Scale:
Ref:

A-442
 1/4" = 1'-0"
A-121

3 Level 02 Stair 2310 Plan

Scale:
Ref:

A-442
 1/4" = 1'-0"
A-121

4 Level 02 Stair 2247 Plan

Scale:
Ref:

A-442
 1/4" = 1'-0"
A-442

6 Stair South - Section

Scale:
Ref:

A-442
 1/4" = 1'-0"
A-111

2 Level 01 Stair 1067 Plan
Scale:
Ref:

A-442
 1/4" = 1'-0"
A-111

1 Level 01 Stair 1073 Plan

Scale:
Ref:

A-442
 1/4" = 1'-0"
A-442

7 Stair 1067/ 2210 Section

Keynote Legend
Key Value Keynote Text

NORTH

Area 1
(North)

Area 2
(South)
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STAIR NOSING

ST
AI

R
 F

LI
G

H
T

RUN = # TREAD x 11"

1'-11" 11"

UP

2

A-442.1

TYP.

WALL
HANDRAIL

WALL HANDRAIL WITH
1'-11" MIN. TOTAL
EXTENSION BEYOND
LOWEST NOSING
WHERE RAIL TURNS
CORNER

A ELEVATION B SECTION

LINE OF
WALL

1/4" THK X 3" DIA
PAINTED  WALL

FLANGE

1/2" DIA PAINTED
ELBOW SUPPORT

1 1/2" O.D. PAINTED
PIPE HANDRAIL

5/8"5/8"

5/8
"

1 1/2" O.D. PAINTED PIPE

FACE OF WALL

1 1
/2"

1'-11" @ BOTTOM OF STAIR (12" PLUS TREAD WIDTH)

1'-0" @ TOP OF STAIR

1/4" PAINTED BRACKET

SPACE INTERMEDIATES
EQUALLY @ 4" MAX

2' 
- 1

0"

1' - 0"

TOP OF RUN/LANDING

BOTTOM OF RUN
2' 

- 1
0"

12" + TREAD WIDTH

1' - 11"

1-1/2" DIA PAINTED  PIPE
HANDRAIL

2'
 - 

10
"

SPACE INTERMEDIATES
EQUALLY @ 4'-0" MAX

1-1/2" CONTRASTING STRIPE AT
FIRST TREAD AND LANDING

5
A-442.1

A-442.1
4

TYP.

A-442.2
5

TYP.

A-442.2
6

TYP.

[CPT-7]

1" X 1 1/2" ALUM
CLOSURE  ANGLE

FINISH FLOOR
PER  A07-02

[CPT-7]

"USG Structural Panel Concrete Subfloor"
or similar non combustible floor sheathing.
(BOD non-combustible per ASTM E136)

3-5/8" OR 4" X 16 GA MTL STUDS @
16" O.C., TYP.

WALL FINISH PER PLAN

7"
7"

7"

6" 16 GA MTL STUDS  @ 16" O.C.

3-5/8" OR 4" X 16 GA MTL STUD
DIAGONAL BRACING @ 48" O.C., TYP.

4X PT BLOCKING FOR  FIXED SEATING SUPPORT

PLAM

FINISH FLOOR

3/4" SUBSTRATE

4" 16 GA MTL STUDS @ 16" O.C.

STAIRCASE

8"
6"

MTL. BRACKET

2
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Stair Details

A-442.1
Scale:
Ref:

A-442.1
 1/2" = 1'-0"

1
HANDRAIL LAYOUT -
EXTENT OF HANDRAIL @ LOWER LANDING

Scale:
Ref:

A-442.1
 6" = 1'-0"
A-442.1

4 RAIL BRACKET ELEV/SECT
Scale:
Ref:

A-442.1
 6" = 1'-0"
A-442.1

5 RAIL BRACKET PLAN

Scale:
Ref:

A-442.1
 1" = 1'-0"
A-442

2 HANDRAIL EXTENSION
Scale:
Ref:

A-442.1
 3" = 1'-0"
A-402

3 VIDEO ROOM RAISED PODIUM SECTION

NORTH

Area 1
(North)

Area 2
(South)

Scale:
Ref:

A-442.1
 3" = 1'-0"
A-441.1

6 BANQUETTE BELOW STAIR AT LOBBY SECTION
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2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
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W BEAM
SEE
PLANS

METAL DECK,
SEE PLANS

CONT. P 1/2"x4" W/ (2)3/4-10
TAPPED HOLES

L

T.O.C.

STAIR DOWN

E.O.S.

STRINGER

CONCRETE PAN
OR TREAD PLATE
STAIR (CONCRETE
PAN SHOWN)

CONT. BENT P  5 1/2"x3/8"
3/8" NOTCH @ VERTICAL
LEG TO ALLOW WELD TO
CONT. P 1/2"

1/2"Ø A307 BOLT
@12"O.C.

DO NOT WELD W/IN 6"
OF EITHER END OF 4" P

STRINGER ADJACENT TO
WALL SHALL BE NOTCHED
FLUSH W/ T.O.C.

(2)3/4"Øx3" THREADED
BOLTS W/ NUT PER
STRINGER. 1/2"Øx3" STUD
@ 12"0.C. BTWN. BOLTS

GRID

P  TO  P
1/4   2-12

P  TO BEAM
IN LIEU OF
1/2"Ø BOLT

1 1/2" 11" MIN.L

L L

1 1/2" MAX.

1/4   2-12

SL
AB

 D
EP

TH

5 
1/

2"
  T

YP
.

L

L

A-442.2
8

TYP.

9

A-442.2

TYP.
O.H.

11

A-442.2

TYP.

L

MAX.
1"2"

2" PAINTED CONTRASTING
WARNING STRIP @ TOP TREAD.
RUNS FULL WIDTH OF STAIRS

STAIR UP

W BEAM
SEE PLANS

CONT.  P 1/2"x4" W/
(2) 3/4-10 TAPPED
HOLES

CONCRETE PAN OR
TREAD PLATE STAIR
(CONCRETE PAN
SHOWN)

E.O.S.

STRINGER

T.O.C.

CONT. BENT P 5 1/2"x3/8" W/ 1/2"Ø
A307 BOLT @12"O.C. TO W BEAM.
3/8" NOTCH @ VERTICAL LEG TO
ALLOW WELD TO CONT P 1/2"

DO NOT WELD W/IN 6"
OF EITHER END OF 4" P

(2)3/4"Øx3" THREADED BOLTS
W/ NUT PER STRINGER
1/2"Øx3" STUD @12"O.C.
BTWN BOLTS

GRID

 1/4        2-12
P  TO P

⅊ TO ⅊

IN LIEU OF
1/2"Ø BOLT

L L

L

METAL DECK, SEE PLANS

L

L

DO NOT WELD W/IN 6"
OF EITHER END OF 4" P

 1/4        2-12

L

L

11" MIN. 1 1/2"

 1/4        2-12

MAX.
1 1/2"

9

A-442.2

TYP.

11

A-442.2

TYP.

2" PAINTED CONTRASTING
WARNING STRIP @
BOTTOM TREAD. RUNS
FULL WIDTH OF STAIRS

1" MAX.
2"

STAIR DOWN

METAL DECK,
SEE PLANS

T.O.C.

NOTE:

MC8

CONCRETE PAN OR
TREAD PLATE STAIR
(CONCRETE PAN SHOWN)

GRID

⅊ TO ⅊

⅊ TO C6

CONT. P 1/2"x4" W/ (2)3/4-10
TAPPED HOLES

STRINGER ADJACENT TO
WALL SHALL BE NOTCHED
FLUSH W/ T.O.C.

CONT. P 1/2"x3 1/2"

L

L

(2)3/4"Øx3" THREADED
BOLTS W/ NUT PER
STRINGER. 1/2"Øx3" STUD
@ 12"0.C. BTWN. BOLTS

DO NOT WELD W/IN 6"
OF EITHER END OF 4" P

1/4   2-12

L

STRINGER

LANDING WIDTH 1 1/2". 11" MIN.

SL
AB

 D
EP

TH
4"

 T
YP

.

9

A-442.2

TYP.

11

A-442.2

TYP.

FOR WELDS NOT SHOWN, SEE DET. 1/-

2" PAINTED CONTRASTING
WARNING STRIP @ TOP TREAD.
RUNS FULL WIDTH OF STAIRS

MAX.
1"

2"

9

A-442.2

TYP.

11

A-442.2

TYP.

STAIR UP

METAL DECK,
SEE PLANS

T.O.C.

MC8

CONCRETE PAN OR
TREAD PLATE STAIR
(CONCRETE PAN SHOWN)

STRINGER

SIM.

⅊ TO ⅊

GRID

P TO C6

P TO C6

STRINGER TO
C6 & P

1/4   2-12

1/4   2-12

NOTE:
FOR WELDS NOT SHOWN, SEE DET. 2/-

1/4   2-12

1/4

CONT. P 1/2"x4" W/ (2)3/4-10
TAPPED HOLES

DO NOT WELD W/IN 6"
OF EITHER END OF 4" PL

CONT. P 1/2"x3 1/2"L

(2)3/4"Øx3" THREADED
BOLTS W/ NUT PER
STRINGER. 1/2"Øx3" STUD
@ 12"0.C. BTWN. BOLTS

SL
AB

 T
H

K.
4"

 T
YP

.

11" MIN. 1 1/2" LANDING WIDTH

L

L

L

L

2" PAINTED CONTRASTING
WARNING STRIP @
BOTTOM TREAD. RUNS
FULL WIDTH OF STAIRS

MAX.
1"

2"

L3x3x1/4"x 0'-6"
W/ 9/16"x 1 1/2"
SLOTTED HOLE.
INSTALL ON
INSIDE FACE OF
STRINGER

1/2"Ø EXPANSION ANCHOR,
2 1/2" MIN. EMBEDMENT.

PROVIDE ACCESS HOLE FOR
EXPANSION ANCHOR INSTALLATION.
COVER AND TACK WELD PRIOR TO
CONCRETE PLACEMENT

2" PAINTED CONTRASTING
WARNING STRIP @
BOTTOM TREAD. RUNS
FULL WIDTH OF STAIRS

1/4 1 1/2
3 SIDES

1"  MAX.2"

RISER TO
TREAD, TYP.

TREAD TP
STRINGER,
TYP.

RISER TO
TREAD, TYP.

1/8         1
TREAD T0
STRINGER,
TYP.

1/8         1-12

1/8         2

1/8         1-12

MAX.

1 1/4" 11" MIN.

2"
6"

 M
IN

.
7"

 M
AX

.

(2) 5/8" SHEET ROCK
S.A.D.

SLAB EDGE

W BEAM
SEE PLAN

STAIR
STRINGER

STAIR TREADS

℄ BEAM
E.O.S.FACE OF METAL STUD

S.A.D.
1" GAP

1/2"

S.A.D.

3"

1

SEE DET 1/- FOR INFO.
NOT SHOWN

METAL DECK,
SEE PLANS

CONT. P 1/2"x4"
BTWN STRINGERS
W/ (2)3/4-10 TAPPED
HOLES

T.O.C.

E.O.S.

BEAR
TREAD ON
P 1/2"x4"L

GRID

CONT. BENT P 5 1/2"x3/8",
3/8" NOTCH @ VERTICAL
LEG TO ALLOW WELD
TO CONT. P 1/2"x4"

STRINGER ADJACENT
TO WALL SHALL BE
NOTCHED FLUSH W/
T.O.C.

(2)3/4"Øx3" THREADED
BOLTS W/ NUT PER
STRINGER. 1/2"Øx3" STUD@
12"O.C. BTWN BOLTS

1 1/2"
L

L

2"

1 1/2" MAX.

FO
R

 C
O

N
T.

 W
EL

T 
TO

 P
 1

/2
"

3/
8"

  N
O

TC
H

 B
TW

N
 S

TR
IN

G
ER

S
L

SL
AB

 D
EP

TH

5 
1/

2"
  T

YP

11

A-442.2

TYP.

L

P  1/2"x4"
SEE DETAILS 1, 2,
3, 4, 7 & 11

0
30°

GRIND
SMOOTH

1/4        3 1/2

0
30°

GRIND
SMOOTH

1/4        3 1/2

L

STRINGER

TREAD

IN
SI

D
E 

FL
IG

H
T 

W
ID

TH

5'
-0

" M
IN

IM
U

M
 T

R
EA

D
 W

ID
TH

SPAN
THE CLEAR HORIZONTAL
DISTANCE BETWEEN TWO

SUPPORT MEMBERS

ST
AI

R W
ID

TH

IN
SD

ID
E 

OF
ST

RIN
GER

S

UNIT WIDTH ⅊1/4"x12"

3'-8" 13'-5" 14'-5" 21'-3" 24'-10" 27'-1" 31'-0"
4'-0" 12'-10" 13'-10" 20'-10" 24'-0" 26'-0" 29'-9"

4'-6" 12'-2" 13'-1" 20'-1" 22'-9" 24'-8" 28'-2"

5'-0" 11'-6" 12'-5" 19'-2" 21'-8" 23'-6" 26'-10"

5'-6" 11'-0" 11'-11" 18'-4" 20'-8" 22'-6" 25'-8"

6'-0" 10'-7" 11'-5" 17'-7" 19'-10" 21'-7" 24'-8"

STRINGER SIZE BASED ON STAIR WIDTH AND SPAN

STRINGER

EXPOSED METAL TREAD
OR CONCRETE FILLED
TREAD

⅊1/4"x14" ⅊3/8"x12" ⅊3/8"x14" ⅊1/2"x12" ⅊1/2"x14"

L

STRINGER

TYP. ⅊-⅊

C W BEAM
    SUPPORT

END OF BENT PL

L

VARIES VARIES VARIES

P 1/2"x4" BTWN STRINGER
P'S W/ (2)3/4-10 TAPPED
HOLES

L
L

4"4"

NO WELD W/IN
6" OF P END

NO WELD W/IN 
6" OF P  ENDLL

LENGTH OF P 1/2"x4" = INSIDE FLIGHT WIDTH

3/8" NOTCH OF BENT
P BTWN STRINGERS
TO ALLOW WELD
(SEE NOTE BELOW)

2"
2"

TH
K.

1/
8"

 T
R

EA
D

.

1/2"Øx3" STUD
@ 12"0.C.

NOTE:
CONT P 3 1/2"x4" IN LIEU OF CONT. BENT P  5 1/2"x3/8" @ MIDLANDING, TYP.
3/8" NOTCH NOT REQUIRED @ P 3 1/2"x4".

L L

L

3 3/4"

1/4   2-12

2

A-442.2

TYP.

L

℄ E.O.S.

F.F.

A-442.2
7

TYP.

S.A.D.
TYP.

2" CLR.

1 1/2" CLR. 3'-1" CLR.

1 1/2" CLR.

1" CLR. 3'-8" MIN. FLIGHT 2
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Stair Details

A-442.2Scale:
Ref:

A-442.2
 1 1/2" = 1'-0"
A-442

1 STRINGER TO UPPER FLOOR LANDING
Scale:
Ref:

A-442.2
 1 1/2" = 1'-0"
A-442.2

2 STRINGER TO LOWER FLOOR LANDING
Scale:
Ref:

A-442.2
 1 1/2" = 1'-0"
A-442

3 STRINGER TO UPPER INTERMEDIATE LANDING

Scale:
Ref:

A-442.2
 1 1/2" = 1'-0"
A-442

4 STRINGER TO LOWER INTERMEDIATE LANDING
Scale:
Ref:

A-442.2
 3" = 1'-0"
A-442.1

5 STRINGER CONNECTION TO CONCRETE FLOOR
Scale:
Ref:

A-442.2
 3" = 1'-0"
A-442.1

6 CONCRETE PAN INSTALLATION DETAIL

Scale:
Ref:

A-442.2
 1 1/2" = 1'-0"
A-442

7 SLAB EDGE CONDITION @ DRYWALL
Scale:
Ref:

A-442.2
 3" = 1'-0"
A-442.2

8
ERECTION CONNECTION @ TOP OF STAIR
ASSEMBLY, SIM. @ BOTTOM

Scale:
Ref:

A-442.2
 1 1/2" = 1'-0"
A-442.2

9 PLAN VIEW - STRINGER SUPPORT DETAIL

Scale:
Ref:

A-442.2
 1" = 1'-0"

10 STRINGER PLATE TABLE
Scale:
Ref:

A-442.2
 1 1/2" = 1'-0"
A-442.2

11
ELEVATION: BENT PLATE @ 1/2"x4" BAR @
FLOOR LEVEL, SIMILAR @ MIDLANDING

Scale:
Ref:

A-442.2
 3/8" = 1'-0"

12 STAIRWELL SECTION - DRYWALL

NORTH

Area 1
(North)

Area 2
(South)

No. Description Date
1 50% CD'S For Pricing 08/07/15
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



C8 OR MC8 TYP.

T.O.C.

T.O.C.

CONXBEAM

HSS3x3 POST

INTERMEDIATE
LANDING

3"
5 

1/
2"

2

A-442.3

TYP.

A-442.3
3

TYP.

A-442.3
4

TYP.

HSS3x3 POST

L6x4x3/8 LLV
LENGTH = BEAM
FLANGE WIDTH, bf

BOTTOM FLANGE
OF W BEAM

(2) 3/4"Ø A325 BOLTS,
SNUG TIGHT, GAGE C.T.C
SPACING,13/16"x1 7/8"
SLOTTED HOLES

2"
2"

2"

1 7/8"

3/4"Ø A325 BOLT,
SNUG TIGHT, 3/16"x1 7/8"
SLOTTED HOLES

L4x4x1/4

T.O.C. @ LANDING

HSS POST

(2) 3/4"Ø A325
BOLTS TYP.,
SNUG TIGHT

4" LTWT CONC.

C8 or MC8

1/4
IN LIEU OF
3/4"Ø BOLTS

3/16        2-12
3/16        2-12

4"
3"

1 
1/

2"

HSS POST

 L6x4x3/8x "bf" LLV
EA. SIDE W/(2)
3/4"Ø A325 BOLTS,
SNUG TIGHT,
13/16"x1 7/8"
SLOTTED HOLES

3/4"Ø A325 BOLT,
SNUG TIGHT,
13/16"x1 7/8"
VERTICAL SLOTTED
HOLE

TOP FLANGE OF
W BEAM

GAGE
4A

A-442.3

TYP.

"bf"

2"
POST
WIDTH 2"

1 7/8" 1 7/8"

NOTE:
FOR ADDITIONAL INFORMATION,
SEE DETS. 2, 3 & 4/-

C8 @ LANDING

STL. COL.  SEE STRUCTURAL

HSS6x4x3/8
HORIZONTAL

1/2" MIN.

3/16

3/16

3/16
C8 TO HSS

3/16
3 SIDES

1/4

P 1/4"x4"

CHANNEL BELOW
L4x4x1/4

CHANNEL
BELOW

L4x4x1/4METAL DECK

C BEAM BELOW
GRID

GRID

L4 TO P

3/16
L4 TO CHANNEL

5

A-442.3

TYP.

L

3/16       2-12
L

P 1/4"x4"L

4" VARIES VARIES VARIES VARIES 4"

3' - 9 1/2" MIN. 3' - 9 1/2" MIN.

M
ID

LA
N

D
IN

G
 W

ID
TH

3'
-8

" M
IN

.

1 
1/

2"

L

1

A-442.3

TYP.

7

A-442.3

TYP.

3/16 2-12

GRIND
SMOOTH @
STAIR CONN.

3/16 2-12
PL TO
CHANNEL

HSS POST
BEYOND

C8

4" LT. WT. CONC.

T.O.C. @ LANDING

LP 1/4"x4"

NOTE:
FOR ADDITIONAL
INFORMATION SEE
DETS. 2, 3 & 4/-

3/16       2-12 GRIND SMOOTH @
STAIR CONNECTION3/16       2-12

HSS3X3 POST

L3x3x1/4 x0'-3"
EA. SIDE W/
9/16"x1 1/4"
SLOTTED HOLE

1/2"Ø
EXPANSION
ANCHOR,
3 1/4" MIN.
EMBED.

TOP OF
GRADE
BEAM

1/4 3

1/4 3

1/4 3

DETAIL "A" CONNECTION
TO METAL DECKING

PLAN

SECTION

PLAN

DETAIL "A" CONNECTION
TO (E) SLAB-ON-GRADE

SECTION

1 1/2" SQ. 11 GA. POST
OR
1 1/2" O.D. x 3/16" POST

3/8" PLATE FACTORY
ATTACHED TO POST
FIELD WELD TO METAL
DECK

F.F.

1_
8

1 1/2" SQ. 11 GA. POST
OR
1 1/2" O.D. x 3/16" POST

F.F.

3/8" PLATE FACTORY
ATTACHED TO POST.
BOLT TO CONC. W/
(4)1/2"Ø HILTI KWIK
BOLT TZ (OR
APPROVED EQUAL)
3 1/4" EMBEDMENT

1_
8

(E) CONC.
3000 PSI MIN.
6" THICK. MIN.

NOTE:
DETAIL NOT APPLICABLE
AT METAL DECK OR
CONCRETE OVER METAL
DECK CONDITION

3/
4"

 M
IN

.

4"

2" 2"

4"

2"
2"

5/
8"

2 
3/

4"
5/

8"

4"

4"

2"
2"

7 GA. STEEL STAMPED WALL RAIL BRACKET
 CONNECTION DETAIL FOR PARTITION AND STUD WALLS

7 GA. STEEL STAMPED WALL RAIL BRACKET
CONNECTION DETAIL FOR CONCRETE OR C.M.U. WALLS

BOLT BRACKET TO
CONC. OR SOLID
CMU WALLS W/
3/8"Ø EXP. ANCHOR
OR 3/8"Ø SLEEVE
ANCHOR

FACTORY ATTACHED
BRACKET

1½" O.D. ROUND
TUBE

14 GA. BACKING
MATERIAL OR
WOOD STUD
BLOCKING
SUPPLIED &
INSTALLED BY
OTHERS

1/8 1/2

1/8 1/2

1½" MIN.

FASTEN BRACKET TO
PARTITION WALL WITH
#14 TEK SCREWS,
3/8"x3" TOGGLE BOLTS
OR 3/8"Ø LAG SCREWS

FACTORY ATTACHED
BRACKET

1½" O.D. ROUND
TUBE

1/8 1/2

1/8 1/2

1½" MIN.

2
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Stair Details

A-442.3
Scale:
Ref:

A-442.3
 1/2" = 1'-0"
A-442.3

1 LANDING SUPPORT DETAILS
Scale:
Ref:

A-442.3
 3" = 1'-0"
A-442.3

2
HSS POST CONNECTIONS TO UNDERSIDE OF
BEAM

Scale:
Ref:

A-442.3
 1 1/2" = 1'-0"
A-442.3

3 LANDING SUPPORT DETAIL
Scale:
Ref:

A-442.3
 3" = 1'-0"
A-442.3

4 HSS POST CONNECTION TO TOP OF BEAM

 1 1/2" = 1'-0"4A SECTION

Scale:
Ref:

A-442.3
 1 1/2" = 1'-0"
A-442.3

5 INTERMEDIATE LANDING SUPPORT DETAIL
Scale:
Ref:

A-442.3
 1/2" = 1'-0"

6 INTERMEDIATE LANDING - PLAN VIEW
Scale:
Ref:

A-442.3
 1 1/2" = 1'-0"
A-442.3

7 INTERMEDIATE LANDING SUPPORT DETAIL
Scale:
Ref:

A-442.3
 3" = 1'-0"

8 HSS POST CONNECTION @ FOUNDATION

Scale:
Ref:

A-442.3
 3" = 1'-0"

10 GUARDRAIL BASE CONNECTION @ FLOOR/DECK
Scale:
Ref:

A-442.3
 3" = 1'-0"

9 STAIR WALL RAIL ATTACHMENT DETAILS

NORTH

Area 1
(North)

Area 2
(South)

No. Description Date
1 50% CD'S For Pricing 08/07/15
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



7'
 - 

5 
1/

4"

1'
 - 

5 
1/

4"

6 1/4"

CLR. HOISTWAY

8' - 7"

5
A-444

5

A

A.8

D-FENDERS
COACH LOCKER

2098

COACHES
SHOWER

2096

JC
2096.1

A-444.1

1
Sim

1' - 1"

CLR.

3' - 6"

-

-

6 1/4"
8' - 7"

7'
 - 

5 
1/

4"

CLR.

3' - 6"
1' - 1"

5
A-444

MACH ROOM
1063

OFFICE
1064

LOADING
1067

EXHIBITION
1060

5

A

A.8

A-444.1

1
Sim

(5
'-9

" M
IN

. C
LR

.)

6'
 - 

0 
1/

4"

1'
 - 

5 
1/

4"

CLR. HOISTWAY.

8' - 5 1/2" 8' - 6"

C
LR

. H
O

IS
T W

AY

8'
 - 

5 
1/

2"

1'
 - 

1 
1/

4"

CLR. OPNG.

3' - 6"
1' - 1"

6
A-444

2

J

WAITING
2063

HALL
2123

ELECT RM
2062

CONF.
2066

CONF.
2061

A-444.1

1
Sim

-

-

8 1/2" 6' - 11" 8 1/2"

3 
1/

2"
6'

 - 
1 

1/
4"

2'
 - 

0 
3/

4"

4'
 - 

0"

Level 1
100' - 0"

Level 2
118' - 0"

Roof Lower
134' - 0"

Bottom of Soffit
114' - 0"

J

TOP OF STEEL -
CANOPY (L.P.)

114' - 10"

A-444.1
4

A-444.1
4

A-444.1
5

A-444.1
5

MACH RM
1045

VISITOR/STAFF
ENTRY

1038

WAITING
2063

HALL
2123

2' - 1"

1' - 5 3/4"

7" 6' - 4"

4'
 - 

0"

Level 1
100' - 0"

Level 2
118' - 0"

Roof Lower
134' - 0"

A

Bottom of Soffit
114' - 0"

A-444.1
4

A-444.1
4

A-444.1
5

A-444.1
5

MACH ROOM
1063

LOADING
1067

COACHES
SHOWER

2096

1' - 2"

CLR.

7' - 2 1/4"

6
A-444

2

J
CLR. OPNG.

3' - 6" 1' - 1"

CLR. HOISTWAY

8' - 5 1/2"

(7'-4" MIN. CLR.)

9' - 2"

(5
'-9

" M
IN

. C
LR

.)

7'
 - 

0 
1/

2"

1'
 - 

1 
1/

4"
C

LR
. H

O
IS

T W
AY

8'
 - 

5 
1/

2"

MACH RM
1045

WEST HALL
1055

VISITOR/STAFF
ENTRY

1038

ELEC RM
1039

PRESS ROOM
1041

8' - 6"

-

-

2
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Enlarged Plan & Sections at
Elevator

A-444
Scale:
Ref:

A-444
 1/4" = 1'-0"
A-121

2 Level 02 Elevator Plan - South
Scale:
Ref:

A-444
 1/4" = 1'-0"
A-111

1 Level 01 Elevator Plan - South
Scale:
Ref:

A-444
 1/4" = 1'-0"
A-121

4 Level 02 Elevator Plan - West

Keynote Legend
Key Value Keynote Text

Scale:
Ref:

A-444
 1/4" = 1'-0"
A-444

6 West Elevator Section B
Scale:
Ref:

A-444
 1/4" = 1'-0"
A-444

5 South Elevator Section A

NORTH

Area 1
(North)

Area 2
(South)

Scale:
Ref:

A-444
 1/4" = 1'-0"
A-111

3 Level 1 Elevator Plan - West

No. Description Date
1 50% CD'S For Pricing 08/07/15
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



72
" M

IN

29
"

60"

42"

A

B

CALL BUTTON

1

DIRECTION LIGHTS 2 1/2"
MIN IN SMALLEST DIRECTION &
VISIBLE FROM THE VICINITY OF
THE HALL CALL BUTTON

FLOOR IDENTIFICATION PLATE:
RAISED FLOOR LANDING
CHARACTERS ON BOTH SIDES
OF JAMB W/ BRAILLE. REFER
TO DETAIL BELOW

FLOOR DESIGNATION

GRADE 2 CONTRACTED
BRAILLE DOMED DOTS

CALL BUTTONS: CENTERED @ 42" A.F.F. HAVE VIS SIGNALS TO INDICATE WHEN
CALL IS REGISTERED & ANSWERED. MIN OF 3/4" IN THE SMALLEST DIMENSION
& RAISED OR FLUSH. BUTTON DESIGNATING UP SHALL BE ON TOP.  OBJECTS
ADJACENT TO, AND BELOW HALL CALL BUTTONS SHALL NOT PROJECT MORE THAN 4"

THE EMERGENCY TELEPHONE HANDSET SHALL BE POSITIONED NO HIGHER THAN 4 FEET (1219MM)
ABOVE THE FLOOR, AND THE HANDSET CORD SHALL BE A MINIMUM OF 29 (737MM) INCHES
IN LENGTH (11B-409-4.7.4).  IF THE TELEPHONE SYSTEM IS LOCATED IN A CLOSED COMPARTMENT, THE
COMPARTMENT DOOR HARDWARE SHALL BE LEVER TYPE CONFORMING TO THE PROVISIONS OF
SECTION (11B-409.4.7.3, 11B-309)

NOTE: THE AUTOMATIC DOOR REOPENING DEVICE IS ACTIVATED IF AN OBJECT
PASSES THROUGH EITHER LINE "A" OR LINE "B". LINE "AL" AND LINE "B" REPRESENT
THE VERTICAL LOCATION OF THE DOOR REOPENING DEVICE NOT REQUIRING
CONTACT

5" AFF

0

2"
 M

IN

.77" CLR (68" MIN)

3'-6"
(36" MIN")

65
" C

LR
 (5

1"
 M

IN
)

(5
4"

 M
IN

)

CONTROL PANEL

48
" M

AX
 F

OR
 F

RO
NT

 A
PP

RO
AC

H

35
" M

IN

SUPPORT
RAIL
1 1/4" TO
1 1/2"

1 1/2"
MIN
CLR

32
" A

.F
.F

. (
31

' T
O 

33
")

DOOR OPEN

ALARM BELL

DOOR CLOSE

EMERGENCY STOP

3/8
"

SE
PA

RA
TI

ON

1 2

FLOOR IDENTIFICATION 5/8"
HIGH MIN RAISED 1/32"

PROVIDE CALIFORNIA GRADE 2
BRAILLE BELOW ALL TEXT TYP.
DOTS SHALL BE 1/10" O.C. IN EACH
CELL WITH 2/10" SPACE BETWEEN
CEELS. DOTS SHALL BE RAISED A
MIN OF 1/40" ABOVE THE BACKROUND

STAR SYMBOL
@ MAIN EXIT
FLOOR NUMBER

5/8" MIN RAISED WHITE
ON BLACK
BACKROUND. ARABIC
NUMERICAL
STANDARD ALPHABET
CHARACTER, OR
STANDARD SYMBOL.
CALIFORNIA
BRAILLE SYMBOL
DIRECTLY BELOW
THE NUMBERAL,
CHARACTER OR
SYMBOL

CONTROL BUTTON,
ILLUMINATED 3/4" DIA. MIN &
RAISED 1/8" ABOVE
SURROUNDING SURFACE &
W/ SQUARE SHOULDERS

NOTE: PROVIDE ADEQUATE LIGHTING TO MAINTAIN 5 FOOT CANDLES OF ILLUMINATION AT PIT
FLOOR (N.I.E.C.)

THE EMERGENCY TELEPHONE HANDSET SHALL BE POSITIONED NO HIGHER THAN 4 FEET (1219MM)
ABOVE THE FLOOR, AND THE HANDSET CORD SHALL BE A MINIMUM OF 29 (737MM) INCHES
IN LENGTH (11B-409-4.7.4).  IF THE TELEPHONE SYSTEM IS LOCATED IN A CLOSED COMPARTMENT, THE
COMPARTMENT DOOR HARDWARE SHALL BE LEVER TYPE CONFORMING TO THE PROVISIONS OF
SECTION (11B-409.4.7.3, 11B-309)

.

35
" M

IN
 A

.F
.F

.

1"

ROUGH SILL

5 1/2"

1 
1/

2"

HOISTWAY LANDING
THRESHOLD PER MFR.

LINE OF FINISH FLOOR

GROUT

SILL SUPPORT

FACE OF CONC. @ PIT OR
EDGE OF STRUCTURAL
FLOOR DECK

LOBBYDO
OR

OP
EN

IN
G

.

TO PLATFORM
1 1/4" MAX GAP

CAR PLATFORM
FINISH SURFACE

5/8" GYP BD

[INSUL-02]

LOBBY

2"

MTL STUD
HEADER TRACK

SST FRAME
PER MFR

ELEVATOR DOOR ASSEMBLY

FACIA

DO
OR

OP
EN

IN
G

.

3"
1' 

- 0
"

TY
P

TY
P

1' - 3" MIN

1' 
- 6

" M
IN

1' 
- 0

"
6"

TY
P

CL OF LADDER

1' - 4" MIN CLR

ELEVATOR PIT
FLOOR

REF STRUCT

2

4' 
- 0

"

(E) CONC SLAB

(N) BELOW-GRADE [WP-02]
SYSTEM ALL AROUND PIT

1'-0" MIN

3" X 7-1/2" X 1/2" X 3" LONG CLIP ANGLE
WELDED TO STRINGER. ANCHOR TO
WALL W/ 5/8"-DIA ANCHOR BOLT

3'-
6"

 M
IN

3/4" DIA RUNGS, PLUG WELD, TYP

3" X 1/2" STL STRINGERS

2
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Elevator Details

A-444.1
Scale:
Ref:

A-444.1
 1 1/2" = 1'-0"
A-444

1 GENERAL ELEVATOR

Scale:
Ref:

A-444.1
 1 1/2" = 1'-0"

2 ELEVATOR CONTROL PANEL ELEVATION

Scale:
Ref:

A-444.1
 1 1/2" = 1'-0"

3 ELEVATOR CONTROL PANEL DETAIL

Scale:
Ref:

A-444.1
 3" = 1'-0"
A-444

4 ELEVATOR DOOR SILL

Scale:
Ref:

A-444.1
 3" = 1'-0"
A-444

5 ELEVATOR DOOR HEAD (JAMB SIM)

Scale:
Ref:

A-444.1
N.T.S.

6 ELEVATOR LADDER PIT

NORTH

Area 1
(North)

Area 2
(South)

[1] Where elevator call buttons or keypads are provided, they shall comply with 11B-407.2.1 Call Controls and 11B-309.4 Operation.
§11B-407.2.1

[2] Call buttons and keypads shall be located within one of the reach ranges specified in 11B-308 Reach Ranges, measured to the centerline of
the highest operable part. §11B407.2.1.1

[3] A clear floor or ground space complying with 11B-305 Clear Floor or Ground Surface shall be provided at call controls. §11B407.2.1.3

[4] Floor designations complying with 11B-703.2 Raised Characters and 11B-703.4.1 Height Above Finish Floor or Ground shall be provided on
both jambs of elevator hoistway entrances. Floor designations shall be provided in both raised characters and Braille. Raised characters shall be
2 inches high. A raised star, placed to the left of the floor designation, shall be provided on both jambs at the main entry level. The outside
diameter of the star shall be 2 inches and all points shall be of equal length. Raised characters, including the star, shall be white on a black
background. Braille complying with Section 11B-703.3 Braille shall be placed below the corresponding raised characters and the star. The Braille
translation for the star shall be "MAIN". Applied plates are acceptable if they are permanently fixed to the jamb. §11 B407.2.3.1, Figure
11B-407.2.3.1

[5] Destination-oriented elevators shall provide tactile car identification complying with 11 B-703.2 Raised Characters and 11 B-703.4.1. Height
Above Finish Floor or Ground on both jambs of the hoistway immediately below the floor designation. Car designations shall be provided in both
raised characters and Braille. Raised characters shall be 2 inches high. Raised characters shall be white on a black background. Braille complying
with Section 11B-703.3 Braille shall be placed below the corresponding raised characters. Applied plates are acceptable if they are permanently
fixed to the jamb. §11 B407.2.3.2, Figure 11B407.2.3.2

[6] Elevator doors shall be the horizontal sliding type. Car gates shall be prohibited. §11B407.3.1

[7] Elevator hoistway and car doors shall open and close automatically. §11B407.3.2 (See exception)

[8] The width of elevator doors shall comply with Table 11B-407.4.1. §11B407.3.6 (See exception)

[9] Inside dimensions of elevator cars and clear width of elevator doors shall comply with Table 11B-407.4.1. §11B-407.4.1 (See exception)

[10] Floor surfaces in elevator cars shall comply with 11B-302 Floor or Ground Surfaces and 11B-303 Changes in Level. §11B-407.4.2

[11] The clearance between the car platform sill and the edge of any hoistway landing shall be 1-1/4 inch maximum.§11B-407.4.3

[12] Elevator car controls shall be located within one of the reach ranges specified in 11B-308 Reach Ranges. §11B-407.4.6, See exceptions as
applicable.

[13] Car control buttons with floor designations shall comply with the following:
a. Car control buttons shall be activated by a mechanical motion that is detectable. §11B-407.4.6.2.4

[14] Audible and visible car position indicators shall be provided in elevator cars. Characters shall be 1/2 inch high minimum. Indicators-shall be
located above the car control panel or above the door. 11B-407.4.8

[15] Emergency two-way communication systems shall comply with 11B-308 Reach Ranges. Raised symbols or characters, white on a black
background, and Braille shall be provided adjacent to the device and shall comply with 11B-703.2 Raised Characters and 11B-703.3 Braille.
Emergency two-way communication systems between the elevator and a point outside the hoistway shall comply with ASME A17.1. §
11B-407.4.9

[16] Support rails shall be provided on at least one wall of the car and shall comply with the following: §11B-407.4.10
b. clearance between support rails and adjacent surfaces shall be 1 Yz inches minimum. Top of support rails shall be 31 inches

minimum to 33 inches maximum above the floor of the car. The ends of the support rail shall be 6 inches maximum from adjacent walls.
§11B-407.4.10.1

c. Support rails shall be smooth and any surface adjacent to them shall be free of sharp or abrasive elements. §118-407.4.10.2
d. Allowable stresses shall not be exceeded for materials used when a vertical or horizontal force of 250 pounds is applied at any point

on the support rail, fastener, mounting device, or supporting structure. §118-407.4.10.3

ELEVATOR GENERAL NOTES (REF. CBC 2013)

No. Description Date
1 50% CD'S For Pricing 08/07/15
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16
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1 1/2"

DOOR AS SCHEDULED

PARTITION AS
SCHEDULED, TYP

NON-HARDENING ACOUST.
SEALANT BOTH SIDES

DOUBLE STUDS AT JAMBS
1 1/2"

2"

ALUM DOOR FRAME

5/8" GWB.
BOTH SIDES

2 1/2 MTL STUD

2"ELEVATIONS PER
SCHEDULE

BRUSHED ALUMINUM
COVER PLATE

7/8" FURRING CHANNEL
16" O.C
5/8" GWB PAINTED

2 1/2" METAL STUDS 16" O.C

5" MTL. STUDS 16" O.C
5/8" GWB. (PTD)

3/4" WD. BLOCKING

MAGNETIC
CONCEALED CLOSER

CORNER BEAD (TYP)

OLDCASTLE BUILDING
ENVELOPE GLASS SYSTEM

REFER PLAN

CPTCPT.

ELEVATIONS PER
SCHEDULE

4"
4"

MINIMUM

2 9/16"

INSIDE ROOMOUTSIDE ROOM

ELEVATIONS PER
SCHEDULE4"

PATCH FITTING

GLASS AS SPECIFIED

1 1
/2"

2"

5/8" 5/8"

10
A-450

5"

HALLWAYCOURT

1'-
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"

3'-7"

ATTACHMENT PER MANUFACTURER

(N) CONC WHERE OCCURS

W
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ED

2' 
- 0

"

BACKING LT GA. OR
MISC. STEEL PER MFR

HEADER:
LT. GA. OR MISC STL.
PER MFR.

(N) STUD WALL

WP
±6" VERIFY PER MFR
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± 

4 1
/2"

ANGLE/ JAMB
ASSEMBLY PER
MANUFACTURER
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HSS COLUMN
PER MFR.

HALLWAY

FRAME WIDTH

FR
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E 
HE
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HT

DO
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PE
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T

NOTE:
LOCATE WALL (JAMB) ANCHOR CLIPS BELOW HINGE REINFORCEMENT.
CLIPS ON STRIKE SIDE TO OCCUR OPPOSITE SIDE HINGE CLIPS ON.

CLOSER REINFORCING

RUBBER SILENCERS TYP
(OMIT @ DOORS WITH FRAME
SEALS)

JAMB FACE

RUBBER SILENCERS TYP (OMIT
@ DOORS WITH FRAME SEALS)

STRIKE REINFORCING TYP

WALL ANCHOR CLIPS ,
TYP 3 REQ'D MIN EACH SIDE.

STRIKE JAMB

HINGE JAMB

HINGE REINFORCEMENT
TYP (CONTINUOUS FULL

HEIGHT FOR
CONTINUOUS HINGES

1_
2" Thick Glass

1_
2" Thick Glass

1_
2" Thick Glass 1_

2" Thick Glass

1_
2" Thick Glass

1_
2" Thick Glass

1_
2" Thick Glass

1_
2" Thick Glass

1_
2" Thick Glass

180° GLASS PANEL JUNCTION 90° GLASS PANEL JUNCTION

GLASS PANEL "T" JUNCTION 135° GLASS PANEL JUNCTION

3_
8" 9__

16"

11__
16"

9__
16 "

Polycarbonate Joint

Detail D Detail C

Detail B Detail A

Detail D Detail D Alternate Detail B Detail B Alternate

Detail C Detail A

Top Frame under Soffit Top Frame under Suspended Ceiling

Typical Bottom Frame

Top Frame and Sliding Door Track under Soffit Top Frame and Sliding Door Track
under Suspended Ceiling

Typical Bottom Frame
With Sliding Door Guide

Ceiling Tile

Y Bracket

Turnbuckle

1 
1/

4"

1/2" THICK GLASS 1/2" THICK GLASS

2 
1/

2"

5" 5"

3/4" PLYWOOD

GYP. BOARD

5"

2 
1/

2"

3 1/2"

3/4" PLYWOOD

GYP. BOARD
Ceiling Tile

Metal Block Metal Block

Detail B

Floor Guide

OFFICE

CORRIDOR

Sliding Track
End Cover

Closed Postless Glass Sliding Door at Fixed PanelClosed Postless Glass Sliding Door at Fixed Panel

Glass Panel

Glass Panel

Ladder Pull Handle

Detail A

OFFICE

CORRIDOR

Glass Panel

Bottom Frame Cover
Bottom Frame
Cover

3__
16" 3__

16"

Postless Pivot Door Pivot Side Postless Pivot Door Stirke Side

Glass Panel

Ladder Pull Handle

Glass Sliding Door

2"

WHEN CLOSED
1 1/2" MIN CLR

WHEN OPEN
1 1/2" MIN CLR

C
LR

1 
1/

2"
C

LR
1 

1/
2"

C
LR

1 
1/

2"

5 1/4"

5/8" GWB ON EACH SIDE

STANLEY HARDWARE POCKET
DOOR FRAME SET

CORNER BEAD (TYP.)

PAINTED 1 3/4" WOOD DOOR

5/8" 5/8"6 3/4"

SEE ELEVATION

BLOCKING AS REQ.

8"

GWB BEYOND

DOOR AS SCHEDULED

DOUBLE STUDAT JAMB

ALUM DOOR FRAME

2"

PARTITION AS
SCHEDULED, TYP

WHEN CLOSED
1 1/2" MIN CLR

1 
1/

2"
 M

IN

WHEN OPEN
1 1/2" MIN CLR

32" MIN

(37-1/2" CLR OPNG)

LADDER PULL HANDLE

2 1/4"

ø 1
 1/

4" 
MIN

4 1/2"

DOOR STOP

(42" FINISHED WALL OPENING)
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Door Details
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3 JAMB DETAIL @ HOLLOW METAL DOOR
Scale:
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A-450
 3" = 1'-0"

1 TYP. SWING DOOR JAMB DETAIL-PLAN
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A-450
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2 TYP. SWING DOOR HEADER-SECTION
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5 DOOR SECTION DETAIL
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6 HEAD DETAIL @ HRCLT DR
Scale:
Ref:

A-450
 3" = 1'-0"

7 HEAD DETAIL @ HRCLT SWING DR
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4 HEAD DETAIL @ HOLLOW METAL DOOR
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A-450
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9 HEAD DETAIL @ COILING DOOR IN CONC
Scale:
Ref:

A-450
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A-450

10 JAMB/ HEAD @ COILING DOOR IN CONC
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13 ALUR  HEAD & SILL DETAIL
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8 HEAD DETAIL @ POCKET DOOR
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12 JAMB DETAIL @ POCKET DOOR
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PRIVATE / OWNER'S SIDE PUBLIC / LOBBY SIDE

SEALANT AND BACKER ROD

[ALUM-XX] FRAME SYSTEM

BALLISTIC LEVEL 3
GLASS

METAL
STUDS

SEALANT AND
BACKER ROD

SHIM WHERE REQUIRED

WP

PE
R 

TY
PE

3/8
"

BALLASTIC LINING
WHERE OCCURS

GWB BD.

BALLISTIC LINING, WHERE OCCURS,
UP TO 6" MIN ABOVE CEILING

HALLWAY WAITING ROOM

[ALUM-XX] MULLION

GLAZING , REFER TO SHEET A-621

SILICONE MULLION

PE
R 

TY
PE

PER TYPE

GLAZING , REFER TO SHEET A-621

NOTE: HORIZONTAL SHOWN; VERTICAL SIM

BALLISTIC LINER WHERE OCCURS

HALLWAY

WAITING ROOM

[ALUM-XX] MULLION

PER TYPE

PE
R 

TY
PE

GLAZING , REFER TO SHEET A-621

BALLISTIC LINER WHERE OCCURS

[ALUM-XX] EXTENSION CAP
WHERE OCCURS

GYP. BD.

SHIM AS REQ

CONT SEALANT
WITH BACKER ROD

SEALANT AND BACKER
ROD

[ALUM-XX] FRAME SYSTEM

BALLASTIC LEVEL 3
GLASS

PE
R 

TY
PE

WP

3/8" PER TYPE

BALLASTIC LINING
WHERE OCCURS

(6) PLAM
ADJUSTABLE
SHELVES ON PINS

PLAM DOOR ON TOUCH
LATCH W/AUX PUSHER

SEE PLAN

VARIES

2 
1/

2"

1/
2"

9'
 - 

0"

PLAM-2  BASE

PLAM ADJ SHELF
(ALL SIDES)

PLAM-2

PLAM-1

1 1
/2"

HARDWOOD
VENEER

(WD-3)

5'
 - 

0"

PLAM-2

1'
 - 

6"

1' - 6"

PLAM @ ALL
EXPOSED
SURFACES

1"

1"

1"
3/

4"

CONT. RECESSED
UNDERCOUNTER
LED TAPE LIGHT

2" STEEL ANGLE

CONT. 2 1/2"
STEEL TUBE

2 1/2"  x 2 1/2"
STEEL TUBE

POST @ 5' O.C.

PROVIDE STEEL FOR
WALL MOUNTED
MONITOR (OFCI).

COORDINATE W/ GC
& OWNER AS REQD.

---
-

HARDWOOD VENEER

PLYWOOD

HARDWOOD TRIM

HARDWOOD
VENEER (WD-3)

DOOR PULL DETAIL6B

PLAM-2

1/4" REVEAL

HARDWOOD VENEER

CONCEALED TOUCH
LATCH DOORS

1' - 0"

4"

1" THICK FIXED SHELVES

(CT-5)

FINISHED CEILING
REFERENCE RCP

2' - 0"

1' - 0"

1 
1/

2"

4"
EQ

EQ
EQ

PLAM DRAWERS ON FULL
EXTENSION GLIDES W/ TAB
PULLS (MOCKETT DP3B-26D).
ALL INTERIOR SURFACES TO
BE MELAMINE.

(SS-X)

TAB PULLS
(MOCKETT DP3B-26D).

SE
E 

EL
EV

S

VA
RI

ES

SEE PLANS

VARIES
COUNTERTOP FINISH VARIES.
PLAM COUNTER, TYP.
SOLID SURFACE COUNTERTOP
ON MDF SUBSTATE AS INDICATED
ON ELEVS.

SE
E 

EL
EV

VA
RI

ES

3"

PLAM DRAWERS ON FULL
EXTENSION GLIDES W/ TAB
PULLS (MOCKETT DP3B-26D).
ALL INTERIOR SURFACES TO
BE MELAMINE.

PLAM DOOR.  PLAM @ ALL
EXPOSED SURFACES

ADJUSTABLE MELAMINE SHELF
ON PINS

MELAMINE INTERIOR
CABINET W/ EDGE BANDING

TAB PULLS
(MOCKETT DP3B-26D).

FIN. FLOOR

P-LAM BASE,
SEE ELEV FOR HEIGHT.

SEE PLANS

VARIES

3"

COUNTERTOP FINISH VARIES.
PLAM COUNTER, TYP.
SOLID SURFACE COUNTERTOP
ON MDF SUBSTATE AS
INDICATED ON ELEVS.

VA
R

IE
S

PROVIDE WATERPROOF SEALANT AT JOINT,
BACKSPLASH AS SHOWN IN ELEVS.

SOLID SURFACE
COUNTERTOP (SS-1),
MITED EDGES.

1/8" REVEAL

P-LAM -2 @ ALL
EXPOSED
SURFACES

DOOR, (PLAM-2) @
ALL  EXPOSED

SURFACES

FIN. FLOOR

P-LAM BASE

MELAMINE INTERIOR

1 
1/

2"

2' - 7"

3"

TAB PULLS
(MOCKETT DP3B-26D).

4"

2'
 - 

10
"

MELAMINE
ADJUSTABLE SHELF

ON PINS

1' - 6"

3'
 - 

6"

1 
1/

2"

4"

(SS-1)
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Window & Casework Details

A-450.1
Scale:
Ref:

A-450.1
 3" = 1'-0"
A-441

1 HEAD @ BALLISTIC DOOR (WINDOW SIMILAR)
Scale:
Ref:

A-450.1
 3" = 1'-0"

3 TYP SILICONE MULLION
Scale:
Ref:

A-450.1
 3" = 1'-0"
A-441.1

4 TYPICAL INTERMEDIATE MULLION
Scale:
Ref:

A-450.1
 3" = 1'-0"
A-121

2 JAMB @ BALLISTIC DOOR (WINDOW SIMILAR)

Scale:
Ref:

A-450.1
 1 1/2" = 1'-0"
A-423.1

5 DETAIL @  FULL HT CAB W/ SHELVES
Scale:
Ref:

A-450.1
 1 1/2" = 1'-0"
A-402

6 DETAIL @ OPEN SHELVES CABINET & BENCH
Scale:
Ref:

A-450.1
 1 1/2" = 1'-0"
A-421.1

7
TYP DETAIL @ BASE CABINET W/ DRAWERS &
OPEN SHELVES ABOVE

Scale:
Ref:

A-450.1
 1 1/2" = 1'-0"

8 TYP DETAIL @ BASE CABINET W/DRAWERS
Scale:
Ref:

A-450.1
 1 1/2" = 1'-0"
A-402.2

9 TYP DETAIL @ BASE CABINET W/ DOOR
Scale:
Ref:

A-450.1
 1 1/2" = 1'-0"
A-402.1

10 DETAIL @ SERVERY ISLAND
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P-LAM DOOR ON
CONCEALED HINGES W/
TAB PULLS
(MOCKETT DP3B-26D).

EASED SQUARED EDGE

*NOTE: 4" H. FOR CABINET ADJACENT
TO UNDERCOUNTER EQUIP, ALL
OTHER ROOMS TO BE 2 1/2" H.

P-LAM BASE

MELAMINE ADJUSTABLE SHELF
ON PINS.

MELAMINE INTERIOR @
ALL EXPOSED SURFACES.

1 1
/2"

COUNTERTOP FINISH VARIES.
PLAM COUNTER, TYP.
SOLID SURFACE COUNTERTOP
ON MDF SUBSTATE AS
INDICATED ON ELEVS.

RAIL STOP FACED W/ P-LAM

DRAWER ON FULL EXTENSION
GLIDES W/ TAB PULLS
(MOCKETT DP3B-26D); MELAMINE
INTERIOR.

2' 
- 1

0"

3"

SE
E 

EL
EV

VA
R

IE
S*

P-LAM BASE  ATTACHED TO DOOR

PROVIDE WATERPROOF SEALANT AT JOINT,
BACKSPLASH AS SHOWN IN ELEVS.

NOTE:
PROVIDE BACK
BALANCE SHEETS ON
ALL MATERIALS W/
PLAM FINISH, TYP.

MELAMINE INTERIOR
CABINET W/ EDGE BANDING

1 1
/2"

FIXED P-LAM APRON

ADA SS SINK (SEE PLUMBING DWGS)

2' 
- 1

0"

EASED SQUARED EDGE

SOLID SURFACE COUNTERTOP
ON MDF SUBSTATE.

CONCEALED HINGES

PLAM DOOR.  PLAM @ ALL
EXPOSED SURFACES

3 1
/2"

7"

SE
E 

EL
EV

VA
RI

ES

3"

1/4
" G

AP

HATCHED AREA BELOW COUNTER
MUST BE ACCESSIBLE & CLR.

M
IN

 C
LR

.

2'
 - 

5"

9"
 M

IN

8"

INSULATED HOT WATER & DRAIN PIPES
ACCESSIBLE UNDER LAVATORIES

A-451
8

SIM

6"

2'
 - 

3"
 M

IN
 C

LR

TAB PULLS
(MOCKETT DP3B-26D).

2' - 1"2 ' - 2 "

U.O.N. ON ELEV

PLAM DOOR ON TOUCH
LATCH. PROVIDE DOOR
LOCK WHERE INDICATED
IN ELEVS.

MELAMINE INTERIOR

FR WOOD BLOCKING
AS REQ., TYP.

RE
FE

R 
TO

 E
LE

VA
TI

ON

CONT. UNDERCABINET
LIGHT WHERE SHOWN
ON LIGHTING PLANS.

ADJUSTABLE SHELF ON
PINS. PROVIDE (2)
SHELVES WHEN CABINET
IS 30" OR HIGHER.

1"

1'-3", UON

TO MATCH
UNDERCABINET DEPTH
AT KITCHEN LOCATIONS
& AREAS WITH FULL SIZE
REFRIGERATORS BELOW.

CEILING AS
SCHEDULED, SEE
RCPS & ELEVS.

FIN. FLOOR

TYP. IN-WALL METAL
SUPPORT BRACKET, WHERE
NOTED - PAINT TO
MATCH ADJACENT WALL
COLOR, SPACED
36" O.C. COUNTERSINK
SCREWS AT 2" TOP
AND BACK MOUNTING PLATE.
OUTSIDE EDGES
OF BRACKET TO BE
ROUNDED. REFERENCE
ELEVATIONS.

SEE PLAN

VARIES

1 1
/2"

COUNTERTOP FINISH VARIES.
PLAM COUNTER, TYP.
SOLID SURFACE COUNTERTOP
ON MDF SUBSTATE AS
INDICATED ON ELEVS.

SE
E 

EL
EV

VA
RI

ES

COUNTERTOP
FINISH VARIES,
SEE ELEVS.

2' 
- 1

0"

VA
RI

ES

SEE PLANS

VARIES

COMMERCIAL GRADE
UNDERCOUNTER SINGLE
50 QT TRASH PULL OUT KIT
W/ BIN. MOUNTED ON
PLAM DOOR W/ DOOR
PULL (MOCKETT
DP105C/3).

11 29/64"

1' - 3"

FR IN-WALL, WOOD BLOCKING

SHELF - 3/4" MED. DENS. PART. BD. PLAM
FACE ON ALL  EXPOSED SURFACES

3/4" X 1-1/2" HARDWOOD EDGE
TRIM TO MATCH PLAM
EASE OUTSIDE EDGES 1/8"R

CLOSET ROD/HANGER: STANLEY
ZINC PLATED ROUND CLOSET ROD

3/4" X 4" SUPPORT LEDGER FACED
WITH PLAM, EXPOSED SIDE AND
BOTTOM

.

54
" A

FF

3/4" CLEAT SUPPORT @ SIDE/BACK -
TO BE PAINTED TO MATCH
ADJACENT WALLS

2 1
/2"

FR IN-WALL, WOOD BLOCKING

SHELF - 3/4" MED. DENS. PART. BD. PLAM
FACE ON ALL  EXPOSED SURFACES

3/4" X 1-1/2" HARDWOOD EDGE
TRIM TO MATCH PLAM
EASE OUTSIDE EDGES 1/8"R

CLOSET ROD/HANGER: STANLEY
ZINC PLATED ROUND CLOSET ROD

11 1/2"

3/4" X 4" SUPPORT LEDGER FACED
WITH PLAM, EXPOSED SIDE AND
BOTTOM

1' - 3"

2 1
/2"

.

72
" A

FF

3/4" CLEAT SUPPORT @ SIDE/BACK -
TO BE PAINTED TO MATCH
ADJACENT WALLS

CONCEALED TOUCH
LATCH DOORS (WD-3)

MELAMINE
ADJUSTABLE SHELF
ON PINS

MELAMINE INTERIOR

WOOD VENEER TOP (WD-3)

PE
R 

EL
EV

AT
IO

N

1/8" REVEAL

2"

SEE PLANS

VARIES

3/
4"

1 
1/

2"

*NOTE: 4" H. FOR CABINET ADJACENT
TO UNDERCOUNTER EQUIP, ALL
OTHER ROOMS TO BE 2 1/2" H.

2 
1/

2"

SCHEDULED
EQUIPMENT

RUN FLOORING
UNDERNEATH, ALL
THE WAY THROUGH
TO BACK OF COUNTER

COUNTERTOP
FINISH VARIES, SEE
ELEVS. SUPPORT
W/ CONCEALED
BRACKET AS REQ'D.

2' 
- 1

0"

1 1
/2"

PTD GYP

SEE PLAN

VARIES

METAL STUD WALL W/ GYP BD FINISH,
REF FLOOR PLANS FOR LOCS AND WALL TYPES

CASEWORK W/ LAMINATED FINISH
PER SPECS

SIMPSON 1/4x3 SDS SCREW  W/ WASHER @
16" O.C. INTO BACKING AT EACH CABINET

CONT 1 X 4, FINISH TO MATCH
INTERIOR OF CABINET

CONT 1 X 4 WD SPACER

1/4" THICK CASEWORK BACK SET INTO 3/8"
CONT DADO GROOVE IN CASEWORK SIDES,
T&B.

BACKING

SEE ELEVATIONS FOR BACKSPLASH

WALL TILE; PROVIDE
WATERPROOF SEALANT
AT JOINT

5"

SS SINK (SEE
PLUMBING DWGS)

2'
-1

0"
 M

AX
 T

O
 R

IM
 O

F 
SI

N
K

MITER EDGE

SOLID SURFACE COUNTERTOP
SCRIBED TO WALL; CLEAR
SEALANT AT WALL JOINT

INSULATED PIPE

2'
 - 

5"
 (2

9"
 M

IN
)

8"

8" 11" 9"

2'
 - 

2 
3/

4"

CODE REQ'D CLEAR SPACE

UON, MIRROR MOUNTED ON
WALL, SEE ELEVS FOR HEIGHTS.

TYP. IN-WALL METAL
SUPPORT BRACKET - PAINT
TO MATCH ADJACENT WALL

TO
 B

O
TT

O
M

 O
F 

R
E F

LE
C

TI
V E

 S
U

R
F A

C
E

3'
 - 

4"

2' - 1"

1'
 - 

6"

XX-X AT EXPOSED
SURFACES

1' - 11 1/4"

2 
1/

2"

 CUSHION (MAHARAM;
$60YD)

2
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Casework Details

A-451Scale:
Ref:

A-451
 1 1/2" = 1'-0"
A-402

1 TYP DETAIL @ BASE CABINET W/ 1 DWR
Scale:
Ref:

A-451
 1 1/2" = 1'-0"
A-402

3 TYP DETAIL @ ADA SINK

Scale:
Ref:

A-451
 1 1/2" = 1'-0"
A-403.2

5 TYP DETAIL @ UPPER CABINET
Scale:
Ref:

A-451
 1 1/2" = 1'-0"
A-111

7 COUNTER W.OUT BASE CABINET - LAMINATE

Scale:
Ref:

A-451
 1 1/2" = 1'-0"

11 DETAIL @ TRASH/RECYCLE PULL OUT DOOR

Scale:
Ref:

A-451
 1 1/2" = 1'-0"

13 CLOSET ROD AND SHELF (ADA) SECTION
Scale:
Ref:

A-451
 1 1/2" = 1'-0"

14 CLOSET ROD AND SHELF SECTION (STD)

Scale:
Ref:

A-451
 1 1/2" = 1'-0"
A-421.1

2 DETAIL @ WOOD CREDENZA

Scale:
Ref:

A-451
 1 1/2" = 1'-0"
A-421.1

15 TYP DETAIL @ UNDERCOUNTER EQUIPMENT

Scale:
Ref:

A-451
 3" = 1'-0"
A-451

8 ANCHOR AT COUNTER

Scale:
Ref:

A-451
 1 1/2" = 1'-0"
A-402.2

9 DETAIL @ ADA SINK W/ MIRROR
Scale:
Ref:

A-451
 1 1/2" = 1'-0"
A-402

10 DETAIL @ LOCKERS BENCH

No. Description Date
1 50% CD'S For Pricing 08/07/15
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



WALL FINISH PER A-600
SERIES & ELEVATION

(1
7"

 - 1
9"

 A
FF

)

19
" A

FF

SEE PLAN

VARIES

WHITE SPRUCE SLAT BENCH, 3/4" WITH 1/2" GAP
WITH STAINLESS STEEL ROD @ 18" INCREMENTS.

3X3X1/4" GALVANIZED STEEL CHANNEL WITH
BLACK SEMI GLOSS PAINT FINISH RECESSED
INTO WALL AND FASTENED TO STEEL TUBE
(HSS3X3X1/4" MIN.) IN WALL. SPACE SUPPORTS @
6" FROM EDGE OF 4' LONG BENCH

STEEL TUBE ANCHORED TO FLOOR AS REQ'D.
WITH (4) WEDGE ANCHORS TO SUPPORT 250#
PER LINEAR FOOT

8" LONG X 3-5/8" MIN.X 1/4" GALV. STEEL BASE
PLATE

AS SCHEDULED

WOVEN STRETCHED FABRIC (FAB-1)
OVER PAINTED MDF SURFACE.

3-5/8" MIN 20 GA
MTL STUDS
@ 16" O.C.

[CT-2] TILE, OVER
THINSET MORTAR.
SEE FINISH PLAN

WATER RESISTANT
GYPSUM /
BACKERBOARD
WITH WATERPROOF
MEMBRANE, TYP.

SLOPE 2% MAX.

A-454.3
2

SIM

A-458
A4

TYP.

A-458
A4

TYP.

4'
 - 

0"HARDWOOD
VENEER (WD-3)

1'
 - 

7"

100.00°

3"

80.00°

3" 1' - 8"

2' - 4"

WOOD PROFILE
AT END SIDE

FINISH FACE OF WALL

3"

3"

3"

1" REVEAL

1/8" REVEAL

(1
7"

 - 1
9"

 A
FF

)

18
" A

FF

WHITE SPRUCE SLAT BENCH, 3/4" WITH 1/2"
GAP WITH STAINLESS STEEL ROD @ 18"
INCREMENTS.

3x3x1/4" GALVANIZED STEEL CHANNEL WITH
BLACK SEMI GLOSS PAINT FINISH EMBEDDED
INTO SOG WITH NON-SHRINK 4000# MIN. GROUT.
SPACE SUPPORTS @ 6" FROM EDGE OF 4' LONG
BENCH

STEEL TUBE ANCHORED TO FLOOR AS
REQ'D. WITH WEDGE ANCHORS TO SUPPORT
250# PER LINEAR FOOT

3"

100.00°

2"

6" MIN. EMBED

CARPET

1 1/2"

12
" M

IN
.

1'
 - 

4"

20"-24" DEEP

1' - 9 1/4"

3'
 - 

6"

HARDWOOD VENEER OVER
 3/4" PLYWOOD FRAME
(WD-3)

ALL INTERIOR FACES TO BE FINISHED
IN AUTOMOTIVE PAINT ON 1/2" MDF;
PURPLE SELECTED BY OWNER.

BLOCKING AS
NEEDED, TYP.

FURNITURE LEVELING
GLIDES

BLOCKING AS NEEDED, TYP.

BLOCKING AS NEEDED, TYP.

MITER ALL CORNERS

PAINTED MDF

HARD WOOD VENEER OVER
 3/4" PLYWOOD FRAME

3' - 0"

PLAN VIEW5B

AUTOMOTIVE PAINT ON
1/2" MDF
(OWNER'S SELECTED
GOLD PAINT), @ ALL
EXPOSED INTERIOR
SURFACES.

HARD WOOD
VENEER SURFACE
COUNTERTOP
(WD - 3)

3' 
- 6

"

SOLID BLOCKING,
TYP.

1/
2"

 R
EV

EA
L

3"

4"X6" WOOD BLEAM
MILLWORKER TO
VERIFY DEPTH OF
SUPPORT FOR SPAN

8
A-452

3'
 - 

3"

1' - 5"

3' 
- 6

"

4"x6" WOOD BEAM
MILLWORKER TO
VERIFY DEPTH OF
SUPPORT FOR
SPAN

AUTOMOTIVE PAINT ON
1/2" MDF
(OWNER'S SELECTED
GOLD PAINT)

HARD WOOD
VENEER SURFACE
COUNTERTOP
(WD - 3)

BLOCKING AS
NEEDED, TYP.

COASTERS W/
LOCKS / TYP.

HARDWOOD
VENEER
(WD-3)

1'
 - 

6"

1"

1"

1"

3/
4"

Z-CLIP ATTACHMENT

PROVIDE STEEL FOR WALL MOUNTED
MONITOR (OFCI).  COORDINATE W/ GC
& OWNER AS REQD.

HARDWOOD VENEER
(WD-3)

2' - 8"

WOOD VENEER WALL PANEL
(WD-3)
1/4" REVEAL

1/4" REVEAL

HARDWOOD VENEER
(WD-3)

3"
VA

R
R

IE
S

6"

(PLAM-2)

CONT. 1/4"
REVEAL

CONT. 1/4"
REVEAL

SEE DETAIL
6B/A-450.1  FOR
CORNER CONDITION

PLAM-2

PLAM-1

HARDWOOD
VENEER
(WD-3)

1'
 - 

6"

1"

HARDWOOD VENEER
(WD-3)

CONT. 1/4" REVEAL

SEE DETAIL
6B/A-450.1  FOR
CORNER CONDITION

2' - 8"

6"

1 
1/

2"

5'
 - 

0"

2' - 2"

PAINTED GWB

HARDWOOD
VENEER
(WD-3)

1'
 - 

6"

1"

CONCEALED TOUCH
LATCH DOORS
HARDWOOD VENEER
(WD-3)

SEE DETAIL 6B/A-450.1
FOR PULL CONDITION,
SIM.

2' - 8"

(WD-3)

(PLAM-2)

CONT. 1/4" REVEAL

CONT. 1/4" REVEAL

MELAMINE INTERIOR
CABINET W/ EDGE
BANDING

6"

3"

4 EQ. SPACED SHELVES
PLAM (ALL SIDES)

2' - 4"

3'
-0

".
7'

 - 
2 

3/
4"

.

2
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Casework Details

A-452

Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-402

10 DETAIL @ LOCKER RM BENCH & HYDRO AREAS
Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-511

11 FABRIC WRAPPED WALL DETAIL

Scale:
Ref:

A-452
 3" = 1'-0"
A-403

4 DETAIL @ STEAM ROOM BENCH

Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-421

5 DETAIL @ EMPLOYEE HUB BENCH

Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-405

9
DETAIL @ LOCKER ROOM BENCH W/ BACK
SUPPORT

Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-402.1

6 DETAIL @ LAKERS LOUNGE COUNTER
Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-421

7 DETAIL @ EMPLOYEE HUB ISLAND
Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-452

8 DETAIL @ EMPLOYEE HUB ISLAND (2)

Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-402.1

3 DETAIL @ WOOD DRAWER/ SOFFIT
Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-402.1

1 DETAIL @ WOOD DRAWER
Scale:
Ref:

A-452
 1 1/2" = 1'-0"
A-402.1

2 DETAIL @ WOOD CABINET W/ SHELVES

A-405

No. Description Date
1 50% CD'S For Pricing 08/07/15
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



PLAM @ ALL EXPOSED
SURFACES

FIN. FLOOR

1 
1/

2"

2 
1/

2"

1/2"

2'
 - 

6"

VARIES1' - 0"

3'
 - 

0"

3'
 - 

6"

6"

CONTINUOUS
STAINLESS PULL, TYP.

1/4" THICK STEEL PLATE

1/2" DIAM.  POWDER
COATED STEEL ROD

1/4" THICK BASE
STEEL PLATE

1 
1/

4"
 R

ET
U

R
N

4"

A-452.1
4

TYP.

EASED SQUARED EDGE

PLAM @ ALL EXPOSED
SURFACES

RUBBER BASE

WHITE MELAMINE INTERIOR

"BREAD BOARD" PLAM
COUNTER

34
" M

AX

2'
 - 

4"

1'
 - 

4 
1/

2"
6"

1/4" THICK BASE
STEEL PLATE

1"

1"

4"

1" x 2 1/2"  STEEL TUBE
POWDER COATED TO
MATCH TRANSACTION TOP

1" x 1" x 2" WIDE STEEL
ANGEL WITH CONTERSINK
ANCHOR BOLT

1/2" DIAM.  POWDER
COATED STEEL ROD

1/8" GAP

3
A-452.1

TYP

PLAM DESK

1/2" DIAM. POWDER COATED STEEL RODS

HIGH "BREAD BOARD"

10' - 0"

5'
 - 

0"

3'
 - 

9"
8' - 1 1/2"

2' - 7 1/2"

3'
 - 

0"

2' - 0"

6"4"

2.5" SPACING TYP.

METAIL PLATE ABOVEBENT CORIAN PANELS

POWDER COATED STL RODS

STL BASE PLATE

3
A-452.1

TYP

36
".

28"-34" MAX HEIGHT OF "BREAD BOARD"

R 5' - 10 1/2"

R 5' - 4 1/2"

R 5' - 0 1/2"

R
 16'  - 5 "

R
 15' - 9"

R
 15' - 5"

2
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Lakers
Headquarters

2275 Mariposa, El Segundo, California 90245

2014-015

Lobby Reception Desk

A-452.1

Scale:
Ref:

A-452.1
 1 1/2" = 1'-0"
A-441

3 RECEPTION DESK SECTION A

Scale:
Ref:

A-452.1
 6" = 1'-0"
A-452.1

4 RECEPTION DESK BASE DETAIL

Scale:
Ref:

A-452.1
 1 1/2" = 1'-0"
A-441

2 RECEPTION DESK ELEVATIONS
Scale:
Ref:

A-452.1
 1 1/2" = 1'-0"
A-441

1 RECEPTION DESK PLAN

RECEPTION DESK PERSPECTIVE5

B - BACK ELEVATION

A - FRONT ELEVATION

No. Description Date
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



POLISHED CONCRETE

ALUM TRANSITION
STRIP

CARPET TILE

CARPET
RUBBER TRANISTION STRIP
RESILIENT FLOOR TILECERAMIC TILE ADHERED TO WALL

CERAMIC TILE FLOORING

2"

POLISHED CONCRETE PORCELAIN TILE

ALUM TRANSITION
STRIP

POLISHED CONCRETE

RUBBER TRANSITION
STRIP

RESILIENT

RESILIENT FLOOR TILE
RUBBER BASE ADHERED TO WALL

STRAIGHT (TOELESS) EDGE

CARPET FLOORING 2 
1/

2"

RUBBER BASE ADHERED TO WALL

COVE TOE EDGE

RESILIENT FLOORING

2 
1/

2"

PAINTED GWB

1/8" X 1/8" ALUMINUM
REVEAL CHANNEL WITH
REMOVABLE
PROTECTIVE FILM; MUD
AND TAPED INTO GWB

P. LAM. BASE

.

16
"

1/8
"

ALIGN

4" MIN
CLEARANCE

WFM-1

CONC-4

EDGE OF SLAB WHERE OCCURS

FINISH FLOOR

1/16"

3 1
/64

"1 1
/8"

LATEX SCREED

CONC-7

FINISH FLOOR

WOOD ATHLETIC FLOORING
SYSTEM  @ COURT PER 09 64 66,
TYP.

PERMITER COVE BASE -  3" X 4"
VENTILATING TYPE PER 09 64 66

SAFETY PADS PER 11 66 23

WALL-MOUNTED MIRROR BEHIND
WHERE OCCURS

SL
A B

 D
EP

.

3"

2" WOOD ATHLETIC FLOORING SLEEPER,
RESILIENT PAD, & STL. CHANNEL

(3
/4"

 N
OM

.)
25

/32
" M

AP
LE

 F
LO

OR
IN

G
(3

/4"
 N

OM
.)

23
/32

" S
UB

FL
OO

R

VAPOR BARRIER (6 MIL.)
OVER CONC. SLAB

ANCHORS

2"

6"

THRESHOLD PLATE COVER
ANCHORED TO SLAB EDGE

SOLID WOOD BLOCK @
THRESHOLD

8"

Z-CLIP ATTACHMENT

SHIM AS REQUIRED

SHIM AS REQUIRED

JAMB ANCHOR CLIPS
SHOP WELD TO FRAME

TWO STUDS AT EACH
JAMB TYP

FRAME FACE
MINUS 3/16"

STUD WIDTH

3/4"

CONTINUOUS WELD

WELD AND GRIND
SMOOTH WHERE
EXPOSED
TO VIEW

-
---

TYP OPTIONAL FURRING
STRIP, BY OTHER

STANDARD  PAD

OPTIONAL FURRING STRIP

7/16" WAFERBOARD
BACKER

2" FOAM FILLER

REINFORCED 14 OZ.
VINYL COVERING

A-453
10

TYP.

2
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2014-015

Transition Details

A-453
Scale:
Ref:

A-453
 3" = 1'-0"

1 CARPET - CONCRETE
Scale:
Ref:

A-453
 3" = 1'-0"

2 CARPET - RESILIENT
Scale:
Ref:

A-453
 3" = 1'-0"

3 CERAMIC TILE BASE - CERAMIC TILE
Scale:
Ref:

A-453
 3" = 1'-0"

4 CONCRETE - PORCELAIN TILE

Scale:
Ref:

A-453
 3" = 1'-0"

5 RESILIENT - CONCRETE
Scale:
Ref:

A-453
 3" = 1'-0"

6 RUBBER BASE - CARPET
Scale:
Ref:

A-453
 3" = 1'-0"

7 RUBBER BASE - RESILIENT

Scale:
Ref:

A-453
 6" = 1'-0"

9 TYP. P.LAM BASE

Scale:
Ref:

A-453
 3" = 1'-0"

8 WALK-OFF MAT (WFM-1)

Scale:
Ref:

A-453
 3" = 1'-0"
A-453

10
WALL BASE & THRESHOLD @ WOOD ATHLETIC
FLOORING

Scale:
Ref:

A-453
 3" = 1'-0"

11 HOLLOW METAL FRAME ANCHOR

Scale:
Ref:

A-453
 3" = 1'-0"

12 EcoVision Wall Protection Pads Details

No. Description Date
1 50% CD'S For Pricing 08/07/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



HEAD

BASE

5/4" & 3/4" WOOD
VENEER (BOOK
MATCHED) NO REVEALS

1/2" PLYWOOD

6" MTL STUDS 16" O.C.

SOLID WOOD BASE TO
MATCH

1/4
"

6"

1/2" PLYWOOD

6" MTL STUDS 16" O.C.

5/4" & 3/4" WOOD
VENEER (BOOK
MATCHED) NO REVEALS

ACOUSTICAL INSULATION

DRYWALL RECESS FOR LCD (N.I.C.).
SEE PLAN/ ELEVATION FOR
LOCATION/HEIGHT

6" METAL STUDS
16" O.C. U.O.N.

BASE AS SCHEDULED

ACOUSTICAL SEALANT
EACH SIDE

6" METAL RUNNER

FR BLOCKING AS REQ.

ACOUSTICAL SEALANT EACH SIDE
METAL RUNNER

FIRE RESISTIVE STRUCTURE

BRACKET FOR LCD

OUTLET, MOUNTING HEIGHT TBD

HEAD

BASE

MULLION

EXTERIOR GLAZING

ACOUSTICAL SEALANT

SILL BELOW

PARTITION AS
SCHEDULED

REF PLAN

BREAKMETAL

MULLION

EXTERIOR GLAZING

ACOUSTICAL SEALANT

SILL BELOW

PARTITION AS
SCHEDULED

REF PLAN

SNAP COVER (CONCEALS
FASTENERS)

EXTRUDED ALUM. TO
MATCH CURTAINWALL
FRAMING

SOUND DEADENING
COMPOSITE

COMPRESSIBLE
GASKET

XXX

2 HR FIRE-RATED
SHAFT WALL PARTITION
ASSEMBLY AS
SCHEDULED

DW
GS

SE
E 

ST
RU

CT
.

CONC. SLAB OVER
METAL DECK

STEEL BEAM SEE
STRUCT. DRAWINGS

2HR FIRE-RATED SHAFT
WALL PARTITION
ASSEMBLY AS
SCHEDULED

C.L. OF BEAM

RUNNING
CLEARANCE
LINE OF
ELEVATOR

ELEVATOR
HOISTWAY

HOISTWAY
DIVIDER BEAM
BEYOND

CUT STUDS
3/8" TO 1/2""
SHORTER
THAN
ASSEMBLY

2HR SHAFT WALL AT HOISTWAY EDGE BEAM

MA
X.

5/8
"

FACE OF WALL TO EDGE OF BEAM
1' - 2" MIN. CLR.

SHEETROCK
ACOUSTICAL SEALANT

6" OR 8" VERIFY TBD

3/4
" M

AX
 G

AP
.

1 HR FIRE-RATING:
SINGLE LAYER GYP.BD
BOTH FACES

INSULATION PER
PARTITION TYPE

CONT. FILL OF FIRE RATED
SEALANT. FILL FULL DEPTH
OF GYP. BD. PNLS

FLOOR RUNNER W/ MIN 1
1/4" FLANGES

FLOOR

STEEL STUD BRACING
@ 4'-0" OC

CONTINUOUS HORIZONTAL STEEL
STUD REQUIRED WHEN GYP BD
DOES NOT EXTEND TO STRUCTURE

SEAL AROUND BRACE AT RATED
PARTITIONS, WHEN STC
REQUIRED AND WHEN GYP BD
CONTINUES UP TO STRUCTURE

SCHEDULED CEILING

ACOUSTICAL BATTS IN STUD
CAVITY TO STRUCTURE WHEN STC
REQUIRED

GYP BD EXTENDS TO 6" MIN ABOVE
FINISHED CEILING (UNLESS RATED
OR ACOUSTICAL PARTITION)

STEEL (STUD SIZE PER
PARTITION CHART)

AL
LO

W
ED

 B
Y 

ST
UD

 M
FR

MA
XI

MU
M 

HE
IG

HT
 A

S

XXX

2 HR FIRE-RATED SHAFT
WALL PARTITION
ASSEMBLY AS
SCHEDULED

DW
GS

SE
E 

ST
RU

CT
.

CONC. SLAB OVER
METAL DECK

STEEL BEAM SEE
STRUCT. DRAWINGS

C.L. OF BEAM

STAIR
SHAFT

2HR (OR NON) SHAFT WALL AT STAIR SHAFT
PER INDICATED IN PLAN

2HR FIRE-RATED SHAFT
WALL PARTITION
ASSEMBLY AS SCHEDULED

MA
X.

5/8
"

SHEETROCK
ACOUSTICAL SEALANT

FACE OF WALL TO EDGE OF BEAM
1'-2" MIN. CLR.

A-454
4

SIM

STAIR

1"

1/2"
1 11/16"

XXX

2 HR FIRE-RATED
SHAFT WALL
PARTITION ASSEMBLY
AS SCHEDULED

DW
GS

SE
E 

ST
RU

CT
.

CONC. SLAB OVER
METAL DECK

STEEL BEAM SEE
STRUCT. DRAWINGS

C.L. OF BEAM

STAIR
SHAFT

2HR (OR NON) SHAFT WALL AT STAIR SHAFT
PER INDICATED IN PLAN

2HR FIRE-RATED
SHAFT WALL
PARTITION ASSEMBLY
AS SCHEDULED

MA
X.

5/8
"

SHEETROCK
ACOUSTICAL SEALANT

A-454
4

SIM

STAIR1"

5 1/4" E.O.S.

1/2"
1 3/4"

NOTE:
ALTERNATE FRAMING @
PARTITION TYPE 14Z:
[1] AOR TAKES NO TECHNICAL
EXCEPTION TO THE USE OF (2)
LAYERS OF 3 5/8" STEEL STUDS
IN LIEU OF A 10" DEEP SINGLE
STUD WALL.
[2] TO MEET 2-HOUR RATING
REQUIREMENTS FOR THE
CONTRACTOR'S PROPOSED
CHASE WALL, REFERENCE UL
DESIGN NO. U493.
[3] PROVIDE LATERAL BRACING
AS REQUIRED TO
ACCOMMODATE THE
VERTICAL SPAN BETWEEN
FLOORS.

2"

DW
G S

SE
E 

ST
RU

CT
.

CONC. SLAB OVER
METAL DECK

1/16" THK. FIRE STOP
SPRAY BOTH SIDES.
OVERLAP GYP. BD  &
DECKING BY 1/2" MIN.

1HR FIRE-RATED
PARTITION ASSEMBLY
AS SCHEDULED

MINERAL WOOL
BATTS PACKED IN
BETWEEN DECK
FLUTES AND
CEILING RUNNER /
GYP. BD PANELS

DEFLECTION
CHANNEL W/ 3" DEEP
FLANGES (MIN.)
ANCHORED TO DECK
12" O.C. (MIN)

CUT STUDS 3/4" SHORTER THAN
ASSEMBLY HEIGHT WHERE UL
DESIGN HW-D-0107 IS USED.SCREW WALL PANELS TO

STUDS DO NOT ATTACH
TO RUNNER

1 HR FIRE-RATED ASSEMBLY UL DESIGN HW-D-0107

NOTE: WHERE UL DESIGN HW-D-0107 IS NOT USED,
REFER TO PARTITION SCHEDULE SHEET A-631.

CEILING RUNNER
INSTALLED WITHIN
DEFLECTION CHANNEL.
MAINTAIN 1" GAP BETWEEN
RUNNER AND CHANNEL

1"

PERPENDICULAR TO DECK FLUTES

CONC. SLAB OVER
METAL DECK

MINERAL WOOL
BATTS PACKED IN
BETWEEN DECK
FLUTES AND
CEILING RUNNER /
GYP. BD PANELS

DEFLECTION
CHANNEL W/ 3" DEEP
FLANGES (MIN.)
ANCHORED TO DECK
12" O.C. (MIN)

SCREW WALL PANELS TO
STUDS DO NOT ATTACH
TO RUNNER

CEILING RUNNER
INSTALLED WITHIN
DEFLECTION CHANNEL.
MAINTAIN 1" GAP BETWEEN
RUNNER AND CHANNEL

1"

PARALLEL WITH DECK FLUTES

2"

1/16" THK. FIRE STOP
SPRAY BOTH SIDES.
OVERLAP GYP. BD  &
DECKING BY 1/2" MIN.

1HR FIRE-RATED
PARTITION ASSEMBLY
AS SCHEDULED

CUT STUDS 3/4"
SHORTER THAN
ASSEMBLY HEIGHT

SILL BELOW
(WHERE OCCURS)

MULLION (OCCURS)

EXTERIOR GLAZING

BREAKMETAL - PAINTED
BLACK

ACOUSTICAL SEALANT
AT MULLIONS

3-5/8" 20 GA. STUD @
MULLIOND & @ 16" O.C.
WHERE REQUIRED

3-5/8" 20 GA. TRACK @ SILL &
HEAD.

(EXTERIOR)
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Partition Details

A-454Scale:
Ref:

A-454
 1" = 1'-0"

1 A-11 PARTITION TYPE WOOD FEATURE WALL
Scale:
Ref:

A-454
 1" = 1'-0"

2 A-13 PARTITION TYPE (CONFERENCE ROOMS)

Scale:
Ref:

A-454
 3" = 1'-0"
A-111

5 PARTITION AT MULLION W/BREAKMETAL
Scale:
Ref:

A-454
 3" = 1'-0"

6 TYPICAL ACOUSTIC PARTITION @ MULLION

Scale:
Ref:

A-454
 3" = 1'-0"
A-404

9 SHAFT WALL PARTITION HEAD DETAIL

Scale:
Ref:

A-454
 3" = 1'-0"
A-442

4
FIRE RATED ASSEMBLY BOTTOM OF PARTITION
DETAIL

Scale:
Ref:

A-454
 1 1/2" = 1'-0"

3 PARTITION BRACING SECTION

Scale:
Ref:

A-454
 3" = 1'-0"
A-442

10 STAIR WELL WALL DETAIL A
Scale:
Ref:

A-454
 3" = 1'-0"

11 STAIR WELL WALL DETAIL B

Scale:
Ref:

A-454
 3" = 1'-0"
A-442

8 TYPICAL PARTITION HEAD DETAIL

Scale:
Ref:

A-454
 3" = 1'-0"
A-111

7
DOUBLE PARTITIONS AT WINDOW W/
BREAKMETAL
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STUD CLIPS, ALLOWING
VERTICAL MOVEMENT

TYPE 'X' GYP. BD., TYP.

METAL STUD FRAMING
SYSTEM

DEFLECTION TRACK,
16 GA.

Z-CLIP, 2" WIDTH

FIRE CAULK 1/8" MIN. 1/2" MAX.,
TYP.

CONCRETE OVER METAL DECK

7"
 M

IN
1/2

"

FIRE CAULK 1/8"
MIN. 1/2" MAX., TYP.

UL # HW-D-1011
PARALLEL TO METAL DECK
2 HR. RATING
3" JOINT WITH 100%
COMPRESSION CAPABILITY

ACCEPTABLE  ALTERNATIVE
JOINTS ASSEMBLIES:
    UL # HW-D-1060
    UL # HW-D-1063
    UL # HW-D-1033
(NOMINAL JOINT WIDTH 4
3/8", 46% COMPRESSION
CAPABILITY)

HILTI 1/2" DIA. KBTZ ANCHOR (ESR
1917) WITH 2" MIN. EMBEDMENT @
16" O.C.

INSULATION WHERE
OCCURS

16 GA (0.059") GALV STEEL
STRAPS TO SPAN EACH
FLUTE TO OVERLAP MIN
1-1/2"

SHAFT WALL ASSEMBLY-
SEE FLOOR PLANS FOR WALL TYPE.

2 #10 SMS @ 16" O.C.

1"1"

SHAPED MINERAL WOOL BATT
INSULATION  FIT TO
COMPLETELY FILL THE FLUTES
WITH SEAMS SPACED 24" MIN.

2 HR RATING WITH 3/4" JOINT MAX
AND 19% COMPRESSION OR
EXTENSION

MA
X

3/4
"

SLOTTED CEILING TRACK

4 PCF DENSITY MINIERAL WOOL
BATT INSULATION CUT INTO
STRIPS TO FILL THE GAP
BETWEEN LINER &  ROOF DECK

HILTI 1/2" DIA. KBTZ ANCHOR (ESR
1917) WITH 2" MIN. EMBEDMENT @
CENTERLINE OF EACH LOWER FLUTE

INSULATION WHERE OCCURS

CONCRETE SLAB OVER
METAL DECK PER
STRUCTURAL.

2 HR. SPRAYED APPILIED
FIREPROOFING, ISOLATEK
INTERNATIONAL-TYPE 300 OR
EQUIVALENT (1 HOUR AT
ROOF LEVEL) PER SHEET
G-003 & G-003.1.

ALTERNATE FOR BEAM
WHERE INDICATED IN
DRAWINGS:  INTUMESCENT
COATING, PER SHEET G-003 &
G-003.1.

REFER TO SHEET
G-003, G-003.1, &
APPLICABLE UL
DESIGN FOR
THICKNESSES

STEEL BEAM PER STRUCTURAL

3-5/8" LIGHT GUAGE
METAL FRAMING

5/8" GWB

CORNER BEAD,
TYP.

BEAM

COLUMN

2 HR. SPRAYED APPILIED
FIREPROOFING, ISOLATEK
INTERNATIONAL-TYPE 300 OR
EQUIVALENT (1 HOUR AT
ROOF LEVEL) PER SHEET
G-003 & G-003.1.

ALTERNATE FOR BEAM WHERE
INDICATED IN DRAWINGS:
INTUMESCENT COATING PER
SHEET G-003 & G-003.1.

REFER TO SHEET
G-003, G-003.1, &
APPLICABLE UL
DESIGN FOR
THICKNESSES

2 HR. SPRAYED APPLIED
FIREPROOFING, UL # HW-
D-0452, TYP

STEEL BEAM

20 GA. ZEE  CLIPS @
16" O.C.

1-HR. WALL ASSEMBLY PER
SCHEDULE

16 GA. SLOTTED V-SECTION MTL.
CHANNEL

UL # HW-D-0452

2 HR. RATING
1/2" NOMINAL JOINT
WITH 100%
COMPRESSION
CAPABILITY

3/4
" M

AX
. C

LR
.

MI
N.

 1/
2"

 C
LR

.

GL

1-5/8" STUD FRAMING @ 16"
O.C.

#8 SMS, TYP.

FIRE-RATED ACOUSTICAL
ELASTOMERIC SEALANT, TYP

CONCRETE SLAB

2" INTUMESCENT STRIP ON LONG LEG OF
ANGLE, TYP.

20 GA. METAL ANGLE,  TYP.

OMIT 1-5/8" STUD
FRAMING & GYP BD
WHERE NOT
EXPOSED TO VIEW

CL
R

1/2
" M

IN

5/8" TYPE X GYP. BD., TYP.

SEALANT,  TYP.

20 GA. SHEET METAL TRIM, PAINTED,
TYP.

1/8" OFFSET, TAPE & FINISH

CONCRETE SLAB

8"
1/2

"

UL # HW-D-1012
PARALLEL TO METAL DECK
2 HR. RATING
3" JOINT WITH 100%
COMPRESSION CAPABILITY

DEFLECTION TRACK, 16 GA.

STUD CLIPS, ALLOWING
VERTICAL MOVEMENT

TYPE  'X' GYP. BD., TYP.

METAL STUD FRAMING
SYSTEM

Z-CLIP, 2" WIDTH W/ #10 SMS @
12" O.C., TYP.

FIRE CAULK 1/8" MIN. & 1/2"
MAX., TYP.

HILTI 1/2" DIA. KBTZ ANCHOR (ESR
1917) WITH 2" MIN. EMBEDMENT
@ 16" O.C.

WIDTH PER PLANFO
S

FO
S

8 1
/2"

1/2
"

STUD CLIPS,
ALLOWING VERTICAL
MOVEMENT, TYP.

METAL STUD FRAMING
SYSTEM, SEE FLOOR
PLAN FOR WALL TYPES

TYPE 'X' GYP. BD.

DEFLECTION TRACK,
16 GA.

BOTTOM OF METAL
DECK FLUTE BEYOND

CONCRETE SLAB

FIRE CAULK 1/8" MIN.
1/2" MAX., TYP.

MINERAL FIBER

UL # HW-D-1012
PERPENDICULAR TO METAL
DECK
2 HR. RATING
3" JOINT WITH 100%
COMPRESSION CAPABILITY

HILTI 1/2" DIA. KBTZ
ANCHOR (ESR 1917) WITH
2" MIN. EMBEDMENT  @
FLUTE,  TYP.

FO
S

FO
S

WIDTH PER PLAN

SLIP CONNECTION FIXED CONNECTION

STRUCTURAL STEEL
W FIRE PROTECTION

1/2" MIN.

3" MIN.

1/2" MIN.

3" MIN.600T125-154
TOP STUD
TRACK

METAL STUDS
-  SEE FLOOR
PLANS FOR
WALL TYPE

20 GA.
SLOTTED SLIP
TRACK WITH 3
1/2" LEG,
ATTACH W/ #8
WAFERHEAD
SCREW AT 16"
OC AT EACH
SIDE OF STUD

#10 SMS BOTH
SIDES @
EACH STUD

2 HILTI .145" X-S13 THP (ESR
1752) SHOT PINS @ 24" O.C.

1" MIN.
1" MIN.

BOTTOM TRACK TO
TOP FLANGE SIM.

20 GA Z-CLIP @
24" OC. FASTEN
BEFORE SPRAY

CEILING JOIST
LAP CONNECTION

CEILING JOIST CONN
TO EXTERIOR WALLCEILING JOIST

CEILING JOIST CONN TO
WALL THRU 2-LAYER OF GYP

CEILING JOIST CONN TO
WALL THRU 1-LAYER OF GYP

CONT 54MIL BRAKE
MTL W/2-#10 SMS
EA VERTICAL STUD.

STUD2-LAYER GYP BOARD
(2 5/8" MAX)

CEILING JOIST
PER SCHEDULE

2-#10 SMS TRACK
TO EA STUD
THRU BRAKE MTL

2"
2"

5/8"

D EC

BA

STUD

1-LAYER GYP BOARD
(5/8" MAX)

3-#10 SMS
EA STUD

CEILING JOIST
PER SCHEDULE

CEILING JOIST
PER SCHEDULE

L 1 1/2" x 1 1/2" x 33 MIL
CONT W/ 1-#10 SMS
EA LEG, EA STUD
AND JOIST

CEILING JOIST
PER SCHEDULE

TY
P.

1/2
"

TY
P.

1/2
"

STUD

3-#10 SMS, TYP.

STUD

#8 SMS AT EA STUD
(2-TOTAL)

STUD

±6"

EQ

±6"

EQ

STUD

54 MIL x 1 1/2"
CRC W/ 2-#8
SMS @ EA
STUD AT
BRACED JOIST

JOIST SIZE
& SPACING
PER
SCHEDULE

1" FLANGE CONT TRACK-
GUAGE PER CHEDULE W/ #8
SMS EA FLANGE, EA STUD.
SEE DETAILS 'B' THRU 'E' FOR
CONNECTION TO STUD, TYP.

CEILING JOIST SCHEDULE
UNBRACED JOIST BRACED JOIST

STUD JOIST
SIZE & SPACING MAX SPAN TRACK

THICKNESS MAX SPAN TRACK
THICKNESS

400S162-33 @ 24"O.C.

400S162-43 @ 24"O.C.

400S162-33 @ 16"O.C.

400S162-54 @ 24"O.C.

400S162-43 @ 16"O.C.

400S162-54 @ 16"O.C.

8'-3" 54 MIL 10'-0" 54 MIL

8'-9" 54 MIL 11'-6" 68 MIL

9'-0" 43 MIL 11'-9" 54 MIL

9'-6" 54 MIL 12'-3" 68 MIL

10'-0" 54 MIL 13'-3" 54 MIL

10'-9" 54 MIL 14'-0" 54 MIL

7"
 M

IN
1/2

"

STUD CLIPS, ALLOWING
VERTICAL MOVEMENT

METAL STUD
FRAMING SYSTEM

TYPE 'X' GYP. BD.

DEFLECTION TRACK, 16 GA.

CONCRETE SLAB

FIRE CAULK 1/8" MIN. 1/2" MAX.,
TYP.

FIRE CAULK 1/8" MIN.
1/2" MAX., TYP.

MINERAL FIBER
GYP. BD. BEYOND

UL # HW-D-1011
PERPENDICULAR TO
METAL DECK
2 HR. RATING
3" JOINT WITH 100%
COMPRESSION
CAPABILITY

ACCEPTABLE
ALTERNATIVE JOINTS
ASSEMBLIES:
    UL # HW-D-1060
    UL # HW-D-1063
    UL # HW-D-1033
(NOMINAL JOINT
WIDTH 4 3/8", 46%
COMPRESSION
CAPABILITY)

HILTI 1/2" DIA. KBTZ ANCHOR (ESR
1917) WITH 2" MIN. EMBEDMENT @ 16"
O.C.

INSULATION WHERE
OCCURES

GENERAL NOTES:

1.  ALL STUDS ARE 600S162-54. @ 16" O.C. MAX. FOR INTERIOR WALL, U.N.O.

2.  CALCULATIONS ARE BASED ON SSMA PER  ICC REPORT ES ER-4943P. OTHER SUBSTITUTION
MUST MEET PROPERTIES LISTED, TYPICAL

3.  FOR LOCATIONS OF CABINETRY (CASE-WORK), ELECTRICAL. EQUIPMENT, HANDRAILS, AND
OTHER WALL MOUNTED ELEMENTS, SEE FLOOR PLANS AND EQUIPMENT FLOOR PLANS.

4.  FOR TOP TRACK ANCHORAGE REFER TO DETAILS  C2/A00-45 AND A2, C5, D5 ON SHEET
A00-46

5.  FOR ALL STUD WALL ANCHORING TO CONCRETE SLAB AND STEEL DECK/CONCRETE.
SPACING OF ANCHORS PER A2/A00-45 TYPICAL U.N.O.

6.  SEE THE FLOOR PLANS FOR THE FIRE WALL LOCATIONS, VERIFY THE TYPE OF FIRE RATING
AND FIRE STOP DETAILS AT THE STOP CONNECTION OF WALLS TO DECK ABOVE.

7.  ALL RUNNERS TO BE CONNECTED TO EACH STUD OR JOIST W/ 2 #10 SMS AT EACH FLANGE.

8. STUD ASSEMBLIES TO COMPLY WITH SPECIFICATIONS AND LARR #25889.

9. INTERIOR AND EXTERIOR FIRE-RESISTIVE ASSEMBLIES AND SHAFT WALLS TO COMPLY WITH
SPECIFICATIONS AND LARR #2404.  RELATED FIRE SAFING TO COMPLY WITH SPECIFICATIONS
AND LARR #25775.

10. FOR FIRE PROOFING OF STRUCTURAL STEEL, FLOORS, & ROOF, SEE SHEET G-003
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Partition Details

A-454.1
Scale:
Ref:

A-454.1
 3" = 1'-0"

1 TYP. FIRE RATED HEAD DETAIL - SINGLE STUD
Scale:
Ref:

A-454.1
 3" = 1'-0"

2 TYP. FIRE RATED HEAD DETAIL @ SHAFT WALL

Scale:
Ref:

A-454.1
 3" = 1'-0"

5 FIRE RATED BEAM & COLUMN

Scale:
Ref:

A-454.1
 3" = 1'-0"

8 FIRE RATED HEAD DETAIL @ BEAM

Scale:
Ref:

A-454.1
 3" = 1'-0"

3 TYP. FIRE RATED HEAD DETAIL DOUBLE STUD

Scale:
Ref:

A-454.1
 3" = 1'-0"

6 TYP. FIRE RATED HEAD DETAIL - DOUBLE STUD

Scale:
Ref:

A-454.1
 3" = 1'-0"

7 TYP. PARTITION CONNECTION @ STEEL BEAM
Scale:
Ref:

A-454.1
 1 1/2" = 1'-0"

9 HARD LID CEILING

Scale:
Ref:

A-454.1
 3" = 1'-0"

4 TYP. FIRE RATED HEAD DETAIL - SINGLE STUD

No. Description Date
1 50% CD'S For Pricing 08/07/15
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
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THIS DRAWING IS FOR GRAPHIC
PRESENTATION ONLY. REF
PARTITION TYPE FOR NUMBER OF
LAYERS OF GYP BD, ETC.

PARTITION PRIORITY LEGEND
TWO HOUR RATED SHAFTWALL
TWO HOUR SMOKE PARTITION
TWO HOUR RATED PARTITION
PARTITION TO DECK
PARTITION TO 4" MIN ABOVE CEILING

PRIORITY 1 HIGHEST
PRIORITY 2
PRIORITY 3
PRIORITY 4
PRIORITY 5 LOWEST

LOWER PRIORITY WALL

HIGHER PRIORITY WALLS
TO RUN CONTINUOUS
PAST LOWER PRIORITY
WALL

1/2"

TO ATTACHMENT
7/8"

2-HR FIRE RATED

ZINC CONTROL
JOINT (BOTH
SIDES)

5/8" TYPE "C"
GYP BD

MINERAL WOOL
INSULATION
COMPRESSED
TO FILL OPENING

2' - 0"

.

30'-0" MAX CONTROL JOINTS AT 30'-0" MAX

TO ATTACHMENT
7/8"

2-HR FIRE RATED

1" SHAFT WALL
LINER

5/8" TYPE "C"
GYP BD

MINERAL WOOL
INSULATION
COMPRESSED
TO FILL OPENING

.

30'-0" MAX CONTROL JOINTS AT 30'-0" MAX

1/2" MAX
J RUNNER

ZINC CONTROL
JOINT

2' - 0" MIN

SECTION A SECTION B

1/2" MAX

1 1/2" x 1 1/2" x 16 GA
GALVANIZED ANGLE

STEELE E-STUD

DAMPER SLEEVE

ELEVATION AT DUCT OPENING
N.T.S

STEEL RUNNER

STEEL E-STUDS
BACK -TO-BACK

STEEL CH CHANNEL

CEILING

STEEL J-RUNNER

DUCT OPENING
A

B

SEALANT, TYP

PARTITION
TAG

STUD
SIZE

STUD
GAUGE

STUD
SPACING

MAX. HORIZONTAL SPAN
L/240

FIRE RATING/
TEST NO

ACOUSTIC PROPERTIES WALL
THKSTC INSUL THK TEST NO

2-1/2" CH         25 GA         24" OC            6'-0" - 2 HR / NER-258 / AER-09038 / UL415     39             --    --        3-3/4"

MTL. J RUNNER
FASTENED TO
ADJACENT WALL
CONT. BEAD
SEALANT
FACE OF ADJACENT
 FIRE-RATED CONSTRUCTION

SECTION

1" SHAFT
WALL LINER

MTL, C-H STUD

2 LAYER 1/2"
TYPE C GYP. BD.

ROTATED SECTION

NOTE: (*) - "At Horizontal Assemblies, provide and install:
Triple Layer
With 1" liner panels inserted in USG C-H studs 24" o.c. and triple-layer 1/2" Sheetrock Firecode C
Core gypsum panels screw-attached to studs, the system provides two-hour protection from fire.
Double Layer
With double-layer 1/2" Sheetrock Firecode C Core gypsum panels screw-attached to studs, the
assembly provides two-hour fire-resistive ceiling construction for corridors and stair soffits (see
Design Details). "

4" CH         25 GA         24" OC            9'-2" - 2 HR / NER-258 / AER-09038 / UL415     39             --    --        5-1/4"
2-1/2" CH         20 GA         24" OC            7'-10" - 2 HR / NER-258 / AER-09038 / UL415     39             --      --        3-3/4"
4" CH         20 GA         24" OC            13'-2" -  2 HR / NER-258 / AER-09038 / UL415    39             --     --        5-1/4"
6" CH         20 GA         24" OC            15'-10" -  2 HR / NER-258 / AER-09038 / UL415    39             --         --       7-1/4"

SEALANT

CORNER
REINFORCEMENT

GYP. PANELS

MAX. SPAN 11'-8" /W 20 GA. STUDS(*)
MAX. SPAN 8'-11" /W 25 GA. STUDS(*)

SEALANT

FASTENER 24" O.C. MAX.

DUCT SURFACE FASTENER 24" O.C. MAX.

1" GYP. LINER PANEL

STEEL J-RUNNER

STEEL C-H STUD

NOTE: (*) - FOR LIMITING SPAN CRITERIA AND DIMENSIONS REFER TO DETAIL 2/A454.2

FLOOR STRUCTURE

RATED PARTITION

NON-RATED WALL
BELOW WHERE
SHOWN PER PLAN

1" GYPSUM LINER
PANEL-INSTALL ONLY
BEHIND BOXES WHERE
FACE PANELS ARE CUT
OR REMOVED

4" 4"
25 GA. STEEL STRIP
(6"X12" MIN.)

1" GYPSUM LINER
PANELS

CALL BUTTON BOX

SEE PARTITION TYPE
FOR METAL STUD SIZE,
GYP. BD. THK. AND
LAYERS

6" MAX

GYP.BD WALL PANELS

TYP - CORNER
REINFORCEMENT

STEEL C-H
STUD FRAMING
STEEL 'J'
RUNNER

TYP - STEEL 'J'
RUNNERS

TYP - CORNER
REINFORCEMENT

TYP - 1" GYP.BD LINER
PANELS

7/8
"

WIRE TIE

METAL CHANNELS BEYOND
(PERPENDICULAR TO
FURRING CHANNELS)

METAL FURRING
CHANNELS
5/8" GYP.BD
PANELS

FURRED GYP.BD
PARTITON AS
SCHEDULED

TAPE FINISH
DRYWALL

METAL CHANNELS BEYOND
(PERPENDICULAR TO FURRING CHANNELS)

GYP.BD BACKER PANEL

WIRE TIE

5/8" GYP.BD PANELS

ZINC CONTROL JOINT

METAL FURRING CHANNELS

NOTES: PER IBC 711.3.4
1. MAINTAINING FIRE RATING AROUND A GREATER THAN 16 SQ IN CABINET IS NOT NECESSARY IF THE

BOX HAS BEEN TESTED FOR USE IN A FIRE-RESISTANT RATED ASSEMBLY.

STL ELECTRICAL PANEL, FHC, FEC,
OTHER RECESSED CABINET OR BOX
OVER 16 SQ IN IN FACE SIZE. MAINTAIN
FIRE RESISTANT RATING OF  THE
PARTITION ON ALL SIDES, TOP  AND
BOTTOM OF THE CABINET.

ONE OR TWO LAYERS OF 5/8" TYPE
GYP BD AS REQUIRED PER
PARTITION TYPE

2 1/2" MIN MTL
STUD 24" OC MAX

VARIES

TAPE/FEATHER
PARTITION AS SCHEDULED

BALCO 75FWG-1
EXPANSION JOINT COVER;
WHITE

SECURE @ 20" O.C.

1/2"  TEMPERED GLASS.
EASE ALL EDGES. SEE
ELEVATIONS FOR GLASS
TYPES.

BASE AS SCHEDULED

ALUM CHANNEL

FLOORING AS SCHEDULED

FLOORING AS SCHEDULED

ALUM CHANNEL

PARTITION AS SCHEDULED

CEILING AS SCHEDULED

SEE ELEVATIONS
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Partition Details

A-454.2Scale:
Ref:

A-454.2
 1 1/2" = 1'-0"

3 PARTITION PRIORITY LEGEND

Scale:
Ref:

A-454.2
 1 1/2" = 1'-0"

7 GYP.BD PARTITION CONTROL JOINT DETAILS
Scale:
Ref:

A-454.2
 1 1/2" = 1'-0"

8
SHAFT WALL PARTITION CONTROL JOINT
DETAILS

Scale:
Ref:

A-454.2
 1 1/2" = 1'-0"

14
SHAFT WALL PARTITION CONTROL JOINT
DETAILS

Scale:
Ref:

A-454.2
 3" = 1'-0"
A-421

2 2 HR SHAFT WALL CEILING /SOFFIT

Scale:
Ref:

A-454.2
 3" = 1'-0"
A-442

6 2 HR FIRE-RATED METAL DUCT ENCLOSURE

Scale:
Ref:

A-454.2
 3" = 1'-0"

10 CALL BUTTON PLAN DETAIL

Scale:
Ref:

A-454.2
 1 1/2" = 1'-0"

13
CORNER CONFIGURATIONS AT SHAFT WALL PTN
FRAMING

Scale:
Ref:

A-454.2
 3" = 1'-0"

12
PERIMETER EDGE DETAIL STL FRAMED GYP.BD
CEILING

Scale:
Ref:

A-454.2
 3" = 1'-0"

11
CONTROL JOINT DETAIL STL. FRAMED GYP. BD
CEILING

Scale:
Ref:

A-454.2
 1 1/2" = 1'-0"

9 RECESSED CABINET IN RATED WALL

Scale:
Ref:

A-454.2
 6" = 1'-0"

4 EXPANSION JOINT @ GWB PARTITION
Scale:
Ref:

A-454.2
 1 1/2" = 1'-0"

5 TYPICAL HERCULITE GLASS WALL
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DUCT OPENING, VERIFY
THE SIZE W/ MECH.

OPENING

TOP OF TRACK

TOP OF ROUGH OPENING

TOP OF CONC AT FLOOR

JA
MB

 P
ER

SC
HE

DU
LE

JA
MB

 P
ER

SC
HE

DU
LE

JA
MB

 P
ER

SC
HE

DU
LE

JA
MB

 P
ER

SC
HE

DU
LE

3' 
- 0

"

OPENING
FOR
DOOR

OPENING

9

12' - 0"  MAX OPENING WIDTH LOW DUCT
OPENING

BACKING FOR GRAB BARS,
HAND RAILS, SPECIALITY
EQUIPMENT AND MISC. ITEMS
ANCHORED ON WALL, U.N.O.

BACKING FOR FULL HT.
CABINETS, U.N.O.

BACKING FOR UPPER
AND LOWER
CABINETS, U.N.O.

JA
MB

 P
ER

 D
ET

AI
LS

 &
SC

HE
DU

LE

8

12' - 0"  MAX OPENING WIDTH
7

12' - 0"  MAX OPENING WIDTH

TOP OF TRACK

TOP OF ROUGH OPENING

TOP OF CONC AT FLOOR
TYPICAL WALL
INTERSECTION, U.N.O.

A-454.3
12

A-454.3
4

A-454.3
4

A-454.3
10

A-454.3
10

SPLICE

SPLICEA-454.3
9

A-454.3
9

A-454.3
10

A-454.3
8

A-454.3
5

A-454.3
10

A-454.3
7

A-454.3
6

BOTTOM TRACK

A-454.3
5

A-454.3
5

A-454.3
5

A-454.3
6

LINE OF LATERIAL
BRACING

LINE OF LATERIAL
BRACING

LINE OF LATERIAL
BRACING

LINE OF LATERIAL
BRACING

LINE OF LATERIAL
BRACING

LINE OF LATERIAL
BRACING

A-454.3
2

SIM

A-454.3
2

SIM

A-454.3
2

SIM

11

A-454.3

TYP.

3-#8 PAN HEAD SMS TYPICAL

(3) FULL HEIGHT 25 GA STL STUDS @ 24"
OC (600S162-18 MIN), WHERE BACK PLATE
OCCURS, TYP-#8 PAN HEAD SMS TYPICAL

6" X 1 1/4" X 16 GA STL TRACK, NOTCH
AROUND STUDS

NOTE:
1.  PROVIDE BACKING PLATES AT ALL INDICATED OR REQUIRED LOCATIONS INCLUDING, BUT NOT LIMITED TO, AT
CASEWORK, GRAB BARS, HANDRAILS, LIGHTING, SIGNAGE, AND EQUIPMENT.

2.  OPTIONAL FLAT STOCK BACK IS ALLOWABLE AT LOW LBS. IMPACTS, SEE OPTIONAL PARTITION DETAIL SHEETS.

1/8" MAX

1/8" MAX

2" MIN.-TYP.

SPLICE CENTER LINE

ALIGN THE TRACKS

SPLICE AND SECTION
CENTER LINE

ADDED ANCHORS AT
ENDS OF THE TRACKS

ALIGN THE TRACKS

FLOOR TRACK

TOP TRACK

ADD 12" LONG INTER LAPPING TIE SECTION W/ 2 - #10 SMS AT EACH END
AND SIDE OF THE TRACKS

ALTERNATE 1 -
AT CONC. CURBS
HILTI 0.138" DIA.
X-ZF22P8T SHOT
PIN, ESR 1752 @
32" O.C. SEE
DETAIL C1/- FOR
LAYOUT SPACING
OF SHOT PINS

ADDED ANCHORS AT ENDS
OF THE TRACKS

ADD 12" LONG INTER LAPPING
TIE SECTION W/ 2 - #10 SMS AT
EACH END AND SIDE OF THE
TRACKS

600S162-18 @ 24" OC

600S162-54 BACKING STUDS,
ATTACH  WITH 3 -  #10 SELF
TAPPING SCREWS AT EACH
STUD. CUT OUT LEGS AT
EACH STUD - EXTEND ONE
STUD BEYOND WHERE
BACKING IS REQUIRED.

CENTER LINE OF BACKING

SEE DETAIL 2/A-454.3 FOR
ADDITIONAL
INFORMATION

1-#10 X 1/2"  LOW PROFILE
SCREW, EACH STUD AT BOTH
SIDES, TYP.

TYP. STUD AT 24" OC UNO

600T125-18 RUNNER TRACK U.N.O.

HILTI 0.138: DIA. X-ZF22P8T SHOT PIN
(ESR-1752)  @ 16" OC FOR INTERIOR
FRAMING, U.N.O

2" MAX 2" MAX.

ALTERNATE 1 - AT CONC. CURBS
HILTI 3/8" DIA. KB TZ (ESR 1917)
W/ 2" MIN. EMBED @ 32" O.C. SEE
DETAIL C1/- FOR LAYOUT
SPACING OF ANCHORS @ JAMBS

1-#10 LOW PROFILE
SCREW, EACH STUD AT
BOTH SIDES

TYP. STUD 25GA. AT 24" OC
UNO

600T125-18  RUNNER TRACK

ALTERNATE 1 - AT CONC.
CURBS HILTI 3/8" DIA. KB TZ
(ESR 1917) W/ 2" MIN. EMBED @
32" O.C.

HILTI 0.138 DIA. X-ZF22P8T SHOT
PINS (ESR-1752) LOW VELOCITY
FASTNER @ 16" OC FOR INTERIOR
FRAMING, U.N.O.

1-#10 X 1/2" LOW
PROFILE SCREW,
EACH STUD AT BOTH
SIDES

STUD ADJACENT TO
JAMB NOT SHOWN
FOR CLARITY

ANGLE 11/2"x 11/2"x 16
GA. x STUD WIDTH 'W'
LONG CLIP W/ (3)#10
SMS @ EA. LEG-
PROVIDE CLIP @ TOP &
BTM OF BOX SILL

CUT WEB AND EXTEND
FLANGES OF STUD OVER JAMB
STUD W/ (1) #10 SMS @ EA.
STUD, N.S. & F.S.

STUDS PER JAMB SCHEDULE

#10 SMS @ 12" O.C.
EA. SIDE

1/2" 1/2"

A

SECTION B

FINISH FLOOR
OF CONC. SLAB

OPENING

4 - HILTI 0.138 DIA. X-ZF22P8T SHOT
PINS (ESR-1752) @ 16" OC FOR
INTERIOR FRAMING - TYP. AT ALL
OPENINGS, U.N.O.

2"

ELEVATIONSECTION A

ELEVATION

"W"

2 - #10 SCREWS
@ 16" O.C.

B

MAX.

2" 4"

TRACK PER
SCHEDULE

EQ
.

2"
EQ

.

2 #10 SMS @ 16" O.C.

(1/8) 1-16

STUD JAMB PER SCHEDULE,
SINGLE LARGE FLANGE JAMB STUDS ARE ACCEPTABLE, SEE
OPTIONAL PARTITION DETAIL SHEETS

TYP.
EACH
SIDE

1-#10 - 16  LOW PROFILE SCREW,
EACH STUD AT BOTH SIDES

TYP. STUD 25 GA. AT 24" OC UNO

600T125-18 RUNNER TRACK4 - HILTI 0.138: DIA. X-ZF22P8T
SHOT PIN (ESR-1752) - TYP. AT
ALL DOORS

2" MAX.

3"

HILTI 0.138: DIA. X-ZF22P8T SHOT
PIN (ESR-1752) @ 16" OC FOR
INTERIOR FRAMING, U.N.O.

2-#10 - 16  LOW PROFILE SCREW, @
16" OC

2-#10 - 16  LOW PROFILE SCREW,
@ 16" OC

600T125-18, VERIFY THE ROUGH
OPENING

PLAN VIEW

ELEVATION VIEW

MAX.

3"

ALTERNATE 1 - AT CONC. CURBS
HILTI 3/8" DIA. KB TZ (ESR 1917)
W/ 2" MIN. EMBED @ 32" O.C. SEE
DETAIL C1/- FOR LAYOUT
SPACING OF ANCHORS @ JAMBS

JAMB PER JAMB SCHEDULE,
SINGLE LARGE FLANGE JAMB STUDS ARE ACCEPTABLE, SEE
OPTIONAL PARTITION DETAIL SHEETS

1-#10 - 16  LOW PROFILE SCREW,
EACH STUD AT BOTH SIDES

600S162-18 @ 24" OC U.N.O.

600T125-18 RUNNER TRACK

2 - HILTI 0.138: DIA. X-ZF22P8T
SHOT PIN (ESR-1752)

2" MAX.

2"

HILTI 0.138: DIA. X-ZF22P8T SHOT
PIN (ESR-1752) @ 16" OC FOR
INTERIOR FRAMING, U.N.O.

1-#10 - 16  SCREW, AT 16" OC
VERTICAL

2-#10 - 16  LOW PROFILE SCREW, at
16" OC

PLAN VIEW

ELEVATION VIEW

2 - HILTI 0.138: DIA. X-ZF22P8T SHOT PIN
(ESR-1752) LOW VELOCITY FASTNERS PROVIDE
AT TOP AND BOTTOM TRACKS, U.N.O.

2-#10 - 16  SCREW, AT 16" OC
VERTICAL, U.N.O.

ALTERNATE 1 - AT CONC. CURBS
HILTI 0.138" DIA. X-ZF22P8T
SHOT PIN, ESR 1752 @ 32" O.C.
SEE DETAIL C1/- FOR LAYOUT
SPACING OF SHOT PINS

TYP. STUD  AT 24" OC UNO

1/
2"

OPENING

JAMBS PER JAMB SCHEDULE

4"

3RD JAMB STUDS WHERE
OCCURS PER SCHEDULE

.145 DIA X 1" SHOT PIN
AT 32" O.C. MAX

SEE DETAIL 1/A00-42 FOR
ADDTIONAL DEEP SLOTTED
TRACK AND CLEARANCE
INFORMATION
1 - #10 x 1/2" LOW PROFILE
SCREW AT BOTH SIDES OF
EACH STUD

PROVIDE 4 - HILTI 1/2" DIA.
KBTZ ANCHOR (ESR 1917)
W/ 2" MIN. EMBEDMENT AT
TOP OF JAMB

TYP. STUD AT 24" OC UNO

CUT BOTH FLANGES
AND BEND 600T150-18
TRACK @ TOP & BTM
OF BOX HEADER -
ATTACH TO STUD W/ 2
#10 SMS

CUT WEB AND EXTEND
FLANGES OF BOX STUDS
OVER JAMB STUDS W/ (3) #10
SMS @ EA. STUD

STUD JAMB PER SCHEDULE

#10 SMS @ 12" O.C.
EA. SIDE - TYP.

A

SECTION A

OPENING

DOUBLE STUDS OF
BOX HEADER PER
HEADER SCHEDULE

ELEVATION

TRACKS OF BOX HEADER
PER HEADER SCHEDULE

C

SECTION B

(1/8) 1-16

STUD JAMB PER
SCHEDULE

4"1"

2"

1"

(1) #10 SMS EACH
SIDE, TYP.

CUT BOTH FLANGES AND
BEND 600T150-18 TRACK @
TOP & BTM OF BOX HEADER -
ATTACH TO STUD W/ 2  #10
SMS

ADDITIONAL JAMB STUD WHERE
REQUIRED BY SCHEDULE

600T150-18 TRACK,
TYP., U.N.O.

600S162-18 SIDE
STUDS, TYP., U.N.O.

ALL FASTENERS TO
BE #10 SMS
CENTERED ON
FLANGE @ 12" O.C.

B

SECTION C
BOX HEADER OR OPTION TO
USE PRO-X HEADER SYSTEM,
BY DIETRICH PER ICC ESR-1765

600S162-18 AT 24" O.C. UNO

1-#10 X 1/2" LOW PROFILE
SCREW, EACH STUD AT BOTH
SIDES

JAMB STUDS PER SCHEDULE, SINGLE LARGE FLANGE
JAMB STUDS ARE ACCEPTABLE, SEE OPTIONAL
PARTITION DETAIL SHEETS

HILTI 0.138 DIA. X-ZF22P8T SHOT
PINS (ESR-1752), TYP. AT ALL
OPENINGS

HILTI  0.138 DIA. X-ZF22P8T SHOT
PINS (ESR-1752)  @ 16" OC FOR
INTERIOR FRAMING, U.N.O.

SEE DOOR JAMB DETAIL FOR
DOORS

3RD JAMB STUDS WHERE
OCCURS PER SCHEDULE

ALTERNATE 1 - AT CONC. CURBS
HILTI 3/8" DIA. KB TZ (ESR 1917) W/
2" MIN. EMBED @ 32" O.C. SEE
DETAIL C1/- FOR LAYOUT SPACING
OF ANCHORS @ JAMBS

1" 2" 3"

600T125-18 RUNNER TRACK
U.N.O.

1 #10 LOW PROFILE SCREW
EACH STUD AT BOTH SIDES

"C" STUD CUT OUT AT 24" OC VERTICAL

1 1/2" X 1 1/2" 16 GA. ANGLE X 3 1/2" LONG ATTACHMENT
ANGLE FOR THE LATERIAL BRIDGING, ATTACH WITH 2- #
12 SMS TO EA. STUD AND EA. ANGLE AT 16" OC

1 1/2" X 1/2" 16 GA. ANGLE X 3 1/2" LONG CONT.  LATERIAL
BRIDGING, TO BE LOCATED VERTICALLY AT 48" OC

600S162-18 @ 24" OC

2
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Partition Details

A-454.3 1/4" = 1'-0"1 PARTITION INTERIOR WALL ELEVATION

 12" = 1'-0"2 TYPICAL BACKING DETAIL

 3" = 1'-0"4 FLOOR / TOP TRACK SPLICES

 3" = 1'-0"3 BACKING DETAIL
 3" = 1'-0"6 BOTTOM TRACK DETAIL

 3" = 1'-0"9 BOX SILL / BOTTOM TRACK DETAIL

 3" = 1'-0"8 BOTTOM TRACK / JAMB AT DOOR OPENING DETAIL
 3" = 1'-0"12 WALL INTERSECTION DETAIL

 3" = 1'-0"5 OPENING TOP TRACK DETAIL

 3" = 1'-0"10 BOX HEADER TO JAMB DETAIL
 3" = 1'-0"7 OPENING BOTTOM TRACK/ JAMB DETAIL @ LARGE OPENINGS

 3" = 1'-0"11 STUD LATERAL BRACING

No. Description Date
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



1/8" X 1/8" ALUMINUM REVEAL
CHANNEL WITH REMOVABLE
PROTECTIVE FILM; MUD AND
TAPED INTO GWB

1/8"
PAINTED GWB

ACL-1 EXPANSION JOINT COVER; WHITE

ACT AND GRID
AS SCHEDULED GWB SOFFIT23

/64
"

SECURE @ 20" O.C.,
PROVIDE BLOCKING
AS REQUIRED; TYP.

KEYNOTES SECTION

MAIN RUNNER @ 48" O.C. MAX

CROSS RUNNERS @ 24" O.C. MAX

12 GA HANGER WIRES @ 48" OC MAX.

12 GA HANGER WIRE @ 8" OR 1/4 LENGTH OF END TEE FROM WALL.

12 GA SPLAYED BRACING WIRES & COMPRESSION POST.  SEE 1/A-455 NOTES & 3/A-455

SEE NOTE 5 & 3/A-455 FOR SPACING OF BRACING WIRES

LIGHT FIXTURES & HVAC GRILLES.  SEE NOTES 1/A-455

CEILING GRID MEMBER ATTACHED TO WALL AT TWO ADJACENT WALLS ONLY.  SEE NOTES 1/A-455

CEILING GRID MEMBERS NOT ATTACHED AT OPPOSITE WALLS.  SEE NOTES 1/A-455

HANGER WIRE AND BRACING WIRE ATTACHMENT TO STRUCTURE.  SEE DETAIL 10

ACOUSTIC CEILING PANEL.

PLANTYP

TYP

TYP

TYP

TYP

TYP

TYP

TYP

4

10

9 5
6 6

5

3

TYP

TYP

6

6

7

1

2

3

8

4

8

11

9

1

2

3

4

5

6

7

8

9

10

11

8" MAX.
2"

HANGER WIRE

GYP. BD.

MAIN RUNNER

CONT. WALL ANGLE
WITH #12X2" SHT. MTL.
SCREWS @ EA. STUD

1/8" POP RIVET

ACOUSTIC PANEL

CLR.

1/2"

PE
R 

RC
P

ALIGN

GYP BD
3 5/8" 20 GA SOFFIT
FRAMING @16" O.C.

FIN CLG PER RCP

SUSPENDED
CLG PER PLAN TYP ACOUSTICAL TRIM

1/2" PAINTED MTL  REVEAL

CORNERBEAD

MA
X

6" MIN 3 5/8" 20 GA SOFFIT
BRACING @ 4' O.C.

PE
R 

RC
P

GYP BD
3 5/8" 20 GA SOFFIT
FRAMING @16" O.C.

SUSPENDED
CLG PER PLAN
TYP ACOUSTICAL TRIM

1/2" PAINTED MTL  REVEAL

CORNERBEAD

MA
X6" MIN 3 5/8" 20 GA SOFFIT

BRACING @ 4' O.C.

STEP UP TO ACT

STEP UP TO GWB

3 7/8"

8" MAX.

29/64"1/2"
CLR

ONE PAIR OF #12 SPLAY
WIRES PARALLEL TO WALL
@ 12'-0" OC

ALTERNATE LOCATION
W/O NAIL ANGLE

SLOTTED ANGLE SPACER
W/ HORIZONTAL 6d
RINGSHANK NAIL -
POINT HEAD TO CENTER
LINE OF ROOM

GYP. BD.

MAIN RUNNER

CONTINUOUS WALL ANGLE
WITH #12X2" SHT. MTL.
SCREWS @ EA. STUD

ACOUSTIC PANEL
4
5°

4
5°

WIRE ATTACHMENT @ METAL DECK  W/O CONC. FILL WIRE ATTACHMENT @ STRUCTURAL STEEL WIRE ATTACHMENT @ METAL DECK W/ CONC. FILL

STL. DECK W/ OUT CONC. FILL
SEE STRUCT DWGS

12 GA MIN. X 3" WIDE X 4" LONG
STL. STRAP W/ MIN. (2) #8 X1/2" ZIP SCREWS

HANGER WIRE W/ MIN 4 TIGHT
TURNS IN 1 1/2"

STL. DECK W/ OUT CONC. FILL
SEE STRUCT DWGS

#3 X 12" REBAR

HANGER WIRE TIE TO #3 REBAR W/
THREE WRAPS AROUND REBAR AND
ONE WRAP AROUND WIRE

HANGER WIRE W/MIN 3 TIGHT
TURNS IN 1 1/2"

HILTI CC20 OR CC27 CEILING
CLIP OR 13 GA MIN X 3/4"
WIDE STL. STRAP W/ MIN .177 DIAM.
POWDER-DRIVEN PIN

STRUCTURAL STL BEAM
SEE STRUCT DWGS

HANGER WIRE W/ MIN 4 TIGHT
TURNS IN 1 1/2"

12 GA MIN. X 1" WIDE X 2" LONG
STL. STRAP W/ MIN. 3/8" DIAM
MACHINE BOLT. LOCK WASHER
AND NUT

STRUCTURAL, STL. BEAM
SEE STRUCT DWGS ROOF MEMBRANE OR FLOOR FINISH WHERE OCCURS

CONC. SLAB & METAL DECK
SEE STRUCT DWGS

MIN 12 GA X 1" WIDE X 4" LONG
STL STRAP W/ 2-#8 X 1/2" SELF
TAPPING SCREWS

HANGER WIRE W/ MIN 4 TIGHT
TURNS IN 1 1/2"

CONC. SLAB & METAL DECK
SEE STRUCT DWGS

MIN 13 GA X 3" WIDE X 4" LONG
STL STRAP W/ 2-#8 X 1/2" SELF
TAPPING SCREWS

VERTICAL HANGER WIRE W/ MIN
3 TIGHT TURNS IN 1 1/2"

05/8" MAX05/8" MAX

5/16" MIN DRILL-IN EXPANSION
ANCHOR- TEST

NOTE:
SET SELF TAPPING SCREWS
BEFORE PLACING CONCRETE

ROOF MEMBRANE FLOOR FINISH WHERE OCCURS

SHOT-IN ANCHOR 3/4" MIN
PEMNETRATION - TEST

05/8" MAX

2"

2"

12" O.C. MAX
FOR GYP. BD.

A BOTTOM CONNECTION
MAIN RUNNER

(2) - #12 SMS

NOTCH STRUT OVER
MAIN RUNNER

COMPRESSION STRUT

COMPRESSION STRUT

BEND 4" END OF STUD AND ATTACH
TO DECK ABOVE

#10 SMS

SECURE TO CONC ABOVE W/ (2) .145" DIAM
SHOT PINS MIN 1" EMBEDMENT

7/8" DRYWALL FURRING CHANNELS, MIN 25 GA

MAIN RUNNER, 1 1/2" COLD ROLLED CHANNEL
1.12 LB/FT MIN @ 48" O.C.

ATTACH FURRING CHANNEL W/ SADDLE TIE W/
1 #16 GA. OR 2 @ 18 GA. & 2 TIGHT TURNS
TYP @ EACH MAIN RUNNER

SECURE BRACING WIRES PARALLEL TO MAIN
RUNNERS WITH #8 X 3/4" S.M.S.

#12 BRACING WIRE @ 12' X 12' (144 SQFT)
GRID.  SADDLE TIE WITH 4 TIGHT TURNS IN
1-1/2".  MAINTAIN CLEARANCE @ ALL CEILING
OBSTRUCTIONS.

4" X 16 GA. STEEL STUD COMPRESSION
STRUT.  (MAX. SPAN 5') FOR TOP
CONNECTION SEE 3B/-; FOR BOTTOM
CONNECTION SEE 3A/-

#8 VERT. HANGER WIRE 4'-0" O.C. AND
WITHIN 8" OF PERIMETER WALL SADDLE TIE
WITH MIN. 3 TIGHT TURNS IN 1-1/2" BOTH
ENDS OF WIRE.  SEE DETAIL 12/A-650 FOR
ATTACHMENT TO STRUCTURE

B TOP CONNECTION

NOTES:
1.  ALL WIRES SHOULD BE TAUT WITHOUT CAUSING
    CEILING TO UPLIFT.
2.  JOIST STUDS MAY BE USED AS AN ALTERNATE
     IN ACCORDANCE W/ SUSPENDED DRYWALL CLG.

GYPSUM BOARD CEILING SUSPENSION NOTES

1.  TYPICAL DETAILS ARE FOR SUSPENDED GYP. BD. CEILING WEIGHING LESS THAN 4 LBS PER SQ. FT

2.  HANGER WIRES: PROVIDE 8 GA HANGER WIRES AT MAX. SPACING OF 4'-0" X 4'-0" ALONG MAIN
RUNNERS. DO NOT SPLICE HANGER WIRES.

3.  LATERAL FORCE BRACING:
WHERE CEILINGS EXTEND TO ALL SIDES OF A SPACE UNINTERUPTED ON ONE LEVEL NO LATERAL
FORCE BRACING IS REQUIRED. WHERE CEILINGS DO NOT EXTEND TO ALL SIDES OF THE SPACE,
WHERE PARTITIONS ARE SUPPORTED BY THE SUSPENDED CEILING, AND WHERE THERE ARE
CHANGES IN PLANE, AND AS REQUIRED BY ICBO EVALUATION REPORT NO. ER-4071 PROVIDE
LATERAL FORCE BRACING AS INDICATED.
PROVIDE SETS OF FOUR SPLAYED BRACING WIRES TYP. HANGER WIRE  AS SPEC (MIN. 12 GA)
ORIENTED 90 DEGREES FROM EACH OTHER AT NOT MORE THAN 12 FEET BY 12 FEET ON CENTER.
PROVIDE BRACING WIRES AT LOCATIONS NOT MORE THAN 1/2 OF THE ABOVE SPACINGS FROM EACH
PERIMETER WALL AND AT THE EDGE OF VERTICAL CEILING OFFSETS. THE SLOPE OF THESE WIRES
SHOULD NOT EXCEED 45 DEGREES FROM THE PLAN OF THE CEILING AND SHOULD BE THAT WITH
CAUSING THE CEILING TO LIFT.
PROVIDE VERTICAL COMPRESSION STRUTS AT ALL LOCATIONS WHERE BRACING WIRES ARE
REQUIRED

4.  FASTEN HANGER WIRES WITH NOT LESS THAN 4 TIGHT TURNS. FASTEN SPLAY WIRES WITH 4
TIGHT TURNS. MAKE ALL TIGHT TURNS WITHIN A DISTANCE OF 1-1/2 INCHES. HANGER OR BRACING
WIRE ANCHORS TO THE STRUCTURE SHOULD BE INSTALLED IN SUCH A MANNER THAT THE
DIRECTION OF THE WIRE ALIGNS AS CLOSELY AS POSSIBLE WITH THE DIRECTION OF THE FORCES
ACTING ON THE WIRE.

5.  OBSTRUCTIONS:  SEPARATE ALL CEILING HANGING AND BRACING WIRES AT LEAST 6 INCHES FROM
ALL UNBRACED DUCTS, PIPES, CONDUITS, ETC.

6.  PROVIDE TRAPEZE OR OTHER SUPPLEMENTARY SUPPORT MEMBERS AT OBSTRUCTIONS TO
HANGER SPACING.  PROVIDE ADDITIONAL HANGERS, STRUTS OR BRACES AS REQUIRED AT ALL
CEILING BREAKS, SOFFITS OR DISCONTINUOUS AREAS. HANGER WIRES THAT ARE MORE THAN 1 IN 6
OUT OF PLUMB SHALL HAVE COUNTER-SLOPING WIRES.

7.  LIGHT FIXTURES: ALL LIGHT FIXTURES ARE TO BE SUPPORTED BY MAIN RUNNERS OR AUXILIARY
FRAMING ATTACHED TO MAIN RUNNERS.

T-BAR CEILING NOTES:

Ceiling type is Heavy Duty

Main Runners

A) Vertical Wire Hangers:
1) #12 gage wire -4'-0" on center.
2) #10 gage wire - 5'-0" on center.
3) Each vertical wire will be attached to the structure above and to the
suspension member with a minimum of (3) turns in the first 3 inches.
4) Maximum supported tributary area for use of 12 gage wire is 16 sq ft

B) Wires more than 1 in 6 out-of-plumb are not allowed unless counter
sloping wires are provided.

C) Positive bracing to the structure above shall be provided at the changes
in the ceiling plane elevation or at discontinuities in the ceiling grid
system.

Perimeter Members:
A) Main Runners: Supported independently a maximum of 8" from each wall
#12 gage wire or approved wall support.

B) Cross runners: Supported independently a maximum of 8" from each wall
with #12 gage wire or approved wall support. When cross runners are
less than 8" from the wall, the support can be from the rest of the grid
system.

C) The width of the perimeter supporting closure angle shall not be less
than 2". One end of the ceiling grid (in each orthogonal horizontal
direction) shall be attached to the closure angle. The other end (in each
horizontal direction) shall have a .75" clearance from the wall and shall
rest upon, and be free to slide on, a closure angle.

Seismic Bracing - (Where design calculations and alternate restraints are not
provided).

A) The suspended ceiling and the lighting systems shall be limited to 6'
below the structural deck unless the entire system is designed by a
licensed engineer or Architect.

B) Horizontal restraints:
1) Wires:

a) Four #12 gage wires splayed 90 degrees from each other on the
main runner, within 2" of the cross runner.
b) The angle of the wires shall not exceed 45 degrees from the
plane of the ceiling.

2) Spacing:
a) 12'-0" on center in both directions.
b) The first point starts within 6'-0" from EACH wall

C) Vertical restraints: A strut to resist vertical displacement is required at
each seismic splay. The strut should extend from the grid to the
structure above and be fastened at both ends.

D) Exception: Lateral force bracing is not required if a ceiling has an
area of 1000 sq. ft. or less and is surrounded by walls which connect
directly to the structure above.

E) For ceiling areas exceeding 2,500 sq ft a seismic separation joint or
full height partition shall be provide to break up the areas into 2,500
sq ft. Each area shall be provided with closure angles.

F) Seismic perimeter clips are only allowed when approved by a current
ICC approved research report. All recommendations and details in
the report are to be made a part of an approved set of plans. As a
part of the research report the documents may have a requirement to
be prepared by a registered design professional.

G) Spreader bars are required at all main and perimeter runners.

Kinks and Bends in Wires

A) Kinks or bends in hanger wires are not allowed to level carrying
channels.

Light Fixture and Air Diffuser Supports

A) Lighting fixtures and air diffusers shall be supported directly to the
structure above by wires.
Exception:

a) Air diffusers which weigh not more than 20 lbs and which receive
no tributary loading from duct work may be positively attached to
and supported by the ceiling runners.

B) Wires required to support the fixture:
a) Fixtures less than 10 lbs: One #12 gage hanger wire from the
fixture housing. This wire may be slack.
b) Fixtures between 11to55 lbs: Two #12 gage hanger wires
connected from the fixture housing. These wires may be slack.
c) Fixtures 56 lbs or more shall be supported with #9 gage wire.

Wiring Systems:

A) Electrical wiring systems, including cable trays, conduits, junction
boxes, and other appurtenances shall be independently supported
and independently supported and independently braced from the
structure. Each end shall be secured.

Mechanical System Supports:

A) Ceiling mounted air terminals or services shall be positively
attached to the structure above, to the ceiling suspension main
runners or to cross runners with the same carrying capacity as the
main runners.

B) Wires required to support the fixture:
a) Fixtures less than 10 lbs: One #12 gage hanger wire from the
fixture housing. This wire may be slack.
b) Fixtures between 11to55 lbs: Two #12 gage hanger wires
connected from the fixture housing. These wires may be slack.
d) Fixtures 56 lbs or more shall be supported with #9 gage wire.

Sprinkler Heads:

A) All sprinkler heads (drops) except floor-ceiling or roof - ceiling fire
resistive assemblies, shall have a Y2" oversize ring, sleeve or
adaptor through the ceiling tile to allow for free movement of
sprinkler pipes.

B) Sprinkler heads penetrating floor-ceiling fire-resistive assemblies
Shall comply with sec. 712 of the CBC.

Special Inspection and Certification:

A) Active Mechanical and electrical equipment that must remain
operable following the design earthquake shall be certified by the
supplier as operable based on approved shake table testing in
accordance with ASCE 7-05 sec. 13.2.5, or experience data in
accordance with sec. 13.2.6

B) Special Inspection is required for suspended ceilings.

C) In lieu of special inspection when there are no deputy inspectors
for suspended ceilings, the Architect or Engineer of record will be
accepted as the one to perform the special inspection. The
structural observation form will be used for reporting.

Special Requirement For The Means of Egress,( Does Not Apply In Rooms):

A) Ceiling suspension systems shall be connected and braced
directly to the structure at the means of egress serving and
occupant load of 30 or more and at lobbies accessory to Group
A Occupancies. Spacing of vertical hangers shall not exceed 2
feet on center along the entire length of the means of egress or
lobby.
Application: These provisions shall be required only when the
distance between the structural deck and the suspended ceiling
exceeds 4 feet.

B) Assembly device: All lay in panels shall be secured to the
suspension system with two hold down-clips minimum for each
tile within a 4 foot radius of the exit lights and exit signs.
Application: This requirement shall apply only in fire rated exit
corridors and within A, E, and M occupancies. For the purposes
of this section, exit strobe lights shall not be considered exit
signs.

C) Emergency Systems: Independent supports and braces shall be
provided for light fixtures required for exit illumination.

D) Supports for appendage: Separate support from the structure
shall be provided for all appendages, such as light fixtures, air
diffusers, exit signs and similar elements.
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BRACING @ 4'-0" O.C.

3 5/8" 20 GA TYP SOFFIT
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BRACING @ 4'-0" O.C.
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TO STRUCTURE ABOVE

ROLLER SHADE
AS SPECIFIED; POCKET
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SHADE BAND
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SIZE TO BE DETERMINED
BY MANUFACTURER.

TBD

TB
D

SEE 9/A341.1

J

7"

6"

4 
1/

4"

6 1/4"

3" x 5/8" BREAK METAL
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EQUAL

6 MAX SLOPE
FROM VERTICAL

1

CLG. OBSTRUCTIONS WHERE
OCCURS

#9 GA. WIREW/
MINIMUM OF 3 TIGHT
TURNS TOP AND BOTTOM

1/2" CHANNEL 4' MAX SPAN
2" CHANNEL 6' MAX SPAN
3" CHANNEL 9'-6' MA SPAN

FURRING CHANNEL

MAIN RUNNER CHANNEL

LOCATE CHANNEL AS REQUIRED
 TO MAINTAIN HANGER SPACING

ONLY ONE HANGER SHALL
BE ATTACHED  TO ANY TRAPEZE

CLG. OBSTRUCTIONS WHERE OCCURS

#9 GA. WIREW/
MINIMUM OF 4 TIGHT
TURNS TOP AND BOTTOM

MAIN RUNNER CHANNEL

NOTE:
SINGLE HANGER WIRES OK UP
 TO 1/6 OUT OF PLUMB COUNTER
SLOPING WIRES REQ'D WHEN
GREATER THAT 1/6 OUT OF PLUMB

COUNTER SLOPING WIRES
DIAGRAMATIC SECTION

TRAPEZE SUPPROT
DIAGRAMTIC SECTION

RUNNER PARALLEL WITH WALL RUNNER PERPENDICULAR WITH WALL

FACE OF FINISH WALL

REINFORCING TAPE AND JOINT COMPOUND
TYP. AT GYP. WALL

#12 SMS AT EACH STUD

5/8"  GYP. TYP.

2"X2", 18  GA.
ANGLE. CONTINUOUS AT
PERIMETER OF ROOM TYP.

3" MAX

8" O.C. MAX

1/2"

#12 HANGER WIRE

FURRING CHANNELS

RUNNER CHANNELS

2"X2", 18  GA.
ANGLE. CONTINUOUS AT
PERIMETER OF ROOM TYP.

#12 SMS AT EACH STUD

FURRING CHANNELS

RUNNER CHANNELS

APPROVED FURRING
CHANNEL CLIPS
(ALTERNATE)

#12 SPLAY WIRES

#12 HANGER WIRE TYP.

4'-0" .C. MAX

8" O.C. MAX

5/8" MIN

90°

45° MAX

2-1/2" -16 GA STUDS @ 16" O.C.
AND TRACK AT TOP AND BOTTOM

2" -14 GA GA PLATE LONG
BRACING W/ 1 - #12 - STS
FASTENERS, TOP AND BOTTOM
 EACH TRACK AND STUD.
BRACE OCCURS WHEN SOFFIT
FRAMING EXCEEDS 16' - 0"

TRACK ANCHORED TO
SLAB ABOVE

TOP OF BRACING CONNECTION
ANCHORED TO SLAB ABOVE

1 MAX

1

ELEVATION IN OTHER DIRECTION

1
4

12

5

0

1 5

5 1

1

BRACING  WIRE4'-0" MAX

3"
4'-

0"
 M

AX
12

' M
AX

 B
RA
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NG

 W
IR

E
4'-

0"
 M

AX
3"

4'-0" MAX

6" MAX @ WALL

PERIMETER WALL

PROVIDE # 12 BRACING WIRES
COMPRESSION POST FOR EACH
NOTE:
BRACING WIRES MAY BE DELETED
FOR CONTINUOUS LEVEL CEILING
WITH ATTACHMENT TO WALLS FOR
ROOMS SMALLER THAN 96 SQ. FT.

7/8" DRYWALL FURRING CHANNELS
@ 12" O.C. MAX. ATTACH GYP W/
1" HI-LO TYPE 'S' BUGLE HEAD
SCREWS ! 12" O.C. MAX & 3/8"
MIN. EDGE DISTANCE

MAIN RUNNERS, 1 1/2" COLD ROLLED
CHANNEL, 1.12 LB/FT MIN. @ 48" O.C.
MAX. PROVIDE #8 VERTICAL HANGER
WIRES WITH SADDLE TIE AND 3 TIGHT
TURNS @ 4'-0" O.C. PER 2007 CBC FOR
FRAMING SPLICES SEE DETAIL A3

5/8" X  3/4" CONTINUOUS
CHANNEL
CORNER BEAD

ARMSTRONG OPTIMA LAY-IN
CEILING TILE W/ BOLT SLOT GRID
SUSPENSION SYSTEM

5/8" GWB (PTD) EA.SIDE

BLOCKING

1/2" TEMPERED GLASS

8' - 6"

EXISTING SLAB

3 5/8" MTL CHANNEL

CORNER BEAD

SUSPENDED CEILING
SYSTEM AS SCHEDULED

5/8" GWB (PTD)

3 5/8" MTL CHANNEL

BLOCKING

3 5/8" MTL STUDS AT 24" O.C. MAX

5/8" GWB (PTD)

8' - 6"

2 1/2" MTL AT 16" O.C. MAX
7/8" FURRING CHANNEL

CONTINUOUS 3/4"x1” ALUM
CHANNEL

CORNER BEAD

7/8" FURRING CHANNEL
AT 16" O.C. MAX

3 5/8” MTL CHANNEL

BLOCKING

1/2" TEMPERED GLASS

8' - 6"

2 1/2" MTL STUDS AT 16"
O.C. MAX

5/8" GWB (PTD)

5/8” GWB (PTD)

AXIOM 6" TRIM

ARMSTRONG OPTIMA CEILING TILE W/
BOLT SLOT GRID SUSPENSION SYSTEM

6"

8' - 6"
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MTL CORNER BEAD, TYP

FIRE EXTINGUISHER CABINET

FIRE EXTINGUISHER

10" RO
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GYP LINER
ALL AROUND

GYP LINER ALL AROUND

ACCESSIBLE
DRINKING
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TYP ELEVATIONTYP PLAN
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)

MIN 1" SPACE

UNFACED INSULATION
ALL AROUND BOX

MINIMUM ONE LAYER OF
5/8" DRYWALL ALL AROUND
& AIRTIGHT BEHIND RECESSED ELEMENT.
BUILD FIRST IF REQUIRED

NO UNUSED
KNOCKOUTS OR
OTHER HOLES LEFT
OPEN
ACOUSTICAL SEALANT ALL
AROUND PERIMETER
SEAL ANY CONDUIT
PENETRATING BOX
BACKING

NOTE: RECESSED ELEMENTS INCLUDE BUT ARE NOT LIMITED TO TOILET ACCESSORIES,
FIRE EXTINFUISHER CABINETS, FURNISHING ELEMENTS & EQUIPMENT PANELS.

3"
 M

AX

.

SLOPE TO DRAIN
2% MAX

[CT-XX] REF FINISH PLAN FOR TYPE

(N) CONC SLAB PER PLAN

[CT-XX] REF INT ELEVATIONS FOR TYPE

[WP-MMB] AT SHOWER AREAS, WALL AND FLOOR

BACKERBOARD

METAL STUD WALL,  SEE FLOOR
PLAN FOR PARTITION TYPE

INSULATION WHERE OCCURS

FINISH FLOOR

SEALANT

SHOWER COVE BASE

THINSET MORTAR AT SHOWER AREAS
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6 FLOOR SEATS

TV/CABLE
ANNOUNCERS

8 PLAYER SEATS

11 SEATS @ COURTSIDE TABLE

130'-0"

SEATING SUMMARY:

530 RETRACTABLE SEATS
206 FLOOR SEATS (208 MAX) (INCLUDES 12 COMPANION SEATS (C) & 12 SEMI-AMBULANT SEATS (S))
+12 ACCESSIBLE SEATS (8 REQUIRED)
748 TOTAL SEATS (750 MAX)

4 COURTSIDE ACCESSIBLE WHEELCHAIR SEATS
4 COURTSIDE COMPANION SEATS (C)
39 FLOOR SEATS
47 TOTAL FLOOR SEATS @ SOUTH
530 RETRACTABLE SEATS
577 TOTAL SEATS @ SOUTH
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75 FLOOR SEATS
83 TOTAL FLOOR SEATS @ SOUTH
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TYP. @ COURT

ALL FLOOR STEATING AROUND
COURT IS OF/OI, UNO

ALL GYM EQUIPMENT @
COURT IS OF/CI, UNO

ACCESSIBLE SEATING CALCULATION:
(750) SEATS ARE INDICATED IN SEATING AREA OF SOUTH COURT 1072:
(8) WHEEL CHAIR SEATS ARE REQUIRED & (12) ARE PROVIDED.
(8) WHEEL CHAIR COMPANION SEATS ARE REQUIRED & (12) ARE
PROVIDED.
(8) SEMI-AMBULANT SEATS ARE REQUIRED & (12) ARE PROVIDED.

ASSISTIVE LISTENING DEVICE CALCULATION:
(750) SEATS ARE INDICATED IN SEATING AREA OF SOUTH COURT 1072:
(30) ASSISTIVE LISTENING DEVICES (ALD) ARE REQUIRED &
(30) ARE PROVIDED, (10) HEARING AID COMPATIBLE
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6 FLOOR SEATS

TV/CABLE ANNOUNCERS

8 PLAYER SEATS

12 SEATS @ COURTSIDE TABLE

130'-0"

SEATING SUMMARY:

530 RETRACTABLE SEATS
208 FLOOR SEATS (208 MAX) (INCLUDES 12 COMPANION SEATS (C) & 12 SEMI-AMBULANT SEATS (S))
+12 ACCESSIBLE SEATS (8 REQUIRED)
750 TOTAL SEATS (750 MAX)

4 COURTSIDE ACCESSIBLE WHEELCHAIR SEATS
4 COURTSIDE COMPANION SEATS (C)
40 FLOOR SEATS
48 TOTAL FLOOR SEATS @ SOUTH
530 RETRACTABLE SEATS
578 TOTAL SEATS @ SOUTH
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098433 Sound-Absorbing Wall Units - dark color below level 2 elevation & light color
above level 2 elevation.

Provide panels per ICC ESR-1112 (or comparable) & with a Flame-Spread Index of 0-25.

FABRIC WRAPPED PANELS: Standard 1⅝-inch thick (or thicker), compressed
fiberglass, fabric-wrapped panel back mounted directly to the gypsum board or CMU wall
(no furring) using adhesive, Z-clips, hook and loop Velcro, or other manufacturer-approved
mounting.
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10 22 39 AND 11 66 53 COURT DIVIDER -
BASE BID AND THREE ALTERNATES
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098433 Sound-Absorbing Wall Units - dark color below level 2 elevation & light
color above level 2 elevation.

Provide panels per ICC ESR-1112 (or comparable) & with a Flame-Spread Index
of 0-25.

FABRIC WRAPPED PANELS: Standard 1⅝-inch thick (or thicker), compressed
fiberglass, fabric-wrapped panel back mounted directly to the gypsum board or
CMU wall (no furring) using adhesive, Z-clips, hook and loop Velcro, or other
manufacturer-approved mounting.

4' - 0" 4' - 0"

A-512
3

TYP

1' - 11"1' - 11"

Level 1
100' - 0"

Level 2
118' - 0"

Roof Lower
134' - 0"

Roof Upper
141' - 0"

F GE.5 H

8"
8'

 - 
1"

1'
 - 

2"

8'
 - 

0"

11

A-452

12
'-0

" D
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U
M

098433 Sound-Absorbing Wall Units - dark color below level 2 elevation & light color above level 2
elevation. Provide panels per ICC ESR-1112 (or comparable) & with a Flame-Spread Index of 0-25.

FABRIC WRAPPED PANELS: Standard 1⅝-inch thick (or thicker), compressed fiberglass, fabric-
wrapped panel back mounted directly to the gypsum board or CMU wall (no furring) using adhesive, Z-
clips, hook and loop Velcro, or other manufacturer-approved mounting.

Level 1
100' - 0"

Level 2
118' - 0"

Roof Lower
134' - 0"

Roof Upper
141' - 0"

C D E E.5

GL-6

11

A-452

PLAN

64'' [1626]

EQ. EQ.

ELEVATION
PNLS. 1 & 3

WP
D

1

WP
A

2

WP
C

WP
A1

3

PNLS. 1 & 3
FLUSH DOOR PULL

SS

DOORS
MUST OPEN
180
SEE NOTE 1

FACE (ROOM) SIDE

TRACK

(POCKET DOOR WIDTH)
REVERSE (POCKET) SIDE

(REV. SIDE)

(FACE SIDE)

(FACE SIDE)

77

SURFACE MTD.
FLOOR BOLT
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Los Angeles
Lakers
Headquarters

2275 Mariposa, El Segundo, California 90245

2014-015

Enlarged Court Elevation

A-512

Scale:
Ref:

A-512
 1/4" = 1'-0"
02

2 Court 1072 - West / North

Scale:
Ref:

A-512
 1/4" = 1'-0"
02

1 Court 1072 - West / South

Keynote Legend
Key Value Keynote Text

Scale:
Ref:

A-512
NOT TO SCALE
A-501

3 Court Divider Door

7. SOFT SEALS , IF ANY,
SHALL BE TRIMMED TO
LIGHTLY TOUCH FLOOR
AND SOFFIT.

*SEE SHEET A-514 FOR KEYNOTES
AND DESCRIPTIONS

No. Description Date
1 50% CD'S For Pricing 08/07/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



5' - 8" 6' - 4"6' - 4"

4' - 0" 4' - 0" 4' - 0" 4' - 0"
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' -
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6'
 - 

6"
3'

 - 
6"

098433 Sound-Absorbing Wall Units - dark color below level 2 elevation & light color above level 2
elevation. Provide panels per ICC ESR-1112 (or comparable) & with a Flame-Spread Index of 0-25.

FABRIC WRAPPED PANELS: Standard 1⅝-inch thick (or thicker), compressed fiberglass, fabric-
wrapped panel back mounted directly to the gypsum board or CMU wall (no furring) using
adhesive, Z-clips, hook and loop Velcro, or other manufacturer-approved mounting.

WALL MOUNTED BACKBOARD
WITH BACKING IN WALL PER MFR.

Level 1
100' - 0"

Level 2
118' - 0"

3 4

Roof Lower
134' - 0"

Roof Upper
141' - 0"

3.5

4' - 0"4' - 0"

3
A-514

4' - 7" 4' - 7" 6' - 4"6' - 4"

OPEN FOR TELESCOPING STANDS

10
'-0

" D
AT

U
M

098433 Sound-Absorbing Wall Units - dark color below level 2 elevation & light
color above level 2 elevation.

Provide panels per ICC ESR-1112 (or comparable) & with a Flame-Spread Index of
0-25.

FABRIC WRAPPED PANELS: Standard 1⅝-inch thick (or thicker), compressed
fiberglass, fabric-wrapped panel back mounted directly to the gypsum board or
CMU wall (no furring) using adhesive, Z-clips, hook and loop Velcro, or other
manufacturer-approved mounting.

7
A-441.2

TYP

2'
 - 

10
 1

/2
"

4' - 0"4' - 0"4' - 0" VIF VIF 4' - 0" 4' - 0"4' - 0"4' - 0"4' - 0" 4' - 0"4' - 0"4' - 0"4' - 0" 4' - 0" VIF VIF 4' - 0"4' - 0"4' - 0"

Level 1
100' - 0"

Level 2
118' - 0"

34

Roof Lower
134' - 0"

Roof Upper
141' - 0"

3.5

2

© 2014 ROSSETTI

Key Plan

Sheet Title

CAD FileProject Number

Sheet number

Project

Material Keynotes:

A

A

B

B

C

C

D

D

E

E

F

F

G

G

H

H

J

J

K

K

1

3

4

5

6

7

8

2

1

3

4

5

6

7

8

Consultant

Professional Seal

c:
\te

m
p\

LA
-L

AK
ER

S_
IN

TE
R_

w
ag

ne
rb

.rv
t

1/
25

/2
01

6 
12

:3
6:

59
 P

M

Los Angeles
Lakers
Headquarters

2275 Mariposa, El Segundo, California 90245

2014-015

Enlarged Court Elevation

A-513
Scale:
Ref:

A-513
 1/4" = 1'-0"
02

1 Court 1072- North

Scale:
Ref:

A-513
 1/4" = 1'-0"
02

2 Court 1072 - South

Keynote Legend
Key Value Keynote Text088000.L Clear Laminated Glass - Typical at Second Floor Court

1" Thick with minimum STC of 40

08 80 01 Laminated Glass
Base Bid: ½” Clear Laminated Glass Curtainwall system with manual overhead roller shades.
Alternate: ½”  Switchable Laminated Privacy Glass Curtainwall system with electrical connections.
Basis of Design Manufacturer / Product: Guardian / InGlass Reveal.

Structural Truss Outline

No. Description Date
1 50% CD'S For Pricing 08/07/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16
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PNL(S).
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 STEEL TRACK TYPE-5E

 DRIVE UNIT VERTICAL SECTION

VERTICAL SECTION at MAIN RUN

 OFFSET

10 1/4"  [260.4]

LOCKING PLATE

2 1/2" [63.5] SELF-
COMPENSTATING SWEEPSEAL
BOTTOM SEALS
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2 3
/4"

[69
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1/2" [12.7] DIA. HANGER RODS W/
FLANGE NUTS SEE PUNCHING
TEMPLATE

TRACK AND SOFFIT
BRACKET

1 1/2" [38.1] SWEEPSEAL
TOP SEALS

3/4" [19.1] CONTINUOUS
CHAIN AND 1/2" [12.7]
WOOD SHELF

1/2" [12.7] WOOD CHAIN
GUIDE

STRUCTURAL MEMBER NOT BY Pd

SEE 1, 2, & 3/A-384 FOR PARTITION TRACK ENCLOSURE
DETAIL INFORMATION.

R

MIA M I, F L. , U S A

F ROM F ROM

MIA M I, F L. , U S A

R

5/8" x 3/4" x 30 1/8"

2 3/4"

5/8"

ABOVE
of TRACK

NO HIGHER THAN FINISHED
TRACK MUST BE INSTALLED

LC note:  TOP OF FLOOR

IF CARPETIF V.C.T.

FLOOR W/FLAT HEAD SCREWS

FLOOR OPENING FOR TRACK

5/8" x 3/4" x 30 1/8"

2 3/4"

5/8"

NO HIGHER THAN FINISHED
TRACK MUST BE INSTALLED

LCnote:  TOP OF FLOOR

IF CARPET IF V.C.T.

FLOOR W/FLAT HEAD SCREWS

FLOOR OPENING FOR TRACK

ABOVE
of TRACK

30" FLOOR TRACK
and PANEL CENTER PIN

30" FLOOR TRACK
and PANEL CENTER PIN

ELEVATION

SWEEPSEAL

A1 & B1

SELF COMPENSATING

A2-A4 & A6-A19

WPX WPH WPX1WPD1 WPD WPD1

P/N 30989 CARRIER LOCATION

ON PNL NO.S: (TYP.)
P/N 34439 CARRIER LOCATION

ON PNL NO.S: A19 & B19

MARK - A

ELEVATION
MARK - B

SELF COMPENSATING

B2-B4 & B6-B19

WPD WPD1 WPD WPD1 WPD WPD1 WPD WPD1 WPD WPD1 WPD WPD1 WPD

A1

FX

A2

Z

A3

Z

A18

Z

A19

Z

B19

Z

B18

Z

B3

Z

B2

Z

B1

FX

SEE ALIGNMENT

A4

Z

B4

Z

B5

Z

22 7/8"

[581]

22 7/8"

[581]

BRACKET DETAIL

(TYP.)

EQ.

(TYP.)

EQ.

A5

Z

A6

Z

A17

Z

B17

Z

B6

Z

PANEL A3 (FACE SIDE ONLY)

PNLS. A4-A19 & B4-B19 (BOTH SIDES)

NYLON RUB STRIP

PANEL B3 (REVERSE SIDE ONLY)

(TYP.)

EQ.

(TYP.)

EQ.

NOTICE :
PANELS #1 & #2 SHOULD BE SLIGHTLY BENT
IN THE DIRECTION REQUIRED TO ASSIST WITH
THE STACKING OPERATION, WHEN PANELS ARE
RETRACTED TO PREVENT PANELS FROM
 FOLDING IN THE WRONG DIRECTION .

NOTICE :
PANELS #1 & #2 SHOULD BE SLIGHTLY BENT
IN THE DIRECTION REQUIRED TO ASSIST WITH
THE STACKING OPERATION, WHEN PANELS ARE
RETRACTED TO PREVENT PANELS FROM
 FOLDING IN THE WRONG DIRECTION .

Z Z

NOM 36" X 98" DELUXE PASS DOOR
WITH ADA COMPLIANT ROLLER LATCH
AND HAND PULLS (BOTH SIDES).
& SELF COMPENSATING BOTTOM SEAL
EACH
LEG
PNL(S): A5 & B5

Z Z
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Z

B7

Z

VIF
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Level 1
100' - 0"

Level 2
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Roof Upper
141' - 0"
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6" x 16 GA. MTL. STUD FRAMING @ 16"  O.C.

6" x 16 GA. MTL. STUD FRAMING @ 16" O.C.

3-5/8" x 16 GA. MTL. STUD BRACING @ 32"  O.C.
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3

ACT-01 CEILING
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09 84 33 ACOUSTICAL WALL TREATMENT

7'
 - 

0"

084413.L

122413
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Level 2
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Los Angeles
Lakers
Headquarters

2275 Mariposa, El Segundo, California 90245

2014-015

Enlarged Court Elevation

A-514

PANEL NOTES (NOT BY PANELFOLD)
1. PRIOR TO PANEL INSTALLATION VERIFY STEADINESS OF TRACK.
         NO LATERAL OR LONGITUDINAL MOVEMENT SHALL BE ALLOWED.
2. CEILING SHALL NOT BE ATTACHED TO, OR SUPPORTED BY,
OPERABLE WALL TRACK OR SOFFIT.
3. FLOOR SHALL BE LEVEL TO WITHIN 1/4" PLUS OR MINUS MAXIMUM
VARIATION IN 10'-0" NON-ACCUMULATIVE, 24" BOTH SIDES OF
OPERABLE WALL CENTERLINE.
4. ALL WALL JAMBS SHALL BE PLUMB. BACKING AND/OR BLOCKING
SHALL BE PROVIDED TO ACCOMMODATE PANEL IMPACT AS WELL AS
HANGING WEIGHT OF HINGED CLOSURE PANEL. SEE SCHEDULE FOR
WEIGHT (LB/FT ). TWO 1/4" DIA BEADS OF ACOUSTICAL CAULKING
SHALL BE PLACED BETWEEN JAMBS AND FINISHED ROOM WALL PRIOR
TO FASTENING.
5. HINGE PINS SHALL BE GREASED AT THE TIME OF INSTALLATION.

Scale:
Ref:

A-514
NOT TO SCALE

4 Operable Court Divider Basis of Design Details

6. DURING INSTALLATION ALL SWEEPSEALS SHALL BE TRIMMED TO
TOUCH AT THEIR BASE AND OVERLAP SWEEPSEALS OF ADJACENT
PANELS AT ABOUT 30 DEGREE ANGLE.
7. SOFT SEALS , IF ANY, SHALL BE TRIMMED TO LIGHTLY TOUCH FLOOR
AND SOFFIT.
8. AFTER ALL PANELS HAVE BEEN HUNG AND HINGE PINS INSTALLED, THE
CARRIER SUSPENSION BOLTS SHALL BE ADJUSTED SO THAT THE PANELS
ARE LEVEL AND PLUMB WITH EACH OTHER.
9. INSTALLATION OF SUSPENSION BOLT LOCKING PLATES AFTER PANELS
HAVE BEEN ADJUSTED IS MANDATORY TO PREVENT PANELS FROM
FALLING OR BECOMING MIS-ADJUSTED.

Scale:
Ref:

A-514
NOT TO SCALE

1 Operable Court Divider Elevation

Scale:
Ref:

A-514
 1/4" = 1'-0"
A-112

3 Court / Multipurpose Room Section

Scale:
Ref:

A-514
 1/4" = 1'-0"
A-112

2 COURT WALL SECTION

NOTE: STRUCTURAL ENGINEER TO REVIEW COURT DIVIDER SUBMITTAL TO
VERIFY COMPATIBILTY WITH THE
ROOF TRUSSES. ROOF TRUSS SYSTEM AT ROOF IS A DEFERRED APPROVAL ITEM.

No. Description Date
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



2

© 2014 ROSSETTI

Key Plan

Sheet Title

CAD FileProject Number

Sheet number

Project

A

A

B

B

C

C

D

D

E

E

F

F

G

G

H

H

J

J

K

K

1

3

4

5

6

7

8

2

1

3

4

5

6

7

8

Consultant

Professional Seal

c:
\te

m
p\

LA
-L

AK
ER

S_
IN

TE
R_

w
ag

ne
rb

.rv
t

1/
25

/2
01

6 
12

:3
8:

08
 P

M

Los Angeles
Lakers
Headquarters

2275 Mariposa, El Segundo, California 90245

2014-015

Finish Legend

A-602

No. Description Date
1 50% CD'S For Pricing 08/07/15
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16
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South
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1 Finish Plan Level 2 - South
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(North)
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(South)
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* SEE DETAILS FOR BRACING OF
PARTITION TYPES A_3 & A_4

.
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1 HR. RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB TO
6" ABOVE CEILING

NON RATED WITH STUDS & GB TO
FINISHED CEILING (SEE DETAILS)*
NON RATED PARTIAL HEIGHT PARTITION
WITH GB TO X'-0" AFF (SEE DETAIL )*
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GB THICKNESS

BASIC PARTITION THICKNESS
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40 49
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- -

-

-

-
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3 5/8" 3 5/8" 4" 4" 6" 6"
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NOTES:
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3 5/8" 3 5/8" 6"6"4"4"

4 3/8" 4 3/8" 5 1/2" 5 1/2" 5 7/8" 5 7/8" 7 7/8" 7 7/8"

SIM. TL
69-148

SIM. TL
69-148

SIM. TL
69-148

SIM. TL
69-148

SIM. SA
800504

SIM. SA
800504

SIM. SA
800504

SIM. SA
800504

N/A N/A UL DES
U477 SIM.

UL DES
U477 SIM.

UL DES
U477 SIM.

UL DES
U477 SIM.

UL DES
U477 SIM.

UL DES
U477 SIM.

B11

B12

B13

B14

B21

B22

B23

B24

B30

B31

B32

B33

B34

B40

B41

B42

B43

B44

B50

B51

B52

B53

B54

B60

B61

B62

B63

B64

B70

B71

B72

B73

B74

B80

B81

B82

B83

B84

STUD GAUGE (INDICATED OR SEE SPEC)

STUD SPACING (INDICATED OR SEE SPEC)

20, 22, OR 25

16" OR 24" 16" OR 24"

20, 22, OR 25 20, 22, OR 25 20, 22, OR 25 20, 22, OR 25 20, 22, OR 25 16

16" OR 24" 16" OR 24" 16" OR 24" 16" OR 24" 16" OR 24" 16" OR 24"

20, 22, OR 25

3/4"

APPLIED FINISHED SEE
FINISH SCHEDULE / PLANS

5/8" PLYWOOD - 1 LAYER

METAL STUDS
ACOUSTIC INSULATION
WHERE SCHEDULED

BASIC PARTITION THICKNESS

NOTES:
* COURT FIRST
FLOOR

IMPACT RESILIENT GB - 1
LAYER ON COURT SIDE

GB - 1 LAYER ON OTHER SIDE

3/4"

APPLIED FINISHED SEE
FINISH SCHEDULE / PLANS

GB - 2 LAYERS EACH SIDE

METAL STUDS

ACOUSTIC INSULATION
WHERE SCHEDULED

BASIC PARTITION THICKNESS

NOTES:
* SEE DETAILS FOR BRACING OF
PARTITION TYPES C_3 & C_4
* c81 FOR COURT SECOND FLOOR

STUDS TO
STRUCTUR
E ABOVE
(SEE
DETAILS)

2 HR. RATED WITH GB
TO STRUCTURE  ABOVE
NON RATED WITH GB TO
STRUCTURE ABOVE
NON RATED WITH GB
TO 6" ABOVE CEILING

NON RATE WITH STUDS & GB TO
FINISHED CEILING (SEE DETAILS)
*NON RATED PARTIAL HEIGHT PARTITION
WITH GB TO X'-0" AFF (SEE DETAIL) *

STUD SIZE

GB THICKNESS

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION

ACOUSTICAL RATING (STC)

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

REMARKS

C10

C11

C12

C13

C14

C20

C21

C22

C23

C24

C30

C31

C32

C33

C34

C40

C41

C42

C43

C44

C50 C60 C70 C80

C51

C52

C53

C54

C61

C62

C63

C64

C71

C72

C73

C74

C81

C82

C83

C84

2 1/2" 2 1/2" 3 5/8" 3 5/8" 4" 4" 6" 6"

5/8" 5/8" 5/8" 5/8" 5/8" 5/8" 5/8" 5/8"

5" 5" 6 1/8" 6 1/8" 6 1/2" 6 1/2" 8 1/2" 8 1/2"

NO NO NO NOYES YES YES YES

48 56 48 48 4856 56 56

SIM. BBN
770408

SIM. USG
840818

SIM. BBN
770408

SIM. BBN
770408

SIM. BBN
770408

SIM. USG
840818

SIM. USG
840818

SIM. USG
840818

UL DES
U411

UL DES
U411

UL DES
U411

UL DES
U411

UL DES
U411

UL DES
U411

UL DES
U411

UL DES
U411

STUD GAUGE (INDICATED OR SEE SPEC)

STUD SPACING (INDICATED OR SEE SPEC)

20, 22, OR 25

16" OR 24" 16" OR 24"

20, 22, OR 25 20, 22, OR 25 20, 22, OR 25 20, 22, OR 25 20, 22, OR 25 16

16" OR 24" 16" OR 24" 16" OR 24" 16" OR 24" 16" OR 24" 16" OR 24"

20, 22, OR 25

STUDS TO
STRUCTUR
E ABOVE
(SEE
DETAILS)

2 HR. RATED WITH GB
TO STRUCTURE  ABOVE
NON RATED WITH GB TO
STRUCTURE ABOVE
NON RATED WITH GB
TO 6" ABOVE CEILING

NON RATE WITH STUDS & GB TO
FINISHED CEILING (SEE DETAILS)
*NON RATED PARTIAL HEIGHT PARTITION
WITH GB TO X'-0" AFF (SEE DETAIL) *

STUD SIZE

GB THICKNESS

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION

ACOUSTICAL RATING (STC)

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

REMARKS

APPLIED FINISHED SEE
FINISH SCHEDULE / PLANS

METAL STUDS

ACOUSTIC INSULATION
WHERE SCHEDULED

BASIC PARTITION THICKNESS

NOTES:
* SEE DETAILS FOR BRACING OF
PARTITION TYPES D_3 & D_4

NO NO NO NOYES YES YES YES

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

N/A

2 1/2" 2 1/2" 3 5/8" 3 5/8" 4" 4" 6" 6"

5/8" 5/8" 5/8" 5/8" 5/8" 5/8" 5/8" 5/8"

3 1/8" 3 1/8" 4 1/4" 4 1/4" 4 5/8" 4 5/8" 6 5/8" 6 5/8"

D11

D12

D13

D14

D21

D22

D23

D24

D31

D32

D33

D34

D41

D42

D43

D44

D81D51

D52

D53

D54

D61

D62

D63

D64

D71

D72

D73

D74

D82

D83

D84

STUDS EXCEEDING 12' FOOT HEIGHT
REQ. MIN-HT BRACING TO
STRUCTURE

1/2"

GB - 1 LAYER SYMBOL SIDE

YES

N/A

N/A

N/A

1 5/8"

5/8"

2 1/4"

D01

D02

D03

D04

WALL TYPE D81: PROVIDE
TWO LAYERS OF GB WHERE
D81 OCCURS @ COURT #1072
FACE OF WALL. USE WALL
TYPE B81 ABOVE PORTION OF
PARTITION WHERE WALL
TYPE D32 OCCURS.

3/4"

APPLIED FINISHES SEE
FINISH SCHEDULE/PLANS

GB - 1 LAYER EACH SIDE

METAL STUDS (C-H OR DOUBLE E)

ACOUSTIC INSULATION
WHERE SCHEDULED

BASIC PARTITION THICKNESS

STUDS TO
STRUCTURE
ABOVE (SEE
DETAILS)

1 HR. RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO 6" ABOVE CEILING

NON RATED WITH STUDS & GB
TO FINISHED CEILING (SEE DETAILS)
NON RATED PARTIAL HEIGHT PARTITION
WITH GB TO X' -0" AFF (SEE DETAIL)

STUD SIZE ('C-H' OR DOUBLE "E")

GB THICKNESS

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION

ACOUSTICAL RATING (STC)

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

REMARKS

1" SHAFT WALL LINER
NON SYMBOL SIDE

NOTES:

J10

2 1/2" 4" 6"(C-H)

5/8"

J20 J30 J40 J50 K60 J70 J80

4"2 1/2"

5/8" 5/8" 5/8" 5/8" 5/8" 5/8" 5/8"

6" (2xE)6"(C-H)

NO YES

UL DES
U469

UL DES
U469

UL DES
U469 SIM.

UL DES
U469 SIM.

UL DES
U469 SIM.

UL DES
U469 SIM.

UL DES
U469 SIM.

UL DES
U469 SIM.

YES YES YESNO NO NO

-

--

--

--

--

--

--

--

-

3 1/8" 4 5/8" 6 5/8" 6 5/8" 6 5/8"6 5/8"4 5/8"3 1/8"

J21

APPLIED FINISHES SEE
FINISH SCHEDULE/PLANS

GB - 2 LAYER S

1" SHAFT WALL LINER
NON SYMBOL SIDE

METAL STUDS (C-H OR DOUBLE E)

ACOUSTIC INSULATION
WHERE SCHEDULED

BASIC PARTITION THICKNESS

K10

2 1/2" 4" 6"(C-H) 6" (2xE)

3 3/4" 5 1/4"

K20 K30 K40 K50 K60 K70 K80

4"2 1/2"

5/8" 5/8" 5/8" 5/8" 5/8" 5/8" 5/8"

6" (2xE)6"(C-H)

3 3/4" 5 1/4" 7 1/4" 7 1/4" 7 1/4" 7 1/4"

STUDS TO
STRUCTURE
ABOVE (SEE
DETAILS)

2 HR. RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO 6" ABOVE CEILING

NON RATED WITH STUDS & GB
TO FINISHED CEILING (SEE DETAILS)
NON RATED PARTIAL HEIGHT PARTITION
WITH GB TO X' -0" AFF (SEE DETAIL)

STUD SIZE ('C-H' OR DOUBLE "E")

GB THICKNESS

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION

ACOUSTICAL RATING (STC)

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

REMARKS

NO YES

UL DES
U438

UL DES
U438

UL DES
U438 SIM.

UL DES
U438 SIM.

UL DES
U438 SIM.

UL DES
U438 SIM.

UL DES
U438 SIM.

UL DES
U438 SIM.

YES YES YESNO NO NO

NOTES:

39 47 39 47 39 47 39 47
SIM. USG
750706

SIM. USG
750302

SIM. USG
750706

SIM. USG
750302

SIM. USG
750706

SIM. USG
750302

SIM. USG
750706

SIM. USG
750302

K61

BASE PARTITION
SEE PLAN FOR TYPE

FURRING CHANNELS

APPLIED FINISHES
SEE FINISH SCHEDULE/PLAN
GB - 1 LAYER SYMBOL SIDE

'Z' FURRING

ACOUSTIC INSULATION
WHERE SCHEDULED

BASIC PARTITION THICKNESS

SEE
DWG FOR
PARTITION
BACK-UP

FIRE RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO 6" ABOVE CEILING
NON RATED WITH FURRING
& GB TO FINISH CEILING
NON RATED WITH FURRING
& GB TO EXT. WALL OPNG.

FURRING CHANNEL (7/8")

"Z" FURRING (1", 1 1/2", 2" OR 3")

GB THICKNESS

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION

ACOUSTICAL RATING (STC)

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

REMARKS

N/A

NO

5/8"+ *

-

M04

M03

M02

M01

M24

- 1" 1 1/2"

1 5/8" + * 2 1/8"+ *

YES YESYESNO NO NO NO

N/A N/A N/A N/A N/A N/A N/A

2 1/8"+ * 2 5/8"+ * 2 5/8"+ *2 5/8"+ * 3 5/8"+ * 3 5/8"+ *

5/8" 5/8" 5/8" 5/8" 5/8" 5/8" 5/8" 5/8"

1 1/2" 2" 2" 3" 3"

-------

--

- -

-

-

-

-

-

-

-

-

-

-

-

-

NOTES:
*  PLUS ADDITIONAL SPACE FOR SHIMS IF REQ.

M31

M23

M22

M21

M32

M33

M34

M41 M51 M61 M71

M42 M52 M62 M72

M43 M53 M63 M73

M44 M54 M64 M74

M81

M82

M83

M84

N/A

NO

1 1/2"+ *

7/8"

M14

M13

M12

M11

-

5/8"

-

-

GB @ INT.
FACE OF
EXT WALL

STUDS TO
STRUCTURE
ABOVE (SEE
DETAILS)

1 HR. RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO 6" ABOVE CEILING

NON RATED WITH STUDS & GB TO
FINISHED CEILING (SEE DETAILS)*

NON RATED PARTIAL HEIGHT PARTITION
WITH GB TO X'-0" AFF (SEE DETAIL )*

STUD SIZE

GB THICKNESS

BASIC PARTITION THICKNESS

ACOUSTICAL INSULATION

ACOUSTICAL RATING (STC)

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

LOCAL CODE REQUIREMENT

REMARKS

-

-

-

YES

60

3 5/8"

5/8"

9 1/2"

-

P40

P41

P42

P43

P44

APPLIED FINISHES SEE
FINISH SCHEDULE / PLANS

GB - 2 LAYERS SUMBOL SIDE & 1
LAYER OTHER SIDE

METAL STUDS

ACOUSTIC INSULATION
WHERE SCHEDULED

BASIC PARTITION
THICKNESS

NOTES:
* SEE DETAILS FOR BRACING OF
PARTITION TYPES P_3 & P_4

1 1/4"24" MAX

STUD GAUGE (INDICATED OR SEE SPEC)

STUD SPACING (INDICATED OR SEE SPEC) 16" OR 24"

20, 22, OR 25

APPLIED FINISHES SEE
FINISH SCHEDULE / PLANS

GB - 1 LAYER EACH SIDE
(SYMBOL SIDE)

METAL STUDS

ACOUSTIC INSULATION
WHERE SCHEDULED

BASIC PARTITION
THICKNESS

NOTES:
* SEE DETAILS FOR BRACING OF
PARTITION TYPES F_3 & F_4

1 1/4"24" MAX

STUDS TO
STRUCTURE
ABOVE (SEE
DETAILS)

1 HR. RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB
TO STRUCTURE ABOVE
NON RATED WITH GB TO
6" ABOVE CEILING

NON RATED WITH STUDS & GB TO
FINISHED CEILING (SEE DETAILS)*
NON RATED PARTIAL HEIGHT PARTITION
WITH GB TO X'-0" AFF (SEE DETAIL )*

STUD SIZE

GB THICKNESS

BASIC PARTITION THICKNESS

STUD GAUGE (INDICATED OR SEE SPEC)

STUD SPACING (INDICATED OR SEE SPEC)

ACOUSTICAL INSULATION

ACOUSTICAL RATING (STC)

ACOUSTICAL TEST NUMBER

FIRE TEST NUMBER (WHERE APPLICABLE)

LOCAL CODE REQUIREMENT

REMARKS

F11

F12

F13

F14

2 1/2"

5/8"

3 3/4"

2 1/2"

5/8"

3 3/4"

20, 22, OR 25

16" OR 24" 16" OR 24"

NO YES

40 49

SIM. USG
860808

N/A

- -

- -

-

-

-

-

-

-

-

-

SIM. SA
870717

SIM. USG
860808

SIM. USG
870717

SIM. USG
860808

SIM. SA
870717

NO YES YESNO

40 49 40 49

20, 22, OR 25 20, 22, OR 25 20, 22, OR 25 20, 22, OR 25

16" OR 24" 16" OR 24" 16" OR 24" 16" OR 24"

3 5/8" 3 5/8" 4" 4"

5/8" 5/8" 5/8" 5/8"

4 7/8" 4 7/8" 5 1/4" 5 1/4"

N/A UL DES
U465

UL DES
U465

UL DES
U465

UL DES
U465

F21

F22

F23

F24

F30

F31

F32

F33

A33F34

F40

F41

F42

F43

F44

F50

F53

F52

F51

F54

F60

F61

F62

F63

F64

20, 22, OR 25

F10 F20

PLAN

ONLY GROUT CELLS WITH
REINFORCING BARS

R80      7-5/8"            SEE 5/S-013

ALL MASONRY PARTITIONS SHALL HAVE HORIZONTAL JOINT REINFORCEMENT AT 16" o.c. MIN
(*) - MINIMUM VERTICAL REINFORCEMENT REQUIREMENT IN SEISMIC ZONES. PROVIDE &
INSTALL WALL WITH "STACKED BOND" AND "WEATHERSTRUCK POINTING".

PARTITION
TAG

CMU
THICKNESS

REINFORCING

CONCRETE MASONRY UNIT

2
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Lakers
Headquarters
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Wall Partitions

A-631
Scale:
Ref:

A-631
 12" = 1'-0"

1 WALL PTN-TYPE A

Scale:
Ref:

A-631
 12" = 1'-0"

2 WALL PTN-TYPE B

Scale:
Ref:

A-631
 12" = 1'-0"

3 WALL PTN-TYPE C

Scale:
Ref:

A-631
 12" = 1'-0"

4 WALL PTN-TYPE D

Scale:
Ref:

A-631
 12" = 1'-0"

5 WALL PTN-TYPE J

Scale:
Ref:

A-631
 12" = 1'-0"

6 WALL PTN-TYPE K

Scale:
Ref:

A-631
 12" = 1'-0"

7 WALL PTN-TYPE M

Scale:
Ref:

A-631
 12" = 1'-0"

8 WALL PTN-TYPE P

Scale:
Ref:

A-631
 12" = 1'-0"

9 WALL PTN-TYPE F

Scale:
Ref:

A-631
 3" = 1'-0"

10
NON-LOAD BEARING NON-RATED
CMU WALL PTN-TYPE R

No. Description Date
1 50% CD'S For Pricing 08/07/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16
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OPENING WIDTH

O
P

E
N

IN
G

 H
E

IG
H

T

FLUSH  DOOR
GLASS

FG

OPENING WIDTH
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O
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E
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DOOR WIDTH

D
O

O
R

 H
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H
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BI-PARTING DOOR

WELDED
PLATE STOP
AT FRAME

GALV. STEEL
TUBE FRAME
MEMBERS

METAL PANEL TO
MATCH ADJACENT
METAL PANEL

GALV. STEEL TUBE
DOOR MEMBERS

D
O

O
R

 H
E

IG
H

T

DOOR WIDTH

OPENING WIDTH

O
P

E
N

IN
G

 H
E

IG
H

T

3
"

RF

4

MATCH FRAME WIDTH

REFER TO FINISH
FLOOR LEGEND

DOOR - REFER TO
SCHEDULE

DOOR FRAME
(BEYOND)

THRESHOLD
SET IN MASTIC

METAL FLASHING

INTERIOREXTERIOR

#1- ADD "ADA" PUSH BUTTON TO DOOR
REFER TO PLAN FOR LOCATION.

DOOR REMARKS-

#2- ADD "CARD READER" DEVICE(S) TO
DOOR REFER TO PLAN FOR LOCATION.
REFER TO SECURITY DRAWINGS.

#3- DOOR TO ALWAYS BE LOCKED W/ KEY
(INSIDE STAIR).

#4- KEYFOB DOOR HARDWARE FOR
HOME TEAM.

#5- DOOR SIZE TO ALIGN WITH EXTERIOR
MULLIONS/GLAZING. COORDINATE
FINAL SIZE.

#6- ADA ENTRY

#7- STORAGE

#8- EMERGENCY

#9- REFER TO SPEC 084131

KEY-
AA - ANNODIZED ALUMINUM
       (AA-01) = "DARK BRONZE"

(AA-02) = "LIGHT BRONZE"

AL - ALUMINUM

GL - GLASS
REFER TO SPEC 088000

EX - EXTERIOR

PNT - PAINT
(PNT-01) = TO MATCH "DARK BRONZE" METAL PANEL (MP-01)
(PNT-02) = TO MATCH "LIGHT GRAY" CEMENT PLASTER (CP-01)

#10- DOOR TO INCLUDE SIGNAGE "NOT AN EXIT"

#11- REFER TO SPEC 083323

#12- (ROOF ACCESS DOOR STAIR EAST) INTERIOR
SIDE OF DOOR TO BE PAINTED TO MATCH ADJACENT
INTERIOR FINISH. EXTERIOR SIDE OF DOOR TO BE
PNT-02.

#13- (MECH SCREEN ACCESS DOOR) COORDINATE
DOOR W/ METAL PANEL INSTALLER. REFER TO SPEC
074213.

2
"

3/4"

.
D

O
O

R
 O

P
E

N
IN

G

H
E

IG
H

T

EXTERIOR WALL SHEATHING

METAL STUD RUNNER;
SECURED TO DOUBLE
STUDS @ EACH END

CONT. SEALANT AT FRAME

HOLLOW METAL FRAME
w/GROUT FILL

SCHEDULED
DOOR

CEMENT PLASTER

INTERIOREXTERIOR

@ CORNER (UON)
6" TYP

2"

3
/4

"

PAIR STEEL STUDS;
SECURED TOGETHER @
16" o.c. VERT (TYP)

EXTERIOR WALL SHEATHING

CONT. SEALANT AT FRAME

FRAME ANCHOR
(3) PER JAMB, MIN.

FACE OF WALL (WHERE OCCURS)

SCHEDULED DOOR

HOLLOW METAL FRAME
w/GROUT FILL

CEMENT PLASTER

INTERIOR

EXTERIOR

INTERIOR EXTERIOR

GLASS

STOPPER

HOLLOW
METAL FRAME

MULLION

INTERIOR

EXTERIOR

GLASS

HOLLOW METAL FRAME

MULLION

STOPPER

GLASS

ALUMINUM DOOR FRAMEINTERIOR

EXTERIOR

GALV. STEEL DOOR
FRAME MEMBER (3"x3")

WELDED PLATE STOP AT FRAME

HARDWARE (REFER TO DOOR SCHEDULE)

VERTICAL STEEL
MEMBER (GALV.)
(REFER TO PLAN)

INSIDE SCREEN WALL

OUTSIDE  SCREEN WALL

1" 1"

3'-2" DOOR OPENING

2
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Los Angeles
Lakers
Headquarters

2275 Mariposa
El Segundo, California 90245

2014-015

Door Schedule - Exterior
Doors

A-641

Door Schedule

Opng. No.

Opening Size Door Detail/Sheet Frame

Hdwe Set
Fire

Rating RemarksWidth Height Type Mat'l Thr'h Type

Finish Glass
Type Head Jamb Sill Mat'l Elev. Type

Glass
Type

Finish

Mat'l Code Mat'l Code

EX1001.1 6' - 0" 9' - 11" FG AL AL AA 02 03 4 | A-641 1+5 | A-641 3 | A-641 AL 2 - AA 02 03 #1 , #2, #6

EX1020.59 40' - 6" 12' - 0" BP AL - - - - - - - - - - - #9

EX1037.1 6' - 0" 10' - 0" FG AL AL AA 02 03 4 | A-641 4+5 | A-351 3 | A-641 AL 2 - AA 02 01 #1. #6

EX1037.2 6' - 0" 8' - 0" FG AL AL AA 01 03 2 | A-641 1 | A-641 3 | A-641 AL 2 - AA 01 01 NONE

EX1038.1 6' - 0" 7' - 10 3/4" FG AL AL AA 01 01 6 | A-341.1 3 | A-341.1 5 | A-341.1 AL 2 - AA 01 04 #1, #2, #6

EX1053.1 6' - 0" 8' - 0" FG AL AL AA 01 03 4 | A-641 1+5 | A-641 3 | A-641 AL 2 - AA 01 03 #1, #6

EX1053.2 6' - 0" 8' - 0" FG AL AL AA 01 03 4 | A-641 5+6 | A-641 3 | A-641 AL 2 - AA 01 02 NONE

EX1053.3 6' - 0" 8' - 0" FG AL AL AA 01 03 4 | A-641 5+6 | A-641 3 | A-641 AL 2 - AA 01 02 NONE

EX1053.4 6' - 0" 8' - 0" FG AL AL AA 01 03 4 | A-641 5+6 | A-641 3 | A-641 AL 2 - AA 01 02 NONE

EX1054.1 10' - 0" 12' - 0" RD STL STL PNT 02 - 4 | A-321.1 3 | A-321.1 4 | A-321.1 STL - - PNT 02 09 #11

EX1060.5 6' - 0" 9' - 10" FG AL AL AA 01 03 2 | A-641 1+6 | A-641 3 | A-641 AL 2 - AA 01 02 #6

EX1060.6 6' - 0" 9' - 10" FG AL AA AA 01 03 2 | A-641 6 | A-641 3 | A-641 AL 2 - AA 01 02 NONE

EX1060.7 6' - 0" 9' - 10" FG AL AL AA 01 03 2 | A-641 6 | A-641 3 | A-641 AL 2 - AA 01 02 NONE

EX1060.8 6' - 0" 9' - 10" FG AL AL AA 01 03 2 | A-641 1+6 | A-641 3 | A-641 AL 2 - AA 01 02 NONE

EX1061.1 3' - 0" 8' - 0" N HM AL PNT 02 - 2 | A-641 1 | A-641 3 | A-641 HM 1 PNT 02 68 - #2, #10

EX1063.1 3' - 0" 8' - 0" F HM AL PNT 02 - 2 | A-641 1 | A-641 3 | A-641 HM 1 - PNT 02 06 - #2

EX1066.1 3' - 0" 8' - 0" F HM AL PNT 01 - 2 | A-641 1 | A-641 3 | A-641 HM 1 - PNT 01 06 - #7

EX1067.1 3' - 0" 8' - 0" N HM AL PNT 01 - 2 | A-641 1 | A-641 3 | A-641 HM 1 PNT 01 07 - #7, #2

EX1067.2 10' - 0" 12' - 0" RD STL STL PNT 01 - 4 | A-321.1 3 | A-321.1 4 | A-321.1 STL - - PNT 01 09 #11

EX1070.1 3' - 0" 8' - 0" N HM AL PNT 01 - 2 | A-641 1 | A-641 3 | A-641 HM 2 PNT 01 08 - #2

EX1071.1 3' - 0" 8' - 0" F HM AL PNT 01 - 2 | A-641 1 | A-641 3 | A-641 HM 1 - PNT 01 05 - #7, #2

EX1074.1 3' - 0" 8' - 0" F HM AL PNT 01 - 2 | A-641 1 | A-641 3 | A-641 HM 1 - PNT 01 05 - #7, #2

EX1083.1 6' - 0" 9' - 10" FG AL AL AA 01 03 4 | A-641 15 | A-313 + 5 | A-641 3 | A-641 AL 2 - AA 01 03 #2, #6

EX1084.1 3' - 0" 10' - 0" FG AL AL AA 01 03 4 | A-641 15 | A-313 3 | A-641 AL 1 - AA 01 05 #2

EX2119.1 3' - 0" 9' - 0" N HM AL PNT - - 1 | A-383 1 | A-641 1 | A-383 HM 1 PNT - 69 - #12

EX3000.1 3' - 0" 6' - 0" RF HM AL PNT 01 - 2 | A-383 7 | A-641 2 | A-383 STL 1 PNT 01 70 - #13
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EXTERIOR DOOR FRAME TYPES
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Door Head Glass
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Door Jamb Glass
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Double Door Jamb Glass
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Roof Door Jamb

No. Description Date

1 50% CDs for Pricing 08/07/15

2 Plan Check 09/18/15

3 Back-Check #1 11/20/15

4 Back-Check #2 - ASI 008 01/08/16

5 Issued for Construction - ASI 010 01/22/16
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#1-  ADD "ADA" PUSH BUTTON TO DOOR REFER TO PLAN FOR LOCATION.

Door Remarks:
#2-  ADD "KEY READER" TO DOOR REFER TO PLAN FOR LOCATION.
REFER TO SECURITY DRAWINGS.

#3-  DOOR TO ALWAYS BE LOCKED W/ KEY (INSIDE STAIR).

#4-  KEYFOB DOOR HARDWARE FOR HOME TEAM.

#5-  DOOR SIZE TO ALIGN WITH EXTERIOR MULLIONS/GLAZING.
COORDINATE FINAL SIZE.

GP = GUARD POST
EX = EXTERIOR

#6-  ENTRY

#7-  STORAGE

#8-  EMERGENCY
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2014-015

Door Schedule - Interior -
Level 1

A-642

Door Schedule

Opng. No. Room Name

Opening Size Door Detail/Sheet Frame HW Set:
see Gen
Note #15

Fire
Rating RemarksWidth Height Material Type

Finish Glass
Type Head Jamb Sill Frame Material

Frame
Type Glass Type

Finish
Material Code Material Code

LEVEL 1
1001.1 EAST              LOBBY 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - L ALUM - - ALUM -
1002.1 STEAM 3' - 0" 8' - 0" GL F PNT 01 - N ALUM 5 ALUM - 28 CUSTOM 8' H DOOR BY

MANUF (SEE 13 24 26-2.34).
TRANSOM BY GC.

1002.1.1 STEAM            EQUIP 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 C ALUM 1 - PNT 01 29
1003.1 HYDRO 4' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 N ALUM 1 - ALUM - 30

1003.1.1 HYDRO                EQUIP. 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 C ALUM 1 - PNT 01 29
1004.1 HEAD       TRAINER 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 B ALUM 1 - ALUM - 31

1004.1.1 STRG. 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 32
1005.1 HYDRO 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 A ALUM 1 - PNT 01 30
1007.1 TRAINING TREATMENT 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 F ALUM 1 - PNT 01 29
1008.1 EXAM 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 M ALUM 1 - PNT 01 33
1009.1 TRAINING TREATMENT 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 B ALUM 7 - ALUM - 61
1010.1 TRAINING TREATMENT 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 B ALUM 7 - ALUM - 61
1011.1 NE                   HALL 3' - 6" 9' - 10" WD N PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01 34 ACOUSTIC SOUND SEAL
1011.2 LAUNDRY 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 A ALUM 1 - PNT 01 32
1012.1 CRYO             EQUIP 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01 35
1013.1 EXAM 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 M ALUM 1 - PNT 01 29
1014.1 SAUNA 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01 36
1015.1 LAKERS SHOWERS 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 N ALUM 1 - PNT 01 37
1016.1 J.C. 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01 35

1018.1.1 QUIET 3' - 6" 10' - 0" WD PD PNT 01 - 8/A450 12/A450 K ALUM 1 - PNT 01 38
1021.1 PLAYERS BREAKRM 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 K ALUM 1 - PNT 01 39 ACOUSTIC SOUND SEAL
1022.1 KITCHEN 3' - 6" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01
1022.2 KITCHEN 3' - 6" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01
1023.1 DRY STRG 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 N ALUM 1 - PNT 01 40
1024.1 CHEF'S OFC. 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 N ALUM 1 - PNT 01 41
1026.1 HALL 3' - 6" 9' - 10" WD F PNT 01 - 2/A450 1/A450 L ALUM 1 - PNT 01 42
1026.2 JC 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 L ALUM 1 - PNT 01 32
1027.1 VIDEO               ROOM 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 J ALUM 1 - PNT 01 32
1028.1 EAST HALL 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 10/A-453 ALUM 2 - PNT 01 11
1028.2 EAST HALL 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - F ALUM - - ALUM - 12
1028.3 EAST HALL 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - F ALUM - - ALUM - 10
1028.4 HYDRO 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - C ALUM - - ALUM - 10
1029.1 LAKERS LEGACY 6' - 0" 12' - 0" GL AG2 - - GL-2 7/A450 - L ALUM - - ALUM - 13
1030.1 WEST HALL 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 10/A-453 ALUM 2 - PNT 01 11
1030.2 WEST HALL 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 K ALUM 2 - PNT 01 14 ACOUSTIC SOUND SEAL
1033.1 NW HALL 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 K ALUM 1 - PNT 01 43
1033.2 VISITOR'S TLT/LOCKERS 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 43
1034.1 NW HALL 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 L ALUM 2 - PNT 01 15
1035.1 TLT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01 44
1036.1 TLT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01 44
1037.2 SPONSOR'S          STRG 3' - 6" 9' - 10" WD F PNT 01 - L - 4 PNT 01 29 FRAMELESS BLIND DOOR
1038.1 NW HALL 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 L ALUM 2 - PNT 01 15
1038.2 WEST HALL 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 L ALUM 2 - PNT 01 15
1038.3 WEST HALL 3' - 6" 9' - 10" WD F PNT 01 - 2/A450 1/A450 K ALUM 1 - PNT 01 46
1039.1 ELEC RM 3' - 0" 9' - 10" HM N PNT 01 - 4/A450 3/A450 L HM 1 - PNT 01 65 45
1041.1 PRESS ROOM 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - K ALUM - - ALUM - 10 ACOUSTIC SOUND SEAL
1041.2 PRESS ROOM 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 47 ACOUSTIC SOUND SEAL
1042.1 INTERVIEW 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 48 ACOUSTIC SOUND SEAL
1043.1 NW HALL 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 L ALUM 1 - PNT 01 35
1044.1 TLT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01 44
1045.1 MACH RM 3' - 0" 9' - 10" HM N PNT 01 - 4/A450 3/A450 K HM 1 - PNT 01 25 45
1046.1 SECURITY 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 41
1047.1 AUDIO 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 35
1048.1 OFFICIAL'S       TLT. A 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 43
1049.1 CHANGING 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 49
1050.1 BRDCST                    IC 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 32
1051.1 OFFICIAL'S       TLT. B 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 43
1052.1 CHANGING 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 49
1053.1 JC 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 K ALUM 1 - PNT 01 32
1054.1 GAME DAY EQUIPMENT

STORAGE
3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 K ALUM 1 - PNT 01 35

1054.2 WEST HALL 12' - 0" 12' - 0" MTL OCD PNT 01 - 9/A450 10/A450 K MTL MFR - PNT 01 09
1055.1 WEST HALL 12' - 0" 12' - 0" MTL OCD PNT 01 - 9/A450 10/A450 10/A-453 MTL MFR - PNT 01 09
1055.2 WEST HALL 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 J ALUM 1 - PNT 01
1055.3 WEST HALL 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 10/A-453 ALUM 2 - PNT 01 16
1055.4 EXHIBITION 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 D ALUM 1 - PNT 01 15
1058.1 IT 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 A ALUM 1 - PNT 01 35
1059.1 JC 3' - 6" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01 29
1060.1 STAIR SOUTH 3' - 0" 10' - 0" HM N PNT 01 - 4/A450 3/A450 B HM 1 - PNT 01 26 90
1060.2 EXHIBITION 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 10/A-453 ALUM 2 - PNT 01 11
1060.3 EXHIBITION 3' - 6" 9' - 10" WD N PNT 01 - 2/A450 1/A450 10/A-453 ALUM 1 - PNT 01 50
1060.4 EXHIBITION 3' - 6" 9' - 10" WD N PNT 01 - 2/A450 1/A450 10/A-453 ALUM 1 - PNT 01 50
1060.5 EXHIBITION 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 10/A-453 ALUM 2 - PNT 01 11
1060.6 EXHIBITION 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 B ALUM 2 - PNT 01 17
1060.7 EXHIBITION 3' - 0" 9' - 10" WD N PNT 01 2/A450 1/A450 10/A-453 ALUM 1 - PNT 01
1062.1 TICKETS 3' - 0" 10' - 0" HM N PNT 01 - 4/A450 3/A450 D HM 1 - PNT 01 51 90
1064.1 OFFICE 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 52
1065.1 BLDG                   MAINT. 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 52
1068.1 MAIL 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 41
1069.1 MAIN ELEC 3' - 0" 9' - 10" HM N PNT 01 - 4/A450 3/A450 L HM 1 - PNT 01 27 45
1071.1 PLAYER EQUIP STRG 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 10/A-453 ALUM 2 - PNT 01 18
1074.1 D-FENDERS   STRG 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 A ALUM 1 - PNT 01 32
1075.1 D-FENDERS LAUNDRY 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 N ALUM 1 - PNT 01 53
1076.1 D-FENDERS TOILET 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01
1077.1 D-FENDERS TOILET 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01
1080.1 TRAINER 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 B ALUM 7 - ALUM -
1081.1 D-FENDERS TRAINING 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 A ALUM 7 - ALUM -
1082.1 HYDRO          EQUIP 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 F ALUM 1 - PNT 01
1083.1 HALL 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 10/A-453 ALUM 2 - PNT 01 11
1083.2 HALL 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - B ALUM - - ALUM - 15
1083.3 HALL 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - C ALUM - - ALUM - 15
1084.1 STRG 3' - 0" 10' - 0" HM N PNT 01 - 4/A450 3/A450 M HM 1 - PNT 01 32 90
1084.2 COURT 16' - 0" 10' - 0" MTL OCD PNT 01 - 9/A450 10/A450 10/A-453 MTL MFR PNT 01 09
1085.1 WEIGHT  TRAINING 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 B ALUM 7 - ALUM - 54

Scale:
Ref:

A-642
 3" = 1'-0"

1 TYPICAL INTERIOR THRESHOLDS

1 EXIT DOORS SHALL BE READILY OPERABLE FROM THE EGRESS SIDE WITHOUT THE USE OF A
KEY OR SPECIAL KNOWLEDGE OR EFFORT. BUILDING CODE 1008.1.9

2 EXIT DOORS SHALL BE OPERABLE WITH A SINGLE MOTION.

3 HAND-ACTIVATED DOOR OPENING HARDWARE SHALL BE CENTERED BETWEEN 30"-44" A.F.F.

4 EFFORT OF OPERATION: 5LBS. EXTERIOR & INTERIOR DOORS; 15 LBS. FOR FIRE RATED
DOORS.

5 DOOR ASSEMBLIES SHALL BE INSTALLED IN ACCORDANCE TO MANUFACTURER INSTALLATION
INSTSTRUCTIONS.

6 MANUFACTURER'S INSTALLATION INSTRUCTIONS SHALL BE AVAILABLE AT THE JOBSITE.

7 REFER TO THE SPECIFICATIONS FOR GLAZING TYPES.

8 REFER TO A450 FOR DOOR HEAD JAMB AND SILL DETAILS.

9 REFER TO SPECIFICATIONS FOR FULL DESCRIPTION OF THE HARDWARE SETS.

10 ALL DOORS TO HAVE POSITIVE LATCHING.

11 FIRE-RATING OF GLAZING IN DOORS SHALL MEET THE FIRE RATING REQUIREMENT OF THE
DOORS TO WHICH THEY ARE INSTALLED.

12. ALL RATED AND SMOKE SEALED DOORS ARE TO MAINTAIN MAXIMUM GAP OF 1/8" @ FRAME
TO HEAD, HINGE & STRIKE

13 BATHROOM PARTITION DOORS TO BE SELF-CLOSING U-SHAPED HANDLE BELOW THE LATCH,
AND 34" MIN. CLEAR PER CBC 11158.3.1.4.4 AND 1158.3.1.4.5.

14 THE MINIMUM WIDTH OF EACH DOOR OPENING SHALL BE SUFFICIENT FOR THE OCCUPANT
LOAD THEREOF AND SHALL PROVIDE A CLEAR WIDTH OF NOT LESS THAN 32 INCHES. THE HEIGHT
OF DOORS SHALL NOT BE LESS THAN 80 INCHES. BUILDING CODE 1008.1.1

15 FOR HARDWARE SET OF EACH DOOR, SEE HARDWARE SCHEDULE IN SPECIFICATION SECTION 087100-3.8.

16 FOR TYPE FS2 & FS3 HORIZONTAL SLIDING DOORS & SWING DOORS SO NOTED IN REMARKS, SEE SPECIFICATION
SECTION 10 22 19 DEMOUNTABLE PARTITIONS. DEMOUNTABLE PARTITION SYSTEM GLASS FRONTS (OF/OI). GC TO
PROVIDE FINISHED OPENINGS & RESPONSIBLE FOR COORDINATING INSTALLATION W/ OWNER'S INSTALLER. GC TO
PATCH & REPAIR WALLS.PAINT AS NEEDED AFTER INSTALLATION. REFER TO MANUFACTURER'S DETAILS.

17. ALL SINGLE & DOUBLE GLASS DOORS IN PROJECT TO RECEIVE PUSH/PULL BAR ASSEMBLY (ROCKWOOD 3301,
96"H), AS WELL AS PIVOT DOOR IN GALLERY; INSTALL AT 12" AFF. PULLS FOR DEMOUNTABLE PARTITION GLASS
FRONT DOORS SHALL MATCH.

18 FRAME & DOOR FINISH CODES:
01 = PAINT TO MATCH ADJACENT FINISH
 -  = N/A PAINT NOT REQUIRED U.N.O

GENERAL NOTES:

No. Description Date
1 50% CD'S For Pricing 08/07/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16



#1-  ADD "ADA" PUSH BUTTON TO DOOR REFER TO PLAN FOR LOCATION.

Door Remarks:
#2-  ADD "KEY READER" TO DOOR REFER TO PLAN FOR LOCATION.
REFER TO SECURITY DRAWINGS.

#3-  DOOR TO ALWAYS BE LOCKED W/ KEY (INSIDE STAIR).

#4-  KEYFOB DOOR HARDWARE FOR HOME TEAM.

#5-  DOOR SIZE TO ALIGN WITH EXTERIOR MULLIONS/GLAZING.
COORDINATE FINAL SIZE.

GP = GUARD POST
EX = EXTERIOR

#6-  ENTRY

#7-  STORAGE

#8-  EMERGENCY
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Door Schedule - Interior -
Level 02

A-643

Door Schedule Level 02

Room Name

Opening Size Door Detail / Sheet Frame Hdwe
Set: see

Gen Note
#15

Fire
Rating RemarksWidth Height Material Type

Finish
Glass
Type Head Jamb Sill Frame Material

Frame
Type Glass Type

Finish

Material Code Material Code

Level 2
2001.1 PRESIDENT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 51
2001.2 PRESIDENT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 51
2001.3 PRESIDENT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 51
2002.1 POWDER 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 49
2003.1 TOILET 3' - 6" 10' - 0" WD PD PNT 01 - 8/A450 12/A450 N ALUM 1 - PNT 01 62
2004.1 OFFICE A 2' - 10" 9' - 10" GL FS2 - - - 13D/A450 14B/A450 J ALUM 4 - ALUM - 63
2004.2 OFFICE A 2' - 10" 9' - 10" GL FS2 - - - 13D/A450 14B/A450 J ALUM 4 - ALUM - 63
2005.1 OFFICE A 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 J ALUM 1 - PNT 01 41
2006.1 OFFICE A 2' - 10" 9' - 10" GL FS2 - - - 13D/A450 14B/A450 J ALUM 4 - ALUM - 63
2006.2 OFFICE A 2' - 10" 9' - 10" GL FS2 - - - 13D/A450 14B/A450 J ALUM 4 - ALUM -
2007.1 OFFICE A 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 J ALUM 1 - PNT 01 41
2008.1 EXEC ASSIST 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 J ALUM 1 - ALUM - 31 PER SECTION 102219
2008.2 EXEC ASSIST 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2009.1 FILE RM 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 35
2011.1 IT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 35
2012.1 WOMEN 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 43

2012.1.1 JC 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01
2013.1 MEN 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 43 WT
2014.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2015.1 STRG 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 35
2016.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2017.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2018.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2020.1 SOCIAL MEDIA SUITE 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM - 54 PER SECTION 102219
2021.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2022.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM -
2023.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM -
2024.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM -
2025.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM -
2026.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM -
2027.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM -
2028.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM -
2029.1 CONF. 2' - 10" 9' - 10" GL FS2 - - - 13D/A450 14B/A450 N ALUM 4 - ALUM -
2030.1 WAITING 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM - 54
2031.1 BREAKRM 3' - 6" 10' - 0" WD PD PNT 01 - 8/A450 12/A450 A ALUM 1 - PNT 01 39
2031.2 STRG 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 M ALUM 1 - PNT 01 35
2033.1 STRG 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 35
2034.1 COPY CTR 3' - 6" 10' - 0" WD PD PNT 01 - 8/A450 12/A450 A ALUM 1 - PNT 01 39
2035.1 COPY CTR 3' - 6" 9' - 10" WD F PNT 01 - 2/A450 1/A450 M ALUM 1 - PNT 01 35
2036.1 CONF. 2' - 10" 9' - 10" GL FS2 - - - 13D/A450 14B/A450 N ALUM 4 - ALUM - 63
2037.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2038.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2039.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2040.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2041.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM -
2042.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2043.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2044.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2046.1 STRG 3' - 6" 9' - 10" WD F PNT 01 - 2/A450 1/A450 M ALUM 1 - PNT 01 35
2047.1 HALL 3' - 6" 9' - 10" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM - 31 PER SECTION 102219
2048.1 OFFICE C 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 41
2049.1 STRG. 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 35
2051.1 CONF 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM - 54 PER SECTION 102219
2051.2 CONF 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM - 54 PER SECTION 102219
2052.1 WORK RM 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 52
2053.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2054.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2055.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2056.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2057.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 J ALUM 7 - ALUM - 61
2058.1 STRG. 5' - 0" 10' - 0" WD F2 PNT 01 - 2/A450 1/A450 D ALUM 2 - PNT 01 19 -
2058.2 STRG. 5' - 0" 10' - 0" WD F2 PNT 01 - 2/A450 1/A450 D ALUM 2 - PNT 01 19 -
2058.3 STRG. 5' - 0" 10' - 0" WD F2 PNT 01 - 2/A450 1/A450 D ALUM 2 - PNT 01 19 -
2060.1 TLT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 44
2061.1 CONF. 2' - 10" 9' - 10" GL FS2 - - - 13D/A450 14B/A450 K ALUM 4 - ALUM - 63
2062.1 ELECT RM 3' - 0" 9' - 10" HM N PNT 01 - 4/A450 3/A450 K HM 1 - PNT 01 65 45
2063.1 WAITING 6' - 0" 9' - 10" GL FG2 - - GL-4 2/A450 1/A450 K ALUM 2 - ALUM - 20 W/ BULLET RESISTANT

FIBERGLASS PANEL
2063.2 HALL 6' - 0" 9' - 10" GL FG2 - - GL-4 2/A450 1/A450 K ALUM 2 - ALUM - 23 W/ BULLET RESISTANT

FIBERGLASS PANEL
2064.1 VEST. 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 44
2065.1 TLT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 44
2066.1 CONF. 6' - 0" 10' - 0" GL AG2 - - GL-2 7/A450 - D ALUM - - ALUM -
2067.1 OFFICE C 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 41
2068.1 STOR. 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 35
2070.1 EXEC ASSIST. 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2072.1 EXEC ASSIST. 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2073.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2074.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2076.1 FILE RM 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 M ALUM 1 - PNT 01 35
2077.1 COPY 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 52
2078.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2079.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2080.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2081.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2083.1 OPEN OFFICE 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2084.1 OPEN OFFICE 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2085.1 OPEN OFFICE 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2086.1 OPEN OFFICE 4' - 6" 9' - 10" WD F2 PNT 01 B ALUM 2 PNT 01 52

2086.1.1 STRG 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01
2086.2 STRG 4' - 6" 9' - 10" WD F2 PNT 01 B ALUM 2 PNT 01
2087.1 IT SERVER ROOM 3' - 0" 9' - 10" HM N PNT 01 - 4/A450 3/A450 B HM 1 - PNT 01 35 45
2087.2 IT SERVER ROOM 4' - 0" 10' - 0" WD F PNT 01 - B ALUM 1 PNT 01 55 45
2087.3 IT SERVER ROOM 3' - 0" 9' - 10" HM N PNT 01 - 4/A450 3/A450 B HM 1 - PNT 01 51 45
2088.1 TOILET 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 A ALUM 1 - PNT 01 44
2089.1 TOILET 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 A ALUM 1 - PNT 01 44
2090.1 HEADQUARTERS SUITE 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - D ALUM - - ALUM - 21
2090.2 HEADQUARTERS SUITE 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - D ALUM - - ALUM - 21
2090.3 HEADQUARTERS SUITE 6' - 0" 9' - 10" GL AG2 - - GL-2 7/A450 - D ALUM - - ALUM - 21
2092.1 CATERING 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 52
2092.2 JC 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 F ALUM 1 - PNT 01 32
2093.1 VEST. 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 56
2094.1 STAIR SOUTH 3' - 0" 10' - 0" HM N PNT 01 - 4/A450 3/A450 B HM 1 - PNT 01 27 90
2094.2 HEADQUARTERS SUITE 3' - 0" 10' - 0" HM N PNT 01 - 4/A450 3/A450 B HM 1 - PNT 01 26 90
2095.1 LAKERS COACH LOCKERS 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 57
2095.2 LAKERS COACH LOCKERS 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 57
2095.3 LAKERS COACH LOCKERS 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 32
2096.1 COACHES SHOWER 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 C ALUM 1 - PNT 01 32
2097.1 VEST. 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 58
2097.2 VEST. 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 D ALUM 1 - PNT 01 32
2098.1 D-FENDERS COACH LOCKER 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 I ALUM 1 - PNT 01 57
2099.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2100.1 CONF. 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM - 61 PER SECTION 102219
2100.2 CONF. 3' - 6" 10' - 0" WD PD PNT 01 - 8/A450 12/A450 J ALUM 1 - PNT 01 61
2100.3 CONF. 3' - 6" 10' - 0" WD PD PNT 01 - 8/A450 12/A450 J ALUM 1 - PNT 01 59
2101.1 OFFICE C 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM - 61 PER SECTION 102219
2102.1 IT 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 35
2103.1 OPEN OFFICE 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM -
2105.1 CONF. 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM - 59 PER SECTION 102219
2106.1 HALL 3' - 2" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM -

2106.1.1 STORAGE 6' - 0" 10' - 0" WD F2 PNT 01 - 2/A450 1/A450 D ALUM 2 PNT 01 -
2106.2 OPEN OFFICE 3' - 0" 10' - 0" GL AG - - GL-2 13D/A450 14A/A450 D ALUM 1 - ALUM -
2107.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2108.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2109.1 STRG. 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 35
2110.1 OFFICE A 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2111.1 OFFICE A 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2112.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2113.1 COPY/STRG 3' - 0" 9' - 10" WD F PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 52
2114.1 OFFICE C 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2115.1 OFFICE B 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2116.1 WAR ROOM 6' - 0" 10' - 0" HM F2 PNT 01 - 4/A450 3/A450 D HM 2 - PNT 01 22 -
2117.1 OFFICE A 6' - 9" 10' - 0" GL FS2 - - - 13B/A450 14B/A450 D ALUM 7 - ALUM - 61
2118.1 WAR ROOM 13' - 1" 10' - 0" GL FS3 - 03 - 13B/A450 - D ALUM 3 ALUM - 61
2119.1 STAIR EAST 3' - 6" 9' - 10" WD F PNT 01 - 2-A450 1-A450 D ALUM 1 - PNT 01 60
2126.1 VEST. 3' - 0" 9' - 10" WD N PNT 01 - 2/A450 1/A450 B ALUM 1 - PNT 01 60
2126.2 HEADQUARTERS SUITE 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 D ALUM 2 - PNT 01 15
2126.3 HEADQUARTERS SUITE 6' - 0" 9' - 10" WD F2 PNT 01 - 2/A450 1/A450 D ALUM 2 - PNT 01 15

1 EXIT DOORS SHALL BE READILY OPERABLE FROM THE EGRESS SIDE WITHOUT THE USE OF A
KEY OR SPECIAL KNOWLEDGE OR EFFORT. BUILDING CODE 1008.1.9

2 EXIT DOORS SHALL BE OPERABLE WITH A SINGLE MOTION.

3 HAND-ACTIVATED DOOR OPENING HARDWARE SHALL BE CENTERED BETWEEN 30"-44" A.F.F.

4 EFFORT OF OPERATION: 5LBS. EXTERIOR & INTERIOR DOORS; 15 LBS. FOR FIRE RATED
DOORS.

5 DOOR ASSEMBLIES SHALL BE INSTALLED IN ACCORDANCE TO MANUFACTURER INSTALLATION
INSTSTRUCTIONS.

6 MANUFACTURER'S INSTALLATION INSTRUCTIONS SHALL BE AVAILABLE AT THE JOBSITE.

7 REFER TO THE SPECIFICATIONS FOR GLAZING TYPES.

8 REFER TO A450 FOR DOOR HEAD JAMB AND SILL DETAILS.

9 REFER TO SPECIFICATIONS FOR FULL DESCRIPTION OF THE HARDWARE SETS.

10 ALL DOORS TO HAVE POSITIVE LATCHING.

11 FIRE-RATING OF GLAZING IN DOORS SHALL MEET THE FIRE RATING REQUIREMENT OF THE
DOORS TO WHICH THEY ARE INSTALLED.

12. ALL RATED AND SMOKE SEALED DOORS ARE TO MAINTAIN MAXIMUM GAP OF 1/8" @ FRAME
TO HEAD, HINGE & STRIKE

13 BATHROOM PARTITION DOORS TO BE SELF-CLOSING U-SHAPED HANDLE BELOW THE LATCH,
AND 34" MIN. CLEAR PER CBC 11158.3.1.4.4 AND 1158.3.1.4.5.

14 THE MINIMUM WIDTH OF EACH DOOR OPENING SHALL BE SUFFICIENT FOR THE OCCUPANT
LOAD THEREOF AND SHALL PROVIDE A CLEAR WIDTH OF NOT LESS THAN 32 INCHES. THE HEIGHT
OF DOORS SHALL NOT BE LESS THAN 80 INCHES. BUILDING CODE 1008.1.1

15 FOR HARDWARE SET OF EACH DOOR, SEE HARDWARE SCHEDULE IN SPECIFICATION SECTION 087100-3.8.

16 FOR TYPE FS2 & FS3 HORIZONTAL SLIDING DOORS & SWING DOORS SO NOTED IN REMARKS, SEE SPECIFICATION
SECTION 10 22 19 DEMOUNTABLE PARTITIONS. DEMOUNTABLE PARTITION SYSTEM GLASS FRONTS (OF/OI). GC TO
PROVIDE FINISHED OPENINGS & RESPONSIBLE FOR COORDINATING INSTALLATION W/ OWNER'S INSTALLER. GC TO
PATCH & REPAIR WALLS.PAINT AS NEEDED AFTER INSTALLATION. REFER TO MANUFACTURER'S DETAILS.

17. ALL SINGLE & DOUBLE GLASS DOORS IN PROJECT TO RECEIVE PUSH/PULL BAR ASSEMBLY (ROCKWOOD 3301,
96"H), AS WELL AS PIVOT DOOR IN GALLERY; INSTALL AT 12" AFF. PULLS FOR DEMOUNTABLE PARTITION GLASS
FRONT DOORS SHALL MATCH.

18 FRAME & DOOR FINISH CODES:
01 = PAINT TO MATCH ADJACENT FINISH
 -  = N/A PAINT NOT REQUIRED U.N.O

GENERAL NOTES:

No. Description Date
1 50% CD'S For Pricing 08/07/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16
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ACT-02
2'X6' ACOUSTICAL CEILING TILE

SUPPLY AIR DIFFUSER GRILLE

GWB
GYPSUM CEILING BOARD

EC = EXPOSED CEILING OPEN TO STRUCTURE ABOVE
EC-P = EXPOSED CEILING PAINTED

1.  PROVIDE & INSTALL POCKETS FOR MANUAL MECHOSHADES AT ALL EXTERIOR VISION GLASS
PANELS, ALL COURTSIDE GLASS PANELS AND ALL GLASS WINDOWS OVERLOOKING COURT.
RECESS POCKETS IN GWB CEILING, TYP.

2. SEE E-111, E-112, E-121, & E-122 FOR EXIT LIGHT LOCATIONS.

3. INSTALL CONTROL JOINTS ON COLUMN LINES @24'-0" O/C FOR GYPSUM BOARD CEILING
AREAS. COORDINATE FINAL LOCATIONS W/ ARCHITECT.

4. ALL CEILING GRID LAYOUTS SHALL BE CENTERED WITHIN
ROOMS, UNLESS OTHERWISE NOTED.

5. REFER TO ELECTRICAL DRAWINGS FOR INFORMATION ON ALL
LIGHT FIXTURE TYPES.

General Reflected Ceiling Notes

ROLLER WINDOW SHADES -
RECESSED IN CLG, SEE 12 24 13

6. CONTRACTOR SHALL VERIFY APPROPRIATE CONSTRUCTION AND/OR SEALANT AROUND
PENETRATIONS AND WALL PARTITIONS INDICATED ON THE FLOOR PLANS OR REFLECTED
CEILING PLAN TO BE FIRE RATED PARTITIONS.

7. ALL LIGHTS AND OTHER ITEMS PENETRATING LAY-IN CEILING PANELS SHALL BE LOCATED IN
THE CENTER OF A PANEL, UNLESS OTHERWISE NOTED OR DIMENSIONED. NO IRREGULAR
PLACEMENTS OF THESE ITEMS WILL BE ACCEPTED. COORDINATE THE INSTALLATION OF
THESE ITEMS WITH THE CEILING SUPPLIER.

8. LOCATIONS OF SPRINKLER HEADS ARE NOT SHOWN ON REFLECTED CEILING PLANS. THE
SPRINKLER CONTRACTOR WILL BE RESPONSIBLE FOR THE FINAL NUMBER AND LAYOUT OF
SPRINKLER HEADS REQUIRED. SPRINKLER CONTRACTOR WILL FURTHER BE RESPONSIBLE
FOR THEIR DISTRIBUTION IN ORDER TO PROVIDE PROTECTION AS REQUIRED BY CODE. REFER
TO MECHANICAL DRAWINGS AND SPECIFICATIONS FOR SPECIFIC SPRINKLER REQUIREMENTS
AND AFFECTED AREAS.

9. CEILINGS NOTED AS "EC-P" ARE INTENDED TO BE EXPOSED CONSTRUCTION THAT IS
PAINTED. THIS INCLUDES PREPARING SURFACES (STRUCTURE ABOVE). ALL ITEMS,
MECHANICAL DUCTWORK, CONDUIT, PIPING, AND STRUCTURE (BEAMS, COLUMNS, DECK) ARE
TO BE PAINTED AS INDICATED ON THE ROOM FINISH PLANS. STRUCTURE WITH FIRE
PROTECTION TO BE SEALED AND PAINTED IN ACCORDANCE WITH MFR RECOMMENDATIONS
FOR PAINTING.

10. PROVIDE SPRAY-ON FIREPROOFING FOR ALL PROPOSED STRUCTURAL STEEL FRAMING
FOR THE PROJECT AS REQUIRED BY CODE (REFER TO SHEET G-003 AND G-003.1). VERIFY
AREAS OF INTUMESCENT PAINT, IF REQUIRED.

RETURN AIR / EXHAUST GRILLE
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ACT-02
2'X6' ACOUSTICAL CEILING TILE

SUPPLY AIR DIFFUSER GRILLE

GWB
GYPSUM CEILING BOARD

EC = EXPOSED CEILING OPEN TO STRUCTURE ABOVE
EC-P = EXPOSED CEILING PAINTED

1.  PROVIDE & INSTALL POCKETS FOR MANUAL MECHOSHADES AT ALL EXTERIOR VISION GLASS
PANELS, ALL COURTSIDE GLASS PANELS AND ALL GLASS WINDOWS OVERLOOKING COURT.
RECESS POCKETS IN GWB CEILING, TYP.

2. SEE E-111, E-112, E-121, & E-122 FOR EXIT LIGHT LOCATIONS.

3. INSTALL CONTROL JOINTS ON COLUMN LINES @24'-0" O/C FOR GYPSUM BOARD CEILING
AREAS. COORDINATE FINAL LOCATIONS W/ ARCHITECT.

4. ALL CEILING GRID LAYOUTS SHALL BE CENTERED WITHIN
ROOMS, UNLESS OTHERWISE NOTED.

5. REFER TO ELECTRICAL DRAWINGS FOR INFORMATION ON ALL
LIGHT FIXTURE TYPES.

General Reflected Ceiling Notes

ROLLER WINDOW SHADES -
RECESSED IN CLG, SEE 12 24 13

6. CONTRACTOR SHALL VERIFY APPROPRIATE CONSTRUCTION AND/OR SEALANT AROUND
PENETRATIONS AND WALL PARTITIONS INDICATED ON THE FLOOR PLANS OR REFLECTED
CEILING PLAN TO BE FIRE RATED PARTITIONS.

7. ALL LIGHTS AND OTHER ITEMS PENETRATING LAY-IN CEILING PANELS SHALL BE LOCATED IN
THE CENTER OF A PANEL, UNLESS OTHERWISE NOTED OR DIMENSIONED. NO IRREGULAR
PLACEMENTS OF THESE ITEMS WILL BE ACCEPTED. COORDINATE THE INSTALLATION OF
THESE ITEMS WITH THE CEILING SUPPLIER.

8. LOCATIONS OF SPRINKLER HEADS ARE NOT SHOWN ON REFLECTED CEILING PLANS. THE
SPRINKLER CONTRACTOR WILL BE RESPONSIBLE FOR THE FINAL NUMBER AND LAYOUT OF
SPRINKLER HEADS REQUIRED. SPRINKLER CONTRACTOR WILL FURTHER BE RESPONSIBLE
FOR THEIR DISTRIBUTION IN ORDER TO PROVIDE PROTECTION AS REQUIRED BY CODE. REFER
TO MECHANICAL DRAWINGS AND SPECIFICATIONS FOR SPECIFIC SPRINKLER REQUIREMENTS
AND AFFECTED AREAS.

9. CEILINGS NOTED AS "EC-P" ARE INTENDED TO BE EXPOSED CONSTRUCTION THAT IS
PAINTED. THIS INCLUDES PREPARING SURFACES (STRUCTURE ABOVE). ALL ITEMS,
MECHANICAL DUCTWORK, CONDUIT, PIPING, AND STRUCTURE (BEAMS, COLUMNS, DECK) ARE
TO BE PAINTED AS INDICATED ON THE ROOM FINISH PLANS. STRUCTURE WITH FIRE
PROTECTION TO BE SEALED AND PAINTED IN ACCORDANCE WITH MFR RECOMMENDATIONS
FOR PAINTING.

10. PROVIDE SPRAY-ON FIREPROOFING FOR ALL PROPOSED STRUCTURAL STEEL FRAMING
FOR THE PROJECT AS REQUIRED BY CODE (REFER TO SHEET G-003 AND G-003.1). VERIFY
AREAS OF INTUMESCENT PAINT, IF REQUIRED.
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098436 Sound-Absorbing Ceiling Units  -
Typical

ACOUSTIC BAFFLES: Acoustic baffles or
Lapendary panels suspended horizontally
(draped) from the underside of the non-
acoustic structural roof deck.
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EC = EXPOSED CEILING OPEN TO STRUCTURE ABOVE
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1.  PROVIDE & INSTALL POCKETS FOR MANUAL MECHOSHADES AT ALL EXTERIOR VISION GLASS
PANELS, ALL COURTSIDE GLASS PANELS AND ALL GLASS WINDOWS OVERLOOKING COURT.
RECESS POCKETS IN GWB CEILING, TYP.

2. SEE E-111, E-112, E-121, & E-122 FOR EXIT LIGHT LOCATIONS.

3. INSTALL CONTROL JOINTS ON COLUMN LINES @24'-0" O/C FOR GYPSUM BOARD CEILING
AREAS. COORDINATE FINAL LOCATIONS W/ ARCHITECT.

4. ALL CEILING GRID LAYOUTS SHALL BE CENTERED WITHIN
ROOMS, UNLESS OTHERWISE NOTED.

5. REFER TO ELECTRICAL DRAWINGS FOR INFORMATION ON ALL
LIGHT FIXTURE TYPES.

General Reflected Ceiling Notes

ROLLER WINDOW SHADES -
RECESSED IN CLG, SEE 12 24 13

6. CONTRACTOR SHALL VERIFY APPROPRIATE CONSTRUCTION AND/OR SEALANT AROUND
PENETRATIONS AND WALL PARTITIONS INDICATED ON THE FLOOR PLANS OR REFLECTED
CEILING PLAN TO BE FIRE RATED PARTITIONS.

7. ALL LIGHTS AND OTHER ITEMS PENETRATING LAY-IN CEILING PANELS SHALL BE LOCATED IN
THE CENTER OF A PANEL, UNLESS OTHERWISE NOTED OR DIMENSIONED. NO IRREGULAR
PLACEMENTS OF THESE ITEMS WILL BE ACCEPTED. COORDINATE THE INSTALLATION OF
THESE ITEMS WITH THE CEILING SUPPLIER.

8. LOCATIONS OF SPRINKLER HEADS ARE NOT SHOWN ON REFLECTED CEILING PLANS. THE
SPRINKLER CONTRACTOR WILL BE RESPONSIBLE FOR THE FINAL NUMBER AND LAYOUT OF
SPRINKLER HEADS REQUIRED. SPRINKLER CONTRACTOR WILL FURTHER BE RESPONSIBLE
FOR THEIR DISTRIBUTION IN ORDER TO PROVIDE PROTECTION AS REQUIRED BY CODE. REFER
TO MECHANICAL DRAWINGS AND SPECIFICATIONS FOR SPECIFIC SPRINKLER REQUIREMENTS
AND AFFECTED AREAS.

9. CEILINGS NOTED AS "EC-P" ARE INTENDED TO BE EXPOSED CONSTRUCTION THAT IS
PAINTED. THIS INCLUDES PREPARING SURFACES (STRUCTURE ABOVE). ALL ITEMS,
MECHANICAL DUCTWORK, CONDUIT, PIPING, AND STRUCTURE (BEAMS, COLUMNS, DECK) ARE
TO BE PAINTED AS INDICATED ON THE ROOM FINISH PLANS. STRUCTURE WITH FIRE
PROTECTION TO BE SEALED AND PAINTED IN ACCORDANCE WITH MFR RECOMMENDATIONS
FOR PAINTING.

10. PROVIDE SPRAY-ON FIREPROOFING FOR ALL PROPOSED STRUCTURAL STEEL FRAMING
FOR THE PROJECT AS REQUIRED BY CODE (REFER TO SHEET G-003 AND G-003.1). VERIFY
AREAS OF INTUMESCENT PAINT, IF REQUIRED.

RETURN AIR / EXHAUST GRILLE
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Typical

Base Bid          ACOUSTIC BAFFLES:
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ACT-02
2'X6' ACOUSTICAL CEILING TILE

SUPPLY AIR DIFFUSER GRILLE

GWB
GYPSUM CEILING BOARD

EC = EXPOSED CEILING OPEN TO STRUCTURE ABOVE
EC-P = EXPOSED CEILING PAINTED

1.  PROVIDE & INSTALL POCKETS FOR MANUAL MECHOSHADES AT ALL EXTERIOR VISION GLASS
PANELS, ALL COURTSIDE GLASS PANELS AND ALL GLASS WINDOWS OVERLOOKING COURT.
RECESS POCKETS IN GWB CEILING, TYP.

2. SEE E-111, E-112, E-121, & E-122 FOR EXIT LIGHT LOCATIONS.

3. INSTALL CONTROL JOINTS ON COLUMN LINES @24'-0" O/C FOR GYPSUM BOARD CEILING
AREAS. COORDINATE FINAL LOCATIONS W/ ARCHITECT.

4. ALL CEILING GRID LAYOUTS SHALL BE CENTERED WITHIN
ROOMS, UNLESS OTHERWISE NOTED.

5. REFER TO ELECTRICAL DRAWINGS FOR INFORMATION ON ALL
LIGHT FIXTURE TYPES.

General Reflected Ceiling Notes

ROLLER WINDOW SHADES -
RECESSED IN CLG, SEE 12 24 13

6. CONTRACTOR SHALL VERIFY APPROPRIATE CONSTRUCTION AND/OR SEALANT AROUND
PENETRATIONS AND WALL PARTITIONS INDICATED ON THE FLOOR PLANS OR REFLECTED
CEILING PLAN TO BE FIRE RATED PARTITIONS.

7. ALL LIGHTS AND OTHER ITEMS PENETRATING LAY-IN CEILING PANELS SHALL BE LOCATED IN
THE CENTER OF A PANEL, UNLESS OTHERWISE NOTED OR DIMENSIONED. NO IRREGULAR
PLACEMENTS OF THESE ITEMS WILL BE ACCEPTED. COORDINATE THE INSTALLATION OF
THESE ITEMS WITH THE CEILING SUPPLIER.

8. LOCATIONS OF SPRINKLER HEADS ARE NOT SHOWN ON REFLECTED CEILING PLANS. THE
SPRINKLER CONTRACTOR WILL BE RESPONSIBLE FOR THE FINAL NUMBER AND LAYOUT OF
SPRINKLER HEADS REQUIRED. SPRINKLER CONTRACTOR WILL FURTHER BE RESPONSIBLE
FOR THEIR DISTRIBUTION IN ORDER TO PROVIDE PROTECTION AS REQUIRED BY CODE. REFER
TO MECHANICAL DRAWINGS AND SPECIFICATIONS FOR SPECIFIC SPRINKLER REQUIREMENTS
AND AFFECTED AREAS.

9. CEILINGS NOTED AS "EC-P" ARE INTENDED TO BE EXPOSED CONSTRUCTION THAT IS
PAINTED. THIS INCLUDES PREPARING SURFACES (STRUCTURE ABOVE). ALL ITEMS,
MECHANICAL DUCTWORK, CONDUIT, PIPING, AND STRUCTURE (BEAMS, COLUMNS, DECK) ARE
TO BE PAINTED AS INDICATED ON THE ROOM FINISH PLANS. STRUCTURE WITH FIRE
PROTECTION TO BE SEALED AND PAINTED IN ACCORDANCE WITH MFR RECOMMENDATIONS
FOR PAINTING.

10. PROVIDE SPRAY-ON FIREPROOFING FOR ALL PROPOSED STRUCTURAL STEEL FRAMING
FOR THE PROJECT AS REQUIRED BY CODE (REFER TO SHEET G-003 AND G-003.1). VERIFY
AREAS OF INTUMESCENT PAINT, IF REQUIRED.

RETURN AIR / EXHAUST GRILLE

CEILING HEIGHTX'-X" A.F.F.
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(North)

Area 2
(South)

NOTE: FURNITURE AND EQUIPMENT PLAN FOR
REFERENCE ONLY ALL FURNITURE AND EQUIPMENT
N.I.C. U.N.O.  IN DOCUMENTS.

No. Description Date
1 50% CD'S For Pricing 08/07/15
2 Foundation & Utilities Permit 08/12/15
3 Plan Check 09/18/15
4 Back Check #1 11/20/15
5 Back Check #2 - ASI 008 01/08/16
6 Issued for Construction - ASI 010 01/22/16
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